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PRE-BID MEETING SUMMARY
STATE OF DELAWARE - DEALAWARE ARMY NATIONAL GUARD (DEARNG)
BBTS HVAC UPGRADES PHASE 3
FMO-DEARNG # 27670
DEARNG CONTRACT # 2018-05
ADDENDUM #2

GENERAL STATEMENT:

1. The split system for building 151, and RTU-1 ESP were revised per the attached dwgs. M-600
Rev-1, ED-102 Rev-1, & E-102 Rev-1.

Summarized By: DEDC, lic
Mike Finamore
Date: June 29, 2018
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SPLIT-SYSTEM AIR HANDLING UNIT SCHEDULIE

SUPPLY AIR FAN COOLING CAPACITY CONDENSING UNIT POWER SUPPLY | HEATING CAPACITY FURNACE POWER SUPPLY
TAG MANUFACTURER ool 0. |on wiake | o | oRESSURRC| e COOLING COIL | CONDENSING UNIT| NOMINAL | TOTAL | SENs. | EAT. (F) | MAT. (F) | LAT. (F) |  DEHUMIDIFICATION SYSTEM VOLTAGE MCA/ INPUT | OUTPUT | EAT. (F) | MAT. (F) | LAT. CF) | VOLTAGE MOCP AREA SERVED COMMENTS
% LENNOX EL296UHO90XV36C 250 1050 75 0.5 CX35—48C—F | XC16—036-230 3 35.7 285 | 95| 78 | 79 | 65 | 55 | 55 EDA—036C 208/18 /60 20.8,/35.0 88 84 o | o |se| - |95 | - 96 120/19/60 15 BLDG. 117 ALL NOTES BELOW
w LENNOX EL296UH045XV36B 375 1350 5 0.5 CX34—44/48B—F | XC16-036—230 3 36 29 95 | 78 | 74 | 63 | 55 | 55 EDA—036A 208/1¢ /60 20.8,/36 66 64 o | o |e | = |95 - 26 120/19/60 15 BLDG. 136 LATRINE ALL NOTES BELOW
AZFLU (23: LENNOX EL296UH090XV60C 175 1300 5 1.00 CX34—49C—F | XC16—048-230 4 48 36 95 | 78 | 78 | 67 | 55 | 55 EDA—060D 208/18 /60 28.2/45 88 85 o | o |e2| - |95 | - 96 120/19/60 20 BLDG. 136 BILLET ALL NOTES BELOW
/;HBU S; LENNOX EL296UH090XV60C 175 1300 5 1.00 CX34—49C—F | XC16—048-230 4 48 36 95 | 78 | 78 | 67 | 55 | 55 EDA—060D 208/1¢ /60 28.2/45 88 85 o | o |62 | = |o95| - 26 120/19/60 20 BLDG. 136 BILLET ALL NOTES BELOW
B Y b . Y Y. Y .Y Y .V . . \ .V Y V. .V . Y .V Y V. Y V. . .Y V. V. Vi Y. . ... .. .. .Y . " R Y Y . .Y Y.V Y Y V. Y V.V . V.Y .. V. Y.V .V Y Y. Y b V. Y Y V. .. 7 YR V.Y Y. .V Y .Y .Y .. Y Y . . Y Y. . Y Y. Vi Y b Y Y V. Y. . . Y. . . Y Y.V bV . Y. . V. Y. .V
% LENNOX EL296UH090XV60C 425 1400 65 1.00 CX35—60C—F | 14ACX—060—230 5 59.1 416 | 95 | 78 | 81 | 68 | 55 | 55 EDA—060D 208/1¢ /60 34.8/60.0 88 85 o | o |48 | = | 95| - 96 120/19/60 20 BLDG. 151 ALL NOTES BELOW
NOTES: /N
1. SUBSTITUTIONS SHALL PROVIDE LEAVING AR TEMPERATURES INDICATED ABOVE
BASED ON MIXED AR TEMPERATURE INDICATED ABOVE.
2. ALL TEMPERATURES SHALL BE INDICATED ON THE SUBMITTAL.
3. THIS SCHEDULE SHALL BE UTILIZED AS PERFORMANCE SPECIFICATION. VENDOR TO
PROVIDE COOLING COIL REQUIRED TO ACHIEVE SCHEDULED DISCHARGE AIR
TEMPERATURE.
GENERAL SUPPLY FAN SECTION COOLING COIL HEATING COIL
oUTSDF rep ltoraL sp. CLECTRICAL ENT. AIR | MIXED AIR | LEAV. AR CAPACITY AP |ENT. AIR|MIXED ARR|LEAV. AR CAPACITY AP REMARKS
TAG DESCRIPTION MANUFACTURER | MODEL NO. | TOTAL CFM AIR (N, W) (N, we) RPM DB | WB | DB | WB | DB | WB | TOTAL | SENSIBLE AR DB DB DB HIGH INPUT | HIGH OUTPUT | LOW INPUT| LOW OUTPUT| AR
CFM - W.G)[(IN. WG. HP |VOLTS|PHASE| HZ |MCA|MOCP| -F T o v T v MBH MBH (IN. W.G.) F °F °F MBH MBH MBH MBH (IN. W.G.)
PACKAGEDROCOOFNSTBAPNTU,ﬁ:? VOLUME LENNOX LGHO74H4T 2,200 500 (| 1.0 | 127 Ki1o0| 2.0 | 208 | 3 60 |32.0] 45 |95.0| 78.0]80.0| 67.0|55.0|55.0] 720 | 62.7 0.13 0.0 55.0 95.0 108 86 81 65 .05 ALL NOTES BELOW
NOTES:
1. SUBSTITUTIONS SHALL PROVIDE LEAVING AR TEMPERATURES INDICATED ABOVE
BASED ON MIXED AR TEMPERATURE INDICATED ABOVE.
2. ALL TEMPERATURES SHALL BE INDICATED ON THE SUBMITTAL.
3. PROVIDE WITH ECONOMIZER.
EXHAUST FAN SCHEDULE (ALTERNATE #1)
STATIC MAX. VOLTAGE
TAG TYPE MANUFACTURER MODEL NO. CFM PRESSURE RPM DRIVE AMPS INPUT (V/PH/HZ) LOCATION CONTROLS NOTES COMMENTS
INCH (H,0) WATTS
8LDG 163 EXHAUST FAN TO BE
INLINE GREENHECK CSP—A710 450 0.5 1080 DIRECT 4.40 333 115/18,/60 CATRING CONTROLLED VIA TIME NONE
CLOCK FROM BAS
TG—1  CEILING TRANSFER GRILLE EQUAL TO PRICE MODEL APDDR,
ALUMINUM CONSTRUCTION. BORDER TYPE SHALL BE LAY—IN
OR SURFACE MOUNT AS REQUIRED. FINISH SHALL BE BAKED
ON ACRYLIC PAINT, COLOR AS SELECTED BY ARCH. FACE SIZE
TO BE 20”"x20” UNLESS OTHERWISE NOTED ON DRAWINGS.
RG—1  CEILNG RETURN GRILLE EQUAL TO PRICE MODEL APDDR,
ALUMINUM CONSTRUCTION. BORDER TYPE SHALL BE LAY—IN
OR SURFACE MOUNT AS REQUIRED. FINISH SHALL BE BAKED
ON ACRYLIC PAINT, COLOR AS SELECTED BY ARCH. FACE
SIZE TO BE 24”x24” UNLESS OTHERWISE NOTED ON
DRAWINGS.
RG—2  WALL RETURN GRILLE EQUAL TO PRICE MODEL 610Z,
ALUMINUM CONSTRUCTION, 0" DEFLECTION, %" BLADE
SPACING. BORDER TYPE SHALL BE LAY—IN OR SURFACE
MOUNT AS REQUIRED. FINISH SHALL BE BAKED ON ACRYLIC
PAINT, COLOR AS SELECTED BY ARCH. NECK SIZE AS
SHOWN ON DRAWINGS. BLADES PARALLEL TO SHORT
DIMENSION.
CD—1  CEILING DIFFUSER EQUAL TO PRICE MODEL ASCD, ALUMINUM,
3 CONE, FIXED DISCHARGE WITH 4—WAY THROW. BORDER -
TYPE SHALL BE LAY—IN OR SURFACE MOUNT AS REQUIRED. ;k;[f D 01
PROVIDE ROUND NECK ADAPTOR PER SIZES SHOWN ON PLAN. A~ -
FINISH SHALL BE BAKED ACRYLIC PAINT, COLOR AS SELECTED 0
BY ARCH. NECK SIZE AS SHOWN ON DRAWINGS. FACE SIZE dﬁ_,# [——T T LT
TO BE 24”x24” UNLESS OTHERWISE NOTED ON DRAWINGS, TE 2 00000no Uﬂﬂﬂﬂﬂﬂﬂﬂﬂﬂﬂ{h /
N -
SG—1  WALL SUPPLY GRILLE EQUAL TO PRICE MODEL 610, ALUMINUM ™ T (T o) O =
CONSTRUCTION, 45 DEFLECTION, %" BLAD SPACING. BORDER TYPE
SHALL BE LAY—IN OR SURFACE MOUNT AS REQUIRED. FINISH SHALL
BE BAKED ACRYLIC PAINT, COLOR AS SELECTED BY ARCH. NECK SIZE [ ] H i
AS SHOWN ON DRAWINGS. BLADES PARALLEL TO SHORT DIMENSION.
EG—1  CEILING EXHAUST GRILLE EQUAL TO PRICE MODEL APDDR, Ju Uy ] H D
ALUMINUM CONSTRUCTION. BORDER TYPE SHALL BE LAY—IN —n
OR SURFACE MOUNT AS REQUIRED. FINISH SHALL BE BAKED bp _ E\
ON ACRYLIC PAINT, COLOR AS SELECTED BY ARCH. FACE SIZE \ =
\\ TO BE 24”x24” UNLESS OTHERWISE NOTED ON DRAWINGS. / i _
KEY PLAN
315300"005' ”9.
DEm Hm(aoz)im-nn
LLC Duane Morris Plaza - 30 8. 17th Street
Suite 830
ENGINEERNG | DESGN | CONSUTNG  pyrradelphia, PA 19108
www.dedc-eng.com DEDC Project ® 17P432
DELAWARE ARMY NATIONAL GUARD
BETHANY BEACH TRAINING CENTER
163 SCANNELL BLVD. DEARNG FMO #27670
BETHANY BEACH, DE 19930
REVISIONS PROJECT TITLE: HVAC REPLACEMENT PHASE 3
REV.| REVISIONS RVSD | CHCKD | APRVD DATE MEC H ANIC AL
0 ISSUED FOR BID RWM MLF JRF 6/21/18 SCHEDULES
1 | ADDENDUM #1 — AHU/CU-3 & RTU—-1 SCHEDULES REVISED| RWM MLF JRF | 6/22/18
SCALE AS NOTED DATE REVISION NO. 1
DRAWN BY RWM | 2/7/18
JOHN R. FARINA P.E. CHECKED BY MLF | 2/8/18 M-600
DELAWARE PE# 13559 APPROVED BY JRF 2/8/18
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