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ADVERTISEMENT FOR BID 001113-1 

PU09, Revised 2/2017 

SECTION 001113 ADVERTISEMENT FOR BID 

 

Receipt of Bids 

 

Public notice is hereby given that sealed bids for the following prime contracts will be received for 

the construction of Appoquinimink School District Fairview Campus Middle & High School 

located in Townsend, Delaware.  Bids will be received at the office of Appoquinimink School 

District Office, Marion Proffitt Training Center, 118 South Sixth Street Odessa, DE 19730 until 

2:00 PM local time on Wednesday, April 18, 2018 at which time they will be publicly opened and 

read aloud.  Bidder bears the risk of late delivery.  Any bids received after the stated time will be 

returned unopened.  The time and location of the bid opening may be extended with a minimum of 

2 calendar days’ notice to the Bidders. 

 

 Contract: E-49 : Finish Sitework – Athletic Fields and Surfaces 

 Contract: E-50 : Athletic Lighting, Sounds, Scoreboards 

 Contract: E-51 : GC Contract – Field House, Athletic Structures & Equip 

 Contract: E-52 : Off-Site Roadway Improvements 

 

Bidding Document  

 

1.   Documents may be examined on the State of Delaware Online Bid Solicitation Directory, 

bids.delaware.gov, or at the office of the Construction Manager, EDIS Company, 110 S. 

Poplar Street, Suite 400, Wilmington, Delaware 19801; on or after March 13, 2018. 

2. Documents may be viewed and downloaded at EDiS’ FTP site on or after March 13, 2018. 

Bidders requesting the log on information may obtain user name and password permission by 

contracting: Jackie McKee at jmckee@ediscompany.com . Each contractor will be required to 

provide the following information prior to receiving the log on information:  company name, 

contact name, email address phone number, fax number and postal mailing address. Upon 

receipt of this information, instructions detailing how to access the bid document on the FTP 

site will be emailed to you. 

3. It is the responsibility of each bidder to review and coordinate all Project Documents.  This 

includes plans, specifications and addendums.  Documents may be examined on the State of 

Delaware Online Bid Solicitation Directory, http://bids.delaware.gov or at the office of the 

Construction Manager, EDiS Company, 110 S. Poplar Street, Suite 400, Wilmington, DE 19801. 

 

Bid Security 

 

A bid security in the amount of 10% of the bid, plus a consent of surety must accompany each bid.  

Bid Security shall specify the Owner as the obligee. Owner: Appoquinimink School District.   

 

Pre-Bid Meeting 

 

A pre-bid meeting will be held at Appoquinimink School District Office, Marion Proffitt 

Training Center, 118 South Sixth Street Odessa, DE 19730 on Wednesday, March 21, 2018 at 3:00 

PM local time.   

mailto:jmckee@ediscompany.com
http://bids.delaware.gov/
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ADVERTISEMENT FOR BID 001113-2 

PU09, Revised 2/2017 

 

Questions 

 

Please contact EDiS Company, Andrew Hickey at (302) 421-2972 or ahickey@ediscompany.com 

with questions. 

 

Conformance to the Delaware Architectural Accessibility Act and the standards of the 

Architectural Accessibility Board is required on the Project. 

 

Prevailing Wage Rates 

Prevailing Wage Rates, as directed by Delaware Law, must be adhered to where applicable. 

 

Pursuant to the Office of Management and Budget (OMB) “4104 Regulations for the Drug Testing 

of Contractor and Subcontractor Employees Working on Large Public Works Projects” required 

that Contractors and Subcontractors who work on Large Public Works Contracts funded all or in 

part with public funds implement a Mandatory Drug Testing Program.  The regulation can be 

downloaded from the following website: 

 

http://regulations.delaware.gov/register/september2015/final/19%20DE%20Reg%20207%2009-01-

15.pdf 

 

END OF SECTION 

mailto:ahickey@ediscompany.com
http://regulations.delaware.gov/register/september2015/final/19%20DE%20Reg%20207%2009-01-15.pdf
http://regulations.delaware.gov/register/september2015/final/19%20DE%20Reg%20207%2009-01-15.pdf
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GEOTECHNICAL DATA 003132 - 1 

PU09, Revised 10/2014 

SECTION 003132 – GEOTECHNICAL DATA 

 

1. GENERAL  

 

 A. Owner's Disclaimer 

 

  1. Site Information:  Data on subsurface conditions are made available in the 

Bidding Documents as a convenience to Bidders and the Contractor.  They are 

not intended as representations or warrants of continuity of such conditions 

between soil borings.  It shall be expressly understood that the Owner will not be 

responsible for interpretations or conclusions drawn there from by the 

Contractor.  Additional test borings and other exploratory operations may be 

made by the Contractor at no additional cost to the Owner, provided such 

operations are acceptable to the Architect and Construction Manager. 

 

 B. SOIL BORING DATA 

 

1. Boring logs and location plans are available for review at Construction Manager's 

office.  All Contractors are strongly urged to review this information.  EDIS will 

provide electronic copies of the Geotechnical Report at no cost to any Contractor 

who requests the report.  To request a copy of the report, Contractors shall contact 

Andrew Hickey, EDIS Company at ahickey@ediscompany.com.   

 

2. Geo-Tech reports included are as follows: 

a. Duffield Associated Preliminary Geotechnical Evaluation Report dated 

July 2010. 

b. Duffield Associates Surcharge Fill Material Summary Geotechnical 

Evaluation Report dated January 5, 2017. 

c. Duffield Associates On-Site Fill Source Review Geotechnical Evaluation 

Report dated January 25, 2017. 

d. Duffield Associates Geotechnical Evaluation dated March 14, 2017. 

 

  

 

END OF SECTION 
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Enhancing our community one project at a time for 40 years. 

Duffield Associates, Inc.
5400 Limestone Road

Wilmington, DE  19808
Phone: 302.239.6634

Fax: 302.239.8485
duffnet.com 

 
 
January 5, 2017 
 
Via Electronic Mail 
 
Mr. Robert Hershey 
Appoquinimink School District 
118 S. Sixth Street 
P.O. Box 4010 
Odessa, DE  19730 

 
RE: Project No. 3975.GM 

Surcharge Fill Material Summary 
Geotechnical Evaluation – Phase 2 
Proposed Appoquinimink School District Campus 
Odessa, Delaware 

 
Dear Mr. Hershey: 
 
In accordance with our agreement dated November 15, 2016, we have prepared this summary of 
our review of the existing surcharge fill material located in the area of the proposed high school 
and middle school to be constructed during the Phase 2 of the Appoquinimink School District 
campus located off of Old State Road in Odessa, Delaware.    
 
As part of Duffield Associates, Inc.’s (Duffield’s) geotechnical evaluation of the Phase 1 portion 
of the site development in June 2010, an approximate 10- to 20-foot thick layer of soft, 
compressible, high plasticity silt and clay soils was observed underlying much of the site.  A 
portion of the Phase 1 development included a soil surcharging program, using on site soils, in the 
proposed new elementary school building area in an attempt to improve the soft compressible soil 
layer.  Following the surcharge period, the soil surcharge was relocated to a portion of the Phase 
2 proposed high school and middle school buildings and placed to thicknesses of 12 to 15 feet to 
allow for Phase 1 construction. 
 
The stockpile was not placed as engineered fill and limited subgrade preparation or review was 
performed prior to moving the stockpile.  In preparation for the required Phase 2 site work and 
building foundation construction, Duffield was requested to review the existing surcharge fill 
and provide our observations and comments concerning the future use of the surcharge material. 
 
On December 13, 2016, ten (10) backhoe excavated test pits were performed through the 
surcharge material by a subcontractor to Duffield utilizing a rubber tired backhoe.  The test pit 
locations were determined in the field by our representative based on offsets from existing site 
features.  Test pit logs along with a location sketch are enclosed.  Upon completion of the field 
program, the test pits were backfilled with excavated materials.   
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Mr. Robert Hershey 
RE:  Project No. 3975.GM 
January 5, 2017 
Page 2 
 
 
 
Representative samples of the material encountered were returned to our soils testing laboratory 
for engineering index testing including moisture content determination and percent passing a No. 
200 sieve (silt/clay fraction).  The test results are included on the test pit logs. 
 
Discussion 
 
The depth of stockpile material was observed to range from 4.5 to 16 feet before the transition to 
apparent natural subgrade soils.  The consistency of the material varied across the area of the 
stockpile, ranging from silty clayey sand to sand and clay to predominately clay soils. There was 
no clear pattern to the material deposits. This is consistent with soils which had been mined on 
site and hauled and placed on at least 2 occasions. This resulted in significant mixing of material.  
The in-place surcharge soils were generally observed to have a loose to medium density (or soft 
to stiff consistency).   The in-situ moisture content of the soils ranged from 11% to 20%.  The 
laboratory testing of the soils during the previous earthwork operations indicated that soil with 
moisture contents below 14% to 16% would be required for the soil to achieve compaction as 
structural fill.    
 
As previously noted and based on the conditions observed in the test pits, the surcharge fill soils 
were not placed as engineered fill (e.g., placed in controlled lifts and compacted to a designated 
criteria).  Therefore, the soils as placed should not be considered suitable for support of building 
foundations or slabs-on-grade and should be removed in their entirety from the proposed 
building and paved areas.  The soils should be considered suitable for use as engineered fill 
material for building, paved and landscaped areas.  To achieve the required compacted density, 
some moisture conditioning (drying) of these soils may be required.  The more fine grained soils 
(silts and clays), are moisture sensitive soils and will require extended periods of dry (preferably 
warm) weather to properly condition these materials.  These conditions are not likely during the 
winter and early spring construction season.    
 
Separating the coarse grained (sand) material from the fine grained (silts and clays) soils may not 
be practical.  Further mixing or blending of the surcharge soils, once they are removed from the 
building areas, should be considered.  This could facilitate placement and compaction of these 
soils as engineered fill and assist in the moisture control of the material. 
 
The enclosed has been prepared in accordance with generally accepted engineering practices and 
should be considered a supplement to the geotechnical evaluation report prepared by Duffield 
Associates, Inc. dated July 2010, and titled “Preliminary Geotechnical Evaluation, 
Appoquinimink School District, Proposed Odessa Campus-Phase 1, Odessa, Delaware,” and 
should be reviewed in the context of the July 2010 report.  A Phase 2 Geotechnical Evaluation 
Report will be provided under separate cover.   
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Mr. Robert Hershey 
RE:  Project No. 3975.GM 
January 5, 2017 
Page 3 
 
 
We appreciate the opportunity to be of continued service to you.  If you have any questions 
concerning the enclosed or require further information, please do not hesitate to contact us.   
 
Very truly yours, 

DUFFIELD ASSOCIATES, INC. 
 
 
 
James F. Cloonan, P.E., LEED AP 
Senior Consultant 
 
JFC/BJD:hmc 
3975GM.0117-AppoquiniminkPhase2Surcharge.Ltr.RPT 

 
Enclosures: Location Sketch 
 Test Pit Logs 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-1 
 

0.0 – 4.5 
 
 

 
 

FILL:  Brown fine SAND, some silt, little medium 
to coarse sand, trace gravel (moist, loose to 
medium density) 
 

 4.5 – --- 
 

 

 Orange-brown, gray CLAY, little fine sand, trace 
gravel (moist, medium consistency) 

    

    

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 9.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-2 
 

0.0 – 3.0 
 
 

 
 

FILL:  Orange-brown fine to medium SAND and 
SILT, trace gravel (moist, loose density) 
 

 3.0 – 13.5 
S-1 at 4 – 4.5 
S-2 at 9 – 9.5 

 FILL:  Gray SILT and fine to medium SAND, 
trace gravel, trace coarse sand, trace organics 
(moist, soft to medium consistency) 

 Moisture Content:  17.8% 

 Percent Passing No. 200 Sieve:  59.9% 
 

 13.5 – 16.3 
S-3 at 15 – 15.5 

 

 Orange-brown CLAY, some fine to medium 
sand, trace coarse sand (moist, medium to stiff 
consistency) 
 

 16.3 – --- 
S-4 at 16.3 – 16.5 

 Dark gray SILT, some fine to medium sand, 
trace gravel, trace coarse sand, trace organics 
(moist, soft consistency) 

 Moisture Content:  26.2% 

 Percent Passing No. 200 Sieve:  69.6% 
 

    

    

 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 16.5 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-3 
 

0.0 – 10.0 
 
 

 
 

FILL:  Orange-brown, gray fine to medium 
SAND, little to some silt, trace gravel, trace 
coarse sand (moist to wet, loose to medium 
density) 
 

 10.0 – --- 
 

 

 Orange, gray CLAY, little fine sand, trace 
medium to coarse sand (moist, medium 
consistency) 

    

    

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 13.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-4 
 

0.0 – 1.3 
 
 

 
 

FILL:  Orange-brown fine to medium SAND, 
some silt, little gravel, trace coarse sand (moist 
to wet, loose) 
 

 1.3 – 4.5 
 

 FILL:  Brown, orange-brown, gray-brown CLAY, 
little fine to coarse sand, little debris (asphalt 
fragments) (moist to wet, soft consistency) 
 

 4.5 – 8.0 
S-1 at 5.5 to 6 

 

 FILL:  Brown fine to medium SAND, little gravel, 
little silt (moist to wet, loose to medium dense) 
 

 8.0 – 13.0 
S-2 at 10 – 10.5 

 FILL:  Brown, gray-brown CLAY and fine to 
medium SAND, little coarse sand, trace gravel 
(moist to wet, soft consistency) 

 Moisture Content:  18.9% 

 Percent Passing No. 200 Sieve:  54.9% 
 

 13.0 – 15.8 
 

 Orange-brown, gray CLAY, little fine sand, trace 
medium to coarse sand, trace gravel (moist, 
medium to stiff consistency) 
 

 15.8 – --- 
 

 Dark gray CLAY, trace fine sand, trace gravel 
(moist, soft consistency) 

 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 16.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-5 
 

0.0 – 2.0 
 
 

 
 

FILL:  Gray fine to coarse SAND, some gravel, 
little silt (moist, medium dense) 
 

 2.0 – 6.5 
S-1 at 4 – 4.5 

 FILL:  Orange-brown fine to medium SAND, 
some gravel, little silt, trace coarse sand (moist 
to wet, loose to medium dense) 

 Moisture Content:  11.4% 

 Percent Passing No. 200 Sieve:  18.8% 
 

 6.5 – 8.0 
S-2 at 7 – 7.5 

 

 FILL:  Orange-brown, gray fine to medium SAND 
and CLAY, trace gravel, trace coarse sand 
(moist to wet, soft consistency) 

 Moisture Content:  19.9% 

 Percent Passing No. 200 Sieve:  48.5% 
 

 8.0 – 15.5 
 

 FILL:  Orange-brown, gray CLAY, trace to little 
fine to coarse sand (moist to wet, medium to stiff 
consistency) 
 

 15.5 – --- 
 

 Orange fine to medium SAND, little silt, little 
gravel (moist, loose to medium dense) 

    

 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 17.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-6 
 

0.0 – 12.0 
 
 

 
 

FILL:  Orange-brown CLAY, some fine to coarse 
sand, little gravel, trace cobbles (moist, soft to 
medium consistency) 
 

 12.0 – 14.0 
 

 Orange, gray CLAY, little to trace fine sand 
(moist, medium to stiff consistency) 
 

 14.0 – --- 
 

 Orange-brown, gray, purple CLAY, little fine to 
medium sand, trace gravel (moist, soft 
consistency) 

    

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 16.5 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-7 
 

0.0 – 8.5 
 

 
 

FILL:  Orange-brown, gray-brown, yellow CLAY, 
little fine to medium sand, trace gravel (moist to 
wet, soft consistency) 
 

 8.5 – 16.5 
 

 FILL:  Brown fine to medium SAND, some to 
little silt, little gravel (moist, loose) 
 

 16.5 – --- 
 

 Orange-brown, gray CLAY, little fine to medium 
sand (moist, medium consistency) 

    

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 17.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-8 
 

0.0 – 2.0 
 

 
 

FILL:  Orange, brown, gray CLAY, some fine 
sand, little gravel, little medium to coarse sand 
(moist, soft consistency) 
 

 2.0 – 12.0 
S-1 at 4 – 4.5 

 FILL:  Brown fine to coarse SAND, little silt, trace 
gravel (moist, loose to medium dense) 
 

 12.0 – --- 
S-2 at 13.5 – 14 

 Orange-brown, gray, pink CLAY, little fine sand, 
trace gravel (moist, medium to stiff consistency) 

    

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 17.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-9 
 

0.0 – 5.0 
 

 
 

FILL:  Orange-brown CLAY and fine to medium 
SAND, little gravel, trace coarse sand (moist to 
wet, soft consistency) 
 

 5.0 – 13.0 
 

 FILL:  Orange-brown fine to medium SAND and 
CLAY, little gravel (moist to wet, loose to 
medium dense) 
 

 13.0 – 15.0 
S-1 at 14 – 14.5 

 Gray-brown fine SAND and SILT, little gravel, 
little coarse sand (moist, loose to medium 
dense) 

 Moisture Content:  17.8% 

 Percent Passing No. 200 Sieve:  48.5% 
 

 15.0 – --- 

 
 Orange, gray CLAY, little fine sand (moist, stiff 

consistency) 

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 16.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) Slight sidewall caving observed from ± 13 to 14 feet during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: December 13, 2016 
 
LOGGED BY:  ARS                                                                                        WEATHER: Clear, 30s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-10 
 

0.0 – 3.0 
 

 
 

FILL:  Brown fine to medium SAND, some silt, 
trace gravel (moist, loose) 
 

 3.0 – 8.0 
 

 Orange-brown CLAY, little fine to medium sand, 
trace gravel (moist, medium to stiff consistency) 
 

 8.0 – --- 
S-1 at 9 – 9.5 

 Gray SILT, trace fine to medium sand (moist, 
medium consistency) 

 Moisture Content:  57.7% 

 Percent Passing No. 200 Sieve:  96.3% 
 

    

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 11.0 feet below existing ground surface (b.e.g.s.). 
(2) Slight groundwater seepage observed at ± 11.0 feet during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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Enhancing our community one project at a time for 40 years. 

Duffield Associates, Inc. 
5400 Limestone Road 

Wilmington, DE  19808 
Phone: 302.239.6634 

Fax: 302.239.8485 
duffnet.com 

 
 
January 25, 2017 
 
Via Electronic Mail 
 
 
Mr. Robert Hershey 
Appoquinimink School District 
118 S. Sixth Street 
P.O. Box 4010 
Odessa, DE  19730 

 
RE: Project No. 3975.GM 

On-Site Fill Source Review 
Geotechnical Evaluation – Phase 2, Addendum 1 
Proposed Appoquinimink School District Campus 
Odessa, Delaware 

 
Dear Mr. Hershey: 
 
In accordance with our agreement dated January 9, 2017, we have prepared this summary of our review 
of the surficial subsurface soils located in the area of proposed athletic fields to the north of the 
proposed high school and middle school to be constructed during Phase 2 of the Appoquinimink School 
District campus located off of Old State Road in Odessa, Delaware.    
 
Based on our January 6, 2017, meeting with the project team, including representatives from 
Appoquinimink School District, EDiS, Landmark Engineering, and Duffield Associates (Duffield), the 
project team had requested that Duffield review the quality of the surficial subsurface soils in the 
northwest side of the site.  This is an area that had not been evaluated during our previous subsurface 
exploration programs.  It is understood that this area is being considered as a possible source of soil 
borrow and stormwater infiltration.  Subsequent to our meeting, Landmark Engineering provide us with 
a site topographic drawing, indicating the area to be evaluated and the approximate locations of eight 
(8) proposed test pits.   
 
On January 20, 2017, a subcontractor to Duffield utilizing a rubber-tired backhoe performed eight (8) 
backhoe excavated test pits.  The test pit locations were determined in the field by our representative 
based on offsets from a “base line” established in the field along the proposed Environmental Way by 
Landmark Engineering prior to our field program.  The test pits were designated as TP-11 through 
TP-18, as a continuation the test pit designations provided for previous site geotechnical evaluation 
excavations.    
 
Test pit logs along with a location sketch are enclosed.  Upon completion of the field program, the test 
pits were backfilled with excavated materials.   
 
Representative samples of the material encountered were returned to our soils testing laboratory for 
engineering index testing including moisture content determination and percent passing a No. 200 sieve 
(silt/clay fraction).  The test results are included on the test pit logs. 
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Mr. Robert Hershey 
RE:  Project No. 3975.GM 
January 25, 2017 
Page 2 
 
 
Discussion 
 
The test pits were excavated to depths of approximately 10 to 12 feet below existing grade.  The 
materials encountered below a surficial topsoil layer generally consisted of medium stiff to stiff varied 
colored clay containing varying quantities of sand.  A surficial layer of sand containing gravel and silt 
was encountered to a depth of approximately 1 to 5 at TP-12 and 1 to 3 feet at TP-18.  However, a 
uniform sand stratum extending across the evaluation area was not encountered.  In addition, sand soils 
were encounter in TP-14 and TP-17 at a depth of approximately 10 feet.  Groundwater or water seepage 
conditions were not encountered during the test pit excavations.       
 
The in-situ moisture content of the surficial sands (TP-12 and TP-18) ranged from 10% to 12%.  The 
in-situ moisture content of the clay material ranged from 20 to 27%.      
 
With exception of the localized pockets of sand, the fine grain component (silt/clay) and in-situ moisture 
content of the soils encountered during this evaluation was significantly greater than the material 
observed in the existing soil surcharge located in the area of the proposed high school and middle 
school, as summarized in our January 5, 2017 correspondence.  Use of the fine-grained soils as 
structural fill would require considerable drying to achieve the required compacted density.  The 
localized areas of surficial sand soil would be considered suitable structural fill; however, “mining” 
these localized areas may not be practical. 
 
Due to the moisture content and predominately fine-grained consistency of the clay soils encountered in 
the test pits, it is our opinion that this area should not be considered suitable for stormwater 
management utilizing infiltration practices.   
 
The enclosed has been prepared in accordance with generally accepted engineering practices and should 
be considered a supplement to the geotechnical evaluation report prepared by Duffield Associates, Inc. 
dated July 2010, and titled “Preliminary Geotechnical Evaluation, Appoquinimink School District, 
Proposed Odessa Campus-Phase 1, Odessa, Delaware,” and should be reviewed in the context of the 
July 2010 report.  A Phase 2 Geotechnical Evaluation Report will be provided under separate cover.   
 
We appreciate the opportunity to be of continued service to you.  If you have any questions concerning 
the enclosed or require further information, please do not hesitate to contact us.   
 
Very truly yours, 

DUFFIELD ASSOCIATES, INC. 
 
 
James F. Cloonan, P.E., LEED AP 
Senior Consultant 

JFC:bac 
3975GM.0117-AppoquiniminkPhase2 On-Site Borrow.RPT 

Enclosures: Location Sketch 
 Test Pit Logs 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: January 20, 2017 
 
LOGGED BY:  ARS                                                                                   WEATHER: Overcast, 30s to 40s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-11 
Elev. ± 33.5 feet 

0.0 – 0.8 
 
 

 
 

TOPSOIL (± 10 inches) 
 

 0.8 – 5.0 
 

 

 Orange-brown, gray CLAY, trace fine sand, trace 
gravel (moist, medium to stiff consistency) 

 5.0 – ---  Gray, red CLAY, trace fine sand (moist, medium 
to stiff consistency) 

    

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 
 

(1) Test pit terminated at ± 11.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: January 20, 2017 
 
LOGGED BY:  ARS                                                                                   WEATHER: Overcast, 30s to 40s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-12 
Elev. ± 35 feet 

0.0 – 0.9 
 
 

 
 

TOPSOIL (± 11 inches) 
 

 0.9 – 5.0 
S-1 at 2.5 – 3.0 

 

 Orange-brown medium to coarse SAND, some 
gravel, some silt, trace fine sand (moist to wet, 
loose density) 

 Moisture Content:  12.3% 

 Percent Passing No. 200 Sieve:  24.3% 

 USCS Classification:  SM 
 

 5.0 – 7.0  Orange CLAY, trace fine sand (moist, stiff to 
very stiff consistency) 
 

 7.0 – ---  Gray, orange, red CLAY, trace fine sand (moist, 
medium to stiff consistency) 

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 

 
(1) Test pit terminated at ± 10.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: January 20, 2017 
 
LOGGED BY:  ARS                                                                                   WEATHER: Overcast, 30s to 40s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-13 
Elev. ± 31.5 feet 

0.0 – 1.0 
 
 

 
 

TOPSOIL (± 12 inches) 
 

 1.0 – 2.3 
S-1 at 1.5 – 2.0 

 

 Orange, orange-brown CLAY, some fine to 
medium sand, little coarse sand, trace gravel, 
trace cobbles (moist, loose to medium density) 

 Moisture Content:  20.0% 

 Percent Passing No. 200 Sieve:  67.9% 

 USCS Classification:  CL 
 

 2.3 – 8.0  Orange CLAY, trace fine sand (moist, medium to 
stiff consistency) 
 

 8.0 – --- 
S-2 at 8.5 – 9.0 

 Gray CLAY, trace fine sand (moist, medium to 
stiff consistency) 

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 

 
(1) Test pit terminated at ± 10.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: January 20, 2017 
 
LOGGED BY:  ARS                                                                                   WEATHER: Overcast, 30s to 40s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-14 
Elev. ± 30.5 feet 

0.0 – 1.0 
 
 

 
 

TOPSOIL (± 12 inches) 
 

 1.0 – 2.7 
S-1 at 1.5 – 2.0 

 

 Orange-brown, gray-brown CLAY, little fine to 
medium sand, trace gravel (moist, loose density) 

 Moisture Content:  21.9% 

 Percent Passing No. 200 Sieve:  82.6% 

 USCS Classification:  CL 
 

 2.7 – 7.0 
S-2 at 3.5 – 4.5 

 Red, gray CLAY, trace fine to medium sand, 
trace gravel (moist, medium to stiff consistency) 

 Moisture Content:  27.1% 

 Percent Passing No. 200 Sieve:  89.1% 

 USCS Classification:  CL 
 

 7.0 – 10.0 

 
 Orange, gray CLAY, trace fine sand (mottled) 

(moist, soft to medium consistency) 

 10.0 – --- 
 

 Orange-brown, gray fine to medium SAND, 
some silt, trace gravel, trace coarse sand (moist, 
loose to medium density) 

    

 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 

 
(1) Test pit terminated at ± 11.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: January 20, 2017 
 
LOGGED BY:  ARS                                                                                   WEATHER: Overcast, 30s to 40s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-15 
Elev. ± 32 feet 

0.0 – 1.0 
 
 

 
 

TOPSOIL (± 12 inches) 
 

 1.0 – 4.5 
 
 

 Orange-brown CLAY, some fine to medium 
sand, trace gravel, trace cobbles (moist, soft to 
medium consistency) 
 

 4.5 – 8.5 
S-1 at 5.0 – 6.0 

 Red, gray CLAY, trace fine sand, trace cobbles 
(moist, medium to stiff consistency) 
 

 8.5 – --- 
S-2 at 10.0 – 10.5 

 Gray, orange CLAY, little fine sand (mottled) 
(moist, medium consistency) 

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 

 
(1) Test pit terminated at ± 11.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: January 20, 2017 
 
LOGGED BY:  ARS                                                                                   WEATHER: Overcast, 30s to 40s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-16 
Elev. ± 33 feet 

0.0 – 0.8 
 
 

 
 

TOPSOIL (± 9 inches) 
 

 0.8 – 5.2 
 
 

 Orange, red-orange CLAY, trace fine sand 
(moist, medium to very stiff consistency) 
 

 5.2 – --- 
 

 Gray, orange CLAY, trace fine sand (moist, 
medium to stiff consistency) 
 

    

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 

 
(1) Test pit terminated at ± 11.5 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: January 20, 2017 
 
LOGGED BY:  ARS                                                                                   WEATHER: Overcast, 30s to 40s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-17 
Elev. ± 30 feet 

0.0 – 1.0 
 
 

 
 

TOPSOIL (± 12 inches) 
 

 1.0 – 2.0 
S-1 at 1.5 – 2.0 

 

 Orange, red-orange CLAY, some fine to medium 
sand, trace gravel, trace coarse sand (moist to 
wet, soft consistency) 

 Moisture Content:  22.8% 

 Percent Passing No. 200 Sieve:  75.4% 

 USCS Classification:  CL 
 

 2.0 – 8.0 
 

 Red, gray CLAY, trace fine sand (moist, medium 
to stiff consistency) 
 

 8.0 – 9.5  Gray, orange CLAY, trace fine sand (mottled) 
(moist, medium to stiff consistency) 

 9.5 – --- 
S-2 at 10.0 – 10.5 

 Orange-brown, gray fine to medium SAND, 
some silt, trace coarse sand (moist to wet, loose 
to medium density) 

 Moisture Content:  21.6% 

 Percent Passing No. 200 Sieve:  29.7% 

 USCS Classification:  SM 
 

    

 
 
 
 
 
 
 
 
 
 
NOTES: 

 
(1) Test pit terminated at ± 11.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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TEST PIT  
DESCRIPTIVE LOG 

 
PROJECT: Appoquinimink School District Campus Phase 2  PROJECT NO.: 3975.GM 
 
CLIENT: Appoquinimink School District  DATE: January 20, 2017 
 
LOGGED BY:  ARS                                                                                   WEATHER: Overcast, 30s to 40s 
 
     Test Pit   Depth Range (feet below 
     No.       existing ground surface)   Generalized Soil Description   
   

TP-18 
Elev. ± 30 feet 

0.0 – 0.8 
 
 

 
 

TOPSOIL (± 10 inches) 
 

 0.8 – 3.0 
S-1 at 1.5 – 2.0 

 

 Orange-brown medium to coarse SAND and 
GRAVEL, little silt, trace fine sand, trace cobbles 
(moist to wet, loose density) 

 Moisture Content:  10.6% 

 Percent Passing No. 200 Sieve:  19.1% 

 USCS Classification:  SM 
 

 3.0 – 7.0 
 

 Orange, red CLAY, trace fine sand (moist, 
medium to stiff consistency) 
 

 9.5 – --- 
 

 Gray, orange CLAY, trace fine sand (mottled) 
(moist, medium to stiff consistency) 

    

    

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
NOTES: 

 
(1) Test pit terminated at ± 11.0 feet below existing ground surface (b.e.g.s.). 
(2) No groundwater seepage observed during performance of test pit excavation. 
(3) No sidewall caving observed during excavation.  
(4) Borehole backfilled with excavated soils upon completion. 
(5) Test pit excavation performed by CGC Geoservices, LLC utilizing a rubber-tire backhoe. 
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Enhancing our community one project at a time for 40 years. 
 

Duffield Associates, Inc. 
5400 Limestone Road 

Wilmington, DE  19808 
Phone: 302.239.6634 

Fax: 302.239.8485 
duffnet.com 

 

 
March 14, 2017 
 
Via Electronic Mail 
 
Mr. Robert Hershey 
Appoquinimink School District 
118 S. Sixth Street 
P.O. Box 4010 
Odessa, DE  19730 

 
RE: Project No. 3975.GM 

Geotechnical Evaluation  
Phase 2 Fairview Campus Expansion 
Appoquinimink School District  
Odessa, Delaware 

 
Dear Mr. Hershey: 

 
Duffield Associates has completed our geotechnical evaluation for the proposed Appoquinimink 
School District Fairview Campus expansion located off Old State Road in Odessa, Delaware.  
Enclosed is our report summarizing the subsurface conditions observed at the site during recent and 
previous geotechnical evaluations performed in June 2010 and January 2016, and our 
recommendations for the design and construction of the proposed high school, gymnasium, 
performing arts building, and middle school foundations.  These services were provided in general 
accordance with our agreement dated November 15, 2016. 
 
We appreciate this opportunity to be of service to you, and look forward to continuing our work with 
you during the construction phase of this project.  Should you have any questions concerning this 
evaluation, please do not hesitate to contact us. 
 
Very truly yours, 

DUFFIELD ASSOCIATES, INC. 
 
 
 
Alison R. Schoch, P.E. James F. Cloonan, P.E., LEED AP 
Geotechnical Engineer Senior Consultant 
 
ARS/JFC/BJD:ak 
3975GM 0317-APPOQUINIMINK PHASE 2.RPT 

 
Enclosure:  Report 
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Appoquinimink School District   
Phase 2 Fairview Campus Expansion 
March 14, 2017 
RE: Project No. 3975.GM 
 
 
 
 
 
 
 
 

 
Geotechnical Evaluation 

Phase 2 Fairview Campus Expansion 
Appoquinimink School District 

Odessa, Delaware 
 

March 14, 2017 
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Appoquinimink School District   
Phase 2 Fairview Campus Expansion 
March 14, 2017 
RE: Project No. 3975.GM 
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Appoquinimink School District   
Phase 2 Fairview Campus Expansion 
March 14, 2017 
RE: Project No. 3975.GM 
 

Page 1 

       EXECUTIVE SUMMARY                                                                   
 
The following report summarizes Duffield Associates, Inc.’s Geotechnical Evaluation for the 
proposed Phase 2 expansion at the Appoquinimink School District Fairview Campus located off 
Old State Road in Odessa, Delaware.  The analysis and conclusions presented herein relate to the 
construction of the proposed high school, gymnasium, performing arts building, and middle school 
structures.  This analysis was based primarily on field and laboratory observations and testing 
performed during Duffield Associates’ previous evaluations at the site performed in June 2010 and 
January 2016.  This evaluation is considered a supplement to the evaluations performed in 2010 and 
2016, and the comments and recommendation of these earlier evaluations should be considered in 
the context of this report. 

Beneath surface layers of topsoil and the existing temporary “soil stockpile”, the observed 
subsurface conditions can generally be described as surficial interlayered medium to stiff 
consistemcy silt and clay and loose to medium dense sand, underlain by soft to medium consistency 
highly-plastic silt and clay.  The high-plasticity silt/clay stratum was observed to be underlain by 
medium to dense sands in the Phase 2 campus area.   

The layer of highly compressible and highly plastic silt/clay soils was observed the have a thickness 
ranging between approximately 12 to 20 feet.  Due to the varying depth below existing grade to the 
compressible stratum, analysis indicated that a shallow footing foundation system supported over 
these compressible soils could experience settlements ranging from 1 to 5 inches.  The anticipated 
magnitudes of settlement will vary across the building pad areas. This could result in differential 
settlements on the order of several inches over relatively short distances. These magnitudes of total 
and differential settlement are generally not considered tolerable for the types of structures 
proposed, and supporting the buildings on a shallow foundation system without any improvement to 
the highly compressible stratum is not considered to be practical.     

Several foundation options have been presented in this report.  These options include the construction 
of a deep foundation system supported over augered cast-in-place (ACIP) piles or driven timber piles 
as well as the implementation of a ground improvement program.  The selection of the foundation 
option for each structure should be made based on the risk tolerance of the Owner to settlement, the 
construction and possible maintenance costs of the option, and the structural feasibility of the option 
for each of the various structures proposed for the site.  The selection of a system for support of the 
slab-on-grade will also be necessary based on the foundation system selected and the anticipated 
building loads. 

More detailed conclusions and recommendations for design and construction of the foundations and 
building slabs are provided in the following report. 
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Appoquinimink School District   
Phase 2 Fairview Campus Expansion 
March 14, 2017 
RE: Project No. 3975.GM 
 

Page 2 

       PROJECT SUMMARY  
Duffield Associates has completed our geotechnical evaluation for the proposed Appoquinimink 
School District Phase 2 Campus expansion in Odessa, Delaware.  The following describes the 
subsurface conditions observed at the site and our recommendations for the design and construction 
of the proposed structures foundation systems.  These services were provided in general accordance 
with our agreement dated November 15, 2016. 
 
REFERENCES UTILIZED  

• A document titled “Preliminary Geotechnical Evaluation, Proposed Odessa Campus – Phase 1, 
Appoquinimink School District,” prepared by Duffield Associates, Inc., dated July 2010. 

• A document titled “Supplemental Geotechnical Evaluation, Proposed Odessa Campus, 
Appoquinimink School District,” prepared by Duffield Associates, Inc., dated January 2016. 

• A drawing titled “ACAD-ACAD-Duffield-Layout,” prepared by Landmark Engineering, dated 
May 17, 2010. 

• A document titled “Appoquinimink SD Soil Surcharge,” prepared by MacIntosh Engineering, 
dated February 11, 2016, which indicates anticipated structural loads for the proposed buildings. 

• An electronic mail correspondence from MacIntosh Engineering dated March 01, 2017 
which included revised anticipated structural loads for the proposed buildings.    

 
PROPOSED BUILDING CONSTRUCTION 

• Based on the information provided by Landmark Engineering and MacIntosh Engineering, the 
project consists of the construction of three new buildings on the north side of the campus with 
the following proposed and existing conditions: 

o High School with Gymnasium:   

 Footprint:  Approximately 156,200 square-feet; 

 Finished Floor Elevation:  46 feet (project datum); 

 Existing Ground Surface Elevations in Footprint:  Approximately 39 to 50 feet 
(project datum); 

 Cuts on the order of 4 feet; Fills on the order of 7 feet. 

o Performing Arts Building:   

 Footprint:  Approximately 57,500 square-feet; 

 Finished Floor Elevation:  45 feet (project datum); 

 Existing Ground Surface Elevations in Footprint:  Approximately 41 to 48 feet 
(project datum); 

 Cuts on the order of 3 feet; Fills on the order of 4 feet. 
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Appoquinimink School District   
Phase 2 Fairview Campus Expansion 
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o Middle School:   

 Footprint:  Approximately 78,200 square-feet; 

 Finished Floor Elevation:  44 feet (project datum); 

 Existing Ground Surface Elevations in Footprint:  Approximately 37 to 47 feet 
(project datum); 

 Cuts on the order of 3 feet; Fills on the order of 7 feet. 

• The proposed buildings will be constructed at-grade (i.e., no basement level is currently 
proposed).  The classroom portions of the buildings are anticipated to be two stories. 

• Structural loads, provided by MacIntosh Engineering, are as follows: 

o Typical Exterior, Non-Bearing Continuous Wall Load:  3 kips/foot; 

o Typical Exterior, Continuous Wall Load at Gymnasium:  7 kips/foot 

o Typical Interior Column Loads:  230 kips; 

o Typical Exterior Column Loads:  115 kips. 

 
EXISTING SITE CONDITIONS 

• The area of the proposed buildings is currently a grass-covered field.  The south and south-east 
sides of the site are occupied by previously constructed Phase 1 buildings and pavement areas. 

• The site of the proposed Phase 2 campus buildings has existing ground surface elevations 
ranging between approximately 37 to 50 feet (project datum). 

• A soil stockpile of excess material from the Phase 1 construction, with heights ranging between 
4.5 to 16 feet was placed in a portion of the proposed Phase 2 buildings area.  The stockpile was 
not placed as engineered fill. 

• The stockpile of site fill soil was relocated to the Phase 2 building area following the removal of 
these soils form the area of the adjacent Elementary School, where the soils had been placed as a 
soil surcharge.  The stockpile should be removed to the original subgrade elevation prior to final 
site grading for the proposed structures.   
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       FIELD AND LABORATORY TESTING       

PREVIOUS GEOTECHNICAL EVALUATIONS IN PHASE 2 VICINITY 

• Between May 28 and June 7, 2010, forty-two Standard Penetration Test (SPT) borings were 
performed in general accordance with ASTM D 1586 at the Fairview Campus.  Five of the SPT 
borings (TB-14 through TB-18) were performed within the area of the Phase 2 structures.  The 
test borings in the Phase 2 structure areas were performed to depths of approximately 20 feet 
below the existing ground surface.   

• In December 2015, four SPT borings (TB-1B through TB-4B) were performed at the site 
through the temporary soil stockpile within the proposed building footprints to depths ranging 
between approximately 40 to 48 feet below the surface of the soils stockpile. 

• The test borings were performed by a subcontractor to Duffield Associates, utilizing an ATV-
mounted Diedrich D-50 drill rigs with hollow stem augers.   

• Test boring logs, prepared by Duffield Associates during the previous evaluations, are enclosed. 

• The approximate test boring locations from the previous evaluations are indicated on the 
enclosed Test Boring Location Sketch.  Test boring logs, which describe the conditions 
observed during the previous evaluations are enclosed.   

PREVIOUS LABORATORY TESTING 

Laboratory testing performed during the previous geotechnical evaluations at the site included index 
(moisture content, percent passing a No. 200 sieve, and Atterberg Limits determinations) and 
consolidation testing on selected samples.  The results of the index testing are included on the 
enclosed test boring logs.  In addition, test reports for the five consolidation tests performed are 
enclosed. 
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       SUBSURFACE CONDITIONS  

GENERALIZED SITE GEOLOGY 

This site is located within the Atlantic Coastal Plain Physiographic Province.  Based on data from 
the Delaware Geological Survey (DGS), the site is generally underlain by the highly glauconitic 
sands of the Vincentown Formation of the Paleocene Era, with the eastern edge of the site mapped 
to be within the Calvert Formation of the Miocene Era, described as silt with some fine sand and 
shell beds, overlying the Vincentown Formation.     
 
Based on the DGS mapping, the depth to weathered bedrock in the general area of the site is 
estimated to be on the order of 1,400 to 1,600 feet below existing grade.   

STRATIGRAPHIC CONDITIONS 

Beneath a surface of topsoil and the fill materials of the temporary soil stockpile, the subsurface 
conditions in the test borings performed at the site in the Phase 2 building areas can generally be 
described as surficial interlayered medium to stiff consistemcy silt and clay and loose to medium 
dense sand, underlain by soft to medium consistency highly-plastic silt and clay.  The high-plasticity 
silt/clay stratum was observed to be underlain by medium to dense sands in the Phase 2 campus area.  
 
For discussion purposes, the subsurface conditions are described in the following table.  It is noted 
that the sand soils of Stratum C, identified in the July 2010 Preliminary Geotechnical Evaluation was 
not encountered in the Phase 2 area.  The Stratum C sands may be contiguous to the Stratum E sand 
where Stratum D was not present.  

 

 

 

 

 

 

 

 

 

 

 

SUBSURFACE 
STRATUM 

APPROXIMATE 
THICKNESS (FEET) GENERALIZED DESCRIPTION[1] 

A1[2] 12 – 14 Temporary SOIL STOCKPILE:  Miscellaneous 
interlayered silt/clay and sand  

A2 0.4 – 0.7 TOPSOIL (approximately 5 to 8 inches) 

B1 3 – 6 Orange-brown SILT/CLAY, trace to some fine to 
medium sand, trace gravel, trace coarse sand 
(medium to stiff consistency); USCS:  ML, CL 

B2[3] 2 – 11 Orange, brown SAND, and to little silt, trace gravel, 
trace coarse sand (loose to medium dense);  
USCS:  SM 

D 12 – ---[4] Gray, light purple, brown SILT/CLAY, trace fine sand 
(soft to medium consistency); USCS: MH, CH 

E ---[5] Varicolored fine to coarse SAND, little to trace silt 
(dense); USCS:  SM, SP 

Notes:           1. The soil descriptions utilized herein and on the test boring logs are defined 
in the attached General Notes. 

2. Stratum A1 observed in test borings TB-1B through TB-4B. 
3. Stratum B2 only observed in TB-15, TB-1B, and TB-2B. 
4. Stratum D not fully penetrated in test borings TB-15 to TB-18. 
5. Stratum E not fully penetrated in test borings. 
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GROUNDWATER  

Groundwater was not encountered in the Phase 2 area during drilling for the 2010 and 2015 
evaluations.  Groundwater mapping by the Delaware Geologic Information Resource (DGIR) 
indicates annual average groundwater levels in “wet” conditions range from approximately              
18 to 24 feet below the existing ground surface.  
 
Groundwater levels at the site will be affected by seasonal and annual variations in precipitation.  It 
is estimated that variations in groundwater levels several feet higher or lower than those observed 
during this evaluation could be experienced during extreme variations in precipitation.  It is possible 
that localized perched groundwater conditions at shallower depths may be encountered during 
excavation. 
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       DISCUSSION OF ANALYSIS  

HIGHLY-COMPRESSIBLE SOILS 

Based on the field and laboratory testing programs performed during the 2010 and 2016 
evaluations, the site is underlain by a layer of compressible high plasticity silt and clay (Stratum 
D), which was observed to have a thickness ranging between 12 to 20 feet.   The depth below 
existing grade (pre soil stockpile) varies across the Phase 2 area.   Consolidation testing was 
performed on two Shelby Tube samples collected in the vicinity of the Elementary School 
construction during the 2010 evaluation, and on 3 samples collected during the 2016 evaluation 
within the area of the proposed Phase 2 buildings.  The consolidation testing results indicate that 
this stratum will exhibit relatively small vertical settlement if the loading conditions applied 
during and following construction are less than the maximum load that the soil has experienced 
over geological time.  The maximum geologic load is referred to as the “preconsolidation 
pressure”.  However, the consolidation results indicate that if the loading conditions exceed the 
preconsolidation pressure, significant amounts of settlement is anticipated. 
 
Based on the consolidation results from the 2016 evaluations, the proposed site grading required, 
variable depths of cuts and fills, the varying depth to the Stratum D compressible soils, and 
structural loads provided, analysis indicates that localized building areas may experience loads 
that exceeds the preconsolidation pressure.  Based on structures supported by a conventional 
shallow spread footing foundation system, analyses indicated settlements ranging from 1 to 5 
inches could be experienced.  The anticipated magnitudes of settlement will vary across the 
building pad areas.   This could result in differential settlements on the order of 2 to 3 inches over 
relatively short distances.  It is noted that during the full scale surcharging program performed 
during the Elementary School construction, settlements on the order 3 to 6 inches were induced 
prior to building construction.  
 
Due to the estimated magnitudes of potential total and differential settlement, supporting the 
proposed buildings on a conventional shallow foundations (without improvement to the 
subsurface conditions) is not recommended.   It is understood that constructing a soil surcharge of 
sufficient height to induce anticipated foundation settlement, similar to that performed for the 
adjacent elementary school, is not considered practical.  Some alternative foundation options are 
discussed furthermore herein.    

FOUNDATION OPTIONS 

Where spread footings result in significant potential for post construction settlement, a foundation 
system which is founded in the underlying dense sand soils or a soils which improves the 
settlement sensitive material should be considered.   
 
A deep foundation system founded in the dense sand soils (Stratum E) observed below the 
compressible silt/clay stratum, would transfer the building loads (i.e., the columns and walls) to 
the underlying sand soils, which are less compressible.  A deep foundation system would derive 
its support from a combination of frictional resistance and end bearing on the denser sand soils 
(Stratum E) encountered beneath the soft soil strata. The resulting structures would therefore 
experience minimal settlement.  Based on the conditions encountered at the site, it is Duffield 
Associates’ opinion that several deep foundation systems could be considered for this project.    
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The potential foundation systems considered feasible for the support of the proposed high school, 
performing arts building, and middle school structures include:  

 
• Augered Cast-in-Place (ACIP) Piles.  An ACIP pile foundation system consists of relatively 

small diameter piles drilled to a specified depth and pumped full with cementious grout.  ACIP 
piles can be a preferred foundation alternative in areas where vibrations and noise from pile 
driving installations are a concern because the installation methods result in relatively minor 
vibration and repetitive installation noise as compared to driven piles.  A disadvantage of 
utilizing auger cast piles is that the capacity of the shaft is based on empirical methods and 
cannot be easily verified in the field through monitoring during construction without the 
performance of a load test, which can be costly and may not be required for the for the 
anticipated pile capacities presented.  

Static analyses indicates that  a 14-inch diameter ACIP pile, embedded a minimum of 10 feet 
into the dense sands of Stratum E, with a total pile length of approximately 35 feet from the 
currently proposed finished floor elevations, should develop an allowable capacity of 30 tons in 
compression based on a Factor of Safety of 2.5.    

• Driven Timber Piles.  A driven timber pile consists structural timber sections driven in into the 
soil profile with a pile hammer.  Timber piles are often considered an economical driven pile 
alternative (opposed to steel pipe or precast concrete piles) for the depths and capacities 
anticipated on this project.  A disadvantage of timber piles is their installation depth can be 
limited by the available timber lengths (typically 50-60 feet) since splicing is generally not 
effective.  Due to the potential for soil variability, an effective probe pile program at the 
beginning of construction can be critical to an economical installation.  

Static analyses indicates that a 12-inch diameter timber pile driven (provided in accordance with 
ASTM D 25) with an embedment of 5 to 10 feet into the dense sands of Stratum, with a total 
pile length of approximately 30-35 feet from the currently proposed finished floor elevations 
should develop an allowable capacity of 25 tons in compression based on a Factor of Safety of 
2.5.    

Duffield Associates can provide additional pile capacity estimates and recommendations for 
various pile sizes upon request.  Settlement magnitudes for ACIP and Driven Timber piles 
embedded into the medium to dense sands of Stratum E are expected to be on the order of 1 inch 
or less.   
 
It is noted that “static” methods of pile analysis used to estimate pile capacity and length are 
approximate, and based on various assumptions regarding the soil conditions.  The actual pile 
lengths may vary somewhat in the field due to variations in the subsurface conditions, and the 
final pile length should be determined based on penetration resistance observed during 
installation. 

 
If an ACIP pile foundation system is selected, a pile load test should be performed prior to 
construction of production piles to determine an appropriate pile length and economize the design, 
based on the load test results.  If driven timber piles are selected, the contractor should submit a 
wave equation analysis demonstrating that the proposed pile driving system is capable of installing 
piles of the required capacity without damaging the piles.  It is recommended that the Pile Driving 
Analyzer (PDA) be utilized during the installation of “probe” piles at the site to verify hammer 
efficiency and evaluate pile capacity (which can be estimated using the PDA).  The PDA can also be 
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used during production piles driving to help resolve issues regarding hammer performance, driving 
stressed in the pile, and pile capacity.  Provisions for the use of the PDA should be included in the 
contract documents. 
 

• Ground Improvement.  An alternative to deep foundation pile foundations may include the 
implementation of a ground improvement program which “improves” the compressible silt/clay 
soils.  While it is understood that the project schedule does not permit the construction of a 
designed surcharge program similar to the program implemented in the smaller Phase 1 portion 
of the site, a ground improvement system which provides localized densification beneath the 
building foundations could be considered to reduce post construction settlements of the 
superstructure.  This system could include the installation of stone columns or aggregate piers. 

 
Stone columns or aggregate piers (also known also as “rammed aggregate piers” or “vibro stone 
columns”) could result in a localized improvement in the consistency (stiffness) of the Stratum 
D silt/clay and reduce potential for settlement during and following construction.  Ground 
improvement utilizing rammed aggregate piers involves the construction of piers of stone 
aggregate installed through the soils to be improved and generally involves driving a mandrel 
through these soils and subsequently filling the void created by the mandrel with stone, 
compacted in a number of lifts with a hydraulic ram during the extraction of the mandrel.  This 
results in displacing (and densifying or stiffening) the soils immediately surrounding the pier.  
Depending on the scope of the ground improvement program, a shallow foundation system 
constructed over an improved subgrade typically could be designed for an allowable bearing 
capacity on the order of 3,000 to 4,000 pounds per square foot (psf), and post construction 
settlements on the order of 1 inch or less depending of the design of the improvement program.   
 
If the use of some type of ground improvement is to be considered further, Duffield Associates 
can provide the names of several specialty contractors who have experience in the design and 
installation of different types of aggregate piers that can improve the foundation performance of 
the types of soils encountered at this site.  Due to differences in the proprietary design and 
construction methods, the different specialty contractors will probably have varying approaches 
to improving the soils at the site, and therefore, it may be beneficial, economically, to further 
evaluate such a system.   

BUILDING SLAB-ON-GRADE AND EARTHWORK SEQENCING 

Based on the subsurface data obtained during this evaluation and our experience at the site, it is 
Duffield Associates’ opinion that the natural site soils in the area which have been preloaded in 
the area of the of the existing “soil stockpile” are generally suitable for supporting the 
slab-on-grade of the proposed structure.  Structural fill, placed over a stable subgrade, and 
compacted as recommended in this report, is also considered suitable for supporting the slab-on-
grade.  In addition, it is Duffield Associates’ opinion that lightly loaded non-bearing walls (e.g., 
single story masonry or light gauge structural steel partition walls) could be supported on 
thickened slab-on-grade sections.   
 
It is noted that while the final building footprint has not been finalized, it is understood that 
portions of the final building will be located in areas which are not within the area of the “soil 
stockpile” while the soil in these areas these areas of the site are generally considered suitable for 
support of slabs-on-grade, there is an increase potential for total and differential settlement of 
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these areas and a potential for differential settlement at the transition between the portion of the 
site covered by the existing “soil stockpile” and not covered.    
 
Based on the proposed grading plan, variable depths of fill will be required in portions of the 
buildings.  The largest amounts of fill are anticipated to be on the order of 7 feet in portions of the 
high school building and middle school.  A sketch indicating the approximate variable depths of 
cuts and fills across the building areas has been enclosed.  The addition of fill to the existing grade 
will result in some consolidation of the underlying site soils, with a greater magnitude of 
settlement occurring as the thickness of soil fill is increased.  Where net fills are required, it is 
recommended that these be completed as early in the construction sequence as possible so that the 
majority of the fill-induced settlement can be completed before building slab-on-grade 
construction.  Since the majority of the building areas have been subject to the “surcharge” of the 
temporary soil stockpile (which is to be removed prior to final site grading), it is anticipated that 
the majority of the fill-induced settlement under slab-on-grade areas will occur within                   
1 to 2 months following fill placement.    
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       DESIGN RECOMMENDATIONS  

1. PILE FOUNDATIONS 

Following the selection of a foundation alternative, Duffield Associates should be contacted for 
consultation during the development of the geotechnical design specifications for a deep 
foundation or ground improvement program.  Depending on the final design (e.g. capacities and 
sections), a load test may be required based on the requirements of the 2015 International Building 
Code.  If performed, a static pile load test should be performed in accordance with ASTM D 1143, 
for each type of pile utilized.  The requirements of the final geotechnical design are dependent of 
the load verification method used during construction, and should be incorporated into the design 
teams design document and bid packages.  Following the selection for the foundation type by the 
design team, these issues can be addressed further. 
 

2. PILE FOUNDATIONS 

The following recommendations are for the construction of the Phase 2 buildings deep foundation 
systems.  The selection for the foundation type by the design team should consider the risk and 
tolerances for settlement and differential settlement. 
 

FOUNDATION TYPE TOTAL PILE 
LENGTH 

ESTIMATED 
EMBEDDMENT 
LENGTH INTO 

STRATUM E SANDS 

ESTIMATED 
ALLOWABLE 

COMPRESSIVE 
CAPACITY 

14-in. Dia. ACIP Pile 35 feet 10 feet 30 tons 

12-in Dia. Timber Pile  30 - 35 feet 5-10 feet 25 tons 

 

Settlement magnitudes for drilled and driven piles bearing in the dense Stratum E sands will 
primarily consist of elastic shortening of the piles and settlement is estimated to be on the order of 
½ inch or less depending on the structural properties of the pile.   

The estimated capacities above are for single-pile systems.  The use of multiple piles in an area 
may reduce the load carrying capacity of the piles in the pile cap, depending on the size, spacing, 
and configuration of the piles.  The reduction occurs as the result of stress changes in the soil 
during installation of adjacent piles and overlap of stresses transmitted to the soil from the building 
loads. 

A minimum of 3 times the pile diameter is recommended for all driven or drilled piles.  For piles 
subjected to lateral load, a minimum of 6 times the pile diameter is recommended.  A reduction 
factor, based on a number of factors including pile spacing, number of piles and pile cap geometry 
may be appropriate based on the final design.  Duffield Associates should be notified once pile 
size, spacing, and pile cap configurations are designed to evaluate the potential for capacity 
reduction. 
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3. GROUND IMPROVEMENT - STONE COLUMN  

It is Duffield Associates’ opinion that ground improvement prior to construction of shallow 
foundations could be achieved by utilizing stone columns such as rammed aggregate piers or vibro 
replacement stone column foundations.  These proprietary, performance based systems should be 
designed by a professional engineer registered in the State of Delaware. 

4. SLABS-ON-GRADE 

a. Ground-supported floor slabs should be designed as free floating and should not be connected to 
the other structural elements (e.g., walls, framing, etc.) of the buildings.  Due to the potential for 
differential settlement between pile supported elements and ground supported slabs, the 
foundation-slab interface and partition wall-slab interface should be designed to allow relative 
movement.  Control joints should be utilized (within the slab) to control the location of possible 
cracking due to differential slab settlement.   

b. To reduce the potential of detrimental slab movement due to compressible soils underlying the 
site and variable depths of fill needed to achieve finished grade it is recommended that 
following final subgrade preparation as outlined herein, a biaxial geogrid (Synteen SF-11 or 
equivalent) be installed over the prepared subgrade prior to the placement of drainage stone 
subbase. 

c. A minimum 10 mil polyethylene vapor barrier and free-draining subbase, consisting of at least 
4 inches of poorly graded crushed stone aggregate, such as AASHTO SP-57 stone, should be 
provided beneath all floor slabs.   

d. Subgrade conditions should be modeled for design utilizing a subgrade modulus, KS of 125 pci, 
provided subgrade preparation is performed as recommended in this report. 

5. SOIL PARAMETERS 

Backfill on “unyielding” retaining walls restrained from rotation at the top should be analyzed 
using the “at rest” earth pressure coefficient, KO.  The “active” and “passive” earth pressure 
coefficients, KA and KP, respectively, should be utilized for the design of “yielding” retaining 
walls, such as cantilevered walls.  All retaining walls (including below-grade portions of the 
building) should be provided with free-draining, granular backfill materials and a drainage 
system and/or weep holes to relieve hydrostatic pressures on the walls.  The free-draining 
backfill materials should extend behind the wall to a distance of at least 60% of the wall height.  
The recommended lateral earth pressure parameters for design are as follows.   
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SOIL PARAMETER STRATUM B 
(ML/CL) 

ON-SITE 
STRUCTURAL 

FILL 

GRANULAR 
STRUCTURAL 
FILL  (less than 

25% passing a No. 
200 Sieve)   

Moist Unit Weight, γm (pcf) 115 125 130 

Buoyant Unit Weight, γb (pcf) 53 63 68 

Cohesion, c (psf) 0 0 0 

Angle of Friction, ϕ (°) 28 32 34 

At Rest Earth Coefficient, KO 0.53 0.47 0.44 

Active Earth Pressure Coefficient, KA 0.36 0.31 0.28 

Passive Earth Pressure Coefficient, KP 2.77 3.25 3.5 

Coefficient of Sliding Friction 0.35 0.42 0.45 

 

6. SEISMIC DESIGN PARAMETERS  

Based on the subsurface conditions encountered during the field exploration at the site and the review 
of regional geologic maps, an “E” site classification is recommended for the analysis of seismic 
conditions, as defined by 1613.3.2 of the 2015 International Building Code and Chapter 20 of the 
Civil Engineers Minimum Design Loads for Buildings and Other Structures (ASCE/SEI 7-10).  

7. CONTROL JOINTS 

Masonry walls should be provided with frequent control joints placed at architecturally convenient 
locations (e.g., windows and doorways) to provide a “preferred” location for differential settlement 
to occur to reduce the potential for cracking of the walls. 

8. GROUNDWATER 

Groundwater was not encountered during drilling in the Phase 2 area during the 2010 and 2015 
evaluations.  Groundwater mapping by the Delaware Geologic Information Resource (DGIR) 
indicates annual average groundwater levels in “wet” conditions range from approximately              
18 to 24 feet below the existing ground surface.   

It is possible that localized areas of perched groundwater could be encountered during 
excavations due to the fine-grained consistency of the shallow site soils.  In addition, 
stormwater could accumulate in open excavations or low areas during construction.  It is 
recommended that wherever groundwater is encountered during excavations, the resulting 
excavation should be over-excavated by at least 4 inches and replaced with AASHTO SP-57 
stone to protect the exposed subgrade soils and to facilitate sumping. 

 

 

Appoquinimink School District 							          
Fairview Campus Middle & High Schools
Bid Package E	 5 March 2018

GEOTECHNICAL DATA 003132-156



Appoquinimink School District   
Phase 2 Fairview Campus Expansion 
March 14, 2017 
RE: Project No. 3975.GM 
 

Page 14 

9. SITE GRADING 

Site grading should be designed to provide positive drainage away from the proposed construction 
area.  Positive site drainage should be maintained throughout the construction activities. 

10. ASSUMPTIONS 

The structural loading and the finished floor elevation considered in this evaluation should be 
verified by the project team prior to the completion of their design.  If the proposed conditions vary 
from those considered herein, Duffield Associates should be notified to possibly modify the 
recommendations provided herein as required. 
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       CONSTRUCTION RECOMMENDATIONS  
 
1. SITE PREPARATION 

Based on our previous work at the site, the “soil stockpile” located within  portions of the proposed 
Phase 2 building areas was not placed as “engineered fill” (e.g., placed and compacted in 
accordance with the recommendations of July 2010 Preliminary Geotechnical Evaluation).  The 
material utilized for construction of the surcharge was observed to be variable in texture and 
consistency, and is not considered suitable for support of foundations or slabs-on-grade as placed.  
It is recommended the existing “soil stockpile” be removed in its entirety from the proposed 
building areas prior to subgrade review, performance of proofroll, placement of fill, or foundation 
construction, as described herein. 

2. PROOFROLLING AND SUBGRADE PREPARATION 

Following the removal of the existing “soil stockpile”, the building areas should be rough excavated 
to proposed grades.  Following rough grading and prior to foundation construction, placement of 
fill, or construction of the floor slabs, it is recommended that the exposed subgrade be proofrolled.  
The proofrolling should be performed using a minimum of two passes of a 10-ton vibratory roller in 
the presence of a qualified soils technician working under the supervision of a geotechnical 
engineer.  The purpose of the proofrolling is to identify yielding subgrade conditions.  The proposed 
construction area should be proofrolled at least 10 feet beyond the construction perimeters.   

Yielding, or otherwise unsuitable subgrade conditions encountered within the proposed       
building areas, should be undercut to firm subgrade conditions and backfilled with compacted 
structural fill in accordance with the recommendations of this report.  Alternatively, shallow 
yielding conditions observed, as determined by a qualified soils technician working under the 
supervision of a geotechnical engineer, could be stabilized through moisture conditioning of the 
exposed subgrade and recompaction.  A qualified soils technician working under the supervision of 
a geotechnical engineer should confirm the consistency and texture of the exposed soils with the 
conditions encountered by this evaluation. 

3. BULK GRADING 

The construction schedule should be arranged such that the majority of the site regrading takes 
place during the drier periods (May through September), and as far in advance of the final 
construction as possible in order to allow consolidation settlement of the underlying soils to occur.  
The performance of site work during warm, dry periods will likely decrease the need for 
undercutting of soft surficial soils (areas can be aerated and recompacted rather than excavated and 
replaced with structural fill) and will increase the chances of using on-site soils as structural fill.  In 
addition, large areas of bulk grading will likely be required to efficiently bulk excavate, place, 
aerate, and compact site soils.  If earthwork is performed during wetter periods, there will likely be 
a significant increase in earthwork costs due to the need for importing off-site borrow or amending 
the on-site soils.   
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4. ACIP PILE INSTALLATION REVIEW 

The quality of auger cast piles is highly dependent on the construction method and appropriate 
construction quality control, including review of the placement of grout for the pile.  Only 
contractors that can demonstrate experience in the installation of auger-cast piles and drilled 
displacement piles for similar projects and subsurface conditions should be allowed to bid on this 
project.  Further, prior to the start of construction, the pile contractor should submit proposed 
installation and construction quality control methods.   

A qualified engineering technician should be on site during pile construction to review installation.  
The technician should maintain records of pile installation including depth of pile installation, 
penetration rate of auger, and quantity and volume of grout utilized to fill the pile.  

5. DRIVEN TIMBER PILE INSTALLATION REVIEW 

Installation of piles should be reviewed on a full-time basis by a qualified soils technician under the 
supervision of a geotechnical engineer licensed in the State of Delaware.  The purpose of this 
review is to monitor that piles have been installed in conformance with the driving criteria 
developed for the project.  Records of the pile driving resistance should be maintained by a 
representative of the Owner to verify installation procedures and to provide technical assistance in 
the event that variations in driving are encountered.  Should any conditions encountered during 
construction differ from those described in this report, Duffield Associates should be notified 
immediately in order to review and possibly modify these recommendations. 

6. GROUND IMPROVEMENT – STONE COLUMN CONSTRUCTION REVIEW 

The quality of ground improvement during stone column installation is highly dependent on the 
construction method and appropriate construction quality control.  Only contractors that can 
demonstrate experience in the installation of the propriety stone column ground improvement for 
similar projects and subsurface conditions should be allowed to bid on this project.  Further, prior 
to the start of construction, the contractor should submit ground improvement design including 
analysis, details, specification and a quality control plan signed and sealed by a Delaware 
registered professional engineering for review and approval by the Owner’s representative as well 
as proposed installation and construction quality control methods.   

A qualified engineering technician should be on site during construction to review installation.  The 
technician should maintain records of installation depth, compaction effort, and stone quality and 
quantity, and well as document the implementation of the submitted quality control plan.  

7. RE-USE OF ON-SITE SOILS AS STRUCTURAL FILL 

a. On-site soils free of organic material, topsoil, debris, and rock fragments in excess of 3 inches in 
their largest dimension may be suitable as structural fill.   

b. A majority of the on-site materials that will be available as fill will consist of the existing soil 
stockpile and material obtained from site grading consisting of the silt and clay soils of Strata 
B1, with isolated areas of sandy Stratum B2 materials.  These soils are considered suitable for 
backfill, as long as the moisture content of the soils is within the range in which the specified 
compaction requirements can be achieved.  The shallow soils at the site generally appear to be 
moisture content higher than at which compaction can generally be achieved, and drying may be 

Appoquinimink School District 							          
Fairview Campus Middle & High Schools
Bid Package E	 5 March 2018

GEOTECHNICAL DATA 003132-159



Appoquinimink School District   
Phase 2 Fairview Campus Expansion 
March 14, 2017 
RE: Project No. 3975.GM 
 

Page 17 

required.  Drying fine-grained soils requires an area in which to spread them out and extended 
periods of warm, dry weather, and time.    

c. If sufficient quantities of suitable on-site soils are not available for structural fill, imported 
borrow consisting of predominately granular soils conforming to the requirements of DelDOT 
Standard Specifications Borrow Type C (Backfill) should be utilized.  AASHTO SP-57 stone 
could also be utilized as structural fill at locations, as recommended by the project engineer, and 
should be considered for localized, relatively deep fills such as foundation undercuts.   

8. COMPACTION REQUIREMENTS 

a. Structural fill should be placed in loose lifts with a maximum thickness of 8 inches.   

b. Each lift of fill placed within the proposed building construction areas (defined as the area 
extending at least 5 feet beyond the building footprint) should be compacted to at least 95% of 
the maximum dry density, as determined by the Modified Proctor test (ASTM D 1557).   

c. Structural fill placed in proposed pavement areas should be compacted to at least 90% of the 
maximum dry density, as determined by the Modified Proctor test. 

d. The placement and compaction of structural fill should be monitored on a full-time basis by a 
qualified technician working under the supervision of a geotechnical engineer. 

9. EXCAVATION SAFETY 

All utility and foundation excavation should be performed in accordance with OSHA guidelines.  
Typically, medium stiff or stiffer silt/clay soils can be characterized by OSHA CFR Part 1926 
Excavation Standards as Type C soils, and granular soils can be characterized by OSHA CFR Part 
1926 Excavation Standards as Type B soils.  Should it be required, all temporary sheeting, shoring, 
benching, and sloping should be designed by a qualified engineer registered in the State of 
Delaware. 

10. PROTECTION OF SUBGRADE SOILS 

The shallow clay soils of Stratum B1 are considered highly moisture sensitive.  Exposure of these 
soils to precipitation and construction traffic may weaken the soils and result in yielding subgrade 
conditions.  In addition, if foundation excavations are left open, precipitation may result in the 
collection of water within the excavation.  Provisions for removal of water by drainage or sumping 
are recommended.  Subgrade soils disturbed by precipitation and construction traffic should be 
either scarified and re-compacted or undercut and replaced with structural fill as previously 
discussed.   

If a winter construction schedule is proposed for the foundations, provisions for the protection of 
shallow foundations from frost heave should be included in the contract specifications. 

11. GROUNDWATER CONTROL 

If “perched” groundwater is encountered during shallow foundation or utility construction, 
localized sumping may be required to control stormwater runoff into excavations during 
construction.  It is recommended that wherever groundwater is encountered during shallow 
foundation or utility excavations, the resulting excavation should be over excavated by at least       
4 inches and replaced with AASHTO SP-57 stone to protect the exposed subgrade soils and to 
facilitate sumping. 
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12. SUBSURFACE DATA 

All contractors interested in bidding on phases of this work, which involve subsurface conditions, 
should be given full access to this report so that they can develop their own interpretations of the 
available data. 

13. CONSTRUCTION REVIEW 

It is recommended that the project budget include provisions for the cost for independent 
construction monitoring of the earthwork and foundation construction by a qualified engineering 
firm retained by the Owner, to review conformance of construction with the recommendations of 
the project geotechnical evaluation, as well as the project plans and specifications. 
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       QUALIFICATIONS  
 
The recommendations of this report have been prepared according to generally accepted soil and 
foundation engineering practice, and are based on the conditions encountered by the test borings 
performed at the site.  Although soil quality has been inferred from the interpolation of the sampling 
data, you should explicitly note that subsurface conditions beyond the test borings are, in fact, 
unknown.  Should any conditions encountered during construction differ from those described in this 
report, this office should be notified immediately in order to review, and possibly modify these 
recommendations.  This report applies solely to the size, type, and location of the structure described 
herein.  In the event that changes are proposed, this report will not be considered valid unless the 
changes have been reviewed and the recommendations of this report modified and re-approved in 
writing by Duffield Associates, Inc. 
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       APPENDICES   

TEST BORING LOCATION SKETCH  

TEST BORING LOGS FROM PREVIOUS EVALUATIONS 

APPROXIMATE CUT/FILL DEPTHS SKETCH 

CONSOLIDATION TEST REPORTS 

GENERAL NOTES 
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Light gray SILT, trace fine sand

Light gray SILT, trace fine sand
SHELBY TUBE ST-2:  30.0' - 32.0' - Light gray SILT, trace
fine to medium sand; Atterberg Limits: Liquid Limit: 80:
Plasticity Index: 34
Gray SILT, little to some medium to coarse sand, trace
gravel
Gray SILT, little to some coarse sand (weathered, rust
colored, lenses throughout clay)
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NOTES:
1.  Test boring terminated at ± 48.7 feet b.e.g.s. (below existing ground surface)
2.  Groundwater not encountered during drilling.
3.  Borehole backfilled with soil cuttings upon completion.
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1.  Test boring terminated at ± 48.7 feet b.e.g.s. (below existing ground surface)
2.  Groundwater not encountered during drilling.
3.  Borehole backfilled with soil cuttings upon completion.
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S-1
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ST-1

S-4
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4-4-5-10

29-40-39-32

2-3-5-4

P-U-S-H

1-2-2-4

2-4-3-4

3-4-14-7

13-15-18-40

FILL

FILL:  Brown silt, little medium to coarse sand

Orange-brown SILT, some fine to coarse sand, little to
some gravel

Light gray, light brown SILT,  trace fine sand

SHELBY TUBE ST-1:  19.5' - 21.5' - Light gray, light
brown SILT, trace fine sand, trace cemented silt
fragments;  Atterberg Limits:  Liquid Limit: 89; Plasticity
Index: 41
Light gray, light brown SILT, trace fine sand

Light brown, gray, orange SILT, trace fine sand (mottled)

Light brown, gray, orange SILT, little fine sand (mottled)
Orange fine SAND, trace silt, trace cemented sand
fragments

Varicolored (orange, brown, green, gray, black) fine SAND,
trace silt
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FILL:  Brown silt, little medium to coarse sand

Orange-brown SILT, some fine to coarse sand, little to
some gravel

Light gray, light brown SILT,  trace fine sand

SHELBY TUBE ST-1:  19.5' - 21.5' - Light gray, light
brown SILT, trace fine sand, trace cemented silt
fragments;  Atterberg Limits:  Liquid Limit: 89; Plasticity
Index: 41
Light gray, light brown SILT, trace fine sand

Light brown, gray, orange SILT, trace fine sand (mottled)

Light brown, gray, orange SILT, little fine sand (mottled)
Orange fine SAND, trace silt, trace cemented sand
fragments

Varicolored (orange, brown, green, gray, black) fine SAND,
trace silt
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NOTES:
1.  Test boring terminated at ± 36.5 feet b.e.g.s. (below existing ground surface)
2.  Groundwater not encountered during drilling.
3.  Borehole backfilled with soil cuttings upon completion.
4.  Test boring offset ± 2 feet due to unstraight entrance into hole.
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1.  Test boring terminated at ± 36.5 feet b.e.g.s. (below existing ground surface)
2.  Groundwater not encountered during drilling.
3.  Borehole backfilled with soil cuttings upon completion.
4.  Test boring offset ± 2 feet due to unstraight entrance into hole.
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NOTES:

THIS SKETCH IS ADAPTED FROM A DRAWING TITLED "ACAD-ACAD-DUFFIELD-LAYOUT,"

PREPARED BY LANDMARK ENGINEERING AND DATED MAY 17, 2010.

CUT/FILL DEPTHS ARE BASED ON PROVIDED FINISHED FLOOR ELEVATIONS AND 2010

GROUND SURFACE ELEVATIONS FROM THE REFERENCED DRAWING.
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GENERAL NOTES 

DUFFIELD ASSOCIATES uses the following definitions and terminology to classify and correlate the field and laboratory 
samples. 

VISUAL UNIFIED CLASSIFICATIONS:  The soil samples are described by color, major constituent, modifiers (by 
percentage), and density (or consistency).  Coarse Grained or Granular Soils have more than 50% of their dry weight retained 
on a No. 200 sieve; they are described as:  boulders, cobbles, gravel or sand.  Fine Grained Soils have less than 50% of their 
dry weight retained on a No. 200 sieve; they are described as:  clays or clayey silts if they are cohesive and silts if they are 
noncohesive.  In addition to gradation, granular soils are defined on the basis of their relative in-place density and fine grained 
soils on the basis of their strength or consistency and their plasticity. 

The Unified Soil Classification symbols are: 

COARSE GRAINED SOILS FINE GRAINED SOILS 

GW - Well graded gravels ML - Silts of low plasticity  
GP - Poorly graded gravels CL - Clays of low to medium plasticity 
GM -  Silty gravels       OL - Organic silt clays of low plasticity 
GC -  Clayey gravels MH - Silts of high plasticity 
SW -  Well graded sands CH - Clays of high plasticity 
SP -  Poorly graded sands OH - Organic silt clays of high plasticity 
SM -  Silty sands       PT - Peat and highly organic soils 
SC -  Clayey sands 

SIZE DESCRIPTION MODIFIERS  (PERCENTAGE) 

F - Fine Tr - Trace  1 - 10% 
M - Medium Ltl - Little 11 - 20% 
C - Coarse Some 21 - 35% 
G - Gravel & -  And 36 - 50% 

COLOR 

Or  - Orange Blk - Black Vc - Varicolored 
Yel - Yellow Gr  - Gray Dk - Dark 
Br  - Brown R   - Red Lt - Light 

DENSITY:  COARSE GRAINED SOILS    CONSISTENCY:  FINE GRAINED SOILS 

Very loose  4 blows/ft or less Very soft  2 blows/ft or less 
Loose  5 to 10 blows/ft  Soft  3 to 4 blows/ft 
Medium 11 to 30 blows/ft Medium  5 to 8 blows/ft 
Dense 31 to 50 blows/ft  Stiff  9 to 15 blows/ft 
Very Dense 51 blows/ft or more Very stiff 16 to 30 blows/ft 

Hard 31 blows/ft or more 

NOTE: The Standard Penetration Test "N" value is the number of blows per foot of a 140 pound hammer falling 30 inches 
on a 2 inch O.D. split spoon sampler, except where otherwise noted. 
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BID FORM AND ATTACHMENTS                                                                                                   004100-1 

PU09, Revised 2-2017 

Contract: E-49 : Finish Sitework – Athletic Fields and Surfaces 
 

BID FORM 

 

For Bids Due:           To: Appoquinimink School District  

        118 South Sixth Street 

        Oddessa, De 19730 

 

Name of Bidder:              

 

Bidder Address:              

 

                

 

Contact Name:       E-Mail Address:        

 

Delaware Business License No.:       Taxpayer ID No.:        

 

(Other License Nos.):                
(A copy of Bidder’s Delaware Business License must be attached to this form.) 

 

Phone No.:  (            )                              -                          Fax No.:  (             )               -     

 

The undersigned, representing that he has read and understands the Bidding Documents and that this bid is made in 

accordance therewith, that he has visited the site and has familiarized himself with the local conditions under which the 

Work is to be performed, and that his bid is based upon the materials, systems and equipment described in the Bidding 

Documents without exception, hereby proposes and agrees to provide all labor, materials, plant, equipment, supplies, 

transport and other facilities required to execute the work described by the aforesaid documents for the lump sum 

itemized  below: 

 

$           ($                                                               ) 

 

 

ALTERNATES    
Alternate prices conform to applicable project specification section.  Refer to specifications for a complete description of the following 

Alternates. An “ADD” or “DEDUCT” amount is indicated by the crossed out part that does not apply. 

 
Alternate No. 2: Provide Turf Fields at Lacrosse/Field Hockey Fields in lieu of Seed 

 

 Add/Deduct        ( $    ) 

 
Alternate No. 7: Provide In-Field Mix & Backstops at Practice Baseball/Softball Field 

 

 Add/Deduct        ( $    ) 
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PU09, Revised 2-2017 

 

UNIT PRICES   

Unit prices conform to applicable project specification section. Refer to the specifications for a complete description of the 

following Unit Prices:   

 
1. Price per Cubic Yard for earth excavation as specified 

 In excavation section  c/y   c/y  _  c/y  c/y 

 

2. Price per cubic yard for earth excavation.  c/y   c/y   c/y   c/y 

 
3. Price per Square Yard for Light Duty Sidewalk 

 Incl excavation, grading, prep, pour & finish  s/y   s/y   s/y  s/y 

 
4. Price per Square Yard for Heavy Duty Sidewalk 

 Incl excavation, grading, prep, pour & finish  s/y   s/y   s/y  s/y 

 

5. Price per Linear Foot for Concrete Curbing  

 Incl excavation, grading, prep, pour & finish  l/f   l/f   l/f   l/f 

 
11. Price per cubic yard for excavation and backfill 

 With select material  c/y   c/y   c/y  c/y 

 

12. Price per cubic yard to undercut building subgrade  

 and backfill with structural fill material. Spoils 

 to be placed on site.  c/y   c/y   c/y  c/y 

        

NOTE:   The difference in price between Add and Deduct in the above Unit Prices should not exceed fifteen percent 

(15%).    

 

I/We acknowledge Addendums numbered       and the price(s) submitted include any 

cost/schedule impact they may have. 

 

This bid shall remain valid and cannot be withdrawn for sixty (90) days from the date of opening of bids, and the 

undersigned shall abide by the Bid Security forfeiture provisions.  Bid Security is attached to this Bid (if required). 

 

The Owner shall have the right to reject any or all bids, and to waive any informality or irregularity in any bid received. 

 

This bid is based upon work being accomplished by the Sub-Contractors named on the list attached to this bid. 

 

The undersigned represents and warrants that he has complied and shall comply with all requirements of local, state, and 

national laws; that no legal requirement has been or shall be violated in making or accepting this bid, in awarding the 

contract to him or in the prosecution of the work required; that the bid is legal and firm; that he has not, directly or 

indirectly, entered into any agreement, participated in any collusion, or otherwise taken action in restraint of free 

competitive bidding. 

 

Upon receipt of written notice of the acceptance of this Bid, the Bidder shall, within twenty (20) calendar days, execute the 

agreement in the required form and deliver the Contract Bonds, and Insurance Certificates, required by the Contract 

Documents. 
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PU09, Revised 2-2017 

I am / We are an Individual / a Partnership / a Corporation 

 

By           Trading as         

           (Individual’s / General Partner’s / Corporate Name) 

               

           (State of Corporation) 

 

 

 

Business Address:        

          

          

          

 

  

Witness:         By:         

                 ( Authorized Signature ) 

 (SEAL)                         

                 ( Title ) 

                   Date:          

 

ATTACHMENTS 

 Sub-Contractor List 

 Non-Collusion Statement 

 Bid Bond 

 Consent of Surety 

 Affidavit of Employee Drug Testing Program (1 per contractor/subcontractor) 

 Delaware Business License 

 New Castle County Business License 

 (Others as Required by Project Manuals) 
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BID FORM AND ATTACHMENTS                                                                                                   004100-4 

PU09, Revised 2-2017 

SUBCONTRACTOR LIST 

 

In accordance with Title 29, Chapter 6962 (d)(10)b Delaware Code, the following sub-contractor listing must accompany 

the bid submittal. The name and address of the sub-contractor must be listed for each category where the bidder intends 

to use a sub-contractor to perform that category of work. In order to provide full disclosure and acceptance of the bid by 

the Owner, it is required that bidders list themselves as being the sub-contractor for all categories where he/she is 

qualified and intends to perform such work. 

 

 

 

Subcontractor  

Category Subcontractor     Address (City & State)  Subcontractors tax payer ID # 

        or Delaware Business license # 

  

1. Finish Sitework                ________          

       

 

2. Concrete                ________          
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BID FORM AND ATTACHMENTS                                                                                                   004100-5 

PU09, Revised 2-2017 

NON-COLLUSION STATEMENT 

 

This is to certify that the undersigned bidder has neither directly nor indirectly, entered into any agreement, participated 

in any collusion or otherwise taken any action in restraint of free competitive bidding in connection with this proposal 

submitted this date  

All the terms and conditions of Contract E-49 Finish Sitework have been thoroughly examined and are understood. 

 

NAME OF BIDDER:             

 

AUTHORIZED REPRESENTATIVE 

(TYPED):              

 

AUTHORIZED REPRESENTATIVE 

(SIGNATURE):              

 

 

TITLE:               

 

ADDRESS OF BIDDER:             

 

               

 

               

 

PHONE NUMBER:             

 

 

 

 

Sworn to and Subscribed before me this       day of       20 . 

 

My Commission expires      .   NOTARY PUBLIC       . 

 

 

 

 

 

THIS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED. 
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BID BOND 

 

TO ACCOMPANY PROPOSAL 

(Not necessary if security is used) 

 

KNOW ALL MEN BY THESE PRESENTS That:                     of 

_____________________________in the County of ____________________________ and State of ___________________ as 

Principal, and               of _________________________in the County of ____________________ 

         and State of     as Surety, legally authorized to do business in the State of Delaware 

(‘State”), are held and firmly unto the  Appoquinimink School District  in the sum of       

Dollars (S____________________), or percent not to exceed          

   Dollars (S______________________) of amount of bid on Contract No. ____________________ to be paid to the 

Appoquinimink School District for the use and benefit of the Appoquinimink School District for which payment well 

and truly to be made, we do bind ourselves, our and each of our heirs, executors, administrators, and successors, jointly 

and severally for and in the whole firmly by these presents. 

 

NOW THE CONDITION OF THIS OBLIGATION IS SUCH That if the above bounden Principal who has submitted to the 

Appoquinimink School District a certain proposal to enter into this contract for the furnishing of certain material and/or 

services within the State, shall be awarded this Contract, and if said Principal shall well and truly enter into and execute 

this Contract as may be required by the terms of this Contract and approved by Appoquinimink School District this 

Contract to be entered into within twenty days after the date of official notice of the award thereof in accordance with the 

terms of said proposal, then this obligation shall be void or else to be and remain in full force and virtue. 

 

Sealed with ____________seal and dated this day of     in the year of our Lord two thousand 

and ______________________(20__). 

 

SEALED, AND DELIVERED IN THE PRESENCE OF 

          

                   Name of Bidder (Organization) 

 

                        Corporate   By:  

                           Seal                          Authorized Signature 

Attest      

   Title 

     

   Name of Surety 

Witness    

  

     

   Title 
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CONSENT OF SURETY 

 

 

DATE      

  

 

To: Appoquinimink School District  

 118 South Sixth Street 

 Oddessa, De 19730 

 

Gentlemen: 

 

We, the                 

 

 

                

                                                     (Surety Company's Address) 

 

                

 

a Surety Company authorized to do business in the State of Delaware hereby agrees that if    

 

 

                

      (Contractor) 

 

                

      (Address) 

 

                

 

 

is awarded the Contract No.               

 

We will write the required Performance and/or Labor and Material Bond required by Paragraph 9 of the Instructions to 

Bidders. 

 

          

                        (Surety Company) 

 

 By          

                        (Attorney-in-Fact) 
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AFFIDAVIT 

OF 

EMPLOYEE DRUG TESTING PROGRAM 

 

 

4104 Regulations for the Drug Testing of Contractor and Subcontractor Employees Working on Large Public Works 

Projects requires that Contractors and Subcontractors implement a program of mandatory drug testing for Employees 

who work on Large Public Works Contracts funded all or in part with public funds. 

 

We hereby certify that we have in place or will implement during the entire term of the contract a Mandatory Drug 

Testing Program for our employees on the jobsite that complies with this regulation: 

 

 

Contractor/Subcontractor Name:             

 

Contractor/Subcontractor Address:            

 

           

            

           

           

     

Authorized Representative (typed or printed):           

        

 

Authorized Representative (signature):            

 

 

Title:             

 

 

Sworn to and Subscribed before me this     day of       20  . 

 

My Commission expires      .   NOTARY PUBLIC      . 

 

 

THIS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED. 
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Contract: E-50 : Athletic Lighting, Sounds, Scoreboards 
 

BID FORM 

 

For Bids Due:           To: Appoquinimink School District  

        118 South Sixth Street 

        Oddessa, De 19730 

 

Name of Bidder:              

 

Bidder Address:              

 

                

 

Contact Name:       E-Mail Address:        

 

Delaware Business License No.:       Taxpayer ID No.:        

 

(Other License Nos.):                
(A copy of Bidder’s Delaware Business License must be attached to this form.) 

 

Phone No.:  (            )                              -                          Fax No.:  (             )               -     

 

The undersigned, representing that he has read and understands the Bidding Documents and that this bid is made in 

accordance therewith, that he has visited the site and has familiarized himself with the local conditions under which the 

Work is to be performed, and that his bid is based upon the materials, systems and equipment described in the Bidding 

Documents without exception, hereby proposes and agrees to provide all labor, materials, plant, equipment, supplies, 

transport and other facilities required to execute the work described by the aforesaid documents for the lump sum 

itemized  below: 

 

$           ($                                                               ) 

 

 

ALTERNATES    
Alternate prices conform to applicable project specification section.  Refer to specifications for a complete description of the following 

Alternates. An “ADD” or “DEDUCT” amount is indicated by the crossed out part that does not apply. 

 

 

UNIT PRICES   

Unit prices conform to applicable project specification section. Refer to the specifications for a complete description of the 

following Unit Prices:   

 

        

NOTE:   The difference in price between Add and Deduct in the above Unit Prices should not exceed fifteen percent 

(15%).    
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I/We acknowledge Addendums numbered       and the price(s) submitted include any 

cost/schedule impact they may have. 

 

This bid shall remain valid and cannot be withdrawn for sixty (90) days from the date of opening of bids, and the 

undersigned shall abide by the Bid Security forfeiture provisions.  Bid Security is attached to this Bid (if required). 

 

The Owner shall have the right to reject any or all bids, and to waive any informality or irregularity in any bid received. 

 

This bid is based upon work being accomplished by the Sub-Contractors named on the list attached to this bid. 

 

The undersigned represents and warrants that he has complied and shall comply with all requirements of local, state, and 

national laws; that no legal requirement has been or shall be violated in making or accepting this bid, in awarding the 

contract to him or in the prosecution of the work required; that the bid is legal and firm; that he has not, directly or 

indirectly, entered into any agreement, participated in any collusion, or otherwise taken action in restraint of free 

competitive bidding. 

 

Upon receipt of written notice of the acceptance of this Bid, the Bidder shall, within twenty (20) calendar days, execute the 

agreement in the required form and deliver the Contract Bonds, and Insurance Certificates, required by the Contract 

Documents. 
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I am / We are an Individual / a Partnership / a Corporation 

 

By           Trading as         

           (Individual’s / General Partner’s / Corporate Name) 

               

           (State of Corporation) 

 

 

 

Business Address:        

          

          

          

 

  

Witness:         By:         

                 ( Authorized Signature ) 

 (SEAL)                         

                 ( Title ) 

                   Date:          

 

ATTACHMENTS 

 Sub-Contractor List 

 Non-Collusion Statement 

 Bid Bond 

 Consent of Surety 

 Affidavit of Employee Drug Testing Program (1 per contractor/subcontractor) 

 Delaware Business License 

 New Castle County Business License 

 (Others as Required by Project Manuals) 
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SUBCONTRACTOR LIST 

 

In accordance with Title 29, Chapter 6962 (d)(10)b Delaware Code, the following sub-contractor listing must accompany 

the bid submittal. The name and address of the sub-contractor must be listed for each category where the bidder intends 

to use a sub-contractor to perform that category of work. In order to provide full disclosure and acceptance of the bid by 

the Owner, it is required that bidders list themselves as being the sub-contractor for all categories where he/she is 

qualified and intends to perform such work. 

 

 

 

Subcontractor  

Category Subcontractor     Address (City & State)  Subcontractors tax payer ID # 

        or Delaware Business license # 

  

1. Athletic Lighting                ________          

       

 

2. Audio Visual System                ________          

         

 

3. Scoreboard                ________          
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NON-COLLUSION STATEMENT 

 

This is to certify that the undersigned bidder has neither directly nor indirectly, entered into any agreement, participated 

in any collusion or otherwise taken any action in restraint of free competitive bidding in connection with this proposal 

submitted this date  

All the terms and conditions of Contract E-50 Athletic Lighting, Sounds, Scoreboards have been thoroughly examined 

and are understood. 

 

NAME OF BIDDER:             

 

AUTHORIZED REPRESENTATIVE 

(TYPED):              

 

AUTHORIZED REPRESENTATIVE 

(SIGNATURE):              

 

 

TITLE:               

 

ADDRESS OF BIDDER:             

 

               

 

               

 

PHONE NUMBER:             

 

 

 

 

Sworn to and Subscribed before me this       day of       20 . 

 

My Commission expires      .   NOTARY PUBLIC       . 

 

 

 

 

 

THIS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED. 
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BID BOND 

 

TO ACCOMPANY PROPOSAL 

(Not necessary if security is used) 

 

KNOW ALL MEN BY THESE PRESENTS That:                     of 

_____________________________in the County of ____________________________ and State of ___________________ as 

Principal, and               of _________________________in the County of ____________________ 

         and State of     as Surety, legally authorized to do business in the State of Delaware 

(‘State”), are held and firmly unto the  Appoquinimink School District  in the sum of       

Dollars (S____________________), or percent not to exceed          

   Dollars (S______________________) of amount of bid on Contract No. ____________________ to be paid to the 

Appoquinimink School District for the use and benefit of the Appoquinimink School District for which payment well 

and truly to be made, we do bind ourselves, our and each of our heirs, executors, administrators, and successors, jointly 

and severally for and in the whole firmly by these presents. 

 

NOW THE CONDITION OF THIS OBLIGATION IS SUCH That if the above bounden Principal who has submitted to the 

Appoquinimink School District a certain proposal to enter into this contract for the furnishing of certain material and/or 

services within the State, shall be awarded this Contract, and if said Principal shall well and truly enter into and execute 

this Contract as may be required by the terms of this Contract and approved by Appoquinimink School District this 

Contract to be entered into within twenty days after the date of official notice of the award thereof in accordance with the 

terms of said proposal, then this obligation shall be void or else to be and remain in full force and virtue. 

 

Sealed with ____________seal and dated this day of     in the year of our Lord two thousand 

and ______________________(20__). 

 

SEALED, AND DELIVERED IN THE PRESENCE OF 

          

                   Name of Bidder (Organization) 

 

                        Corporate   By:  

                           Seal                          Authorized Signature 

Attest      

   Title 

     

   Name of Surety 

Witness    

  

     

   Title 
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CONSENT OF SURETY 

 

 

DATE      

  

 

To: Appoquinimink School District  

 118 South Sixth Street 

 Oddessa, De 19730 

 

Gentlemen: 

 

We, the                 

 

 

                

                                                     (Surety Company's Address) 

 

                

 

a Surety Company authorized to do business in the State of Delaware hereby agrees that if    

 

 

                

      (Contractor) 

 

                

      (Address) 

 

                

 

 

is awarded the Contract No.               

 

We will write the required Performance and/or Labor and Material Bond required by Paragraph 9 of the Instructions to 

Bidders. 

 

          

                        (Surety Company) 

 

 By          

                        (Attorney-in-Fact) 
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AFFIDAVIT 

OF 

EMPLOYEE DRUG TESTING PROGRAM 

 

 

4104 Regulations for the Drug Testing of Contractor and Subcontractor Employees Working on Large Public Works 

Projects requires that Contractors and Subcontractors implement a program of mandatory drug testing for Employees 

who work on Large Public Works Contracts funded all or in part with public funds. 

 

We hereby certify that we have in place or will implement during the entire term of the contract a Mandatory Drug 

Testing Program for our employees on the jobsite that complies with this regulation: 

 

 

Contractor/Subcontractor Name:             

 

Contractor/Subcontractor Address:            

 

           

            

           

           

     

Authorized Representative (typed or printed):           

        

 

Authorized Representative (signature):            

 

 

Title:             

 

 

Sworn to and Subscribed before me this     day of       20  . 

 

My Commission expires      .   NOTARY PUBLIC      . 

 

 

THIS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED. 
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Contract: E-51 : GC Contract – Field House, Athletic Structures & Equipment 
 

BID FORM 

 

For Bids Due:           To: Appoquinimink School District  

        118 South Sixth Street 

        Oddessa, De 19730 

 

Name of Bidder:              

 

Bidder Address:              

 

                

 

Contact Name:       E-Mail Address:        

 

Delaware Business License No.:       Taxpayer ID No.:        

 

(Other License Nos.):                
(A copy of Bidder’s Delaware Business License must be attached to this form.) 

 

Phone No.:  (            )                              -                          Fax No.:  (             )               -     

 

The undersigned, representing that he has read and understands the Bidding Documents and that this bid is made in 

accordance therewith, that he has visited the site and has familiarized himself with the local conditions under which the 

Work is to be performed, and that his bid is based upon the materials, systems and equipment described in the Bidding 

Documents without exception, hereby proposes and agrees to provide all labor, materials, plant, equipment, supplies, 

transport and other facilities required to execute the work described by the aforesaid documents for the lump sum 

itemized  below: 

 

$           ($                                                               ) 

 

 

ALTERNATES    
Alternate prices conform to applicable project specification section.  Refer to specifications for a complete description of the following 

Alternates. An “ADD” or “DEDUCT” amount is indicated by the crossed out part that does not apply. 

 
Alternate No. 5: Provide 2,000 sf Maintenance Building Expansion 

 

 Add/Deduct        ( $    ) 

 
Alternate No. 7: Provide In-Field Mix & Backstops at Practice Baseball/Softball Field 

 

 Add/Deduct        ( $    ) 

 
Alternate No. 8-A: Provide Site Shed at Soccer/Football Auxiliary Field 
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 Add/Deduct        ( $    ) 

 
Alternate No. 8-B: Provide all additional Site Sheds at the athletic fields. 

 

 Add/Deduct        ( $    ) 

 

Alternate No. 9: Provide Booster Pump and Structure for Irrigation Systems 

 

 Add/Deduct        ( $    ) 

 

Alternate No. 9-A: Provide Irrigation System at Athletic Fields #5 and 6 

 

 Add/Deduct        ( $    ) 

 
Alternate No. 9-B: Provide Irrigation System at Athletic Field #7 

 

 Add/Deduct        ( $    ) 

 

Alternate No. 9-C: Provide Irrigation System at Athletic Fields #8, 9, and 10 

 

 Add/Deduct        ( $    ) 

 

Alternate No. 9-D: Provide Irrigation System at Athletic Fields #1 and 3 

 

 Add/Deduct        ( $    ) 

 

Alternate No. 10: Provide Irrigation System at Main Entrance Green 

 

 Add/Deduct        ( $    ) 

 

Alternate No. 11: Provide Irrigation System at Building Area Perimeter 

 

 Add/Deduct        ( $    ) 

 

Alternate No. 12: Provide Irrigation System at Athletic Field #4. 

 

 Add/Deduct        ( $    ) 

 

Alternate No. 34: Provide 1-Story Agriculture Building 

 

 Add/Deduct        ( $    ) 

 
Alternate No. 35: Provide 1-Story Pole Barn 

 

 Add/Deduct        ( $    ) 

 
Alternate No. 36-A: Provide One (1) additional portable bleacher system 

 

 Add/Deduct          ( $    ) 

 
Alternate No. 36-B: Provide All additional portable bleacher systems 

 

 Add/Deduct          ( $    ) 
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UNIT PRICES   

Unit prices conform to applicable project specification section. Refer to the specifications for a complete description of the 

following Unit Prices:   

 
 BULK  TRENCH 

  Add Deduct  Add              Deduct 

.   

1. Price per Cubic Yard for earth excavation as specified 

 In excavation section  c/y   c/y  _  c/y  c/y 

 

2. Price per cubic yard for earth excavation.  c/y   c/y   c/y   c/y 

 
3. Price per Square Yard for Light Duty Sidewalk 

 Incl excavation, grading, prep, pour & finish  s/y   s/y   s/y  s/y 

 
4. Price per Square Yard for Heavy Duty Sidewalk 

 Incl excavation, grading, prep, pour & finish  s/y   s/y   s/y  s/y 

 
5. Price per Linear Foot for Concrete Curbing  

 Incl excavation, grading, prep, pour & finish  l/f   l/f   l/f   l/f 

 

6. Price per Cubic Yard to supply & install 

 Bio-Media Mix  c/y   c/y   c/y   c/y 

   
7. Additional mass concrete in footings   c/y   c/y   c/y  c/y 

 

8. Price per cubic yard for concrete in foundation 

 walls (including forms and reinforcement)  c/y   c/y   c/y  c/y 

 

9. Price per cubic yard for reinforced concrete 

 on grade.  c/y   c/y   c/y  c/y 

 

11. Price per cubic yard for excavation and backfill 

 With select material  c/y   c/y   c/y  c/y 

 

12. Price per cubic yard to undercut building subgrade  

 and backfill with structural fill material. Spoils 

 to be placed on site.  c/y   c/y   c/y  c/y 

 

13. Price per cubic yard to undercut footings subgrade  

 and backfill with on-site mined structural fill. 

 Spoils to be placed on site.  c/y    c/y   c/y   c/y 

 

14. Price per cubic yard to undercut footings subgrade 

 and backfill with select spoils to be placed on site  c/y    c/y  c/y   c/y 

  

15. Price per cubic yard to undercut footing subgrade 

 and backfill with 106A stone.  Spoils to be 

 placed on site.  c/y  c/y  c/y  c/y 

        

NOTE:   The difference in price between Add and Deduct in the above Unit Prices should not exceed fifteen percent 

(15%).    

 

I/We acknowledge Addendums numbered       and the price(s) submitted include any 

cost/schedule impact they may have. 
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This bid shall remain valid and cannot be withdrawn for sixty (90) days from the date of opening of bids, and the 

undersigned shall abide by the Bid Security forfeiture provisions.  Bid Security is attached to this Bid (if required). 

 

The Owner shall have the right to reject any or all bids, and to waive any informality or irregularity in any bid received. 

 

This bid is based upon work being accomplished by the Sub-Contractors named on the list attached to this bid. 

 

The undersigned represents and warrants that he has complied and shall comply with all requirements of local, state, and 

national laws; that no legal requirement has been or shall be violated in making or accepting this bid, in awarding the 

contract to him or in the prosecution of the work required; that the bid is legal and firm; that he has not, directly or 

indirectly, entered into any agreement, participated in any collusion, or otherwise taken action in restraint of free 

competitive bidding. 

 

Upon receipt of written notice of the acceptance of this Bid, the Bidder shall, within twenty (20) calendar days, execute the 

agreement in the required form and deliver the Contract Bonds, and Insurance Certificates, required by the Contract 

Documents. 

 

I am / We are an Individual / a Partnership / a Corporation 

 

By           Trading as         

           (Individual’s / General Partner’s / Corporate Name) 

               

           (State of Corporation) 

 

 

 

Business Address:        

          

          

          

 

  

Witness:         By:         

                 ( Authorized Signature ) 

 (SEAL)                         

                 ( Title ) 

                   Date:          

ATTACHMENTS 

 Sub-Contractor List 

 Non-Collusion Statement 

 Bid Bond 

 Consent of Surety 

 Affidavit of Employee Drug Testing Program (1 per contractor/subcontractor) 

 Delaware Business License 

 New Castle County Business License 

 (Others as Required by Project Manuals) 
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SUBCONTRACTOR LIST 

 

In accordance with Title 29, Chapter 6962 (d)(10)b Delaware Code, the following sub-contractor listing must accompany 

the bid submittal. The name and address of the sub-contractor must be listed for each category where the bidder intends 

to use a sub-contractor to perform that category of work. In order to provide full disclosure and acceptance of the bid by 

the Owner, it is required that bidders list themselves as being the sub-contractor for all categories where he/she is 

qualified and intends to perform such work. 

 

 

 

Subcontractor  

Category Subcontractor     Address (City & State)  Subcontractors tax payer ID # 

        or Delaware Business license # 

  

1. Concrete                ________          

       

2. Masonry                ________          

 

3. Structural Steel                ________          

         

4. Metal Studs & Drywall                ________          

 

5. Glass & Glazing                ________          

 

6. Roofing                ________          

       

7. Fire Protection                ________          

 

8. Mechancial                ________          

 

9. Plumbing                ________          

 

10. Electrical                ________          
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NON-COLLUSION STATEMENT 

 

This is to certify that the undersigned bidder has neither directly nor indirectly, entered into any agreement, participated 

in any collusion or otherwise taken any action in restraint of free competitive bidding in connection with this proposal 

submitted this date  

All the terms and conditions of Contract E-51 GC Contract – Field House, Athletic Structures & Equipment have been 

thoroughly examined and are understood. 

 

NAME OF BIDDER:             

 

AUTHORIZED REPRESENTATIVE 

(TYPED):              

 

AUTHORIZED REPRESENTATIVE 

(SIGNATURE):              

 

 

TITLE:               

 

ADDRESS OF BIDDER:             

 

               

 

               

 

PHONE NUMBER:             

 

 

 

 

Sworn to and Subscribed before me this       day of       20 . 

 

My Commission expires      .   NOTARY PUBLIC       . 

 

 

 

 

 

THIS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED. 
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BID BOND 

 

TO ACCOMPANY PROPOSAL 

(Not necessary if security is used) 

 

KNOW ALL MEN BY THESE PRESENTS That:                     of 

_____________________________in the County of ____________________________ and State of ___________________ as 

Principal, and               of _________________________in the County of ____________________ 

         and State of     as Surety, legally authorized to do business in the State of Delaware 

(‘State”), are held and firmly unto the  Appoquinimink School District  in the sum of       

Dollars (S____________________), or percent not to exceed          

   Dollars (S______________________) of amount of bid on Contract No. ____________________ to be paid to the 

Appoquinimink School District for the use and benefit of the Appoquinimink School District for which payment well 

and truly to be made, we do bind ourselves, our and each of our heirs, executors, administrators, and successors, jointly 

and severally for and in the whole firmly by these presents. 

 

NOW THE CONDITION OF THIS OBLIGATION IS SUCH That if the above bounden Principal who has submitted to the 

Appoquinimink School District a certain proposal to enter into this contract for the furnishing of certain material and/or 

services within the State, shall be awarded this Contract, and if said Principal shall well and truly enter into and execute 

this Contract as may be required by the terms of this Contract and approved by Appoquinimink School District this 

Contract to be entered into within twenty days after the date of official notice of the award thereof in accordance with the 

terms of said proposal, then this obligation shall be void or else to be and remain in full force and virtue. 

 

Sealed with ____________seal and dated this day of     in the year of our Lord two thousand 

and ______________________(20__). 

 

SEALED, AND DELIVERED IN THE PRESENCE OF 

          

                   Name of Bidder (Organization) 

 

                        Corporate   By:  

                           Seal                          Authorized Signature 

Attest      

   Title 

     

   Name of Surety 

Witness    

  

     

   Title 
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CONSENT OF SURETY 

 

 

DATE      

  

 

To: Appoquinimink School District  

 118 South Sixth Street 

 Oddessa, De 19730 

 

Gentlemen: 

 

We, the                 

 

 

                

                                                     (Surety Company's Address) 

 

                

 

a Surety Company authorized to do business in the State of Delaware hereby agrees that if    

 

 

                

      (Contractor) 

 

                

      (Address) 

 

                

 

 

is awarded the Contract No.               

 

We will write the required Performance and/or Labor and Material Bond required by Paragraph 9 of the Instructions to 

Bidders. 

 

          

                        (Surety Company) 

 

 By          

                        (Attorney-in-Fact) 
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AFFIDAVIT 

OF 

EMPLOYEE DRUG TESTING PROGRAM 

 

 

4104 Regulations for the Drug Testing of Contractor and Subcontractor Employees Working on Large Public Works 

Projects requires that Contractors and Subcontractors implement a program of mandatory drug testing for Employees 

who work on Large Public Works Contracts funded all or in part with public funds. 

 

We hereby certify that we have in place or will implement during the entire term of the contract a Mandatory Drug 

Testing Program for our employees on the jobsite that complies with this regulation: 

 

 

Contractor/Subcontractor Name:             

 

Contractor/Subcontractor Address:            

 

           

            

           

           

     

Authorized Representative (typed or printed):           

        

 

Authorized Representative (signature):            

 

 

Title:             

 

 

Sworn to and Subscribed before me this     day of       20  . 

 

My Commission expires      .   NOTARY PUBLIC      . 

 

 

THIS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED. 
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Contract: E-52 : Off-Site Roadway Improvements 
 

BID FORM 

 

For Bids Due:           To: Appoquinimink School District  

        118 South Sixth Street 

        Oddessa, De 19730 

 

Name of Bidder:              

 

Bidder Address:              

 

                

 

Contact Name:       E-Mail Address:        

 

Delaware Business License No.:       Taxpayer ID No.:        

 

(Other License Nos.):                
(A copy of Bidder’s Delaware Business License must be attached to this form.) 

 

Phone No.:  (            )                              -                          Fax No.:  (             )               -     

 

The undersigned, representing that he has read and understands the Bidding Documents and that this bid is made in 

accordance therewith, that he has visited the site and has familiarized himself with the local conditions under which the 

Work is to be performed, and that his bid is based upon the materials, systems and equipment described in the Bidding 

Documents without exception, hereby proposes and agrees to provide all labor, materials, plant, equipment, supplies, 

transport and other facilities required to execute the work described by the aforesaid documents for the lump sum 

itemized  below: 

 

$           ($                                                               ) 

 

 

ALTERNATES    
Alternate prices conform to applicable project specification section.  Refer to specifications for a complete description of the following 

Alternates. An “ADD” or “DEDUCT” amount is indicated by the crossed out part that does not apply. 

 

 

UNIT PRICES   

Unit prices conform to applicable project specification section. Refer to the specifications for a complete description of the 

following Unit Prices:   

 
 BULK  TRENCH 

  Add Deduct  Add              Deduct 

.   

1. Price per Cubic Yard for earth excavation as specified 

 In excavation section  c/y   c/y  _  c/y  c/y 
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2. Price per cubic yard for earth excavation.  c/y   c/y   c/y   c/y 

 
3. Price per Square Yard for Light Duty Sidewalk 

 Incl excavation, grading, prep, pour & finish  s/y   s/y   s/y  s/y 

 
4. Price per Square Yard for Heavy Duty Sidewalk 

 Incl excavation, grading, prep, pour & finish  s/y   s/y   s/y  s/y 

 
5. Price per Linear Foot for Concrete Curbing  

 Incl excavation, grading, prep, pour & finish  l/f   l/f   l/f   l/f 

 

7. Additional mass concrete in footings   c/y   c/y   c/y  c/y 

 

9. Price per cubic yard for reinforced concrete 

 on grade.  c/y   c/y   c/y  c/y 

 

11. Price per cubic yard for excavation and backfill 

 With select material  c/y   c/y   c/y  c/y 

 

        

NOTE:   The difference in price between Add and Deduct in the above Unit Prices should not exceed fifteen percent 

(15%).    

 

I/We acknowledge Addendums numbered       and the price(s) submitted include any 

cost/schedule impact they may have. 

 

This bid shall remain valid and cannot be withdrawn for sixty (90) days from the date of opening of bids, and the 

undersigned shall abide by the Bid Security forfeiture provisions.  Bid Security is attached to this Bid (if required). 

 

The Owner shall have the right to reject any or all bids, and to waive any informality or irregularity in any bid received. 

 

This bid is based upon work being accomplished by the Sub-Contractors named on the list attached to this bid. 

 

The undersigned represents and warrants that he has complied and shall comply with all requirements of local, state, and 

national laws; that no legal requirement has been or shall be violated in making or accepting this bid, in awarding the 

contract to him or in the prosecution of the work required; that the bid is legal and firm; that he has not, directly or 

indirectly, entered into any agreement, participated in any collusion, or otherwise taken action in restraint of free 

competitive bidding. 

 

Upon receipt of written notice of the acceptance of this Bid, the Bidder shall, within twenty (20) calendar days, execute the 

agreement in the required form and deliver the Contract Bonds, and Insurance Certificates, required by the Contract 

Documents. 
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PU09, Revised 2-2017 

I am / We are an Individual / a Partnership / a Corporation 

 

By           Trading as         

           (Individual’s / General Partner’s / Corporate Name) 

               

           (State of Corporation) 

 

 

 

Business Address:        

          

          

          

 

  

Witness:         By:         

                 ( Authorized Signature ) 

 (SEAL)                         

                 ( Title ) 

                   Date:          

 

ATTACHMENTS 

 Sub-Contractor List 

 Non-Collusion Statement 

 Bid Bond 

 Consent of Surety 

 Affidavit of Employee Drug Testing Program (1 per contractor/subcontractor) 

 Delaware Business License 

 New Castle County Business License 

 (Others as Required by Project Manuals) 
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PU09, Revised 2-2017 

SUBCONTRACTOR LIST 

 

In accordance with Title 29, Chapter 6962 (d)(10)b Delaware Code, the following sub-contractor listing must accompany 

the bid submittal. The name and address of the sub-contractor must be listed for each category where the bidder intends 

to use a sub-contractor to perform that category of work. In order to provide full disclosure and acceptance of the bid by 

the Owner, it is required that bidders list themselves as being the sub-contractor for all categories where he/she is 

qualified and intends to perform such work. 

 

 

 

Subcontractor  

Category Subcontractor     Address (City & State)  Subcontractors tax payer ID # 

        or Delaware Business license # 

  

1. Sitework                ________          
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PU09, Revised 2-2017 

NON-COLLUSION STATEMENT 

 

This is to certify that the undersigned bidder has neither directly nor indirectly, entered into any agreement, participated 

in any collusion or otherwise taken any action in restraint of free competitive bidding in connection with this proposal 

submitted this date  

All the terms and conditions of Contract E-52 Off-Site Roadway Improvements have been thoroughly examined and are 

understood. 

 

NAME OF BIDDER:             

 

AUTHORIZED REPRESENTATIVE 

(TYPED):              

 

AUTHORIZED REPRESENTATIVE 

(SIGNATURE):              

 

 

TITLE:               

 

ADDRESS OF BIDDER:             

 

               

 

               

 

PHONE NUMBER:             

 

 

 

 

Sworn to and Subscribed before me this       day of       20 . 

 

My Commission expires      .   NOTARY PUBLIC       . 

 

 

 

 

 

THIS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED. 
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PU09, Revised 2-2017 

BID BOND 

 

TO ACCOMPANY PROPOSAL 

(Not necessary if security is used) 

 

KNOW ALL MEN BY THESE PRESENTS That:                     of 

_____________________________in the County of ____________________________ and State of ___________________ as 

Principal, and               of _________________________in the County of ____________________ 

         and State of     as Surety, legally authorized to do business in the State of Delaware 

(‘State”), are held and firmly unto the  Appoquinimink School District  in the sum of       

Dollars (S____________________), or percent not to exceed          

   Dollars (S______________________) of amount of bid on Contract No. ____________________ to be paid to the 

Appoquinimink School District for the use and benefit of the Appoquinimink School District for which payment well 

and truly to be made, we do bind ourselves, our and each of our heirs, executors, administrators, and successors, jointly 

and severally for and in the whole firmly by these presents. 

 

NOW THE CONDITION OF THIS OBLIGATION IS SUCH That if the above bounden Principal who has submitted to the 

Appoquinimink School District a certain proposal to enter into this contract for the furnishing of certain material and/or 

services within the State, shall be awarded this Contract, and if said Principal shall well and truly enter into and execute 

this Contract as may be required by the terms of this Contract and approved by Appoquinimink School District this 

Contract to be entered into within twenty days after the date of official notice of the award thereof in accordance with the 

terms of said proposal, then this obligation shall be void or else to be and remain in full force and virtue. 

 

Sealed with ____________seal and dated this day of     in the year of our Lord two thousand 

and ______________________(20__). 

 

SEALED, AND DELIVERED IN THE PRESENCE OF 

          

                   Name of Bidder (Organization) 

 

                        Corporate   By:  

                           Seal                          Authorized Signature 

Attest      

   Title 

     

   Name of Surety 

Witness    

  

     

   Title 
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CONSENT OF SURETY 

 

 

DATE      

  

 

To: Appoquinimink School District  

 118 South Sixth Street 

 Oddessa, De 19730 

 

Gentlemen: 

 

We, the                 

 

 

                

                                                     (Surety Company's Address) 

 

                

 

a Surety Company authorized to do business in the State of Delaware hereby agrees that if    

 

 

                

      (Contractor) 

 

                

      (Address) 

 

                

 

 

is awarded the Contract No.               

 

We will write the required Performance and/or Labor and Material Bond required by Paragraph 9 of the Instructions to 

Bidders. 

 

          

                        (Surety Company) 

 

 By          

                        (Attorney-in-Fact) 
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AFFIDAVIT 

OF 

EMPLOYEE DRUG TESTING PROGRAM 

 

 

4104 Regulations for the Drug Testing of Contractor and Subcontractor Employees Working on Large Public Works 

Projects requires that Contractors and Subcontractors implement a program of mandatory drug testing for Employees 

who work on Large Public Works Contracts funded all or in part with public funds. 

 

We hereby certify that we have in place or will implement during the entire term of the contract a Mandatory Drug 

Testing Program for our employees on the jobsite that complies with this regulation: 

 

 

Contractor/Subcontractor Name:             

 

Contractor/Subcontractor Address:            

 

           

            

           

           

     

Authorized Representative (typed or printed):           

        

 

Authorized Representative (signature):            

 

 

Title:             

 

 

Sworn to and Subscribed before me this     day of       20  . 

 

My Commission expires      .   NOTARY PUBLIC      . 

 

 

THIS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED. 

 

 

 

END OF SECTION 
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AGREEMENT           005200-1 

PU09, Revised 4/14 

SECTION 005200 - AGREEMENT 

 

1. SUMMARY 

 

 A. The Agreement Form for this Project is the American Institute of Architects Standard 

Form of Agreement Between Owner and Construction Manager as Constructor 

where the basis of payment is the Cost of the Work Plus a Fee without a Guarantee 

Maximum Price A132 – 2009 Edition.  

 

 B. A copy of AIA Document [A132 - 2009 Edition] is bound into this Project Manual 

following this page.   

     

  1. Under Article 5.1.4.5 add the following: 

 

 “Upon completion of the work under the Contract, the Owner may release 60% of 

the amount then retained.  The balance of the amount retained will be held until: 

 

  a. All reports required of the Contract are received; 

  b. All Subcontractors in trades listed on the Bid Form are paid by the 

Contractor, unless the amount owed to the Subcontractor is disputed, in 

which case the Owner may withhold 150% of the amount withheld by the 

Contractor in its dispute with the Subcontractor; and 

  c. Final payment is authorized by the Owner.” 

   

 
 

 

END OF SECTION 



 AIA
®

 Document A132TM – 2009 

Standard Form of Agreement Between Owner and 

Contractor,Construction Manager as Adviser Edition 

 

AIA Document A132™ – 2009 (formerly A101™CMa – 1992). Copyright © 1975, 1980, 1992 and 2009 by The American Institute of Architects. All 

rights reserved. WARNING: This AIA®  Document is protected by U.S. Copyright Law and International Treaties. Unauthorized reproduction or 

distribution of this AIA®  Document, or any portion of it, may result in severe civil and criminal penalties, and will be prosecuted to the 

maximum extent possible under the law. This draft was produced by AIA software at 11:31:43 on 03/24/2017 under Order No.1216916057_1 which 

expires on 06/26/2017, and is not for resale. 

User Notes:   (1883466349) 
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ADDITIONS AND DELETIONS: 

The author of this document 

has added information 

needed for its completion. 

The author may also have 

revised the text of the 

original AIA standard form. 

An Additions and Deletions 

Report that notes added 

information as well as 

revisions to the standard 

form text is available from 

the author and should be 

reviewed. 

This document has important 

legal consequences. 

Consultation with an 

attorney is encouraged with 

respect to its completion 

or modification. 

This document is intended 

to be used in conjunction 

with AIA Documents A232™–

2009, General Conditions of 

the Contract for 

Construction, Construction 

Manager as Adviser Edition; 

B132™–2009, Standard Form 

of Agreement Between Owner 

and Architect, Construction 

Manager as Adviser Edition; 

and C132™–2009, Standard 

Form of Agreement Between 

Owner and Construction 

Manager as Adviser. 

AIA Document A232™–2009 is 

adopted in this document by 

reference. Do not use with 

other general conditions 

unless this document is 

modified. 

ELECTRONIC COPYING of any 

portion of this AIA®  Document 

to another electronic file is 

prohibited and constitutes a 

violation of copyright laws 

as set forth in the footer of 

this document. 

AGREEMENT made as of the «  » day of «  » in the year «  » 

(In words, indicate day, month and year.) 

 

BETWEEN the Owner: 

(Name, legal status, address and other information) 

 

Appoquinimink School District 

P.O. Box 4010 

Odessa, DE 19730-4010 

 

and the Contractor: 

(Name, legal status, address and other information) 

 

«  »«  » 

«  » 

«  » 

«  » 

 

for the following Project: 

(Name, location and detailed description) 

 

New High School and New Middle School located at the Fairview Campus 

580 Tony Marchio Drive 

Townsend, DE  19734 

 

The Construction Manager: 

(Name, legal status, address and other information) 

 

EDiS Company 

110 S. Poplar Street 

Suite 400 

Wilmington, DE 19801 

 

The Architect: 

(Name, legal status, address and other information) 

 

ABHA /BSA+A 

1621 N. Lincoln Street  

Wilmington, De 19806 

 

The Owner and Contractor agree as follows. 

Appoquinimink School District 							          
Fairview Campus Middle & High Schools
Bid Package E	  5 March 2018



AIA Document A132™ – 2009 (formerly A101™CMa – 1992). Copyright © 1975, 1980, 1992 and 2009 by The American Institute of Architects. All 

rights reserved. WARNING: This AIA®  Document is protected by U.S. Copyright Law and International Treaties. Unauthorized reproduction or 

distribution of this AIA®  Document, or any portion of it, may result in severe civil and criminal penalties, and will be prosecuted to the 

maximum extent possible under the law. This draft was produced by AIA software at 11:31:43 on 03/24/2017 under Order No.1216916057_1 which 

expires on 06/26/2017, and is not for resale. 

User Notes:   (1883466349) 

 

2 

 

TABLE OF ARTICLES 
 
1 THE CONTRACT DOCUMENTS 
 
2 THE WORK OF THIS CONTRACT 
 
3 DATE OF COMMENCEMENT AND SUBSTANTIAL COMPLETION 
 
4 CONTRACT SUM 
 
5 PAYMENTS 
 
6 DISPUTE RESOLUTION 
 
7 TERMINATION OR SUSPENSION 
 
8 MISCELLANEOUS PROVISIONS 
 
9 ENUMERATION OF CONTRACT DOCUMENTS 
 
10 INSURANCE AND BONDS 
 
EXHIBIT A   DETERMINATION OF THE COST OF THE WORK 
 

ARTICLE 1   THE CONTRACT DOCUMENTS 
The Contract Documents consist of this Agreement, Conditions of the Contract (General, Supplementary and other 

Conditions), Drawings, Specifications, Addenda issued prior to execution of this Agreement, other documents listed 

in this Agreement and Modifications issued after execution of this Agreement, all of which form the Contract, and 

are as fully a part of the Contract as if attached to this Agreement or repeated herein. The Contract represents the 

entire and integrated agreement between the parties hereto and supersedes prior negotiations, representations or 

agreements, either written or oral. An enumeration of the Contract Documents, other than Modifications, appears in 

Article 9. 

 

ARTICLE 2   THE WORK OF THIS CONTRACT 
The Contractor shall fully execute the Work described in the Contract Documents, except as specifically indicated in 

the Contract Documents to be the responsibility of others. 

 

ARTICLE 3   DATE OF COMMENCEMENT AND SUBSTANTIAL COMPLETION 
§ 3.1 The date of commencement of the Work shall be the date of this Agreement unless a different date is stated 

below or provision is made for the date to be fixed in a notice to proceed issued by the Owner. 

(Insert the date of commencement, if it differs from the date of this Agreement or, if applicable, state that the date 

will be fixed in a notice to proceed.) 

 

«  » 

 

If, prior to the commencement of the Work, the Owner requires time to file mortgages, mechanics’ liens and other 

security interests, the Owner’s time requirement shall be as follows: 

 

«  » 

 

§ 3.2 The Contract Time shall be measured from the date of commencement. 

 

§ 3.3 The Contractor shall achieve Substantial Completion of the entire Work not later than «  » ( «  » ) days from 

the date of commencement, or as follows:  

(Insert number of calendar days. Alternatively, a calendar date may be used when coordinated with the date of 

commencement. If appropriate, insert requirements for earlier Substantial Completion of certain portions of the 

Work.) 
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Per the construction schedule in Specification Section 013126 Construction Schedule. 

 

Portion of the Work Substantial Completion Date 
    

 

, subject to adjustments of this Contract Time as provided in the Contract Documents. 

(Insert provisions, if any, for liquidated damages relating to failure to achieve Substantial Completion on time or for 

bonus payments for early completion of the Work.) 

 

«  » 

 

ARTICLE 4   CONTRACT SUM 
§ 4.1 The Owner shall pay the Contractor the Contract Sum in current funds for the Contractor’s performance of the 

Contract. The Contract Sum shall be one of the following:  

(Check the appropriate box.) 

 

   [X] Stipulated Sum, in accordance with Section 4.2 below 

 

  [«»] Cost of the Work plus the Contractor’s Fee without a Guaranteed Maximum Price, in accordance 

with Section 4.3 below 

 

  [«»] Cost of the Work plus the Contractor’s Fee with a Guaranteed Maximum Price, in accordance with 

Section 4.4 below 

 

(Based on the selection above, complete Section 4.2, 4.3 or 4.4 below. Based on the selection above, also complete 

either Section 5.1.4, 5.1.5 or 5.1.6 below.) 

 

§ 4.2 Stipulated Sum 
§ 4.2.1 The Stipulated Sum shall be «  » ($ «  » ), subject to additions and deletions as provided in the Contract 

Documents. 

 

§ 4.2.2 The Stipulated Sum is based on the following alternates, if any, which are described in the Contract 

Documents and are hereby accepted by the Owner: 

(State the numbers or other identification of accepted alternates. If the bidding or proposal documents permit the 

Owner to accept other alternates subsequent to the execution of this Agreement, attach a schedule of such other 

alternates showing the amount for each and the date when that amount expires.) 

 

Base Bid   $ 

Total Contract Amount  $ 

 

§ 4.2.3 Unit prices, if any: 

(Identify and state the unit price, and state the quantity limitations, if any, to which the unit price will be applicable.) 

 

Item Units and Limitations Price per Unit 
($0.00) 

   

   

 

§ 4.2.4 Allowances included in the Stipulated Sum, if any: 

(Identify allowance and state exclusions, if any, from the allowance price.) 

 

Item Allowance 
  

  

 

§ 4.3 NOT USED - Cost of the Work Plus Contractor’s Fee without a Guaranteed Maximum Price  
 

§ 4.4 NOT USED - Cost of the Work Plus Contractor’s Fee with a Guaranteed Maximum Price 
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ARTICLE 5   PAYMENTS 
§ 5.1 Progress Payments 
§ 5.1.1 Based upon Applications for Payment submitted to the Construction Manager by the Contractor, and upon 

certification of the Project Application and Project Certificate for Payment or Application for Payment and 

Certificate for Payment by the Construction Manager and Architect and issuance by the Architect, the Owner shall 

make progress payments on account of the Contract Sum to the Contractor as provided below and elsewhere in the 

Contract Documents. 

 

§ 5.1.2 The period covered by each Application for Payment shall be one calendar month ending on the last day of 

the month, or as follows: 

 

«  » 

 

§ 5.1.3 Provided that an Application for Payment is received by the Construction Manager not later than the 25th day 

of a month, the Owner shall make payment of the certified amount in the Application for Payment to the Contractor 

not later than the 15th day of the second month following the month being billed (e.g. payment submitted 25 Jan 

2017 will be paid by 15 March 2017). If an Application for Payment is received by the Construction Manager after 

the application date fixed above, payment shall be made by the Owner not later than forty-five (45) days after the 

Construction Manager receives the Application for Payment.  

(Federal, state or local laws may require payment within a certain period of time.) 

 

§ 5.1.4 Progress Payments Where the Contract Sum is Based on a Stipulated Sum 
§ 5.1.4.1 Each Application for Payment shall be based on the most recent schedule of values submitted by the 

Contractor in accordance with the Contract Documents. The schedule of values shall allocate the entire Contract 

Sum among the various portions of the Work and be prepared in such form and supported by such data to 

substantiate its accuracy as the Construction Manager and Architect may require. This schedule, unless objected to 

by the Construction Manager or Architect, shall be used as a basis for reviewing the Contractor’s Applications for 

Payment. 

 

§ 5.1.4.2 Applications for Payment shall show the percentage of completion of each portion of the Work as of the 

end of the period covered by the Application for Payment. 

 

§ 5.1.4.3 Subject to the provisions of the Contract Documents, the amount of each progress payment shall be 

computed as follows: 

.1 Take that portion of the Contract Sum properly allocable to completed Work as determined by 

multiplying the percentage completion of each portion of the Work by the share of the total Contract 

Sum allocated to that portion of the Work in the schedule of values, less retainage of «  » percent ( «  

» %). Pending final determination of cost to the Owner of changes in the Work, amounts not in 

dispute may be included as provided in Section 7.3.9 of the General Conditions; 

.2 Add that portion of the Contract Sum properly allocable to materials and equipment delivered and 

suitably stored at the site for subsequent incorporation in the completed construction (or, if approved 

in advance by the Owner, suitably stored off the site at a location agreed upon in writing), less 

retainage of «  » percent ( «  » %); 

.3 Subtract the aggregate of previous payments made by the Owner; and 

.4 Subtract amounts, if any, for which the Construction Manager or Architect has withheld or nullified a 

Certificate for Payment as provided in Section 9.5 of the General Conditions. 

 

§ 5.1.4.4 The progress payment amount determined in accordance with Section 5.1.4.3 shall be further modified 

under the following circumstances: 

.1 Add, upon Substantial Completion of the Work, a sum sufficient to increase the total payments to «  » 

percent ( «  » %) of the Contract Sum, less such amounts as the Construction Manager recommends 

and the Architect determines for incomplete Work and unsettled claims; and 

.2 Add, if final completion of the Work is thereafter materially delayed through no fault of the 

Contractor, any additional amounts payable in accordance with Section 9.10.3 of the General 

Conditions. 

 

§ 5.1.4.5 Reduction or limitation of retainage, if any, shall be as follows: 
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(If it is intended, prior to Substantial Completion of the entire Work, to reduce or limit the retainage resulting from 

the percentages inserted in Sections 5.1.4.3.1 and 5.1.4.3.2 above, and this is not explained elsewhere in the 

Contract Documents, insert here provisions for such reduction or limitation.) 

 

«  » 

 

§ 5.1.5 Progress Payments Where the Contract Sum is Based on the Cost of the Work without a Guaranteed Maximum 
Price 
§ 5.1.5.1 With each Application for Payment, the Contractor shall submit the cost control information required in 

Exhibit A, Determination of the Cost of the Work, along with payrolls, petty cash accounts, receipted invoices or 

invoices with check vouchers attached and any other evidence required by the Owner, Construction Manager or 

Architect to demonstrate that cash disbursements already made by the Contractor on account of the Cost of the 

Work equal or exceed (1) progress payments already received by the Contractor; less (2) that portion of those 

payments attributable to the Contractor’s Fee; plus (3) payrolls for the period covered by the present Application for 

Payment. 

 

§ 5.1.5.2 Applications for Payment shall show the Cost of the Work actually incurred by the Contractor through the 

end of the period covered by the Application for Payment and for which the Contractor has made or intends to make 

actual payment prior to the next Application for Payment. 

 

§ 5.1.5.3 Subject to other provisions of the Contract Documents, the amount of each progress payment shall be 

computed as follows: 

.1 Take the Cost of the Work as described in Exhibit A, Determination of the Cost of the Work; 

.2 Add the Contractor’s Fee, less retainage of «  » percent ( «  » %). The Contractor’s Fee shall be 

computed upon the Cost of the Work described in that Section at the rate stated in that Section; or if 

the Contractor’s Fee is stated as a fixed sum, an amount which bears the same ratio to that fixed-sum 

Fee as the Cost of the Work bears to a reasonable estimate of the probable Cost of the Work upon its 

completion; 

.3 Subtract retainage of «  » percent ( «  » %) from that portion of the Work that the Contractor self-

performs; 

.4 Subtract the aggregate of previous payments made by the Owner; 

.5 Subtract the shortfall, if any, indicated by the Contractor in the documentation required by Article 5 

or resulting from errors subsequently discovered by the Owner’s auditors in such documentation; and 

.6 Subtract amounts, if any, for which the Construction Manager or Architect has withheld or withdrawn 

a Certificate for Payment as provided in Section 9.5 of AIA Document A232™–2009, General 

Conditions of the Contract for Construction, Construction Manager as Adviser Edition. 

 

§ 5.1.5.4 The Owner, Construction Manager and Contractor shall agree upon (1) a mutually acceptable procedure for 

review and approval of payments to Subcontractors and (2) the percentage of retainage held on Subcontracts, and 

the Contractor shall execute subcontracts in accordance with those agreements.  

 

§ 5.1.5.5 In taking action on the Contractor’s Applications for Payment, the Construction Manager and Architect 

shall be entitled to rely on the accuracy and completeness of the information furnished by the Contractor and shall 

not be deemed to represent that the Construction Manager and Architect have made a detailed examination, audit or 

arithmetic verification of the documentation submitted in accordance with Article 5 or other supporting data; that the 

Construction Manager and Architect have made exhaustive or continuous on-site inspections; or that the 

Construction Manager and Architect have made examinations to ascertain how or for what purposes the Contractor 

has used amounts previously paid on account of the Contract. Such examinations, audits and verifications, if 

required by the Owner, will be performed by the Owner’s auditors acting in the sole interest of the Owner.  

 

§ 5.1.5.6 Except with the Owner’s prior approval, the Contractor shall not make advance payments to suppliers for 

materials or equipment which have not been delivered and stored at the site. 

 

§ 5.1.6 Progress Payments Where the Contract Sum is Based on the Cost of the Work with a Guaranteed Maximum 
Price 
§ 5.1.6.1 With each Application for Payment, the Contractor shall submit payrolls, petty cash accounts, receipted 

invoices or invoices with check vouchers attached, and any other evidence required by the Owner or Architect to 

demonstrate that cash disbursements already made by the Contractor on account of the Cost of the Work equal or 
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exceed (1) progress payments already received by the Contractor; less (2) that portion of those payments attributable 

to the Contractor’s Fee; plus (3) payrolls for the period covered by the present Application for Payment. 

 

§ 5.1.6.2 Each Application for Payment shall be based on the most recent schedule of values submitted by the 

Contractor in accordance with the Contract Documents. The schedule of values shall allocate the entire Contract 

Sum among the various portions of the Work and be prepared in such form and supported by such data to 

substantiate its accuracy as the Construction Manager and Architect may require. This schedule, unless objected to 

by the Construction Manager or Architect, shall be used as a basis for reviewing the Contractor’s Applications for 

Payment. 

 

§ 5.1.6.3 Applications for Payment shall show the percentage of completion of each portion of the Work as of the 

end of the period covered by the Application for Payment. The percentage of completion shall be the lesser of (1) 

the percentage of that portion of the Work which has actually been completed; or (2) the percentage obtained by 

dividing (a) the expense that has actually been incurred by the Contractor on account of that portion of the Work for 

which the Contractor has made or intends to make actual payment prior to the next Application for Payment by (b) 

the share of the Guaranteed Maximum Price allocated to that portion of the Work in the schedule of values. 

 

§ 5.1.6.4 Subject to other provisions of the Contract Documents, the amount of each progress payment shall be 

computed as follows: 

.1 Take that portion of the Guaranteed Maximum Price properly allocable to completed Work as 

determined by multiplying the percentage of completion of each portion of the Work by the share of 

the Guaranteed Maximum Price allocated to that portion of the Work in the schedule of values. 

Pending final determination of cost to the Owner of changes in the Work, amounts not in dispute 

shall be included as provided in Section 7.3.10 of AIA Document A232–2009; 

.2 Add that portion of the Guaranteed Maximum Price properly allocable to materials and equipment 

delivered and suitably stored at the site for subsequent incorporation in the Work, or if approved in 

advance by the Owner, suitably stored off the site at a location agreed upon in writing; 

.3 Add the Contractor’s Fee, less retainage of «  » percent ( «  » %). The Contractor’s Fee shall be 

computed upon the Cost of the Work at the rate stated in Section 4.4.2 or, if the Contractor’s Fee is 

stated as a fixed sum in that Section, shall be an amount that bears the same ratio to that fixed-sum 

fee as the Cost of the Work bears to a reasonable estimate of the probable Cost of the Work upon its 

completion; 

.4 Subtract retainage of «  » percent ( «  » %) from that portion of the Work that the Contractor self-

performs; 

.5 Subtract the aggregate of previous payments made by the Owner; 

.6 Subtract the shortfall, if any, indicated by the Contractor in the documentation required by Section 

5.1.6.1 to substantiate prior Applications for Payment, or resulting from errors subsequently 

discovered by the Owner’s auditors in such documentation; and 

.7 Subtract amounts, if any, for which the Construction Manager or Architect have withheld or nullified 

a Certificate for Payment as provided in Section 9.5 of AIA Document A232–2009. 

 

§ 5.1.6.5 The Owner and the Contractor shall agree upon a (1) mutually acceptable procedure for review and 

approval of payments to Subcontractors and (2) the percentage of retainage held on Subcontracts, and the Contractor 

shall execute subcontracts in accordance with those agreements.  

 

§ 5.1.6.6 In taking action on the Contractor’s Applications for Payment, the Construction Manager and Architect 

shall be entitled to rely on the accuracy and completeness of the information furnished by the Contractor and shall 

not be deemed to represent that the Construction Manager or Architect have made a detailed examination, audit or 

arithmetic verification of the documentation submitted in accordance with Section 5.1.6.1 or other supporting data; 

that the Construction Manager or Architect have made exhaustive or continuous on-site inspections; or that the 

Construction Manager or Architect have made examinations to ascertain how or for what purposes the Contractor 

has used amounts previously paid on account of the Contract. Such examinations, audits and verifications, if 

required by the Owner, will be performed by the Owner’s auditors acting in the sole interest of the Owner. 

 

§ 5.1.6.7 Except with the Owner’s prior approval, the Contractor shall not make advance payments to suppliers for 

materials or equipment which have not been delivered and stored at the site. 
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§ 5.2 Final Payment 
§ 5.2.1 Final payment, constituting the entire unpaid balance of the Contract Sum, shall be made by the Owner to the 

Contractor when  

.1 the Contractor has fully performed the Contract except for the Contractor’s responsibility to correct 

Work as provided in Section 12.2 of AIA Document A232–2009, and to satisfy other requirements, if 

any, which extend beyond final payment;  

.2 the Contractor has submitted a final accounting for the Cost of the Work, pursuant to Exhibit A, 

Determination of the Cost of the Work when payment is on the basis of the Cost of the Work, with or 

without a Guaranteed Maximum payment; and 

.3 a final Certificate for Payment or Project Certificate for Payment has been issued by the Architect; 

such final payment shall be made by the Owner not more than 30 days after the issuance of the final 

Certificate for Payment or Project Certificate for Payment, or as follows: 

 

«  » 

 

ARTICLE 6   DISPUTE RESOLUTION 
§ 6.1 Initial Decision Maker 
The Architect will serve as Initial Decision Maker pursuant to Section 15.2 of AIA Document A232–2009, unless 

the parties appoint below another individual, not a party to this Agreement, to serve as Initial Decision Maker. 

(If the parties mutually agree, insert the name, address and other contact information of the Initial Decision Maker, 

if other than the Architect.) 

 

«  » 

«  » 

«  » 

«  » 

 

§ 6.2 Binding Dispute Resolution 
For any Claim subject to, but not resolved by, mediation pursuant to Section 15.3 of AIA Document A232–2009, the 

method of binding dispute resolution shall be as follows: 

(Check the appropriate box. If the Owner and Contractor do not select a method of binding dispute resolution 

below, or do not subsequently agree in writing to a binding dispute resolution method other than litigation, Claims 

will be resolved by litigation in a court of competent jurisdiction.) 

 

   [X] Arbitration pursuant to Section 15.4 of AIA Document A232–2009. 

 

  [«»] Litigation in a court of competent jurisdiction. 

 

  [«»] Other: (Specify) 

 

«  » 

 

ARTICLE 7   TERMINATION OR SUSPENSION 
§ 7.1 Where the Contract Sum is a Stipulated Sum 
§ 7.1.1 The Contract may be terminated by the Owner or the Contractor as provided in Article 14 of AIA Document 

A232–2009. 

 

§ 7.1.2 The Work may be suspended by the Owner as provided in Article 14 of AIA Document A232–2009. 

 

§ 7.2 Where the Contract Sum is Based on the Cost of the Work with or without a Guaranteed Maximum Price 
§ 7.2.1 Subject to the provisions of Section 7.2.2 below, the Contract may be terminated by the Owner or the 

Contractor as provided in Article 14 of AIA Document A232–2009. 

 

§ 7.2.2 The Contract may be terminated by the Owner for cause as provided in Article 14 of AIA Document A232–

2009; however, the Owner shall then only pay the Contractor an amount calculated as follows: 

.1 Take the Cost of the Work incurred by the Contractor to the date of termination; 

.2 Add the Contractor’s Fee computed upon the Cost of the Work to the date of termination at the rate 

stated in Sections 4.3.2 or 4.4.2, as applicable, or, if the Contractor’s Fee is stated as a fixed sum, an 
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amount that bears the same ratio to that fixed-sum Fee as the Cost of the Work at the time of 

termination bears to a reasonable estimate of the probable Cost of the Work upon its completion; and 

.3 Subtract the aggregate of previous payments made by the Owner. 

 

§ 7.2.3 If the Owner terminates the Contract for cause when the Contract Sum is based on the Cost of the Work with 

a Guaranteed Maximum Price, and as provided in Article 14 of AIA Document A232–2009, the amount, if any, to 

be paid to the Contractor under Section 14.2.4 of AIA Document A232–2009 shall not cause the Guaranteed 

Maximum Price to be exceeded, nor shall it exceed the amount calculated in Section 7.2.2. 

 

§ 7.2.4 The Owner shall also pay the Contractor fair compensation, either by purchase or rental at the election of the 

Owner, for any equipment owned by the Contractor that the Owner elects to retain and that is not otherwise included 

in the Cost of the Work under Section 7.2.1. To the extent that the Owner elects to take legal assignment of 

subcontracts and purchase orders (including rental agreements), the Contractor shall, as a condition of receiving the 

payments referred to in this Article 7, execute and deliver all such papers and take all such steps, including the legal 

assignment of such subcontracts and other contractual rights of the Contractor, as the Owner may require for the 

purpose of fully vesting in the Owner the rights and benefits of the Contractor under such subcontracts or purchase 

orders. 

 

§ 7.2.5 The Work may be suspended by the Owner as provided in Article 14 of AIA Document A232–2009; in such 

case, the Contract Sum and Contract Time shall be increased as provided in Section 14.3.2 of AIA Document A232–

2009, except that the term ‘profit’ shall be understood to mean the Contractor’s Fee as described in Sections 4.3.2 

and 4.4.2 of this Agreement. 

 

ARTICLE 8   MISCELLANEOUS PROVISIONS 
§ 8.1 Where reference is made in this Agreement to a provision of AIA Document A232–2009 or another Contract 

Document, the reference refers to that provision as amended or supplemented by other provisions of the Contract 

Documents. 

 

§ 8.2 Payments due and unpaid under the Contract shall bear interest from the date payment is due at the rate stated 

below, or in the absence thereof, at the legal rate prevailing from time to time at the place where the Project is 

located. 

(Insert rate of interest agreed upon, if any.) 

 

«  » % «  » 

 

§ 8.3 The Owner’s representative: 

(Name, address and other information) 

 

«  » 

«  » 

«  » 

«  » 

«  » 

«  » 

 

§ 8.4 The Contractor’s representative: 

(Name, address and other information) 

 

«  » 

«  » 

«  » 

«  » 

«  » 

«  » 

 

§ 8.5 Neither the Owner’s nor the Contractor’s representative shall be changed without ten days written notice to the 

other party. 
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§ 8.6 Other provisions: 

 

«  » 

 

ARTICLE 9   ENUMERATION OF CONTRACT DOCUMENTS 
§ 9.1 The Contract Documents, except for Modifications issued after execution of this Agreement, are enumerated in 

the sections below. 

 

§ 9.1.1 The Agreement is this executed AIA Document A132–2009, Standard Form of Agreement Between Owner 

and Contractor, Construction Manager as Adviser Edition. 

 

§ 9.1.2 The General Conditions are AIA Document A232–2009, General Conditions of the Contract for 

Construction, Construction Manager as Adviser Edition. 

 

§ 9.1.3 The Supplementary and other Conditions of the Contract: 

 

Document Title Date Pages 

A232-2009 Section 007300 Supplementary Conditions May 24, 2017 10 

 

§ 9.1.4 The Specifications: 

(Either list the Specifications here or refer to an exhibit attached to this Agreement.) 

Bid Package “   ”                 Project Manual dated  

    

§ 9.1.5 The Drawings: 

(Either list the Drawings here or refer to an exhibit attached to this Agreement.) 

As described in the contract documents. 

 

Number Title Date 
Section 000115 Drawing List                 , 2017 

 

§ 9.1.6 The Addenda, if any: 

 

Number Date Pages 
   

 

Portions of Addenda relating to bidding requirements are not part of the Contract Documents unless the bidding 

requirements are also enumerated in this Article 9. 

 

§ 9.1.7 Additional documents, if any, forming part of the Contract Documents are: 

.1 AIA Document A132™–2009, Exhibit A, Determination of the Cost of the Work, if applicable. 

.2 AIA Document E201™–2007, Digital Data Protocol Exhibit, if completed, or the following: 

 

«  » 

 

.3 AIA Document E202™–2008, Building Information Modeling Protocol Exhibit, if completed, or the 

following: 

 

«  » 

 

.4 Other documents, if any, listed below: 

(List here any additional documents which are intended to form part of the Contract Documents. AIA 

Document A232–2009 provides that bidding requirements such as advertisement or invitation to bid, 

Instructions to Bidders, sample forms and the Contractor’s bid are not part of the Contract 

Documents unless enumerated in this Agreement. They should be listed here only if intended to be 

part of the Contract Documents.) 

 

«  » 
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ARTICLE 10   INSURANCE AND BONDS 
The Contractor shall purchase and maintain insurance and provide bonds as set forth in Article 11 of AIA Document 

A232–2009. 

(State bonding requirements, if any, and limits of liability for insurance required in Article 11 of AIA Document 

A232–2009.) 

 

Type of Insurance or Bond Limit of Liability or Bond Amount ($0.00) 
    

 

This Agreement is entered into as of the day and year first written above. 

 

   
 

   

OWNER (Signature)  CONTRACTOR (Signature) 

«  »«  »  «  »«  » 

(Printed name and title)  (Printed name and title) 

 
 

Appoquinimink School District 							          
Fairview Campus Middle & High Schools
Bid Package E	  5 March 2018



Appoquinimink School District                   

Fairview Campus Middle & High Schools 

Bid Package E 5 March 2018   
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PU09, Revised 10-14 

SECTION 006113 – PERFORMANCE AND PAYMENT BONDS 

 

1. PERFORMANCE AND PAYMENT BONDS 

 

 1.1 Bonds must be in the following form: 

 

  1. Form of Performance Bond (attached). 

  2. Form of Payment Bond (attached). 
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SECTION 00 61 13 - FORM OF PAYMENT BOND 

 

Bond Number: 

 

KNOW ALL PERSONS BY THESE PRESENTS, that we, _________________, as principal 

(“Principal”), and _____________________, a _______________________ corporation, legally 

authorized to do business in the State of Delaware, as surety (“Surety”), are held and firmly bound 

unto the State of Delaware, Appoquinimink School District (“Owner”), in the amount of 

_________________ ($   ), to be paid to Owner, for which payment well and truly 

to be made, we do bind ourselves, our and each and every of our heirs, executors, administrations, 

successors and assigns, jointly and severally, for and in the whole firmly by these presents. 

 

Sealed with our seals and dated this ___________ day of , 20 . 

 

NOW THE CONDITION OF THIS OBLIGATION IS SUCH, that if Principal, who has been 

awarded by Owner that certain contract known as Contract No.     dated 

the _______ day of _______________, 20       (the "Contract”), which Contract is incorporated herein 

by reference, shall well and truly pay all and every person furnishing materials or performing labor 

or service in and about the performance of the work under the Contract, all and every sums of 

money due him. her, them or any of them, for all such materials, labor and service for which 

Principal is liable, shall make good and reimburse Owner sufficient funds to pay such costs in the 

completion of the Contract as Owner may sustain by reason of any failure or default on the part of 

Principal, and shall also indemnity and save harmless Owner from all costs, damages and expenses 

arising out of or by reason of the performance of the Contract and for as long as provided by the 

Contract; then this obligation shall be void, otherwise to be and remain in full force and effect. 

 

Surety, for value received, for itself and its successors and assigns, hereby stipulates and agrees 

that the obligation of Surety and its bond shall be in no way impaired or affected by any extension 

of time, modification, omission, addition or change in or to the Contract or the work to be 

performed thereunder, or by any payment thereunder before the time required therein, or by any 

waiver of any provisions thereof, or by any assignment, subletting or other transfer thereof or of 

any work to be performed or any monies due or to become due thereunder; and Surety hereby 

waives notice of any and all such extensions, modifications, omissions, additions, changes, 

payments, waivers, things done and omitted to be done by and in relation to assignees, 

subcontractors, and other transferees shall have the same effect as to Surety as though done or 

omitted to be done by or in relation to Principal. 

 

Surety hereby stipulates and agrees that no modifications, omission or additions in or to the terms 

of the Contract shall in any way whatsoever affect the obligation of Surety and its bond.  Any 

proceeding, legal or equitable, under this Bond may be brought in any court of competent 

jurisdiction in the State of Delaware. Notices to Surety or Contractor may be mailed or delivered 

to them at their respective addresses shown below. 

IN WITNESS WHEREOF, Principal and Surety have hereunto set their hand and seals, and such 

of them as are corporations have caused their corporate seal to be hereto affixed and these 
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presents to be signed by their duly authorized officers, the day and year first above written. 

 

 

Witness or Attest:  PRINCIPAL 

 

 

By:          

    

   Name:        

    

   Title:           

   

       (Corporate Seal) 

 

 

 

 

 

 

Witness or Attest:  SURETY 

 

   

 

By:          

   

  Name:       

   

  Title:       

   

      (Corporate Seal) 
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SECTION 00 61 13 - FORM OF PERFORMANCE BOND 

 

Bond Number:     

 

KNOW ALL PERSONS BY THESE PRESENTS, that we, ___________________, as principal 

("Principal”), and ______________________, a ______________________ corporation, legally 

authorized to do business in the State of Delaware, as surety ("Surety”), are held and firmly bound 

unto the State of Delaware, Appoquininmink School District ("Owner"), in the amount 

of__________________ ($  ) to be paid to Owner, for which payment well and truly 

to be made, we do bind ourselves, our and each and every of our heirs, executors, administrations, 

successors and assigns. jointly and severally, for and in the whole, firmly by these presents. 

 

Sealed with our seals and dated this ___________ day of ______________, 20  . 

 

NOW THE CONDITION OF THIS OBLICATION IS SUCH, that if Principal, who has been 

awarded by Owner that certain contract known as Contract No. ____________ dated the 

___________ day of ______________, 20  (the "Contract”), which Contract is incorporated herein by 

reference, shall well and truly provide and furnish all materials, appliances and tools and perform 

all the work required under and pursuant to the terms and conditions of the Contract and the 

Contract Documents (as defined in the Contract) or any changes or modifications thereto made as 

therein provided, shall make good and reimburse Owner sufficient funds to pay the costs of 

completing the Contract that Owner may sustain by reason of any failure or default on the part of 

Principal, and shall also indemnify and save harmless Owner from all costs, damages and expenses 

arising out of or by reason of the performance of the Contract and for as long as provided by the 

Contract; then this obligation shall be void, otherwise to be and remain in full force and effect. 

 

Surety, for value received, hereby stipulates and agrees, if requested to do so by Owner, to fully 

perform and complete the work to be performed under the Contract pursuant to the terms, 

conditions and covenants thereof, if for any cause Principal fails or neglects to so fully perform and 

complete such work 

 

Surety, for value received, for itself and its successors and assigns, hereby stipulates and agrees 

that the obligation of Surety and its bond shall be in no way impaired or affected by any extension 

of time, modification, omission, addition or change in or to the Contract or the work to be 

performed thereunder, or by any payment thereunder before the time required therein, or by any 

waiver of any provisions thereof, or by any assignment, subletting or other transfer thereof or of 

any work to be performed or any monies due or to become due thereunder; and Surety hereby 

waives notice of any and all such extensions, modifications, omissions, additions, changes, 

payments, waivers, assignments, subcontracts and transfers and hereby expressly stipulates and 

agrees that any and all things done and omitted to be done by and in relation to assignees, 

subcontractors, and other transferees shall have the same effect as to Surety as though done or 

omitted to be done by or in relation to Principal. 

 

Surety hereby stipulates and agrees that no modifications, omissions or additions in or to the 
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terms of the Contract shall in any way whatsoever affect the obligation of Surety and its bond. 

 

Any proceeding, legal or equitable, under this Bond may be brought in any court of competent 

jurisdiction in the State of Delaware. Notices to Surety or Contractor may be mailed or delivered 

to them at their respective addresses shown below. 

 

IN WITNESS WHEREOF, Principal and Surety have hereunto set their hand and seals, and such 

of them as are corporations have caused their corporate seal to be hereto affixed and these 

presents to be signed by their duly authorized officers, the day and year first above written. 

 

Witness or Attest:  PRINCIPAL 

 

 

By:          

    

   Name:        

    

   Title:           

   

       (Corporate Seal) 

 

 

 

 

 

 

Witness or Attest:  SURETY 

 

   

 

By:          

   

  Name:       

   

  Title:       

   

      (Corporate Seal) 

 

 

END OF SECTION 
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CERTIFICATE OF INSURANCE      006216-1 

PU09, Revised 10/2014 

SECTION 006216 – CERTIFICATE OF INSURANCE 

 

In conjunction with Insurance Requirements AIA General Conditions, Article 11, the 

Contractor shall be bound by the following limits of liability insurance (for Contracts under 

this Bid Pac).  The Contractor shall use the standard "ACCORD" for titled "Certificate of 

Insurance" in submitting his liability insurance limits.  The required limits to be inserted in 

accordance with the sample "ACCORD" form in this section: 

 

GENERAL NOTES 

 

1. Other Insurance 

 

 A. Contractor shall carry any necessary insurance required to cover Owned and Rental 

equipment that may be necessary for them to use in the performance of the Work. 

 

2. Contractor shall have the following additional items added to his required "ACCORD" form 

Certificate of Insurance: 

 

A. Name and Address of Insured (Contractor). 

 

 B. Description of Operations/Locations -  

 

3. Added Insured – Appoquinimink School District and EDiS Company  

 

4. Certificate Holder – Appoquinimink School District  

         

Contractors shall note that although not a part of AIA Document A232 - 2009 Edition, these 

additional articles apply as noted to this Project. 

 

A sample certificate is bound into the Project Manual immediately following this Document. 

 

 

END OF SECTION 
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GENERAL CONDITIONS        007200-1 

PU09, Revised 10/2014 

 

SECTION 007200 – GENERAL CONDITIONS 

 

1. SUMMARY 

 

 A. The General Conditions for this Project are the American Institute of Architects 

General Conditions of the Contract for Construction, Construction Manager as 

Advisor Edition, AIA Document A232 - 2009 Edition. 

 

 B. A copy of AIA Document A232 - 2009 Edition is bound into this Project Manual 

following this page  

 

 

 

END OF SECTION 
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WAGE RATE REQUIREMENTS 007343-1 

PU09, Revised 4/14 

SECTION 007343 – WAGE RATE REQUIREMENTS 
      

1. SUMMARY 
 

 A. In accordance with Delaware Code, Title 29, Chapter 69, Section 6912, all laborers and 

mechanics of the Contractor and all subcontractors employed to perform work directly 

upon the site of the work shall be paid unconditionally and not less often than once a 

week and without subsequent deduction or rebate on any account the full amounts 

accrued at the time of payment computed at wage rates not less than those determined 

by the Division of Industrial Affairs, Department of Labor, State of Delaware, as the 

prevailing rates in this area. 

 

 B. This approved scale of wages must be posted by the Contractor in a prominent and easily 

accessible place at the site of the work. 

 

 C. It is further stipulated that there may be withheld from the Contractor such accrued 

payment as may be considered necessary by the contracting officer to pay laborers and 

mechanics employed by the Contractor or any subcontractors on the work the difference 

between the rates of wages required and the rate of wages received by such laborers and 

mechanics and not refunded to the Contractor, subcontractor or their agents. 

 

 D. Where wage rates are published in this Manual they are issued by the State Department 

of Labor on the date indicated and are included for the convenience of Bidders.  The 

Owner, the Architect, and the Construction Manager, accept no responsibility for the 

accuracy or applicability of any rates included herein.  The actual wage rate 

determinations which will apply to the work will be those in effect on the first day of 

public advertisement for bids as determined by the State Department of Labor.  It will 

be the responsibility of each bidder to contact the State Department of Labor and to 

incorporate these rates in his bid. 

 

 E. "In accordance with Delaware Code, Title 29, Section 6912, as amended July 5, 1994, 

contractors shall furnish sworn payroll information to the Department of Labor on a 

weekly basis for each contract which exceeds $15,000 for renovation work and $100,000 

for new construction.  The construction contract amount is based on a cumulative total 

of all contracts bid for a specific project.  Payroll forms for submission may be obtained 

from the Department of Labor." 

 

 1.   A Payroll Report, available from the Department of Labor is to be used to provide 

this information. 

 

 F. A copy of the Prevailing Wages for the project is attached hereto. 

 

 

END OF SECTION 
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SUMMARY OF WORK  011100- 1 

PU09, Revised 4/2017 

SECTION 011100 - SUMMARY OF WORK 

 

1. RELATED DOCUMENTS 

 

 A. Drawings and general provisions of the Contract, including General and Supplementary 

Conditions and other Division 1 Sections, apply to work of this Section. 

 

2. CONTRACTS 

 

 A. The work will be performed under separate prime contracts managed by the 

Construction Manager. 

 

3. ALTERATIONS & COORDINATION 

 

 A. Contractor shall be responsible to coordinate their work with the work of others, 

including, but not limited to, the preparation of general coordination drawings, diagrams 

and schedules, and control of site utilization, from the beginning of activity, through 

project close-out and warranty periods. 

 

4. KNOWLEDGE OF CONTRACT REQUIREMENTS 

 

 A. The Contractor and his Subcontractors, Sub-subcontractors and material men shall 

consult in detail the Contract Documents for instructions and requirements pertaining to 

the Work, and at his and their cost, shall provide all labor, materials, equipment and 

services necessary to furnish, install and complete the work in strict conformance with all 

provisions thereof. 

 

 B. The Contractor will be held to have examined the site of the Work prior to submitting his 

proposal and informed himself, his Subcontractors, Sub-subcontractors and material men 

of all existing conditions affecting the execution of the Work. 

 

 C. The Contractor will be held to have examined the Contract Documents and modifications 

thereto, as they may affect subdivisions of the Work and informed himself, his 

Subcontractors, Sub-subcontractors and material men of all conditions thereof affecting 

the execution of the Work. 

 

 D. The Scope of Work for the Contract is not necessarily limited to the description of each 

section of the Specifications and the illustrations shown on the Drawings.  Include all 

minor items not expressly indicated in the Contract Documents, or as might be found 

necessary as a result of field conditions, in order to complete the Work as it is intended, 

without any gaps between the various subdivisions of work. 

 

 E. The Contractor will be held to be thoroughly familiar with all conditions affecting labor 

in the area of the Project including, but not limited to, Unions, incentive pay, 

procurements, living, parking and commuting conditions and to have informed his 
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Subcontractors and Sub-subcontractors thereof. 

 

5. CONTRACT DOCUMENTS INFORMATION 

 

 A. The Contract Documents are prepared in accordance with available information as to 

existing conditions and locations.  If, during construction, conditions are revealed at 

variance with the Contract Documents, notify the Construction Manager immediately, 

but no more than three (3) days from the day the variance is first known.  Failure to give 

timely notice shall operate to waive any claim Contractor might otherwise have for an 

adjustment to Contract Time or Sum as a consequence of such variance. 

 

 B. The Specifications determine the kinds and methods of installation of the various 

materials, the Drawings establish the quantities, dimensions and details of materials, the 

schedules on the Drawings give the location, type and extent of the materials. 

 

 C. Dimensions given on the Drawings govern scale measurements and large scale drawings 

govern small scale drawings, except as to anything omitted unless such omission is 

expressly noted on the large scale drawings. 

 

 D. The techniques or methods of specifying to record requirements varies throughout text, 

and may include “prescriptive”, “open generic/descriptive”, “compliance with 

standards”, “performance”, “proprietary”, or a combination of these.  The methods used 

for specifying one unit of work has no bearing on requirements for another unit of work. 

 

 E. Whenever a material, article or piece of equipment is referred to in the singular number 

in the Contract Documents, it shall be the same as referring to it in the plural.  As many 

such materials, articles or pieces of equipment shall be provided as are required to 

complete the Work. 

 

 F. Whenever a material, article or piece of equipment is specified by reference to a 

governmental, trade association of similar standard, it shall comply with the 

requirements of the latest publication thereof and amendments thereto in effect on the 

bid date. 

 

 G. In addition to the requirements of the Contract Documents, Contractor’s work shall also 

comply with applicable standards of the construction industry and those industry 

standards are made a part of Contract Documents by reference, as if copied directly into 

Contract Documents, or as if published copies were bound herein. 

 

 H. Where compliance with two (2) or more industry standards, contract requirements, or 

sets of requirements is specified, and overlapping of those different standards or 

requirements establishes different or conflicting minimums or levels of quality, then the 

most stringent requirements, which are generally recognized to be also the most costly, is 

intended and will be enforced, unless specifically detailed language written into the 

Contract Documents clearly indicates that a less stringent requirement is to be fulfilled.  
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Refer apparently equal but different requirements, and uncertainties as to which level of 

quality is more stringent, to Architect for decision before proceeding. 

 

 I. Reference standards referenced directly in Contract Documents or by governing 

regulations have precedence over non-reference standards which are recognized in 

industry for applicability of work. 

 

 J. Contractor’s bid is based on the complete set of Contract Documents including 

documents not specifically issued as part of the bid pack but referenced in same. 

 

6. SCOPE OF WORK/GENERAL INFORMATION 

 

 A. A Scope of Work for each contract to be awarded on the project follows in this section.  

When a Contract has been awarded to a Contractor, the successful Contractor will be 

listed after the title of the Contract.  When no Contract has yet been awarded, no 

Contractor's name will be listed.  Previous Scopes of Work include addendum changes. 

 

 B. Contractor is responsible for performing the work listed in the Summary of Work for his 

contract.  Contractor is also responsible for knowing the work that has been assigned to 

preceding contracts.  No additional compensation or extension of time will be allowed a 

Contractor due to his ignorance of the work assigned to his Contract or to other contracts 

which may affect his work.  The Contractor is responsible, however, for all items which 

are covered in the Specifications and Drawings relating to their Contract if not 

specifically mentioned in the Summary of Work. 

 

 C. The Construction Manager will provide on-site a source for temporary electric, 

temporary water and portable sanitation facilities only.  It is each Contractor's 

responsibility to make the necessary connections, including all material for temporary 

electric and water.  Please note that utility charges for office trailers will be the 

responsibility of the individual Contractors. 

 

 D. A dumpster will be provided on site for free use by Contractors to dispose of non-

hazardous, common, work-related refuse.  Clean-up is the responsibility of each 

Contractor.  Clean up shall be performed on a daily basis.  Contractors not complying 

will be advised in writing and back charged for all costs associated with the cleanup of 

their work. 

 

 E. Contractors are reminded that there are limited storage areas available on site.  Off-site 

storage will be the responsibility of each individual Contractor. 

 

 F. Office trailer permits off site will be the responsibility of each individual Contractor.  On 

site Contractor’s field offices, one (1) per Contractor, if required, will be located as 

directed by the Construction Manager. 

 

 G. Contractor will be prepared to discuss and submit a detailed project schedule seven (7) 
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days after receipt of Notice to Proceed and to begin its submittal process.  The Project 

Schedule is an integral part of this contract.  Certain construction sequences and 

priorities must take place in order to meet the target dates.  Concentrated work periods 

will occur and each Contractor is responsible to staff the project as required by the 

current Construction Schedule or as directed by the Construction Manager.  Contractor 

will cooperate with the Construction Manager in planning and meeting the required 

sequences of work and Project Schedule as periodically updated by the Construction 

Manager. 

 

 H. All bids must include insurance limits in accordance with Article 11 of the Section 007300 

SUPPLEMENTARY CONDITIONS. 

 

 I. Hoisting, scaffolding and material handling is the responsibility of each Contractor, 

unless otherwise noted. 

 

 J. Contractor will be responsible for layout of its own work.  The Construction Manager 

will provide benchmark and layout of the building line. 

 

 K. Contractor will be responsible to keep clean public roadways soiled by construction 

traffic on a daily basis.  If cleaning is not done, the Construction Manager may perform 

the cleaning on an overtime basis and backcharge the Contractor responsible. 

 

 L. Contractor Scopes of Work and Schedule are interrelated.  Familiarity with each is 

required. 

 

 M. The Construction Manager will provide testing services for soil, concrete and steel.  

Other testing as required by the Contract Documents will be in accordance with the 

technical specifications and/or the individual scope of work.  Refer to Specification 

Section 004500 - QUALITY CONTROL. 

 

 N. Safety is the responsibility of each individual Contractor.  The project will be governed 

under the guidelines of OSHA. 

 

 O. Inter-Contractor shop drawing distribution will be performed by the Construction 

Manager.  Contractor is individually responsible for either coordinating his work with 

these distributed drawings or notifying the Construction Manager, in writing, of any 

discrepancies. 

 

 P. Coordination with other trades will be required.  The Contractor will be required to 

attend periodic coordination meetings with other trades where requirements, conflicts 

and coordination issues will be discussed and resolved.  Attendance when requested will 

be mandatory.  If inter-Contractor coordination is not satisfactorily performed, the 

conflicting Contractors shall mutually share the cost to relocate and/or reinstall their 

work. 
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 Q. Contractor shall submit a schedule of values to the Construction Manager prior to the 

submission of their first invoice for approval through Building Blok. 

 

 R. Contractor is expected to review and coordinate its Work with the complete set of 

Contract Documents, including all items noted as by his trade whether or not shown on 

that particular set of drawings.  Documents are available at the site for review. 

 

 S. Contractor is responsible for obtaining all necessary permits required for his work, 

including street permits.  Unless otherwise noted, building permit shall be secured by the 

Construction Manager.  Any subcontractor who will be restricting access to street, right 

of way or adjacent property must notify the Construction Manager 48 hours in advance. 

 

 T.  Contractor’s License:  Submit a copy of all business licenses required by local and state 

agencies. 

 

 U. Contractor shall absorb, without additional compensation, any and all costs of working 

beyond normal hours to maintain job progress in accordance with the current 

construction schedule. 

 

 V. No asbestos or PCB’s in or on any material or equipment will be accepted or allowed on 

this project.  All hazardous materials will be treated in accordance with all State and 

Federal regulations. 

 

 W. Daily cleanup of the work is the responsibility of each individual Contractor which 

includes broom cleaning of their debris as required.  Contractor will be individually back 

charged by the Construction Manager for clean up not satisfactorily performed by the 

Contractor. 

 

 X. In the event asbestos is uncovered, the Contractor shall notify the Construction Manager 

of the areas requiring removal of asbestos.  The Construction Manager shall then 

coordinate the removal with the Owner.   

 

 Y. This project is to be constructed adjacent to existing buildings.  Contractor shall exercise 

all due precautions to minimize noise, air pollution and any other construction hazards 

which in any way would cause discomfort or danger to the occupants of the existing 

building in the area. 

 

 Z. The Safety Cable System shall not be altered or removed without a written request 

submitted to the Project Manager with a copy to the Field Manager.  It shall be the 

responsibility of each and every Contractor that is removing or altering the Safety Cable 

System to maintain the fall protection safety provided by the safety cable and not leave 

the area unprotected.  Each and every Contractor shall be responsible to re-install the 

Safety Cable System immediately after work is completed.  Each and every Contractor 

shall be responsible to re-install the Safety Cable System in accordance to OSHA 

standards. 
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 AA. Normal work hours for this project are from 7:00 a.m. to 3:30 p.m.  Any work to be 

performed outside of these hours must receive prior approval from the Construction 

Manager.  Requests to work beyond normal work hours shall be submitted at least 48 

hours prior. 

 

 AB. Contractor is responsible for having a competent project superintendent/foreman on-site 

during all work performed under its contract. 

 

 AC. In the event the Contractor has non-English speaking employees or subcontractors on the 

project, they shall have a superintendent or foreman on site, at all times, who speaks 

English and can communicate with Contractor’s employees.  Should the Contractor fail 

to meet this requirement, at any time, Construction Manager may direct all Work to stop 

until the proper supervision is on site.  The Contractor will be responsible for 

maintaining the project work schedule and make up at its own expense, any delay to the 

Schedule resulting from the work stoppage. 

 

 AD. Punch List Procedures:   Contractor shall be given a copy of the punch list with his 

appropriate work identified.  Contractor shall have nine (9) calendar work days to 

complete its punch list work.  On the 10th day or as determined by the Construction 

Manager, the Construction Manager shall employ other contractors, as required, to 

complete any incomplete punch list work and retain from the appropriate Contractors 

retainage all costs incurred. 

 

 AE. Contractor shall provide the necessary safety barricades and railings required to 

complete their work and comply with all OSHA, local code and contract specifications. 

 

 AF.  Prohibition of Using Photographs on EDiS Projects: The Contractor and all associated 

subcontractors agrees to not issue any news release or advertising pertaining to the Work 

or the Project, including references to the Project on the Contractor’s/subcontractor website 

or other social media outlets, without obtaining EDiS’ prior written approval, in each 

instance.  The Contractor, for itself, its employees, vendors and subcontractors, agrees to 

not use the name of the Owner, the Project, EDiS or any photographs, videos, or other 

images of the Project in connection with any of Contractor’s business promotion activities, 

advertising, website, social media outlets, or operations, without EDiS’ prior written 

approval in each instance.   
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CONTRACT E-49 : FINISH SITEWORK – ATHLETIC FIELDS AND SURFACES 

 

A. Work included in this contract consists of, but is not necessarily limited to, all labor, materials and 

equipment for: 

 

 • Technical Specification Sections:  

 

  Division 0 Bidding and Contract Requirements 

  Division 1 General Requirements 

  Section 311000 Site Clearing 

  Section 312000 Earth Moving 

  Section 312319 Dewatering 

  Section 321216 Asphalt Paving 

  Section 321313 Concrete Paving 

  Section 321800 Synthetic Turf Shock Pad 

  Section 321813 Synthetic Turf Carpet 

  Section 323114 Subgrade and Stone Aggregate Drainage Layer 

  Section 329200 Grass Athletic Field Construction 

 

 This contract also includes, but is not necessarily limited to, all labor, materials and equipment for 

the following: 

 

1. Provide all new athletic synthetic turf fields.  Contract B-02 is to provide subgrade 

elevation at all synthetic turf fields.  This Contract E-49 is to provide all materials involved 

in construction of the synthetic turf fields above the established subgrade. This includes 

but is not limited to geotextile fabrics, stone, asphalt, miscellaneous blocking, pads, 

concrete curbs, turf carpet, etc.  This Contract E-49 is to provide any excavations, trenches, 

and backfilling required for the installation of the turf field drainage and connection to the 

site’s stormwater/sanitary drainage system.   

 

2. Provide fine grading for long jump, pole vault areas, shotput, and discuss.  This Contract 

E-49 is to provide all materials involved in construction of the long jump, pole vault, 

discus, and shotput areas above the established subgrade. This includes but is not limited 

to geotextile fabrics, stone, asphalt, synthetic surfaces, sand, miscellaneous blocking, 

concrete, reinforcing steel, athletic equipment embedded in concrete, etc.  Include all 

striping associated with these areas.  This Contract E-49 is to provide any excavations, 

trenches, and backfilling required for the installation of the drainage at these locations and 

connection to the site’s stormwater/sanitary drainage system.   

 

3. Provide fine grading for new track and provide new track in total.  Provide striping 

associated with track. Contract B-02 is to provide subgrade elevation at the track.  This 

Contract E-49 is to provide all materials involved in construction of the track above the 

established subgrade. This includes but is not limited to geotextile fabrics, stone, asphalt, 

miscellaneous blocking, pads, concrete curbs, turf carpet, etc.  This Contract E-49 is to 

provide any excavations, trenches, and backfilling required for the installation of the turf 
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field drainage and connection to the site’s stormwater/sanitary drainage system.  The 

asphalt path/walkway surrounding the track will be provided by Contract B-02.  This 

Contract E-49 is to coordinate the installation of the track and fields with installation of the 

surrounding asphalt walkway. 

 

4. Provide grading for new tennis courts and provide new tennis court surfaces in total.  

Contract B-02 is to provide subgrade elevation at the tennis court area.  This Contract E-49 

is to provide all materials involved in construction of the tennis courts above the 

established subgrade. This includes but is not limited to geotextile fabrics, stone, asphalt, 

miscellaneous blocking, pads, concrete curbs, turf carpet, etc.  This Contract E-49 is to 

provide any excavations, trenches, and backfilling required for the installation of the turf 

field drainage and connection to the site’s stormwater/sanitary drainage system.  

Coordinate with Contract E-51 for installation of sleeves and other embedded items 

required for tennis athletic equipment and nets being provided by that contract. 

 

5. Provide new pitching mounds and skinned infield sections of baseball and softball fields.  

Contract B-02 is to provide subgrade at the skinned infields and this Contract E-49 is to 

provide all aggregate, pea gravel, clay, etc. to establish skinned infields and pitching 

mounds.  Contract E-49 is to scarify subgrade if required for their installation. Coordinate 

with Contract E-51 for installation of baseball plates and pitching rubber. 

 

6. This Contract E-49 is to provide any additional fine grading of the subgrade established 

by Contract B-02 required to ensure manufacturer’s tolerances beyond that required by the 

plans and specifications. 

 

7. A site visit and site examination is not mandatory in the preparation of this bid, but is 

strongly suggested.  By submitting a bid, this contractor is attesting that he has reviewed 

the site and is familiar with all site conditions. 

 

8. Backfilling is the responsibility of this Contractor. Soil types shall be in accordance with 

DelDot standard specifications. 

 

9. Sediment control measures were previously installed and are currently maintained by 

Contract B-02. This contractor to coordinate all earthmoving and topsoiling activities with 

Contract B-02 to ensure sediment control measures are maintained throughout 

construction and during removal. 

 

10. Subgrade of all grass athletic fields, tennis courts, and play areas has already been 

established by Contract B-02.  Final grading, seeding, and mulching of the grass athletic 

fields is to be provided by Contract B-02.   

 

11. Provide allowance for logo in stadiums as specified. 

 

12. The certified construction reviewer (CCR) will be provided by Landmark Science and 

Engineering, Inc. 
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13. Coordinate earthmoving and topsoil activities in the athletic fields with the irrigation 

portion of Contract F-51 : Field House. 

 

14. Base bid shall include all standard dewatering measures; utilizing trenches, crocks, stone 

and portable pumping measures. This contractor to provide these measures as required 

to perform their work. 

 

15. It is the intent to use on site material and not imported fill.  The use of this on site material 

shall conform with the compaction requirements as specified on Civil drawings and in 

Specification Section 312000.  If on site material does not meet these requirements, a unit 

price for imported fill will be used. 

 

16. Provide specified warranties. 

 

17. Temporary water will be the responsibility of the individual Contractors.  The 

Construction Manager will not provide this service. 

 

18. Provide pricing for all alternates as described in Section 012300-Alternates. 

 

19. Provide $25,000 allowance to be used at the discretion of the Construction Manager. 
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CONTRACT E-50 : ATHLETIC LIGHTING, SOUNDS, SCOREBOARDS 

 

A. Work included in this contract consists of, but is not necessarily limited to, all labor, materials and 

equipment for: 

 

 • Technical Specification Sections:  

 

  Division 0 Bidding and Contract Requirements 

  Division 1 General Requirements 

  Section 02200 Earthwork 

  Section 03310 Concrete 

  Division 15 Mechanical 

  Division 16 Electrical 

 

 This contract also includes, but is not necessarily limited to, all labor, materials and equipment for 

the following: 

 

1. Provide all new lighting and audio equipment at new athletic fields.  Include all power 

and data wiring required for these installations.  Coordinate all installations with Contract 

E-49 : Finish Sitework and E-51 : Field House.  Include all excavation/augering, concrete, 

and backfilling for the foundations of these items.  Standard site lighting for roadways and 

paths is being provided by Contract B-02. 

 

2. Provide scoreboards at all athletic fields.  Include all power and data wiring required for 

these installations.  Coordinate power requirements and final connections with Contract 

E-51 : Field House. Include all excavation/augering, concrete, and backfilling for the 

foundations of these items. 

 

3. This Contract E-50 is to provide all conduit, boxes, utility structures, wiring, etc. from Panel 

STPP-1 to provide a complete lighting and audio/visual system including scoreboard.  

Contract E-51 will provide Panel STPP-1.  This Contract E-50 is to include supply and 

installation of the required circuit breaker in panel STPP-1. 

 

4. Backfilling as detailed below is the responsibility of this Contractor. Soil types shall be in 

accordance with DelDot standard specifications. 

 

5. A site visit and site examination is not mandatory in the preparation of this bid, but is 

strongly suggested.  By submitting a bid, this contractor is attesting that he has reviewed 

the site and is familiar with all site conditions. 

 

6. Temporary water will be the responsibility of the individual Contractors.  The 

Construction Manager will not provide this service. 

 

7. Provide the necessary coordination with trade to avoid interferences with other work and 

make corrections at no extra charge. 
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8. Provide at least a 48 hour notice prior to any delivery.  All deliveries are to be between 7:00 

AM and 3:30 PM. 

 

9. This is not a secure site. All contractors are responsible for concealing, locking and/or 

removing any materials on a daily basis.  ASD and EDiS will not be responsible for any 

lost tools, materials or equipment. 

 

10. This contractor must provide a silica exposure plan that meets or exceeds the new 2017 

silica OSHA requirements before any work can commence. At a minimum, it must be 

incorporated into the company safety plan, include all monitoring, testing, limits exposure, 

provide respiratory plan and/or equipment modifications such as adding water to 

equipment during exposed work and keep records of exposure. 

 

11. Work may occur during winter months.  This contractor is responsible for temporary 

enclosures and temporary heat at work areas to continue work through winter conditions.   

 

12. Provide pricing for all alternates as described in Section 012300-Alternates. 

 

13. Provide $25,000 allowance to be used at the discretion of the Construction Manager. 
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CONTRACT NO.  E-51 – FIELD HOUSE GENERAL CONTRACT 

 

A. Work included in this contract consists of, but is not necessarily limited to, all labor, materials and 

equipment for: 

 

 • Technical Specification Sections: 

 

  Division 0 Bidding and Contract Requirements 

  Division 1 General Requirements 

  Division 3 Concrete 

  Division 4 Masonry 

  Division 5 Metals 

  Division 6 Wood, Plastics, and Composites 

  Division 7 Thermal and Moisture Protection 

  Division 8 Openings 

  Division 9 Finishes 

  Division 10  Specialties 

  Division 11 Equipment 

  Division 12 Furnishings 

  Division 21 Fire Suppression 

  Division 22 Plumbing 

  Division 23 Mechanical 

  Division 26 Electrical 

  Division 27 Communications 

  Division 28 Electronic Safety and Security 

  Division 32 Exterior Improvements 

  

  This contract also includes, but is not necessarily limited to, all labor, materials and equipment 

for the following: 

 

1. Provide labor and materials to perform the work related to the General Construction of the 

Field House in total. This is a GC contract and the bidder is responsible for the building in 

whole as depicted in the project documents.  Including but not limited to: concrete, 

masonry, structural steel & misc metals, carpentry, metal studs and drywall, roofing, doors 

& hardware, glass and glazing, finishes, HVAC and Plumbing, and electric.  Contract C-

21 will provide conduit and power wiring to the Field House Transformer, T-1, location.  

This Contract E-51 is to provide the transformer and make final connections to the power 

wiring provided by Contract C-21.  All electric distribution for the field house including 

the transformer and beyond is the responsibility of this Contract E-51. 

 

2. A building pad at subgrade will be provided by contract B-02 : Sitework.  This contract E-

51 is responsible for all excavations for foundations and utilities. 

 

3. Provide excavation, grading, and backfill of all concrete pads for sheds shown on the 

drawings.  Supply and installation of the sheds is to be provided under Alternates 8-A and 
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8-B.   

 

4. Provide all grandstands, bleachers and press boxes for the Football/Soccer Stadium (Field 

1).  Include all excavation/augering, concrete, and backfilling for the foundations of these 

items.  Provide stone/concrete pads beneath the permanent bleachers as shown on the 

drawings. 

 

5. Provide six (6) sets of portable bleachers at the following locations/fields; Two (2) at 

Baseball Field 1, Two (2) at Softball Field 3, and Two (2) at Soccer/Football Field 4.  Include 

excavation, grading, and backfill of concrete pads for all bleacher locations shown on the 

drawings.  Provide excavation, grading, and backfill of concrete sidewalks/paths leading 

to each bleacher pad location. 

 

6. Provide all new athletic equipment at new athletic fields including but not limited to: 

tennis nets, ball machines, field hockey and soccer nets, track and field equipment, 

goalposts, etc.  Coordinate all installations with Contract E-49 : Finish Sitework 

 

7. Provide new backstops and fencing at athletic fields.  Provide all new chain link fencing 

and gates throughout the project site.  Include excavation/augering, forming, and placing 

concrete footings as required for the chain link fencing and backstops. 

 

8. Provide new dugouts at athletic fields. Include excavation, grading, and backfill of 

concrete pads for all dugout locations shown on the drawings.  

 

9. Provide complete network cabling system for all buildings within this contract (Field 

House, Maintenance Building, Agriculture Building, etc).  Contract C-21 will provide a 

feed from the main building to the outlying structures.  This Contract E-51 will provide 

all network cabling from that feed. 

   

10. The building management system in all outlying buildings will be provided by Contract 

D-45. However, this Contract E-51 must coordinate with the Building Management System 

Contractor as indicated on the drawings and as specified.  This Contract E-51 shall provide 

all device boxes, conduit to above accessible ceilings (or roof deck when exposed) with pull 

strings for building management systems as indicated and also to provide 120 Volt circuits 

for all Building Management Systems. 

 

11. Special systems (CCTV, intercom, sound enhancement, telecommunications, fire alarm, 

area rescue system, intrusion detection, sound, security, time clock,) will be the 

responsibility of the Special Systems Contractor. However, this Contract E-51 must 

coordinate with Special Systems Contractor as indicated on the drawings and as specified.  

This Contract E-51 shall provide all device boxes, conduit to above accessible ceilings (or 

roof deck when exposed) with pull strings for special systems as indicated and also to 

provide 120 Volt circuits for all Special Systems. 
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12. The Special Systems contractor shall be responsible to coordinate and extend the existing 

district wide card access system to cover entire building to be integrated with the 

intrusion system for card arm/disarm system. This Contract E-51 is to provide all device 

boxes, underground conduit, and conduit to above accessible ceiling with pull strings. 

 

13. Provide conduit, pull strings, and boxes to above accessible ceilings with pull strings for 

complete audio and audiovisual systems.  

 

14. Provide all required boxes, conduit and pull strings to accessible locations for Simplex-

Grinnell systems. 

 

15. Provide installation for all wireless access points furnished by owner 

 

16. Testing and Balancing will be provided by Contract D-48. 

 

17. This Contract includes all layout, site survey, utility location within building areas. 

 

18. This Contract includes all required testing: excluding soils, concrete, and steel which will 

be provided by the Construction Manager. 

 

19. This Contract to include all General Conditions as indicated by the documents and 

required by local and regional codes. 

 

20. This Contractor will provide all temporary service hook ups from the power source 

supplied by the Owner. Connections to trailers or storage containers are the responsibility 

of this Contractor. 

 

21. This Contractor will supply all temporary heat, water, electric and cooling as necessary to 

complete the work per the schedule included in the specifications. 

 

22. This Contractor is responsible for the schedule and will be expected to meet the 

construction schedule as presented. This includes any OT or off hours work required to 

meet the completion date. 

 

23. The building permit will be supplied by the owner. Any additional permits will be the 

Contractor’s responsibility. These could include utility permits, electrical permits, 

plumbing permits, etc. 

 

24. This Contractor shall at a minimum provide and maintain for the length of the project, one 

temporary fire extinguisher for each 3,000 sq. ft of the protected building area. Fire 

extinguishers shall be 10lb, Multi-Purpose (ABC) dry chemical, UL labeled, with a rating 

of 3a:40bc. 

 

25. ALTERNATE #5 : Provide the maintenance facility extension in total. Including but not 

limited to: demolition, concrete, masonry, structural steel & misc metals, carpentry, metal 
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studs and drywall, roofing, doors & hardware, glass and glazing, finishes, HVAC and 

Plumbing, and electric. 

 

26. ALTERNATE #8-A : Provide the site shed at the soccer/football auxiliary field in total.  

 

27. ALTERNATE #8-B : Provide all additional Site Sheds at the athletic fields in total.  

 

28. ALTERNATE #9 : Provide the booster pump for the irrigation systems.  Provide all 

excavation, piping, accessories, and backfill to provide a complete irrigation system for 

Alternates 9-A, B, C, D, 10, and 11.  Conduit and pull-string for power and data for the 

irrigation system controls will be installed by Contract C-21.  This Contract E-51 is to 

provide power wiring, data, and equipment to control the new irrigation systems. Include 

control and timing equipment for irrigation system as required by the specifications. 

 

29. ALTERNATE #34 : Provide the new Green House facility in total. Including but not limited 

to: concrete, masonry, structural steel & misc metals, carpentry, metal studs and drywall, 

roofing, doors & hardware, glass and glazing, finishes, HVAC and Plumbing, and electric. 

 

30. ALTERNATE #35 : Provide the new Pole Barn facility in total. Including but not limited to: 

concrete, masonry, structural steel & misc metals, carpentry, metal studs and drywall, 

roofing, doors & hardware, glass and glazing, finishes, HVAC and Plumbing, and electric. 

 

31. Utilities will be brought within +/- 5 feet of the building perimeters. This contractor is 

responsible for tying into these utilities. 

 

32. Weather protection and temporary heat as required to perform the work and maintain the 

project schedule. 

 

33. Scaffolding as required to complete the work. 

 

34. Dewatering of work areas. 

 

35. Layout of the work including responsibility for all elevations and dimensions as they affect 

other Contractor’s work. 

 

36. Provide attic stock. 

 

37. This contractor will be responsible for providing their own dumpster and debris disposal 

off site. 

 

38. Provide the necessary coordination with trade to avoid interferences with other work and 

make corrections at no extra charge. 

 

39. Provide at least a 48 hour notice prior to any delivery.  All deliveries are to be between 7:00 

AM and 3:30 PM. 
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40. This is not a secure site. All contractors are responsible for concealing, locking and/or 

removing any materials on a daily basis.  ASD and EDiS will not be responsible for any 

lost tools, materials or equipment. 

 

41. This contractor must provide a silica exposure plan that meets or exceeds the new 2017 

silica OSHA requirements before any work can commence. At a minimum, it must be 

incorporated into the company safety plan, include all monitoring, testing, limits exposure, 

provide respiratory plan and/or equipment modifications such as adding water to 

equipment during exposed work and keep records of exposure. 

 

42. Work may occur during winter months.  This contractor is responsible for temporary 

enclosures and temporary heat at work areas to continue work through winter conditions.   

 

43. Provide pricing for all alternates as described in Section 012300-Alternates. 

 

44.  Provide a $100,000 allowance to be used at the discretion of the project manager. 
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CONTRACT E-53 : OFF-SITE ROADWAY IMPROVEMENTS 

 

A. Work included in this contract consists of, but is not necessarily limited to, all labor, materials and 

equipment for: 

 

 • Technical Specification Sections:  

 

  Division 0 Bidding and Contract Requirements 

  Division 1 General Requirements 

  Section 033000 Cast-in-Place Concrete 

  Division 22 Plumbing 

  Division 31 Earthwork 

  Division 32 Exterior Improvements 

  Division 33 Utilities 

 

 This contract also includes, but is not necessarily limited to, all labor, materials and equipment for 

the following: 

 

1. Provide all off-site roadway improvements as detailed in Landmark Engineering’s 

Drawings CD-01 through CD-21. 

 

2. Provide sitework, storm (including catch basins and piping, extensions of existing piping, 

and drainage pipes beneath driveways/roadways), sanitary, fire, and water utilities, saw-

cutting and demolition, site walls, concrete and asphalt paving, truncated domes, striping, 

curbs, signage, exterior concrete steps, walks and topsoil/seeding. 

 

3. Relocate Existing mailboxes as shown.  Include excavation and concrete to support these 

amenities as shown in the project documents and required by manufacturer’s instructions. 

 

4. Provide all signage, striping, and barriers as delineated in the Detour Plans, CD-12 & 13. 

 

5. This Contractor shall visit the site of the proposed work, fully acquaint and familiarize 

themself with the conditions as they exist and the character of the operations to be carried 

out under the proposed Contract and make such investigation as they may see fit so that 

they shall fully understand the facilities, physical conditions and restrictions affecting the 

work under the Contract.  Claims for additional compensation and/or extensions of time 

because of Contractor’s failure to familiarize themselves with all conditions which might 

affect the work shall not be allowed. 

 

6. Maintain sediment control system including sediment control plan throughout the project 

and remove at project completion.  Maintain sediment control until substantial completion 

established by DNREC. 

 

7. Topsoil stripping and stockpiling as needed.  Import topsoil as needed.  This Contract E-

52 is responsible for spreading topsoil and fertilizing/amending as required to establish 
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new lawn areas. 

 

8. Contractors should carefully review the soil borings as they relate to the extent of rubble 

to be removed and other man made obstructions.  Saw cutting and removal of sidewalks, 

curbs, etc. in the performance of work is this Contractor’s responsibility.   

 

9. Provide layout of this contract work from a licensed surveyor. 

 

10. The certified construction reviewer (CCR) will be provided by Landmark Science and 

Engineering, Inc. 

 

11. Provide all DelDOT permits related to work for this project. 

 

12. Remove/relocate utilities including, but not limited to the removal of light standards. 

 

13. Maintain and remove temporary site fencing as needed to maintain a safe working 

environment from the public. 

 

14. Proof rolling of limit of excavation. 

 

15. Backfilling as detailed below is the responsibility of this Contractor.  Soil types shall be in 

accordance with Del Dot standard specifications. 

 

16. Provide perimeter protection of all excavated areas until suitably backfilled. 

 

17. Provide street cleaning of mud, etc. on a daily basis. 

 

18. This Contractor shall include in the Base Bid the cost of remobilization, cleaning and tack 

coating the asphalt base course in order to install the asphalt top coat.  

 

19. This is not a secure site. All contractors are responsible for concealing, locking and/or 

removing any materials on a daily basis. ASD and EDiS will not be responsible for any lost 

tools, materials or equipment.  

 

20. ASPHALT CEMENT COST ADJUSTMENT 

a. Payments to the Contractor shall be adjusted to reflect increase or decreases in the 

Delaware Posted Asphalt Cement Price when compared to the Project Asphalt Cement 

Base Price, as defined in these Special Provisions. 

b. The Delaware Posted Asphalt Cement Price will be issued monthly by the Department 

and will be the industry price for Asphalt Cement, F.O.B. Philadelphia, Pennsylvania. 

c. All deviations of the Delaware Posted Asphalt Cement Price from the Project Asphalt 

Cement Base Price are eligible for cost adjustment.  No minimum increases or 

decreases or corresponding percentages are required to qualify for cost adjustment. 

d. Actual quantity of asphalt cement qualifying for any Asphalt Cement Cost Adjustment 

will be computed on the basis of weight tickets and asphalt percentage from the 
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approved job mix formula. 

e. For Recycled Hot-Mix the asphalt percentage eligible for cost adjustment shall be only 

the new asphalt cement added to the mix. 

f. The Asphalt cement cost adjustment will be calculated on grade PG 64-22 asphalt 

regardless of the actual grade of asphalt used.  The Project Asphalt Cement Base Price 

for the project will be based on the August 1st price posted on DelDOT’s website. 

g. If the Contractor exceeds the authorized allotted completion time, the price of asphalt 

cement on the last authorized allotted work day, shall be the prices used for cost 

adjustment.  However, if the industry posted price for asphalt cement goes down, the 

asphalt cement cost shall be adjusted downward accordingly. 

 

21. Include all costs for temporary barricades, arrows, pedestrian protection, flagmen, etc. 

required to complete the work.  It shall be assumed there is at least 1 marked flagger to 

escort trucks through the project site.   

 

22. Provide all plant material and all associated work including, but not limited to, staking, 

watering, weeding, etc. 

 

23. Provide filter fabric, weed, check and mulch. 

 

24. Provide all sod. 

 

25. Provide specified warranties. 

 

26. Provide temporary and permanent stabilization grass seeding at all areas following the 

completion of construction activities.  This contractor is responsible for all weeding, 

watering, fertilization, and grass cutting to ensure 100% grass growth in the entirety of 

these areas until permanent certificate of occupancy is approved. 

 

27. Furnish and install all site signage. This includes all traffic, pedestrian and School related 

signage not mounted on buildings, including fire lane curbing and signage. 

 

28. Base bid shall include all standard dewatering measures; utilizing trenches, crocks, stone 

and portable pumping measures. This contractor to provide these measures as required to 

perform their work.  Well pointing if necessary will be handled as a negotiated cost by the 

Owner. 

 

29. This contractor must provide a silica exposure plan that meets or exceeds the new 2017 

silica OSHA requirements before any work can commence. At a minimum, it must be 

implemented in to the company safety plan,  include all monitoring, testing, limits 

exposure, provide respiratory plan and/or equipment modifications such as adding 

water to equipment during exposed work and keep records of exposure.  

 

30. Provide As-Built Drawings. 
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31. Provide $15,000 allowance to be used at the discretion of the Construction Manager. 

 

 

 

 

 

 

END OF SECTION 
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SECTION 012100 - ALLOWANCES 

 

1. RELATED DOCUMENTS 

 

 A. The general provisions of the Contract, including the Conditions of the Contract 

(General, Supplementary and other Conditions, if any) and Division 1 as appropriate, 

apply to the Work specified in this Section. 

 

 B. Refer to provisions in AIA Document A232 – 2009 EDITION, GENERAL CONDITIONS 

OF THE CONTRACT FOR CONSTRUCTION, CONSTRUCTION MANAGER AS 

ADVISOR EDITION, for requirements in addition to those specified in Division 1. 

 

 C. Refer to Scope Information Sheets for all contracts bound in the Project Manual under 

Section 011100 - SUMMARY OF WORK.  The Scope Information Sheets describe 

generally the work included in each contract, but the work is not necessarily limited to 

that described. 

 

 D. For work being constructed under separate prime contracts, provisions of this Section 

apply to each contract being bid. 

 

 E. Include in the Contract Sum all lump sum and unit cost allowances stated in the Contract 

Documents. 

 

 F. Designate in the construction progress schedule the delivery dates for products specified 

under each allowance. 

 

 G. Designate in the Schedule of Values the quantities of materials required under each unit 

cost allowance. 

 

2. ALLOWANCES FOR PRODUCTS 

 

 A. The amount of each allowance includes: 

 

  1. The cost of the product or labor to the Contractor or Subcontractor, less any 

applicable trade discounts. 

 

  2. Delivery to the site. 

 

  3. Labor required under the allowance, only when labor in specified to be included in 

the allowance.  If labor is not specified to be included in the allowance, it shall be 

included in the Contractor's bid and in the resulting Contract Sum. 

 

  4. Applicable taxes. 

 

  5. Profit and overhead. 



Appoquinimink School District                   

Fairview Campus Middle & High Schools 

Bid Package E  5 March 2018    
                   

 

ALLOWANCES 012100- 2 

PU09, Revised 4/14  

 

 B. In addition to the amount of each allowance, include in the Contract Sum the 

Contractor's costs for: 

 

  1. Handling at the site; including unloading, uncrating and storage. 

 

  2. Protection from the elements and from damage. 

 

  3. Labor for installation and finishing, except where labor is specified to be a part of 

the allowance. 

 

  4. Other expenses required to complete the installation. 

 

  5. Contractor's and Subcontractor's overhead and profit. 

 

 C. Refer to Scope Information Sheets under Section 011100 - SUMMARY OF WORK for the 

amount of each lump sum allowance and for work specified in the specification sections 

listed below. 

 

3. ADJUSTMENT OF COSTS 

 

 A. Should the net cost be more or less than the specified amount of the allowance, the 

Contract Sum will be adjusted accordingly by Change Order. 

 

1. For products and labor specified under a unit cost allowance, the unit cost shall 

apply to the quantities actually used with a nominal allowance for waste, as 

determined by receipted invoices, or by field measurement. 

 

 B. At Contract closeout, reflect all approved changes in Contract amounts in the final 

statement of accounting. 

 

 

END OF SECTION 
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SECTION 012200 - UNIT PRICES 

 

1. GENERAL PROVISIONS 

 

 A. The general provision of the Contract, including the Conditions of the Contract (General, 

Supplementary and other conditions, if any) and Division 1 as appropriate, apply to the 

Work specified in this Section. 

 

 B. Refer to provisions in AIA Document A232 – 2009 EDITION, GENERAL CONDITIONS 

OF THE CONTRACT FOR CONSTRUCTION, CONSTRUCTION MANAGER AS 

ADVISOR EDITION, for requirements in addition to those specified in Division 1. 

 

 C. For work being constructed under separate prime contract, provisions of this Section apply 

to each contract being bid. 

 

2. BASE BID 

 

 A. The Base Bid shall consist of all work shown or specified in the Contract Documents, 

exclusive of any Additive Unit Prices specified herein. 

 

 B. The Base Bid shall include all work in any Subtractive Unit Prices specified herein. 

 

3. UNIT PRICES 

 

 A. State in the Bid Form the amount to be added to (or subtracted from) the Base Bid per unit 

of measurement for each Unit Price specified.  State this amount to include all overhead 

and profit.  No surcharge in addition to the Unit Price listed will be permitted. 

 

 B. See Section 002113, INSTRUCTIONS TO BIDDERS for related information. 

 

 C. For description of Unit Prices requested, refer to the specification. The method of stating 

the Unit Prices is described in the Bid Form. 

 

 D. Where both add and deduct unit prices are requested, there shall not be more that a 10%   

variation between the two.   

 

4. APPLICATION OF UNIT PRICES 

 

A. Unit prices stated in the Bid Form will apply from the time the Bid is submitted until 

Contract completion. 

 

5. MEASUREMENT OF QUANTITIES 

 

 A. Quantities shall be determined by field measurement by contractor personnel and as 

verified by the Construction Manager. 
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 B. At the Contractor's option, and at his expense, measurement may be made by a registered 

surveyor. 

 

6. LIST AND DESCRIPTION OF UNIT PRICES  

 

UNIT PRICES   

Unit prices conform to applicable project specification section. Refer to the specifications for a 

complete description of the following Unit Prices:   

 
  BULK  TRENCH 

  Add Deduct  Add              Deduct 

.   

1. Price per Cubic Yard for earth excavation as specified 

 In excavation section  c/y   c/y  _  c/y  c/y 

 

2. Price per cubic yard for earth excavation.  c/y   c/y   c/y   c/y 

 

3. Additional mass concrete in footings   c/y   c/y   c/y  c/y 

 

4. Price per cubic yard for concrete in foundation 

 walls (including forms and reinforcement)  c/y   c/y   c/y  c/y 

 

5. Price per cubic yard for reinforced concrete 

 on grade.  c/y   c/y   c/y  c/y 

 

 

6. Price per cubic yard for reinforced concrete.   

 Including forms) for structural slabs above grade  c/y   c/y   c/y  c/y 

 

 

7. Price per cubic yard for excavation and backfill 

 With select material  c/y   c/y   c/y  c/y 

 

8. Price per cubic yard to undercut building subgrade  

 and backfill with structural fill material. Spoils 

 to be placed on site.  c/y   c/y   c/y  c/y 

 

9. Price per cubic yard to undercut footings subgrade  

 and backfill with on-site mined structural fill. 

 Spoils to be placed on site.  c/y   c/y   c/y  c/y 

 

10. Price per cubic yard to undercut footings subgrade 

 And backfill with select spoils to be placed on site  c/y   c/y   c/y  c/y 

 

11. Price per cubic yard to undercut footing subgrade 

 and backfill with 106A stone.  Spoils to be  c/y   c/y   c/y  c/y 

 placed on site 

 
12. Price to add one additional timber pile.   

 Assume 30 l.f. length           c/y   c/y  _  c/y  c/y 

  
13. Price for each additional linear foot   

 Of driven timber pile          c/y   c/y  _  c/y  c/y 

 

END OF SECTION 
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SECTION 012300 - ALTERNATES 

 

1. GENERAL PROVISIONS 

 

 A. The general provisions of the Contract, including the Conditions of the Contract (General, 

Supplementary and other conditions, if any) and Division 1 as appropriate, apply to the 

Work specified in this Section. 

 

 B. Refer to provisions in AIA Document A232 – 2009 Edition, GENERAL CONDITIONS OF 

THE CONTRACT FOR CONSTRUCTION, CONSTRUCTION MANAGER AS ADVISOR 

EDITION, for requirements in addition to those specified in Division 1. 

 

 C. For work being constructed under separate prime contracts, provisions of this Section 

apply to each contract being bid. 

 

2. BASE BID 

 

 A. The Base Bid shall consist of all work shown or specified in the Contract Documents, 

exclusive of any Additive Alternates specified herein. 

 

 B. The Base Bid shall include all work in any Subtractive Alternates specified herein. 

 

3. ALTERNATES 

 

 A. State in the Bid Form the amount to be added to the Base Bid for each Alternate specified. 

 

 B. See Section 002113 - INSTRUCTIONS TO BIDDERS for related information. 

 

 C. The description of Alternates contained herein is in summary form.  Detailed requirements 

for materials and execution shall be as specified in other sections and as shown on 

drawings.  

  

  Alternate No. 1: Provide new Sidewalk within the Green. 

a. Base Bid: Provide grading, seed, and stormwater controls within the Green as 

indicated on the drawings.  Perimeter sidewalks at the Green are to be included in 

Base Bid.  

b. Alternate: Provide grading, seed, stormwater controls, and additional sidewalks 

within the interior space of the Green area.  Extent of sidewalks is shown on Civil 

Drawings, and is noted as “Alternate DD-02”.  Refer to Sheets C-122 and C-126 for 

more information. 
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 Alternate No. 2: Provide Turf Fields at Lacrosse/Field Hockey Fields in lieu of Seed 

a. Base Bid: Contract B-02 is to provide grading, seed, and stormwater controls at the 

Lacrosse/Field Hockey Fields as indicated on the drawings  

b. Alternate: Contract B-02 is to revise grading to provide a subgrade for the turf field 

sections as shown on Sheet C-521.  Stone, curbing, piping, pads, carpet, etc to 

construct turf fields at the Lacrosse/Field Hockey fields is to be provided by 

Contract E-52. 

 

 Alternate No. 3: Provide a second rig, operator, and crew to install timber driven piles.   

a. Base Bid: Provide one rig, operator, and crew to install all timber driven piles. 

b. Alternate: Contract B-03 : Driven Timber Piles is to provide a second rig, 

operator, and crew to install timber driven piles simultaneously with the base 

bid rig and crew.  Contractor will be required to provide a schedule showing the 

potential saved time on the schedule during the scope review process.  Contract 

B-04: Concrete is to provide additional manpower to maintain progress with 

pile driving operation. 

 

 Alternate No. 4: Provide High School Gymnasium Alternate Size/Layout 

a. Base Bid: Provide the high school gymnasium as indicated on the Area ‘H’ floor 

plans. 

b. Alternate: Provide the revised layout of the gymnasium as indicated on the Area 

‘H’ Alternate drawings.  Modifications will include, but is not limited to, 

construction of the elevated track, increased bleacher capacity, and finishes 

associated with this track.   

 

 Alternate No. 5: Provide 2,000 sf Maintenance Building Expansion 

a. Base Bid: Provide the base Maintenance Building Expansion as indicated on the 

drawings.  Provide grading around the building as indicated. 

b. Alternate: Provide the additional 2,000 sf Maintenance Building Expansion.  This 

is to be included as part of a GC package for the outlying buildings being issued 

with Bid Package ‘E’.  Regrading at the area of the expansion will be included with 

that GC package. 

 

 Alternate No. 6: Provide new Entrance Wall at the Green 

a. Base Bid: Contract B-02 : Sitework is to provide grading at the Green as indicated 

on the project drawings. 

b. Alternate: Contract D-24 : Masonry is to provide an alternate price to excavate, 

pour a concrete footing, and install the masonry entrance wall as indicated on the 

alternate design drawings.   

 

 Alternate No. 7: Provide In-Field Mix & Backstops at Practice Baseball/Softball Field 

a. Base Bid: Contract B-02 : Sitework is to provide grading, topsoil, and seeding to 

provide the fields as indicated on the civil plans. 

b. Alternate: Contract B-02 is to provide subgrade at the infield areas of the 

Baseball/Softball practice fields.  Supply and installation of the infield mix will be 

provided by Contract E-50 and backstops will be provided by Contract E-51. 
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 Alternate No. 8-A: Provide Site Shed at Soccer/Football Auxiliary Field 

a. Base Bid: Contract B-02 : Sitework is to provide grading, topsoil, and seeding in 

this area as indicated on the civil plans.  Contract E-52 is to provide excavation, 

grading, and backfill of concrete pads for all bleacher locations shown on the 

drawings.   

b. Alternate: Contract E-52 is to provide a site shed at the Soccer/Football Aux field 

as indicated on the drawings.   

 

 Alternate No. 8-B: Provide all additional Site Sheds at the athletic fields. 

a. Base Bid: Contract B-02 : Sitework is to provide grading, topsoil, and seeding in 

this area as indicated on the civil plans.  Contract E-52 is to provide excavation, 

grading, and backfill of concrete pads for all bleacher locations shown on the 

drawings.   

b. Alternate: Contract E-52 is to provide all site sheds (three (3) total) at the athletic 

fields as indicated on the drawings.   

 

 Alternate No. 9 : Provide Booster Pump and Structure for Irrigation Systems 

a. Base Bid: Contract B-02 : Sitework is to provide water supply piping and hose 

connections as indicated on the civil drawings. 

b. Alternate: Contract E-52 is to provide a booster pump for the automatic sprinkler 

system including excavation, installation, and backfill of the housing structure. 

 

 Alternate No. 9-A : Provide Irrigation System at Athletic Fields #5 and 6 

c. Base Bid: Contract B-02 : Sitework is to provide water supply piping and hose 

connections as indicated on the civil drawings. 

d. Alternate: Contract E-52 is to provide an automatic sprinkler system at the grass 

athletic fields #5 & 6 and connect to the pipe being provided under Contract B-02. 

 

 Alternate No. 9-B : Provide Irrigation System at Athletic Field #4 

a. Base Bid: Contract B-02 : Sitework is to provide water supply piping and hose 

connections as indicated on the civil drawings. 

b. Alternate: Contract E-52 is to provide an automatic sprinkler system at the grass 

athletic fields and connect to the pipe being provided under Contract B-02. 

 

 Alternate No. 9-C : Provide Irrigation System at Athletic Fields #8, 9, and 10 

a. Base Bid: Contract B-02 : Sitework is to provide water supply piping and hose 

connections as indicated on the civil drawings. 

b. Alternate: Contract E-52 is to provide an automatic sprinkler system at the grass 

athletic fields #8, 9, and 10 and connect to the pipe being provided under Contract 

B-02. 

 

 Alternate No. 9-D : Provide Irrigation System at Athletic Fields #1 and 3 

a. Base Bid: Contract B-02 : Sitework is to provide water supply piping and hose 

connections as indicated on the civil drawings. 

b. Alternate: Contract E-52 is to provide an automatic sprinkler system at the grass 
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athletic fields #1 and 3 and connect to the pipe being provided under Contract B-

02. 

 

 Alternate No. 10: Provide Irrigation System at Main Entrance Green 

a. Base Bid: Contract B-02 : Sitework is to provide water supply piping and hose 

connections as indicated on Civil Drawing C-126. 

b. Alternate: Contract E-52 is to provide an automatic sprinkler system at the main 

entrance green and connect to the pipe being provided under Contract B-02. 

 

 

 Alternate No. 11: Provide Irrigation System at Building Area Perimeter 

a. Base Bid: Hose bibbs are to be provided at the building exterior for future 

connections of a portable sprinkler system.  Contract C-18 : Plumbing is to provide 

2” supply pipe terminated in a valve box outside of the building footprint as 

detailed on the project drawings. 

b. Alternate: Contract E-52 is to provide an automatic sprinkler system at the 

building perimeter and connect to the pipe being provided under Contract C-18. 

 

 Alternate No. 12: Provide Irrigation System at Courtyard 

a. Base Bid: Hose bibbs are to be provided at the building exterior for future 

connections of a portable sprinkler system.  Contract C-18 : Plumbing is to provide 

2” supply pipe terminated in a valve box outside of the building footprint as 

detailed on the project drawings. 

b. Alternate: Contract E-52 is to provide an automatic sprinkler system within the 

courtyard area and connect to the pipe being provided under Contract C-18. 

 

 Alternate No. 13: Provide Orchestra Pit Lift 

a. Base Bid: Contract D-26 : Carpentry & General Works is to provide demountable 

platforms as indicated in the project documents.  The slab elevation of the bottom 

of the orchestra pit under base bid is to be -11.00’. 

b. Alternate: Contract D-26 : Carpentry & General Works is to delete the 

demountable platforms and provide an orchestra pit lift and associated floor 

finish.  Contract D-48 : Electrical is to provide service and disconnect switches as 

required.  The slab elevation of the bottom of the orchestra pit for Alternate 13 is 

to be -18.00’. 

 

 Alternate No. 14: Provide Additional Terrazzo Tile Floors 

a. Base Bid: Provide flooring as indicated on the finish schedule & floor plans. 

b. Alternate: Contract D-34 : Carpet & VCT is to eliminate base bid finish where 

indicated and Contract D-36 : Terrazzo Tile is to provide terrazzo tile in these 

locations instead.  Contract B-04 : Concrete is to provide recessed slabs at all areas 

where terrazzo tile is to be provided as part of this alternate. 

 

 Alternate No. 15: Provide Wood Panel Ceilings where shown throughout High School,  

      Performing Arts Center, and Middle School 

a. Base Bid: Contract D-32 Acoustical Ceilings is to provide 2x2 acoustical ceiling tiles 
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and grid to match the rest of the school in locations shown on the reflected ceiling 

plans as wood panel ceilings.  Gypsum soffits at the perimeter of wood panel 

ceilings are to be installed as shown on the drawings. 

b. Alternate: Contract D-33 Specialty Ceilings is to provide wood panel ceilings 

throughout throughout the High School, Performing Arts Center, and Middle 

School as indicated on the finish schedule & floor/RCP plans.  Contract D-32 

Acoustical Ceilings is to delete 2x2 acoustical ceiling tiles and grid in these 

locations.  

 

 

 Alternate No. 16-A: Provide Orchestra Shell & Integral Light Fixtures in Performing Arts  

      Center 

a. Base Bid: Provide stage rigging and curtains as indicated on the project drawings. 

b. Alternate: Contract D-43 : Theatrical Rigging & Curtains is to supply and install 

the orchestra shell & integral light fixtures as indicated. 

 

 Alternate No. 16-B: Provide Motor Operated Rigging for Orchestra Shell in Performing 

Arts Center 

a. Base Bid: Provide stage rigging and curtains as indicated on the project drawings. 

b. Alternate: Contract D-43 : Theatrical Rigging & Curtains is to supply and install 

motor operated rigging for the orchestra shell added in Alternate #16-A. 

 

 Alternate No. 17: Provide clerestory vision glass in classrooms. 

a. Base Bid: Delete clerestory frames and glass in classrooms throughout building.  

Continue drywall partitions through areas of deleted clerestory vision glass.  The 

following rooms are excluded and clerestory windows should be provided as 

designed: Culinary Arts Classrooms B111, Consumer Sciences B112, Flex B148, 

Flex B209, Flex B249, Science A114, World Language A141, Health A142, Business 

C130, Business C131. 

b. Alternate: Provide clerestory frames and glass in classrooms as detailed on the 

plans and specifications. 

 

 Alternate No. 18-A: Provide alternate flooring material in High School cafeteria areas. 

a. Base Bid: Provide flooring as indicated on the finish schedule & floor plans. 

b. Alternate: Contract D-36 : Terrazzo Tile is to eliminate terrazzo tile floor finish in 

the HS Servery D105F and HS Cafeteria D122 and Contract D-34 : Carpet & VCT 

is to provide resilient floor tile (all colors RT-1, RT-2, RT-3, RT-4, RT-5, RT-6 and 

RT-7  - Azrock Color Essence) in these locations instead.  Floor pattern of resilient 

floor tile is to match floor pattern shown for terrazzo tile.   

 

 Alternate No. 18-B: Provide alternate flooring material in Middle School cafeteria areas. 

a. Base Bid: Provide flooring as indicated on the finish schedule & floor plans. 

b. Alternate: Contract D-36 : Terrazzo Tile is to eliminate terrazzo tile floor finish in 

the MS Cafeteria D101 and MS Servery D105D and Contract D-34 : Carpet & VCT 

is to provide resilient floor tile (all colors RT-1, RT-2, RT-3, RT-4, RT-5, RT-6 and 

RT-7  - Azrock Color Essence) in these locations instead.  Floor pattern of resilient 
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floor tile is to match floor pattern shown for terrazzo tile.   

 

Alternate No. 19: Provide Basis of Design Face Brick 

a. Base Bid: Provide basis of design face brick or approved equal manufacturer per 

Specification Section 042000 Unit Masonry.  Contractor must provide names of 

manufacturer within 3-days of submission of bids to allow for product 

coordination with Bid Package D. 

b. Alternate: Provide basis of design face brick by Glen Gery. 

 

 

 

Alternate No. 20: Provide Basis of Design Insulated Glass, Storefronts, Windows, & 

Curtain Wall Systems 

a. Base Bid: Provide basis of design insulated glass, storefronts, windows, and 

curtain wall systems or approved equal manufacturer per Specification Sections 

084313 Aluminum Framed Storefronts, 084413 Glazed Aluminum Curtain Walls, 

and 085113 Aluminum Windows.  Contractor must provide names of 

manufacturers within 3-days of submission of bids to allow for product 

coordination with Bid Package D. 

b. Alternate: Provide basis of design storefronts, windows, and curtain wall systems. 

 

Alternate No. 21: Provide Basis of Design Resilient Flooring 

a. Base Bid: Provide basis of design resilient floor tile or approved equal 

manufacturer per Specification Section 096500.  Contractor must provide names of 

manufacturers within 3-days of submission of bids to allow for product 

coordination with Bid Package D. 

b. Alternate: Provide basis of design resilient floor tile. 

 

Alternate No. 22: Provide Basis of Design Mechanical Equipment 

a. Base Bid: Provide basis of design mechanical equipment (Chiller, Boiler, AHU, 

ERU, and FCU) or approved equal manufacturer per the mechanical equipment 

schedules.  Contractor must provide names of manufacturers within 3-days of 

submission of bids to allow for product coordination with Bid Package D. 

b. Alternate: Provide basis of design mechanical equipment. 

 

Alternate No. 23: Provide Kitchen Equipment and Connections for ¾ Kitchen, B110. 

a. Base Bid: Construct room and provide finishes as specified.  Contractors are to 

rough-in services to the kitchen equipment as designed.  

b. Alternate: Provide kitchen equipment in the ¾ kitchen including walk-in freezer 

and cooler.  MEP contractors to make final connections to equipment. 

 

Alternate No. 24: Provide Kitchen Equipment and Connections for ½ Kitchen, B112. 

a. Base Bid: Construct room and provide finishes as specified.  Contractors are to 

rough-in services to the kitchen equipment as designed.  

b. Alternate: Provide kitchen equipment in the ½ kitchen.  MEP contractors to make 

final connections to equipment. 
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Alternate No. 25: Provide Decorative CMU and Face Brick to match Bid Package C 

c. Base Bid: Provide basis of design decorative concrete masonry units, face brick, 

and stone or approved equal manufacturer per Specification Section 042000 Unit 

Masonry.   

d. Alternate: Provide identical decorative concrete masonry units and face brick as 

Contract C-07.  Manufacturer, product information, and color will be provided via 

addendum following receipt of Bid Package C proposals. 

 

 

Alternate No. 26: Provide Insulated Glass, Storefronts, Windows, & Curtain Wall Systems 

to match Bid Package C 

a. Base Bid: Provide basis of design storefronts, windows, and curtain wall systems 

or approved equal manufacturer per Specification Sections 084313 Aluminum 

Framed Storefronts, 084413 Glazed Aluminum Curtain Walls, and 085113 

Aluminum Windows.   

b. Alternate: Provide identical storefronts and curtain wall systems as Contract C-13.  

Manufacturer, product information, and color will be provided via addendum 

following receipt of Bid Package C proposals. 

 

Alternate No. 27: Provide Mechanical Equipment to match Bid Package C 

a. Base Bid: Provide basis of design mechanical equipment (Chiller, Boiler, AHU, 

ERU, and FCU) or approved equal manufacturer per the mechanical equipment 

schedules.   

b. Alternate: Provide identical mechanical equipment as Contract C-19.  

Manufacturer, product information, and color will be provided via addendum 

following receipt of Bid Package C proposals. 

 

Alternate No. 28: Provide Electrical Equipment to match Bid Package C 

a. Base Bid: Provide basis of design electrical equipment (gear and panelboards) or 

approved equal manufacturer per the mechanical equipment schedules.   

b. Alternate: Provide identical electrical equipment as Contract C-22.  Manufacturer, 

product information, and color will be provided via addendum following receipt 

of Bid Package C proposals. 

 

 Alternate No. 29: Provide Telescopic Seating in Black Box 

a. Base Bid: No telescopic seating to be provided in Black Box area. 

b. Alternate: Contract D-44 : Theatrical Seating is to supply and install the telescopic 

seating as indicated. 

 

 Alternate No. 30: Provide Audio/Visual System in Black Box 

a. Base Bid: Contract D-48 : Electric is to provide infrastructure (conduit, boxes, 

wires/cabling, and receptacles) for the audio/visual system as indicated. 

b. Alternate: Contract D-41 : Theatrical Audio/Visual is to supply and install the 

audio/visual system as indicated. 
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 Alternate No. 31: Provide Theater Stage Draperies 

a. Base Bid: Provide all rigging line sets as shown and only the main curtain and 

valance. 

b. Alternate: Contract D-43 : Theatrical Rigging & Curtains is to supply and install 

all draperies as shown on the project documents. 

 

 Alternate No. 32: Provide Portal Draperies. 

a. Base Bid: Provide stage rigging and curtains as indicated on the project drawings. 

b. Alternate: Contract D-43 : Theatrical Rigging & Curtains is to supply and install 

the portal draperies (header and legs) as indicated. 

 

 Alternate No. 33: Provide HD Robotic Camera in Theater 

a. Base Bid: Provide conduit, wiring, and wall devices for future installation of HD 

robotic camera. 

b. Alternate: Contract D-41 : Theatrical Audio/Video is to supply and install the HD 

Robotic Camera as indicated. 

 

 Alternate No. 34: Provide 1-Story Agriculture Building 

a. Base Bid: No agriculture building is to be provided. 

b. Alternate: Contract E-52 is to provide the agriculture building complete. 

 

 Alternate No. 35: Provide 1-Story Pole Barn 

a. Base Bid: No pole barn is to be provided. 

b. Alternate: Contract E-52 is to provide the 1-story pole barn complete. 

 

 Alternate No. 36-A: Provide One (1) additional portable bleacher system 

a. Base Bid: Provide Bleachers at Field 1, Field 3, and Field 4.  Six (6) sets total.  

Provide bleacher pad and ADA concrete sidewalks leading to the pads in all 

bleacher locations shown on the drawings. 

b. Alternate: Contract E-52 is to provide One (1) additional portable bleacher system 

 

 Alternate No. 36-B: Provide All additional portable bleacher systems 

a. Base Bid: Provide Bleachers at Field 1, Field 3, and Field 4.  Six (6) sets total.  

Provide bleacher pad and ADA concrete sidewalks leading to the pads in all 

bleacher locations shown on the drawings. 

b. Alternate: Contract E-52 is to provide all additional portable bleacher systems 

shown on the documents.  Eleven (11) additional portable bleacher systems in 

total. 

 

END OF SECTION 
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LABOR DETAIL FORM
(Provided by contractor, subcontractor, or sub-tier contractor)

DATE: 

CONTRACT:

CONTRACTOR: 

CHANGE ORDER REQUEST #:

CLASSIFICATION:
Base Wage Rate:

Health Insurance

Holidays

Sick Days

Life Insurance

Disability Insurance

Dental Insurance

Company Vehicle

401K 

Education

Other (specify below )

Subtotal

Posted Prevailing Rate

FICA  (Social Security  & Medicare)

SUTA (State Unemployment)

FUTA (Federal Unemployment)

General Liability Insurance

Workerʹs Compensation

Total Wage Rate

4/14

PROJECT NAME: 

CHANGE ORDER PROCEDURES 012600-5
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SECTION 012613 - CONTRACTOR COMPENSATION 

 

1. GENERAL 

 

 A. The Contractor agrees to perform any additional Work, for the net cost of materials and 

labor (including wages paid, payroll taxes, and all insurance) plus the following 

percentage for all of his overhead and profit, which includes Field Supervision: 

 

  The percentages to be added or allowed for any Work change involving both added 

Work and omitted Work shall be applied only to the net difference in cost. 

 

 1. 15% mark-up (10% overhead and 5% profit) by the Contractor on Work performed 

by his own forces. 

 

 2. For work done by a Subcontractor, 10% for subcontractor overhead and 5% for 

subcontractor profit to which the Contractor may add 7.5% for his overhead and 

profit combined. 

 

 3. Contractor mark-up shall include supervision, home and field overhead, all self-

owned small tools and equipment. 

 

 B. When the Contractor is directed to perform overtime work at the CM (Owner) expense 

to accelerate contractual work, the cost for same shall only be the actual premium costs 

incurred by the Contractor. 

 

 

 

 

END OF SECTION 
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SECTION 012900 - PAYMENT PROCEDURES 

 

1. GENERAL PROVISIONS 

 

 A. The general provisions of the Contract, including the Conditions of the Contract 

(General, Supplementary and other conditions, if any) and Division 1 as appropriate, 

apply to the Work specified in this Section. 

 

 B. Refer to provisions in AIA Document A232 - 2009 Edition, GENERAL CONDITIONS OF 

THE CONTRACT FOR CONSTRUCTION, CONSTRUCTION MANAGER AS 

ADVISOR EDITION, for requirements in addition to those specified in Division 1. 

 

 C. For work being constructed under separate prime contracts, provisions of this Section 

apply to each contract being bid. 

 

2. REQUIREMENTS INCLUDED 

 

 A. Submit Applications for Payment to Construction Manager in accordance with the 

schedule and procedures established in the Contract Documents. 

 

3. RELATED REQUIREMENTS 

 

 A. Owner-Contractor Agreement. 

 

 B. Conditions of the Contract:  Article 9 PAYMENTS AND COMPLETION. 

 

 C. Section 01 31 13:  Project Coordination Meetings 

 

 D. Section 01 33 00:  Submittal Procedures 

 

 E. Section 01 77 00:  Closeout Procedures 

 

4. FORMAT AND DATA REQUIRED 

 

 A. Submit itemized applications inputted into Building Blok (EDiS’ Web-Based Project 

Management software), examples of which will be furnished to the Contractor at the Pre-

Construction meeting. 

 

 B. Provide itemized data on Continuation Sheet: 

 

  1. Format, schedules, line items and values:  Duplicates of those of the schedule of 

values previously accepted by the Construction Manager. 

 

 C. Once approved on Building Blok, print out two copies and submit signed and  

  notarized copies to the Construction Manager. 
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5. PREPARATION OF APPLICATIONS FOR PROGRESS PAYMENTS 

 

 A. Form:  AIA Document G702/CMa 

 

  1. Fill in required information, including that for Change Orders executed prior to date 

of submittal of application. 

 

  2. Fill in summary of dollar values to agree with respective totals indicated on 

Continuation Sheets. 

 

 B. Continuation Sheets: 

 

  1. Line items of components of Work will be subject to Owner’s review and approval 

under the Provisions of Section 013300 - SUBMITTALS, and the General Conditions.  

Continuation Sheets shall follow Schedule of Values submitted with the first 

application for payment. 

 

  2. Fill in total list of all scheduled components of Work, with item number and 

scheduled dollar value for each item.  Fill in values of work completed in the period. 

 

  3. Fill in dollar value in each column for each scheduled line item when work has been 

performed or products stored; round off values to nearest dollar. 

 

  4. List each Change Order executed prior to date of submission, at the end of the 

Continuation Sheets; list by Change Order Number, and description, as for an 

original component item of work. 

 

  5. Contractor is to include a line item for “Closeout Documents” equaling 3.5% of 

   their contract value. 

 

6. PREPARATION OF APPLICATION FOR FINAL PAYMENT 

 

 A. Fill in Application form as specified in progress payments. 

 

7. SUBMITTAL PROCEDURES 

 

 A. Complete Payment Applications: 

 

  1. Submit completed Application to the Construction Manager by the date stipulated 

in the Project Manual. 

 

 B. Number:  Submit 2 copies of each Building Blok invoice signed and notarized payment 

application. 

END OF SECTION  
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SECTION 013113 - PROJECT COORDINATION MEETING 

 

1. PROJECT COORDINATION MEETING 

 

 A. An on-site project coordination meeting will be held on a biweekly basis throughout 

the project construction period. 

 

2. ATTENDANCE 

 

 A.  Attendance at the project coordination meeting is mandatory of each Contractor or 

major supplier on the project. 

 

 B.  The representative of the Contractor shall be the Project Manager and field 

superintendent, unless a substitute representative has been approved by the 

Construction Manager. 

 

 C. Contractor will begin attending the Project Coordination Meetings at least 4 weeks 

prior to mobilization on site, and will continue until the Contractor has fulfilled the 

obligations of his Contract. 

 

3. AGENDA 

 

 A. The Construction Manager will set the agenda for the biweekly Project Coordination 

Meeting. 

 

 B.  At a minimum, the Contractor shall be prepared to discuss the following: 

 

 1. Actual vs. as planned progress for the prior two week period. 

 

 2. Planned construction activities for the next four weeks. 

 

 3. Contract document clarifications. 

 

 4. Coordination items with other contractors. 

 

 5. Quality Control. 

 

 6. Recently issued change orders. 

 

 7. Potential change orders. 

 

 8. Submittals and shop drawings. 

 

 9. Other items requiring Construction Manager’s attention. 

      END OF SECTION 
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SECTION 013119 – PRE-INSTALLATION MEETINGS 

 

1. PRE-INSTALLATION MEETINGS 

 

 A. An on-site pre-installation meeting will be held at least two weeks prior to 

commencement of installation of work. 

 

2. ATTENDANCE 

 

 A. Attendance at the pre-installation meeting is mandatory of each Contractor and/or 

major supplier as required for each specific meeting listed below. 

 

 B.  The following individuals shall attend these meetings: 

 Contractors’ Project Manager 

 Contractors’ Field Superintendent 

 Contractors’ Safety Representative (as needed) 

 Key Subcontractors, Suppliers, and Vendors 

 EDiS Project Manager 

 EDiS Field Manager 

 EDiS Safety Director (as needed) 

 EDiS MEP Specialist (as needed) 

 Owner’s Representative (as needed) 

 Architect/Engineer (as needed) 

 Governmental Agency Representatives (as needed) 

 Testing/Inspection Agency Representatives (as needed) 

 Utility Company Representatives (as needed) 

 

3. SUBMITTALS 

 

 A. Each contractor is responsible to have all submittals and mock-ups, as related to the 

pre-installation meeting scope of work, submitted and approved prior to 

commencement of the pre-installation meeting. 

 

4. LIST OF REQUIRED MEETINGS  

 

 Sitework – Erosion and Sediment Control 

 Sitework 

o Bulk Grading 

o Asphalt Paving  

o Concrete Curbs, Gutters, & Sidewalks 

 Landscaping 

 Site Utilities 

 Foundations & Concrete Slabs 

 Underslab Utilities 

 Structural Steel Erection & Miscellaneous Metals (OSHA mandated Safety Meeting) 

 Roofing (OSHA mandated Safety Meeting) 

 Building Envelope 
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o Exterior Structural Stud Assembly  

o Masonry & Stone 

o Curtain Wall/Glazing/Storefronts 

 Doors/Frames/Hardware 

 Interior Glass and Glazing  

 Finish Carpentry & Millwork 

 Acoustical Ceilings/Acoustical Wall Panels 

 Paint and VWC 

 Flooring (VCT, Carpet) 

 Terrazzo Flooring 

 Kitchen Equipment 

 Athletic Courts and Equipment 

 Partition Walls 

o Metal Studs 

o Drywall 

o Insulation 

o Doors/Frames/Hardware 

 Hydraulic Elevators 

 Fire Protection 

o Fire Sprinkler Systems 

o Fire Alarm Systems 

o Ansul System 

 MEP Coordination 

o Mechanical Piping Roughin 

o Plumbing Roughin 

o Insulation 

o Electrical Roughin 

o Electrical – Bonding, grounding, lightning protection 

o Automatic Temperature Controls 

o Commissioning 

 Voice/Data Low Voltage Wiring  

 Security System 

 Audio-Visual Equipment 

 

5. AGENDA 

 

 A. At a minimum, the Contractor shall be prepared to discuss the items as listed on the 

agenda template shown on the following page: 
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PROJECT:          _ 

PRE-INSTALLATION MEETING : (Insert Phase of Work) 

 

A. ATTENDEES: 

NAME    COMPANY       WORK ITEM   CONTRACT  

 

             

 

             

 

             

 

             

 

             

 

             

 

             

 

             

 

             

 

B. TESTING & INSPECTION REQUIREMENTS (THESE REQUIREMENTS COME FROM 

THE PROJECT MANUAL) 

 

C. REVIEW CONTRACT DRAWINGS AND SPECIFICATIONS 

 

Drawing / Spec No.    Comments / Conflicts     

 

             

 

             

 

             

 

             

 

D. REVIEW SCOPES OF WORK (SEE SECTION 011100 IN THE PROJECT MANUAL) 

 

E. REVIEW RELEVANT RFI’S 

 
F. REVIEW SUBMITTALS (SEE THE SUBMITTAL REGISTER) 

 

G. REVIEW MATERIALS AND DELIVERIES 
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H. REVIEW SCHEDULE AND SEQUENCE OF WORK  

 
I. JOB SITE SAFETY (SEE THE CONTRACTOR’S SAFETY PROGRAM OR OSHA) 

 Safety Plans must be submitted before the start of work     

 Certificates of Insurance need to be submitted before the start of work 

 Minimum PPE – Hardhats, steel toe boots, safety glasses     

 Lock-out, Tag, Test and Try ALL utilities is critical before the start of demolition 

 Signage & HAZCOM Requirements  

 Potential Hazards 

o Excavations >4 ft 

o Slips/trips/falls 

o Existing utilities to remain and protected 

o Overhead debris 

o Power tools 

o Heavy equipment        

    

J. COORDINATION WITH OTHER TRADES 

 
K. ACTION ITEMS AND RESPONSIBILITY 

     

 

 

 

 

 

 

 

 

 

   
        

END OF SECTION 
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SECTION 013219 - SUBMITTAL REGISTER 
 
1. SUBMITTALS/SUBMITTAL REGISTER 
 
 A. The Contractor shall submit all items listed or specified within the sections of the 

Specifications included in its Work.  Submittals shall include such items as:  contractor’s, 
manufacturer’s or fabricator’s drawings; descriptive literature including, but not limited 
to, catalog cuts, diagrams, operation charts or curves; test reports; samples, operations 
and maintenance manuals, including parts lists; certifications; warranties and other 
required submittals.  Submittals pertinent to materials and equipment which are subject 
to advance approval shall be scheduled and made prior to the acquisition or the delivery 
thereof. 

 
 B. The Contractor shall carefully control procurement operations to assure that each 

individual submittal is made on or before the dates required for timely performance of 
its Work. 

 
 C. Within seven (7) days after award of Contract or issuance of Notice to Proceed, the 

Contractor shall execute and submit to the Construction Manager, seven (7) copies of the 
Submittal Register, on a form to be provided by the Construction Manager, on which 
shall be listed each item of equipment and material of each type for which fabricator’s 
drawings and/or related descriptive data, test reports, samples, spare parts, operation 
and maintenance manuals, or other types of submittals required by the Specifications.  
The Submittal Register form shall be reproduced by the Contractor.  The order of listing 
of items on the Register shall conform to the sequence of the items as they occur within 
the divisions.  Drawings of component items forming a system or that are interrelated 
shall be scheduled to be correlated and submitted concurrently.  Certifications to be 
submitted with the pertinent drawings shall be so scheduled.  Adequate time shall be 
allowed for review and approval and possible resubmittal of any item subject to 
approval, because no delay damages or time extensions will be allowed for time lost in 
late submittals or resubmittals. The Construction Manager and Architect/Engineer will 
review the Submittal Register for approval action.  The approved Register will become 
a part of the Contract and Contractor will be subject to requirements thereof.  The 
Contractor shall revise and/or update the Register monthly to take into account all 
changes in the Contract.  Each such revised edition and/or revision to the Register shall 
be resubmitted to the Construction Manager.  This Register shall be coordinated with 
related submittals of other Contractors. 

 
2. SAMPLES 
 
 A. Submit tagged or labeled samples in triplicate, unless another quantity is otherwise 

specified by the Construction Manager. 
 
 B. Tags or labels shall be securely affixed and contain as a minimum the following 

information:  Project Name, Contractor’s Name, Contract Title and Number, Date, 
Transmittal Number, Product Manufacturer’s or Fabricator’s Name and Product 
Identifier. 

 
      END OF SECTION 
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SECTION 013226 - SUBCONTRACTOR DAILY REPORTS 

 

1. SUBCONTRACTOR DAILY REPORTS 

 

 A. The Subcontractor shall submit a Daily Report to the Construction Manager on the forms 

provided covering the following subjects: 

 

 1. Work in Progress, including areas where work is being performed, nature of the operations 

in progress, and the manpower assigned. 

 

 2. Extra Work (Time and Material) in progress. 

 

 3. Materials Received. 

 

 4. Trade labor breakdown including identification of all workers on site and the number of 

hours (or portions thereof) worked by each. 

 

 5.  Inspection Checklist (performed daily). 

 

 B. The Subcontractor shall submit the Daily Report to the Construction Manager by 9:00 AM on the 

next workday following the workday covered in the Daily Report. 

 

2. DAILY EXTRA WORK REPORT 

 

 A. The Subcontractor shall submit on the form provided a Daily Extra Work Report on each day he 

performs authorized Extra Work on a time and material basis. 

 

 B. A separate Daily Extra Work Report shall be submitted for each separate authorized Extra Work 

item done on a time and material basis. 

 

 C. The Subcontractor shall submit his Daily Extra Work Report as an attachment to his Daily Report 

by 9:00 AM on the next workday following the workday covered in the Daily Extra Work Report. 

 

3. Sample Daily Report 

 

 A. A sample daily report follows this section for your reference. 

 

 

 

 

END OF SECTION 



 

 

CONTRACTOR DAILY REPORTS 013226 - 2 

PU09, Revised 4/14 
 

 

      
CONTRACTOR'S  
DAILY REPORT 

Project Name:     

Date:           
     
Contractor:           
     

Contract No. & Description:       
     

Weather:         
     
Foreman’s Name (Print)       

     

TRADE *CLASS MANPOWER 

TOTAL 

MAN 

TODAY'S DESCRIPTION / 

LOCATION 

    COUNT HOURS OF WORK 

          

          

          

          

          

          

 TOTAL      
     
*  INDICATE:   F = FOREMAN;  J =  JOURNEYMAN;  A = APPRENTICE 
     
Work Status/Work Planned:     

          

          

          

Construction Equipment:     

          

Qualified Operator(s)       

          

Deliveries or Materials:     

          

          

     

Machinery, tools, material, and equipment to be used: 

          

          

Inspection of work area, machinery, tools, material, or equipment 

          

          

The use of any machinery, tool, material, or equipment which is not in compliance with any applicable requirement  

Is prohibited.  Such machine, tool, material or equipment shall either be identified as unsafe by tagging or locking  

The controls to render them inoperable or shall be physically removed from its place of operation.          
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Below is a general checklist of requirements on this project. Contractors will check off items that pertain to their contract 

and project tasks.  Notify EDiS Field Manager of any issues.  This checklist is not meant to be all inclusive. Please refer to 

additional OSHA regulations for compliance. 

 

    House Keeping                                                                                                                    

 Material Storage Area’s Orderly 

 Trash Containers Available and Emptied 

daily 

 Fire Hazards 

 Lighting and ventilation 

 Exits and Stair clear passage 

 Walkways, corridors clear passage 

 Daily debris /trash removal 

 ____________________________ 

 

Personal Protective Equipment 

 Hard Hats being worn 

 Safety Glasses with side shields being worn 

 Secondary Eye/Face protection 

 Respirators as required 

 Hand protection when needed 

 Ear protection when needed 

 Inspected & Maintained 

 ____________________________ 

 

Fire Prevention 

 Fire extinguishers inspected 

 Flammable / Combustibles properly store 

 Approved Fuel cans used and labeled 

 Oxygen / Acetylenes stored properly  

 _____________________________ 

 

Electrical 

 GFI in use 

 Three prong insulated extension cords used 

 Extension cords in good condition 

 Lockout / Tag-out program in use 

 _____________________________ 

 

Excavations 

 Miss Utility been contacted 

 Properly Barricaded 

 Ladders in use at depths over 4’-0”  

 Ladders every 25’-0” distance 

 Shored, sloped, benched as required 

 Dewatering as needed 

 ___________________________ 

 

 

 

Ladders 

 Good condition 

 Correct pitch 

 Extends 3’-0” above landing 

 Open and secured / tied off 

 _____________________ 

 

Scaffolds  

 Certified Scaffold Installer 

 Guardrails, toe boards, and planking secured 

 Appropriate signage 

 Adequate cross bracing 

 Secured to building over 25’-0” in height 

 _________________________ 

 

Cranes 

 Rated Load Capacity available in cab 

 Swing Radius barricaded 

 Appropriate certificates / decals / hand 

signals 

 Daily safety inspection log completed 

 __________________________ 

 

Fall Protection 

 Fall protection plan on file 

 Full harness / shock absorbing lanyard used 

 Anchoring points secured 

 Perimeter barricades 

 Open sided floor protection  

 6‘-0“ Tie-off utilized 

 __________________________ 

 

Paperwork 

 MSDS Information 

 Contractors Safety Program  

 Hazardous Communications Training 

 Hazardous Communications Program 

 Contractor Qualified Representation 

 _____________________________ 

 

Other 

 _____________________________ 

 _____________________________ 

  

      Foreman / Competent Person: 

 

Print Name_______________________ 
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SECTION 013300 – SUBMITTAL PROCEDURES 

 

1. GENERAL PROVISIONS 

 

 A. The general provisions of the Contract, including the Conditions of the Contract 

(General, Supplementary and other Conditions, if any) and Division 1 as appropriate, 

apply to the Work specified in this Section. 

 

2. ITEMS TO BE SUBMITTED AT START OF WORK 

 

 A. Performance/Labor and Material Payment Bond(s):  One (1) copy of each bond 

simultaneously with the signed Agreement.  See General Conditions Article 11.4 and 

Supplementary Conditions. 

 

 B.  Policies or Certificates of Insurance:  Two (2) copies simultaneously with the signed 

Agreement.  See General Conditions Article 11 and Supplementary Conditions. 

 

 C. Contractor’s License:  Submit a copy of all business licenses required by local and state 

agencies. 

 

 D. Contractor’s Schedule of Values:  Two (2) copies for approval within 21 days after the 

Agreement is signed.  See General Conditions Article 9.2 and provisions in this Section. 

 

 E.  Contractor’s Progress Schedule:  Two (2) copies for review and reference within 21 days 

after the Agreement is signed.  See General Conditions Article 3.10 and provisions in this 

Section. 

 

 F.  Submittal Schedule:  Two (2) copies for review and reference within 21 days after the 

Agreement is signed.  See provisions in this Section. 

 

 G. Products List:  Two (2) copies for approval within 30 days after the Agreement is signed.  

See provisions in Section 016200 - MATERIAL AND EQUIPMENT. 

 

3. NON-RESIDENT CONTRACTOR & SUBCONTRACTORS BONDS 

 

 A. Refer to requirements in Section 011100 - INSTRUCTIONS TO BIDDERS for filing of 

Surety Bonds with the Division of Revenue. 

 

 B.  If such bonds are required on this project, it will be the responsibility of the Contractor 

to produce evidence to the Construction Manager that they have been filed, or if not 

required, to supply a notarized statement that they are not required.  This must be done 

within seven (7) days after award of Contract and in any event before construction starts. 

 

 

4. RELATED REQUIREMENTS 
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 A. See Section 017700 - CONTRACT CLOSE OUT:  for submittal requirements for Contract 

Close out. 

 

5. SUBMITTALS 

 

 A. All submittals shall be directed to the Construction Manager in the manner directed by 

the Construction Manager, and paragraph 9 of this section.  Contractor shall use the 

Contractor Submittal Form appended to this section. 

 

 B. Prepare a Submittal’s Schedule for Shop Drawings, Product Data and Samples.  Show: 

 

 1. The dates for Contractor’s submittals. 

 

 2. The dates submittals will be required for Owner-furnished products. 

 

 3. The date approved submittals will be required from the Architect. 

 

 C. Should the Architect or Construction Manager elect to omit any items from the list of 

items to be reviewed, it shall not relieve the Contractor from compliance with the 

Contract Documents with regard to that item.  In such instance, the Contractor may still 

elect to have submittals prepared for his own use without review by the Architect or 

Construction Manager. 

 

6. SHOP DRAWINGS 

 

 A. Conform to provisions in General Conditions applying to Shop Drawings. 

 

 B.  Present in a clear and thorough manner. 

 

  1. Identify details by reference to sheet and details, schedule or room numbers shown 

on Contract Drawings. 

 

  2. Maximum sheet size:  30” x 42”. 

  

7. PRODUCT DATA 

 

 A. Conform to provisions in General Conditions applying to Product Data. 

 

 B.  Preparation: 

 

  1. Clearly mark each copy to specifically identify products or models pertinent to 

project. 

 

  2. Show performance characteristics and capacities. 
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  3. Show dimensions and clearances required. 

 

  4. Show wiring or piping diagrams and controls. 

 

 C. Manufacturer’s standard schematic drawings and diagrams: 

 

  1. Modify drawings and diagrams to delete information which is not applicable to the 

Work. 

 

  2. Supplement standard information to provide information specifically applicable to 

the Work. 

 

8. SAMPLES 

 

 A. Conform to provisions in General Conditions applying to Samples. 

 

 B.  Provide samples of sufficient size and quantity to clearly illustrate: 

 

  1. Functional characteristics of the project, with integrally related parts and attachment 

devices. 

 

  2. Full range of color, texture and pattern. 

 

 C. Field samples and mock-ups; See requirements, if any, in other specification Sections. 

 

9. SUBMITTAL REQUIREMENTS 

 

 A. Make submittals promptly through the Construction Manager in accordance with 

published schedule, and in such sequence as to cause no delay in the Work or in the 

Work of any other contractor. 

 

 B.  Number of submittals required. 

 

  1. Shop drawings:  Submit eight (8) copies for each submittal.  Copies will be marked 

up with corrections and comments, stamped and returned.  Any additional copies 

required by the Contractor shall be made by him. 

 

  2. Product Data:  Submit a clear .pdf scan of each submittal on to Building Blok.  

Scanned shop drawings will be marked up with corrections and comments, stamped 

and returned.  Any additional copies required by the Subcontractor shall be made 

by him from the returned scan. 

 

  3. Samples:  Submit three (3) each. Submit a scanned picture of the submittal on to 

Building Blok with a transmittal document showing the date sent to the construction 
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manager.  When approved it will be returned to the Construction Manager to be 

retained at the site for reference use. 

 

 C. Submittals shall contain: 

 

 1. The date of submission and the dates of any previous submissions. 

 

 2. The Project title and number. 

 

 3. Contract identification. 

 

 4. The names of the Contractor, Supplier and Manufacturer. 

 

 5. Identification of the product, with the specification section number. 

 

 6. Field dimensions, clearly identified as such. 

 

 7. Relation to adjacent or critical features of the Work or materials. 

 

 8. Applicable standards, such as ASTM or Federal Specification numbers. 

 

 9. Identification of deviations from Contract Documents. 

 

 10. Identification of revisions on resubmittals. 

 

 11. An 8 inch x 3 inch blank space for Contractor and Architect’s stamps. 

 

  12. Contractor’s stamp, initialed or signed, certifying review of submittal, verification of 

products, field measurements and field construction criteria, and coordination of the 

information within the submittal with requirements of the Work and of Contract 

Documents.  Submittals which have not been stamped with this stamp or its 

approved equivalent will be returned without being reviewed. 

 

 D. Shop Drawing coordination and interface with work of other Contracts and adjacent 

work is the responsibility of each individual Contractor. 

 

 E.  All submittals shall be accompanied by the contractor’s submittal form, a copy of which 

is part of this section.  The contractor’s submittal form must be completed in its entirety 

by the contractor. 

 

10. RESUBMISSION REQUIREMENTS 

 

 A. Make any corrections or changes in the submittals required by the Architect and 

resubmit until approved. 
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 B.  Shop drawings and Product Data: 

 

  1. Revise initial drawings or data, and resubmit as specified for the initial submittal. 

 

  2. Indicate any changes which have been made other than those requested by the 

Architect. 

 

 C. Samples:  Submit new samples as required for initial submittal. 

 

11. FINAL DISTRIBUTION OF APPROVED SUBMITTALS 

 

 A. The Construction Manager will receive and log submittals and forward to Architect after 

processing. 

 

 B.  The Construction Manager will distribute copies of Shop Drawings and Product Data 

which carry the Architect’s stamp to: 

 

 1. Contractor that made submittal. 

 

 2. Jobsite File. 

 

 3. Record Document File. 

 

 4. Other Contractors, as required for coordination. 

 

 C. The Construction Manager will distribute samples as required. 

 

 D. The Contractor will distribute copies of Shop Drawings and Product Data which carry 

the Architect’s stamp to: 

 

 1. Subcontractors. 

  

 2. Suppliers. 

 

 3. Fabricators. 

 

12. SCHEDULE OF VALUES 

 

 A. Input online using Building Blok version of AIA Document G703, Continuation Sheet to 

G702. 

 

13. PROGRESS SCHEDULE 

 

 A. Prepare schedules in the form of a horizontal bar chart. 
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 1. Provide separate horizontal bar chart for each trade or operation. 

 

 2. Horizontal time scale:  Identify the first work day of each week. 

 

 3. Scale and spacing:  To allow space for notations and future revisions. 

 

 4. Minimum sheet size 11 inches by 17 inches. 

 

 B.  Format of listings:  The chronological order of the start of each item of work. 

 

 C. Show the complete sequence of construction by activity. 

 

 D. Show the dates for the beginning, and completion of, each major element of construction 

such as: 

 

 1. Site clearing. 

 

 2. Site utilities. 

 

 3. Foundation work. 

 

 4. Structural framing. 

 

 5. Subcontractor work. 

 

 6. Equipment installation. 

 

 E.  Show projected percentage of completion for each item as of the first day of each month. 

 

 F.  Update Progress Schedule monthly and submit with Application for Payment and 

Schedule of values. 

 

 G. Indicate progress of each activity to date of submission. 

 

 H. Show changes occurring since previous submission of schedule: 

 

 1. Major changes in scope. 

 

 2. Activities modified since previous submission. 

 

 3. Revised projections of progress and completion. 

 

 4.  Other identifiable changes. 

 

 I. Provide a narrative report as needed to define: 
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 1. Problem areas, anticipated delays and the impact of the schedule. 

 

 2. Corrective action recommended, and its effect. 

 

 3. The effect of changes on schedules of other prime contractors. 

 

 J. Submit one reproducible transparency. 

 

 K. After review, distribute copies of the schedule to: 

 

 1. Jobsite File. 

 

 2. Subcontractors. 

 

 3. Architect. 

 

 4. Owner. 

 

 L. Instruct recipients to report promptly to the Contractor, in writing, any problems 

anticipated by the projections shown in the schedules. 

 

 

END OF SECTION 
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SECTION 013523 - SAFETY PROGRAM 

 

1. GENERAL 

 

 A, The Contractor shall be responsible for initiating, maintaining and supervising all 

safety activities and programs in connection with the Work. 

 

 B.  Contractor shall be responsible for the safety of its personnel. 

 

 C. Hard hats and safety glasses must be worn by all personnel on the jobsite, except in 

contractor’s administrative office/trailer.  All equipment must comply with OSHA 

standards.  All job site personnel shall wear long pants, shirts (no tank tops), high 

visibility garments, and work boots.    

 

2. SAFETY PROGRAM 

 

 A. Prior to commencing the Work, the Contractor shall submit to the Construction 

Manager (1) electronic copy and (1) bound copy of its safety program and one (1) copy 

of MSDS information in a 2" ringed notebook.  One paper copy of the safety program 

and MSDS will be retained by the Construction Manager in the field office. 

 

 B.  The safety program shall outline those hazards peculiar to the Contractor’s Work, and 

the steps to be taken to eliminate or reduce the risk of injury or loss due to those 

hazards.  The program shall be site specific.  Contractor shall implement and enforce 

its safety program, which is in accordance with all OSHA, Federal, State and local laws. 

 

 C. Contractor shall designate a qualified Safety Supervisor to implement the safety 

program.  Unless otherwise approved by the Construction Manager, the Safety 

Supervisor shall be the Contractor’s field Superintendent/Foremen. 

 

 D. Contractor shall furnish the names and qualifications of the competent persons and 

qualified persons who may be required for their scope of work by the Contractor’s 

safety procedures, and by federal, state and/or local regulations.  Examples include 

competent persons and/or qualified persons for steel erection, excavation, scaffold 

erection, confined space entry, crane and rigging operations, annual crane 

inspections, fall protection including horizontal lifeline systems, etc. 

 

 E.  The employer shall verify compliance by preparing a written certification record. 

The written certification record shall contain the name or other identity of the 

employee trained, the date(s) of the training and the signature of the person who 

conducted the training or the signature of the employer.  If the employer relies on 

training conducted by another employer or completed prior to the effective date of  

   this section, the certification record shall include the date the employer determined 
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the prior training was adequate rather than the date of actual training. 

 

 F.  Copies of any and all documents, including information stored electronically, such 

as safety and health program handbooks and training certification records. 

    

   1. The employer shall instruct each employee in the recognition and avoidance of 

unsafe conditions and the regulations applicable to his work environment to 

control or eliminate any hazards or other exposure to illness or injury.  Please 

forward certification (document) of training for each employee on an EDiS 

project.  The latest training certificate shall be maintained. 

 

 G. Contractor Daily Reports with Safety Inspection Checklist will be submitted daily 

to Field Manager, verifying inspection of work area, machinery, equipment and 

tools. 

 

 H. Prior to starting work on-site, the Contractor shall arrange with the on-site Field 

Manager to have their employees complete the EDiS Company Zero Accidents Safety 

Orientation program. 

 

 I.  Contractor shall hold weekly safety toolbox talks with all of its employees every 

Monday at 12:30 PM.  The Contractor shall designate a responsible, capable person to 

conduct these meetings.  Contractor’s safety supervisor or superintendent must submit 

to the Construction Manager weekly toolbox talks attendance sheets and the topics 

discussed. 

 

3. SUBSTANCE ABUSE POLICY STATEMENT 

 

 The Construction Manager is committed to providing a safe work site environment for its 

employees and Contractors’ employees.  The Construction Manager does not condone or 

permit employees and Contractors’ employees to use or be under the influence of drugs or 

alcohol while they are on any of the Construction Manager work sites.  The Policy is as 

follows: 

 

 A. It is a violation of the Construction Manager’s policy for employees and Contractors’ 

employees to use, possess, sell, trade, or otherwise engage in the use of illegal drugs 

and alcohol. 

 

 B. It is a violation for employees and Contractors’ employees to report to work while 

influenced by illegal drugs or alcohol. 

 

 C. It is a violation for employees and Contractors’ employees to use prescription drugs 

illegally (i.e. to use prescription drugs that have not been legally obtained) and to use 

prescription drugs in a manner other than the prescribed intentions. 
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 D. Employees and Contractors’ employees who are taking medication, which is prescribed 

by their physician, are expected to discuss potential side effects with their prescribing 

physician, as it relates to the work requirements. 

 

Violations of this policy will require disciplinary action.  If any employees or Contractors’ 

employees are observed or suspected of being influenced by drugs or alcohol, they will be 

instructed to stop work and may be required to leave the work site. 

 

4. EXECUTION 

 

 A. Contractor shall comply with all applicable federal, state and local laws, regulations 

and orders relating to occupational safety and health, and related procedures, and shall, 

to the extent permitted by law, indemnify and hold Construction Manager, Owner and 

Architect, and their respective directors, officers, or agents and employees, harmless 

from any and all liability, public or private, penalties, contractual or otherwise, losses, 

damages, costs, attorney's fees, expenses, causes of action, claims or judgments 

resulting from a claim filed by anyone in connection with the aforementioned acts, or 

any rule, regulation or order promulgated thereunder, arising out of the Contractor’s 

Work, this Agreement or any subcontract  executed in prosecution of the Work.  

Contractor further agrees in the event of a claim of violation of any such laws, 

regulations, orders or procedures arising out of or in any way connected with the 

performance of this agreement, Construction Manager may immediately take whatever 

action is deemed necessary by Owner and/or Construction Manager to remedy the 

claim or violation.  Any and all costs or expenses paid or incurred by Owner and/or 

Construction Manager in taking such action shall be borne by Contractor, and may be 

deducted from any payments due Contractor. 

 

 B. The Contractor agrees to (1) take all necessary steps to promote safety and health on 

the job site;  (2) cooperate with Owner and/or Construction Manager and other 

Contractors in preventing and eliminating safety and health hazards:  (3) train, instruct 

and provide adequate supervision to ensure that its employees are aware of, and 

comply with, applicable Federal and State safety and health laws, standards, 

regulations and rules, safe healthful work practices and all applicable safety rules, 

regulations and work practices and procedures (4) not create any hazards or expose 

any of its employees, employees of the Owner and/or Construction Manager or 

employees of Contractors to any hazards;  and (5) where the Contractor is aware of the 

existence of a hazard not within its control, notify the Construction Manager of the 

hazard as well as warn exposed persons to avoid the hazard. 

 

 C. The Contractor's Superintendent or Safety Supervisor shall immediately, verbally 

report, and promptly thereafter confirm in writing to the Construction Manager any 

unsafe conditions or practices that are observed, or violations of job safety which are 
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not within the Contractor’s control. 

 

 D. Contractors shall immediately, verbally report, and promptly thereafter confirm in 

writing, to the Construction Manager any unsafe practices or conditions that are 

observed which are not under the Contractor's control. 

 

 E. The Contractor's Superintendent or Safety Supervisor shall ensure that adequate first 

aid supplies are available, and that personnel are qualified to administer first aid/CPR, 

as required by State and/or Federal regulations. 

 

 F. Contractor shall promptly notify Construction Manager of any personal injury 

requiring medical treatment of any of the Contractor's employees at the Project site; or 

of significant damage to property arising in connection with Contractor's performance, 

as promptly as possible after the occurrence of such injury or damage.  Within twenty-

four hours of such occurrence, Contractor shall furnish to Construction Manager a 

complete written report of such injury or damage. 

 

 G. Contractor certifies that the forgoing terms shall be made applicable to all Contractors’ 

suppliers, materialmen or anyone furnishing labor and/or materials to the site. 

 

 H. The Contractor shall continue to educate his job Safety Supervisor or Superintendent of 

their responsibilities, which shall include: 

 

 1. Instructing workers and subcontractors under its supervision in safe work 

practices and work methods at the time they are given work assignments. 

 

 2. Ensuring that its workers and subcontractors have and use the proper protective 

equipment and suitable tools for the job. 

 

 3. Continuously checking to see that no unsafe practices or conditions are allowed to 

exist on any part of his job. 

 

 4. Acquainting its workers and subcontractors with all applicable safety 

requirements and seeing that they are enforced. 

 

 5. Setting a good example for his workers. 

 

 6. Making a complete investigation of accidents to determine facts necessary to take 

corrective action. 

 

 7. Promptly completing a “Supervisor’s Investigation Form” with his Supervisor’s 

assistance and distributing as required.  This form will be provided by the 

Construction Manager. 
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 8. Holding weekly “tool box” safety meetings with his men to:   

  

 a. Discuss observed unsafe work practices or conditions including a review of 

current Construction Manager safety report. 

 

 b. Review the accident experience of his crew and discuss correction of accident 

causes. 

 

 c. Encourage safety suggestions from his men. 

 

 9. Seeing that prompt medical treatment is administered to an injured employee. 

 

 10. Correcting or reporting immediately to job superintendent any observed unsafe 

conditions, practices or violations of job security. 

 

 11. Making all reports required by these Contract Documents to the Construction 

Manager in a full and timely fashion. 

 

5. SAFETY MEETINGS 

 

 A. The Contractor’s Project Manager or Superintendent shall attend weekly or biweekly 

supervisory job meetings.  The first topic of these meetings will be job site safety.  The 

weekly safety reports will be reviewed and violations must be corrected immediately.  

Contractors will be encouraged to participate in the on-going jobsite safety. 

 

6. TOOL BOX SAFETY MEETINGS 

 

 A. The Contractor shall schedule weekly “tool box” safety sessions to be held by his job 

safety supervisor or superintendent for all of his employees. 

 

 B.  A member of the Contractor’s management staff shall periodically attend “tool box” 

safety sessions to evaluate their effectiveness and offer any appropriate suggestions for 

improvement. 

 

7. REPORTS 

 

 A. Contractors shall report all accidents or injuries on a timely basis in accordance with all 

applicable regulations. 

 

 B.  Contractors shall promptly complete an accident investigation report of all accidents. 

 

 C. A record of all “tool box” safety sessions shall be made and submitted to the 

Construction Manager on forms to be provided. 
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8. SAFETY REPRESENTATIVE 

 

 A. The Construction Manager may employ the services of a Safety Representative on the 

project. 

 

 B.  The Safety Representative will visit the job site on a weekly basis to determine if the 

work is being performed in a safe manner and in accordance with OSHA, State and 

Local safety regulations.  Safety representative is not responsible for observing and 

documenting all possible safety violations. The Contractor's Safety Representative or 

Superintendent shall attend job site safety inspections with the Safety Representative 

on a weekly basis. 

 

 C. The Safety Representative will file a written report with the Construction Manager at 

the end of each inspection listing the safety violations observed during the inspection. 

 

 D. The Construction Manager will distribute the Safety Representative’s report to all 

Contractors.  All safety violations must be corrected immediately. 

 

9. RIGHT TO STOP THE WORK DUE TO SAFETY VIOLATIONS 

 

 A. The Construction Manager, in its sole discretion, may order the Contractor to stop the 

work due to safety violations under the following circumstances: 

 

  1. If the Construction Manager observes the Contractor is violating safety regulations 

and the Contractor takes no immediate action to correct the violation. 

 

  2. If the Contractor has been notified by the Construction Manager in writing that he 

is in violation of safety regulations and fails to take action to correct the violation 

within 24 hours of the notice. 

 

 B. If the Construction Manager directs the Contractor to stop the work due to safety 

violation, it will be done in accordance with the General Conditions of the Contract.  

Contractor shall not be permitted an adjustment of the Contract Time or Sum for the 

days lost to any suspension of work. 

 

 C. If the Construction Manager or Safety Representative observes Contractor’s employee 

violating this safety program or OSHA Standards in an habitual manner, or creating a 

serious life safety violation, the Construction Manager or Safety Representative may 

instruct the Contractor’s superintendent or foreman to remove the violator from the 

work site for failure to comply with the safety program and the contract. 

 

10. EMERGENCY PROCEDURES 
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 A. The Construction Manager shall establish a central meeting location for the assembly 

of all Contractors’ employees in the event of a major job site emergency. 

 

 B.  Contractor shall assemble all of their personnel and account for all employees.  

Contractor must immediately report to the Project Superintendent with the status of 

their employees. 

 

11. FALL PROTECTION PROCEDURES 

 

 A. Contractor is responsible, in accordance with federal, state, local laws and regulations 

including OSHA. to provide and enforce their own site specific fall protection program 

and equipment.  The following fall protection procedures shall be enforced by all 

Contractors as a minimum standard. 

 

  All workers on walking/working surfaces with unprotected sides or edges six feet (6’) 

or higher above the next lower level must be protected from falls by the use of guardrail 

systems, net systems, fall arrest systems or control access zone programs. It is intended 

that when fall protection is required, it is required 100% of the time.  All contractors are 

reminded that relevant industry regulations require that contractors comply with the 

following standards. 

 

  1. Workers constructing or working near leading edges must be protected. 

 

  2. Workers on the face of formwork or reinforcing steel must be protected at a height 

of 6 feet (6’) or greater. 

 

  3. Scaffolds shall be guarded at 6 feet (6’) above next lower level. 

 

  4. Brick layers performing overhand bricklaying and related work six feet (6’) or 

higher above lower levels must be protected from falls. 

 

  5. Roofers must comply with OSHA standards for roof work. 

 

  6. The Contractor’s controlled access zone plan shall be included in their site-specific 

safety program and shall be submitted prior to the start of work.  Contractors are 

responsible for assuring programs are OSHA compliant. 

 

  7. Guidelines for Residential Construction or any interpretations will not be accepted 

in lieu of 1926 Standards. 

 

  8. Contractors must provide certification per OSHA CFR29 § 1926.503(b) of 

employee training and retraining on fall protection upon request. 
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 B. Contractor shall provide its own fall protection.  Fall protection may be provided by 

guardrail systems, net systems, or personal fall arrest systems.  All fall protection 

systems must comply with OSHA standards. 

 

 C. Stepladders, exposed to shafts or edges of the building, greater than six feet (6’) above 

the next lower level, must be tied off or otherwise secured.   Employee must wear fall 

protection, i.e. harness/lanyard. 

 

 D. The Safety Cable System shall not be altered or removed without a written request 

submitted to the Project Manager with a copy to the Field Manager.  It shall be the 

responsibility of each and every Contractor that is removing or altering the Safety 

Cable System to maintain the fall protection safety provided by the safety cable and 

not leave the area unprotected.  Each and every Contractor shall be responsible to re-

install the Safety Cable System immediately after work is completed.  Each and every 

Contractor shall be responsible to re-install the Safety Cable System in accordance to 

OSHA standards. 

 

 E. Fall protection will be enforced for Structural Steel Erectors. 

 

 1. As for a Contractor engaged in structural steel erection, the Contractor is 

specifically advised that structural steel erectors shall comply with all protection 

requirements for all work at a height of six feet (6’) or greater above the next lower 

level, 100 percent of the time, by any of the following means. 

  

  a.  Standard guardrail system. 

 

  b.  Personal Fall Arrest System (PFAS) – full body harness with shock absorbing 

lanyard.  Maximum free fall distance permitted, with lanyard and lanyard 

attachment shall not exceed six feet (6’).   Anchor point must be capable of 

supporting five thousand pounds.  Perimeter guard cables or alignment cables 

may not be used for anchor points.  

 

  c.  Access to work area shall be provided by ladders.  There shall be sufficient 

number of ladders available to reduce the amount of “beam walking.”  When 

it is absolutely necessary to traverse a beam, 100% fall protection must be 

utilized. 

 

  d.  Steel erection Contractors must, at all times, be able to certify in writing that 

each of his employees has been properly trained in both OSHA fall protection 

standards and the Contractor’s site specific project fall protection procedures. 

 

  e.  Prior to the erection of the steel, the Contractor shall meet with the Project 
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Manager and Safety Representatives to review and document site specific 

procedures. 

             

12.  AIRBORNE CONTAMINENTS PROCEDURES 

 

 A.  Contractor  must provide and use equipment furnished with Exhaust Purifiers / 

Scrubbers when any equipment produces airborne containments and will be used in an 

enclosed building.   

 B. The Contractor shall verify air quality by the use of air monitoring equipment and 

document such verified air quality on the daily report.  The monitoring equipment 

shall, at a minimum, be designed with an auditory alarm and shall provide continuous 

monitoring of these four gases: Oxygen, Hydrogen Sulfide, Carbon Monoxide and 

Combustible gases. 

 C. The Contractor must provide administrative or engineering controls to protect its 

workers from exposure to occupational health, environmental or other hazards to be 

implemented whenever feasible. When such controls are not feasible to achieve full 

compliance, protective equipment or other protective measures shall be used to keep 

the exposure of employees to air contaminants within the limits prescribed by local, 

state, and federal regulations. Any equipment and technical measures used for this 

purpose must first be approved for each particular use by a competent industrial 

hygienist or other technically qualified person. Whenever respirators are used, their 

use shall comply with 1926.103. 

13. CELL PHONE AND RADIO USE POLICY 

 

 A. Use of cell phones on EDiS Company projects should be limited to non-construction 

type activity areas and away from active construction areas (e.g. project office). This 

includes both cell phone use and the review of data, information, texts, and the 

internet.  Except in an emergency circumstance, phones should only be used in the 

designated areas.  Anyone observed using a cell phone outside of these designated 

areas without regard to maintaining a safe focus on their surroundings can be subject 

to discipline, up to and including removal from the project.  Use of ear buds, ear 

phones, and portable radios are absolutely prohibited on EDiS Company project 

sites.  Anyone using ear buds, ear phones, or any other device that would prevent the 

wearer from receiving auditory cues about the surrounding environment will be 

subject to discipline, up to and including removal from the project. 

END OF SECTION 
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Project:   Field Manager:

Contract:

Contrctor: Foreman Competent Person

(if not foreman)

Subpart C‐General Provisions

   1926‐20 General Safety

Subpart D ‐ Health and Environmental Controls

   1926‐53    Ionizing Radiation

   1926‐55   Gases, Vapors, Fumes, Dusts, Mists

   1926‐57   Ventilation

   1926.59   Hazard Communication

   1926.62   Lead

Subpart E ‐ Personal Protective Equipment

   1926.101   Hearing

   1926.103   Respirator Protection

Subpart H ‐ Materials Handling, Storage

   1926.251   Rigging Equipment for Material Handling

Subpart J ‐ Welding and Cutting   

   1926.354  Welding, Cutting and Heating

Subpart K ‐ Electrical

   1926.404  Wiring Design and Protection

Subpart L ‐ Scaffolding

   1926.451  Scaffolding

Subpart M ‐ Fall Protection

   1926.502    Fall Protection Criteria and Practices

   1926.503   Training

Subpart N ‐ Cranes, Derrick ‐Redesignated 1926.1501

Subpart O ‐ Motor Vehicles and Equipment

   1926.601   Motor Vehicles

Subpart P ‐ Excavations

    1926.651  Specific Excavation Requirements

   1926.652   Requirements to Protective Systems

Subpart S ‐ Tunnels, Shafts, Caissons

   1926.800  Tunnels, Shafts, Caissons

   1926.803   Compressed Air

Subpart T ‐ Demolition

   1926.850   Preparatory Operations

   1926.852   Chutes

   1926.859   Mechanical Demolition

Subpart V ‐ Power Transmission and Distribution

   1926.955   Overhead Lines

Subpart X ‐ Stairways and Ladders

   1926.1053  Ladders

   1926.1060   Training Requirements

Subpart Z ‐ Toxic and Hazardous Substances

CONTRACTOR

COMPETENT / QUALIFIED PERSON DESIGNATION LOG

Applicable to

Subcontractor

( yes   /   no)

SAFETY PROGRAM
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(if not foreman)
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Subcontractor
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   1926.1101 Asbestos

   1926.1101 thru 1926.1148 Toxic and Hazardous

   Substances

corrective measures to eliminate them.

Name (print)

Contractor Signature

Date

PU09, Revised 3/2012

I certify that the listed employees are competent persons, as defined and required by specific OSHA standards. 

They are capable of identifying existing and predictable hazards in the surroundings or working conditions

 which  are unsanitary, hazardous or dangerous to employees, and who has authorization to take prompt  

SAFETY PROGRAM
013523‐10
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Certification of Training Documents to be Submitted with Safety Policy/Program 

 

Provide a certification of training for employees on your safety program. 

In addition, Contractor shall provide certification of training on the following programs, as they 

pertain to your contract and project tasks.  Certification of training must include:  Employee’s 

name, date of training, person conducting the training, topics covered, and a statement that the 

student has successfully completed the course.  This list is not meant to be all inclusive:  please 

refer to OSHA regulations for applicable safety requirements. 

 

a.     Scaffold:  1926.454 

b.     Fall Protection 1926.503 

c.     Crane Operator:  1926.1427 

d.    Signal person (this is for any persons connecting  material or equipment for lifting):   

1926.1428 

e.     Crane maintenance: 1926.1429 

f.      Steel erection fall protection: 1926.761 

g.     Respiratory protection (medical clearance and training records complying with 1910.134 

h.    Powder-actuated tools:  1926.302 

i.      Motor Vehicles (are those vehicles that operate within an off-highway jobsite, not open to     

public traffic):  1926.21 
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Fairview Campus  

New Middle School and High School  

Bid Package ‘C’ 
 

 

Appoquinimink School District 
 

 
 

EDiS Company and EDiS BIM Services 

 
 

 
 
 

 

 

BIM PROCESS IS MANDATORY 

Appoquinimink School District 							          
Fairview Campus Middle & High Schools
Bid Package E	  5 March 2018



Appoquinimink School District 							          
Fairview Campus Middle & High Schools
Bid Package E	  5 March 2018



 

 

Appoquinimink School District                   

Fairview Campus Middle & High Schools 

Bid Package C 24 January 2018 

   

SECTION 013700 – BIM Coordination 013700-1                                                                                                                                     

04/2017  
   

 

 

SECTION 013700 - BIM COORDINATION 

 

1. CONTRACTOR 3D MODEL RESPONSIBILITY 

The purpose of this three dimensional construction model is to aid in project review at a level 

of detail 200. Contractors, as part of the Fairview Campus Middle and High Schools project, 

hold direct responsibility to adhere to AIA G202-2013 Project Building Information Modeling 

Protocol Form Matrix while creating their BIM model respectively. BIM models developed by 

Contractors shall reflect the two dimensional contract drawings provided in bidding package. 

EDiS Company’s referenced and shared three dimensional model is only utilized as a visual 

aid to begin per matrix LOD required by Contractor. EDiS Company relieves themselves from 

all responsibility of any conflicts within the LOD 200 model delivered as a reference model to 

Contractors. 

 

2. DEFINITIONS 

2.1. Base Structural Model – the structural steel mill order drawing file showing all 

structural elements.  This model is not necessarily fully detailed with all connections. 

2.2. Base Architectural Model – a combination of the Base Structural Model and key 

architectural elements.  This model is to be used by all coordination participants as the 

background file in which to develop their work.  No information within this model will 

be changed through the coordination process.  It is for reference only. 

2.3. Base Composite Model – this model includes all trade drawing files within the Base 

Architectural Model as a representation of the completed systems.  This model is used 

to run the intermediate clash reports and is considered a work in progress. 

2.4. Final Coordination Model – this model shows all trades’ systems fully coordinated 

within the Base Architectural Model.  All clashes have been resolved.  No further 

coordination is required.  The work shown within this model represents the upcoming 

installations of each system. 

2.5. Completed Coordination Model – this model is the close-out submittal to the Owner 

and includes the information within the Final Coordination Model as well as any project 

updates that have taken place during installations such as RFI responses, as-built 

conditions, etc. 

2.6. Building Information Model - A Building Information Model(s) is a digital 

representation of the physical and functional characteristics of the Project and is referred 

to in this document as the “Model(s),” which term may be used herein to describe a 

Model Element, a single Model or multiple Models used in the aggregate. “Building 

Information Modeling” means the process and technology used to create the Model. 

2.7. Level of Development - The Level(s) of Development (LOD) describes the level of 

completeness to which a Model Element is developed.  

2.8. Model Element - A Model Element is a portion of the Building Information Model 

representing a component, system or assembly within a building or building site. Model 

Elements are represented by the Construction Specifications Institute (CSI) UniFormat™ 

classification system in the Model Element Table in Exhibit 1 - Article 3.   

2.9. Model Element Author - The Model Element Author is the party responsible for 

developing the content of a specific Model Element to the LOD required for a particular 

Appoquinimink School District 							          
Fairview Campus Middle & High Schools
Bid Package E	  5 March 2018



 

 

Appoquinimink School District                   

Fairview Campus Middle & High Schools 

Bid Package C 24 January 2018 

   

SECTION 013700 – BIM Coordination 013700-2                                                                                                                                     

04/2017  
   

 

phase of the Project. Model Element Authors are identified in the Model Element Table 

in Exhibit 1 - Article 3.   

2.10. Model User - The Model User refers to any individual or entity authorized to use the 

Model on the Project for analysis, estimating, or scheduling.  

2.11. TCD – Trade contract drawings developed by MEP contractor. 

 

3. COORDINATION DRAWING PROCESS – GENERAL REQUIREMENTS. 

3.1. The coordination model shall be derived from the design base composite model which 

shall be in a (Program File Format – Ex: Revit 2017) format and utilized by all 

coordination participants. The A/E is to provide this base composite model as needed at 

each plan deliverable for coordination efforts. This model will be utilized to establish 

field installation sequence, resolve trade coordination issues prior to installation, and to 

make the most efficient use of installation space without sacrificing system performance 

for mechanical, electrical, structural and architectural systems. (Program File Format – 

Ex: NAVISWORKS or IFC) design review software will be used to document, identify 

and resolve interferences between all trades. 

3.2. Communication is a critical element to the success of this coordination process.  All 

project team members must be in constant communication to keep the process moving 

forward according to the sign-off schedule (5.1).  Constant collaboration is expected of 

all team participants and each participant should be proactive in identifying and 

resolving design, engineering, and model interferences. Contractors avoiding the 

coordination process shall receive liquidated damages for missing meetings and 

negatively impacting project completion. 

3.3. All trade contractors own their respective modeling for their contract work. EDiS 

Company will facilitate and lead the 3D coordination modeling process. It is the 

responsibility of all coordination participants to resolve discrepancies pertaining to their 

own model. All trades shall be responsible for collisions/clashes/coordination issues 

involving their respective trade(s) and proposed work. Coordinated work takes 

precedence over field routed systems. Each Contractor to provide LOD 350 total 

coordination models for sign off. 

3.4. Coordination meetings will occur weekly starting TBD. Selected coordination team 

members are required to generate a clash-free model inclusive of all systems. The 

following participants are required to attend the weekly coordination meetings: 

3.5. A mandatory coordination kick-off meeting for all participants will review; team 

collaboration, the execution process, the coordination schedule, establishing zones per 

system, use of the coordinated elements during construction, project specific information 

and requirements, and model/document standards. 

3.6. Coordination meetings will be held at Virtual Goto Meeting to review the model’s 

progress per the schedule and process indicated. 

3.7. Utility corridors and above ceiling space for each trade, will be established by the group 

at the beginning of the process. These zones will be adjusted through the coordination 

process to meet installation requirements and feasibility.   

3.8. All participants are required to identify the submittals required for accurate detailing of 

the coordination model (such as equipment, light fixtures, etc.) and to obtain final 

approval so the information can be incorporated into the modeling process. 
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3.9. The 3D coordination modeling process does not replace the standard submittal process 

and will not be considered as a submittal.  Exceptions: The submittals issued to reflect 

the 3D model content issued to A/E. 

3.10. Meeting Procedures: 

 

NOTES: all contracted parties involved with coordination are required to sign off on all 

coordinated models via sign off TCD drawings. 

3.11. The coordination meeting:  

3.11.1. The purpose is to review and resolve items on the current clash report in 

conjunction with the project coordination schedule.  The meetings will focus on 

clashes that cannot be resolved by internal collaboration.  EDiS Company will 

facilitate the meeting and will make final decisions on clash resolution that are 

the least impact to the project as a whole.  COORDINATION MEETINGS 

WILL NOT BE USED TO RESOLVE INDIVIDUAL 

MODELER’S/ENGINEER’S/ARCHITECTURE’S/CONTRACTOR’S WORK. If a 

Contractor does not post a clash-free system of its own work or that only 

contains a very limited number of clashes internally (Example: Fire Sprinkler 

Clashing with Fire Sprinkler), that Contractor will be considered unprepared 

for the meeting and will be responsible for any delays to the project schedule 

and any associated costs due to that delay which shall be determined by EDiS 

Company. 

3.11.2. Each team participant will review the clash report prior to the subsequent 

coordination meeting in order to clean up any clashes that can be made without 

review by all participants. 

3.11.3. All project participants are expected to be prepared for the meeting with new 

drawing work of the next area to be coordinated per the coordination schedule 

and any drawing changes based on the published clash report.  Each participant 

will have available any shop model, submittals or other materials required to 

solve identified or potential conflicts. 

Meeting Type Project Stage Frequency Participants Location 

BIM Requirement  

Kick-off 

Construction Once EDiS Team & 

Contracts # 

Fairview Campus 

Site Trailer 

BIM 

Coordination 

Construction Weekly EDiS Team & 

Contracts # 

Fairview Campus 

Site Trailer 

BIM Clash 

Detection 

Construction Weekly EDiS Team Issue 

to Contracts 

Fairview Campus 

Site Trailer 

Field Installation 

Process 

Coordination 

Meetings 

Construction Weekly EDiS Team & 

Contracts # 

Fairview Campus 

Site Trailer 

TCD Drawings 

 

Construction Weekly Contracts 

Mechanical 

Fairview Campus 

Site Trailer 

Sign off on TCD 

Drawings 

Construction At 

completion 

All Parties 

w/Contract 

Fairview Campus 

Site Trailer 
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3.11.4. The coordination schedule will be maintained and all identified conflicts 

addressed and resolved per the construction schedule. The coordination 

schedule may change as a result of design and/or model changes requested and 

made by the Owner, Architect or Engineer. In addition, the coordination 

schedule assumes selection of equipment is made within the time frame of the 

construction schedule as needed so it is incorporated into the coordination 

efforts without delay. 

3.11.5. All agreed upon corrections to identified clashes determined by the team at the 

Coordination Meeting are to be updated and resolved prior to the next meeting. 

3.12. When an area of the model is fully coordinated and clash-free, each participant agrees: 

3.12.1. That each trades work is fully coordinated and will be installed per the signed 

off area as reflected in the coordination model.  Sign off drawings from each 

trade are turned over in PDF form with projects title block.  EDiS Company will 

include legend and title block for trade PDF file. 

3.12.2. All trades to provide Total Coordination drawings at the time of sign off.  TCD’s 

are drawings which include all trades sign off models.  Models are submitted 

for turn over to EDiS Company.  The purpose for TCD’s is to provide 

coordinated building models for jobsite coordination.  Models from Contractors 

to include all but not limited to: item elevations, product type and all equipment 

tags. 

3.12.3. During the installation of each trade's work, EDiS Company will refer to the 

signed off report and the 3D model to resolve any conflicts. Each installation 

firm agrees to install all work per the signed off drawings/model, without 

deviation. If a deviation, during installation, takes place without prior approval 

from all detailing parties, it will be the responsibility of the installing contractor 

to tear out the work and install it as shown on the signed off 

drawings/coordination model. The cost of this work will be evaluated when the 

issues arise; however, the party responsible for the conflict will be responsible 

for the cost of the fix, including the additional detailing time of all parties 

involved. 

3.12.4. The model is not considered to be the final coordination model until the BIM 

Coordinator, EDiS Company’s Project Manager, A/E, and Owner has approved 

all clash free systems and routings and documents are signed off by all parties 

(contractors). 

3.13. Should a conflict arise during installation that was missed during the coordination 

process, and not a result of deviating from the signed off area, the coordination team will 

work together to find a solution that is optimal for all trades and the project.  

3.14. The final coordination model shall be kept up to date by all participants during 

construction to include as-built information and any other pertinent data that is essential 

to the project. The data will be submitted electronically in Revit, AutoCAD, NWC, PDF 

format.  Items to be included are: 

3.14.1. RFI responses. 

3.14.2. Design change orders or designs that are in addition to the original contract 

documents.  
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3.14.3. Equipment will be tagged with all (Owner required) identification information 

within the model (ex. Equipment schedule information and O&M Manuals).  

This identification information will be the same and correspond to all other 

close-out documentation.  This close-out documentation including O&M 

manuals, maintenance information, etc. will be included in PDF form. 

3.14.4. EDiS will provide a location for the Contractor to submit the required 

documentation at a later time.  EDiS will generate the completed coordination 

model based on these documents for turn-over to the owner.   

3.14.5. Tekla or Navisworks will be utilized to link PDF closeout documents, select 

RFI’s, select Images, etc., to the closeout model. Contractors need to provide 

closeout documents in the format requested by EDiS for the closeout model as 

well as adding smart data to other model type files as determined necessary by 

EDiS within the time frame A/E dictates. For example, if Revit files are needed 

to produce the closeout model, EDiS may direct Contractor to set up certain 

Revit views for the exporting of files which make up the as-built models. A/E 

may also request that the Contractor create viewpoints for their equipment in 

as-built model. 

3.15. Data for coordination will be available on the Box.com, to be referenced by the other 

participants.  Models and drawing files will never be tampered with by non-owners of 

the file. If a mistake occurs and a drawing is inadvertently modified, the responsible 

party is required to alert the project team. (See attachment) 

3.16. The Owner’s commissioning agent can attend the coordination meeting to review the 

detailing effort for commissioning related items. 

3.17.  All trades will provide Level of Development (LOD) (350) models for weekly 

coordination meeting.  

 

4. REQUIREMENTS OF THE LEAD COORDINATOR 

4.1. The Lead Coordinator will be EDiS Company. 

4.2. Identification of a common insertion point for all drawing files. (Utilize Revit Models 

origin) 

4.3. A/E to provide Lead Coordinator model exports to 2D/3D CAD of each trade component 

as needed to coordination. Origins to be maintained in exports.  

4.4. Using the A/E’s files, the Lead Coordinator will utilize & maintain the base architectural 

model. 

4.4.1. The base architectural model is a combination of the base structural model and 

other architectural elements.  These architectural elements will include all elevated 

3D architectural elements including, but not limited to, all walls that extend to the 

deck, fire and smoke walls, soffits and associated framing, ceiling planes, and 

finish floor planes. 

4.4.2. This model will consist of cleaned-up floor plans void of any excessive notations, 

leaders, bubbles, marks, grid lines, etc. that are not required for detailing 

development and that may potentially cause a conflict in the base composite 

model. 

4.4.3. In the event of changes to the A/E’s contract documents, the A/E must revise the 

base architectural model/MEP/structural models and distributed to all 
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coordination participants. This will require Contractor participation as need by 

A/E to complete the revised models for directive. Revision work will be directed 

by Owner through an executed change order.  

4.4.4. The base architectural models will be distributed and maintained by EDiS 

Company.  

4.5. Collation of all trades’ detailing models as posted to the project’s web-based posting site 

into a Base Composite Model thru the use of Navisworks 2017. 

4.5.1. Establish a standard two inch (2”) soft tolerance within the clash detection 

software.  This tolerance will result in a reported clash for any elements drawn 

closer than two inches (2”) to one another.  

4.5.2. Assess and include most current clash files including the generation of a clash 

reports and distribution to all project participants per the coordination schedule. 

4.5.3. Collect final as-built files from all trades and generate a Final Coordination Model 

to submit to CM as part of the close-out requirements. 

4.5.4. Coordination meeting minutes shall be kept by EDiS Company Lead Coordinator 

or EDiS’ Project Manager showing issues and resolution dates. 

 

5. REQUIREMENTS OF THE STRUCTURAL STEEL CONTRACTOR 

5.1. Obtain from the A/E Structural Revit files to be used in the generation of the base 

structural model. 

5.2. The structural Contractor will develop and provide the base structural model within the 

time frame dictated by EDiS and provide structural model updates to ensure the 

coordination team is coordinating the MEP/FP to the most up-to-date structural model.  

5.3. All structural framing members in the final sizes and locations (typically referred to as a 

“mill order” or “procurement” model) will be shown in the model as 3D objects with 

surfaces. At the discretion of the lead coordinator, this model may be void of all hardware 

and secondary structural steel but should include the major components: primary steel, 

metal decking, slab on metal decking, and gusset plates. 

5.4. The structural insertion/datum point must match the architectural insertion/datum 

location. No detailing work shall take place until the insertion points of the architectural 

and structural models match.   

5.5. The steel Contractor is responsible for resolving their own modeling issues (i.e.: steel not 

to scale, missing key structural components, missing surface data, and model showing as 

wire frame data, model exported to proper file format, etc.). The steel Contractor is 

responsible to provide a steel design model in a usable format for all coordination 

participants to reference as the base structural model.  

5.6. A FINAL 3D steel model and 2D shop drawings shall be submitted to the structural 

engineer of record, and used for field erection. It must be completed and submitted in 

accordance to the BIM schedule. This model shall consist of: 

5.6.1. All primary and secondary steel including metal deck, slab on metal deck, actual 

gusset plate sizes, connection details, edge of slab details (pour stop), brick relief 

angles, embeds, anchor bolts, and other miscellaneous metals. Curtain Wall 

embeds modeled by others.  
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5.6.2. Submit final approved files to Lead Coordinator for insertion into the coordinated 

model, and to the design team in the form of shop drawings and/or Navisworks 

compatible model. 

 

6. DETAILING REQUIREMENTS OF ALL PARTICIPANTS 

6.1. File sharing information: 

6.1.1. Site Contractor (SIT-1) 

 Attend BIM trade coordination meetings 

 Deliver three dimensional model to coordination team 

 Required to deliver items identified in G201 matrix such as  

 Develop appropriate tie-in locations of utilities with trades. Site contractor 

required to deliver main connections in model format 

 Site underground items outside direct tie in locations not required in three 

dimensional models. 

 Sanitary piping tie-in 

 Storm water tie-in 

 Domestic water tie-in 

6.1.2. The in-progress (Coordination Software – Ex: IFC/NWC/Cad) naming convention 

will be: project-trade-level. Example: 

Project Designation -MechPipe-1 

Project Designation -HVAC-1 

Project Designation –Fire Protection-1 

Project Designation -Elec-1 

Project Designation -Plumbing-1 

Project Designation -TeleCom-1 or AV-1 

Project Designation –Pneumatic Tube-1, etc.  

Additional designations may be added based on project specific scope and 

deliverable requirements and/or deemed as a critical component to the 

coordination process. 

6.1.3. Each model posted by the contractor shall contain sub-layers for the purpose of 

system identification and isolation during the clash detection process. Example:  

HVAC-1 shall contain sub-layers for: 

 Supply 

 Return 

 Exhaust 

 Fire Smoke-Dampers 

 VAV clearance 

 AC Door Access 

 Fan Coil Units 

 FCU Access 

 Equipment 

 Equipment Pads 

 Equipment Clearances 

 Hangers (designated per system)  

MechPipe-1 shall contain sub-layers for: 
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 Hydronic Pipe Supply 

 Hydronic Pipe Return 

 Chilled Pipe Supply 

 Chilled Pipe Return 

 Shutoff Access 

 Equipment 

 Equipment Pads 

 Equipment Clearances 

 Hangers 

Plumbing-1 shall contain sub-layers for: 

 Domestic Water Supply 

 Domestic Water Return (with additional layer designations for hot and 

cold) 

 Gas 

 Med-Gas 

 Shutoff Access (designated per system) 

 Sanitary 

 Vent 

 Roof Drain 

 Rain Conductors 

 Equipment 

 Equipment Pads 

 Equipment Clearances 

 Hangers (designated per system)  

Elec-1 shall contain sub-layers for: 

 Lights 

 Light Clearance 

 Conduit (with additional layer designation for power and data) 

 Cable Tray 

 Cable Tray Access Clearance 

 Pull Boxes 

 Pull Box Access Clearance 

 J-Boxes 

 Elec. Panels 

 Elec. Panel Access Clearance 

 Elec. Troughs 

 Elec. Trough Access Clearance 

 Equipment 

 Equipment Clearances 

 Equipment Pads 

 Hangers  

Fire Protection1 shall contain sub-layers for: 

 Mains 

 Branches 

 Shutoff Access 
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 Hangers  

Pneumatic Tube-1 shall contain sub-layers for:  

 Equipment 

 Equipment Access 

 Hangers   

Additional sub layers may be added based on project specific scope and deliverable 

requirements and/or deemed as a critical component to the coordination process. 

6.1.4. Clash detection files will be posted to BuildingBlok.com before 12:00 PM, on 

Wednesday and Friday by each of the trades. The lead coordinator will also post 

updated coordination models as needed. The lead coordinator will maintain the 

master coordination files. The weekly coordination model will be name 

abbreviated Project Name-Floor-Coordination Model-Month-Day-Year.  

All coordination participants will maintain a current control copy of their own drawing files 

outside of the project’s web-based posting site. Control drawings are to include all previously 

posted files. 

6.2. Trade Colors in the Coordination environment: 

 Duct Supply – Dark Green 

 Duct Return- Light Blue  

 Duct Exhaust –Light Green 

 Mech Pipe- Orange 

 Pressure lines/Gas – Tan 

 Sanitary/Vent – Brown 

 Rain Conductors/Roof Drains – Maroon 

 Domestic Water- Blue 

 Fire – Red 

 Pneumatic – Purple 

 Electrical – Yellow 

 All Base Architectural Elements (walls, soffits, ceiling & floor planes, etc.) will 

assume Arch model color scheme saved in the export or Lead Coordinator will 

modify select color scheme in the coordination model.  

 Steel – Dark Grey 

 Any hangers and equipment (that is fed per the designated system) will assume 

the same color of that system it is associated with. Additional color schemes may 

be added based on project specific scope and deliverable requirements and/or 

deemed as a critical component to the coordination process. 

6.3. When posting drawing files for coordination: 

6.3.1. Posted Contractor coordination files of each trades system should be clash-free 

with in their respective data. To clarify; trades should refrain from posting data 

that shows their systems clashing with itself. 

6.3.2. When coordination of an area is completed there should not be any unresolved 

clashes remaining. 

6.3.3. These files should be void of any text, dimensions or any other notations. 

6.4. Each coordination participant is required to submit three (3) complete sets of installation 

drawings as well as electronic PDF’s prior to any work being installed in the field.  If A/E 

spec requires more or less than that will govern over this document. These complete 
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drawings are to be fully dimensioned and notated.  Items to be noted in the final, fully 

coordinated drawing paper and electronic files of each system include: 

6.4.1. Bottom and top elevations of duct, pipe, conduit racks, cable trays etc. must be 

indicated (where applicable). 

6.4.2. Dimensions shall be shown from the gridlines to the centerline of each element 

drawn (round duct, pipe, cable tray, etc.) and from finished floor. 

6.4.3. Height to top of light housing assembly must be indicated. 

6.4.4. Labeling of all equipment. 

6.5. During the coordination drawing effort, priority will be given to those systems that have 

the least flexibility.  The following list is a descending order of the system priority and 

shall be used as a general guideline.  Throughout the coordination drawing effort, 

adjustments and deviations to this list can be made with the approval of EDiS Company. 

(0’- 6”) clear above the ceiling shall be maintained for access and construction of the 

ceiling, whenever possible.  Required maintenance and/or code access spaces and set-

backs take precedence over all systems. 

6.5.1. Gravity Pipe 

6.5.2. Plumbing Vent 

6.5.3. Ductwork and appurtenances  

6.5.4. Cable tray 

6.5.5. Recessed light fixtures 

6.5.6. Fire protection piping and fixtures 

6.5.7. Electrical conduit over (3/4”) in diameter 

6.5.8. Pneumatic tube and other record or material conveying systems 

6.5.9. HVAC piping 

6.5.10. Plumbing, supply and medical gas piping 

6.5.11. Electrical conduit smaller than 3/4” in diameter 

6.5.12. Above ceiling miscellaneous metal supports 

6.5.13. Provide all copper tube routes (racks) for mechanical systems, including valves, 

clearance zones and hangers. 

6.6. Items to be included in the detailed drawing progress include: 

6.6.1. All systems must be fully detailed and shown as individual elements including 

ductwork, all piping 3/4” and larger, pneumatic tubing, exterior wall connections, 

any piping that is smaller than ½” that is racked or banked, etc.   

6.6.2. Ductwork is to include size, layout and routing of all metal and flex ductwork, re-

heat coils, terminal units, filters registers, grilles, diffusers, and similar features; 

provide notation for diffuser boot sizes and heights and any other special features 

6.6.3. All valves, dampers and VAV’s or heat pumps will note any items requiring access 

for service and maintenance as well as access doors in inaccessible ceilings.   

6.6.4. All piping valves, boxes, supports, etc. are to be fully detailed 

6.6.5. Sprinkler head locations shall be shown on ceiling plans. 

6.6.6. All electrical conduits two inches (2”) or more in diameter are to be modeled and 

shown in addition to smaller diameter conduit that is racked or banked.  

6.6.7. Electrical items such as hangers, supports, electrical fixtures, lights, speakers, 

detectors, sensors, cable trays, raceways, sleeves, pull boxes, and access space 

claims, etc. must be shown. 
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6.6.8. If an element is not shown, under the lead coordinators approval, it will be 

assumed to be field routed and to not interfere with the other elements that are 

shown or within code clearances.  Contractors who field route their elements are 

responsible to ensure their installation will be feasible and void of creating a clash 

in the field. Coordinated items take precedence over field routing.  

6.6.9. All major hangers and supports (including sway bracing, equipment bracing, 

hangers, etc.), penetrations, openings must be shown for all systems.  Sharing of 

supports with other systems is discouraged, but can be accomplished with prior 

owner and/or field inspector approval.   

6.6.10. All insulation must be shown with appropriate thicknesses.  All insulation & 

clearance zones will be modeled or accounted for during the clash detection 

process. 

6.6.11. Fire spray:  If required by your building type, establish a safe thickness from all 

structural objects with which to run your clashes.  Assume fire spray will be two 

inches (2”) thick.  

6.6.12. Engineered stud framing must be modeled for king studs and doors. 

6.6.13. Code clearances and maintenance access clearances must be shown and 

maintained; these include, but are not limited to access to VAVs, air handling 

units, egresses around pumps and tanks, smoke FDs, electrical panels, pneumatic 

tube transfer units, cable tray access, pull boxes, valve access, etc.  

6.6.14. All trades must coordinate and detail their systems with the intent of installing 

each system at the optimal elevation above ceiling, taking into consideration, 

access to equipment for maintenance, repairs, connections, filters and removal 

while eliminating or minimizing the impact to surrounding components. 

6.7. Established Clash Files are to be incorporated to ensure proper coordination. List of those 

files to be provided by the Lead Coordinator. 

6.8. Refer to Appendix B – Soft Clash Requirements for additional soft-clash requirements. 

 

7. SCHEDULE OF DRAWING COMPLETION AND SIGN-OFF 

7.1. The participants should plan on the coordination process taking three (3) months. The 

coordination schedule is as follows: 

This table will be populated at the BIM Coordination Kick-off Meeting. OR Schedule to 

be developed as part of the master construction schedule development (see Section 00230). 

Zone Floor Coordination Meeting Sign-Off Date 
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7.2. At the completion of each floor, the team will determine the specific "priority walls" that 

will be constructed full-height ahead of other interior partitions and MEP installations. 

7.3. 3D MEP/FP Coordination Team 

7.3.1. The goal of the coordination team will be to integrate the architectural, structural, 

mechanical, electrical, fire protection, and project specific elements into a 

collaborative 3D model to identify and resolve issues pertaining to MEP/FP 

systems and to ensure succinct and expedited field installations of these systems 

following the release of each zone/floor after clash free conditions are met.  (Filled 

out at BIM Coordination Kick-off Meeting) 

 

7.3.2.  

BIM Coordinator EDiS Company 

Main Contact Chris Donahue 

Phone Number 302-421-2963 

Email Address cdonahue@ediscompany.com 

  

Project Manager EDiS Company 

Main Contact Andrew Hickey  

Phone Number 302-304-4420 

Email Address ahickey@ediscompany.com  

  

Project Engineer TBD 

Main Contact  

Phone Number  

Email Address  

  

Project Superintendent  EDiS Company 

Main Contact Dave Filippone 

Phone Number 302-299-2353 

Email Address dfilippone@ediscompany.com  

  

Site Contractor TBD 

Main Contact  

Phone Number  

Email Address  

  

HVAC  TBD 

Main Contact  

Phone Number  

Email Address  

  

Electrical  TBD 

Main Contact  
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Phone Number  

Email Address  

  

Concrete TBD 

Main Contact  

Phone Number  

Email Address  

  

Plumbing and Piping TBD 

Main Contact  

Phone Number  

Email Address  

  

Architectural TBD 

Main Contact  

Phone Number  

Email Address  

  

MEP/FP Engineers TBD 

Main Contact  

Phone Number  

Email Address  

  

Structural Steel TBD 

Main Contact  

Phone Number  

Email Address  

  

Miscellaneous Steel TBD 

Main Contact  

Phone Number  

Email Address  

  

 

  

Appoquinimink School District 							          
Fairview Campus Middle & High Schools
Bid Package E	  5 March 2018



 

 

Appoquinimink School District                   

Fairview Campus Middle & High Schools 

Bid Package C 24 January 2018 

   

SECTION 013700 – BIM Coordination 013700-14                                                                                                                                     

04/2017  
   

 

 

EXHIBIT 1 

 

ARTICLE 1:  GENERAL PROVISIONS 

 

1.1 This document defines protocols, expected levels of development, and authorized uses of 

Building Information Models on this Project. It assigns specific responsibility for the 

development of each Model Element to a defined Level of Development at each Project 

phase. Where a provision in this Exhibit conflicts with a provision in the Agreement into 

which this Exhibit is incorporated, the provision in this Exhibit will prevail.  

1.1.1 The parties agree to incorporate this Exhibit by reference into any other agreement 

for services or construction for the Project.  

 

ARTICLE 2:  LEVEL OF DEVELOPMENT (LOD) 

 

2.1 The following LOD descriptions identify the specific content requirements and associated 

authorized uses for each Model Element at five progressively detailed levels of 

completeness. Each subsequent LOD builds on the previous level and includes all the 

characteristics of previous levels.  

2.2 LOD 350 

2.2.1 Model Content Requirements. Overall building massing indicative of area, height, 

volume, location, and orientation may be modeled in three dimensions or 

represented by other data.  

2.2.2 Authorized Uses 

2.2.2.1 Analysis. The Model may be analyzed based on volume, area and 

orientation by application of generalized performance criteria assigned to 

the representative Model Elements. 

2.2.2.2 Cost Estimating. The Model may be used to develop a cost estimate based 

on current area, volume or similar conceptual estimating techniques (e.g., 

square feet of floor area, condominium unit, hospital bed, etc.). 

2.2.2.3 Schedule. The Model may be used for project phasing and overall duration. 

2.3 LOD 300 and 350 

2.4.1 Model Content Requirements. Model Elements are modeled as specific assemblies 

accurate in terms of quantity, size, shape, location, and orientation. Existing building 

elements are modeled as shown on building record drawings. Non-geometric 

information such as object description and object tags (door number, equipment 

number, etc) and quantities should be included with each object. Examples of the 

details required for systems modeled to LOD 300 include, but are not limited to: 

 Show all, but not limited to, unground utilities, plumbing and mechanical, 

concrete modeled as contract documents. 

 Site Utilities (see matrix and 6.1 front end) 

 Masonry 

 Steel decking 

 Correct slopes for gravity piping for sanitary, storm or wet fire suppression 

systems.  
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 Piping materials specifically called out on documents included with model 

element attributes (generic manufacturer for system components are 

acceptable). 

 Insulation around Pipe and Ducting. 

 Duct dampers included with the duct system. 

 Doors/Frames (hollow metal and storefront) 

 Owner Furnished Fixtures, Equipment, etc. generically modeled as space 

claims by the Model Element Author (MEA). 

 Concrete 

 Anchor bolts 

 Structural steel 

 Steel stairs, handrails 

 Floor/roof penetration steel 

 Significantly sized support hangers and sleeves for all systems 

 Uni-Strut associated with system components if it is located in a tight 

overhead space (case by case basis) 

 Architectural millwork/casework 

 Metal panels and support steel 

 Curtainwall system 

 Steel stud framing including kickers and trusses at floor penetrations.  

 Valve locations (clearance) 

 Access panels (these should be modeled with the system they provide 

access to). 

 Conduit racks or other substantially wide / bundled electrical routing. 

(these can be generically modeled, i.e. extruded boxes, space claims) 

 Single conduit runs associated with any system (lighting, power, controls, 

etc) if needed to coordinate concrete coring. 

 Kitchen equipment 

 MEP/FP & Low Voltage Equipment 

 MEP/FP & Low Voltage Systems 

 Pull box locations and any extra space claims for their access.  

 Telecom & Data 

2.4.2 Authorized Uses 

2.4.2.1 Construction. Suitable for the generation of traditional construction 

documents. Contractors may utilize this model for coordination purposes 

and creation of shop drawings. 

2.4.2.2 Analysis. The Model may be analyzed for performance of selected systems 

by application of specific performance criteria assigned to the representative 

Model Elements.  

2.4.2.3 Schedule. The Model may be used to show ordered, time-scaled appearance 

of detailed elements and systems. 

 

ARTICLE 3:  MODEL ELEMENTS  

 

3.1 Reliance on EDiS Company’s Model Element Matrix 
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3.1.1 The EDiS Company Model Element Matrix at the end of this section identifies (1) the 

LOD required for each Model Element at the end of each Project phase, and (2) the 

Model Element Author responsible for developing the Model Element to the LOD 

identified. Each Model Element Author’s content is intended to be shared with 

subsequent Model Element Authors and Model Users throughout the course of the 

Project.  

3.1.2 It is understood that while the content of a specific Model Element may include data 

that exceeds the required LOD identified in the Model Element Table for a particular 

phase, Model Users and subsequent Model Element Authors may rely on the 

accuracy and completeness of a Model Element consistent only with the content 

required for a LOD identified in the Model Element Table.  

3.1.3 Any use of, or reliance on, a Model Element inconsistent with the LOD indicated in 

the Model Element Table by subsequent Model Element Authors or Model Users 

shall be at their sole risk and without liability to the Model Element Author. To the 

fullest extent permitted by law, subsequent Model Element Authors and Model 

Users shall indemnify and defend the Model Element Author from and against all 

claims arising from or related to the subsequent Model Element Author’s or Model 

User’s modification to, or unauthorized use of, the Model Element Author’s content. 

3.2 Table Instructions 

3.2.1 The Model Element Table at the end of this section indicates the LOD to which each 

Model Element Author (MEA) is required to develop the content of the Model 

Element at the conclusion of each phase of the Project.  EDiS Company holds the 

rights of this table and all ownership right for edits are performed via EDiS 

Company. 

3.3 EDiS Company’s Model Element Matrix AIA Document G202-2013 (attached). 

3.4 Insertion Point (attached). 
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PU09, Revised 4/14 

SECTION 014500 - QUALITY CONTROL  

 

1. DESCRIPTION 

 

 A. Quality control services include inspections and tests performed by independent 

agencies and governing authorities, as well as by the Contractor.  Inspection and testing 

services are intended to determine compliance of the work with requirements specified.  

Specific quality control requirements are specified in individual specification sections. 

 

2. RESPONSIBILITIES  

 

 A. Contractor Responsibilities:  Except where indicated as being the Owner’s 

responsibility, quality control services are the Contractor’s responsibility, including 

those specified to be performed by an independent agency and not by the Contractor.  

The Contractor shall employ and pay an independent agency, testing laboratory or 

other qualified firm to perform quality control services specified. 

 

 1. The Owner will engage and pay for services of an independent agency to perform 

the inspections and tests that are specified as Owner’s responsibilities. 

 

 B.  Retest Responsibility:  Where results of inspections or test do not indicate compliance 

with Contract Documents, retests are the Contractor’s responsibility. 

 

 C. Responsibility for Associated Services:  The Contractor shall cooperate with 

independent agencies performing inspections or test.  Provide auxiliary services as are 

reasonable. Auxiliary services include: 

 

 1. Provide access to the Work. 

 

 2. Assist taking samples. 

 

 3. Deliver samples to test laboratory. 

 

 D. Coordination:  The Contractor and independent test agency shall coordinate the 

sequence of their activities and shall avoid removing and replacing work to 

accommodate inspections and test.  The Contractor is responsible for scheduling time 

for inspections and tests. 

 

 E.  Qualifications for Service Agencies:  Contractor shall engage only inspection and test 

service agencies which are pre-qualified as complying with “Recommended 

Requirements for Independent Laboratory Qualification” by the American Council of 

Independent Laboratories. 

 

 F.  Submittals:  Contractor shall submit a certified written report of each test, Inspection or 

similar service, in duplicate to the Construction Manager.  Contractor shall submit 
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QUALITY CONTROL  014500 - 2 

PU09, Revised 4/14 

additional copies of each report to any governing authority, when the authority so 

directs. 

 

 G. Report Data:  Written inspection or test reports shall include: 

 

 1. Name of testing agency or test laboratory. 

 

 2. Dates and locations of samples, tests or inspections. 

 

 3. Names of individual present. 

 

 4. Complete inspection of test data. 

 

 5. Test results. 

 

 6. Interpretations. 

 

 7. Recommendations. 

 

 H. Repair and Protection:  Upon completion of inspection or testing, Contractor shall 

repair damaged work and restore substrates and finishes.  Contractor shall comply with 

requirements for “Cutting and Patching.” 

 

 I  The 2000 IBC code the following testing is code required:   

  1. Structural tests and special inspections must be conducted by an approved agency 

(an agency or firm regularly engaged in conducting tests or furnishing inspection 

services, approved by the authority having jurisdiction.)  This means that 

contractors will no longer be allowed to cast their own test cylinders for example. 

 

  2. Continuous special inspection (the full-time observation of work by an approved 

special inspector who is present until completion of the work) is required for any 

steel welds and connections.  Critical elements may include:  all slip critical bolted 

connections, complete and partial groove welds, multi-pass fillet welds and single 

pass fillet welds greater than 5/16". 

 

  3. Continuous special inspection is required during the placement of all concrete and 

shotcrete for the proper application techniques with a few exceptions. 

 

  4. Periodic special inspection (the part-time observation by an approved special 

inspector) is required for any steel welds and connections.  Critical elements may 

include:  all slip critical bolted connections, complete and partial groove welds, 

multi-pass fillet welds and single pass fillet welds greater than 5/16". 

 

  5. Spray applied fireproofing requires periodic special inspection for the structural 

member surface conditions, application, thickness, density and bond strength. 
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  6. Based on the classification, occupancy, and design of the structure, the code 

requires periodic special inspection for placement of masonry units and 

reinforcing steel and continuous special inspection of grout placement. 

 

 

END OF SECTION 
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SECTION 015113 - TEMPORARY ELECTRICITY 

 

1. GENERAL 

 

 A. RELATED WORK SPECIFIED ELSEWHERE 

 

  1. Electrical Basic Materials and Methods, Division 16 or 26. 

  

 B. DESCRIPTION OF SYSTEM 

 

  1. Power Source   

 

   a. Suppliers:  Delmarva Power 

 

   b. The Construction Manager shall provide power service to the site.   

 

   c. The Construction Manager will make all arrangements for bringing the power 

supply to the site and for installation of appropriate temporary transformers 

to provide for the power supply in 1.B.1.b, above. 

 

   d. The source will be adequate to service temporary electrical needs of the 

proposed construction. 

 

  2. Electrical Service 

 

   a. Contractor will be responsible to pay for all costs associated with providing 

electrical service from the power source to their respective site office, 

temporary storage facilities or temporary construction buildings as 

appropriate. 

 

   b. Prior to issuance of the Notice to Proceed for the Field House general 

contract, the Construction Manager will be responsible for providing 

temporary electrical service as provided in 1.B.2.c, below.  After issuance of 

the Notice to Proceed for the Field House general contract, the Electrical 

Contractor shall become responsible for maintaining all electrical power 

supply and service facilities installed by the Construction Manager.  The 

Electrical Contractor shall also, from that date forward, be responsible for 

providing and maintaining temporary electrical service to the site as provided 

in 1.B.2.c, below. 

 

   c. The Construction Manager or Electrical Contractor, as provided in 1.B.2.b, 

above, shall install temporary electric service for items below, throughout the 

construction period, such that power can be secured at any desired point with 

no more than a 60 foot extension: 
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    (1) Power Centers for miscellaneous tools and equipment used in the 

construction work shall be provided with a minimum of four 20-amp, 

120 volt grounding type outlets.  Each outlet shall be provided with 

ground fault detecting circuit breaker protection. 

 

    (2) Adequate lighting for safe working conditions shall be provided and 

maintained on a 24 hour per day basis throughout the building, tunnels, 

and stairways per OSHA requirements.  Each lamp must be rated at least 

100 watts.  Voltage of each socket must be at least 110 volts. 

 

    (3) Power for testing and checking equipment must be supplied. 

 

  3. Capacity 

 

   a. All electrical power supply and service lines installed shall be of adequate 

capacity for construction use by all trades during the construction period at 

the locations necessary. 

 

   b. The Electrical Contractor shall notify the Power Company if unusually heavy 

loads, such as welding units, are anticipated. 

 

  4. Power Costs 

 

   a. The Construction Manager will pay all costs of temporary electrical power 

used during construction. 

 

   b. The Owner will pay all costs of power used in the permanent wiring. 

 

 C. REQUIREMENTS AND REGULATORY AGENCIES 

 

  1. The Electrical Contractor will obtain permits as required by local governmental 

authorities. 

 

  2. The temporary electrical service shall comply with National Electrical Code, 1990 

Edition and applicable local codes and utility regulations. 

 

 D. USE OF PERMANENT SYSTEM 

 

  1. The Electrical Contractor shall regulate any part of the permanent electrical 

system which is used for construction purposes to prevent interference with 

safety and orderly progress of the Work. 

 

  2. Contractors shall leave permanent electrical services in a condition as good as 

new and clean. 
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2. PRODUCTS 

 

 A. MATERIALS 

 

  1. General 

 

   a. The materials may be new or used, but must be adequate in capacity for the 

purposes intended and must not create unsafe conditions or violate the 

requirements of applicable codes. 

 

  2. Conductors 

 

   a. Use wire, cable, or busses of appropriate type, sized in accordance with the 

National Electrical Code for the applied loads. 

 

   b. Use only UL labeled wire and devices. 

 

 B. EQUIPMENT 

 

  1. Provide appropriate enclosure for the environment in which used in compliance 

with NEMA standards. 

 

3. EXECUTION 

 

 A. GENERAL 

 

  1. Install all work with a neat and orderly appearance. 

 

  2. Make structurally sound throughout. 

 

  3. Maintain to give continuous service and to provide safe working conditions. 

 

  4. Modify temporary power and light installation as job progress requires. 

 

 B. INSTALLATION 

 

  1. Locate so that interference with storage areas, traffic areas and work under other 

Contracts is avoided. 
 

 C. REMOVAL 
 

  1. Remove all temporary equipment and materials completely upon completion of 

construction. 
 

  2. Repair all damage caused by the installation and restore to satisfactory condition. 

 END OF SECTION 



Appoquinimink School District                   

Fairview Campus Middle & High Schools 

Bid Package E 5 March 2018   
                   

 

TEMPORARY HEATING, COOLING AND VENTILATING 015123 - 1 

PU09, Revised 1/2015 

SECTION 015123 - TEMPORARY HEATING, COOLING AND VENTILATING 

 

1. GENERAL 

 

 A. RELATED REQUIREMENTS SPECIFIED ELSEWHERE 

 

  1. Temporary Electric:  Section 015113 

 

  2. Temporary Facilities:  Section 015200 

 

  3. Heating Requirements for Cold Weather Installation and Protection of Materials:  

Respective specification section for each item of work. 

 

 B. DEFINITIONS 

 

  1. Temporary Enclosures:  Sufficient preliminary enclosures of an area of structure, 

or of an entire building, to prevent entrance or infiltration of rain water, wind or 

other elements and which will prevent undue heat loss from within enclosed 

area. 

 

  2. Permanent Enclosure:  Stage of construction at which all moisture and weather 

protection elements of construction have been installed in accordance with 

Contract Documents, either for a portion of structure, or for an entire building. 

 

 C. DESCRIPTION OF SYSTEM 

 

  1. Prior to the building or portion of building being permanently enclosed, the 

contractor shall provide temporary heat and ventilation and weather protection 

necessary for its work, as described below.  After permanent enclosure, the 

mechanical contractor will arrange for and coordinate temporary heat and 

ventilation in enclosed areas required to: 

 

  a. Facilitate progress of Work. 

 

 b. Protect Work and products against dampness and cold. 

 

 c. Prevent moisture condensation on surfaces. 

   

 d. Provide suitable ambient temperatures and humidity levels for installation 

and curing of materials. 

 

 e. Provide adequate ventilation to meet health regulations for safe working 

environment. 
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  2. Temperatures Required 

 

 a. Generally, 24 hours a day:  Minimum of 40 degrees F. 

 

 b. 24 hours a day during placing, setting and curing of cementitious materials:  

As required by specification section for each product. 

 

 c. 24 hours a day, seven days prior to, and during, placing of interior finishes:  

woodwork, resilient floors, painting and finishing:  As required by 

specification section for each product. 

 

 d. 24 hours a day after application of finishes, and until Substantial Completion:  

Minimum of 50 degrees F. 

 

 3. Ventilation Required: 

 

 a. Contractors shall prevent hazardous accumulations of dusts, fumes, mists, 

vapors or gases in areas occupied during construction. 

 

 (1) Provide local exhaust ventilation to prevent harmful dispersal of 

hazardous substances into atmosphere of occupied areas. 

 

 (2) Dispose of exhaust materials in manner that will not result in harmful 

dispersal of hazardous substances into atmosphere of occupied areas. 

 

 (3) Continuously ventilate storage spaces containing hazardous or volatile 

materials. 

 

 (4) Contractor must provide and use equipment which is furnished with 

Exhaust Purifiers/Scribbers or is electrically power driven when any such 

equipment produces airborne containments and will be used in an 

enclosed building. 

 

 (5) The Contractor shall verify air quality by the use of air monitoring 

equipment and document the verified air quality on the daily report. The 

monitoring equipment shall, at a minimum, be designed with an 

auditory alarm and shall provide continuous monitoring of those four 

gasses, Oxygen, Hydrogen Sulfide, Carbon Monoxide and Combustible 

gasses. 

 

 4. Contractors shall provide adequate ventilation for: 

 

 a. Curing installed materials. 

 

 b. Dispersal of humidity. 
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 c. Temporary sanitary facilities. 

 

 5. Duration of Operations: 

 

 a. For Personnel: 

 

 (1) At all times personnel occupy an area subject to hazardous 

accumulations of harmful elements. 

 

 (2) Continue operation of ventilation and exhaust system for time after 

cessation of work process to assure removal of harmful elements. 

 

 b. For curing installed materials:  As required by specification section for 

respective materials. 

 

   c. For humidity dispersal:  Continuously ventilate to provide suitable ambient 

conditions for work. 

 

   d. The Contractor shall maintain supervision and operation of temporary 

heating and ventilating equipment in order to: 

 

  (1) Enforce conformance with applicable codes and standards. 

 

  (2) Enforce safe practices. 

 

  (3) Prevent abuse of services. 

 

 D. COSTS OF INSTALLATION AND OPERATION 

 

  1. The Contractor shall be responsible for all installation and operating costs for any 

heat and ventilation as required in this section until the completion of the project. 

 

  2. After the permanent HVAC system is operational, the Owner will pay the costs 

of fuel for temporary heat and ventilation.  The Contractor will pay the costs for 

maintaining the system until final acceptance by the Owner. 

 

  3. The Contractor shall be responsible for all installation and operating costs for any 

heat required to supplement that which is to be supplied by the Construction 

Manager in 1.C.1, above. 

 

 E. REQUIREMENTS OF REGULATORY AGENCIES 

 

  1. The Construction Manager will obtain and pay for permits as required by 

governing authorities for those activities required by this Section. 
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  2. Contractor shall comply with Federal, State and local codes, and utility company 

regulations. 

 

2. PRODUCTS 

 

 A. MATERIALS 

 

  1. General 

 

  a. Materials may be new or used, but must be adequate for purposes intended 

and must not create unsafe conditions nor violate requirements of applicable 

codes. 

 

 B. EQUIPMENT 

 

  1. Standard products, meeting code requirements. 

 

  2. Provide required facilities, including piping, wiring and controls. 

 

  3. Portable Heater:  Standard Units, meeting code requirements. 

 

  a. Safety Controls against explosion, overheating, and carbon monoxide build up. 

 

  b. Vent direct-fired units to outside. 

 

  c. Provide adequate combustion air. 

 

  4. Oil-Fired heaters will not be allowed. 

 

3. EXECUTION 

 

 A. GENERAL 

 

  1. Comply with applicable sections of Division 23 - Mechanical. 

 

  2. Install work in neat and orderly manner. 

 

  3. Make structurally, mechanically and electrically sound throughout. 

 

  4. Maintain to give safe, continuous service at required times and to provide safe 

working conditions. 

 

  5. Modify and extend system as work progress requires. 
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 B. INSTALLATION 

 

  1. Locate units to provide equitable distribution of heat and air movements. 

 

  2. Locate to avoid interference with, or hazards to: 

 

  a. Work or movement of personnel. 

 

  b. Traffic areas. 

 

  c. Materials handling. 

 

  d. Storage areas. 

  

  e. Work of other Contractors. 

 

  f. Finishes. 

 

 C. OPERATION OF PERMANENT EQUIPMENT 

 

  1. The Construction Manager will coordinate with Contractor. 

 

  2. The Contractor will place permanent HVAC system in operation only upon written 

authorization by the Construction Manager. 

 

  3. Before operating the permanent HVAC equipment, the Contractor shall confirm to 

the Construction Manager that: 

 

  a. Inspection has been made by proper authorities. 

 

  b. Systems, equipment piping, strainers, filters and associated operating items are 

sufficiently complete, cleaned, and ready for operation. 

 

  c. Controls and safety devices are complete and tested, or adequate temporary 

controls are provided. 

 

  d. Before operating the permanent HVAC equipment, the Contractor shall install 

temporary filters: 

 

   (1) For air handling units. 

 

   (2) For permanent ducts. 
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 D. REMOVAL 

 

  1. The Contractor shall completely remove temporary materials and equipment when 

no longer required, or on completion of construction. 

 

  2. The Contractor shall clean and repair damage caused by temporary installation, 

and restore equipment to specified or original condition. 

 

  3. The Contractor shall remove temporary filters and install new filters, or clean 

permanent filters, in the permanent HVAC system prior to final acceptance by the 

Owner. 

 

END OF SECTION 
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SECTION 015200 - CONSTRUCTION FACILITIES & TEMPORARY CONTROLS 

 

1. GENERAL 

 

 A. DESCRIPTION 

 

 1. Construction Manager and Contractors shall provide all temporary facilities 

throughout the construction period unless otherwise indicated in the Contract 

Documents. 

 

 2. Construction Manager and Contractors shall pay all costs for providing, 

maintaining and removing of all temporary facilities unless otherwise indicated in 

the Contract Documents. 

 

2. FACILITIES 

 

 A. TEMPORARY SANITATION FACILITIES 

 

  1. Construction Manager will provide and maintain sanitary facilities for all 

personnel on the project. 

 

  2. The number of sanitary facilities required shall be based on the total number or 

workers employed on the site and shall be in accordance with the provisions of 

the applicable code. 

 

  3. Construction Manager will maintain sanitary facilities in a sanitary and clean 

condition at all times. 

 

 B. TEMPORARY WATER 

 

  1. Drinking Water:  Contractor shall provide potable water for drinking purposes for 

all his personnel on the site.  Contractor shall furnish disposable drinking cups at 

water stations.  Each water station shall be equipped with a suitable trash 

container for disposal of the drinking cups. 

 

  2. Construction Water:  Construction Manager will not provide and maintain tap 

locations for construction water.  Construction water shall be the responsibility of 

the contractor.  

 

 C. TEMPORARY TELEPHONES 

 

  1. Construction Manager will not provide any telephones or fax machines for 

Contractor’s personnel.  Each Contractor is responsible for its own phones and fax 

machines. 
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 D. FIELD OFFICE 

 

  1. During the period of the Work and until final acceptance of the project, the 

Construction Manager will provide a weatherproof building for the Construction 

Manager’s Field Project Manager(s) and Superintendent(s).  Contractor shall make 

provisions for its own field office, subject to approval by the Construction 

Manager. 

 

 E.      FIRE PROTECTION 

 

                        1.   The Carpentry Contractor will provide and maintain portable fire extinguishers 

on each floor level and building area.  Number to conform to applicable codes.  

 

                        2.   Contractor shall provide additional fire extinguishers as required by OSHA 

regulations for its work. 

 

                        3.    Fire extinguishers shall be 10lb, Multi-Purpose (ABC) dry chemical, UL labeled, 

with a rating of 3a:40bc. 

 

 F. ACCESS ROADS AND PARKING AREAS 

 

  1. The Sitework Contractor will provide and maintain access roads on the site. 

 

  2. Neither the Construction Manager nor the Owner will provide parking for 

Contractor’s personnel on or about the project site.  All parking provisions 

required for Contractors will be solely the responsibility of the Contractors or their 

personnel. 

 

 G. STORAGE AREAS 

 

  1. The Construction Manager will assign storage areas on the site.  Storage areas are 

extremely limited and will be assigned in a manner which will best facilitate the 

work. 

 

  2. Contractor shall provide all other storage space required for its work at off-site 

locations. 

 

  3. All combustible or flammable materials must be safely stored in a secured area in 

strict accordance with regulations, codes and laws enforced by local, State or 

Federal agencies, which so ever is the most stringent. 

 

 H. FIRST AID STATION  

 

  1. The Contractor's Superintendent or Safety Supervisor shall insure that adequate 

first aid supplies are available, and that personnel are qualified to administer first 
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aid/CPR, as required by State and/or Federal regulations. 

 

 I. SECURITY 

 

  1. The Construction Manager will not provide the security measures at the site. 

 

  2. All security measures shall be the responsibility of each Contractor.  These 

measures shall include but are not limited to the provision of secured storage for 

tools, construction equipment, and materials and equipment scheduled for 

installation in the building. 

 

 J. BENCH MARKS AND BASELINE 

 

  1. The Construction Manager will lay out and establish and maintain bench marks 

and baselines. 

 

  2. The Contractor shall lay out his own work and shall be responsible for the accuracy 

of same. 

 

  3. Contractor shall check grades, lines, levels and dimensions as shown on the 

drawings and shall promptly report errors or inconsistencies in same to the 

Construction Manager before Work proceeds. 

 

  4. The Contractor is responsible for damaging or altering the bench marks and 

baselines established by the Construction Manager and shall bear the costs of 

replacing same. 

 

 K. FIELD OFFICE AND STORAGE TRAILERS 

 

  1. Contractor shall provide and maintain its own field office and storage trailers as 

required. 

 

  2. Contractor shall provide temporary heat and power for its field office and storage 

trailer. 

 

  3. Contractor’s field offices and storage trailers shall be located as directed by the 

Construction Manager. 

 

 

 L. PROJECT SIGN 

 

  1. The Construction Manager will provide a Project Sign naming the major 

participants, as determined by the Owner. 
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 M. TRASH DISPOSAL 

 

  1. Each Contractor shall be responsible for daily clean up and depositing its 

common trash in the dumpsters provided by the Construction Manager. 

 

  2. The Construction Manager will not provide a trash chute. 

 

  3. The Construction Manager will provide dumpsters, and will arrange for disposal 

of common, non-hazardous, work-related trash deposited in these dumpsters. 

 

 N. HOISTING 

 

  1. Contractor shall provide its own materials hoists and cranes.  No personnel hoist 

will be provided. 

 

 O. SCAFFOLDING AND WORKING PLATFORMS 

 

  1. No scaffolding shall be provided by the Construction Manager.  Each Contractor 

shall provide all scaffolding required to perform its Work. 

 

 P. SAFETY BARRICADES AND RAILINGS 

 

  1. The Structural Contractor shall provide barricades and protective barriers around 

elevator, stair, shaft and cut openings in floors and roofs, and edges of floors and 

roofs.  The methods and materials used in barricading shall be in accordance with 

OSHA and local code regulations. Barricades and protective barriers will be 

installed immediately after the installation of the floor slab on any level or part of 

a level on the Building.  Until a level has been fully barricaded, the Structural 

Contractor will be responsible for maintenance of the barricades.  When a warning 

barricade is used to prohibit employees from entering a restricted work area.  The 

“warning barricade” shall meet the requirements of CFR 1926.502 (f)(2). The 

supported rope, wire, or chain shall be flagged at not more than 6-foot (1.8 m) 

intervals with high-visibility material and maintain between 34 and 39 inches 

above the walking/working surface; Warning signs and tags shall be used in 

accordance with Subpart G of CFR OSHA Construction Industry Regulations.   

 

  2. After the barricades and protective barriers are no longer needed, the Structural 

Contractor will remove the barricades from the site.  The Construction Manager 

will determine the location and scheduling of barriers to be removed. 

 

  3. Contractor shall provide for its own barricades at all other trenches, excavations, 

and locations not specifically identified in Paragraph 1 above. 

 

  4. Contractors who remove barricades shall be responsible for replacing them.  If, 

after proper notification, in writing, from the Construction Manager the 
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responsible Contractor does not correct his deficiencies in safety barricade 

placement, the Construction Manager reserves the right to undertake this work 

and backcharge the responsible Contractor(s). 

 

  5. During the execution of his work, Contractor will provide daily maintenance of, 

and upon completion of same, restore all barricades in a manner acceptable to 

prevailing safety standards enforced by local, State or Federal ordinance, 

whichsoever is most stringent.  The intent is to leave no floor penetration or 

perimeter opening in an unsafe condition. 

 

  6. The Construction Manager shall arrange for temporary ladders required for access 

to each of the floor levels after the completion of floor slab work, and until the final 

stairs are ready for use. 

 

 Q. PUMPING AND DRAINAGE 

 

  1. Contractor shall provide its own pumping and drainage. 

 

  2. When an area is released by one Contractor to another, the Contractor releasing 

an area shall be responsible for leaving it in a drained condition.  The incoming 

Contractor shall assume responsibility for drainage on the day that he is scheduled 

to start work in the area.  If the incoming Contractor is late in starting work, he 

shall assume responsibility for pumping and drainage arising as a result. 

 

 R. TEMPORARY BUILDING ENCLOSURES 

 

  1. The Field House General Contract will equip all temporary exterior doors of the 

buildings with self-closing hardware and padlocks. 

 

  2. All other temporary enclosures and protection shall be provided by the Contractor 

requiring the protection. 

 

  3. Temporary enclosures required due to late delivery of materials or untimely 

installation of work shall be the responsibility of the Contractor responsible for the 

delay. 

 

 S. TEMPORARY POWER AND LIGHTING 

 

  1. Contractor shall provide all extension cords and outlets as required for obtaining 

electric power from power centers provided by the Electrical Contractor.  Refer to 

Section 015113 - TEMPORARY ELECTRIC. 

 

  2. Contractor shall provide its own additional temporary lighting of sufficient 

lighting levels to properly install his work. 
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 T. PROTECTION OF ADJACENT MATERIALS 

 

  1. Contractor shall protect adjacent materials and finishes from damage as a result of 

its work. 

 

 U. CLEAN UP 

 

  1. Contractor shall arrange for clean up and removal of debris resulting from its 

operations, and shall dispose of debris in accordance with the provisions of 

Paragraph 2.13 above.  Clean up shall be on a continual basis to ensure that 

building, grounds and public properties are maintained free from accumulations 

of waste materials and trash. 

 

  2. The Contractor will limit use of and ensure that all materials, including waste, that 

are combustible or flammable will be removed from the building continually, as 

work progresses, and at a minimum at the end of each work day.  All trash which 

is potentially edible or may attract rodents or insects will be disposed of in metal 

containers and removed by the end of the work day. 

 

  3. At completion of its Work, each Contractor shall remove waste materials, rubbish, 

tools, equipment, and clean up all exposed surfaces in preparation for final 

cleaning. 

 

  4. If, after notification in writing from the Construction Manager, the Contractor does 

not correct its deficiencies in housekeeping within twenty four (24) hours, the 

Construction Manager reserves the right to undertake the Work and to backcharge 

the Contractor. 

 

  5. Final clean up prior to Owner occupancy shall be arranged for by the Construction 

Manager. 

 

 

 V. DUST PROTECTION 

 

  1. Contractor shall be responsible for dust protection whenever its operations will 

produce dust and dirt that might affect the buildings properties adjacent to work 

areas.  Contractor shall be responsible for all cleaning required due to its failure to 

provide adequate dust protection. 

 

 W. PROTECTION OF EXISTING CONSTRUCTION 

 

  1. Contractor shall be responsible for all damage that it may cause to materials and 

equipment stored or installed by other Contractors. 

 

 X. OTHER 
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  1. Contractor shall provide any other Temporary Facilities and services that it 

requires and which are not specifically identified above. 

 

3. PERMITS 

 

 3.1 The Construction Manager will obtain the Building Permit.  All other permits are to be 

obtained and paid for by the Contractor requiring them. 

 

4. EXECUTION 

 

 A. GENERAL 

 

  1. Contractor shall install all temporary facilities in accordance with applicable 

codes. 

 

  2. Contractor shall maintain temporary facilities for which it is responsible 

throughout the construction period. 

 

  3. Contractor shall remove all temporary facilities for which it is responsible when 

they are no longer required or when the Construction Manager directs the removal 

of same. 

 

  4. Contractor shall repair all damage to the Project Site caused by the installation of 

its temporary facilities. 
 

 

 

END OF SECTION 
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SECTION 016200 - MATERIAL AND EQUIPMENT 

 

1. GENERAL CONDITIONS 

 

 A. The general provisions of the Contract, including the Conditions of the Contract 

(General, Supplementary and other Conditions, if any) and Division 1 as appropriate 

apply to the Work specified in this Section. 

 

 B.  Where work is to be executed under Separate Prime Contracts, the provisions of this 

Section apply to each Contract. 

 

2. REQUIREMENTS INCLUDED 

 

 A. All materials and equipment incorporated into the Work shall: 

 

 1. be new; 

 

 2. conform to applicable specifications and standards; and 

 

 3. comply with size, make, type and quality specified, or as specifically approved in 

writing by the Architect. 

 

 B. Manufactured and Fabricated Products shall conform to the following requirements: 

 

  1. Designed, fabricated and assembled in accord with the best engineering and shop 

practices. 

 

  2. Manufactured like parts of duplicate units to standard sizes and gauges, to be 

interchangeable. 

 

  3. Two or more items of the same kind shall be identical, by the same manufacturer. 

 

  4. Products shall be suitable for service conditions. 

 

  5. Equipment capacities, sizes and dimensions shown or specified shall be adhered 

to unless variations are specifically approved in writing. 

 

 C. Contractor shall not use materials or equipment for any purpose other than that for 

which it is designated or is specified. 

 

 D. Materials removed form existing structures shall not be reused in the completed work 

unless specifically indicated or specified. 

 

 E. For materials and equipment specifically indicated or specified to be reused in the 

Work: 
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  1. Contractor shall use special care on removal, handling storage and reinstallation, 

to assure proper function in the completed Work. 

 

  2. Arrange for transportation, storage and handling of products which require off-

site storage, restoration or renovation.  Pay all costs for such work. 

 

3. MANUFACTURER’S INSTRUCTIONS 

 

 A. When Contract Documents require that installation of work shall comply with 

manufacturer’s printed instructions, Contractor shall obtain and distribute copies of 

such instructions to parties involved in the installation, including two copies to 

Construction Manager. 

 

  1. Maintain one set of complete instructions at the job site during installation and 

until completion. 

 

 B. Contractor shall handle, install, connect, clean, condition and adjust products in strict 

accord with such instructions and in conformity with specified requirements. 

 

  1. Should job conditions or specified requirements conflict with manufacturer’s 

instructions, Contractor shall consult with Construction Manager for further 

instructions. 

 

  2. Contractor shall perform work in accord with manufacturer’s instructions.  

Contractor shall not omit any preparatory step or installation procedure unless 

specifically modified or exempted by Contract Documents. 

 

4. TRANSPORTATION AND HANDLING 

 

 A. Contractor shall arrange deliveries of Products in accord with construction schedules, 

coordinate to avoid conflict with work and conditions at the site. 

 

  1. Deliver Products in undamaged condition, in manufacturer’s original containers 

or packaging, with identifying labels intact and legible. 

 

  2. Contractor shall immediately on delivery, inspect shipments to assure compliance 

with requirements of Contract Documents and approved submittals, and that 

Products are properly protected and undamaged. 

 

 B. Contractor shall provide equipment and personnel to handle Products by methods to 

prevent soiling or damage to Products or packaging. 
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5. STORAGE AND PROTECTION 

 

 A. Contractor shall store Products in accord with manufacturer’s instructions, with seals 

and labels intact and legible. 

 

  1. Contractor shall store Products subject to damage by the elements in weathertight 

enclosures. 

 

  2. Contractor shall maintain temperature and humidity within the ranges required 

by manufacture’s instructions. 

 

 B. Exterior Storage 

 

  1. Contractor shall store fabricated Products above the ground, on blocking or skids, 

to prevent soiling or staining.  Cover Products which are subject to deterioration 

with impervious sheet coverings; provide adequate ventilation to avoid 

condensation. 

 

  2. Contractor shall store loose granular materials in a well-drained area on soiled 

surfaces to prevent mixing with foreign matter. 

 

 C. Contractor shall arrange storage in a manner to provide easy access for inspection.  

Contractor shall make periodic inspections of stored Products to assure that Products 

are maintained under specified conditions, and free from damage or deterioration. 

 

 D. Contractor shall store flammable materials so as to prevent contact with flames and fire.  

Conform with manufacturer’s recommendations and local laws.  Pay particular 

attention to storage of: 

 

  1. Roof insulation. 

 

  2. Roofing materials, including solvents. 

 

  3. Paint materials. 

 

  4. Cleaning and other solvents. 

 

  5. Fuels. 

 

 E. Protection after Installation: 

 

  1. Contractor shall provide substantial coverings as necessary to protect installed 

Products from damage from traffic and subsequent construction operations.  

Remove when no longer needed. 
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6. SUBSTITUTIONS AND PRODUCT OPTIONS 

 

 A. Product List. 

 

  1. Within 30 days after Contract Date, Contractor shall submit to Construction 

Manager a complete list of major products proposed to be used, with the name of 

the manufacturer and the installing Contractor. 

 

 B. Contractor’s Options. 

 

  1. For Products specified only by reference standard, Contractor shall select any 

Product meeting that standard. 

 

  2. For Products specified by naming several Products or manufacturers, Contractor 

shall select any one of the Products or manufacturers named which complies with 

the specifications. 

 

  3. For Products specified by naming one or more Products or manufacturers and “or 

equal”, Bidders must, during the bidding period, submit a request for 

substitutions for any Product or manufacturer not specifically named.  See 

provisions in Paragraph 6.C, below. 

 

  4. For Products specified by naming only one Product and manufacturer, there is no 

option; and Contractor shall provide the precise Product specified. 

 

 C. Substitutions. 

 

                        1.    Until a date no later than seven (7) days before the date Bids are due, Architect 

will consider written requests from bidders for substitution of Products. The 

contractor will submit any substitution requests to the Construction Manager 

for transmittal to the Architect. The architect will review requests and will notify 

Bidders in an Addendum if the requested substitution is acceptable. 

 

  2. Should the Bidder desire a substitution, it shall submit a separate request for each 

Product, supported with complete data, with drawings and samples as 

appropriate, including: 

 

  a. Comparison of the qualities of the proposed substitution with that specified. 

 

  b. Changes required in other elements of the Work because of the substitution. 

 

  c. Effect on the construction schedule. 

 

  d. Cost data comparing the proposed substitution with the Product specified. 
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  e. Any required license fees or royalties. 

 

  f. Availability of maintenance service, and source of replacement materials. 

 

  3. Architect, in its sole discretion, shall be the judge of the acceptability of the 

proposed substitution. 

 

  4. A request for a substitution constitutes a representation that Bidder: 

 

  a. has investigated the proposed Product and determined that it is equal to or 

superior in all respects to that specified; 

 

  b. will provide the same warranties or bonds for the substitution as for the 

Product specified; 

 

  c. will coordinate the installation of an accepted substitution into the Work, and 

make such other changes as may be required to make the Work complete in all 

respects; and 

 

  d. waives all claims for additional costs, under his responsibility, which may 

subsequently become apparent. 

 

 D. Architect will review requests for substitutions with reasonable promptness, and notify 

Bidders, in writing, through the Construction Manager, of the decision to accept or 

reject the requested substitution.  Any decision to accept a substitution must be 

confirmed in an Addendum issued during the bidding period in order to be valid.  Oral 

approvals will not be binding. 

 

END OF SECTION 
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SECTION 017123 - FIELD ENGINEERING 

 

1. GENERAL PROVISIONS 

 

 A. The general provisions of the Contract, including the Conditions of the Contract, 

(General, Supplementary and other Conditions, if any) and Division 1 as appropriate, 

apply to the Work specified in this Section. 

 

 B.  The provisions of the section apply to all contracts. 

 

2. SURVEY 

 

 A. The Owner has had a site survey prepared by Landmark Engineering. This 

information has been included in this Bid Pack. 

 

3. CONSTRUCTION MANAGER 

 

 A. The Construction Manager will establish a bench mark and base line from which 

structures and grades shall be laid out by Contractors as designated in this section.  The 

total extent of this layout is shown on the site drawings.  One bench elevation shall be 

provided. 

 

 END OF SECTION 
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SECTION 017700 – CONTRACT CLOSEOUT 

 

1. DESCRIPTION OF REQUIREMENTS 

 

 A. Provisions of this section apply to the procedural requirements for the actual close out 

of the Work, not to the administrative matters such as final payment or the change over 

of insurance.  Close out requirements relate to both substantial and final completion of 

the Work; they also apply to individual portions of completed work as well as the Total 

work.  Specific requirements contained in other sections have precedence over the 

general requirements contained in this section. 

 

2. PROCEDURES AT SUBSTANTIAL COMPLETION 

 

 A. Prerequisites:  Contractor shall comply with the General Conditions and complete the 

following before requesting inspection of the Work, or a designated portion of the Work, 

for certification of substantial completion: 

 

  1. submit executed warranties, workmanship bonds, maintenance agreements, 

inspection certificates, releases of liens, tax certification and similar required 

documentation for specific units of work, and documents needed to enable Owner’s 

unrestricted occupancy and use; 

 

  2. submit record documentation, maintenance manuals, tools, spare parts, keys and 

similar operational items; 

 

  3. complete instructions of Owner’s operating personnel, and start up of systems; and 

 

  4. complete final cleaning and remove temporary facilities and tools. 

 

 B. Inspection Procedures:  Upon receipt of Contractor’s request, Architect/Engineer will 

either proceed with inspection or advise Construction Manger of prerequisites not 

fulfilled.  Following initial inspection, Architect/Engineer will either prepare certificate 

of substantial completion, or advise Construction Manager of work which must be 

performed prior to issuance of certificate.  The Architect/Engineer will repeat the 

inspection when requested and assure that the work has been substantially completed.  

Results of the completed inspection will form the initial “punch list” for final acceptance. 

 

 C. Punch List Procedures:   Each Contractor shall be given a copy of the punch list with its 

appropriate work identified.  Each Contractor shall be given 9 (nine) calendar work days 

to complete their punch list work.  On the 10th day or as determined by the Construction 

Manager the Construction Manager shall employ other Contractors, as required, to 

complete any incomplete punch list work and retain from the appropriate Contractors 

retainage all costs incurred. 

 

3. PROCEDURES AT FINAL ACCEPTANCE 
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 A. Re-inspection Procedure:  The Architect/Engineer will re-inspect the Work upon receipt 

of the Contractor’s notice that, except for those items whose completion has been delayed 

due to circumstances that are acceptable to the Architect/Engineer, the Work has been 

completed, including punch list items from earlier inspections.  Upon completion of re-

inspection, the Architect/Engineer will either recommend final acceptance and final 

payment, or will advise the Contractor of work not completed or obligations not fulfilled 

as required for final acceptance.  If necessary, this procedure will be repeated. 

 

4. RECORD DOCUMENTATION 

 

 A. Record Drawings:  Contractor shall maintain a complete set of either blue or black line 

prints of the contract documents and shop drawings for record mark-up purposes 

throughout the Contract Time.  Contractor shall mark up these drawings during the 

course of the Work to show both changes and the actual installation, in sufficient detail 

to form a complete record for Owner’s purposes giving particular attention to work that 

will be concealed and difficult to measure and record at a later date, and Work which 

may require servicing or replacement during the life of the project.  Require the entities 

marking prints to sign and date each mark up.  Bind prints into manageable sets, with 

durable paper cover, appropriately labeled. 

 

 B. Installation, Operation and Maintenance Manual:  Contractor shall provide 3-ring vinyl 

covered binders containing required maintenance manuals, properly identified and 

indexed and including operating and maintenance instructions extended to cover 

emergencies, spare parts, warranties, inspection procedures, diagrams, safety, security, 

and similar appropriate data for each system of equipment item. 

 

 C. State Tax Certification:   Contractor shall provide recent Delaware State Tax Certification 

form as issued by State of Delaware, Department of Finance, Division of Revenue, Carvel 

State Office Building, 820 N. French Street, Wilmington, Delaware  19801. 

 

 D.  AIA Documents: Contractors shall provide the following AIA documents with their final 

payment application submission: 

 AIA G732, Application for Payment for 100% Complete  

 AIA G732, Final Application for Payment for Retainage  

 AIA G704-CMA, Certificate of Substantial Completion – 4 originals 

 AIA G706, Affidavit of Payment of Debts & Claims  

 AIA G706A, Affidavit of Release of Liens  

 AIA G707, Consent of Surety 

 

E. Release of Liens: Contractors shall provide the following release of liens with their final 

payment application submission: 

 Prime Contractor's Release of Liens  

 Subcontractors’ & Suppliers’ Release of Liens (major subs and suppliers)  
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5. GENERAL CLOSE OUT REQUIREMENTS 

 

 A. Operator Instruction:  Contractor shall require each Installer of systems requiring 

continued operation and maintenance by Owner’s operating personnel, to provide on 

location instruction to Owner’s personnel, sufficient to ensure safe, secure, efficient, non-

failing utilization and operation of systems.  Contractor shall provide instructions for the 

following categories of work: 

 

  1. Mechanical/electrical/electronic systems (not limited to work of Division 15 and 16). 

   

  2. Roofing, flashing, joint sealers. 

   

  3. Floor finishes. 

   

  4. Door hardware 

 

6. FINAL CLEANING 

 

 A. At the time of project close out Contractor shall clean or re-clean the Work to the 

condition expected from a normal, commercial building cleaning and maintenance 

program.  Complete the following cleaning operations before requesting the 

Architect/Engineer’s inspection for certification of substantial completion: 

 

  1. Remove non-permanent protections and labels. 

   

  2. Polish glass. 

   

  3. Clean exposed finishes. 

   

  4. Touch up minor finish damage. 

   

  5. Clean or replace mechanical systems filters. 

   

  6. Remove debris. 

   

  7. Broom clean unoccupied spaces. 

   

  8. Sanitize plumbing and food service facilities. 

   

  9. Clean light fixtures and replace burned out lamps. 

   

  10. Sweep and wash paved areas. 

   

  11. Police yards and grounds. 
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END OF SECTION 
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