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NOTICE:  Attach this addendum to the project manual for this project.  It modifies and becomes a 

part of the contract documents.  Work or materials not specifically mentioned herein are to be 

described in the main body of the specifications and as shown on the drawings.  Bidders shall 

acknowledge receipt of this addendum on the space provided on the Bid Form.  Failure to do so 

may subject the bidder to disqualification. 

 

Whenever this Addendum modifies a portion of the Project Manual added information is shown as 

Bold and deleted information is shown as strikethrough. 

 

The contract documents for the above referenced project, dated July 17, 2015 are amended as 

follows: 

 

The bid opening date has been extended. Bids will be received at the Capital School 

District offices located at 198 Commerce Way Dover, Delaware 19904-8210 until 3:00 p.m. 

local time on Wednesday, September 16, 2015, at which time they will be publicly 

opened and read aloud. 

 
GENERAL CLARIFICATIONS: 

1. Contractor to provide new head end intercom system by one of the following 

manufacturer/models: 

a) Bogen Quantum 

b) Bogen Multicom  

c) Valcom Talkback 

 

QUESTIONS AND ANSWERS: 

1.  Q. Drawing T-000 – Detail 1 – Technology Symbols – the majority of these symbols do not 

indicate what type and quantity of communications cables are to be installed at each type of 

outlet etc... Please provide an accurate description and quantity of cables required at each 

type of Telecom outlet.  

 A. Structured cabling was removed from the T drawings.  The owner is providing structured 

cabling. 



 

 

2.  Q. In the Re-Bid of Bid Pack A in the fall of 2014 there was Drawing T-201 – Technology 

Faceplates and Wiring that also included the info requested in the above question. Could a 

similar drawing also be provided for this current Bid Pack “B”?  

 A. Structured cabling was removed from the T drawings.  The information included on sheet T-

201 related to structured cabling.  This equipment is not part of the construction package 

anymore. 

3.   Q. In the PA Specification, Section 275000, 2.02, H1. “Contractor shall include extra circuits for 

staff telephones and loudspeakers built into the system”. Can you clarify that the telephones 

stated here are to be part of the WIN PBX Telephone System?  

 A. 15% spare capacity is required for PA speakers only. Telephone handsets are part of the WIN 

PBX Telephone system. 

 

MODIFICATIONS TO SPECIFICATIONS: 

N/A 

 

MODIFICATIONS TO DRAWINGS: 

N/A 

 

 

End of Addendum No. 3 


