
 

 

ADDENDUM NO. 7  May 6, 2014 

KCCS Main Building – Bid Package ’A’ 

Dover, Delaware 19904 

Page 1 

 

NOTICE:  Attach this addendum to the project manual for this project.  It modifies and becomes a 

part  of  the  contract  documents.   Work  or materials  not  specifically mentioned  herein  are  to  be 

described  in  the main  body  of  the  specifications  and  as  shown  on  the  drawings.    Bidders  shall 

acknowledge  receipt of  this addendum on  the space provided on  the Bid Form.   Failure  to do so 

may subject the bidder to disqualification. 

 

Whenever this Addendum modifies a portion of the Project Manual added information is shown as 

Bold and deleted information is shown as strikethrough. 

 

The  contract  documents  for  the  above  referenced  project,  dated March  3,  2014  are  amended  as 

follows: 

 

GENERAL CLARIFICATIONS: 

1.  Section 01 32 16 CONSTRUCTION SCHEDULE: Section 2, paragraph 2.3; replace “August 2014” 

with “30 September 2014”. 

 

QUESTIONS AND ANSWERS: 

1. Drawing P‐102 shows a 2” sewer pipe that gets demolished @ Storage 104A.  Nothing is shown 

on drawings where this concrete floor gets demolished or patched.  Please advise. 

 

This work should be done under the CONTRACT 07 MECHANICAL AND PLUMBING 

 

MODIFICATIONS TO SPECIFICATIONS: 

1. Section 01 11 00 SUMMARY OF WORK: Replace from CONTRACT NO 04 DRYWALL STUDS 

AND ACOUSTICAL CEILINGS the following scope item: 

 Coordination and allowing full access to other trades so they can perform their work will be 

included and part of this Contractor’s obligation.  Any unused portion of the allowance will 

be returned to the Owner. 

2. Section 01 11 00 SUMMARY OF WORK: Add to CONTRACT NO 02 GENERAL TRADES – Add 

Technical Specification Section 072400 Exterior Insulation and Finish Systems and the following 

scope items: 

 

 Provide Exterior Insulated Finish System (EIFS) including all insulation, drainage mesh and 

vapor barrier as shown on drawings. 



 

 

 Caulking of the following: 

o EIFS to EIFS 
o EIFS to Masonry 

o EIFS to Aluminum 

 Flashing required at EIFS system. 

 Rough blocking built into panelized EIFS is the responsibility of the General Trades 

Contractor. 

 Hoisting and scaffolding as required. 

 Anchors for supporting EIFS panels. 

 Provide scoring, beads and joints as required and as detailed on the contract documents. 

 

3. Section 01 11 00 SUMMARY OF WORK: Delete from CONTRACT NO 07 MECHANICAL AND 

PLUMBING the following scope items: 

 Piping work associated with the emergency generator (including fuel piping and exhaust 

piping). Include initial fill up of fuel tanks.  

 Gas piping and meter 

 Fuel detection/monitoring system in accordance with local codes.  

 Water meter pit 

 Controls for air compressor 

 Boiler feed water controls 

 

4. Section 01 11 00 SUMMARY OF WORK: Add to CONTRACT NO 08 ELECTRICAL the 

following scope item: 

 Provide initial fill up of generator tanks.  
 

 

MODIFICATIONS TO DRAWINGS: 
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