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Duncan Boiler Replacement 

CONSTRUCTION CONTRACT 
ADDENDUM NO. 02 

09-12-11 
 
 

1. This Addendum is hereby made a part of the Construction Documents and all bidders are 
bound to this Addendum. 

 
2. Please be advised of the following changes to the Construction Documents. 

 
3. Bids are due at the Joint Force Headquaters, First Regiment Road, Wilmington, 

Delaware  19808 on or before 1:00 PM, September 16, 2011. 
 

4. Addendum #1, Item #3 – DELETE - Item #3 from Addendum #1 and SUBSTITUTE the 
following: “Where portions of Drawings are modified or deleted by these Addenda, the 
unaltered portions of the respective Drawing shall remain in effect.” 
 

5. Addendum #1, Item #8 – CLARIFICATION – The last Addendum will be issued no later 
than September 13, 2011. 
 

6. Addendum #1, BID BOND – DELETE – The BID BOND that was included in the Project 
Manual and SUBSTITUTE the BID BOND that is attached to this addendum. 

 
7. BID FORM, page 3, Substantial Completion – CLARIFICATION - "Contractor will have 

180 days to complete work after receiving Notice To Proceed.  Notice To Proceed will not 
be issued until heating system is shut down sometime around April, 2012.  However, 
contractor is expected to have all equipment and materials in stock and prepared for 
installation prior to end of March, 2012.  Owner will pay for stored equipment and 
materials after verifying that they have been obtained and are stored in an approved and 
insured location." 

 
8. Addendum #1, Item #24 – DELETE – Item #24 from Addendum #1 and SUBSTITUTE 

the following: “Existing office A/C unit outdoor air and return air motor operated dampers 
shall be electric/electronic type.  When the A/C unit is off the outside air damper shall be 
fully closed and the return air damper shall be fully open.  When the A/C unit is energized 
the outside air damper shall open to its present minimum outdoor air position (10%) and 
the return air damper shall close to its corresponding position.  Rebalance AHU supply, 
return and outside air conditions.” 
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9. Minimal amount of asbestos containing material is present on gasketing and around 
boiler door.  These asbestos containing materials will be removed prior to contractor 
starting any work on boiler.  
 

10. Contractor who is awarded contract must provide to Delaware Army National Guard, 
contract amounts awarded to all subcontractors.  All contractors must identify if they are 
considered a minority or women owned business, and, if so, are they registered with the 
State of Delaware, Office of Minority and Women Owned Business Enterprise.  The 
Delaware Army National Guard will submit this information to Office of Minority and 
Women Owned Business Enterprises to assist in their minority and women owned 
businesses reporting requirements.  
 
 

 
END OF ADDENDUM #2 
____________________________________________________________________________ 
Questions and/or comments regarding this Addendum shall be made in writing to Delaware 
Architects, LLC.  This Addendum shall be acknowledged in the Contractor’s Bid Proposal. 
  
 
 



STATE OF DELAWARE 
OFFICE OF MANAGEMENT AND BUDGET 

 
BID BOND 

 
TO ACCOMPANY PROPOSAL 
(Not necessary if security is used) 

 
 
KNOW ALL MEN BY THESE PRESENTS That:         
    of       in the County of    
  and State of       as Principal, and     
    of      in the County of     and State 
of     as Surety, legally authorized to do business in the State of Delaware (“State”), are 
held and firmly unto the State in the sum of          
Dollars ($   ), or    percent not to exceed      
      Dollars ($   ) of amount of bid on DEARNG 
Contract No. 10-02011 to be paid to the State for the use and benefit of Delaware National Guard for which 
payment well and truly to be made, we do bind ourselves, our and each of our heirs, executors, 
administrators, and successors, jointly and severally for and in the whole firmly by these presents. 
 
 NOW THE CONDITION OF THIS OBLIGATION IS SUCH That if the above bonded Principal 
who has submitted to the Delaware National Guard a certain proposal to enter into this contract for the 
furnishing of certain material and/or services within the State, shall be awarded this Contract, and if said 
Principal shall well and truly enter into and execute this Contract as may be required by the terms of this 
Contract and approved by the Delaware National Guard this Contract to be entered into within twenty days 
after the date of official notice of the award thereof in accordance with the terms of said proposal, then this 
obligation shall be void or else to be and remain in full force and virtue.  
 
Sealed with    seal and dated this   day of     in the year of our Lord two 
thousand and      (20 ). 
 
SEALED, AND DELIVERED IN THE 
   Presence of 
 
              

       Name of Bidder (Organization) 
 
 
 Corporate  By:         

      Seal             Authorized Signature 
 
Attest               
                 Title 
 
              
         Name of Surety 
 
Witness:    By:         
 
              
                 Title 
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