Addendum # 04

Date: 2/11/2020
Project: Village Building 3 Dome Replacement
Contract: DSU20FD15026-DOMERPL

The work herein shall be considered part of the bid documents for the referenced project and carried out in accordance with the following supplemental instructions issued in accordance with the Contract Documents without change in Contract Sum or Contract Time. Acknowledge receipt of addendum on the bid form as indicated.

Clarifications:
1. See below

Changes to Specifications:
2. None

Changes to Drawings:
1. Revise Sheet A10-02
   a. Drawing 3:
      i. Add note "INNER DOME SUPPORT WALL RADIUS +/- 17'-6" VIF TO OUTSIDE FACE OF WALL"
      ii. Add note “OUTER DOME SUPPORT WALL RADIUS +/- 21'-0” VIF TO OUTSIDE FACE OF WALL”

2. Revise Sheet A10-03
   a. Drawing 4:
      i. Revise overall dimension “+/-33'-2 ½” APPROX BASE DIAMETER” to read “+/-35'-0” APPROX BASE DIAMETER VIF”.

General Information:
1. None
Questions and Answers:

END