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ADDENDUM NO. 3                        January 16, 2015 

SELBYVILLE MIDDLE SCHOOL                 

Selbyville, Delaware 19975                     

                           

NOTICE:   Attach this addendum to the project manual for this project.  It modifies and becomes a part of 

the contract documents.   Work or materials not specifically mentioned herein are to be described in the 

main body of the specifications and as shown on the drawings.  Bidders shall acknowledge receipt of this 

addendum  on  the  space  provided  on  the  Bid  Form.    Failure  to  do  so  may  subject  the  bidder  to 

disqualification. 

 

The date of the bid opening is extended to Tuesday, January 20th. The time of day and location of the 

bid opening remain the same.   

 

Whenever  this Addendum modifies  a  portion  of  the  Project Manual  added  information  is  shown  in 

Bold/Italicized and deleted information is shown as strikethrough. 

 

The contract documents for the above referenced project are amended as follows: 

 

CLARIFICATIONS 

 

None. 

 

 

CHANGES TO PROJECT MANUAL 

 

None. 

 

 

CHANGES TO DRAWINGS 

 

1. A104 Casework and Finish Plan, Toilet Plans, Finish Schedule, and Finish Legend.  
a. On Finish Schedule Legend, DELETE General Note #7.    

 
2. E001 Electrical Details, Schedules and Legends. 

a. On Lighting Fixture Schedule, DELETE Remark #6. 

 

 

QUESTIONS AND ANSWERS 

 

Q:   Addendum 2, clarifications, item #1 conflicts with detail 5 on drawing S‐511, which shows the new steel deck 

higher than the existing roof. Keep in mind that the new roof construction consists of insulation and a ½” cover 

board, which will make the new roof surface much higher. Please advise. 

A:   Detail 5/S511 does not provide dimensioned location of deck. Per 5/A502, and the noted Addendum 2 

Clarification 1, the face of roof finish aligns.  
 
Q:  The roof insulation thicknesses shown on details 1 and 2 on drawing A‐502 do not match up (5” vs. 5‐1/2”). 

Please advise. 
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A:  Detail 2/A502 incorrectly notes insulation thickness at 5”. Rigid insulation shall be 5‐1/2” (as shown in 7/A201, 

1/A502, 4/A502, 7/A502, and 7/A502), to provide total R‐30 continuous insulation (including ½” cover board), in 

accordance with 2014 changes to LTTR of polyisocyanurate insulation. If a thinner assembly that meets the R‐

value is coordinated with other subcontractors to maintain alignment of finish surfaces of roof, soffit, fascia, 

etc., we do not object to reducing the rigid insulation thickness.  

 

 

ATTACHMENTS 

 

None. 

 

 

END OF ADDENDUM NO. 3 


