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Issue Date: July 14, 2017

Project:  Kent County Fire Marshal Office Cooling Tower Replacement
Project No:      MC1002000371

The work herein shall be considered part of the bid documents for the referenced project 
and carried out in accordance with the following supplemental instructions issued in 
accordance with the Contract Documents without change in Contract Sum or Contract Time.  
Acknowledge receipt of addendum on the bid form as indicated.

Clarifications / Pre-Bid Meeting Minutes:

1. None.

Contractor Questions / Answers:

1. Question - Looked at equipment schedule is the evapco tower model # 
ECO-ATWB-4-3E9? is this the tower your looking for as the existing is a 
Baltimore air coil F1733K.
Answer – The equipment schedule indicates parameter values that are 
representative of an equipment selection for a model ECO-ATWB-4-3E9 but 
ultimately the unit is to be provided to meet the requirements of the 
drawings and specifications.

Changes to Drawings:

1. None.

General Information:

1. None.
END

Addendum
 No. 2


