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REQUEST FOR ADVERTISEMENT FOR BIDS

PROJECT MANAGER: Rob Del Campo Sr. DATE: October 19, 2016

Posting Date:
cc:

ADVERTISEMENT FOR BIDS

Sealed bids for OMB/DFM Contract No. OMB/DFM Contract No. MC1002000375 — 900 Nort i et —
Elevator & Toilet Room Renovations, Wilmington, DE , will be received by the State of De

Management and Budget, Division of Facilities Management, at 540 S. duPont Highway, Sui y Delaware
ly opened and
stated time will

19901 _ until _2:00PM local time on December 1, 2016, at which time they will
read aloud in the Conference Room. Bidder bears the risk of late delivery. Any bids recei
be returned unopened.
&evator on the northwest
n8e. The decommissioned
. as part of the scope of work,

oilet partition replacement, new

Project includes, but is not limited to; completely refurbish one, five stop, electri
side of the existing four story office building. A second elevator will be deco
elevator will remain in place and the shaft will be closed off to the public |
renovate toilet rooms located on floor 1. Renovations include but are no
fixtures and lighting.

A MANDATORY Pre-Bid Meeting will be held on ___November, , at 1:30PM at 900 North
King Street, Wilmington, DE 19801 for the purpose of eg the listing of subcontractors and to answer

questions. Representatives of each party to any Joint Ve attend this meeting. ATTENDANCE OF THIS
MEETING IS A PREREQUISITE FOR BIDDING x ONTRACT.

Sealed bids shall be addressed to the Division of F agement, 540 S. duPont Highway, Suite 1, Dover,

Delaware 19901. The outer envelope should ate: "OMB/DFM CONTRACT NO. _MC1002000375 —
900 North King Street — Elevator and Tog Renovations, Wilmington, DE - SEALED BID - DO NOT
OPEN."

Contract documents may be obtain \ce of R G Architects, 200 West Main Street, Middletown, DE 19709,
phone (302) 376-8100, upon receipt 0 .00 per set/non-refundable, or $50.00 for electronic PDF files, also non-
refundable. Call office in ady,

to receive hard copies. Checks are to be made payable to "R G Architects, LLC".

Construction documen

Associated Builders

ailable for review at the following locations : Delaware Contractors Association;
actors.

Bidders will not be'§@Rject to discrimination on the basis of race, creed, color, sex, sexual orientation, gender identity or
national origi®in conteration of this award, and Minority Business Enterprises, Disadvantaged Business Enterprises,
Women- Business Enterprises and Veteran-Owned Business Enterprises will be afforded full opportunity to
submi onWhis contract. Each bid must be accompanied by a bid security equivalent to ten percent of the bid
amoII additive alternates. The successful bidder must post a performance bond and payment bond in a sum
e 0 percent of the contract price upon execution of the contract. The Owner reserves the right to reject any or
and to waive any informalities therein. The Owner may extend the time and place for the opening of the bids
that described in the advertisement, with not less than two calendar days notice by certified delivery, facsimile

machine or other electronic means to those bidders receiving plans.

END OF ADVERTISEMENT FOR BIDS

Review/Authorization:  Mark DeVore 1 Approved
U Disapproved



STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

INSTRUCTIONS TO BIDDERS

TABLE OF ARTICLES

1. DEFINITIONS

2. BIDDER’'S REPRESENTATION
3. BIDDING DOCUMENTS

4. BIDDING PROCEDURES

5. CONSIDERATION OF BIDS \é

6. POST-BID INFORMATION oo
7. PERFORMANCE B@YMENT BOND

8. FORM OF T BETWEEN OWNER AND CONTRACTOR

INSTRUCTIONS TO BIDDERS 0021 13-1



STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

ARTICLE 1:

11

111

12

13

14

15

16

17

18

1.9

113

GENERAL
DEFINITIONS

Whenever the following terms are used, their intent and meaning shall be interpreted as
follows:

STATE: The State of Delaware.
AGENCY: Contracting State Agency as noted on cover sheet.

DESIGNATED OFFICIAL: The agent authorized to act for the Agency.

BIDDING DOCUMENTS: Bidding Documents include the Bidding R ents and the
proposed Contract Documents. The Bidding Requirements consis e ertisement for
Bid, Invitation to Bid, Instructions to Bidders, Supplementary Inst idders (if any),
General Conditions, Supplementary General Conditions, G guirements, Special
Provisions (if any), the Bid Form (including the Non-collusigg S ), and other sample
bidding and contract forms. The proposed Contract D el consist of the form of
Agreement between the Owner and Contractor, as Drawings, Specifications
(Project Manual) and all Addenda issued prior to exe f the Contract.

CONTRACT DOCUMENTS: The Contrac mentS consist of the, Instructions to
Bidders, Supplementary Instructions to Bidd i ), General Conditions, Supplementary
General Conditions, General Require ial Provisions (if any), the form of
agreement between the Owner and th , Drawings (if any), Specifications (Project

Manual), and all addenda.
¢ & t shall be AIA Document A101, Standard Form of
itractor where the basis of payment is a STIPULATED
2en the instructions contained therein and the General
al Requirements shall prevail.

AGREEMENT: The form of thg
Agreement between Owner.
SUM. In the case of ¢
Requirements herein,

GENERAL REQU
are instructio
contain, in
instructions to

(or CONDITIONS): General Requirements (or conditions)
to the Bidding Documents and to contracts in general. They
requirements of laws of the State; policies of the Agency and

OVISIONS: Special Provisions are specific conditions or requirements
e bidding documents and to the contract under consideration and are
tal to the General Requirements. Should the Special Provisions conflict with the
Al Requirements, the Special Provisions shall prevail.

ADDENDA: Written or graphic instruments issued by the Owner/Architect prior to the
execution of the contract which modify or interpret the Bidding Documents by additions,
deletions, clarifications or corrections.

BIDDER OR VENDOR: A person or entity who formally submits a Bid for the material or
Work contemplated, acting directly or through a duly authorized representative who meets
the requirements set forth in the Bidding Documents.

SUB-BIDDER: A person or entity who submits a Bid to a Bidder for materials or labor, or
both for a portion of the Work.

BID: A complete and properly executed proposal to do the Work for the sums stipulated
therein, submitted in accordance with the Bidding Documents.

INSTRUCTIONS TO BIDDERS 0021 13-2
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1.14

1.15

1.16

117

1.18

1.19

1.20

121

1.22

ARTICLE 2:

21

211

BASE BID: The sum stated in the Bid for which the Bidder offers to perform the Work
described in the Bidding Documents as the base, to which Work may be added or from
which Work may be deleted for sums stated in Alternate Bids (if any are required to be
stated in the bid).

ALTERNATE BID (or ALTERNATE): An amount stated in the Bid, where applicable, to b
added to or deducted from the amount of the Base Bid if the corresponding change in
Work, as described in the Bidding Documents is accepted.

UNIT PRICE: An amount stated in the Bid, where applicable, as a price
measurement for materials, equipment or services or a portion of the Work a i n
the Bidding Documents.

SURETY: The corporate body which is bound with and for the Contr
and which engages to be responsible for the Contractor's payment
and for his acceptable performance of the Work for which he has

hich is liable,
pertaining to

BIDDER'S DEPOSIT: The security designated in the Bid tgbe iSNEd by the Bidder as a
guaranty of good faith to enter into a contract with the AgereGg@ik th@\ ork to be performed or
the material or equipment to be furnished is awarded t

CONTRACT: The written agreement covering the f
work to be performed.

ing and delivery of material or

CONTRACTOR: Any individual, firm or,
Agency.

SUBCONTRACTOR: An individ
with a contractor to furnish |

labor and furnish material i

with whom a contract is made by the

ship or corporation which has a direct contract
erials at the job site, or to perform construction
ith such labor at the job site.

CONTRACT BOND:
surety as a guarang
accordance with th8

ed form of security furnished by the contractor and his
faith on the part of the contractor to execute the work in
BIDDER'S NTATIONS

PRE- EETI

A D 'eting for this project will be held at the time and place designated. Attendance
ting is a pre-requisite for submitting a Bid, unless this requirement is specifically

@ elsewhere in the Bid Documents.
By submitting a Bid, the Bidder represents that:

The Bidder has read and understands the Bidding Documents and that the Bid is made in
accordance therewith.

The Bidder has visited the site, become familiar with existing conditions under which the
Work is to be performed, and has correlated the Bidder's his personal observations with the
requirements of the proposed Contract Documents.

The Bid is based upon the materials, equipment, and systems required by the Bidding
Documents without exception.

INSTRUCTIONS TO BIDDERS 0021 13-3
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2.3

231

2.3.2

2.3.3

234

2.35

2.3.6

237

2.3.8

24

24.1

ARTICLE 3:

31

311

JOINT VENTURE REQUIREMENTS

For Public Works Contracts, each Joint Venturer shall be qualified and capable to complete
the Work with their own forces.

Included with the Bid submission, and as a requirement to bid, a copy of the executed Joi
Venture Agreement shall be submitted and signed by all Joint Venturers involved.

All required Bid Bonds, Performance Bonds, Material and Labor Payment Bonds
executed by both Joint Venturers and be placed in both of their names.

All required insurance certificates shall name both Joint Venturers.

Both Joint Venturers shall sign the Bid Form and shall submit a cop alid Delaware

Business License with their Bid.
Both Joint Venturers shall include their Federal E.l. Number wi

In the event of a mandatory Pre-bid Meeting, each Joint Ve r ARl have a representative
in attendance.

Due to exceptional circumstances and for good cal
provisions may be waived at the discretion of te.

shown, one or more of these

ASSIGNMENT OF ANTITRUST CLAIM

As consideration for the award an
hereby grants, conveys, sells, as

y the Owner of this contract, the Contractor
ransfers to the State of Delaware all of its right,
title and interests in and to al nknown causes of action it presently has or may
now or hereafter acquire titrust laws of the United States and the State of
Delaware, relating to the gar oods or services purchased or acquired by the Owner
pursuant to this contr

BIDDING DOCU

COPIES O ENTS

Bidde ay ©btain complete sets of the Bidding Documents from the
Arc ngineering firm designated in the Advertisement or Invitation to Bid in the
0 or the deposit sum, if any, stated therein.

5 shall use complete sets of Bidding Documents for preparation of Bids. The issuing
y nor the Architect assumes no responsibility for errors or misinterpretations resulting
from the use of incomplete sets of Bidding Documents.

Any errors, inconsistencies or omissions discovered shall be reported to the Architect
immediately.

The Agency and Architect may make copies of the Bidding Documents available on the
above terms for the purpose of obtaining Bids on the Work. No license or grant of use is
conferred by issuance of copies of the Bidding Documents.

INSTRUCTIONS TO BIDDERS 0021 13-4
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3.2

3.21

3.2.2

3.2.3

3.24

3.25

3.3

331

3.3.2

INTERPRETATION OR CORRECTION OF BIDDING DOCUMENTS

The Bidder shall carefully study and compare the Bidding Documents with each other, and
with other work being bid concurrently or presently under construction to the extent that it
relates to the Work for which the Bid is submitted, shall examine the site and local
conditions, and shall report any errors, inconsistencies, or ambiguities discovered to th
Architect.

Bidders or Sub-bidders requiring clarification or interpretation of the Bidding Do
shall make a written request to the Architect at least seven days prior to the datedo
of Bids. Interpretations, corrections and changes to the Bidding Documents wj
written Addendum. Interpretations, corrections, or changes to the Bidding Doad
in any other manner shall not be binding.

ission from it
t only the best
first quality are to
e Bidder.

The apparent silence of the specifications as to any detail, or the
of detailed description concerning any point, shall be regarded a
commercial practice is to prevail and only material and workm
be used. Proof of specification compliance will be the respggsi

Unless otherwise provided in the Contract Document
for all permits, labor, materials, equipment, tools,
water, heat, utilities, transportation, and other facilities
execution and completion of the Work.

tor shall provide and pay
tion equipment and machinery,
ervices necessary for the proper

The Owner will bear the costs for all impagha ees associated with the project.

SUBSTITUTIONS

The materials, products and i escribed in the Bidding Documents establish a
standard of quality, requir jor?, dimension, and appearance to be met by any
proposed substitution. tion of a particular manufacturer or model number is
not intended to be prg y way. Substitutions of products for those named will be
considered, providi Vendor certifies that the function, quality, and performance
characteristics of offered is equal or superior to that specified. It shall be the
Bidder's respq, i ssure that the proposed substitution will not affect the intent of the

design, an e any installation modifications required to accommodate the
substitution.

Re ubstitutions shall be made in writing to the Architect at least ten days prior to
t e Bid Opening. Such requests shall include a complete description of the

substitution, drawings, performance and test data, explanation of required

tion modifications due the substitution, and any other information necessary for an

tion. The burden of proof of the merit of the proposed substitution is upon the

proposer. The Architect’s decision of approval or disapproval shall be final. The Architect is
to notify Owner prior to any approvals.

If the Architect approves a substitution prior to the receipt of Bids, such approval shall be set
forth in an Addendum. Approvals made in any other manner shall not be binding.

The Architect shall have no obligation to consider any substitutions after the Contract award.
ADDENDA

Addenda will be mailed or delivered to all who are known by the Architect to have received a
complete set of the Bidding Documents.

INSTRUCTIONS TO BIDDERS 0021 13-5
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3.4.2 Copies of Addenda will be made available for inspection wherever Bidding Documents are
on file for that purpose.

3.4.3 No Addenda will be issued later than 4 days prior to the date for receipt of Bids except an
Addendum withdrawing the request for Bids or one which extends the time or changes the

location for the opening of bids. ‘

3.4.4 Each bidder shall ascertain prior to submitting his Bid that they have received all A
issued, and shall acknowledge their receipt in their Bid in the appropriate spa
acknowledging an issued Addenda could be grounds for determining a bid
responsive.

ARTICLE 4: BIDDING PROCEDURES

4.1 PREPARATION OF BIDS
41.1 Submit the bids on the Bid Forms included with the Bidding D
41.2 Submit the original Bid Form for each bid. Bid Forms e oved from the project

manual for this purpose.

413 Execute all blanks on the Bid Form in a non-erasable m (typewriter or manually in ink).

414 Where so indicated by the makeup on thelBi m, express sums in both words and
figures, in case of discrepancy between | ritten amount shall govern.

4.15 Interlineations, alterations or erasur: itialed by the signer of the Bid.

4.1.6 BID ALL REQUESTED ALTE D UNIT PRICES, IF ANY. If there is no change
in the Base Bid for an Alt ter “No Change”. The Contractor is responsible for
verifying that they have II addenda issued during the bidding period. Work
required by Addenda ically become part of the Contract.

41.7 Make no addition i ns on the Bid Form and do not qualify the Bid in any other
manner.
shall include the legal name of the Bidder and a statement whether the

4.1.8 Each copy of
[ i oprietor, a partnership, a corporation, or any legal entity, and each copy

Bidderg@mg sole

orporation shall further give the state of incorporation and have the corporate
. A Bid submitted by an agent shall have a current Power of Attorney attached,
g agent's authority to bind the Bidder.

Bidder shall complete the Non-Collusion Statement form included with the Bid Forms and
include it with their Bid.

In the construction of all Public Works projects for the State of Delaware or any agency
thereof, preference in employment of laborers, workers or mechanics shall be given to bona
fide legal citizens of the State who have established citizenship by residence of at least 90
days in the State.

4.1.11 Each bidder shall include in their bid a copy of a valid Delaware Business License.’

4.1.12 Each bidder shall include signed Affidavit(s) for the Bidder and each listed Subcontractor
certifying compliance with OMB Regulation 4104- “Regulations for the Drug Testing of
Contractor and Subcontractor Employees Working on “Large Public Works Projects.”
“Large Public Works” is based upon the current threshold required for bidding Public Works
as set by the Purchasing and Contracting Advisory Council.

INSTRUCTIONS TO BIDDERS 0021 13-6
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4.2 BID SECURITY

421 All bids shall be accompanied by a deposit of either a good and sufficient bond to the
agency for the benefit of the agency, with corporate surety authorized to do business in this a‘

State, the form of the bond and the surety to be approved by the agency, or a security of the
bidder assigned to the agency, for a sum equal to at least 10% of the bid plus all ad
alternates, or in lieu of the bid bond a security deposit in the form of a certified check, b
treasurer’'s check, cashier’'s check, money order, or other prior approved secured S
assigned to the State. The bid bond need not be for a specific sum, but may be stat

for a sum equal to 10% of the bid plus all add alternates to which it relates and n

a certain stated sum, if said sum is equal to at least 10% of the bid. The
used shall be the standard OMB form (attached).

422 The Agency has the right to retain the bid security of Bidders to who
considered until either a formal contract has been executed and bo
or the specified time has elapsed so the Bids may be withdr
rejected.

ward is being
een furnished
iIds have been

423 In the event of any successful Bidder refusing or neglectin xc@lite a formal contract and
bond within 20 days of the awarding of the contract, or security deposited by
the successful bidder shall be forfeited.

4.3 SUBCONTRACTOR LIST

43.1 As required by Delaware Code, Title 29, (d)(20)b, each Bidder shall submit with
their Bid a completed List of Sub-Cqg uded with the Bid Form. NAME ONLY
ONE SUBCONTRACTOR FOR EA . A Bid will be considered non-responsive
unless the completed list is includ

4.3.2 Provide the Name and Ad ah listed subcontractor. Addresses by City, Town or
Locality, plus State, will begac .

4.3.3 It is the responsibili tractor to ensure that their Subcontractors are in compliance
with the provision aw. Also, if a Contractor elects to list themselves as a

Subcontractor n egory, they must specifically name themselves on the Bid Form

and be abl ent their capability to act as Subcontractor in that category in
accordance wi aw.

4.4 EQ EMPLOYMENT OPPORTUNITY ON PUBLIC WORKS

441 performance of this contract, the contractor agrees as follows:

The Contractor will not discriminate against any employee or applicant for
employment because of race, creed, sex, color, sexual orientation, gender identity
or national origin. The Contractor will take affirmative action to ensure the
applicants are employed, and that employees are treated during employment,
without regard to their race, creed, sex, color, sexual orientation, gender identity or
national origin. Such action shall include, but not be limited to, the following:
Employment, upgrading, demotion or transfer; recruitment or recruitment
advertising; layoff or termination; rates of pay or other forms of compensation; and
selection for training, including apprenticeship. The Contractor agrees to post in
conspicuous places available to employees and applicants for employment notices
to be provided by the contracting agency setting forth this nondiscrimination clause.

B. The Contractor will, in all solicitations or advertisements for employees placed by or
on behalf of the Contractor, state that all qualified applicants will receive
consideration for employment without regard to race, creed, sex, color, sexual
orientation, gender identity or national origin."

INSTRUCTIONS TO BIDDERS 00 21 13-7
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4.5

45.1

45.2

453

454

4.6

46.1

4.6.2

4.6.3

46.4

4.6.5

PREVAILING WAGE REQUIREMENT

Wage Provisions: For renovation and new construction projects whose costs exceed the
thresholds contained in Delaware Code, Title 29, Section 6960, the minimum wage rates for
various classes of laborers and mechanics shall be as determined by the Department of
Labor, Division of Industrial Affairs of the State of Delaware.

rates not less than those stated in the specifications, regardless of al
relationship which may be alleged to exist between the employer and suc
mechanics.

The scale of the wages to be paid shall be posted by the employer | I ent and easily
accessible place at the site of the work.

Every contract based upon these specifications shall contajg a |W0N that sworn payroll
information, as required by the Department of Labor, be f edieekly. The Department
of Labor shall keep and maintain the sworn payroll inf period of 6 months from
the last day of the work week covered by the payroll.

SUBMISSION OF BIDS

Enclose the Bid, the Bid Security, and
the Bid in a sealed opaque envelope.
Identify with the project name, proj
Bid is sent by mail, enclose the
notation "BID ENCLOSED" on
of bids prior to bid opening d

uments required to be submitted with
envelope to the party receiving the Bids.
and the Bidder's name and address. If the
velope in a separate mailing envelope with the
reof. The State is not responsible for the opening
that are not properly marked.

Deposit Bids at the deg g@ation prior to the time and date for receipt of bids indicated
in the Advertiseme ids received after the time and date for receipt of bids will be
marked “LATE BI ned.

Bidder assu
bids.

eSponsibility for timely delivery at location designated for receipt of

Or ic or telegraphic bids are invalid and will not receive consideration.

Bids may be resubmitted up to the date and time designated for the receipt of
rovided that they are then fully in compliance with these Instructions to Bidders.

MODIFICATION OR WITHDRAW OF BIDS

Prior to the closing date for receipt of Bids, a Bidder may withdraw a Bid by personal request
and by showing proper identification to the Architect. A request for withdraw by letter or fax,
if the Architect is notified in writing prior to receipt of fax, is acceptable. A fax directing a
modification in the bid price will render the Bid informal, causing it to be ineligible for
consideration of award. Telephone directives for modification of the bid price shall not be
permitted and will have no bearing on the submitted proposal in any manner.

Bidders submitting Bids that are late shall be notified as soon as practicable and the bid
shall be returned.

INSTRUCTIONS TO BIDDERS 00 21 13-8
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4.7.3

ARTICLE 5:

51

511

512

5.1.3

5.2

521

522

5.2.3

524

5.2.5

A Bid may not be modified, withdrawn or canceled by the Bidder during a thirty (30) day
period following the time and date designated for the receipt and opening of Bids, and
Bidder so agrees in submitting their Bid. Bids shall be binding for 30 days after the date of
the Bid opening.

CONSIDERATION OF BIDS

OPENING/REJECTION OF BIDS

Unless otherwise stated, Bids received on time will be publicly opened and
aloud. An abstract of the Bids will be made available to Bidders.

The Agency shall have the right to reject any and all Bids. A Bid not
required Bid Security or by other data required by the Bidding Docume
in any way incomplete or irregular is subject to rejection.
If the Bids are rejected, it will be done within thirty (30) calend € Bid opening.
COMPARISON OF BIDS

After the Bids have been opened and read, the bid p ill be compared and the result of
such comparisons will be made available to the publiCg@8omparisons of the Bids may be

based on the Base Bid plus desired Alternat e Agency shall have the right to accept
Alternates in any order or combination.
The Agency reserves the right to waive teS@ii es, to reject any or all Bids, or any portion

thereof, to advertise for new Bids, {0 do the Work otherwise, or to abandon the
Work, if in the judgment of the Ag agent(s), it is in the best interest of the State.

An increase or decrease in ity’for any item is not sufficient grounds for an increase
or decrease in the Unit PE A

The prices quoted ose for which the material will be furnished F.O.B. Job Site
and include all cha&

ay be imposed during the period of the Contract.
No qualifyin Statements in or attached to the Bid, or separate discounts will be
considered in Ining the low Bid except as may be otherwise herein noted. Cash or
separ iscounts should be computed and incorporated into Unit Bid Price(s).

D ATION OF BIDDERS

ncy shall determine that each Bidder on any Public Works Contract is responsible
awarding the Contract. Factors to be considered in determining the responsibility
of a Bidder include:

A. The Bidder's financial, physical, personnel or other resources including
Subcontracts;
B. The Bidder's record of performance on past public or private construction

projects, including, but not limited to, defaults and/or final adjudication or
admission of violations of the Prevailing Wage Laws in Delaware or any other

state;
C. The Bidder’s written safety plan;
D. Whether the Bidder is qualified legally to contract with the State;

INSTRUCTIONS TO BIDDERS 0021 13-9



STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

53.2

5.3.3

533.1

5.3.3.2

5.3.33

5334

5.3.35

5.3.3.6

5.3.3.7

54

54.1

54.2

E. Whether the Bidder supplied all necessary information concerning its
responsibility; and,

F. Any other specific criteria for a particular procurement, which an agency may
establish; provided however, that, the criteria be set forth in the Invitation to Bid
and is otherwise in conformity with State and/or Federal law.

If an agency determines that a Bidder is nonresponsive and/or nonresponsiblgasth
determination shall be in writing and set forth the basis for the determination. A
the determination shall be sent to the affected Bidder within five (5) working
determination.

In addition, any one or more of the following causes may be considered for the
disqualification of a Bidder and the rejection of their Bid or Bids.
More than one Bid for the same Contract from an individual, fir tion under the
same or different names.

Evidence of collusion among Bidders.
Unsatisfactory performance record as evidenced by erience.

If the Unit Prices are obviously unbalance r in excess or below reasonable cost

analysis values.

If there are any unauthorized additjgns¥ eation, conditional or alternate bids or
irregularities of any kind which make the Bid incomplete, indefinite or
ambiguous as to its meaning. g

If the Bid is not accompani q

Bidding Documents.
If any exceptions or,
ACCEPTANC &
A formal Con
days he a

uired Bid Security and other data required by the

s of the Bid are noted on the Bid Form.
D AWARD OF CONTRACT

all be executed with the successful Bidder within twenty (20) calendar
d of the Contract.

P 962(d)(13) a., Title 29, Delaware Code, “The contracting agency shall award

works contract within thirty (30) days of the bid opening to the lowest
sive and responsible Bidder, unless the Agency elects to award on the basis of
alue, in which case the election to award on the basis of best value shall be stated
in the Invitation To Bid.”

Each Bid on any Public Works Contract must be deemed responsive by the Agency to be
considered for award. A responsive Bid shall conform in all material respects to the
requirements and criteria set forth in the Contract Documents and specifications.

The Agency shall have the right to accept Alternates in any order or combination, and to
determine the low Bidder on the basis of the sum of the Base Bid, plus accepted Alternates.

INSTRUCTIONS TO BIDDERS 0021 13-10
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5.45 The successful Bidder shall execute a formal contract, submit the required Insurance
Certificate, and furnish good and sufficient bonds, unless specifically waived in the General
Requirements, in accordance with the General Requirement, within twenty (20) days of
official notice of contract award. The successful Bidder shall provide two business days
prior to contract execution, copies of the Employee Drug Testing Program for the Bidder and
all listed Subcontractors. Bonds shall be for the benefit of the Agency with surety in th
amount of 100% of the total contract award. Said Bonds shall be conditioned upon
faithful performance of the contract. Bonds shall remain in affect for period of one ye
the date of substantial completion.

5.4.6 If the successful Bidder fails to execute the required Contract,Bond an
information, as aforesaid, within twenty (20) calendar days after the date of o
the Award of the Contract, their Bid guaranty shall immediately be tak
property of the State for the benefit of the Agency as liquidated dal
forfeiture or as a penalty. Award will then be made to the next low
Work or readvertised, as the Agency may decide.

and not as a
Bidder of the

5.4.7 Each bidder shall supply with its bid its taxpayer identificati
identification number or social security number) and a co aware business license,
and should the vendor be awarded a contract, such rovide to the agency the
taxpayer identification license numbers of such s ctors. Such numbers shall be
provided on the later of the date on which such subco or is required to be identified or
the time the contract is executed. The suc | Bidder shall provide to the agency to
which it is contracting, within 30 days of ent such public works contract, copies of
all Delaware Business licenses of subc d/or independent contractors that will
perform work for such public works wever, if a subcontractor or independent
contractor is hired or contracted maor ys after the Bidder entered the public works
contract the Delaware Business S such subcontractor or independent contractor
shall be provided to the agencygml ys of being contracted or hired.

5.4.8 The Bid Security shall be the successful Bidder upon the execution of the formal
contract. The Bid S nsuccessful bidders shall be returned within thirty (30)
calendar days after of the Bids.

ARTICLE 6: POST-BID INFO )T

-e., federal employer

6.1 CONTRACT ALIFICATION STATEMENT

6.1.1 Bid om award of a Contract is under consideration shall, if requested by the
mit a properly executed AIA Document A305, Contractor's Qualification
> unless such a statement has been previously required and submitted.

NESS DESIGNATION FORM

Successful bidder shall be required to accurately complete an Office of Management and
Budget Business Designation Form for Subcontractors.

7: PERFORMANCE BOND AND PAYMENT BOND
BOND REQUIREMENTS

The cost of furnishing the required Bonds, that are stipulated in the Bidding Documents,
shall be included in the Bid.

7.1.2 If the Bidder is required by the Agency to secure a bond from other than the Bidder’s usual
sources, changes in cost will be adjusted as provide in the Contract Documents.

INSTRUCTIONS TO BIDDERS 002113-11
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7.1.3 The Performance and Payment Bond forms used shall be the standard OMB forms

(attached).
7.2 TIME OF DELIVERY AND FORM OF BONDS 9
721 The bonds shall be dated on or after the date of the Contract. 0
7.2.2 The Bidder shall require the attorney-in-fact who executes the required bonds %

the surety to affix a certified and current copy of the power of attorney.

ARTICLE 8: FORM OF AGREEMENT BETWEEN AGENCY AND CONTRACTOR

Work will be
n Owner and

8.1 Unless otherwise required in the Bidding Documents, the Agree
written on AIA Document Al10l1, Standard Form of Agree
Contractor Where the Basis of Payment is a Stipulated Sum.

END OF INSTRUCTIONS TO BIDDERS

K
N
O
<
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AOC DFM-MCI 900 N. KING STREET ELEVATOR & TOILET ROOM RENOVATIONS
CONTRACT #MC1002000375

BID FORM

For Bids Due: December 1, 2016 @ 2:00p.m. To: Thomas Collins Building, Third Floor
540 South DuPont Highway
Dover, DE 19901

Name of Bidder:

Delaware Business License No.: Taxpayer ID No.:
(A copy of Bidder’s Delaware Business License must be attached to this form.)

(Other License Nos.):

Phone No.: ( ) - Fax No.: (

uments and that this bid is made in accordance
nditions under which the Work is to be performed,
ed in the Bidding Documents without exception, hereby
es, transport and other facilities required to execute the
ow:

The undersigned, representing that he has read and understands the Bi
therewith, that he has visited the site and has familiarized himself wit
and that his bid is based upon the materials, systems and equipm:

proposes and agrees to provide all labor, materials, plant, equi
work described by the aforesaid documents for the lump sum it(&

o )09

ALLOWANCES

The base bid above includes all allowanc ifi the contract documents;
Allowance No.1: “General Owner’s ce” $10,000.00
ALTERNATES

le project specification section. Refer to specifications for a complete description of the
pbr “DEDUCT” amount is indicated by the crossed out part that does not apply.

Alternate prices confor
following Alternates. An

D ALTERNATE FOR ALL WORK ASSOCIATED WITH THE INSTALLATION OF SANIGLAZE AND
G TOILET ROOMS 101 & 102 FLOORS.

ALTERNATE N
SEALING THE E

Add/De

$ )
E No. 2: DEDUCT ALTERNATE FOR ALL WORK ASSOCIATED WITH TOILET ROOMS 101 & 102.

educt:

($ )

BID FORM 004113-1



AOC DFM-MCI 900 N. KING STREET ELEVATOR & TOILET ROOM RENOVATIONS
CONTRACT #MC1002000375

BID FORM

I/We acknowledge Addendums numbered and the price(s) submitted include any cost/schedule impact they may haye!
This bid shall remain valid and cannot be withdrawn for thirty (30) days-from the date of opening of bids (60 days for Sch
and Department of Education), and the undersigned shall abide by the Bid Security forfeiture provisions. Bid Securj
this Bid.
The Owner shall have the right to reject any or all bids, and to waive any informality or irregularity in any bid g %

This bid is based upon work being accomplished by the Sub-Contractors named on the list attached to thi

Should I/We be awarded this contract, I/We pledge to achieve substantial completion of all the wg, i calendar days of
the Notice to Proceed.
ts of local,

The undersigned represents and warrants that he has complied and shall comply with eq state, and national
laws; that no legal requirement has been or shall be violated in making or accepting thi rding the contract to him or in the
prosecution of the work required; that the bid is legal and firm; that he has not, g or mdirectly, entered into any agreement,

ing.

participated in any collusion, or otherwise taken action in restraint of free competitiv

Upon receipt of written notice of the acceptance of this Bid, the Bidder sh b twenty (20) calendar days, execute the agreement
in the required form and deliver the Contract Bonds, and Insurance Certificgigs, ired by the Contract Documents.

I am / We are an Individual / a Partnership / a Corporation

By in
(Individual’s / General Partner’s / Corporate Name \

(State of Corporation)

Business Address:

Witness: By:
( Authorized Signature )

(SEAL)

(Title)
Date:

-Contractor List

-Collusion Statement

fidavit(s) of Employee Drug Testing Program
Bid Security

(Others as Required by Project Manuals)

BID FORM 0041 13-3



AOC DFM-MCI 900 N. KING STREET ELEVATOR & TOILET ROOM RENOVATIONS 9
CONTRACT #MC1002000375

BID FORM 6

In accordance with Title 29, Chapter 6962 (d)(10)b Delaware Code, the following sub-contractor listing must accompal submittal. The name and address of the sub-
contractor Must be listed for each category where the bidder intends to use a sub-contractor to perform that categor rder to provide full disclosure and acceptance

of the bid by the Owner, it is required that bidders list themselves as being the sub-contractor for all categgies e/she is qualified and intends to perform such
work. This form must be filled out completely with no additions or deletions. Note that all subcontractorsgist must have a signed Affidavit of Employee Drug
Testing Program included with this bid.

SUBCONTRACTOR LIST

Subcontractor Category Subcontractor Address (Cit! te Subcontractors tax payer ID #
or Delaware Business license #

1. Mechanical 49

2. Plumbing \e

3. Electrical o

4, Elevator

BID FORM 0041 13-4




AOC DFM-MCI 900 N. KING STREET ELEVATOR & TOILET ROOM RENOVATIONS
CONTRACT #MC1002000375

BID FORM
NON-COLLUSION STATEMENT

This is to certify that the undersigned bidder has neither directly nor indirectly, entered into any agreement, in any
collusion or otherwise taken any action in restraint of free competitive bidding in connection with this propos it is date to
the Office of Management and Budget, Division of Facilities Management.

All the terms and conditions of MJ3705000005 have been thoroughly examined and are understood.

NAME OF BIDDER:

AUTHORIZED REPRESENTATIVE
(TYPED):

AUTHORIZED REPRESENTATIVE
(SIGNATURE):

TITLE:

ADDRESS OF BIDDER:

E-MAIL:

PHONE NUMBER:

Sworn to and Subscribed befgre day of 20

My Commission expirgs . NOTARY PUBLIC

IS PAGE MUST BE SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED.

BID FORM 004113-5



AOC DFM-MCI 900 N. KING STREET ELEVATOR & TOILET ROOM RENOVATIONS
CONTRACT #MC1002000375

AFFIDAVIT
OF
EMPLOYEE DRUG TESTING PROGRAM

4104 Regulations for the Drug Testing of Contractor and Subcontractor Employees Working on Large Public Works Projects re
that Contractors and Subcontractors implement a program of mandatory drug testing for Employees who work on Large Pubi
Contracts funded all or in part with public funds.

We hereby certify that we have in place or will implement during the entire term of the contract a Mandatory D, i rogram
for our employees on the jobsite that complies with this regulation:

Contractor/Subcontractor Name:

Contractor/Subcontractor Address:

Authorized Representative (typed or printed):

Authorized Representative (signature):

Title:

Sworn to and Subscribed before me this ;ay of 20
My Commission expires ; WIOTARY PUBLIC

THISP E SIGNED AND NOTARIZED FOR YOUR BID TO BE CONSIDERED.

BID FORM 0041 13-6



STATE OF DELAWARE
OFFICE OF MANAGEMENT AND BUDGET

BID BOND

TO ACCOMPANY PROPOSAL
(Not necessary if security is used)

KNOW ALL MEN BY THESE PRESENTS That:
of in the County of

and State of as Principal, and
of in the County of

and State of as Surety, legally authorized to do business in the

(“State”), are held and firmly unto the State in the sum of

Dollars ($ ), or
of amount of bid on Contract No. , to be paid
benefit of (insert State ag for which payment
well and truly to be made, we do bind ourselves, our and each of our tors, administrators, and
successors, jointly and severally for and in the whole firmly by these s.

NOW THE CONDITION OF THIS OBLIGATION I
who has submitted to the
certain proposal to enter into this contract for the furnls i
State, shall be awarded this Contract, and if said Pri
Contract as may be required by the terms of this Co
(insert State agency nam
the date of official notice of the award ther
obligation shall be void or else to be and rem

CH t if the above bonded Principal
(insert State agency name) a
ain material and/or services within the
well and truly enter into and execute this
proved by the
tract to be entered into within twenty days after
rdance with the terms of said proposal, then this

| force and virtue.

Sealed with seal and date day of in the year of our Lord two
thousandand

SEALED, AND DELIVERE |
Presenc

Name of Bidder (Organization)

orporate By:
Seal Authorized Signature

Witness: By:

Name of Surety

Title

BID BOND 004313



STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

STANDARD FORM OF AGREEMENT BETWEEN OWNER AND CONTRACTOR A101-

2007 E

The contract to be utilized on this project shall be the “Standard Form of Agreement Between Ownqn

ng
O
Q
<
N
O
Qo
N

o&

STANDARD FORM OF AGREEMENT BETWEEN OWNER AND CONTRACTOR 0052 13



AIA Document A101" — 2007

Standard Form of Agreement Between Owner and Contractor
where the basis of payment is a Stipulated Sum

ADDITIONS AND DELETIONS:
The author of this document
has added information
needed for its completion.
The author may also have
revised the text of the
original AlA standard form.
An Additions and Deletions
Report that notes added
information as well as
revisions to the standard
form_text _is available from
the author and should be
reviewed.

This document has im
legal consequences
Consultation with a
attorney-is en

Construction,
n this-document
. Do not use

itions unless this
nt_is modified.

ELECTRONIC COPYING of any
portion of this AIA® Document
to another electronic file is
prohibited and constitutes a
violation of copyright laws
as set forth in the footer of
this document.

AlA Document A101"™ — Copyright © 1915, 1918, 1925, 1937, 1951, 1958, 1961, 1963, 1967, 1974, 1977, 1987, 1991, 1997 and 2007 by The
American Insjiitute of cts. All rights reserved. WARNING: This AIA® Document is protected by U.S. Copyright Law and Internati

Treaties. uction or distribution of this AIA® Document, or any portion of it, may result in severe civil and crlmlnal 1
penaltie: will be prosecuted to the maximum extent possible under the law. This draft was produced by AIA software at 14:29:00 on

10/22/. ler Order No.2701158399_1 which expires on 10/10/2014, and is not for resale.
(876768886)




AIA Document A101" — 2007

Standard Form of Agreement Between Owner and Contractor
where the basis of payment is a Stipulated Sum

AGREEMENT made as of the « » day of « » in the year « »
(In words, indicate day, month and year.)

BETWEEN the Owner: ADDITIONS AND DELETIONS:

(Name, legal status, address and other information) 1hq authar of this docunent

needed for its completion.
& »K » The author may also have
< » revised the text of the
original AIA standard form.
« > An Additions and Deletions
«» Report that notes added
information as well a

. revisions to the st
and the Contractor: form text is avails

(Name, legal status, address and other information) the author and

reviewed:
K NK » This documen
« » legal con
< »
« »

for the following Project:
(Name, location and detailed description)

ument._A201™-2007,

I-Conditions of the

t for Construction,

is ad®pted in this document

by reference. Do not use
ith other general

< » conditions unless this
document.is modified.

The Architect:

(Name, legal status, address and other information) \

«Sample A101-2007»

« M

L N »
« M

« »
« »
The Owner and Contractor agree as follows. \

ELECTRONIC COPYING of any
portion of this AIA® Document
to another electronic file is
prohibited and constitutes a
violation of copyright laws
as set forth in the footer of
this document.

1™ — 2007. Copyright © 1915, 1918, 1925, 1937, 1951, 1958, 1961, 1963, 1967, 1974, 1977, 1987, 1991, 1997 and 2007 by The

e of Architects. All rights reserved. WARNING: This AIA” Document is protected by U.S. Copyright Law and International

. UnaXhorized reproduction or distribution of this AIA® Document, or any portion of it, may result in severe civil and criminal 1
5. and will be prosecuted to the maximum extent possible under the law. This draft was produced by AIA software at 14:29:00 on

3 under Order No.2701158399_1 which expires on 10/10/2014, and is not for resale.

Es: (876768886)



TABLE OF ARTICLES

1 THE CONTRACT DOCUMENTS

2 THE WORK OF THIS CONTRACT

3 DATE OF COMMENCEMENT AND SUBSTANTIAL COMPLETION
4 CONTRACT SUM

5 PAYMENTS

6 DISPUTE RESOLUTION

7 TERMINATION OR SUSPENSION

8 MISCELLANEOUS PROVISIONS

9 ENUMERATION OF CONTRACT DOCUMENTS

10 INSURANCE AND BONDS

ARTICLE1 THE CONTRACT DOCUMENTS
The Contract Documents consist of this Agreement, Conditions of the Contract (General, Supplemel n er
Conditions), Drawings, Specifications, Addenda issued prior to execution of this Agreement, g c isted
in this Agreement and Modifications issued after execution of this Agreement, all of which fi ontract, and
are as fully a part of the Contract as if attached to this Agreement or repeated herein. The Con presents the
entire and integrated agreement between the parties hereto and supersedes prior negotigtions; rep tations or
agreements, either written or oral. An enumeration of the Contract Documents, oth odification, appears in
Article 9.

ARTICLE 2 THE WORK OF THIS CONTRACT
The Contractor shall fully execute the Work described in the Contract D:
the Contract Documents to be the responsibility of others.

ept as specifically indicated in

ARTICLE 3 DATE OF COMMENCEMENT AND SUBSTANTIAL CQ,

§ 3.1 The date of commencement of the Work shall be the d re€ément unless a different date.is stated
below or provision is made for the date to be fixed in a notice issued by the Owner.
(Insert the date of commencement if it differs from the [ ement or, if applicable, state that the date

will be fixed in a notice to proceed.)

« N

If, prior to the commencement of the W r Tequires time to file mortgages and other-security-interests;

the Owner’s time requirement shall be as

«K »
§ 3.2 The Contract Time sha ured from the date of commencement.

Substantial Completion of the entire Work not later than « » (« » ) days from the
) OWs:

dardays. Alternatively, a calendar date may be used when coordinated with the date of
ropriate, insert requirements for earlier Substantial Completion of certain portions of the

1M — 2007. Copyright © 1915, 1918, 1925, 1937, 1951, 1958, 1961, 1963, 1967, 1974, 1977, 1987, 1991, 1997 and 2007 by The
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« M

Portion of Work Substantial Completion Date

, subject to adjustments of this Contract Time as provided in the Contract Documents.
(Insert provisions, if any, for liquidated damages relating to failure to achieve Substantial Completion on time or for
bonus payments for early completion of the Work.)

« M

ARTICLE 4 CONTRACT SUM

§ 4.1 The Owner shall pay the Contractor the Contract Sum in current funds for the Contractor’s performance of the
Contract. The Contract Sum shall be « » ($ « » ), subject to additions and deductions as provided in the Contract
Documents.

§ 4.2 The Contract Sum is based upon the following alternates, if any, which are described in the Contract
Documents and are hereby accepted by the Owner:

(State the numbers or other identification of accepted alternates. If the bidding or proposal documents permit the
Owner to accept other alternates subsequent to the execution of this Agreement, attach a schedule of such other,
alternates showing the amount for each and the date when that amount expires.)

« M

§ 4.3 Unit prices, if any:
(Identify and state the unit price; state quantity limitations, if any, to which the unit price will

[tem Units and Limitations Price Per Un

§ 4.4 Allowances included in the Contract Sum, if any:
(Identify allowance and state exclusions, if any, from the allowance price.)

Item Price

ARTICLE5 PAYMENTS

§ 5.1 PROGRESS PAYMENTS
§5.1.1 Based upon Applications for Payment submitted to the y the Contractor and Certificates for.
Payment issued by the Architect, the Owner shall mak ents on account of the Contract Sum to the
Contractor as provided below and elsewhere in the uments.

§5.1.2 The period covered by each Applicationfo! e all be one calendar month ending on the last day of
the month, or as follows:

« »
,,,,,,,,,,,,,,,,,,,,,, y-eramertny - - ‘[ Formatted: Strikethrough
eral_state-o guirepay withi ai i ime)- Provided thatavalid _} /{Formatted: Not Strikethrough
Application for ed by the Architect that mees all requirements of the Contract, payment shall be
made by the Ofli€r @@ 1al€T than 30 days after the Owner receives the valid Application for Payment, _ L -1 Formatted: Font: Not Italic,
Strikethrough
§5.1.4 Eggh Applice for Payment shall be based on the most recent schedule of values submitted by the

in accordance with the Contract Documents. The schedule of values shall allocate the entire Contract

1M — 2007. Copyright © 1915, 1918, 1925, 1937, 1951, 1958, 1961, 1963, 1967, 1974, 1977, 1987, 1991, 1997 and 2007 by The
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Sum among the various portions of the Work. The schedule of values shall be prepared in such form and supported
by such data to substantiate its accuracy as the Architect may require. This schedule, unless objected to by the
Architect, shall be used as a basis for reviewing the Contractor’s Applications for Payment.

§ 5.1.5 Applications for Payment shall show the percentage of completion of each portion of the Work as of the end
of the period covered by the Application for Payment.

§5.1.6 Subject to other provisions of the Contract Documents, the amount of each progress payment shall be
computed as follows:

.1 Take that portion of the Contract Sum properly allocable to completed Work as determined by
multiplying the percentage completion of each portion of the Work by the share of the-Contract- Sum
allocated to that portion of the Work in the schedule of values, less retainage of « » percent (« » %).
Pending final determination of cost to the Owner of changes in the Work, amounts not in dispute
shall be included as provided in Section 7.3.9 of AIA Document A201™-2007, General Conditions
of the Contract for Construction;

.2 Add that portion of the Contract Sum properly allocable to materials and equipment delivered and
suitably stored at the site for subsequent incorporation in the completed construction (or, if approved
in advance by the Owner, suitably stored off the site at a location agreed upan in writing), less
retainage of « » percent (« » %);

Subtract the aggregate of previous payments made by the Owner; and
4 Subtract amounts, if any, for which the Architect has withheld or nullified a Certificate for Pa
as provided in Section 9.5 of AIA Document A201-2007.

w

§5.1.7 The progress payment amount determined in accordance with Section 5.1.6 shall be further ifie r
the following circumstances:
1 Add, upon Substantial Completion of the Work, a sum sufficient to increase the
full amount of the Contract Sum, less such amounts as the Architect shall det
Work, retainage applicable to such work and unsettled claims; and
(Section 9.8.5 of AIA Document A201-2007 requires release of applic retaina on
Substantial Completion of Work with consent of surety, if any.)
.2 Add, if final completion of the Work is thereafter materially delaye@r fault of the
Contractor, any additional amounts payable in accordance witl of AIA-Document
A201-2007.

0.the
r incomplete

§ 5.1.8 Reduction or limitation of retainage, if any, shall be as follow;
(If it is intended, prior to Substantial Completion of the entire Work,

the percentages inserted in Sections 5.1.6.1 and 5.1.6.2 above, i
Documents, insert here provisions for such reduction or limi

limit the retainage-resulting from
explained elsewhere in the Contract

« M

§ 5.1.9 Except with the Owner’s prior approval, ti@&o all not make advance payments to suppliers for
materials or equipment which have not been deliv red at the site.

§ 5.2 FINAL PAYMENT

§ 5.2.1 Final payment, constituting the enti
Contractor when

.1 the Contractor h

Work as provi

if any, whi

2 afinal

alance of the Contract Sum, shall be made by the Owner to the

performed the Contract except for the Contractor’s responsibility to correct
12.2.2 of AIA Document A201-2007, and to satisfy other requirements;
ond final payment; and

yment has been issued by the Architect.

§5.2.2 The Own
Acrchitect’s fi

t to the Contractor shall be made no later than 30 days after the issuance of the
r Payment, or as follows:
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ARTICLE 6 DISPUTE RESOLUTION

§ 6.1 INITIAL DECISION MAKER

The Architect will serve as Initial Decision Maker pursuant to Section 15.2 of AIA Document A201-2007, unless
the parties appoint below another individual, not a party to this Agreement, to serve as Initial Decision Maker.

(If the parties mutually agree, insert the name, address and other contact information of the Initial Decision Maker,
if other than the Architect.)

« M
« M
« M
« N

§ 6.2 BINDING DISPUTE RESOLUTION
For any Claim subject to, but not resolved by, mediation pursuant to Section 15.3 of AIA Document A201-2007, the
method of binding dispute resolution shall be as follows:

(Check the appropriate box. If the Owner and Contractor do not select a method of binding dispute resolution
below, or do not subsequently agree in writing to a binding dispute resolution method other than litigation, Claims
will be resolved by litigation in a court of competent jurisdiction.)

[« »] Arbitration pursuant to Section 15.4 of AIA Document A201-2007
[« »] Litigation in a court of competent jurisdiction

[ « X » ] Other (Specify)Any remedies available in law or in equity,

« »

ARTICLE 7 TERMINATION OR SUSPENSION
§ 7.1 The Contract may be terminated by the Owner or the Contractor as provided in Adisicle 14 of
A201-2007.

A Document

§ 7.2 The Work may be suspended by the Owner as provided in Article 14 of A201-2007.

ARTICLE 8 MISCELLANEOUS PROVISIONS
§ 8.1 Where reference is made in this Agreement to a provision of A t A201-2007 or another Contract
Document, the reference refers to that provision as amended or sugple other provisions of the-Contract

Documents.

§ 8.2 Payments due and unpaid under the Contract shall
below, or in the absence thereof, at the legal rate prevad
located._Payments are due 30 days after receipt of a
interest may be charged at the rate of 1% per mo
(Insert rate of interest agreed upon, if any.)

the date payment is due at the rate Stated
to time at the place where the Project is
ation for Payment. After that 30 day period,

« » %« »

§ 8.3 The Owner’s representative;
(Name, address and other info

ontractor’s representative:

- { Formatted: Font: Not Italic
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(Name, address and other information)

« N
« »
« »
« »

_ - - Formatted: Strj

§ 8.6 Other provisions:

« M

ARTICLE9 ENUMERATION OF CONTRACT DOCUMENTS
§ 9.1 The Contract Documents, except for Modifications issued after execution of this Agreement, are enumerated in
the sections below.

§9.1.1 The Agreement is this executed AIA Document A101-2007, Standard Form of Agreement Between G,
and Contractor.

§9.1.2 The General Conditions are AIA Document A201-2007, General Conditions of the Contract
Construction.

§9.1.3 The Supplementary and other Conditions of the Contract:

Document Title Date

§ 9.1.4 The Specifications:
(Either list the Specifications here or refer to an exhibit attached to this Agree
« »

Section Title Date\

§9.1.5 The Drawings:

Pages

(Either list the Drawings here or refer to an exhibit & hISgAgreement.)
« N

Number e Date
§9.1.6 The Addenda, if any:

Number Date Pages

g requirements are not part of the Contract Documents unless the bidding

Portions of Addenda rq
6 in this Article 9.

requirements are al

§9.1.7 Additi ents, if any, forming part of the Contract Documents:

AIA ument E201™-2007, Digital Data Protocol Exhibit, if completed by the parties, or the
following:
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« »

.2 Other documents, if any, listed below:
(List here any additional documents that are intended to form part of the Contract Documents. AIA
Document A201-2007 provides that bidding requirements such as advertisement or invitation to bid,
Instructions to Bidders, sample forms and the Contractor’s bid are not part of the Contract
Documents unless enumerated in this Agreement. They should be listed here only if intended to be
part of the Contract Documents.)

« »

ARTICLE 10 INSURANCE AND BONDS
The Contractor shall purchase and maintain insurance and provide bonds as set forth in Article 11 of AIA Document
A201-2007.

(State bonding requirements, if any, and limits of liability for insurance required in Article 11 of AIA Document
A201-2007.)

Type of insurance or bond Limit of liability or bond amount ($0.00)

This Agreement entered into as of the day and year first written above.

OWNER (Signature) CONTRACTOR (Signature)
L DK » L DK »
(Printed name and title) (Printed name and ti

&
N
O
<
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STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

SUPPLEMENT TO AGREEMENT BETWEEN OWNER AND CONTRACTOR A101-2007

The following supplements modify the “Standard Form of Agreement Between Owner and Contractor,” AIA Document A101-20,
Where a portion of the Standard Form of Agreement is modified or deleted by the following, the unaltered portions of the Standard F
of Agreement shall remain in effect.

ARTICLE 5: PAYMENTS

51 PROGRESS PAYMENTS

5.1.3 Delete paragraph 5.1.3 in its entirety and replace with the follo

Architect that meets all
the Owner not later than 30
ment.”

“Provided that a valid Application for Payment is recgg
requirements of the Contract, payment shall be
days after the Owner receives the valid Application fo

ARTICLE 6: DISPUTE RESOLUTION

6.2 BINDING DISPUTE RESOLUTION
Check Other — and add the fo &n nce:
"Any remedies available in equity."

ARTICLE 8: MISCELLANEOUS S

8.2 Insert the fo

are d¥e 30 days after receipt of a valid Application for Payment. After that 30
igterest may be charged at the rate of 1% per month not to exceed 12% per

paragraph 8.5 in its entirety and replace with the following:

“The Contractor’s representative shall not be changed without ten days written notice to the
Owner.”

END OF SUPPLEMENT TO AGREEMENT BETWEEN OWNER AND CONTRACTOR

SUPPLEMENT TO AGREEMENT BETWEEN OWNER AND CONTRACTOR 00 54 13



STATE OF DELAWARE
OFFICE OF MANAGEMENT AND BUDGET

PERFORMANCE BOND

Bond Number:

KNOW ALL PERSONS BY THESE PRESENTS, that we, | al
(“Principal”), and , a corpoegally
authorized to do business in the State of Delaware, as surety (“Surety”), are hel bound
unto the (“Owner™) State agency
name), in the amount of % ), to be pai er, for which

payment well and truly to be made, we do bind ourselves, our and e
executors, administrations, successors and assigns, jointly and sevgra
firmly by these presents.

Sealed with our seals and dated this day of Q , 20

NOW THE CONDITION OF THIS OBLIGATION I , that if Principal, who has been
awarded by Owner that certain contract know ract No. dated the

day of , 20__ (the “C which Contract is incorporated herein by
reference, shall well and truly provide and furn rials, appliances and tools and perform all
the work required under and pursuant to th artd conditions of the Contract and the Contract
Documents (as defined in the Contract) 'ranges or modifications thereto made as therein
provided, shall make good and reimb sufficient funds to pay the costs of completing the
Contract that Owner may sustain b Q Ot any failure or default on the part of Principal, and
shall also indemnify and save haigale ner from all costs, damages and expenses arising out of
or by reason of the performa o& ontract and for as long as provided by the Contract; then
this obligation shall be voi jse to be and remain in full force and effect.

Surety, for value re , hereby stipulates and agrees, if requested to do so by Owner, to fully
perform and comp ork to be performed under the Contract pursuant to the terms,

conditions and hereof, if for any cause Principal fails or neglects to so fully perform and
complete su

Surety, f ue received, for itself and its successors and assigns, hereby stipulates and agrees that
the gihigatioWOf Surety and its bond shall be in no way impaired or affected by any extension of

ti odification, omission, addition or change in or to the Contract or the work to be performed
O

r, or by any payment thereunder before the time required therein, or by any waiver of any
isions thereof, or by any assignment, subletting or other transfer thereof or of any work to be
ormed or any monies due or to become due thereunder; and Surety hereby waives notice of any
and all such extensions, modifications, omissions, additions, changes, payments, waivers,
assignments, subcontracts and transfers and hereby expressly stipulates and agrees that any and all
things done and omitted to be done by and in relation to assignees, subcontractors, and other

ry of our heirs,
and in the whole,




transferees shall have the same effect as to Surety as though done or omitted to be done by or in
relation to Principal.

Surety hereby stipulates and agrees that no modifications, omissions or additions in or to the terms
of the Contract shall in any way whatsoever affect the obligation of Surety and its bond.

Any proceeding, legal or equitable, under this Bond may be brought in any court of cogg@et
jurisdiction in the State of Delaware. Notices to Surety or Contractor may be mailed or @1

to them at their respective addresses shown below. Q
d such

IN WITNESS WHEREOF, Principal and Surety have hereunto set their hand
of them as are corporations have caused their corporate seal to be hereto affixe these presents
to be signed by their duly authorized officers, the day and year first above

R

PRINCIPAL

Name:

Witness or Attest: Address:

By:
Name: Nam

Tide:
(Corporate Seal) \
o ;!RETY
\ Name:
Witness or Attest: Address@
B

y: (SEAL)
Name: Q
( al)

Name:
Title:

(SEAL)




STATE OF DELAWARE
OFFICE OF MANAGEMENT AND BUDGET

PAYMENT BOND

Bond Number: 9

KNOW ALL PERSONS BY THESE PRESENTS, that we, incipal
(“Principal”), and , a tion, legally
authorized to do business in the State of Delaware, as surety (“Surety”), ar firmly bound

unto the
name), in the amount of % ), to b | Owner, for which
payment well and truly to be made, we do bind ourselves, our an nd every of our heirs,
executors, administrations, successors and assigns, jointly and SQ and in the whole firmly

by these presents.

Sealed with our seals and dated this daye? , 20,
NOW THE CONDITION OF THIS OBLIGAT% H, that if Principal, who has been

awarded by Owner that certain contract know ct No. dated the

day of , 20__ (the “Contract™), ontract is incorporated herein by reference,
shall well and truly pay all and every per ing materials or performing labor or service in
and about the performance of the work u Contract, all and every sums of money due him,
her, them or any of them, for all s s, labor and service for which Principal is liable,

shall make good and reimburse &Qicient funds to pay such costs in the completion of the

Contract as Owner may sustaj n of any failure or default on the part of Principal, and
shall also indemnify and sa, Owner from all costs, damages and expenses arising out of
or by reason of the perform the Contract and for as long as provided by the Contract; then
this obligation shall begmaid, otff€rwise to be and remain in full force and effect.

, Tor itself and its successors and assigns, hereby stipulates and agrees that
the obligation ty and its bond shall be in no way impaired or affected by any extension of
time, modj ission, addition or change in or to the Contract or the work to be performed
thereund y any payment thereunder before the time required therein, or by any waiver of any
provjgions of, or by any assignment, subletting or other transfer thereof or of any work to be
ed or any monies due or to become due thereunder; and Surety hereby waives notice of any
such extensions, modifications, omissions, additions, changes, payments, waivers,
nments, subcontracts and transfers and hereby expressly stipulates and agrees that any and all
s done and omitted to be done by and in relation to assignees, subcontractors, and other
ansferees shall have the same effect as to Surety as though done or omitted to be done by or in
relation to Principal.

Surety, for val

Surety hereby stipulates and agrees that no modifications, omission or additions in or to the terms
of the Contract shall in any way whatsoever affect the obligation of Surety and its bond.

9



Any proceeding, legal or equitable, under this Bond may be brought in any court of competent
jurisdiction in the State of Delaware. Notices to Surety or Contractor may be mailed or delivered

to them at their respective addresses shown below. 9
IN WITNESS WHEREOF, Principal and Surety have hereunto set their hand and seals, and

of them as are corporations have caused their corporate seal to be hereto affixed and these
to be signed by their duly authorized officers, the day and year first above written. é

PRINCIPAL

Name:

Witness or Attest: Address: o
By: Q (SEAL)
Name: Name:
Title:
(Corporate Seal)

o fre:

By: (SEAL)
Name: Name:

Title:
(Corgo )]

O&

Witness or Attest: Address:




(vrepar0THSE,

a1y} 0] pay
whpAdod g po)

1S9)ON J3sfy

S| pUB *9002/S 1/2 U Saldxe Yalym 27022290001 '0N 18PI0 FSPUN SO0Z/6L/E0 U0 0E:02:2 L 1B 1emyos Iy AQ paonposd Sem JUBLUNTAP S|, *ME] 243 Japun sjqissod jusixe wnwixew
ue ‘sapjeuad {2UILID PUE WD 8JaASs B JNSal Aew *)| o uopiod AUB 10 JUSWINo0g VY 51 JO HONNALASIP 10 UOjONPoIda) PaZIFOMNBUR "SANESIL [RUGHEWBIM] PUE ME
juswnaged IV SIL IONINHYAL "paAlasal s)ybu fly “sioayyoy §0 SNASU) UBOUaLIY eyl Aq 2661 PUR 8/61 'S961 ‘E96L ‘6661 ©@ UBLIAdOD 266 — mE0LD UBLUNDOQ YIY

19ENUC,) SI J2pUN JOPERUCD 10 IUAO 3 [10'0 $ IapI1Q0 95uey) A9 SHONVHD I8N
10 s1Fu Kue 0 sorpnford Jnowpm a8 JuaLT 1daoow pu juswlfed ‘9omenssT "UIaIal paurey 000 shoo §[ SIvIOL
Jojoeniuo]) s 01 Auo arqeded 8 (JALILLEAD -21qenodsu 10U ST 2JRIGRID)) S, 550 0670 $ TGOV 5T poAcadds T
e Kg 000 ¢looo ¢| IoumQ Aq sypmow snotaaxd ut paaocidde saSuego o]
1103 1HOUY SNOIIONadada SNOLLIAQY AAVINNNLS YEHTI0 HONVHD
(‘parfui20 punouin sil yilim uLiofitos o) paSupyd 240 101 | 21 1o pu ueRpIddy
siy o s2.m81f 1o popng payddp sunoun ay wiodf siaffip Ji oypupydxa yovuy) 000 § (g sury ss9] € 2uy
Qoo g ot Y LA ~ @31d11430 LNNOWY FOYNIVLIH ONIGNTONI ‘HSINIA OL JONYIVE 6
93 INNOWY 00 $ | and INFWAY LNIHEND ‘8
o Jo Juawiked 0] PSPNUA ST JOJOEIUCT) AY) PUE ‘SISO 1Rl 20UBPINIIE (sveogmony Tou1d woxf g ST
ST oM 9 o Anpenb ot ‘pepearpm se passaidoid seq YoM 3 e UoEULIoH - - .
a3poTMomy §,109)[TY A1 JO 1Saq ST3 0} J2Y) JoUM() SU} 0} SILNISD 29I ‘uonyegrdde sy~ 00°0 $ JINIWAYA HOS SALYIIIIIHAD SNOIAIHd §831°L
Fuistduros mEp o puE SHOLEATISqO 2)IS-U0 U0 PISEq ‘SIUAUNIN( 10BTU0]) SU3 [HIM 3 ([0, ¢ oULT $597 { SUID)
INJFWAVC HO4 JLVIIHILNID S..L 000 $ e IO YNIVATY §537 AANYVA TVI0L'S
:samidys uor 000 g e (£0L9 3o [ MUNey) UL TEIOL, IO 46 + BG s3ur]) sBeutesy [BIC],
000 $ (£0£D uo J TEIMOD)
[ELIOJR AL PAIOIS JO 9 0'q
jo Lep 000 $ (€0LD O H + ( UUINOD)
2I0J2q 0} TIOMS PlE Paqusqns yom pawdmo) 3o 9 0 e
Jo Auno) JOVNIVLIY G
Jo opelg s (E0L6) UO £ WUINED) 31YA OL AFHOLS B A3 LT 1dN0D TYLO0L'Y
nuumﬁ_” %m ................:::.::...:.....,.....AN F .m Uﬂ._.”‘l_u m._._qn o._. E—._m ._.Ué.—.zoo .m
‘HOLOVHINOD slapaQ 2Bueyy Aq abueyo jaN 'z

NP MOU ST UJaY TMous Juamied 3025100 TRYY
PUR “ISUMQ) o) WO} Paatadal siiwrAed pue poansst slom justIdeg 10] s91Ealnia)) snomaid gonjs
oy oM 0¥ Jopdenuc)) o £q pred U9sq ARy SUNOWE B WRY) ‘SINSWNOOC J0BHUOD 91 qim
a2uepioade ur paye(dimes uaaq sey Judwifed JoJ woneslddy STy AG paIsA0d JIomn S JoTeq pue
uoneuour ‘29pa[mony £ I0JR1I0T) AR JO 153G 211 O) I S9LIIa0 I0RNUCY) Peudisiapun YL,

" WNS LOVHINOO TYNIDIMO "L

*PATAEYE ST ‘g(/0 JSUMoe VIV 193§ UONenunio))
O0TY0ULOD Uf *M0Taq mmors se Yieuried 1o opewm st uoneonddy

JNAMM ¥04 NOILYIIddV S.HOLIOVHINOD

“JoBRI

[ :H3H1o

1B /7 iSON L93roud :1934IHY ‘HOLOVYHINOD
[ MOLOVHINGD 31va 19VHINOD ViA Woy4
[ :L03LHOuY uoRoNSuC) [E19UED 7¥04 1OVHINGD

£ 2Enm0 :01 AOI¥ad

o) TOINGIGeIa 100 :ON NOLLYOIddY :193008d *JANMO O

¢661 — ,.¢0.9 juswindoq

Jusufed 10} ayed




(12!

)

:S8lON 185[}
*a[esal

100 :ON NOILVIddY

10J 10U 5] P8 o salidxe Yalum Z 02220 L0001 ON JApIC JOPUN SONZ/EL/E0 UO 6 LE:ZL 1B BIBMIOS Y|V AQ peanpoid Sem UswWInaop sy "Me| ay} sepun ajqissod Jusixa Wwnwew sy} o) pansasasd
I WILIZ PUB [IAD 248AS Uj nsas ABWL ) Jo uoliod Aue Jo ‘uswnang VIV SIUL O UORNAQINSIP Jo uenonpoital pazLioyinew 'saljesll [EuciEURIL| pue me 1ySisidon g n Ay
a SI41 IDHNINHYM "paasesal siybu iy “s198)iyoiy Jo sInjnsuy) uedUaLLY 8y 1 AQ 266 | PUB E861 ‘BJ6| '0/61'296] ‘9961 ‘G961 'E96L @ WBAdOD 2661 — wuEOLD JUBINZOY VIV
000 § 000 ¢ % 000 000 $ 000 $ 000 % Y101 ANYHS
(A+a+a@)
(A0 A NI
(Arvd ®-2) HIVA OL )
+ AONRIH
ATEAVIMVA AD|  HSINII © - 9| gmioLs aNv HM,M znwﬂmwwwm OTIHd STHI a mbmw_mom THOM H0 NOLLATIDSAA EMW
AOVNIV.IA | OL HONVIVE QEIATANOD | oo v o
TYIOL LI TINOD S0M
I H 5 d L a q v
ION 133rowd S:.1931HdY
0l Aoad *A1dde Leny sur)l U 108 qeLIEA SI5TA SI0BNIOD) GO | WU 980
:31V0 NOILYOTTddY "IRJ[OP 152IE OpPaIERE ore SIUNOUIE “MO0[aq SUCHB[Ne) UL

‘patoE)E
INHWA VA 404 NOILVDIHLLAHD

OF Pliso pauds s 10)0RNI0)) Samme)unos

QILVDI'TddV ‘Z0LD smnood VIV

da4e LoJjeNU)U0Y

¢661 — .£0.9 juswnao(




STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

GENERAL CONDITIONS

TO THE

CONTRACT

rchitects Document AIA
ction and is part of this project

The General Conditions of this Contract are as stated in the American
A201 (2007 Edition) entitled General Conditions of the Contract for
manual as if herein written in full.

K
N
O
<

GENERAL CONDITIONS TO THE CONTRACT 007213



AIA Document A201™ — 2007

General Conditions of the Contract for Construction

for the following PROJECT: 6
(Name and location or address)
«Sample A201-2007»
« »
ADDITIONS ONS
n

THE OWNER: Ehe alc,lltc:lho . ocument

(Name, legal status and address) o g Com;(l’e cion

« N » The also have

& » r t ext of the
9 1 AIA standard form.

[ tions and Deletions

THE ARCHITECT: O that notes added

(Name, legal status and address) mation as well as

& ML » visions to the standard

@ orm.text is available from
the author and should be
reviewed.

TABLE OF ARTICLES This document has important
legal consequencess

1 GENERAL PROVISIONS Consultation.with an

attorney~is encouraged with
respect to-its completion
2 OWNER P L

or modification.
3 CONTRACTOR é
4 ARCHITECT \
5 SUBCONTRACTORS Q
6 CONSTRUCTION BY OWNER OReA E CONTRACTORS
7 CHANGES IN THE WORK \
8 TIME Q

9 PAYMENTS A PLETION

10 PROTEC SONS AND PROPERTY

1" BONDS

12

ERING AND CORRECTION OF WORK

MISCELLANEOUS PROVISIONS

TERMINATION OR SUSPENSION OF THE CONTRACT

ELECTRONIC COPYING of any

CLAIMS AND DISPUTES portion of this AIA® Document
to another electronic file is
prohibited and constitutes a
violation of copyright laws
as set forth in the footer of
this document.

AIA Document A201™ - 2007. Copyright © 1911, 1915, 1918, 1925, 1937, 1951, 1958, 1961, 1963, 1966, 1970, 1976, 1987, 1997 and 2007 by The
American Institute of Architects. All rights reserved. WARNING: This AIA® Document is protected by U.S. Copyright Law and International
Treaties. Unauthorized reproduction or distribution of this AIA® Document, or any portion of it, may result in severe civil and criminal 1
penalties, and will be prosecuted to the maximum extent possible under the law. This draft was produced by AIA software at 14:27:23 on
10/22/2013 under Order No.2701158399 1 which expires on 10/10/2014, and is not for resale.

User Notes: (1348613743)
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Accident Prevention

10
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Additional Insured

11.1.4

Additional Time, Claims for
3.2.4,3.7.4,3.75,3.10.2,8.3.2,15.1.5
Administration of the Contract
3.1.3,4.2,94,95

Advertisement or Invitation to Bid

3.8,7.3.8

All-risk Insurance
11.3.1,11.3.1.1

Applications for Payment
425,7399.2,93,94,95.1, 9.
11.1.3

, 9.10,

Approvals

211,222,243, ., 93.12.8,3.12.9, 3.12.10,
4.2.7,9.3.2,13.

Arbitration

8.3.1, 11. 3.2,154
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4

tect, Definition of

chit§@®, Extent of Authority
1,3.12.7,4.1,4.2,5.2,6.3,7.1.2,7.3.7,7.4,9.2,
.1,9.4,95,9.6.3,9.8,9.10.1, 9.10.3, 12.1, 12.2.1,
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Architect, Limitations of Authority and
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423,4.26,427,4210,42.12,4.2.13,52.1,7.4,
9.4.2,95.3,9.6.4,15.1.3,15.2

Architect’s Additional Services and Expenses
24.1,11.3.1.1,12.2.1,13.5.2,135.3,14.24
Architect’s Administration of the Contract
3.13,4.2,3.7.4,152,9.4.1,95

Architect’s Approvals
24.1,3.1.3,35,3.10.2,4.2.7

Architect’s Authority to Reject Work
35,4.2.6,12.1.2,12.21

Architect’s Copyright

1.1.7,15

Architect’s Decisions
3.74,426,42.7,4211,42.12,42.1 6.3,
7.3.7,7.39,8.13,83.1,9.2,94. 9.1,
13.5.2,15.2,15.3
Architect’s Inspections
3.74,422,4.29,9.4.2,
Architect’s Instructio
3.24,33.1,4.2.6,42.
Architect’s Inte i
4211,4.21
Architect’s

10.1, 13,5

Representative

’s Relatfonship with Contractor
3,3.22,323,324,331,34.2,35,
3.9.2,3.9.3,3.10, 3.11, 3.12, 3.16, 3.18;
1.3,4.2,5.2,6.2.2,7,8.3.1,9.2,9.3;9.4, 9.5,
28, 9.9, 10.2.6, 10.3, 11.3.7, 12,,13.4.2, 13.5,

rchitect’s Relationship with Subcontractors

Architect’s Site Visits
3.7.4,422,429,94.2,95.1,99.2,9.10.1, 135
Asbestos

10.3.1

Attorneys’ Fees

3.18.1,9.10.2,10.3.3

Award of Separate Contracts

6.1.1,6.1.2

Award of Subcontracts and Other Contracts for
Portions of the Work

5.2

Basic Definitions

1.1

Bidding Requirements

1.1.1,521,11.4.1

Binding Dispute Resolution

9.7,11.3.9,11.3.10, 13.1.1, 15.2.5, 15.2.6.1, 15.3.1,
15.3.2,154.1

Boiler and Machinery Insurance

11.3.2

Bonds, Lien

7.3.7.4,9.10.2,9.10.3

Bonds, Performance, and Payment
7.3.7.4,9.6.7,9.10.3,11.3.9, 11.4

1.1.1 \

Aesthetic Effect 1.1.2,423,424,426,9.6.3,9.6.4,11.3.7
4.2.13 Architect’s Representations

Allowances 0 9.42,95.1,9.10.1

AIA Document A201™ - 2007. Copyright © 1911, 1915, 1918, 1925, 1937, 1951, 1958, 1961, 1963, 1966, 1970, 1976, 1987, 1997 and 2007 by The
American Institute of Architects. All rights reserved. WARNING: This AIA® Document is protected by U.S. Copyright Law and International
Treaties. Unauthorized reproduction or distribution of this AIA® Document, or any portion of it, may result in severe civil and criminal 2
penalties, and will be prosecuted to the maximum extent possible under the law. This draft was produced by AIA software at 14:27:23 on
10/22/2013 under Order No.2701158399 1 which expires on 10/10/2014, and is not for resale.

User Notes: (1348613743)



Building Permit

3.7.1

Capitalization

1.3

Certificate of Substantial Completion
9.8.3,9.8.4,9.85

Certificates for Payment
421,4.25,429,9.33,94,95,9.6.1,9.6.6,9.7,
9.10.1,9.10.3,14.1.1.3,14.2.4,15.1.3

Certificates of Inspection, Testing or Approval
13.5.4

Certificates of Insurance

9.10.2,11.1.3

Change Orders
1.1.1,2.4.1,3.4.2,3.7.4,3.8.2.3,3.11.1,3.12.8, 4.2.8,
523,712,713,72,7.3.2,7.3.6,7.3.9, 7.3.10,
8.3.1,9.3.1.1,9.10.3,10.3.2,11.3.1.2, 11.3.4, 11.3.9,
12.1.2,15.1.3

Change Orders, Definition of

7.2.1

CHANGES IN THE WORK
2.2.1,3.11,4.28,7,721,73.1,7.4,83.1,9.3.1.1,
11.3.9

Claims, Definition of

15.1.1

CLAIMS AND DISPUTES
3.2.4,6.1.1,6.3,7.3.9,9.3.3,9.10.4, 10.3.3, 15, 15.4
Claims and Timely Assertion of Claims

154.1

Claims for Additional Cost
3.2.4,37.4,6.1.1,7.3.9,10.3.2,15.1.4

Claims for Additional Time
3.2.4,3.7.46.1.1,8.3.2,10.3.2,15.1.5

Concealed or Unknown Conditions, &l
3.74
Claims for Damages

3.2.4,3.18,6.1.1,8.3.3,9.5.1, 3,11.1.1,
11.35,11.3.7,14.1.3, 14.2.4, 15.
Claims Subject to Arbitr
15.3.1,154.1
Cleaning Up
3.15,6.3
Commence

ork, Conditions Relating to
3.10.1,3.12.6,5.2.1,5.2.3,

encement of the Work, Definition of

m ications Facilitating Contract
inistration

1,424

ompletion, Conditions Relating to

3.4.1,3.11,3.15,4.2.2,4.2.9,8.2,9.4.2,9.8,9.9.1,

9.10,12.2,13.7,14.1.2

COMPLETION, PAYMENTS AND

9

Completion, Substantial
429,81.1,68.1.3,8.2.3,9.4.2,9.8,9.9.1, 9.10.3,
12.2,13.7

Compliance with Laws
1.6.1,3.2.3,3.6,3.7,3.12.10, 3.13, 4.1.1, 9.6.4,
10.2.2,11.1,11.3,13.1, 13.4,-13.5.1, 13.5.2, 13.6,
14.1.1,14.2.1.3,15.2.8,15.4.2, 15.4.3
Concealed or Unknown Conditions
3.7.4,4.2.8,8.3.1,10.3

Conditions of the Contract
1.1.1,6.1.1,6.1.4

Consent, Written
3.4.2,3.7.4,3.12.8,3.14.2,4.1.2,9.3.2 9.1,
9.10.2,9.10.3,11.3.1, 13.2, 13.4.
Consolidation or Joinder
15.4.4
CONSTRUCTION BY 4
SEPARATE CONT
1.1.4,6
Construction Ch Di8ctive, Definition of
7.3.1
Constructi
1.1.1,34.2,3.

nge Directives
428,711,712,713,7.3,

Schedules, Contractor’s
3.12.2,6.1.3,15.1.5.2
nt Assignment of Subcontracts

Contract, Definition of

1.1.2

CONTRACT, TERMINATION OR
SUSPENSION OF THE

5.4.1.1,11.3.9,14

Contract Administration

3.1.3,4,94,95

Contract Award and Execution, Conditions Relating
to

3.7.1,3.10,5.2,6.1,11.1.3,11.3.6, 11.4.1
Contract Documents, Copies Furnished and Use of
15.2,2.25,5.3

Contract Documents, Definition of

11.1

Contract Sum
3.74,38,5.2.3,7.2,7.3,7.4,9.1,9.4.2,9.5.1.4,
9.6.7,9.7,10.3.2, 11.3.1, 14.2.4, 14.3.2,-15:14,
15.2.5

Contract Sum, Definition of

9.1

Contract Time
3.7.4,3.75,3.10.2,5.2.3,7.2.1.3,7.3.1,7.3.5, 7.4,
8.1.1,8.2.1,8.3.1,9.5.1,9.7,10.3.2, 12.1.1, 14.3.2,
15.1.5.1,15.2.5

Contract Time, Definition of

8.1.1
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CONTRACTOR Costs

3 24.1,32.4,3.7.3,38.2,3.152,54.2,6.1.1,6.2.3,
Contractor, Definition of 7.3.3.3,7.3.7,7.3.8,7.3.9,9.10.2, 10.3.2, 10.3.6,
3.1,6.1.2 11.3,12.1.2,12.2.1,12.2.4,13.5, 14
Contractor’s Construction Schedules Cutting and Patching

3.10,3.12.1,3.12.2,6.1.3,15.1.5.2 3.14,6.25

Contractor’s Employees Damage to Construction of Owner or Separate
3.3.2,3.4.3,3.8.1,39,3.18.2,4.2.3,4.2.6,10.2, 10.3, Contractors

11.1.1,11.3.7,14.1,14.2.1.1 3.14.2,6.2.4,10.2.1.2,10.25,10.4, 11.1.1, 11.
Contractor’s Liability Insurance 1224

11.1 Damage to the Work

Contractor’s Relationship with Separate Contractors 3.14.2,99.1,10.2.1.2,10.25,10.4.1, 1

and Owner’s Forces Damages, Claims for
3.125,3.14.2,42.4,6,11.3.7,12.1.2,12.24 3.2.4,3.18,6.1.1,8.3.3,9.5.1,9.6

Contractor’s Relationship with Subcontractors 11.35,11.3.7,14.1.3,14.2.4,1
1.2.2,3.3.2,3.18.1,3.18.2,5,9.6.2,9.6.7, 9.10.2, Damages for Delay

11.3.1.2,11.3.7,11.38 6.1.1,8.3.3,9.5.1.6,9.7,

Contractor’s Relationship with the Architect Date of Commencemgit e Work, Definition of
1.1.2,15,3.1.3,3.2.2,3.2.3,3.24,3.3.1,3.4.2,3.5, 8.1.2

3.7.4,3.10, 3.11, 3.12, 3.16, 3.18,4.1.3, 4.2, 5.2, Date of Substant 0 tion, Definition of
6.2.2,7,8.3.1,9.2,9.3,9.4,9.5,9.7,9.8,9.9, 10.2.6, 8.1.3

10.3,11.3.7,12,135,15.1.2,15.2.1 Day, Defini

Contractor’s Representations 8.1.4

3.2.1,3.2.2,35,3.12.6,6.2.2,8.2.1,9.3.3,9.8.2 Decigi@s,of the Architect

Contractor’s Responsibility for Those Performing the 3.78 4 2.7,42.11,42.12,4.2.13,15.2, 6.3,
Work 3¥ 8.1.3,8.3.1,9.2,9.4,95.1,9.8.4,9.9.1,
3.3.2,3.18,5.3.1,6.1.3,6.2,9.5.1, 10.2.8 -w12.2,14.2.4,15.1,15.2

Contractor’s Review of Contract Documents ns to Withhold Certification
.1,9.5,9.7,14.1.1.3

3.2
Contractor’s Right to Stop the Work \ efective or Nonconforming Work, Acceptance,
9.7 Rejection and Correction of

2.3.1,24.1,35,4.26,6.2.5,95.1, 952, 9.6.6,9.8.2,
9.9.3,9.104,12.2.1

Definitions
1.1,21.1,3.1.1,35,3.12.1,3.12.2,3.12.3,4.1.1,
15.1.1,5.1,6.1.2,7.21,7.3.1,8.1,9.1,9.8.1

Delays and Extensions of Time

Contractor’s Right to Terminate the Contrac
14.1,15.1.6

Contractor’s Submittals
3.10,3.11,3.12.4,4.2.7,5.2.1,5.2.3,
9.8.3,9.9.1,9.10.2,9.10.3,11.1.
Contractor’s Superintendent

3.9,10.26 3.2,37.4,523,721,7.3.1,7.4,83,95.1, 9.7,
Contractor’s Supervisio 10.3.2,10.4.1,14.3.2,15.1.5,15.25
Procedures Disputes
1.2.2,33,34,3.1 ¥2.7,6.1.3,6.2.4, 6.3,7.3.9,15.1,15.2
7.1.3,7.35,7.3. ,14,15.1.3 Documents and Samples at the Site
Contractual Lj 3.11
11.1.1.8, Drawings, Definition of
i d Correlation 115
. 10, 3.12.6,6.1.3,6.2.1 Drawings and Specifications, Use and Ownership of
s Furnished of Drawings and Specifications 311
Effective Date of Insurance
8.2.2,11.1.2
Emergencies
rection of Work 10.4,14.1.1.2,15.1.4
3,2.4,3.7.3,94.2,9.8.2,9.8.3,9.9.1,12.1.2,12.2 Employees, Contractor’s
Correlation and Intent of the Contract Documents 3.3.2,34.3,38.1,3.9,318.2,4.2.3,4.2.6,10.2,
1.2 10.3.3,11.1.1,11.3.7,14.1,14.2.1.1
Cost, Definition of
7.3.7
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Equipment, Labor, Materials or
1.1.3,1.1.6,34,35,3.8.2,38.3,3.12,3.13.1, 3.15.1,
426,427,521,6.2.1,73.7,9.3.2,9.3.3,9.5.1.3,
9.10.2,10.2.1,10.2.4,14.2.1.1,14.2.1.2

Execution and Progress of the Work
1.1.3,1.21,1.2.2,22.3,2.25,3.1,3.3.1,34.1, 3.5,
3.7.1,3.10.1,3.12,3.14,4.2,6.2.2,7.1.3,7.3.5, 8.2,
9.5.1,9.9.1,10.2,10.3,12.2, 14.2,14.3.1,15.1.3
Extensions of Time
3.24,3.74,523,7.21,73,7.4,95.1,9.7,10.3.2,
10.4.1,14.3,15.1.5,15.25

Failure of Payment

9.5.1.3,9.7,9.10.2, 13.6, 14.1.1.3,14.2.1.2

Faulty Work

(See Defective or Nonconforming Work)

Final Completion and Final Payment
421,429,9.82,9.10,11.1.2,11.1.3,11.3.1, 11.3.5,
12.3.1,14.2.4,14.4.3

Financial Arrangements, Owner’s

2.2.1,13.2.2,14.1.14

Fire and Extended Coverage Insurance
11311

GENERAL PROVISIONS

1

Governing Law

13.1

Guarantees (See Warranty)
Hazardous Materials
10.2.4,10.3

Identification of Subcontractors and Suppliers
52.1

Indemnification

3.17,3.18,9.10.2, 10.3.3, 10.3.5, 10.3.6,

o

Information and Services Required e r

e
2.1.2,2.2,3.2.2,3.12.4,3.12.10, 6. 2.5,
9.6.1,9.6.4,9.9.2,9.10.3, 10.3. 4,13.5.1,
13.5.2,14.1.1.4,14.1.4,15.1.3

Initial Decision

15.2
Initial Decision Mak
1.1.8

Initial Decisign

9 .2.2,15.2.3,15.2.4,15.25
aker, Extent of Authority
1.3,15.2.1,15.2.2,15.2.3, 15.2.4,

.3,3.3.3,3.7.1,42.2,4.26,4.2.9,9.4.2,9.8.3,
9.2,9.10.1, 12.2.1, 13.5

Instructions to Bidders

11.1

Instructions to the Contractor
3.24,3.3.1,3.8.1,5.2.1,7,8.2.2,12,135.2

Instruments of Service, Definition of

117

Insurance
3.18.1,6.1.1,7.3.7,9.3.2,9.8.4,9.9.1,9.10.2, 11
Insurance, Boiler and Machinery

11.3.2

Insurance, Contractor’s Liability

11.1

Insurance, Effective Date of

8.2.2,11.1.2

Insurance, Loss of Use

11.3.3

Insurance, Owner’s Liability

11.2

Insurance, Property
10.25,11.3

Insurance, Stored Materi
9.3.2
INSURANCE AN

sent to Partial Occupancy
9.9.1
Intent of the

g, 4.2.

ct Documents
,4.2.13,7.4

1.4,4.1.1,51,6.1.2,15.1.1

erpretations, Written

2.11,42.12,15.1.4

Judgment on Final Award

15.4.2

Labor and Materials, EQuipment
1.1.3,1.1.6,3.4,35,3.8.2,3.8.3,3.12,3.13, 3.15.1,
4.26,4.27,521,6.2.1,7.3.7,9.3.2,9.3.3,9.5.1.3,
9.10.2,10.2.1,10.2.4,14.2.1.1, 14.2.1.2

Labor Disputes

8.3.1

Laws and Regulations
15,3.2.3,36,3.7,3.12.10,3.13.1,4.1.1,9.6.4, 9.9.1,
10.2.2,11.1.1,11.3,13.1.1, 13.4,135.1, 13.5.2,
13.6.1,14,15.2.8,15.4

Liens

2.1.2,9.3.3,9.10.2,9.10.4, 15.2.8

Limitations, Statutes of

12.2.5,13.7,15.4.1.1

Limitations of Liability
2.3.1,3.2.2,35,3.12.10,3.17,3.18.1,4.2.6, 4.2.7,
4.2.12,6.2.2,9.4.2,9.6.4,9.6.7, 10.2:5,10.3.3,
11.1.2,11.2,11.3.7,12.25,13.4.2

Limitations of Time
2.1.2,2.2,24,3.2.2,3.10,3.11,3.12.5,3.15.1, 4.2.7,
52,531,54.1,6.24,73,7.4,82,9.2,9.3.1,9.3.3,
9.4.1,9.5,96,9.7,9.8,9.9,9.10, 11.1.3, 11.3.1.5,
11.3.6,11.3.10, 12.2, 13.5, 13.7, 14,15

Loss of Use Insurance

11.3.3
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Material Suppliers
15,312.1,42.4,42.6,52.1,9.3,9.4.2,9.6,9.105
Materials, Hazardous

10.2.4,10.3

Materials, Labor, Equipment and
1.1.3,1.16,15.1,3.4.1,35,3.8.2,3.8.3,3.12,
3.13.1,3.15.1,4.26,4.2.7,5.2.1,6.2.1,7.3.7,9.3.2,
9.3.3,9.5.1.3,9.10.2,10.2.1.2,10.2.4, 14.2.1.1,
14.2.1.2

Means, Methods, Techniques, Sequences and
Procedures of Construction
3.3.1,3.12.10,4.2.2,4.2.7,9.4.2

Mechanic’s Lien

2.1.2,15.2.8

Mediation

8.3.1,10.3.5,10.3.6, 15.2.1, 15.2.,5, 15.2.6, 15.3,
154.1

Minor Changes in the Work
1.1.1,3.12.8,4.28,7.1,74

MISCELLANEOUS PROVISIONS

13

Modifications, Definition of

111

Modifications to the Contract
11.1,112,311,41.2,42.1,52.3,7,83.1,9.7,
10.3.2,11.3.1

Mutual Responsibility

6.2

Nonconforming Work, Acceptance of
9.6.6,9.9.3,12.3

Nonconforming Work, Rejection and Correctio
2.3.1,2.4.1,35,4.26,6.2.4,95.1,9.82,9.9
9.104,12.2.1

Notice
22.1,231,2.4.1,32.4,33.1,3.7.2,
9.7,9.10,10.2.2,11.1.3,12.2.2.1
13.5.2,14.1,14.2,15.2.8, 15.4.
Notice, Written
2.3.1,2.4.1,3.3.1,39.2,
9.10,10.2.2,10.3, 11.
15.2.8,15.4.1
Notice of Clai
3.7.4,10.2.8
Notice of

9,3.12%10,5.2.1,9.7,
12.2.2.1,13.3, 14,

ers, Written
1,2.3,39.2,7,8.2.2,11.3.9,12.1,12.2.2.1,
3.5.2,143.1
OWNER
2
Owner, Definition of
2.1.1

Owner, Information and Services Required of the
21.2,2.2,3.2.2,3.12.10,6.1.3,6.1.4,6.2.5,9.3.2,
9.6.1,9.6.4,9.9.2,9.10.3,10.3.3,11.2, 11.3, 13.5.1,
1352,14114,1414,1513

Owner’s Authority
15,211,23.1,2.41,3.4.2;38.1,3.12.10, 3.14.2,
41.2,413,424,429,521,524,54.1,6.1,6.3,
7.21,731,822,83.1,93.1,932,95.1,9.64,
9.9.1,9.10.2,10.3.2,11.1.3,11.3.3, 11.3.10, 12
12.3.1,13.2.2,14.3,14.4,15.2.7

Owner’s Financial Capability
221,1322,141.1.4
Owner’s Liability Insurance
11.2

Owner’s Relationship with Sub
1.1.2,52,53,54,9.64,09.
Owner’s Right to Carr,
24,1422
Owner’s Right to
6.3
Owner’s Ri
Award Se

le

Construction and to
ontracts

6.1
Ow ight t0 Stop the Work
2.3

’ ht to Suspend the Work

’s Right to Terminate the Contract

é.z
\ wnership and Use of Drawings, Specifications

and Other Instruments of Service
1.1.1,1.16,1.1.7,15,225,3.2.2,3:11.1, 3.17,
4.2.12,53.1

Partial Occupancy or Use

9.6.6,9.9,11.3.1.5

Patching, Cutting and

3.14,6.25

Patents

3.17

Payment, Applications for
4.25,7399.2,9.3,9.4,95,9.6.3,9.7,9.8.5,9.10.1,
14.2.3,14.2.4,14.4.3

Payment, Certificates for
4.25,4.29,9.33,94,95,9.6.1,9.6.6,9.7,9.10.1,
9.10.3,13.7,14.1.1.3,14.2.4

Payment, Failure of

9.5.1.3,9.7,9.10.2, 13.6, 14.1.1.3, 14.2.1.2
Payment, Final
421,4.29,98.2,9.10,11.1.2/11.1.3;11.4.1, 12.3.1,
13.7,14.2.4,14.4.3

Payment Bond, Performance Bond and
7.3.7.4,9.6.7,9.10.3,11.4

Payments, Progress

9.3,9.6,9.8.5,9.10.3, 13.6, 14.2.3, 15.1.3
PAYMENTS AND COMPLETION

9
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Payments to Subcontractors
5.4.2,95.1.3,9.6.2,9.6.3,9.6.4,9.6.7, 14.2.1.2
PCB

10.3.1

Performance Bond and Payment Bond
7.3.7.4,9.6.7,9.10.3,11.4

Permits, Fees, Notices and Compliance with Laws
2.2.2,3.7,3.13,7.3.7.4,10.2.2

PERSONS AND PROPERTY, PROTECTION
OF

10

Polychlorinated Biphenyl

10.3.1

Product Data, Definition of

3.12.2

Product Data and Samples, Shop Drawings
3.11,3.12,4.2.7

Progress and Completion
422,82,98,99.1,1414,151.3

Progress Payments

9.3,9.6,9.85,9.10.3, 13.6,14.2.3,15.1.3
Project, Definition of

114

Project Representatives

4.2.10

Property Insurance

10.25,11.3

PROTECTION OF PERSONS AND PROPERTY

10
Regulations and Laws
15,3.2.3,3.6,3.7,3.12.10, 3.13,4.1.1,9.6.4,9
10.2.2,11.1,11.4,13.1, 13.4,13.5.1, 13.5.2,
15.2.8,154

Rejection of Work
3.5,426,122.1

Releases and Waivers of Liens
9.10.2

Representations
3.2.1,35,3.12.6,6.2.2,
9.8.2,9.10.1
Representatives
2.1.1,3.1.1,3.9,

0.3.3,94.2,95.1,

4.2.2,4.2.10,5.1.1,

Performing the Work

73,5.3.1,6.1.3,6.2,6.3,9.5.1, 10

9 9.6.2,9.8.5,9.9.1,9.10.2,9.10.3

of Contract Documents and Field

n ns by Contractor

3.12.7,6.1.3

iew of Contractor’s Submittals by Owner and
rchitect

3.10.1,3.10.2,3.11,3.12,4.2,5.2,6.1.3,9.2,9.8.2

Review of Shop Drawings, Product Data and

Samples by Contractor

3.12

Rights and Remedies
1.1.2,2.3,24,35,3.74,3.15.2,4.2.6,5.3,5.4,6.1,
6.3,7.3.1,83,95.1,9.7,10.25,10.3,12.2.2, 12.2.4,
13.4,14,15.4

Royalties, Patents and Copyrights
3.17

Rules and Notices for Arbitration
15.4.1

Safety of Persons and Property
10.2,104

Safety Precautions and Programs
3.3.1,4.2.2,42.7,53.1,10.1, 10.2, 10,
Samples, Definition of
3.12.3

Samples, Shop Drawings, Pr ta and
3.11,3.12,4.2.7
Samples at the Site, Do
3.11

Schedule of Value

,6.1.3,15.1.5:2
and Contractors

wings, Product Data and Samples
12,427

13,6.1.1,6.2.1

Site Inspections
3.2.2,3.33,3.7.1,3.7.4,4.2,9.4.2,9:10.1, 135
Site Visits, Architect’s
3.7.4,422,429,94.2,95.1,99.2,9.10.1, 135
Special Inspections and Testing
4.26,12.2.1,135

Specifications, Definition of

1.1.6

Specifications
11.1,1.16,1.2.2,15,3.11,3.12.10,3.17,4.2.14
Statute of Limitations

13.7,154.1.1

Stopping the Work

2.3,9.7,10.3,14.1

Stored Materials

6.2.1,9.3.2,10.2.1.2,10.24

Subcontractor, Definition of

511

SUBCONTRACTORS

5

Subcontractors, Work by
1.2.2,3.3.2,3.12.1,4.2.3,5.2.3,5.3,5.4,9.3.1.2,
9.6.7

Subcontractual Relations
5.3,54,9.3.1.2,9.6,9.10,10.2.1,14.1,14.2.1
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Submittals Tests and Inspections

3.10,3.11,3.12,4.2.7,5.2.1,5.2.3,7.3.7,9.2, 9.3, 3.1.3,3.33,4.2.2,4.2.6,4.2.9,9.4.2,9.8.3,9.9.2,
9.8,9.9.1,9.10.2,9.10.3, 11.1.3 9.10.1,10.3.2,11.4.1.1,12.2.1, 135

Submittal Schedule TIME

3.10.2,3.125,4.2.7 8

Subrogation, Waivers of Time, Delays and Extensions-of

6.1.1,11.3.7 3.2.4,37.4,523,72.1,731,7.4,83,9.5.1,9.7,
Substantial Completion 10.3.2,10.4.1, 14.3.2,15.1.5,15.25
429,81.1,813,8.23,9.4.2,9.8,9.9.1,9.10.3, Time Limits

12.2,13.7 2.1.2,2.2,24,32.2,3.10, 3.11, 3.12.5,3.15.
Substantial Completion, Definition of 52,53,54,6.24,7.3,7.4,8.2,9.2,9.3.1,9.
9.8.1 9.4.1,9.5,9.6,9.7,9.8,9.9,9.10, 11.1.
Substitution of Subcontractors 13.7,14,15.1.2,15.4

523,524 Time Limits on Claims

Substitution of Architect 3.7.4,10.2.8,13.7,15.1.2

41.3 Title to Work

Substitutions of Materials 9.3.2,9.3.3

3.4.2,35,73.8 Transmission of Datgg orm
Sub-subcontractor, Definition of 1.6

5.1.2 UNCOVERING RECTION OF
Subsurface Conditions WORK

3.74 12

Successors and Assigns Uncovering 0 rk

13.2 12.1

Superintendent Unillife onditions, Concealed or Unknown
3.9,10.2.6 10.3

Supervision and Construction Procedures S
1.2.2,3.3,3.4,3.12.10,4.2.2,4.2.7,6.1.3,6.2.4, ,7.3.4

7.1.3,7.3.7,8.2,8.3.1,9.4.2, 10, 12, 14, 15.1.3 e of Documents

Surety \ 1.1,15,2.25,3.12.6,5.3
5.4.1.2,9.8.5,9.10.2,9.10.3, 14.2.2, 15.2.7 o Use of Site

Surety, Consent of 3.13,6.1.1,6.2.1

9.10.2,9.10.3 Values, Schedule of

Surveys 9.2,9.3.1

2.2.3 Waiver of Claims by the Architect

Suspension of the Work 9.105,13.4.2,15.16

Suspension by the Owner for C & 13.4.2
14.3 Waiver of Claims by the Contractor

54.2,14.3 Waiver of Claims by the Owner
Suspension or Termi Contract 9.9.3,9.10.3,9.10.4,12.2.2.1,13.4.2, 14.2.4, 15.1.6
54.1.1,14 Waiver of Consequential Damages

Taxes 14.2.4,15.1.6
Waiver of Liens
ntractor 9.10.2,9.104
Waivers of Subrogation
the Owner for Cause 6.1.1,11.3.7
Warranty
ation by the Owner for Convenience 3.5,4.2.9,9.3.3,9.84,99.1,9.104, 12.2.2, 13.7
4 Weather Delays
mination of the Architect 15.1.5.2
.3 Work, Definition of
ermination of the Contractor 1.1.3
14.2.2 Written Consent
TERMINATION OR SUSPENSION OF THE 15.2,3.4.2,3.7.4,3.12.8,3.14.2,4.1.2,9.3.2,9.8.5,
CONTRACT 9.9.1,9.10.2,9.10.3,11.4.1,13.2,13.4.2,15.4.4.2
14 Written Interpretations
4211,4.2.12
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Written Notice Written Orders

2.3,2.4,33.1,3.9,3.12.9,3.12.10,5.2.1,8.2.2,9.7, 1.1.1,23,39,7,822,12.1,12.2,13.5.2,14.3.1,
9.10,10.2.2,10.3,11.1.3,12.2.2, 12.2.4, 13.3, 14, 15.1.2
15.4.1

o\
0\0
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ARTICLE1 GENERAL PROVISIONS
§ 1.1 BASIC DEFINITIONS

§ 1.1.1 THE CONTRACT DOCUMENTS
The Contract Documents are enumerated in the Agreement between the Owner and Contractor (hereinafter the
Agreement) and consist of the Agreement, Conditions of the Contract (General, Supplementary and other
Conditions), Drawings, Specifications, Addenda issued prior to execution of the Contract, other documents listed in
the Agreement and Modifications issued after execution of the Contract. A Modification is (1) a written amendment
to the Contract signed by both parties, (2) a Change Order, (3) a Construction Change Directive or (4) a written
order for a minor change in the Work issued by the Architect. Unless specifically enumerated in the Agreemen
Contract Documents do not include the advertisement or invitation to bid, Instructions to Bidders, sample fo
other information furnished by the Owner in anticipation of receiving bids or proposals, the Contractor’s -bid
proposal, or portions of Addenda relating to bidding requirements.

§ 1.1.2 THE CONTRACT
The Contract Documents form the Contract for Construction. The Contract represents the entir
agreement between the parties hereto and supersedes prior negotiations, representations or
or oral. The Contract may be amended or modified only by a Modification. The Contrac,
construed to create a contractual relationship of any kind (1) between the Contractor ect or the
Architect’s consultants, (2) between the Owner and a Subcontractor or a Sub-subcgnt ) between the Owner
and the Architect or the Architect’s consultants or (4) between any persons or en otN@ than the Owner and the
Contractor. The Architect shall, however, be entitled to performance and enf; € ligations under the
Contract intended to facilitate performance of the Architect’s duties.

tegrated
, either written
shall not be

§1.1.3 THE WORK
The term “Work” means the construction and services required byfiiic
partially completed, and includes all other labor, materials, eqys
the Contractor to fulfill the Contractor’s obligations. The

act Documents, whether completed or
ervices provided or to be provided by
stitute the whole or a part of the Project.

§ 1.1.4 THE PROJECT
The Project is the total construction of which the
or a part and which may include construction b

d under the Contract Documents-may be the whole
rend by separate contractors.

§ 1.1.5 THE DRAWINGS
The Drawings are the graphic and pictggi of the Contract Documents showing the design, location and
dimensions of the Work, generally inc S, elevations, sections, details, schedules and diagrams.

§ 1.1.6 THE SPECIFICATIONS
The Specifications are that portio
equipment, systems, sta and

Contract Documents consisting of the written requirements for.materials,
rkmanship for the Work, and performance of related services.

§ 1.1.7 INSTRUMEN E

Instruments of Sg esgpresentations, in any medium of expression now known or later developed, of the
tangible and jntd eative work performed by the Architect and the Architect’s consultants under their
respective ervices agreements. Instruments of Service may include, without limitation, studies,
surveys, , sketches, drawings, specifications, and other similar materials.

INITIAL DECISION MAKER
iial Decision Maker is the person identified in the Agreement to render initial decisions on'Claims in
e with Section 15.2 and certify termination of the Agreement under Section 14.2.2.

’2 CORRELATION AND INTENT OF THE CONTRACT DOCUMENTS

1.2.1 The intent of the Contract Documents is to include all items necessary for the proper execution and
completion of the Work by the Contractor. The Contract Documents are complementary, and what is required by
one shall be as binding as if required by all; performance by the Contractor shall be required only to the extent
consistent with the Contract Documents and reasonably inferable from them as being necessary to produce the
indicated results.
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§ 1.2.2 Organization of the Specifications into divisions, sections and articles, and arrangement of Drawings shall not
control the Contractor in dividing the Work among Subcontractors or in establishing the extent of Work to be
performed by any trade.

§1.2.3 Unless otherwise stated in the Contract Documents, words that have well-known technical or construction
industry meanings are used in the Contract Documents in accordance with such recognized;meanings.

§ 1.3 CAPITALIZATION
Terms capitalized in these General Conditions include those that are (1) specifically defined, (2) the titles of
numbered articles or (3) the titles of other documents published by the American Institute of Architects.

§ 1.4 INTERPRETATION
In the interest of brevity the Contract Documents frequently omit modifying words such as “all” and
articles such as “the” and “an,” but the fact that a modifier or an article is absent from one state d ars in
another is not intended to affect the interpretation of either statement.

§ 1.5 OWNERSHIP AND USE OF DRAWINGS, SPECIFICATIONS AND OTHER INSTRUMENT,
§ 1.5.1 The Architect and the Architect’s consultants shall be deemed the authors and
Instruments of Service, including the Drawings and Specifications, and will retainall
other reserved rights, including copyrights. The Contractor, Subcontractors, Sub-
equipment suppliers shall not own or claim a copyright in the Instruments of
meet official regulatory requirements or for other purposes in connection
publication in derogation of the Architect’s or Architect’s consultants’ reservi

ir respective
aw, statutory and
tors, and material or
ittal or distribution to
Project is not to-be construed as
hohts.

§ 1.5.2 The Contractor, Subcontractors, Sub-subcontractors and mgi€ri quipment suppliers are authorized to use
and reproduce the Instruments of Service provided to them so sively for execution of the Work. All
copies made under this authorization shall bear the copyri y, shown on the Instruments of Service.
The Contractor, Subcontractors, Sub-subcontractors, an quipment suppliers may not use the
Instruments of Service on other projects or for additio t oject outside the scope of the Work without the
specific written consent of the Owner, Architect a jtect’s consultants.
§ 1.6 TRANSMISSION OF DATA IN DIGITAL F Q
If the parties intend to transmit Instrumen IC®0r any other information or documentation in digital form,

they shall endeavor to establish necess governing such transmissions, unless otherwise already
provided in the Agreement or the Con ents.

ARTICLE2 OWNER

§ 2.1 GENERAL

§ 2.1.1 The Owner is the
Contract Documents
express authority tQhi
Except as other
the Owner orgh

n or ety identified as such in the Agreement and is referred to throughout the

in number. The Owner shall designate in writing a representative who shall have
ner with respect to all matters requiring the Owner’s approval or authorization.

in Section 4.2.1, the Architect does not have such authority. The term “Owner” means
authorized representative.

§212T er shall furnish to the Contractor within fifteen days after receipt of a written-request, information
necegsary ann evant for the Contractor to evaluate, give notice of or enforce mechanic’s lien rights. Such

i ation shall include a correct statement of the record legal title to the property on which the Project-is-located,
eferred to as the site, and the Owner’s interest therein.

INFORMATION AND SERVICES REQUIRED OF THE OWNER
’2.1 Prior to commencement of the Work, the Contractor may request in writing that the Owner provide
easonable evidence that the Owner has made financial arrangements to fulfill the Owner’s obligations under the
Contract. Thereafter, the Contractor may only request such evidence if (1) the Owner fails to make payments to the
Contractor as the Contract Documents require; (2) a change in the Work materially changes the Contract Sum; or (3)
the Contractor identifies in writing a reasonable concern regarding the Owner’s ability to make payment when due.
The Owner shall furnish such evidence as a condition precedent to commencement or continuation.of the Work or
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the portion of the Work affected by a material change. After the Owner furnishes the evidence, the Owner shall not
materially vary such financial arrangements without prior notice to the Contractor.

§ 2.2.2 Except for permits and fees that are the responsibility of the Contractor under the Contract Documents,
including those required under Section 3.7.1, the Owner shall secure and pay for necessary approvals, easements,
assessments and charges required for construction, use or occupancy of permanent structures-or for permanent
changes in existing facilities.

§ 2.2.3 The Owner shall furnish surveys describing physical characteristics, legal limitations and utility locatio
the site of the Project, and a legal description of the site. The Contractor shall be entitled to rely on the accur,
information furnished by the Owner but shall exercise proper precautions relating to the safe performance.of
Work.

§ 2.2.4 The Owner shall furnish information or services required of the Owner by the Contract D
reasonable promptness. The Owner shall also furnish any other information or services under t er’s control
and relevant to the Contractor’s performance of the Work with reasonable promptness afte 1 the

Contractor’s written request for such information or services.

§ 2.2.5 Unless otherwise provided in the Contract Documents, the Owner shall furpish e @Bntractor one copy of
the Contract Documents for purposes of making reproductions pursuant to Secti

§ 2.3 OWNER'’S RIGHT TO STOP THE WORK
If the Contractor fails to correct Work that is not in accordance with the requ nts of the Contract Documents as
required by Section 12.2 or repeatedly fails to carry out Work in ac ce witN the Contract Documents, the
Owner may issue a written order to the Contractor to stop the Wo portion thereof, until the cause for such
order has been eliminated; however, the right of the Owner to shall not give rise to a duty on the part
of the Owner to exercise this right for the benefit of the Cogtra other person or entity, except to-the extent
§ 2.4 OWNER'’S RIGHT TO CARRY OUT THE WORK

required by Section 6.1.3.

If the Contractor defaults or neglects to carry o \accordance with the Contract Documents-and fails
within a ten-day period after receipt of writtegao the Owner to commence and continue correction of such
default or neglect with diligence and pro wner may, without prejudice to other remedies the Owner
may have, correct such deficiencies. Ingu appropriate Change Order shall be issued deducting from
payments then or thereafter due the C t reasonable cost of correcting such deficiencies, including

Owner’s expenses and compensag T rchitect’s additional services made necessary by such-default, neglect

or failure. Such action by the mounts charged to the Contractor are both subject to prior approval of the

Architect. If payments then or the due the Contractor are not sufficient to cover such amounts, the Contractor
Ownef®

shall pay the difference

ARTICLE 3 CONTRA
§ 3.1 GENERAL

§ 3.1.1 The Cgnt
Contract

% he person or entity identified as such in the Agreement and is referred to throughout the
®1f singular in number. The Contractor shall be lawfully licensed, if required in the

jurisdicti re the Project is located. The Contractor shall designate in writing a representative-who-shall-have

exprgss auth to bind the Contractor with respect to all matters under this Contract. The term “Contractor” means

t ntractor or the Contractor’s authorized representative.

1.2¥Me Contractor shall perform the Work in accordance with the Contract Documents.

’1.3 The Contractor shall not be relieved of obligations to perform the Work in accordance with the Contract
ocuments either by activities or duties of the Architect in the Architect’s administration of the Contract, or by tests,
inspections or approvals required or performed by persons or entities other than the Contractor.
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§ 3.2 REVIEW OF CONTRACT DOCUMENTS AND FIELD CONDITIONS BY CONTRACTOR

§ 3.2.1 Execution of the Contract by the Contractor is a representation that the Contractor has visited the site, become
generally familiar with local conditions under which the Work is to be performed and correlated personal
observations with requirements of the Contract Documents.

§ 3.2.2 Because the Contract Documents are complementary, the Contractor shall, before starting each portion of the
Work, carefully study and compare the various Contract Documents relative to that portion of the Work, as well as
the information furnished by the Owner pursuant to Section 2.2.3, shall take field measurements of any existing
conditions related to that portion of the Work, and shall observe any conditions at the site affecting it. These
obligations are for the purpose of facilitating coordination and construction by the Contractor and are not for,
purpose of discovering errors, omissions, or inconsistencies in the Contract Documents; however,-the-Contra
shall promptly report to the Architect any errors, inconsistencies or omissions discovered by or made
Contractor as a request for information in such form as the Architect may require. It is recognized tha
Contractor’s review is made in the Contractor’s capacity as a contractor and not as a licensed degg
unless otherwise specifically provided in the Contract Documents.

§ 3.2.3 The Contractor is not required to ascertain that the Contract Documents are in ac

laws, statutes, ordinances, codes, rules and regulations, or lawful orders of public aut@ari
shall promptly report to the Architect any nonconformity discovered by or made
request for information in such form as the Architect may require.

applicable
e Contractor
ontractor as a

clarifications or-instructions the
pursuant to Sections 3.2.2 or
ontractor fails to perform the obligations
o0 the Owner as would have been
performs those obligations, the

ting from errors, inconsistencies-or
easurements or conditions andthe Contract
applicable laws, statutes, ordinances;-codes, rules

§ 3.2.4 If the Contractor believes that additional cost or time is involved be
Avrchitect issues in response to the Contractor’s notices or requests for inform
3.2.3, the Contractor shall make Claims as provided in Article 15. |
of Sections 3.2.2 or 3.2.3, the Contractor shall pay such costs and
avoided if the Contractor had performed such obligations. If thaC
Contractor shall not be liable to the Owner or Architect for
omissions in the Contract Documents, for differences bet
Documents, or for nonconformities of the Contract D
and regulations, and lawful orders of public authorji

§ 3.3 SUPERVISION AND CONSTRUCTION PR
§ 3.3.1 The Contractor shall supervise and,
Contractor shall be solely responsible fgr,
sequences and procedures and for coo

Documents give other specific in i
instructions concerning constr
evaluate the jobsite safety thereo
safety of such means, m

rk, using the Contractor’s best skill and attention. The
control over, construction means, methods, techniques,

portions of the Work under the Contract, unless the Contract
ncerning these matters. If the Contract Documents give-specific

s, methods, techniques, sequences or procedures, the Contractor shall

cept as stated below, shall be fully and solely responsible for the jobsite

s, techiques, sequences or procedures. If the Contractor determines that such means,
methods, techniques, r procedures may not be safe, the Contractor shall give timely written notice to the
Owner and Archite ot proceed with that portion of the Work without further written instructions from
the Architect. If ra@eor is then instructed to proceed with the required means, methads, techniques,
sequences or Qr ithout acceptance of changes proposed by the Contractor, the Owner shall be salely
responsibl or damage arising solely from those Owner-required means, methods, techniques, sequences
or proce

§

The Contractor shall be responsible to the Owner for acts and omissions of the Contractor’s employees;
ractors and their agents and employees, and other persons or entities performing portions of the Work for, or
belY@ of, the Contractor or any of its Subcontractors.

’3.3 The Contractor shall be responsible for inspection of portions of Work already performed to determine that
uch portions are in proper condition to receive subsequent Work.

§ 3.4 LABOR AND MATERIALS
§ 3.4.1 Unless otherwise provided in the Contract Documents, the Contractor shall provide and pay for labor,
materials, equipment, tools, construction equipment and machinery, water, heat, utilities, transportation,.and.other
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facilities and services necessary for proper execution and completion of the Work, whether temporary or permanent
and whether or not incorporated or to be incorporated in the Work.

§ 3.4.2 Except in the case of minor changes in the Work authorized by the Architect in accordance with Sections
3.12.8 or 7.4, the Contractor may make substitutions only with the consent of the Owner, after evaluation by the
Architect and in accordance with a Change Order or Construction Change Directive.

§ 3.4.3 The Contractor shall enforce strict discipline and good order among the Contractor’s employees and other
persons carrying out the Work. The Contractor shall not permit employment of unfit persons or persons not pr
skilled in tasks assigned to them.

§ 3.5 WARRANTY

The Contractor warrants to the Owner and Architect that materials and equipment furnished under the
be of good quality and new unless the Contract Documents require or permit otherwise. The Ca
warrants that the Work will conform to the requirements of the Contract Documents and will
except for those inherent in the quality of the Work the Contract Documents require or perai
equipment not conforming to these requirements may be considered defective. The Con
remedy for damage or defect caused by abuse, alterations to the Work not executed k tor, improper or
insufficient maintenance, improper operation, or normal wear and tear and normal usa ired by the
Architect, the Contractor shall furnish satisfactory evidence as to the kind and of Mgterials and equipment.

materials, or
anty excludes

§ 3.6 TAXES
The Contractor shall pay sales, consumer, use and similar taxes for the Work ided by the Contractor that are
legally enacted when bids are received or negotiations concluded, r or not yet effective or merely scheduled

to go into effect.

§ 3.7 PERMITS, FEES, NOTICES AND COMPLIANCE WITH L
§ 3.7.1 Unless otherwise provided in the Contract Docum

permit as well as for other permits, fees, licenses, and f
execution and completion of the Work that are cus I
lufled.

required at the time bids are received or negotiaig

tractor shall secure and pay forthe building
by government agencies necessary for proper
red after execution of the Contract and legally

§ 3.7.2 The Contractor shall comply with
rules and regulations, and lawful order

es required by applicable laws, statutes, ordinances, codes,
thorities applicable to performance of the Work.

§ 3.7.3 If the Contractor performs
rules and regulations, or lawful
for such Work and shall bear the

ing it to be contrary to applicable laws, statutes, ordinances, codes,
ublic authorities, the Contractor shall assume appropriate responsibility
ributable to correction.

§ 3.7.4 Concealed or
subsurface or otheryd

onditions. If the Contractor encounters conditions at the site that are (1)
ated physical conditions that differ materially from those indicated in the Contract
! physical conditions of an unusual nature, that differ materially from those ordinarily
found to exisha di8lly recognized as inherent in construction activities of the character provided for in the
Contract e Contractor shall promptly provide notice to the Owner and the Architect before conditions
are distur d in no event later than 21 days after first observance of the conditions. The-Architect will-promptly
invegtigate S onditions and, if the Architect determines that they differ materially and cause an increase or
se in the Contractor’s cost of, or time required for, performance of any part of the Work, will recommend-an
e adjustment in the Contract Sum or Contract Time, or both. If the Architect determines.that the conditions
the are not materially different from those indicated in the Contract Documents and that no change in the
s of the Contract is justified, the Architect shall promptly notify the Owner and Contractor in writing, stating the
ons. If either party disputes the Architect’s determination or recommendation, that party may proceed as
rovided in Article 15.

§ 3.7.5 If, in the course of the Work, the Contractor encounters human remains or recognizes the existence of burial
markers, archaeological sites or wetlands not indicated in the Contract Documents, the Contractor shall immediately
suspend any operations that would affect them and shall notify the Owner and Architect. Upon.receipt.of such
notice, the Owner shall promptly take any action necessary to obtain governmental authorization required to resume
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the operations. The Contractor shall continue to suspend such operations until otherwise instructed by the Owner but
shall continue with all other operations that do not affect those remains or features. Requests for adjustments in the
Contract Sum and Contract Time arising from the existence of such remains or features may be made as provided in
Article 15.

§ 3.8 ALLOWANCES
§ 3.8.1 The Contractor shall include in the Contract Sum all allowances stated in the Contract Documents. Items
covered by allowances shall be supplied for such amounts and by such persons or entities as the Owner may direc

but the Contractor shall not be required to employ persons or entities to whom the Contractor has reasonable E

objection.

§ 3.8.2 Unless otherwise provided in the Contract Documents,

.1 Allowances shall cover the cost to the Contractor of materials and equipment delivered
all required taxes, less applicable trade discounts;

.2 Contractor’s costs for unloading and handling at the site, labor, installation cost:
other expenses contemplated for stated allowance amounts shall be include
not in the allowances; and

.3 Whenever costs are more than or less than allowances, the Contract Sy s justed
accordingly by Change Order. The amount of the Change Order shall r he difference
between actual costs and the allowances under Section 3.8.2.1 an haliles in Contractor’s costs
under Section 3.8.2.2.

e and

ead, profit and
tract Sum but

§ 3.8.3 Materials and equipment under an allowance shall be selected by the with reasonable promptness.

§ 3.9 SUPERINTENDENT
§ 3.9.1 The Contractor shall employ a competent superintende ary assistants who shall be in attendance
at the Project site during performance of the Work. The superi e all represent the Contractor, and

communications given to the superintendent shall be as iven to the Contractor.
§ 3.9.2 The Contractor, as soon as practicable after
through the Architect the name and qualificatio
days to the Contractor in writing stating (1)
proposed superintendent or (2) that the Ar;
within the 14 day period shall constitutg.n

he"Contract, shall furnish in writing-to the Owner

ed superintendent. The Architect-may reply-within 14
g wner or the Architect has reasonable objection to the
qWfes additional time to review. Failure of the Architect to.reply
0 reasonable objection.

§ 3.9.3 The Contractor shall not e a osed superintendent to whom the Owner or Architect-has. made
reasonable and timely objectio ractor shall not change the superintendent without the Owner’s consent,
which shall not unreasonably be or delayed.

§ 3.10 CONTRACTOR’
§ 3.10.1 The Contrg
Architect’s info

CTION SCHEDULES

y after being awarded the Contract, shall prepare and submit for the Owner’s and
tractor’s construction schedule for the Work. The schedule shall not exceed time limits
current underth t Documents, shall be revised at appropriate intervals as required by the conditions of the
Work and \ be related to the entire Project to the extent required by the Contract Documents, and shall
provide ditious and practicable execution of the Work.

§

.2 The Contractor shall prepare a submittal schedule, promptly after being awarded the Contract and-thereafter
sary to maintain a current submittal schedule, and shall submit the schedule(s) for the Architect’s approval.
e AWhitect’s approval shall not unreasonably be delayed or withheld. The submittal schedule shall (1) be
rdinated with the Contractor’s construction schedule, and (2) allow the Architect reasonable time to review
mittals. If the Contractor fails to submit a submittal schedule, the Contractor shall not be entitled to any increase
n Contract Sum or extension of Contract Time based on the time required for review of submittals.

§ 3.10.3 The Contractor shall perform the Work in general accordance with the most recent schedules submitted to
the Owner and Architect.
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§ 3.11 DOCUMENTS AND SAMPLES AT THE SITE
The Contractor shall maintain at the site for the Owner one copy of the Drawings, Specifications, Addenda, Change
Orders and other Modifications, in good order and marked currently to indicate field changes and selections made
during construction, and one copy of approved Shop Drawings, Product Data, Samples and similar required
submittals. These shall be available to the Architect and shall be delivered to the Architect for submittal to the
Owner upon completion of the Work as a record of the Work as constructed.

§ 3.12 SHOP DRAWINGS, PRODUCT DATA AND SAMPLES

§ 3.12.1 Shop Drawings are drawings, diagrams, schedules and other data specially prepared for the Work by t
Contractor or a Subcontractor, Sub-subcontractor, manufacturer, supplier or distributor to illustrate some por,
the Work.

§ 3.12.2 Product Data are illustrations, standard schedules, performance charts, instructions, brochures s and

other information furnished by the Contractor to illustrate materials or equipment for some porti
§ 3.12.3 Samples are physical examples that illustrate materials, equipment or workmanshi ish standards
by which the Work will be judged.

§ 3.12.4 Shop Drawings, Product Data, Samples and similar submittals are not Congra cOWrents. Their purpose is
to demonstrate the way by which the Contractor proposes to conform to the info ion Bl¥en and the design
concept expressed in the Contract Documents for those portions of the Wor h Contract Documents
require submittals. Review by the Architect is subject to the limitations of 4.2.7. Informational submittals
upon which the Architect is not expected to take responsive action may be so ified in the Contract Documents.
Submittals that are not required by the Contract Documents may be ed by the Architect without action.

§ 3.12.5 The Contractor shall review for compliance with the
Architect Shop Drawings, Product Data, Samples and simi
accordance with the submittal schedule approved by the
schedule, with reasonable promptness and in such seq
the Owner or of separate contractors.

ments, approve and submit to the
required by the Contract Documents in

in the absence of an approved-submittal
cause no delay in the Work-or in the-activities of

§ 3.12.6 By submitting Shop Drawings, Prod
the Owner and Architect that the Contrac
materials, field measurements and fiel
coordinated the information containe
Documents.

ples and similar submittals, the Contractor-represents to
lewed and approved them, (2) determined and verified
criteria related thereto, or will do so and (3) checked and
submittals with the requirements of the Work and of the Contract

§ 3.12.7 The Contractor shall per
and review of Shop Dray
approved by the Archi

portion of the Work for which the Contract Documents require-submittal
, ProdU€t Data, Samples or similar submittals until the respective submittal has been

§ 3.12.8 The Wo eWY accordance with approved submittals except that the Contractor shall not be relieved of
responsibilityf ns from requirements of the Contract Documents by the Architect’s approval of Shop
Drawings , Samples or similar submittals unless the Contractor has specifically informed the Architect
in writin h deviation at the time of submittal and (1) the Architect has given written approval-to-the-specific
devigtion as ag@inor change in the Work, or (2) a Change Order or Construction Change Directive has been issued

a izing the deviation. The Contractor shall not be relieved of responsibility for errors or omissions.in-Shop

s, Product Data, Samples or similar submittals by the Architect’s approval thereof.

12.9 The Contractor shall direct specific attention, in writing or on resubmitted Shop Drawings, Product Data,
ples or similar submittals, to revisions other than those requested by the Architect on previous submittals. In the
absence of such written notice, the Architect’s approval of a resubmission shall not apply to such revisions.

§ 3.12.10 The Contractor shall not be required to provide professional services that constitute the practice of
architecture or engineering unless such services are specifically required by the Contract Documents for a portion of
the Work or unless the Contractor needs to provide such services in order to carry out the Contractor’s
responsibilities for construction means, methods, techniques, sequences and procedures. The Contractor shall not be
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required to provide professional services in violation of applicable law. If professional design services or
certifications by a design professional related to systems, materials or equipment are specifically required of the
Contractor by the Contract Documents, the Owner and the Architect will specify all performance and design criteria
that such services must satisfy. The Contractor shall cause such services or certifications to be provided by a
properly licensed design professional, whose signature and seal shall appear on all drawings, calculations,
specifications, certifications, Shop Drawings and other submittals prepared by such professional. Shop Drawings
and other submittals related to the Work designed or certified by such professional, if prepared by others, shall bear
such professional’s written approval when submitted to the Architect. The Owner and the Architect shall be entitl
to rely upon the adequacy, accuracy and completeness of the services, certifications and approvals performed g
provided by such design professionals, provided the Owner and Architect have specified to the Contractor al
performance and design criteria that such services must satisfy. Pursuant to this Section 3.12.10,-the-Archite
review, approve or take other appropriate action on submittals only for the limited purpose of checking
conformance with information given and the design concept expressed in the Contract Documents. T
shall not be responsible for the adequacy of the performance and design criteria specified in the
Documents.

§ 3.13 USE OF SITE
The Contractor shall confine operations at the site to areas permitted by applicable la
rules and regulations, and lawful orders of public authorities and the Contract Docym
encumber the site with materials or equipment.

yordinances, codes,
all not unreasonably

§ 3.14 CUTTING AND PATCHING
§ 3.14.1 The Contractor shall be responsible for cutting, fitting or patching re to complete the Work or to make
its parts fit together properly. All areas requiring cutting, fitting and ing shall be restored to the condition
existing prior to the cutting, fitting and patching, unless otherwise y the Contract Documents.

§ 3.14.2 The Contractor shall not damage or endanger a portion
construction of the Owner or separate contractors by cutti
excavation. The Contractor shall not cut or otherwise
except with written consent of the Owner and of s
withheld. The Contractor shall not unreasonabl
consent to cutting or otherwise altering the

rk or fully or partially completed

or otherwise altering such construction,-or by
nstruction by the Owner or-a separate contractor,
ontractor; such consent shall not-be unreasonably
m the Owner or a separate contractor the Contractor’s

§ 3.15 CLEANING UP
§ 3.15.1 The Contractor shall keep the i
rubbish caused by operations un
materials, rubbish, the Contrac
the Project.

d surrounding area free from accumulation of waste materials or
ct. At completion of the Work, the Contractor shall remove waste
construction equipment, machinery and surplus materials from and about

§ 3.15.2 If the Contrac
shall be entitled to tei

lean up as provided in the Contract Documents, the Owner may do so and Owner
t from the Contractor.

§ 3.16 ACCE
The Contr;
located.

§

Ovide the Owner and Architect access to the Work in preparation and progress wherever

ROYALTIES, PATENTS AND COPYRIGHTS
tractor shall pay all royalties and license fees. The Contractor shall defend suits or claims for infringement
co hts and patent rights and shall hold the Owner and Architect harmless from loss on,account thereof, but
I not be responsible for such defense or loss when a particular design, process or product of a'particular
ufacturer or manufacturers is required by the Contract Documents, or where the copyright violations are
ontained in Drawings, Specifications or other documents prepared by the Owner or Architect. However, if the
Contractor has reason to believe that the required design, process or product is an infringement of a copyright or a
patent, the Contractor shall be responsible for such loss unless such information is promptly furnished to the
Acrchitect.
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§ 3.18 INDEMNIFICATION
§ 3.18.1 To the fullest extent permitted by law the Contractor shall indemnify and hold harmless the Owner,
Architect, Architect’s consultants, and agents and employees of any of them from and against claims, damages,
losses and expenses, including but not limited to attorneys’ fees, arising out of or resulting from performance of the
Work, provided that such claim, damage, loss or expense is attributable to bodily injury, sickness, disease or death,
or to injury to or destruction of tangible property (other than the Work itself), but only to the-extent caused by the
negligent acts or omissions of the Contractor, a Subcontractor, anyone directly or indirectly employed by them or
anyone for whose acts they may be liable, regardless of whether or not such claim, damage, loss or expense is
caused in part by a party indemnified hereunder. Such obligation shall not be construed to negate, abridge, or regiicC
other rights or obligations of indemnity that would otherwise exist as to a party or person described in this S
3.18.

§ 3.18.2 In claims against any person or entity indemnified under this Section 3.18 by an employee of @ actor,
a Subcontractor, anyone directly or indirectly employed by them or anyone for whose acts they Ythe
indemnification obligation under Section 3.18.1 shall not be limited by a limitation on amount of damages,
compensation or benefits payable by or for the Contractor or a Subcontractor under worker; ation acts,
disability benefit acts or other employee benefit acts.

ARTICLE 4 ARCHITECT
§ 41 GENERAL

§ 4.1.1 The Owner shall retain an architect lawfully licensed to practice archi ntity lawfully practicing
architecture in the jurisdiction where the Project is located. That person or identified as the Architect inthe
Agreement and is referred to throughout the Contract Documents as if singul umber.

§ 4.1.2 Duties, responsibilities and limitations of authority of the i set forth in the Contract Documents
shall not be restricted, modified or extended without written ¢ Owner, Contractor and Architect.
Consent shall not be unreasonably withheld.

§ 4.1.3 If the employment of the Architect is terminate

the Contractor has no reasonable objection and vvho n

Acrchitect.

the Contract as described in the Contract Documents and will be
til the date the Architect issues the final Certificate for Payment.
alf of the Owner only to the extent provided in the Contract

r shall employ a successor-architect-asto whom
er the Contract Documents shall-be that of the

§ 4.2 ADMINISTRATION OF THE CONTRAC

§ 4.2.1 The Architect will provide admigis
an Owner’s representative during cons i0
The Architect will have authority to
Documents.

§ 4.2.2 The Architect willglBit the sit€ at intervals appropriate to the stage of construction, or as otherwise agreed
with the Owner, to be Ily familiar with the progress and quality of the portion of the Work completed,
Work observed is being performed in a manner indicating that the Work, when
cordance with the Contract Documents. However, the Architect will not be required to
uous on-site inspections to check the quality or quantity of the Work. The Architect will
arge of, or responsibility for, the construction means, methods, techniques, sequences or
or the safety precautions and programs in connection with the Work, since these-are-solely-the

ts and responsibilities under the Contract Documents, except as provided in Section 3.3.1.

n the basis of the site visits, the Architect will keep the Owner reasonably informed about the progress and
alit\@T the portion of the Work completed, and report to the Owner (1) known deviations from the Contract
uments and from the most recent construction schedule submitted by the Contractor, and (2)/defects and
iciencies observed in the Work. The Architect will not be responsible for the Contractor’s failure to perform the
ork in accordance with the requirements of the Contract Documents. The Architect will not have control over or
charge of and will not be responsible for acts or omissions of the Contractor, Subcontractors, or their agents or
employees, or any other persons or entities performing portions of the Work.
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§ 4.2.4 COMMUNICATIONS FACILITATING CONTRACT ADMINISTRATION

Except as otherwise provided in the Contract Documents or when direct communications have been specially
authorized, the Owner and Contractor shall endeavor to communicate with each other through the Architect about
matters arising out of or relating to the Contract. Communications by and with the Architect’s consultants shall be

through the Architect. Communications by and with Subcontractors and material suppliers shall be through the E
§ 4.2.6 The Architect has authority to reject Work that does not conform to the Contract Documents.-Whene

Contractor. Communications by and with separate contractors shall be through the Owner.
Architect considers it necessary or advisable, the Architect will have authority to require inspection o'
leted.

§ 4.2.5 Based on the Architect’s evaluations of the Contractor’s Applications for Payment, the Architect will revie
and certify the amounts due the Contractor and will issue Certificates for Payment in such amounts.

Work in accordance with Sections 13.5.2 and 13.5.3, whether or not such Work is fabricated, installed
However, neither this authority of the Architect nor a decision made in good faith either to exercj
exercise such authority shall give rise to a duty or responsibility of the Architect to the Contra contractors,
material and equipment suppliers, their agents or employees, or other persons or entities pe ortions of the
Work.

§ 4.2.7 The Architect will review and approve, or take other appropriate action upgg, t ctor’s submittals
such as Shop Drawings, Product Data and Samples, but only for the limited pur f CiBCking for conformance
with information given and the design concept expressed in the Contract Do S8 Architect’s action will be
taken in accordance with the submittal schedule approved by the Architect e absence of an-approved
submittal schedule, with reasonable promptness while allowing sufficient tim he Architect’s professional
judgment to permit adequate review. Review of such submittals is ducted”for the purpose of determining the
accuracy and completeness of other details such as dimensions angiiu s, or for substantiating instructions for
installation or performance of equipment or systems, all of whj e responsibility of the Contractor as
required by the Contract Documents. The Architect’s revieg o ractor’s submittals shall not relieve the
Contractor of the obligations under Sections 3.3, 3.5 an chitect’s review shall not constitute approval
of safety precautions or, unless otherwise specifically e Architect, of any construction means, methods,
techniques, sequences or procedures. The Architecig f a specific item shall not indicate approval of an
assembly of which the item is a component.

§ 4.2.8 The Architect will prepare Change onstruction Change Directives, and may authorize minor
changes in the Work as provided in Secti e Architect will investigate and make determinations and
recommendations regarding conceale u wn conditions as provided in Section 3.7.4.

§4.2.9 The Architect will cond
of final completion; issue Certific

jons to determine the date or dates of Substantial Completion and-the date
Substantial Completion pursuant to Section 9.8; receive-and forward tothe

Owner, for the Owner’s w and r€cords, written warranties and related documents required by the Contract and
assembled by the Co ant to Section 9.10; and issue a final Certificate for Payment pursuant to Section
9.10.

% Architect agree, the Architect will provide one or more project representatives tg assist in
Ect’s responsibilities at the site. The duties, responsibilities and limitations of authority of
resentatives shall be as set forth in an exhibit to be incorporated in the Contract Documents.

§4.2.10 If the,O
carrying o
such proj

§

1 The Architect will interpret and decide matters concerning performance under, and requirements-of,-the
Documents on written request of either the Owner or Contractor. The Architect’s response to such requests
ill b&¥Made in writing within any time limits agreed upon or otherwise with reasonable promptness:
’2.12 Interpretations and decisions of the Architect will be consistent with the intent of, and reasonably inferable
rom, the Contract Documents and will be in writing or in the form of drawings. When making such interpretations
and decisions, the Architect will endeavor to secure faithful performance by both Owner and Contractor, will not
show partiality to either and will not be liable for results of interpretations or decisions rendered in good faith.

§ 4.2.13 The Architect’s decisions on matters relating to aesthetic effect will be final if consistent with the intent
expressed in the Contract Documents.
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§ 4.2.14 The Architect will review and respond to requests for information about the Contract Documents. The
Architect’s response to such requests will be made in writing within any time limits agreed upon or otherwise with
reasonable promptness. If appropriate, the Architect will prepare and issue supplemental Drawings and
Specifications in response to the requests for information.

ARTICLE 5 SUBCONTRACTORS
§ 5.1 DEFINITIONS

§ 5.1.1 A Subcontractor is a person or entity who has a direct contract with the Contractor to perform a portion
Work at the site. The term “Subcontractor” is referred to throughout the Contract Documents as if singular 1
number and means a Subcontractor or an authorized representative of the Subcontractor. The term-“Subcont
does not include a separate contractor or subcontractors of a separate contractor.

§ 5.1.2 A Sub-subcontractor is a person or entity who has a direct or indirect contract with a Sub
perform a portion of the Work at the site. The term “Sub-subcontractor” is referred to through ontract

Documents as if singular in number and means a Sub-subcontractor or an authorized repre W the Sub-
subcontractor.

§ 5.2 AWARD OF SUBCONTRACTS AND OTHER CONTRACTS FOR PORTIONS OF THE
§ 5.2.1 Unless otherwise stated in the Contract Documents or the bidding require
practicable after award of the Contract, shall furnish in writing to the Owner
persons or entities (including those who are to furnish materials or equipm icated to a special design)
proposed for each principal portion of the Work. The Architect may reply wi 4 days to the Contractor in
writing stating (1) whether the Owner or the Architect has reasonab jection O any such proposed person or
entity or (2) that the Architect requires additional time for review. f&&il the Owner or Architect to reply within
the 14-day period shall constitute notice of no reasonable objeghio

, ontractor, as soon as

rchitect the names of

§ 5.2.2 The Contractor shall not contract with a propose tity to whom the Owner or Architect has-made
reasonable and timely objection. The Contractor shall e ired to contract with anyone to whom-the
Contractor has made reasonable objection.

§ 5.2.3 If the Owner or Architect has reasonable 0 to a person or entity proposed by the Contractor, the
Contractor shall propose another to who eNgT Architect has no reasonable objection. If the proposed.but
rejected Subcontractor was reasonably erforming the Work, the Contract Sum and Contract Time shall
be increased or decreased by the diffe , occasioned by such change, and an appropriate Change Order
shall be issued before commence 0 ubstitute Subcontractor’s Work. However, no increase-in.the Contract
Sum or Contract Time shall be r such change unless the Contractor has acted promptly and responsively
in submitting names as required.

§ 5.2.4 The Contractor,
Architect makes re

bstitute a Subcontractor, person or entity previously selected if the Owner or
ction to such substitution.

§ 5.3 SUBCONT
By appro

RELATIONS

nt, written where legally required for validity, the Contractor shall require each

Subcontr 0 the extent of the Work to be performed by the Subcontractor, to be bound-to-the-Contractor-by

of the ract Documents, and to assume toward the Contractor all the obligations and responsibilities,

ing the responsibility for safety of the Subcontractor’s Work, which the Contractor, by these Documents;
toward the Owner and Architect. Each subcontract agreement shall preserve and protect the rights of the

d Architect under the Contract Documents with respect to the Work to be performed by the Subcontractor
hat subcontracting thereof will not prejudice such rights, and shall allow to the Subcontractor; unless specifically
vided otherwise in the subcontract agreement, the benefit of all rights, remedies and redress against the

ontractor that the Contractor, by the Contract Documents, has against the Owner. Where appropriate, the
Contractor shall require each Subcontractor to enter into similar agreements with Sub-subcontractors. The
Contractor shall make available to each proposed Subcontractor, prior to the execution of the subcontract agreement,
copies of the Contract Documents to which the Subcontractor will be bound, and, upon written request of the
Subcontractor, identify to the Subcontractor terms and conditions of the proposed subcontract.agreement that may.
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be at variance with the Contract Documents. Subcontractors will similarly make copies of applicable portions of
such documents available to their respective proposed Sub-subcontractors.

§ 5.4 CONTINGENT ASSIGNMENT OF SUBCONTRACTS
§ 5.4.1 Each subcontract agreement for a portion of the Work is assigned by the Contractor to the Owner, provided
that

A assignment is effective only after termination of the Contract by the Owner for cause pursuant to
Section 14.2 and only for those subcontract agreements that the Owner accepts by notifying the
Subcontractor and Contractor in writing; and

.2 assignment is subject to the prior rights of the surety, if any, obligated under bond relating to
Contract.

When the Owner accepts the assignment of a subcontract agreement, the Owner assumes the Contractl s and
obligations under the subcontract.

§ 5.4.2 Upon such assignment, if the Work has been suspended for more than 30 days, the or’s
compensation shall be equitably adjusted for increases in cost resulting from the suspengyg

§ 5.4.3 Upon such assignment to the Owner under this Section 5.4, the Owner may,fur S the subcontract to a
successor contractor or other entity. If the Owner assigns the subcontract to a suc r QEltractor or other entity,
the Owner shall nevertheless remain legally responsible for all of the succes s obligations under the
subcontract.

ARTICLE6 CONSTRUCTION BY OWNER OR BY SEPARATE CONT
§ 6.1 OWNER’S RIGHT TO PERFORM CONSTRUCTION AND TO AW, RATE CONTRACTS

§ 6.1.1 The Owner reserves the right to perform construction g i elated to the Project with the Owner’s
own forces, and to award separate contracts in connection wjth ions of the Project or other construction or
operations on the site under Conditions of the Contract id bstantially similar to these including those
portions related to insurance and waiver of subrogatio tractor claims that delay or-additional cost is
involved because of such action by the Owner, the shall make such Claim as pravided-in Article 15.

§ 6.1.2 When separate contracts are awarded ortions of the Project or other construction-or operations
on the site, the term “Contractor” in the C osments in each case shall mean the Contractor who executes
each separate Owner-Contractor Agreege

ion of the activities of the Owner’s own forces and of each separate
contractor with the Work of th r, who shall cooperate with them. The Contractor shall participate with
other separate contractors and the in reviewing their construction schedules. The Contractor shall. make any
revisions to the constructi@mschedul®deemed necessary after a joint review and mutual agreement. The construction
schedules shall then ¢ schedules to be used by the Contractor, separate contractors and the Owner until
subsequently revis

§ 6.1.3 The Owner shall provide

§ 6.1.4 Unlesg0
related to
and to ha
excluding o

rovided in the Contract Documents, when the Owner performs construction or operations
th the Owner’s own forces, the Owner shall be deemed to be subject to the same obligations
same rights that apply to the Contractor under the Conditions of the Contract; including; without
those stated in Article 3, this Article 6 and Articles 10, 11 and 12.

TUAL RESPONSIBILITY

e Contractor shall afford the Owner and separate contractors reasonable opportunityfor introduction and
age of their materials and equipment and performance of their activities, and shall connect and coordinate the
tractor’s construction and operations with theirs as required by the Contract Documents.

§ 6.2.2 If part of the Contractor’s Work depends for proper execution or results upon construction or operations by
the Owner or a separate contractor, the Contractor shall, prior to proceeding with that portion of the Work, promptly
report to the Architect apparent discrepancies or defects in such other construction that would render it unsuitable
for such proper execution and results. Failure of the Contractor so to report shall constitute an.acknowledgment that
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the Owner’s or separate contractor’s completed or partially completed construction is fit and proper to receive the
Contractor’s Work, except as to defects not then reasonably discoverable.

§ 6.2.3 The Contractor shall reimburse the Owner for costs the Owner incurs that are payable to a separate contractor
because of the Contractor’s delays, improperly timed activities or defective construction. The Owner shall be
responsible to the Contractor for costs the Contractor incurs because of a separate contractor’s-delays, improperly
timed activities, damage to the Work or defective construction.

§ 6.2.4 The Contractor shall promptly remedy damage the Contractor wrongfully causes to completed or partial
completed construction or to property of the Owner or separate contractors as provided in Section 10.2.5.

§ 6.2.5 The Owner and each separate contractor shall have the same responsibilities for cutting and pat
described for the Contractor in Section 3.14.

§ 6.3 OWNER’S RIGHT TO CLEAN UP
If a dispute arises among the Contractor, separate contractors and the Owner as to the respQusi der their

respective contracts for maintaining the premises and surrounding area free from waste an® rubbish, the
Owner may clean up and the Architect will allocate the cost among those responsible

ARTICLE7 CHANGES IN THE WORK

§ 7.1 GENERAL

§ 7.1.1 Changes in the Work may be accomplished after execution of the C
Contract, by Change Order, Construction Change Directive or order for a mi
limitations stated in this Article 7 and elsewhere in the Contract Do ts.

y and without invalidating the
ange in the Work, subject to the

§ 7.1.2 A Change Order shall be based upon agreement amongdie ontractor and Architect; a Construction
Change Directive requires agreement by the Owner and Arghit ay or may not be agreed to by the
Contractor; an order for a minor change in the Work ma the Architect alone.

§ 7.1.3 Changes in the Work shall be performed ung
Contractor shall proceed promptly, unless other
or order for a minor change in the Work.

provisions of the Contract Documents, and the
in the Change Order, Construction Change-Directive

§ 7.2 CHANGE ORDERS
§ 7.2.1 A Change Order is a written in e pared by the Architect and signed by the Owner, Contractor and
Architect stating their agreement al e following:

A Thechangeint
.2 The amount of the
.3 Theexte he adj

ent, if any, in the Contract Sum; and
ment, if any, in the Contract Time.

§ 7.3 CONSTRUCTIQA IRECTIVES

e Directive is a written order prepared by the Architect and signed by the Owner and
Architect, dirgc nge in the Work prior to agreement on adjustment, if any, in the Contract Sum or Contract
Time, or er may by Construction Change Directive, without invalidating the Contract, order changes
in the W in the general scope of the Contract consisting of additions, deletions or other-revisions; the
Conggact Su Contract Time being adjusted accordingly.

Construction Change Directive shall be used in the absence of total agreement on the terms of a Change
der

23.3 If the Construction Change Directive provides for an adjustment to the Contract Sum, the adjustment shall be

ased on one of the following methods:

1 Mutual acceptance of a lump sum properly itemized and supported by sufficient substantiating data to
permit evaluation;

.2 Unit prices stated in the Contract Documents or subsequently agreed upon;

.3 Cost to be determined in a manner agreed upon by the parties and a mutually-acceptable fixed.-or
percentage fee; or
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4 Asprovided in Section 7.3.7.

§ 7.3.4 If unit prices are stated in the Contract Documents or subsequently agreed upon, and if quantities originally
contemplated are materially changed in a proposed Change Order or Construction Change Directive so that
application of such unit prices to quantities of Work proposed will cause substantial inequity to the Owner or
Contractor, the applicable unit prices shall be equitably adjusted.

§ 7.3.5 Upon receipt of a Construction Change Directive, the Contractor shall promptly proceed with the change i
the Work involved and advise the Architect of the Contractor’s agreement or disagreement with the method, if gay,
provided in the Construction Change Directive for determining the proposed adjustment in the Contract Su
Contract Time.

§7.3.6 A Construction Change Directive signed by the Contractor indicates the Contractor’s agreeme
be effective immediately and shall be recorded as a Change Order.

§ 7.3.7 If the Contractor does not respond promptly or disagrees with the method for adj
the Architect shall determine the method and the adjustment on the basis of reasonab SEIKITOPEs and savings of
those performing the Work attributable to the change, including, in case of an incrgas Ontract Sum, an
amount for overhead and profit as set forth in the Agreement, or if no such amou et @@rth in the Agreement, a
reasonable amount. In such case, and also under Section 7.3.3.3, the Contrag and present, in such form
as the Architect may prescribe, an itemized accounting together with appr upporting data. Unless otherwise
provided in the Contract Documents, costs for the purposes of this Section 7. all be limited to the following:
A Costs of labor, including social security, old age and ploymént insurance, fringe benefits
required by agreement or custom, and workers’ co N insurance;
.2 Costs of materials, supplies and equipment, incladi transportation, whether incorporated-or
consumed,;
.3 Rental costs of machinery and equipmen
Contractor or others;
4 Costs of premiums for all bonds an
the Work; and
.5  Additional costs of supervisio

hand tools, whether rented from the

ermit fees, and sales, use or similar taxes related to
ice personnel directly attributable to the change.

§ 7.3.8 The amount of credit to be allo
net decrease in the Contract Sum shal

credits covering related Work or
be figured on the basis of net i

ntractor to the Owner for a deletion or change that results in a
et cost as confirmed by the Architect. When both additions and
are involved in a change, the allowance for overhead-and.profit shall
ny, with respect to that change.

§ 7.3.9 Pending final det ation ofthe total cost of a Construction Change Directive to the Owner, the Contractor
may request payment mpleted under the Construction Change Directive in Applications for Payment.
The Architect will nterim determination for purposes of monthly certification for payment for those costs
and certify for p ount that the Architect determines, in the Architect’s professional judgment, to be
reasonably jysti Architect’s interim determination of cost shall adjust the Contract Sum on the same basis
asa Chan € ect to the right of either party to disagree and assert a Claim in accordance with Article 15.

§7.340 Wh Owner and Contractor agree with a determination made by the Architect concerning the

jfliE ents in the Contract Sum and Contract Time, or otherwise reach agreement upon the adjustments;-such
nt shall be effective immediately and the Architect will prepare a Change Order. Change Orders may be
all or any part of a Construction Change Directive.

‘4 MINOR CHANGES IN THE WORK

he Architect has authority to order minor changes in the Work not involving adjustment in the Contract Sum or
extension of the Contract Time and not inconsistent with the intent of the Contract Documents. Such changes will be
effected by written order signed by the Architect and shall be binding on the Owner and Contractor.
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ARTICLE 8 TIME

§ 8.1 DEFINITIONS

§ 8.1.1 Unless otherwise provided, Contract Time is the period of time, including authorized adjustments, allotted in
the Contract Documents for Substantial Completion of the Work.

§ 8.1.2 The date of commencement of the Work is the date established in the Agreement.

§ 8.1.3 The date of Substantial Completion is the date certified by the Architect in accordance with Section 9.8.

§ 8.1.4 The term “day” as used in the Contract Documents shall mean calendar day unless otherwise specific
defined.

§ 8.2 PROGRESS AND COMPLETION
§ 8.2.1 Time limits stated in the Contract Documents are of the essence of the Contract. By exec
the Contractor confirms that the Contract Time is a reasonable period for performing the Works

§ 8.2.2 The Contractor shall not knowingly, except by agreement or instruction of the O g, prematurely
commence operations on the site or elsewhere prior to the effective date of insurance, rticle 11 to be
furnished by the Contractor and Owner. The date of commencement of the Work ghal ba@hanged by the
effective date of such insurance.

§ 8.2.3 The Contractor shall proceed expeditiously with adequate forces an
within the Contract Time.

chieve Substantial- Completion

§ 8.3 DELAYS AND EXTENSIONS OF TIME
§ 8.3.1 If the Contractor is delayed at any time in the commen gress of the Work by an act or neglect-of
the Owner or Architect, or of an employee of either, or of g.se ractor employed by the Owner; orby
changes ordered in the Work; or by labor disputes, fire, in deliveries, unavoidable casualties or other
causes beyond the Contractor’s control; or by delay au the Owner pending mediation and arbitration; or
by other causes that the Architect determines may jdsii , then the Contract Time shall be-extended by Change
Order for such reasonable time as the Architect

§ 8.3.2 Claims relating to time shall be m ce with applicable provisions of Article 15.

§ 8.3.3 This Section 8.3 does not preclxgy of damages for delay by either party under other provisions of

the Contract Documents.

ARTICLE9 PAYMENTS AND CO N
§ 9.1 CONTRACT SUM
The Contract Sum is Agreement and, including authorized adjustments, is the total amount payable’by
the Owner to the Cgatr erformance of the Work under the Contract Documents.

§9.2 SCHED ES

Where the ased on a stipulated sum or Guaranteed Maximum Price, the Contractor shall submit to the
Architect e the first Application for Payment, a schedule of values allocating the entire-Contract Sum-to-the
varigals port f the Work and prepared in such form and supported by such data to substantiate its accuracy as
t chitect may require. This schedule, unless objected to by the Architect, shall be used as a basis for-reviewing
ractor’s Applications for Payment.

APPLICATIONS FOR PAYMENT
23.1 At least ten days before the date established for each progress payment, the Contractor shall submit to the
rchitect an itemized Application for Payment prepared in accordance with the schedule of values, if required under
Section 9.2, for completed portions of the Work. Such application shall be notarized, if required, and supported by
such data substantiating the Contractor’s right to payment as the Owner or Architect may require, such as copies of
requisitions from Subcontractors and material suppliers, and shall reflect retainage if provided for in the Contract
Documents.
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§9.3.1.1 As provided in Section 7.3.9, such applications may include requests for payment on account of changes in
the Work that have been properly authorized by Construction Change Directives, or by interim determinations of the
Architect, but not yet included in Change Orders.

§ 9.3.1.2 Applications for Payment shall not include requests for payment for portions of the Work for which the
Contractor does not intend to pay a Subcontractor or material supplier, unless such Work has-been performed by
others whom the Contractor intends to pay.

§ 9.3.2 Unless otherwise provided in the Contract Documents, payments shall be made on account of materials
equipment delivered and suitably stored at the site for subsequent incorporation in the Work. If approved in
by the Owner, payment may similarly be made for materials and equipment suitably stored off the-site-at-a.lo
agreed upon in writing. Payment for materials and equipment stored on or off the site shall be conditio,
compliance by the Contractor with procedures satisfactory to the Owner to establish the Owner’s title
materials and equipment or otherwise protect the Owner’s interest, and shall include the costs of
insurance, storage and transportation to the site for such materials and equipment stored off th

§ 9.3.3 The Contractor warrants that title to all Work covered by an Application for Pay to the Owner
no later than the time of payment. The Contractor further warrants that upon submitt ation for
Payment all Work for which Certificates for Payment have been previously issued,an s received from the
Owner shall, to the best of the Contractor’s knowledge, information and belief, b ari@clear of liens, claims,
security interests or encumbrances in favor of the Contractor, Subcontractor pliers, or other persons or
entities making a claim by reason of having provided labor, materials and nt relating to the Work.

§ 9.4 CERTIFICATES FOR PAYMENT
§ 9.4.1 The Architect will, within seven days after receipt of the C¢ilifr Application for Payment, either issue to
the Owner a Certificate for Payment, with a copy to the Contrggto amount as the Architect determines is
properly due, or notify the Contractor and Owner in writin ect’s reasons for withholding certification
in whole or in part as provided in Section 9.5.1.

§9.4.2 The issuance of a Certificate for Payment e'a representation by the Architect-to the Owner,
based on the Architect’s evaluation of the Wor t& comprising the Application for Payment, that, to the
best of the Architect’s knowledge, informatigasan , the Work has progressed to the point indicated and that
the quality of the Work is in accordance v ct Documents. The foregoing representations are subject to
an evaluation of the Work for conform Contract Documents upon Substantial Completion, to results of
subsequent tests and inspections, to co minor deviations from the Contract Documents prior to completion
and to specific qualifications exp Architect. The issuance of a Certificate for Payment-will further
constitute a representation that tor is entitled to payment in the amount certified. However, the issuance
of a Certificate for Payment will representation that the Architect has (1) made exhaustive or continuous on-
site inspections to check uality OF quantity of the Work, (2) reviewed construction means, methods, technigues,

sequences or procedu iewed copies of requisitions received from Subcontractors and material suppliers
and other data req whner to substantiate the Contractor’s right to payment, or (4) made examination to
ascertain how or, t f¥pose the Contractor has used money previously paid on account of the Contract Sum.

§ 9.5 DECI HHOLD CERTIFICATION
§951T itect may withhold a Certificate for Payment in whole or in part, to the extentreasonably-necessary
to pratect th ner, if in the Architect’s opinion the representations to the Owner required by Section 9.4.2 cannot
de. If the”Architect is unable to certify payment in the amount of the Application, the Architect will-notify-the
or and Owner as provided in Section 9.4.1. If the Contractor and Architect cannot agree-on a revised
he Architect will promptly issue a Certificate for Payment for the amount for which,the Architect is able to
e such representations to the Owner. The Architect may also withhold a Certificate for Payment or, because of
sequently discovered evidence, may nullify the whole or a part of a Certificate for Payment previously issued, to
such extent as may be necessary in the Architect’s opinion to protect the Owner from loss for which the Contractor
is responsible, including loss resulting from acts and omissions described in Section 3.3.2, because of

A defective Work not remedied;

.2 third party claims filed or reasonable evidence indicating probable filing of such claims unless

security acceptable to the Owner is provided by the Contractor;
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.3 failure of the Contractor to make payments properly to Subcontractors or for labor, materials or
equipment;

4 reasonable evidence that the Work cannot be completed for the unpaid balance of the Contract Sum;

damage to the Owner or a separate contractor;

reasonable evidence that the Work will not be completed within the Contract Time, and that the

unpaid balance would not be adequate to cover actual or liquidated damages for-the anticipated delay;

or

.7 repeated failure to carry out the Work in accordance with the Contract Documents.

o v

§ 9.5.2 When the above reasons for withholding certification are removed, certification will be made for amo
previously withheld.

§ 9.5.3 If the Architect withholds certification for payment under Section 9.5.1.3, the Owner may, at it am
issue joint checks to the Contractor and to any Subcontractor or material or equipment suppliers 0
Contractor failed to make payment for Work properly performed or material or equipment suit ivered. If the

Owner makes payments by joint check, the Owner shall notify the Architect and the Archi lect such
payment on the next Certificate for Payment.

§ 9.6 PROGRESS PAYMENTS

§ 9.6.1 After the Architect has issued a Certificate for Payment, the Owner shall ajiient in the manner and
within the time provided in the Contract Documents, and shall so notify the e

§ 9.6.2 The Contractor shall pay each Subcontractor no later than seven days eceipt of payment from the
Owner the amount to which the Subcontractor is entitled, reflectin ntages actually retained from payments to
the Contractor on account of the Subcontractor’s portion of the W ontractor shall, by appropriate
agreement with each Subcontractor, require each Subcontractgato ments to Sub-subcontractors in a similar
manner.

§9.6.3 The Architect will, on request, furnish to a Sub
completion or amounts applied for by the Contrac
account of portions of the Work done by such S

if practicable, information-regarding-percentages of
hon' taken thereon by the Architect-and Owner on

§ 9.6.4 The Owner has the right to request
Subcontractors and material and equipige
Work. If the Contractor fails to furnis
Subcontractors to ascertain whet
obligation to pay or to see to th

nce from the Contractor that the Contractor has properly paid
rs amounts paid by the Owner to the Contractor for subcontracted
nce within seven days, the Owner shall have the right to contact
been properly paid. Neither the Owner nor Architect-shall have an

of money to a Subcontractor, except as may otherwise be required by law:

§9.6.5 Contractor paym matertal and equipment suppliers shall be treated in a manner similar to that provided
in Sections 9.6.2, 9.6.

§9.6.6 A Certifig aynent, a progress payment, or partial or entire use or occupancy of the Project by the
Owner shall e acceptance of Work not in accordance with the Contract Documents.

e Contractor provides the Owner with a payment bond in the full penal sum-of the Contract Sum,
pay d by the Contractor for Work properly performed by Subcontractors and suppliers shall be held by
t ntractor for those Subcontractors or suppliers who performed Work or furnished materials, or both;-under
with the Contractor for which payment was made by the Owner. Nothing contained herein shall require

neYNB be placed in a separate account and not commingled with money of the Contractor, shall create any

ciary liability or tort liability on the part of the Contractor for breach of trust or shall entitle any person or entity
n award of punitive damages against the Contractor for breach of the requirements of this provision.

§ 9.7 FAILURE OF PAYMENT

If the Architect does not issue a Certificate for Payment, through no fault of the Contractor, within seven days after
receipt of the Contractor’s Application for Payment, or if the Owner does not pay the Contractor within seven days
after the date established in the Contract Documents the amount certified by the Architect or.awarded by binding
dispute resolution, then the Contractor may, upon seven additional days’ written notice to the Owner and Architect,
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stop the Work until payment of the amount owing has been received. The Contract Time shall be extended
appropriately and the Contract Sum shall be increased by the amount of the Contractor’s reasonable costs of shut-
down, delay and start-up, plus interest as provided for in the Contract Documents.

§ 9.8 SUBSTANTIAL COMPLETION
§ 9.8.1 Substantial Completion is the stage in the progress of the Work when the Work or designated portion thereof
is sufficiently complete in accordance with the Contract Documents so that the Owner can occupy or utilize the
Work for its intended use.

§ 9.8.2 When the Contractor considers that the Work, or a portion thereof which the Owner agrees to accept
separately, is substantially complete, the Contractor shall prepare and submit to the Architect a comprehensi
items to be completed or corrected prior to final payment. Failure to include an item on such list does f
responsibility of the Contractor to complete all Work in accordance with the Contract Documents.

§9.8.3 Upon receipt of the Contractor’s list, the Architect will make an inspection to determin r the Work or
designated portion thereof is substantially complete. If the Architect’s inspection discloses it hether or not

included on the Contractor’s list, which is not sufficiently complete in accordance with ocuments so
that the Owner can occupy or utilize the Work or designated portion thereof for its in , e Contractor

shall, before issuance of the Certificate of Substantial Completion, complete or cogrec upon notification
by the Architect. In such case, the Contractor shall then submit a request for ano inspBBtion by the Architect to

determine Substantial Completion.

§ 9.8.4 When the Work or designated portion thereof is substantially completeS@g Architect will prepare a
Certificate of Substantial Completion that shall establish the date of g@pstantial Completion, shall establish
responsibilities of the Owner and Contractor for security, maintengliCe , Utilities, damage to the Work and
insurance, and shall fix the time within which the Contractor items on the list accompanying the
Certificate. Warranties required by the Contract Document nce on the date of Substantial Completion
of the Work or designated portion thereof unless other

|
h

n the Certificate of Substantial-Completion.

Wis
e»w ted to the Owner and Contractor-for their written
rt¥icate. Upon such acceptance and-consent of surety, if
to such Work or designated portion thereof.-Such payment
ccordance with the requirements of the Contract Documents.

§ 9.8.5 The Certificate of Substantial Completion s
acceptance of responsibilities assigned to them i

any, the Owner shall make payment of retain
shall be adjusted for Work that is incompl
§ 9.9 PARTIAL OCCUPANCY OR USE

§ 9.9.1 The Owner may occupy o pleted or partially completed portion of the Work at-any.stage when
such portion is designated by s ement with the Contractor, provided such occupancy or use is consented
to by the insurer as required unde n 11.3.1.5 and authorized by public authorities having jurisdiction overthe
Project. Such partial occ y or uS€ may commence whether or not the portion is substantially complete, provided
the Owner and Contr cepted in writing the responsibilities assigned to each of them for payments,
retainage, if any, se alfitenance, heat, utilities, damage to the Work and insurance, and have agreed in
writing concerni for correction of the Work and commencement of warranties required by the Contract
Documents. bntractor considers a portion substantially complete, the Contractor shall prepare and
submit a lj ; itect as provided under Section 9.8.2. Consent of the Contractor to partial occupancy or use
shall not asonably withheld. The stage of the progress of the Work shall be determined-by-written-agreement
betwgen the er and Contractor or, if no agreement is reached, by decision of the Architect.

mediately prior to such partial occupancy or use, the Owner, Contractor and Architect.shall jointly inspect
are@o be occupied or portion of the Work to be used in order to determine and record the‘condition of the

rk.

9.9.3 Unless otherwise agreed upon, partial occupancy or use of a portion or portions of the Work shall not
constitute acceptance of Work not complying with the requirements of the Contract Documents.

§9.10 FINAL COMPLETION AND FINAL PAYMENT
§ 9.10.1 Upon receipt of the Contractor’s written notice that the Work is ready for final inspection-and acceptance
and upon receipt of a final Application for Payment, the Architect will promptly make such inspection and, when the
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Architect finds the Work acceptable under the Contract Documents and the Contract fully performed, the Architect
will promptly issue a final Certificate for Payment stating that to the best of the Architect’s knowledge, information
and belief, and on the basis of the Architect’s on-site visits and inspections, the Work has been completed in
accordance with terms and conditions of the Contract Documents and that the entire balance found to be due the
Contractor and noted in the final Certificate is due and payable. The Architect’s final Certificate for Payment will
constitute a further representation that conditions listed in Section 9.10.2 as precedent to the-Contractor’s being
entitled to final payment have been fulfilled.

§ 9.10.2 Neither final payment nor any remaining retained percentage shall become due until the Contractor su
to the Architect (1) an affidavit that payrolls, bills for materials and equipment, and other indebtedness conn
with the Work for which the Owner or the Owner’s property might be responsible or encumbered-(less-amo
withheld by Owner) have been paid or otherwise satisfied, (2) a certificate evidencing that insurance rg
Contract Documents to remain in force after final payment is currently in effect and will not be cance
to expire until at least 30 days’ prior written notice has been given to the Owner, (3) a written st:
Contractor knows of no substantial reason that the insurance will not be renewable to cover th
the Contract Documents, (4) consent of surety, if any, to final payment and (5), if required
establishing payment or satisfaction of obligations, such as receipts, releases and waiver,
interests or encumbrances arising out of the Contract, to the extent and in such form
Owner. If a Subcontractor refuses to furnish a release or waiver required by the Owne
bond satisfactory to the Owner to indemnify the Owner against such lien. If such
payments are made, the Contractor shall refund to the Owner all money that
discharging such lien, including all costs and reasonable attorneys’ fees.

required by
er, other data
ms, security
Ignated by the
tractor may furnish a
ns unsatisfied after

y be compelled to pay in

§9.10.3 If, after Substantial Completion of the Work, final completi
of the Contractor or by issuance of Change Orders affecting final
Owner shall, upon application by the Contractor and certificatj
Contract, make payment of the balance due for that portionof
remaining balance for Work not fully completed or corr
Documents, and if bonds have been furnished, the wri
portion of the Work fully completed and accepted
certification of such payment. Such payment shg
except that it shall not constitute a waiver of

aterially delayed through no fault
, and the Architect so confirms, the

ully completed and accepted. If the
an retainage stipulated in the-Contract

itted by the Contractor to the Architect prior to
der terms and conditions governing final payment,

§ 9.10.4 The making of final payment s e a waiver of Claims by the Owner except those arising from
A liens, Claims, security | S encumbrances arising out of the Contract and unsettled,;
.2 failure of the Wor ith the requirements of the Contract Documents; or
.3 terms of special required by the Contract Documents.

§9.10.5 Acceptance of fi
of claims by that pay
of final Applicatiogfor

yment®y the Contractor, a Subcontractor or material supplier shall constitute a‘waiver
se previously made in writing and identified by that payee as unsettled at the time

ARTICLE 10 N OF PERSONS AND PROPERTY
§10.1 SAF IONS AND PROGRAMS
The Cont shall be responsible for initiating, maintaining and supervising all safety precautions-and-programs

in cganectioNg@th the performance of the Contract.

FETY OF PERSONS AND PROPERTY
0.2.9"he Contractor shall take reasonable precautions for safety of, and shall provide reasonable-protection to
ent damage, injury or loss to

.1 employees on the Work and other persons who may be affected thereby;

.2 the Work and materials and equipment to be incorporated therein, whether in storage on or off the
site, under care, custody or control of the Contractor or the Contractor’s Subcontractors or Sub-
subcontractors; and

.3 other property at the site or adjacent thereto, such as trees, shrubs, lawns, walks, pavements,

roadways, structures and utilities not designated for removal, relocation or replacement.in.the course
of construction.
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§10.2.2 The Contractor shall comply with and give notices required by applicable laws, statutes, ordinances, codes,
rules and regulations, and lawful orders of public authorities bearing on safety of persons or property or their
protection from damage, injury or loss.

§10.2.3 The Contractor shall erect and maintain, as required by existing conditions and performance of the Contract,
reasonable safeguards for safety and protection, including posting danger signs and other warnings against hazards,
promulgating safety regulations and notifying owners and users of adjacent sites and utilities.

§ 10.2.4 When use or storage of explosives or other hazardous materials or equipment or unusual methods ar
necessary for execution of the Work, the Contractor shall exercise utmost care and carry on such-activities-u
supervision of properly qualified personnel.

§ 10.2.5 The Contractor shall promptly remedy damage and loss (other than damage or loss insur
insurance required by the Contract Documents) to property referred to in Sections 10.2.1.2 an

whole or in part by the Contractor, a Subcontractor, a Sub-subcontractor, or anyone directl i
by any of them, or by anyone for whose acts they may be liable and for which the Contr,
Sections 10.2.1.2 and 10.2.1.3, except damage or loss attributable to acts or omission r or Architect or
anyone directly or indirectly employed by either of them, or by anyone for whose gcts hem may be liable,
and not attributable to the fault or negligence of the Contractor. The foregoing o ionSf the Contractor are in

addition to the Contractor’s obligations under Section 3.18.

73 caused in
tly employed
nsible under

§10.2.6 The Contractor shall designate a responsible member of the Contract rganization at the site whose duty
shall be the prevention of accidents. This person shall be the Contr: superihitendent unless otherwise
designated by the Contractor in writing to the Owner and Archite

§10.2.7 The Contractor shall not permit any part of the congtru e to be loaded so as to cause damage or
create an unsafe condition.

§10.2.8 INJURY OR DAMAGE TO PERSON OR PRO
If either party suffers injury or damage to perso
others for whose acts such party is legally re
insured, shall be given to the other party v
shall provide sufficient detail to enable

ecause of an act or omission of-the other party, or of
itten notice of such injury or damage, whether or not

able time not exceeding 21 days after discovery. The-notice
rty to investigate the matter.

§ 10.3 HAZARDOUS MATERIALS
§ 10.3.1 The Contractor is resp ompliance with any requirements included in the Contract Documents
regarding hazardous materials. If tractor encounters a hazardous material or substance not'addressed'in the
Contract Documents an asonab€ precautions will be inadequate to prevent foreseeable bodily injury,or death
to persons resulting fr jal or substance, including but not limited to asbestos or polychlorinated biphenyl
(PCB), encountere y the Contractor, the Contractor shall, upon recognizing the condition, immediately
stop Work in th and report the condition to the Owner and Architect in writing.

§10.3.2 Up@¥igc the Contractor’s written notice, the Owner shall obtain the services of a licensed laboratory
to verify sence or absence of the material or substance reported by the Contractor and;-in-the-event-such
mategial or nce is found to be present, to cause it to be rendered harmless. Unless otherwise required by the
act Documents, the Owner shall furnish in writing to the Contractor and Architect the names and-qualifications
ns or entities who are to perform tests verifying the presence or absence of such material-or substance or

0 al@o perform the task of removal or safe containment of such material or substance. The Contractor and the

hitect will promptly reply to the Owner in writing stating whether or not either has reasonable objection to the

sons or entities proposed by the Owner. If either the Contractor or Architect has an objection to a person or entity

roposed by the Owner, the Owner shall propose another to whom the Contractor and the Architect have no

reasonable objection. When the material or substance has been rendered harmless, Work in the affected area shall
resume upon written agreement of the Owner and Contractor. By Change Order, the Contract Time shall be
extended appropriately and the Contract Sum shall be increased in the amount of the Contractor’s reasonable
additional costs of shut-down, delay and start-up.
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§ 10.3.3 To the fullest extent permitted by law, the Owner shall indemnify and hold harmless the Contractor,

Subcontractors, Architect, Architect’s consultants and agents and employees of any of them from and against
claims, damages, losses and expenses, including but not limited to attorneys’ fees, arising out of or resulting from

performance of the Work in the affected area if in fact the material or substance presents the risk of bodily injury or
death as described in Section 10.3.1 and has not been rendered harmless, provided that such claim, damage, loss or
expense is attributable to bodily injury, sickness, disease or death, or to injury to or destruction,of tangible property
(other than the Work itself), except to the extent that such damage, loss or expense is due ta the fault or negligence
of the party seeking indemnity.

§ 10.3.4 The Owner shall not be responsible under this Section 10.3 for materials or substances the Contracto,
to the site unless such materials or substances are required by the Contract Documents. The Owner-shall-be
responsible for materials or substances required by the Contract Documents, except to the extent of th
fault or negligence in the use and handling of such materials or substances.

§ 10.3.5 The Contractor shall indemnify the Owner for the cost and expense the Owner incurs mediation of
a material or substance the Contractor brings to the site and negligently handles, or (2) wh tractor fails to
perform its obligations under Section 10.3.1, except to the extent that the cost and expe the Owner’s

fault or negligence.

§10.3.6 If, without negligence on the part of the Contractor, the Contractor is hel le B a government agency for
the cost of remediation of a hazardous material or substance solely by reaso r g Work as required by the
Contract Documents, the Owner shall indemnify the Contractor for all cos pense thereby-incurred.

§ 10.4 EMERGENCIES

In an emergency affecting safety of persons or property, the Contrgito | act, at the Contractor’s discretion, to
prevent threatened damage, injury or loss. Additional compen nsion of time claimed by the Contractor
on account of an emergency shall be determined as provideg i iC and Acrticle 7.

ARTICLE 11 INSURANCE AND BONDS
§ 11.1 CONTRACTOR’S LIABILITY INSURANCE
§ 11.1.1 The Contractor shall purchase from and
business in the jurisdiction in which the Projegti
set forth below which may arise out of or
the Contract and for which the Contracjr
a Subcontractor or by anyone directl
them may be liable:

A Claims under w

are applicable to t

in'a company or companies lawfully-authorized-to do
such insurance as will protect the Contractor.from claims
e Contractor’s operations and completed operations under
gally liable, whether such operations be by the Contractor or by
employed by any of them, or by anyone for whose acts any of

pensation, disability benefit and other similar employee benefit acts that
to be performed;

.2 Claims fg ages bEcause of bodily injury, occupational sickness or disease, or death ofithe
Contra yees;

3 Clai es because of bodily injury, sickness or disease, or death of any person other than
t cr s employees;

4 damages insured by usual personal injury liability coverage;

r damages, other than to the Work itself, because of injury to or destruction of tangible
roperty, including loss of use resulting therefrom;

aims for damages because of bodily injury, death of a person or property damage arising out of
ownership, maintenance or use of a motor vehicle;

Claims for bodily injury or property damage arising out of completed operations;and

Claims involving contractual liability insurance applicable to the Contractor’s obligations under
Section 3.18.

11.1.2 The insurance required by Section 11.1.1 shall be written for not less than limits of liability specified in the
Contract Documents or required by law, whichever coverage is greater. Coverages, whether written on an
occurrence or claims-made basis, shall be maintained without interruption from the date of commencement of the
Work until the date of final payment and termination of any coverage required to be maintained after final payment,
and, with respect to the Contractor’s completed operations coverage, until the expiration of the period-for.correction
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of Work or for such other period for maintenance of completed operations coverage as specified in the Contract
Documents.

§ 11.1.3 Certificates of insurance acceptable to the Owner shall be filed with the Owner prior to commencement of
the Work and thereafter upon renewal or replacement of each required policy of insurance. These certificates and the
insurance policies required by this Section 11.1 shall contain a provision that coverages afforded under the policies
will not be canceled or allowed to expire until at least 30 days’ prior written notice has been given to the Owner. An
additional certificate evidencing continuation of liability coverage, including coverage for completed operations,
shall be submitted with the final Application for Payment as required by Section 9.10.2 and thereafter upon re
or replacement of such coverage until the expiration of the time required by Section 11.1.2. Information con
reduction of coverage on account of revised limits or claims paid under the General Aggregate, or-both, shal
furnished by the Contractor with reasonable promptness.

§ 11.1.4 The Contractor shall cause the commercial liability coverage required by the Contract D clude
(1) the Owner, the Architect and the Architect’s consultants as additional insureds for claims ¢ whole or in
part by the Contractor’s negligent acts or omissions during the Contractor’s operations; an t er as an
additional insured for claims caused in whole or in part by the Contractor’s negligent ac s during the
Contractor’s completed operations.

§ 11.2 OWNER’S LIABILITY INSURANCE

The Owner shall be responsible for purchasing and maintaining the Owner’s insurance.

§ 11.3 PROPERTY INSURANCE
§ 11.3.1 Unless otherwise provided, the Owner shall purchase and
authorized to do business in the jurisdiction in which the Project i
risk “all-risk” or equivalent policy form in the amount of the igdti
Modifications and cost of materials supplied or installed by ot
the site on a replacement cost basis without optional dedu
unless otherwise provided in the Contract Documents
are beneficiaries of such insurance, until final payrg
or entity other than the Owner has an insurable |
whichever is later. This insurance shall incluggi
subcontractors in the Project.

in, in aompany or companies lawfully
roperty insurance written on a builder’s
t Sum, plus value of subsequent Contract
rising total value for the entire Project at
property insurance shall be-maintained,

ise agreed in writing by all persons and-entities who
el made as provided in Section 9:10.or until no person
the property required by this Section.11.3 to be-covered,

ded coverage) and physical loss or damage including;-without
malicious mischief, collapse, earthquake, flood, windstorm, falsework,
testing and startup, temporary bui nd debris removal including demolition occasioned by enforcement of-any
i 1 cover reasonable compensation for Architect’s and Contractor’s services
and expenses require of such insured loss.

ot intend to purchase such property insurance required by the Contract and with all of
the coveragegi nt described above, the Owner shall so inform the Contractor in writing prior to
commenc vWork. The Contractor may then effect insurance that will protect the interests of the
Contract contractors and Sub-subcontractors in the Work, and by appropriate Change Order-the-cost thereof
shallde cha to the Owner. If the Contractor is damaged by the failure or neglect of the Owner to purchase or
ain insurance as described above, without so notifying the Contractor in writing, then the Owner shall-bear-all
le costs properly attributable thereto.

.3.1.3 If the property insurance requires deductibles, the Owner shall pay costs not covered because of such
uctibles.

§ 11.3.1.4 This property insurance shall cover portions of the Work stored off the site, and also portions of the Work
in transit.

§ 11.3.1.5 Partial occupancy or use in accordance with Section 9.9 shall not commence until the-insurance.company.
or companies providing property insurance have consented to such partial occupancy or use by endorsement or
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otherwise. The Owner and the Contractor shall take reasonable steps to obtain consent of the insurance company or
companies and shall, without mutual written consent, take no action with respect to partial occupancy or use that
would cause cancellation, lapse or reduction of insurance.

§ 11.3.2 BOILER AND MACHINERY INSURANCE
The Owner shall purchase and maintain boiler and machinery insurance required by the Contract Documents or by
law, which shall specifically cover such insured objects during installation and until final acceptance by the Owner;
this insurance shall include interests of the Owner, Contractor, Subcontractors and Sub-subcontractors in the Wor
and the Owner and Contractor shall be named insureds.

§ 11.3.3 LOSS OF USE INSURANCE
The Owner, at the Owner’s option, may purchase and maintain such insurance as will insure the Owne
of use of the Owner’s property due to fire or other hazards, however caused. The Owner waives all rig

hazards however caused.

§ 11.3.4 If the Contractor requests in writing that insurance for risks other than those desg
special causes of loss be included in the property insurance policy, the Owner shall, i
insurance, and the cost thereof shall be charged to the Contractor by appropriate Chan

§ 11.3.5 If during the Project construction period the Owner insures properti
to the site by property insurance under policies separate from those insurin oject, or if after final payment
property insurance is to be provided on the completed Project through a polic olicies other than those insuring
the Project during the construction period, the Owner shall waive al s in acCordance with the terms of Section
11.3.7 for damages caused by fire or other causes of loss covered ('t arate property insurance. All separate
policies shall provide this waiver of subrogation by endorsem

onal or both, at or adjacent

§ 11.3.6 Before an exposure to loss may occur, the Owner
includes insurance coverages required by this Section
conditions, definitions, exclusions and endorsem

that the policy will not be canceled or allowed t

prior written notice has been given to the Co

§ 11.3.7 WAIVERS OF SUBROGATION

The Owner and Contractor waive all r ) t (1) each other and any of their subcontractors, sub-
subcontractors, agents and emplg the other, and (2) the Architect, Architect’s consultants, separate
contractors described in Articl nd any of their subcontractors, sub-subcontractors,-agents and employees;
for damages caused by fire or oth s of loss to the extent covered by property insurance obtained pursuantto
this Section 11.3 or othe rance applicable to the Work, except such rights as they have to proceeds of
such insurance held b Rer as fiduciary. The Owner or Contractor, as appropriate, shall require of the
Architect, Architect s, separate contractors described in Article 6, if any, and the subcontractors, sub-
subcontractors, 3 ployees of any of them, by appropriate agreements, written where legally required for
validity, similar pach in favor of other parties enumerated herein. The policies shall provide such waivers of
subrogatiq, ent or otherwise. A waiver of subrogation shall be effective as to a person or entity even

though th on or entity would otherwise have a duty of indemnification, contractual or-otherwise, did-not-pay
the igsuranc mium directly or indirectly, and whether or not the person or entity had an insurable interest in the

ith the Contractor a copy of each policy that
policy shall contain all generally applicable

is Project. Each policy shall contain a provision
nd’that its limits will not be reduced;.until at Teast 30 days

B

loss insured under the Owner’s property insurance shall be adjusted by the Owner as fidueiary and made
able to the Owner as fiduciary for the insureds, as their interests may appear, subject to requirements of any
licable mortgagee clause and of Section 11.3.10. The Contractor shall pay Subcontractors their just shares of
nsurance proceeds received by the Contractor, and by appropriate agreements, written where legally required for
validity, shall require Subcontractors to make payments to their Sub-subcontractors in similar manner.

§ 11.3.9 If required in writing by a party in interest, the Owner as fiduciary shall, upon occurrence of an insured loss,
give bond for proper performance of the Owner’s duties. The cost of required bonds shall be charged against
proceeds received as fiduciary. The Owner shall deposit in a separate account proceeds so received, which the
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Owner shall distribute in accordance with such agreement as the parties in interest may reach, or as determined in
accordance with the method of binding dispute resolution selected in the Agreement between the Owner and
Contractor. If after such loss no other special agreement is made and unless the Owner terminates the Contract for
convenience, replacement of damaged property shall be performed by the Contractor after notification of a Change
in the Work in accordance with Article 7.

§ 11.3.10 The Owner as fiduciary shall have power to adjust and settle a loss with insurers unless one of the parties i
interest shall object in writing within five days after occurrence of loss to the Owner’s exercise of this power; if s
objection is made, the dispute shall be resolved in the manner selected by the Owner and Contractor as the met
of binding dispute resolution in the Agreement. If the Owner and Contractor have selected arbitration as the
of binding dispute resolution, the Owner as fiduciary shall make settlement with insurers or, in the-case-of a
over distribution of insurance proceeds, in accordance with the directions of the arbitrators.

§ 11.4 PERFORMANCE BOND AND PAYMENT BOND
§ 11.4.1 The Owner shall have the right to require the Contractor to furnish bonds covering fait: formance of
the Contract and payment of obligations arising thereunder as stipulated in bidding require ecifically

required in the Contract Documents on the date of execution of the Contract.

s covering payment
e bands or shall

§ 11.4.2 Upon the request of any person or entity appearing to be a potential benefigia
of obligations arising under the Contract, the Contractor shall promptly furnish a
authorize a copy to be furnished.

ARTICLE 12 UNCOVERING AND CORRECTION OF WORK
§ 12.1 UNCOVERING OF WORK

§12.1.1 If a portion of the Work is covered contrary to the Architeflls st or to requirements specifically
expressed in the Contract Documents, it must, if requested in \agiti Architect, be uncovered for the
Architect’s examination and be replaced at the Contractor’ out change in the Contract Time.

§12.1.2 If a portion of the Work has been covered that ct has not specifically requested to examine prior
to its being covered, the Architect may request to C rk and it shall be uncovered by the Contractor. If such
Work is in accordance with the Contract Docu uncovering and replacement shall, by appropriate
Change Order, be at the Owner’s expense. If not in accordance with the Contract Documents, such
costs and the cost of correction shall be at, r’s expense unless the condition was caused by the Owner or
a separate contractor in which event th | be responsible for payment of such costs.

§ 12.2 CORRECTION OF WORK
§12.2.1 BEFORE OR AFTER SU OMPLETION

The Contractor shall promptly co ork rejected by the Architect or failing to conform to the‘requirements of
the Contract Documents ther diS€overed before or after Substantial Completion and whether or not fabricated,
installed or complete orrecting such rejected Work, including additional testing and inspections, the-cost
of uncovering and ntyand compensation for the Architect’s services and expenses made necessary
thereby, shall be, ctor’s expense.

§12.2.2 AE TIAL COMPLETION
§12.2.21 ition to the Contractor’s obligations under Section 3.5, if, within one year after the-date of
Subggantial letion of the Work or designated portion thereof or after the date for commencement of warranties

ished under Section 9.9.1, or by terms of an applicable special warranty required by the Contract Decuments,
e Work is found to be not in accordance with the requirements of the Contract Documents, the Contractor
all ect it promptly after receipt of written notice from the Owner to do so unless the Owner has previously
n the Contractor a written acceptance of such condition. The Owner shall give such notice promptly after
overy of the condition. During the one-year period for correction of Work, if the Owner fails to notify the
ontractor and give the Contractor an opportunity to make the correction, the Owner waives the rights to require
correction by the Contractor and to make a claim for breach of warranty. If the Contractor fails to correct
nonconforming Work within a reasonable time during that period after receipt of notice from the Owner or
Architect, the Owner may correct it in accordance with Section 2.4.
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§12.2.2.2 The one-year period for correction of Work shall be extended with respect to portions of Work first
performed after Substantial Completion by the period of time between Substantial Completion and the actual
completion of that portion of the Work.

§12.2.2.3 The one-year period for correction of Work shall not be extended by corrective Work performed by the
Contractor pursuant to this Section 12.2.

§ 12.2.3 The Contractor shall remove from the site portions of the Work that are not in accordance with the
requirements of the Contract Documents and are neither corrected by the Contractor nor accepted by the Owne

§ 12.2.4 The Contractor shall bear the cost of correcting destroyed or damaged construction, whether-comple
partially completed, of the Owner or separate contractors caused by the Contractor’s correction or rem
that is not in accordance with the requirements of the Contract Documents.

§ 12.2.5 Nothing contained in this Section 12.2 shall be construed to establish a period of limit

other obligations the Contractor has under the Contract Documents. Establishment of the o iod for
correction of Work as described in Section 12.2.2 relates only to the specific obligation ctor to correct
the Work, and has no relationship to the time within which the obligation to comply yu act Documents
may be sought to be enforced, nor to the time within which proceedings may be ¢ establish the

Contractor’s liability with respect to the Contractor’s obligations other than spect orrect the Work.
§ 12.3 ACCEPTANCE OF NONCONFORMING WORK
If the Owner prefers to accept Work that is not in accordance with the requir s of the Contract Documents, the
Owner may do so instead of requiring its removal and correction, i ich case the Contract Sum will be reduced as
appropriate and equitable. Such adjustment shall be effected whet final payment has been made.

re Project is located except that, if the parties have

the Federal Arbitration Act shall-govern Section

ARTICLE 13 MISCELLANEOUS PROVISIONS

§ 13.1 GOVERNING LAW

The Contract shall be governed by the law of the plac
selected arbitration as the method of binding dispu 0
15.4.

§ 13.2 SUCCESSORS AND ASSIGNS

§ 13.2.1 The Owner and Contractor respec d themselves, their partners, successors, assigns and legal
representatives to covenants, agreeme gations contained in the Contract Documents. Except as provided

in Section 13.2.2, neither party tg 0 shall assign the Contract as a whole without written-consent of the
other. If either party attempts t an assignment without such consent, that party shall nevertheless remain
legally responsible for all obligati er the Contract.

§ 13.2.2 The Owner

financing for the P
The Contractor

consent of the Contractor, assign the Contract to a lender providing construction
ender assumes the Owner’s rights and obligations under the Contract Documents.
all consents reasonably required to facilitate such assignment.

Written n all be deemed to have been duly served if delivered in person to the individual, to-a-member-of-the

to an officer of the corporation for which it was intended; or if delivered at, or sent by registered or

ed mail or by courier service providing proof of delivery to, the last business address known to the-party
otice.

.4 RIGHTS AND REMEDIES
4.1 Duties and obligations imposed by the Contract Documents and rights and remedies available thereunder
all be in addition to and not a limitation of duties, obligations, rights and remedies otherwise imposed or available
by law.

§ 13.4.2 No action or failure to act by the Owner, Architect or Contractor shall constitute a waiver of a right or duty
afforded them under the Contract, nor shall such action or failure to act constitute approval of or.acquiescence.in.a
breach there under, except as may be specifically agreed in writing.
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§ 13.5 TESTS AND INSPECTIONS
§ 13.5.1 Tests, inspections and approvals of portions of the Work shall be made as required by the Contract
Documents and by applicable laws, statutes, ordinances, codes, rules and regulations or lawful orders of public
authorities. Unless otherwise provided, the Contractor shall make arrangements for such tests, inspections and
approvals with an independent testing laboratory or entity acceptable to the Owner, or with the-appropriate public
authority, and shall bear all related costs of tests, inspections and approvals. The Contractor shall give the Architect
timely notice of when and where tests and inspections are to be made so that the Architect may be present for suc
procedures. The Owner shall bear costs of (1) tests, inspections or approvals that do not become requirements watil
after bids are received or negotiations concluded, and (2) tests, inspections or approvals where building code,
applicable laws or regulations prohibit the Owner from delegating their cost to the Contractor.

§ 13.5.2 If the Architect, Owner or public authorities having jurisdiction determine that portions of the uire
additional testing, inspection or approval not included under Section 13.5.1, the Architect will, u
authorization from the Owner, instruct the Contractor to make arrangements for such addition
or approval by an entity acceptable to the Owner, and the Contractor shall give timely noti
when and where tests and inspections are to be made so that the Architect may be prese
costs, except as provided in Section 13.5.3, shall be at the Owner’s expense.

, inspection
chitect of

§ 13.5.3 If such procedures for testing, inspection or approval under Sections 13.5@&nd .2 reveal failure of the
portions of the Work to comply with requirements established by the Contra , all costs made necessary
by such failure including those of repeated procedures and compensation fi rchitect’s services and expenses
shall be at the Contractor’s expense.

§ 13.5.4 Required certificates of testing, inspection or approval shaflfu otherwise required by the Contract
Documents, be secured by the Contractor and promptly delive hitect.

§ 13.5.5 If the Architect is to observe tests, inspections o quired by the Contract Documents, the
Architect will do so promptly and, where practicable, al place of testing.

§ 13.5.6 Tests or inspections conducted pursuanvent ct Documents shall be made promptly to avoid

unreasonable delay in the Work.

§ 13.6 INTEREST
Payments due and unpaid under the C uments shall bear interest from the date payment is due at such rate
as the parties may agree upon in the absence thereof, at the legal rate prevailing from-time_to time at

the place where the Project is |

§13.7 TIME LIMITSONC
The Owner and Contr ommence all claims and causes of action, whether in contract, tort, breach of
warranty or otherwjse st the other arising out of or related to the Contract in accordance with the requirements
of the final disp tNP method selected in the Agreement within the time period specified by applicable law,
but in any ca han 10 years after the date of Substantial Completion of the Work. The Owner and
Contracto gims and causes of action not commenced in accordance with this Section 13.7.

MINATION OR SUSPENSION OF THE CONTRACT
ERMINATION BY THE CONTRACTOR
The Contractor may terminate the Contract if the Work is stopped for a period of 30 consecutive days
oudWno act or fault of the Contractor or a Subcontractor, Sub-subcontractor or their agents’or employees or any
r persons or entities performing portions of the Work under direct or indirect contract with the Contractor, for
of the following reasons:
A Issuance of an order of a court or other public authority having jurisdiction that requires all Work to
be stopped;
.2 Anact of government, such as a declaration of national emergency that requires all Work to be
stopped,;
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.3 Because the Architect has not issued a Certificate for Payment and has not notified the Contractor of
the reason for withholding certification as provided in Section 9.4.1, or because the Owner has not
made payment on a Certificate for Payment within the time stated in the Contract Documents; or

4 The Owner has failed to furnish to the Contractor promptly, upon the Contractor’s request, reasonable
evidence as required by Section 2.2.1.

§ 14.1.2 The Contractor may terminate the Contract if, through no act or fault of the Contractor or a Subcontractor,
Sub-subcontractor or their agents or employees or any other persons or entities performing portions of the Work
under direct or indirect contract with the Contractor, repeated suspensions, delays or interruptions of the entire
by the Owner as described in Section 14.3 constitute in the aggregate more than 100 percent of the total nu
days scheduled for completion, or 120 days in any 365-day period, whichever is less.

§ 14.1.3 If one of the reasons described in Section 14.1.1 or 14.1.2 exists, the Contractor may, upon se @
written notice to the Owner and Architect, terminate the Contract and recover from the Owner p

§ 14.1.4 If the Work is stopped for a period of 60 consecutive days through no act or fau
Subcontractor or their agents or employees or any other persons performing portions nder contract

nder the Contract
Documents with respect to matters important to the progress of the Work, the Co
days’ written notice to the Owner and the Architect, terminate the Contract

in Section 14.1.3.

m the Owner as provided

§ 14.2 TERMINATION BY THE OWNER FOR CAUSE
§ 14.2.1 The Owner may terminate the Contract if the Contractor
A repeatedly refuses or fails to supply enough pr | workers or proper materials;
.2 fails to make payment to Subcontractors for ga abor in accordance with the respective
agreements between the Contractor and th tors;
.3 repeatedly disregards applicable laws, @iglinances, codes, rules and regulations;-or lawful
orders of a public authority; or
4 otherwise is guilty of substantial a Provision of the Contract Documents.
§ 14.2.2 When any of the above reasons exg r, upon certification by the Initial Decision Maker that
sufficient cause exists to justify such agtjo ithout prejudice to any other rights or remedies of the Owner and
after giving the Contractor and the Co 0 rety, if any, seven days’ written notice, terminate employment of
the Contractor and may, subject ights of the surety:
.1 Exclude the Co the site and take possession of all materials, equipment, tools, and
construction equip d machinery thereon owned by the Contractor;
.2 Accept asgilgnent orsubcontracts pursuant to Section 5.4; and
.3 Finish whatever reasonable method the Owner may deem expedient. Upon written
req tractor, the Owner shall furnish to the Contractor a detailed accounting of the costs
i Owner in finishing the Work.

§14.2.3 W, e r terminates the Contract for one of the reasons stated in Section 14.2.1, the Contractor shall
not be en 0 receive further payment until the Work is finished.

§

.4 1f the unpaid balance of the Contract Sum exceeds costs of finishing the Work, including compensation-for
itect’s services and expenses made necessary thereby, and other damages incurred by the Owner and not

resSP¥ waived, such excess shall be paid to the Contractor. If such costs and damages exceed the-unpaid balance;
Contractor shall pay the difference to the Owner. The amount to be paid to the Contractor or,Owner, as the case
be, shall be certified by the Initial Decision Maker, upon application, and this obligation for payment shall
urvive termination of the Contract.

§ 14.3 SUSPENSION BY THE OWNER FOR CONVENIENCE
§ 14.3.1 The Owner may, without cause, order the Contractor in writing to suspend, delay or interrupt the Work in
whole or in part for such period of time as the Owner may determine.
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§ 14.3.2 The Contract Sum and Contract Time shall be adjusted for increases in the cost and time caused by
suspension, delay or interruption as described in Section 14.3.1. Adjustment of the Contract Sum shall include
profit. No adjustment shall be made to the extent
A that performance is, was or would have been so suspended, delayed or interrupted by another cause
for which the Contractor is responsible; or
.2 that an equitable adjustment is made or denied under another provision of the-Cantract.

§ 14.4 TERMINATION BY THE OWNER FOR CONVENIENCE E
§ 14.4.1 The Owner may, at any time, terminate the Contract for the Owner’s convenience and without cause. E

§ 14.4.2 Upon receipt of written notice from the Owner of such termination for the Owner’s convenience,the
Contractor shall
.1 cease operations as directed by the Owner in the notice;
.2 take actions necessary, or that the Owner may direct, for the protection and preser,
and
.3 except for Work directed to be performed prior to the effective date of termi
notice, terminate all existing subcontracts and purchase orders and enter |
and purchase orders.

ork;

d in the
subcontracts

§ 14.4.3 In case of such termination for the Owner’s convenience, the Contractor beJ@iititled to receive payment
for Work executed, and costs incurred by reason of such termination, along e overhead and profit on
the Work not executed.

ARTICLE 15 CLAIMS AND DISPUTES

§ 15.1 CLAIMS

§ 15.1.1 DEFINITION

A Claim is a demand or assertion by one of the parties seeki er of right, payment of money, or-other

relief with respect to the terms of the Contract. The term includes other disputes and matters in
question between the Owner and Contractor arising ou& ing to the Contract. The responsibility to

substantiate Claims shall rest with the party makin

Claims by either the Owner or Contractor ted by written notice to the other party and to the Initial
Decision Maker with a copy sent to the the Architect is not serving as the Initial Decision Maker.
Claims by either party must be initiatcOg@ith days after occurrence of the event giving rise to such Claim or
within 21 days after the claimant ecO@pzes the condition giving rise to the Claim, whichever-is-later.

§ 15.1.2 NOTICE OF CLAIMS

§ 15.1.3 CONTINUING CONTRACT MANCE

Pending final resolution laim, @cept as otherwise agreed in writing or as provided in Section 9.7 and Article
14, the Contractor sh iligently with performance of the Contract and the Owner shall continue to make
payments in accor Contract Documents. The Architect will prepare Change Orders and issue
Certificates for cordance with the decisions of the Initial Decision Maker.

§15.14C DITIONAL COST

If the Co r wishes to make a Claim for an increase in the Contract Sum, written notice-as-provided-herein-shall
be gjxen be roceeding to execute the Work. Prior notice is not required for Claims relating to an emergency

e gering lite or property arising under Section 10.4.

5.1°99CLAIMS FOR ADDITIONAL TIME

.1.5.1 If the Contractor wishes to make a Claim for an increase in the Contract Time, written notice as provided
ein shall be given. The Contractor’s Claim shall include an estimate of cost and of probable effect of delay on
rogress of the Work. In the case of a continuing delay, only one Claim is necessary.

§ 15.1.5.2 If adverse weather conditions are the basis for a Claim for additional time, such Claim shall be
documented by data substantiating that weather conditions were abnormal for the period of time, could not have
been reasonably anticipated and had an adverse effect on the scheduled construction.
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§ 15.1.6 CLAIMS FOR CONSEQUENTIAL DAMAGES
The Contractor and Owner waive Claims against each other for consequential damages arising out of or relating to
this Contract. This mutual waiver includes
.1 damages incurred by the Owner for rental expenses, for losses of use, income, profit, financing,
business and reputation, and for loss of management or employee productivity or of the services of
such persons; and
.2 damages incurred by the Contractor for principal office expenses including the compensation of
personnel stationed there, for losses of financing, business and reputation, and for loss of profit
except anticipated profit arising directly from the Work.

This mutual waiver is applicable, without limitation, to all consequential damages due to either party’s-termi n
in accordance with Article 14. Nothing contained in this Section 15.1.6 shall be deemed to preclude a
liquidated damages, when applicable, in accordance with the requirements of the Contract Document

§ 15.2 INITIAL DECISION
§ 15.2.1 Claims, excluding those arising under Sections 10.3, 10.4, 11.3.9, and 11.3.10, sha I d to the Initial
Decision Maker for initial decision. The Architect will serve as the Initial Decision Ma erwise
indicated in the Agreement. Except for those Claims excluded by this Section 15.2.1 Ision shall be
required as a condition precedent to mediation of any Claim arising prior to the date nt is due, unless 30
days have passed after the Claim has been referred to the Initial Decision Maker cision having been
rendered. Unless the Initial Decision Maker and all affected parties agree, th ion Maker will not decide
disputes between the Contractor and persons or entities other than the Ow

§ 15.2.2 The Initial Decision Maker will review Claims and within t s of th€ receipt of a Claim take one or
more of the following actions: (1) request additional supporting daf@fr. e claimant or a response with supporting
§

data from the other party, (2) reject the Claim in whole or in p ve the Claim, (4) suggest a compromise,

or (5) advise the parties that the Initial Decision Maker is ugab

lacks sufficient information to evaluate the merits of the e Initial Decision Maker concludes that,-in the
O

e the Claim if the Initial Decision-Maker
Initial Decision Maker’s sole discretion, it would be iv\ for the Initial Decision Maker to resolve the
Claim.

§ 15.2.3 In evaluating Claims, the Initial Decigi ay, but shall not be obligated to, consult with or seek
information from either party or from per: SMeCial knowledge or expertise who may assist the Initial
Decision Maker in rendering a decisio Decision Maker may request the Owner to authorize retention of
such persons at the Owner’s expense.

§ 15.2.4 If the Initial Decision sts a party to provide a response to a Claim or to furnish additional
supporting data, such party shall , within ten days after receipt of such request, and shall either (1) provide a
response on the requeste porting¥data, (2) advise the Initial Decision Maker when the response or supporting
data will be furnished ise the Initial Decision Maker that no supporting data will be furnished. Upon
receipt of the respg ting data, if any, the Initial Decision Maker will either reject or approve the Claim

in whole or in p

§1525T sion Maker will render an initial decision approving or rejecting the Claim, or indicating that
the Initia 1on Maker is unable to resolve the Claim. This initial decision shall (1) be in-writing;(2) state-the
reasgQs ther and (3) notify the parties and the Architect, if the Architect is not serving as the Initial Decision

, of any change in the Contract Sum or Contract Time or both. The initial decision shall be final-and-binding
arties but subject to mediation and, if the parties fail to resolve their dispute through mediation, to binding

isputdgpesolution.

.2.6 Either party may file for mediation of an initial decision at any time, subject to the terms of Section 15.2.6.1.

§ 15.2.6.1 Either party may, within 30 days from the date of an initial decision, demand in writing that the other party
file for mediation within 60 days of the initial decision. If such a demand is made and the party receiving the
demand fails to file for mediation within the time required, then both parties waive their rights to mediate or pursue
binding dispute resolution proceedings with respect to the initial decision.
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§ 15.2.7 In the event of a Claim against the Contractor, the Owner may, but is not obligated to, notify the surety, if
any, of the nature and amount of the Claim. If the Claim relates to a possibility of a Contractor’s default, the Owner
may, but is not obligated to, notify the surety and request the surety’s assistance in resolving the controversy.

§ 15.2.8 If a Claim relates to or is the subject of a mechanic’s lien, the party asserting such Claim may proceed in
accordance with applicable law to comply with the lien notice or filing deadlines.

§ 15.3 MEDIATION E
§ 15.3.1 Claims, disputes, or other matters in controversy arising out of or related to the Contract except those

waived as provided for in Sections 9.10.4, 9.10.5, and 15.1.6 shall be subject to mediation as a condition pre@

to binding dispute resolution.

§ 15.3.2 The parties shall endeavor to resolve their Claims by mediation which, unless the parties mut
otherwise, shall be administered by the American Arbitration Association in accordance with its
Industry Mediation Procedures in effect on the date of the Agreement. A request for mediatio made in

writing, delivered to the other party to the Contract, and filed with the person or entity admj he mediation.
The request may be made concurrently with the filing of binding dispute resolution pro
mediation shall proceed in advance of binding dispute resolution proceedings, which
mediation for a period of 60 days from the date of filing, unless stayed for a longe
parties or court order. If an arbitration is stayed pursuant to this Section 15.3.2, t
to the selection of the arbitrator(s) and agree upon a schedule for later proce

§ 15.3.3 The parties shall share the mediator’s fee and any filing fees equally. ediation shall be held in the
place where the Project is located, unless another location is mutual eed updn. Agreements reached in
mediation shall be enforceable as settlement agreements in any co jurisdiction thereof.

§ 15.4 ARBITRATION
§ 15.4.1 If the parties have selected arbitration as the meth
Claim subject to, but not resolved by, mediation shall
agree otherwise, shall be administered by the Amegieas
Industry Arbitration Rules in effect on the date @
delivered to the other party to the Contract,
party filing a notice of demand for arbitrat
which arbitration is permitted to be de

ng dispute resolution in the Agreement, any

o arbitration which, unless-the parties-mutually
alion Association in accordance with its Construction
eefnent. A demand for arbitration shall be made-in writing,
the person or entity administering the arbitration. The
asert in the demand all Claims then known to that party on

§15.4.1.1 A demand for arbitratig
mediation, but in no event shal

de no earlier than concurrently with the filing of a request for

after the date when the institution of legal or equitable proceedings based
on the Claim would be barred by icable statute of limitations. For statute of limitations purposes, receiptof a
written demand for arbit by thé¥person or entity administering the arbitration shall constitute the institution of
legal or equitable pro ed on the Claim.

§ 15.4.2 The aw.
accordance wit

y the arbitrator or arbitrators shall be final, and judgment may be entered upon it in
le law in any court having jurisdiction thereof.

going agreement to arbitrate and other agreements to arbitrate with an additional-person-or-entity
by parties to the Agreement shall be specifically enforceable under applicable law in any court
jurisdiction thereof.

5.4 CONSOLIDATION OR JOINDER

.4.4.1 Either party, at its sole discretion, may consolidate an arbitration conducted under this Agreement with any
ler arbitration to which it is a party provided that (1) the arbitration agreement governing the other arbitration
ermits consolidation, (2) the arbitrations to be consolidated substantially involve common questions of law or fact,
and (3) the arbitrations employ materially similar procedural rules and methods for selecting arbitrator(s).

§ 15.4.4.2 Either party, at its sole discretion, may include by joinder persons or entities substantially involved in a
common question of law or fact whose presence is required if complete relief is to be accorded.in.arbitration,
provided that the party sought to be joined consents in writing to such joinder. Consent to arbitration involving an
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additional person or entity shall not constitute consent to arbitration of any claim, dispute or other matter in question
not described in the written consent.

§ 15.4.4.3 The Owner and Contractor grant to any person or entity made a party to an arbitration conducted under
this Section 15.4, whether by joinder or consolidation, the same rights of joinder and consolidation as the Owner and
Contractor under this Agreement.

K
N
O
<Q
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STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

SUPPLEMENTARY GENERAL CONDITIONS A201-2007

The following supplements modify the “General Conditions of the Contract for Construction,” AIA Document A201-2007. Where a port
of the General Conditions is modified or deleted by the Supplementary Conditions, the unaltered portions of the General Conditions s
remain in effect.
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STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

ARTICLE 1: GENERAL PROVISIONS

11 BASIC DEFINITIONS

111 THE CONTRACT DOCUMENTS 9
Delete the last sentence in its entirety and replace with the following: 0
“The Contract Documents also include Advertisement for Bid, Instructions to 6

sample forms, the Bid Form, the Contractor’s completed Bid and the Award L

Add the following Paragraph:

1111 In the event of conflict or discrepancies among the Cont
Documents prepared by the State of Delaware
Management shall take precedence over all other

cuments, the
of Facilities

1.2 CORRELATION AND INTENT OF THE CONTRACT DOGIM S
Add the following Paragraphs:

1.2.4 In the case of an inconsistency between t rawings and the Specifications,

or within either document not j@d by addendum, the better quality or

greater quantity of work shall d in accordance with the Architect’s
interpretation.

1.25 The word “PROVIDR in the Contract Documents shall mean
“FURNISH AND IN L d shall include, without limitation, all labor,
materials, equip, portation, services and other items required to
complete the

1.2.6 The wor CT” as used in the Contract Documents means all
mater“ s and equipment.
15 OWNERSHIE SE OF DRAWINGS, SPECIFICATIONS AND OTHER

INSTRUME ERVICE

graph 1.5.1 in its entirety and replace with the following:

sign studies, drawings, specifications and other documents, including those in
form, prepared by the Architect under this Agreement are, and shall remain, the
y of the Owner whether the Project for which they are made is executed or not.
' documents may be used by the Owner to construct one or more like Projects without
the approval of, or additional compensation to, the Architect. The Contractor,
Subcontractors, Sub-subcontractors and Material or Equipment Suppliers are authorized to
use and reproduce applicable portions of the Drawings, Specifications and other documents
prepared by the Architect and the Architect's consultants appropriate to and for use in the
execution of their Work under the Contract Documents. They are not to be used by the
Contractor or any Subcontractor, Sub-subcontractor or Material and Equipment Supplier on
other Projects or for additions to this Project outside the scope of the Work without the
specific written consent of the Owner, Architect and Architect’s consultants.
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STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

ARTICLE 2: OWNER

2.2

ARTICLE 3: CONTRACTOR

3.2

3.3

The Architect shall not be liable for injury or damage resulting from the re-use of drawings
and specifications if the Architect is not involved in the re-use Project. Prior to re-use of
construction documents for a Project in which the Architect is not also involved, the Owner
will remove from such documents all identification of the original Architect, including name,
address and professional seal or stamp.”

Delete Paragraph 1.5.2 in its entirety.

INFORMATION AND SERVICES REQUIRED OF THE OWNER

To Subparagraph 2.2.3 — Add the following sentence:

e location of
Il cost for any

“The Contractor, at their expense shall bear the costs to accurat
all underground utilities in the area of their excavation and
repairs required, out of failure to accurately identify said utilit

Delete Subparagraph 2.2.5 in its entirety and substitut g

225 The Contractor shall be furnished free
Drawings and Project Manuals. Addition
of reproduction, postage and h

arge up to five (5) sets of the
ts will be furnished at the cost

REVIEW OF CONTRACT DOCU FIELD CONDITIONS BY CONTRACTOR

Amend Paragraph 3.2.2to s
shall be reported to the Ar

y errors, inconsistencies or omissions discovered
wner immediately.

Delete the third sente agraph 3.2.3.
SUPERVISION ~ RUCTION PROCEDURES
Add the follo graphs:

3.3.2 The Contractor shall immediately remove from the Work, whenever requested
do so by the Owner, any person who is considered by the Owner or Architect
to be incompetent or disposed to be so disorderly, or who for any reason is not
satisfactory to the Owner, and that person shall not again be employed on the
Work without the consent of the Owner or the Architect.

3.34 The Contractor must provide suitable storage facilities at the Site for the proper
protection and safe storage of their materials. Consult the Owner and the
Architect before storing any materials.

3.35 When any room is used as a shop, storeroom, office, etc., by the Contractor or
Subcontractor(s) during the construction of the Work, the Contractor making
use of these areas will be held responsible for any repairs, patching or cleaning
arising from such use.
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STATE OF DELAWARE DIVISION OF FACILITIES MANAGEMENT

3.4 LABOR AND MATERIALS

Add the Following Paragraphs:

3.4.4 Before starting the Work, each Contractor shall carefully examine all

preparatory Work that has been executed to receive their Work. Chec "
carefully, by whatever means are required, to insure that its Work and adjac
related Work, will finish to proper contours, planes and levels. Promptl i
the General Contractor/Construction Manager of any defects or imperfe
preparatory Work which will in any way affect satisfactory complgii

of

Work. Absence of such notification will be construed as an

preparatory Work and later claims of defects will not be recognize
eed prior to
n completely

cured, dried and/or otherwise made satisfactor Ive this Work.
Responsibility for timely installation of all m ts solely with the
Contractor responsible for that Work, who Il coordination at all
times.

3.45 Under no circumstances shall the Contractor's Worl
preparatory Work proceed prior to preparatory Work

35 WARRANTY
Add the following Paragraphs:

351 The Contractor will guarant
defects, except injury fr

intended, for two yea
items in perfect condiN
e;

3.5.2 Defects appeal g the period of guarantee will be made good by the
e upon demand of the Owner, it being required that all
condition when the period of guarantee will have elapsed.

Contractor i
work will
353 In [ oWhe General Guarantee there are other guarantees required for

i for different periods of time than the two years as above, and are
y so stated in that part of the specifications referring to same. The
sal rantees will commence at the same time as the General Guarantee.

ials and workmanship against original
and usual wear when used for the purpose
ptance by the Owner, and will maintain all
the period of guarantee.

3.5 the Contractor fails to remedy any failure, defect or damage within a
reasonable time after receipt of notice, the Owner will have the right to replace,
repair, or otherwise remedy the failure, defect or damage at the Contractor’s
expense.

DOCUMENTS AND SAMPLES AT THE SITE

Add the following Paragraphs:

3.11.1 During the course of the Work, the Contractor shall maintain a record set of
drawings on which the Contractor shall mark the actual physical location of all
piping, valves, equipment, conduit, outlets, access panels, controls, actuators,
including all appurtenances that will be concealed once construction is
complete, etc., including all invert elevations.

3.11.2 At the completion of the project, the Contractor shall obtain a set of reproducible
drawings from the Architect, and neatly transfer all information outlined in 3.11.1
to provide a complete record of the as-built conditions.
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3.11.3 The Contractor shall provide two (2) prints of the as-built conditions, along with
the reproducible drawings themselves, to the Owner and one (1) set to the
Architect. In addition, attach one complete set to each of the Operating and
Maintenance Instructions/Manuals.

3.17 In the second sentence of the paragraph, insert “indemnify” between “shall” and “hold”.
ARTICLE 4. ADMINISTRATION OF THE CONTRACT
4.2 ADMINISTRATION OF THE CONTRACT

Delete the first sentence of Paragraph 4.2.7 and replace with the following:

e Contractor’s
e of checking

The Architect will review and approve or take other appropriate action
submittals such as Shop Drawings, Product Data and Samples for,
for conformance with the Contract Documents.
Delete the second sentence of Paragraph 4.2.7 and replaceggwith foflowing:

The Architect’s action will be taken with such reason o] ess as to cause no delay
in the Work in the activities of the Owner, Contractor arate Contractors, while allowing
sufficient time in the Owner’s professional judgment to p&g@it adequate review.

Add the following Paragraph:

4.2.10.1 There will be no full-ti representative provided by the Owner or
Architect on this projei

Add to Paragraph 4.2.13 “an nce with all local requirements.” to the end of the
sentence

ARTICLE 5: SUBCONTRACTORS

&QTS AND OTHER CONTRACTS FOR PORTIONS OF THE

72.3 in its entirety and replace with the following:

5.2 AWARD OF S
WORK

Delete Paragra

5.2 the Owner or Architect has reasonable objection to a person or entity
proposed by the Contractor, the Contractor shall propose another to whom the
Owner or Architect has no reasonable objection, subject to the statutory
requirements of 29 Delaware Code § 6962(d)(10)b.3 and 4.

ARTICL ONSTRUCTION BY OWNER OR BY SEPARATE CONTRACTORS

OWNER'S RIGHT TO PERFORM CONSTRUCTION AND TO AWARD SEPARATE
CONTRACTS

Delete Paragraph 6.1.4 in its entirety.
MUTUAL RESPONSIBILITY

6.2.3 Inthe second sentence, strike the word “shall” and insert the word “may”.
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ARTICLE 7: CHANGES IN THE WORK
(SEE ARTICLE 7: CHANGES IN WORK IN THE GENERAL REQUIREMENTS)
ARTICLE 8: TIME 9
8.2 PROGRESS AND COMPLETION 0
Add the following Paragraphs: %
e

8.2.11 Refer to Specification Section SUMMARY OF WORK for
requirements.

8.2.4 If the Work falls behind the Progress Schedule as submitt
the Contractor shall employ additional labor and/or
bring the Work into compliance with the Progress Sc
to the Owner.

e Contractor,
necessary to
additional cost

8.3 DELAYS AND EXTENSION OF TIME

8.3.1 Strike “arbitration” and insert “remedies a rin equity”.

Add the following Paragraph:

8.3.2.1 The Contractor shall updat
of the Work with each A|
termination of such c
comply with this proc
of time or price b

f the suspension, delay, or interruption
or Payment. (The Contractor shall report the
tely upon the termination thereof.) Failure to
| constitute a waiver for any claim for adjustment
a|d cause.
Delete Paragraph 8.3.3 and replace with the following:
8.3.3 Exce e of a suspension of the Work directed by the Owner, an
exten e under the provisions of Paragraph 8.3.1 shall be the
sole remedy in the progress of the Work and there shall be no
or compensation to the Contractor for any expense or damage
g from the delay.

tng Paragraph:

By permitting the Contractor to work after the expired time for completion of the
project, the Owner does not waive their rights under the Contract.

ARTICL AYMENTS AND COMPLETION

SCHEDULE OF VALUES

Add the following Paragraphs:

9.2.1 The Schedule of Values shall be submitted using AIA Document G702,
Continuation Sheet to G703.

9.2.2 The Schedule of Values is to include a line item for Project Closeout Document
Submittal. The value of this item is to be no less than 1% of the initial contract
amount.
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9.3

9.5

9.6

9.7

9.8

APPLICATIONS FOR PAYMENT

Add the following Paragraph:

9.3.1.3 Application for Payment shall be submitted on AIA Document G702 “Application

and Certificate for Payment”, supported by AIA Document G703 “Continuatig "
Sheet”. Said Applications shall be fully executed and notarized.

Add the following Paragraphs:

9.34 Until Closeout Documents have been received and outs Items
completed the Owner will pay 95% (ninety-five percent) of the e the
Contractor on account of progress payments.

9.35 The Contractor shall provide a current and updated E S hedule to the
Architect with each Application for Payment. Failure chedule will be
just cause for rejection of Application for Payment

DECISIONS TO WITHHOLD CERTIFICATION

Add the following to 9.5.1:

.8 failure to provide a current Progr edule;

9 a lien or attachment is filed;

.10 failure to comply with equirements for maintaining Record
Documents.

PROGRESS PAYMENTS

Delete Paragraph 9.6.1 in it nd replace with the following:

9.6.1 After the hds approved and issued a Certificate for Payment, payment
the Owner within 30 days after Owner’s receipt of the
yment.
FAILURE O
In fir ence, strike “seven” and insert “thirty (30)". Also strike “binding dispute resolution”

an edies at law or in equity”.
TIAL COMPLETION

ubparagraph 9.8.3 - Add the following sentence:
“If the Architect is required to make more than 2 inspections of the same portion of work, the
Contractor shall be responsible for all costs associated with subsequent inspections
including but not limited to any Architect'’s fees.”

9.8.5 In the second sentence, strike “shall” and insert “may”.
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ARTICLE 10: PROTECTION OF PERSONS AND PROPERTY
10.1 SAFETY PRECAUTIONS AND PROGRAMS

Add the following Paragraphs:

10.1.1.1.1 Each Contractor shall develop a safety program in accordance with
Occupational Safety and Health Act of 1970. A copy of said plan s b
furnished to the Owner and Architect prior to the commencement
Contractor’'s Work.

10.1.2 Each Contractor shall appoint a Safety Representative. Safet tives
shall be someone who is on site on a full time basis. If de sary by
the Owner or Architect, Contractor Safety meetings will eduled. The
attendance of all Safety Representatives will be re inutes will be
recorded of said meetings by the Contractor and will ed to all parties

as well as posted in all job officesf/trailers etc. o

Act of June 1984, all vendors supplying
zardous must provide Material Safety
hemical product should be considered
ing on the label relating to a potential physical
or health hazard, if it i present in the work place, and if employees
may be exposed u al conditions or in foreseeable emergency
situations. Mateg cN@Pata Sheets shall be provided directly to the Owner,

along with the lips that include those products.

10.2 SAFETY OF PERSONS AND PROPERTY
Add the following Paragraph:

10.2.4.1 As required in the Hazardous C
any material that may be defin
Data Sheets for those prod
hazardous if it has a cauj

10.3 HAZARDOUS MATE
Delete Paragra ~ S entirety.
Delete Para .6 in its entirety.

ARTICLE 11: INSUR AND BONDS

11.1 OR’S LIABILITY INSURANCE
Strike “the Owner” immediately following “(1)” and strike “and (2) the Owner as
an additional insured for claims caused in whole or in part by the Contractor's

negligent acts or omissions during the Contractor’'s completed operations.”

OWNER’S LIABILITY INSURANCE

Delete Paragraph 11.2 in its entirety.
3 PROPERTY INSURANCE

Delete Paragraph 11.3 in its entirety and replace with the following:

11.3 The State will not provide Builder's All Risk Insurance for the Project. The
Contractor and all Subcontractors shall provide property coverage for their tools
and equipment, as necessary. Any mandatory deductible required by the
Contractor’s Insurance shall be the responsibility of the Contractor.
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114 PERFORMANCE BOND AND PAYMENT BOND

1141 Add the following sentence: “The bonds will conform to those forms approved
by the Office of Management and Budget.”

ARTICLE 12: UNCOVERING AND CORRECTION OF WORK "
12.2.2 AFTER SUBSTANTIAL COMPLETION a‘

Add the following Paragraph:

12.2.2.1.1 At any time during the progress of the Work, or in any case wher re of
the defects will be such that it is not expedient to have corr t ner, at
its option, will have the right to deduct such sum, or sums¥ oney from the
amount of the Contract as it considers justified to adj ence in value

between the defective work and that required un including any
damage to the structure.
12221 Strike “one” and insert “two”.
12.2.2.2 Strike “one” and insert “two”.
12.2.2.3 Strike “one” and insert “two”.
12.25 In second sentence, strike “o@ iP=ert “two”.
ARTICLE 13: MISCELLANEOUS PROVISIONS
131 GOVERNING LAW \
Strike “except that, if the 1 selected arbitration as the method of binding dispute

resolution, the Feder Act shall govern Section 15.4.”

Strike “the d@nt is due at such rate as the parties may agree upon in writing or, in

the absence th , at the legal rate prevailing from time to time at the place where the

13.6 INTEREST

Proje cated.” Insert “30 days of presentment of the authorized Certificate of Payment
att te of 12% or 1% per month.
13.7 IMITS ON CLAIMS

e the last sentence.

Adgdipe folloWghg Paragraph:
CONFLICTS WITH FEDERAL STATUTES OR REGULATIONS
If any provision, specifications or requirement of the Contract Documents conflict or is

inconsistent with any statute, law or regulation of the government of the United State of
America, the Contractor shall notify the Architect and Owner immediately upon discovery.
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ARTICLE 14: TERMINATION OR SUSPENSION OF THE CONTRACT
14.4 TERMINATION BY THE OWNER FOR CONVENIENCE

Delete Paragraph 14.4.3 in its entirety and replace with the following:

14.4.3 In case of such termination for the Owner’'s convenience, the Contractor s
be entitled to receive payment for Work executed, and cost incurred by 0
of such termination along with reasonable overhead.
ARTICLE 15: CLAIMS AND DISPUTES
15.1.2 Throughout the Paragraph strike “21” and insert “45”.
15.1.6 CLAIMS FOR CONSEQUENTIAL DAMAGES

Delete Paragraph 15.1.6 in its entirety.

15.2 INITIAL DECISION
Delete Paragraph 15.2.5 in its entirety and replace wi ollowing:
15.25 The Architect will approve or rej s by written decision, which shall state

the reasons therefore and shall @iti parties of any change in the Contract
pproval or rejection of a Claim by the

Sum or Contract Time or
Architect shall be subjecgeion and other remedies at law or in equity.
Delete Paragraph 15.2.6 and its s% hs in their entirety.
15.3 MEDIATION Q
15.3.1 Strike “bi ptte resolution” and insert “any or all remedies at law or in

equity”\
15.3.2 | sentence, delete “administered by the American Arbitration
n in accordance with its Construction Industry Mediation Procedure in
n the date of the Agreement,” Strike “binding dispute resolution” and
“remedies at law and in equity”.
154 ION

Paragraph 15.4 and its sub-sections in its entirety.

END OF SUPPLEMENTARY GENERAL CONDITIONS
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ARTICLE 1: GENERAL
11 CONTRACT DOCUMENTS

11.1 The intent of the Contract Documents is to include all items necessary for the proper
execution and completion of the Work by the Contractor. The Contract Documents are
complementary and what is required by one shall be as binding as if required by all
Performance by the Contractor shall be required to an extent consistent with the Contr.
Documents and reasonably inferable from them as being necessary to produce the int
results.

1.1.2 Work including material purchases shall not begin until the Contractor is i
bonafide State of Delaware Purchase Order. Any work performed or mate
prior to the issuance of the Purchase Order is done at the Contractor's owjg

1.2 EQUALITY OF EMPLOYMENT OPPORTUNITY ON PUBLIC WOR
n the Contractor

121 For Public Works Projects financed in whole or in part by stat
agrees that during the performance of this contract:

1. The Contractor will not discriminate agai
employment because of race, creed, sex,
or national origin. The Contractor will take po steps to ensure that applicants
are employed and that employees ar ated d¥ring employment without regard
to their race, creed, sex, color, sexu@lfog tion, gender identity or national origin.
Such action shall include, but e ited to, the following: employment,
upgrading, demotion or transfe ent or recruitment advertising; layoff or
termination; rates of pay rms of compensation; and selection for

training, including appre S e Contractor agrees to post in conspicuous
places available to nd applicants for employment notices to be
provided by the co ncy setting forth this nondiscrimination clause.

2. The Contract olicitations or advertisements for employees placed by
or on behal ontractor, state that all qualified applicants will receive
considera ployment without regard to race, creed, sex, color, sexual
orientgj identity or national origin.”

loyee or applicant for
xual orientation, gender identity

ARTICLE 2: OWNER

(NO
CO

ONAL GENERAL REQUIREMENTS — SEE SUPPLEMENTARY GENERAL
)

ARTICLE 3: RACTOR

3.1 Schedule of Values: The successful Bidder shall within twenty (20) days after receiving
notice to proceed with the work, furnish to the Owner a complete schedule of values on the
various items comprising the work.

Subcontracts:  Upon approval of Subcontractors, the Contractor shall award their
Subcontracts as soon as possible after the signing of their own contract and see that all
material, their own and those of their Subcontractors, are promptly ordered so that the work
will not be delayed by failure of materials to arrive on time.

Before commencing any work or construction, the General Contractor is to consult with the

Owner as to matters in connection with access to the site and the allocation of Ground
Areas for the various features of hauling, storage, etc.
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34

3.5

3.6

3.7

3.8

3.9

3.10

3.11

3.111

The Contractor shall supervise and direct the Work, using the Contractor's best skill and
attention. The Contractor shall be solely responsible for and have control over construction
means, methods, techniques, sequences and procedures and for coordinating all portions of
the Work under the Contract, unless the Contract Documents give other specific
instructions.

The Contractor shall enforce strict discipline and good order among the Contr,
employees and other persons carrying out the Contract. The Contractor shall n
employment of unfit persons or persons not skilled in tasks assigned to them.

The Contractor warrants to the Owner that materials and equipment furnishé :
and of good quality, unless otherwise permitted, and that the work will defects
and in conformance with the Contract Documents. Work not ing to these
requirements, including substitutions not properly approved, may b defective. If
required by the Owner, the Contractor shall furnish evidence a and quality of
materials and equipment provided.

nsumer, use and other
» licenses, and inspections

Unless otherwise provided, the Contractor shall pay a
similar taxes, and shall secure and pay for required p
necessary for proper execution of the Work.

s required by laws, ordinances, rules,
ring on performance of the Work. The
wings and Specifications are observed

The Contractor shall comply with and give
regulations, and lawful orders of public authofilile
Contractor shall promptly notify the Ownglif
to be at variance therewith.

The Contractor shall be respon e Owner for the acts and omissions of the
Contractor's employees, Su and their agents and employees, and other
persons performing portion ork under contract with the Contractor.

mises and surrounding area free from accumulation of
sed by operations under the Contract. At completion of the
alg€move from and about the Project all waste materials, rubbish,
nstruction equipment, machinery and surplus materials. The
ponsible for returning all damaged areas to their original conditions.

The Contractor shall
waste materials or
Work the Contract
the Contract
Contractor s
STAT, ENSEPAND TAX REQUIREMENTS

ctor and Subcontractor shall be licensed to do business in the State of
and shall pay all fees and taxes due under State laws. In conformance with
2503, Chapter 25, Title 30, Delaware Code, "the Contractor shall furnish the
[ ware Department of Finance within ten (10) days after entering into any contract with
a contractor or subcontractor not a resident of this State, a statement of total value of
such contract or contracts together with the names and addresses of the contracting
parties.”

The Contractor shall comply with all requirements set forth in Section 6962, Chapter 69,
Title 29 of the Delaware Code.
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3.13

ARTICLE 4:

4.1

41.1

4.1.2

4.1.3

4.1.4

4.15

During the contract Work, the Contractor and each listed Subcontractor, shall implement
an Employee Drug Testing Program in accordance with OMB Regulation 4104-
“Regulations for the Drug Testing of Contractor and Subcontractor Employees Working
on “Large Public Works Projects”. “Large Public Works” is based upon the current
threshold required for bidding Public Works as set by the Purchasing and Contracting
Advisory Council.

ADMINISTRATION OF THE CONTRACT
CONTRACT SURETY

PERFORMANCE BOND AND LABOR AND MATERIAL PAYMENT BOND

All bonds will be required as follows unless specifically waived else
Documents.

the Bidding

Contents of Performance Bonds — The bond shall be in the
of Management and Budget. The bond shall be conditioned
and performance by the successful bidder of each and
contract and the proposal, plans, specifications, and
and condition shall be met at the time and in the
documents and the specifications, including the pay in full to every person furnishing
materiel or performing labor in the performan f the tract, of all sums of money due
the person for such labor and materiel. d shall also contain the successful
s the State and the agency from all

bidder’'s guarantee to indemnify and saxe

costs, damages and expenses growin y reason of the Contract in accordance
with the Contract.)

Invoking a Performance Bo N ncy may, when it considers that the interest of

n
the State so require, cause j nWo be confessed upon the bond.

ed by the Office
faithful compliance
m and condition of the
nts thereof. Each term
prescribed by the Contract, Bid

Within twenty (20) day te of notice of award of contract, the Bidder to whom the
award is made shall Performance Bond and Labor and Material Payment Bond,
each equal to the of the Contract price to guarantee the faithful performance of
all terms, cov t conditions of the same. The bonds are to be issued by an
acceptable oMpany licensed to do business in the State of Delaware and shall be

issued in du

Perf e and Payment Bonds shall be maintained in full force (warranty bond) for a
peri 2) years after the date of the Certificate for Final Payment. The Performance
guarantee the satisfactory completion of the Project and that the Contractor will
good any faults or defects in his work which may develop during the period of said
tees as a result of improper or defective workmanship, material or apparatus,
whether furnished by themselves or their Sub-Contractors. The Payment Bond shall
guarantee that the Contractor shall pay in full all persons, firms or corporations who furnish
labor or material or both labor and material for, or on account of, the work included herein.
The bonds shall be paid for by this Contractor. The Owner shall have the right to demand
that the proof parties signing the bonds are duly authorized to do so.
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4.2 FAILURE TO COMPLY WITH CONTRACT

4.2.1 If any firm entering into a contract with the State, or Agency that neglects or refuses to
perform or fails to comply with the terms thereof, the Agency which signed the Contract
may terminate the Contract and proceed to award a new contract in accordance with thi
Chapter 69, Title 29 of the Delaware Code or may require the Surety on the Performa
Bond to complete the Contract in accordance with the terms of the Performance
Nothing herein shall preclude the Agency from pursing additional remedies as of|
provided by law.

4.3 CONTRACT INSURANCE AND CONTRACT LIABILITY
43.1 In addition to the bond requirements stated in the Bid Documents, ea essful Bidder
shall purchase adequate insurance for the performance of act and, by

submission of a Bid, agrees to indemnify and save harmless
equitable actions brought against the State, any Agency, o
State, for and from all claims of liability which is or mayge
Bidder’s actions during the performance of the Contrac

of employee of the
It of the successful

4.3.2 The purchase or nonpurchase of such insurance involvement of the successful
Bidder in any legal or equitable defense of any act rought against the successful
Bidder based upon work performed pursua e Contract will not waive any defense
which the State, its agencies and their res@&ctd fficers, employees and agents might
otherwise have against such claims, including the defense of sovereign
immunity, where applicable, and by this section, the State and all agencies,
officers and employees thereof s ancially responsible for the consequences
of work performed, pursuant to s

ract or Subcontract to the extent that the books and records
r he Contract or Subcontract.

4.4 RIGHT TO AUDIT RECORQ
44.1 The Owner shall ha o audit the books and records of a Contractor or any
Subcontractor und
relate to the perfo&
4.4.2 Said books st shall be maintained by the Contractor for a period of seven (7)
th
of seVen

years from of final payment under the Prime Contract and by the Subcontractor
fora (7) years from the date of final payment under the Subcontract.

ARTICLE 5: ACTORS
NTRACTING REQUIREMENTS

All contracts for the construction, reconstruction, alteration or repair of any public building
(not a road, street or highway) shall be subject to the following provisions:

1. A contract shall be awarded only to a Bidder whose Bid is accompanied by a
statement containing, for each Subcontractor category, the name and address
(city or town and State only — street number and P.O. Box addresses not
required) of the subcontractor whose services the Bidder intends to use in
performing the Work and providing the material for such Subcontractor category.
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51.2

5.1.3

514

515

2. A Bid will not be accepted nor will an award of any Contract be made to any
Bidder which, as the Prime Contractor, has listed itself as the Subcontractor for
any Subcontractor unless:

A. It has been established to the satisfaction of the awarding Agency thal
the Bidder has customarily performed the specialty work of s
Subcontractor category by artisans regularly employed by the Bi
firm;

B. That the Bidder is duly licensed by the State to engage in s
work, if the State requires licenses; and

C. That the Bidder is recognized in the industry as a bo ubcontractor
or Contractor in such specialty work and Subcontr gory.

The decision of the awarding Agency as to whether a Ist itself as the
Subcontractor for a Subcontractor category shall be final a upon all Bidders,
and no action of any nature shall lie against any awar agglicy or its employees or
officers because of its decision in this regard.

After such a Contract has been awarded, the su ful Bidder shall not substitute

another Subcontractor for any Subcontractor se naWe was set forth in the statement
which accompanied the Bid without the writtglf C nt of the awarding Agency.

No Agency shall consent to any subsWgii Subcontractors unless the Agency is
satisfied that the Subcontractor who on the Bidders accompanying statement:
A. Is unqualified to perfor ~ required;

B. Has failed to execu y reasonable Subcontract;

C. Has default performance on the portion of the work covered by the
Subcontr r
D. Isn aged in such business.

Bidde awarded a contract, such successful Bidder shall provide to the agency
§ identification license numbers of such subcontractors. Such numbers shall be

SA@Nc later of the date on which such subcontractor is required to be identified or
S@he contract is executed.  The successful Bidder shall provide to the agency to
jt is contracting, within 30 days of entering into such public works contract, copies of
aware Business licenses of subcontractors and/or independent contractors that will
perform work for such public works contract. However, if a subcontractor or independent
contractor is hired or contracted more than 20 days after the Bidder entered the public works
contract the Delaware Business license of such subcontractor or independent contractor
shall be provided to the agency within 10 days of being contracted or hired.
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5.2

521

5.3

5.3.1

5.4

54.1

5.5

55.1

ARTICLE 6: CONSTRUCTIO

6.1

PENALTY FOR SUBSTITUTION OF SUBCONTRACTORS

Should the Contractor fail to utilize any or all of the Subcontractors in the Contractor’'s Bid
statement in the performance of the Work on the public bidding, the Contractor shall be
penalized in the amount of (project specific amount*). The Agency may determine to dedu
payments of the penalty from the Contractor or have the amount paid directly to the Age
Any penalty amount assessed against the Contractor may be remitted or refunded, i
or in part, by the Agency awarding the Contract, only if it is established to the satisf
the Agency that the Subcontractor in question has defaulted or is no longer eng
business. No claim for the remission or refund of any penalty shall be gran
application is filed within one year after the liability of the successful Bidde
penalty amounts assessed and not refunded or remitted to the contrac
to the State.

*one (1) percent of contract amount not to exceed $10,000
ASBESTOS ABATEMENT

for State-funded projects
Budget, Division of Facilities

The selection of any Contractor to perform asbesto
shall be approved by the Office of Manageme
Management pursuant to Chapter 78 of Title 16.

STANDARDS OF CONSTRUCTION FOR TECTION OF THE PHYSICALLY
HANDICAPPED

All Contracts shall conform with th
Accessibility Board unless other~

CONTRACT PERFORMA

stablished by the Delaware Architectural
ted by the Board.

Any firm entering intq

to comply with its
new Contract or
Contract in a

WNER OR SEPARATE CONTRACTORS

orks Contract that neglects or refuses to perform or fails
gency may terminate the Contract and proceed to award a
ire the Surety on the Performance Bond to complete the
ith the terms of the Performance Bond.

Th serves the right to simultaneously perform other construction or operations
e Project with the Owner's own forces, and to award separate contracts in

{l®N with other portions of the Project or other Projects at the same site.

ontractor shall afford the Owner and other Contractors reasonable opportunity for
access and storage of materials and equipment, and for the performance of their activities,
and shall connect and coordinate their activities with other forces as required by the Contract
Documents.

CHANGES IN THE WORK

The Owner, without invalidating the Contract, may order changes in the Work consisting of
Additions, Deletions, Modifications or Substitutions, with the Contract Sum and Contract
completion date being adjusted accordingly. Such changes in the Work shall be authorized
by written Change Order signed by the Professional, as the duly authorized agent, the
Contractor and the Owner.
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7.2

7.3

7.3.1

7.3.2

7.3.3

ARTICLE 8:

8.1

The Contract Sum and Contract Completion Date shall be adjusted only by a fully executed
Change Order.

The additional cost, or credit to the Owner resulting from a change in the Work shall be by
mutual agreement of the Owner, Contractor and the Architect. In all cases, this cost o
credit shall be based on the ‘DPE’ wages required and the *“invoice price” of
materials/equipment needed.

“DPE” shall be defined to mean “direct personnel expense”. Direct payroll expense i

direct salary plus customary fringe benefits (prevailing wage rates) and 1
statutory costs such as workman’s compensation insurance, Social Security/
unemployment insurance (a maximum multiplier of 1.35 times DPE).

b, and

st of materials
rial distributor,

“Invoice price” of materials/equipment shall be defined to mean the
and/or equipment that is paid by the Contractor, (or subcontractg
direct factory vendor, store, material provider, or equipme tity. Rates for
equipment that is leased and/or owned by the Contractqr tractor(s) shall not
exceed those listed in the latest version of the “Means inG@onstruction Cost Data”
publication.

In addition to the above, the General Contractor lowed a fifteen percent (15%)
markup for overhead and profit for additional k perfoMned by the General Contractor’s
own forces. For additional subcontractor wgiK, ubcontractor is allowed a fifteen (15)
percent overhead and profit on changego above and beyond the direct costs
stated previously. To this amount, the ontractor will be allowed a mark-up not
exceeding seven and one half perc on the subcontractors work. These mark-
ups shall include all costs includi t [imited to: overhead, profit, bonds, insurance,
supervision, etc. No mar itted on the work of the subcontractors
subcontractor. No addition h e allowed for changes related to the Contractor’s
onsite superintendent/staff, t manager, unless a change in the work changes the
project duration and ig

associated with the ¢

y the CPM schedule. There will be no other costs

TIME

Time limits, i e as stated in the Project Manual. By executing the Agreement, the
Contra con that the stipulated limits are reasonable, and that the Work will be
com ithin the anticipated time frame.

of the Work is delayed at any time by changes ordered by the Owner, by labor
ps, fire, unusual delay in deliveries, abnormal adverse weather conditions,
Pidable casualties or other causes beyond the Contractor's control, the Contract Time
shall be extended for such reasonable time as the Owner may determine.

Any extension of time beyond the date fixed for completion of the construction and
acceptance of any part of the Work called for by the Contract, or the occupancy of the
building by the Owner, in whole or in part, previous to the completion shall not be deemed a
waiver by the Owner of his right to annul or terminate the Contract for abandonment or delay
in the matter provided for, nor relieve the Contractor of full responsibility.
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8.4

8.4.1

8.4.2

8.5

8.5.1

8.5.2

SUSPENSION AND DEBARMENT

Per Section 6962(d)(14), Title 29, Delaware Code, “Any Contractor who falils to perform a
public works contract or complete a public works project within the time schedule
established by the Agency in the Invitation To Bid, may be subject to Suspension
Debarment for one or more of the following reasons: a) failure to supply the adequate la
supply ratio for the project; b) inadequate financial resources; or, c) poor performance h
Project.”

“Upon such failure for any of the above stated reasons, the Agency that con e
public works project may petition the Director of the Office of Manageme et for
Suspension or Debarment of the Contractor. The Agency shall send & etition

to the Contractor within three (3) working days of filing with the Dirée f the Director
concludes that the petition has merit, the Director shall schedu a hearing to
determine whether to suspend the Contractor, debar the Cont ny the petition.
The Agency shall have the burden of proving, by a prepon f the evidence, that
the Contractor failed to perform or complete the publicawo pMject within the time
schedule established by the Agency and failed to do r more of the following
reasons: a) failure to supply the adequate labor sup io e project; b) inadequate
financial resources; or, c) poor performance on the t. Upon a finding in favor of the
Agency, the Director may suspend a Contractor fro ding on any project funded, in

whole or in part, with public funds for up to for a first offense, up to 3 years for a
second offense and permanently debar th tor for a third offense. The Director

shall issue a written decision and shal y to the Contractor and the Agency.
Such decision may be appealed to t 10r Court within thirty (30) days for a review
on the record.”

RETAINAGE \

Per Section 6962(d)(5) , Delaware Code: The Agency may at the beginning of
each public works pr, sh a time schedule for the completion of the project. If
the project is dela the completion date due to the Contractor’s failure to meet

their responsibilitie ncy may forfeit, at its discretion, all or part of the Contractor’s
retainage.

tainage also applies to the timely completion of the punchlist. A
be prepared upon the mutual agreement of the Owner, Architect and
Once the punchlist is prepared, all three parties will by mutual agreement,

PAYMENTS AND COMPLETION
APPLICATION FOR PAYMENT

Applications for payment shall be made upon AIA Document G702. There will be a five
percent (5%) retainage on all Contractor's monthly invoices until completion of the project.
This retainage may become payable upon receipt of all required closeout documentation,
provided all other requirements of the Contract Documents have been met.

A date will be fixed for the taking of the monthly account of work done. Upon receipt of
Contractor's itemized application for payment, such application will be audited, modified, if
found necessary, and approved for the amount. Statement shall be submitted to the Owner.
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9.1.3

9.2

9.2.1

9.2.2

9.221

9.2.3

9.3

9.3.1

9.3.2

9.3.3

9.4

9.4.1.3

9.4.1.4

Section 6516, Title 29 of the Delaware Code annualized interest is not to exceed 12% per
annum beginning thirty (30) days after the “presentment” (as opposed to the date) of the
invoice.

PARTIAL PAYMENTS

Any public works Contract executed by any Agency may provide for partial payments,
the option of the Owner with respect to materials placed along or upon the sites or g
at secured locations, which are suitable for use in the performance of the contract.

When approved by the agency, partial payment may include the values g
acceptable materials of a nonperishable or noncontaminative nature whiq
produced or furnished for incorporation as a permanent part of th
completed, provided acceptable provisions have been made for stora

Any allowance made for materials on hand will not exceed d cost of the
materials as verified by invoices furnished by the Contragto | it exceed the
contract bid price for the material complete in place.

s, Subcontractors, and
company each application for
made until these receipted bills

If requested by the Agency, receipted bills from
material, men, etc., for the previous payment
payment. Following such a request, no payment wi
have been received by the Owner.

SUBSTANTIAL COMPLETION

When the building has been made
miscellaneous work, the Owner¢@
substantially completed.

If, after the Work has bee tially completed, full completion thereof is materially
delayed through no fai tractor, and without terminating the Contract, the Owner
may make payment § hlance due for the portion of the Work fully completed and

accepted. Such all be made under the terms and conditions governing final
payment that it I ohstitute a waiver of claims.

occupancy, but still requires small items of
ermine the date when the project has been

On projects
specificadions m

mmissioning is included, the commissioning work as defined in the
e complete prior to the issuance of substantial completion.

FIN NT
ayment, including the five percent (5%) retainage if determined appropriate, shall be
within thirty (30) days after the Work is fully completed and the Contract fully
performed and provided that the Contractor has submitted the following closeout
documentation (in addition to any other documentation required elsewhere in the Contract
Documents):

Evidence satisfactory to the Owner that all payrolls, material bills, and other indebtedness
connected with the work have been paid,

An acceptable RELEASE OF LIENS,
Copies of all applicable warranties,

As-built drawings,
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9.4.1.5 Operations and Maintenance Manuals,

94.1.6 Instruction Manuals,

9.4.1.7 Consent of Surety to final payment.

9.4.1.8 The Owner reserves the right to retain payments, or parts thereof, for its protection

foregoing conditions have been complied with, defective work corrected
unsatisfactory conditions remedied.

ARTICLE 10: PROTECTION OF PERSONS AND PROPERTY

10.1 The Contractor shall be responsible for initiating, maintaining, and s sing all safety
precautions and programs in connection with the performan h ntract. The
Contractor shall take all reasonable precautions to prevent pjury or loss to:
workers, persons nearby who may be affected, the Work, I nd equipment to be
incorporated, and existing property at the site or adjacent thgret h&Contractor shall give
notices and comply with applicable laws ordinances, rul ns, and lawful orders of
public authorities bearing on the safety of persons p and their protection from
injury, damage, or loss. The Contractor shall prompt edy damage and loss to property

at the site caused in whole or in part by the Contractor, ubcontractor, or anyone directly

or indirectly employed by any of them, or by a or whose acts they may be liable.

10.2 The Contractor shall notify the Owner in
lead, PCBs, asbestos, etc. is encou
qualified specialist for the identificgti
exposure or environmental poll
ordinances. The Contractor g
this operation. Upon co
Architect in writing the g :
the work to proceed. § r&tor shall attach documentation from the authorities of said
approval.

y existing hazardous material such as
e project. The Owner will arrange with a
, removal, handling and protection against
comply with applicable regulation laws and
t will not be required to participate in or to perform
this work, the Owner will notify the Contractor and

10.3 As required i
any material

ous Chemical Information Act of June 1984, all vendors supplying
be defined as hazardous, must provide Material Safety Data Sheets
for those pro Any chemical product should be considered hazardous if it has a
warni ution on the label relating to a potential physical or health hazard, if it is known to
be meihe work place, and if employees may be exposed under normal conditions or
i eSeeable emergency situation. Material Safety Data Sheets must be provided
he Owner along with the shipping slips that include those products.

104 ontractor shall certify to the Owner that materials incorporated into the Work are free
of all asbestos. This certification may be in the form of Material Safety Data Sheet (MSDS)
provided by the product manufacturer for the materials used in construction, as specified or
as provided by the Contractor.

TI 11: INSURANCE AND BONDS

1 The Contractor shall carry all insurance required by law, such as Unemployment Insurance,
etc. The Contractor shall carry such insurance coverage as they desire on their own
property such as a field office, storage sheds or other structures erected upon the project
site that belong to them and for their own use. The Subcontractors involved with this project
shall carry whatever insurance protection they consider necessary to cover the loss of any of
their personal property, etc.
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11.2

11.3

114

115

11.6

11.7

11.7.1

11.7.2

Upon being awarded the Contract, the Contractor shall obtain a minimum of two (2) copies
of all required insurance certificates called for herein, and submit one (1) copy of each
certificate, to the Owner, within 20 days of contract award.

Bodily Injury Liability and Property Damage Liability Insurance shall, in addition to the
coverage included herein, include coverage for injury to or destruction of any property aris

out of the collapse of or structural injury to any building or structure due to demolition w%

The Contractor's Property Damage Liability Insurance shall, in addition to the c

noted herein, include coverage on all real and personal property in their care

control damaged in any way by the Contractor or their Subcontractors du ntire
construction period on this project.

and evidence of these coverages shall be filed with and approved by the Owner. i

Builders Risk (including Standard Extended Coverage Insurance) isting building
during the entire construction period, shall not be provided by tr&tor under this
contract. The Owner shall insure the existing building and all Qi and all this new
alteration work under this contract during entire constructjon r the full insurable
value of the entire work at the site. Note, howeve Contractor and their
Subcontractors shall be responsible for insuring buildin installed and stored) and
their tools and equipment whenever in use on t ct, against fire damage, theft,
vandalism, etc.

Certificates of the insurance company or
coverage, terms of policies, etc., shall be
award.

ies stating the amount and type of
the Owner, within 20 days of contract

The Contractor shall, at their ow e, (in addition to the above) carry the following
forms of insurance:

Contractor's Contractual Lial rance

Minimum coverage to

Bodily Injur $500,000 for each person
$1,000,000 for each occurrence
$1,000,000 aggregate

P Damage $500,000 for each occurrence
$1,000,000 aggregate

ctor's Protective Liability Insurance

INimum coverage to be:

Bodily Injury $500,000 for each person
$1,000,000 for each occurrence
$1,000,000 aggregate

Property Damage $500,000 for each occurrence

$500,000 aggregate
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11.7.3 Automobile Liability Insurance

Minimum coverage to be:

Bodily Injury $1,000,000 for each person "
$1,000,000 for each occurrence
Property Damage $500,000 per accident &

11.7.4 Prime Contractor's and Subcontractors' policies shall include contingent and
liability coverage in the same minimum amounts as 11.7.1 above.

11.7.5 Workmen's Compensation (including Employer's Liability):
11.751 Minimum Limit on employer's liability to be as required by law.
11.75.2 Minimum Limit for all employees working at one site.
11.7.6 Certificates of Insurance must be filed with the Owner e fifteen (15) days prior
notice of cancellation, non-renewal, or any change in nd limits of liability shown

as included on certificates.

11.7.7 Social Security Liability

11.7.71 With respect to all persons at any time
performing any work for or on their
Contractor’s business, the Contrac
of any and all contributions or t
benefits, pensions or annuitie g
States and the State or pa
wages, salaries or other

or on the payroll of the Contractor or
of In connection with or arising out of the
pt full and exclusive liability for the payment
employment insurance, or old age retirement
reafter imposed by the Government of the United
ision thereof, whether the same be measured by
paid to such persons or otherwise.

11.7.7.2 Upon request, th r shall furnish Owner such information on payrolls or
employment recor be necessary to enable it to fully comply with the law imposing
the aforesaid or taxes.

11.7.7.3 If the Owner i ed by law to and does pay any and/or all of the aforesaid contributions
or tax e Contfactor shall forthwith reimburse the Owner for the entire amount so paid by
the

ARTICLE 12: NG AND CORRECTION OF WORK

12.1 ontractor shall promptly correct Work rejected by the Owner or failing to conform to

the requirements of the Contract Documents, whether observed before or after Substantial
Completion and whether or not fabricated, installed or completed, and shall correct any
Work found to be not in accordance with the requirements of the Contract Documents within
a period of two years from the date of Substantial Completion, or by terms of an applicable
special warranty required by the Contract Documents. The provisions of this Article apply to
work done by Subcontractors as well as to Work done by direct employees of the
Contractor.

At any time during the progress of the work, or in any case where the nature of the defects
shall be such that it is not expedient to have them corrected, the Owner, at their option, shall
have the right to deduct such sum, or sums, of money from the amount of the contract as
they consider justified to adjust the difference in value between the defective work and that
required under contract including any damage to the structure.
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ARTICLE 13: MISCELLANEOUS PROVISIONS

131

13.1.1

13.2

13.2.1

13.3

13.3.1

13.3.2

13.4

13.4.1

13.5

135.1

CUTTING AND PATCHING

The Contractor shall be responsible for all cutting and patching. The Contractor shall
coordinate the work of the various trades involved.

DIMENSIONS

All dimensions shown shall be verified by the Contractor by actual measurement

project site. Any discrepancies between the drawings and specifications ang N,
conditions shall be referred to the Owner for adjustment before any work a
has been performed.

LABORATORY TESTS

Any specified laboratory tests of material and finished articles rated in the work
shall be made by bureaus, laboratories or agencies approve ner and reports of
such tests shall be submitted to the Owner. The cost of st shall be paid for by the
Contractor.

The Contractor shall furnish all sample materials req for these tests and shall deliver
same without charge to the testing laboratory ther de8ignated agency when and where
directed by the Owner.

ARCHAEOLOGICAL EVIDENCE

surface or below the surface g , the Contractor shall notify the authorities of the
Delaware Archaeological B pend work in the immediate area for a reasonable
time to permit those authori ersons designated by them, to examine the area and
ensure the proper re archaeological evidence for suitable preservation in the
State Museum.

Whenever, in the course of constr& archaeological evidence is encountered on the
S

GLASS REPL D CLEANING

or shall replace without expense to the Owner all glass broken during
e project. If job conditions warrant, at completion of the job the General
hall have all glass cleaned and polished.

period of two (2) years from the date of substantial completion, as evidenced by the
date of final acceptance of the work, the contractor warrants that work performed under this
contract conforms to the contract requirements and is free of any defect of equipment,
material or workmanship performed by the contractor or any of his subcontractors or
suppliers. However, manufacturer's warranties and guarantees, if for a period longer than
two (2) years, shall take precedence over the above warranties. The contractor shall
remedy, at his own expense, any such failure to conform or any such defect. The protection
of this warranty shall be included in the Contractor's Performance Bond.
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ARTICLE 14: TERMINATION OF CONTRACT

141

14.2

If the Contractor defaults or persistently fails or neglects to carry out the Work in accordance
with the Contract Documents or fails to perform a provision of the Contract, the Owner, after
seven days written notice to the Contractor, may make good such deficiencies and m
deduct the cost thereof from the payment then or thereafter due the Contrac
Alternatively, at the Owner's option, and the Owner may terminate the Contract al
possession of the site and of all materials, equipment, tools, and machinery thereo
by the Contractor and may finish the Work by whatever method the Owner,
expedient. If the costs of finishing the Work exceed any unpaid compen
Contractor, the Contractor shall pay the difference to the Owner.

“If the continuation of this Agreement is contingent upon the appro of adequate
state, or federal funds, this Agreement may be terminated on t e inning on the
first fiscal year for which funds are not appropriated or austion of the
appropriation. The Owner may terminate this Agreement by written notice to the
parties of such non-appropriation. All payment obligationg, o ner will cease upon
the date of termination. Notwithstanding the foregoin r agrees that it will use
its best efforts to obtain approval of necessary fund nt the Agreement by taking
appropriate action to request adequate funds to con e Agreement.”

END OF GENERAL REQ\@TS
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EMPLOYEE DRUG TESTING REPORT FORM
Period Ending:

Large Public Works Projects requires that Contractors and Subcontractors who work on Larg
Public Works Contracts funded all or in part with public funds submit Testing Report Forms

the Owner no less than quarterly. a‘
Project Number: Q

Project Name:

4104 Regulations for the Drug Testing of Contractor and Subcontractor Employees Working on 9

Contractor/Subcontractor Name:

Contractor/Subcontractor Address:

Number of employees who worked on the jobsite duri ort period:

Number of employees subject to random testing gl e report period:

Number of Negative Results ~ r of Positive Results
Action taken on employee(s) in resp oled or positive random test:

Authorized Repre f Contractor/Subcontractor:

(typed or printed)
Authori ntative of Contractor/Subcontractor:

(signature)

DRUG TESTING REPORT FORM 008114-1



DIVISION OF FACILITIES MANAGEMENT  DFM 900 N. KING STREET ELEVATOR RENOVATIONS

EMPLOYEE DRUG TESTING
REPORT OF POSITIVE RESULTS

Large Public Works Projects requires that Contractors and Subcontractors who work on Larg
Public Works Contracts funded all or in part with public funds to notify the Owner in writing

a positive random drug test. a‘
Project Number: Q

Project Name:

4104 Regulations for the Drug Testing of Contractor and Subcontractor Employees Working on 9

Contractor/Subcontractor Name:

Contractor/Subcontractor Address:

Name of employee with positive test result: ‘ "

Last 4 digits of employee SSN:

Date test results received:

Action taken on employee in respon ive test result:

Authorized Repres e of Contractor/Subcontractor:

(typed or printed)

Authorize tative of Contractor/Subcontractor:
(signature)
‘ ;

Ois form shall be sent by mail to the Owner within 24 hours of receipt of test results.

Enclose this test results form in a sealed envelope with the notation *"Drug Testing Form — DO
NOT OPEN" on the face thereof and place in a separate mailing envelope.

008114-2 DRUG TESTING REPORT FORM
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PART 1 - GENERAL

11 RELATED DOCUMENTS a
A.  Drawings and general provisions of the Contract, including General and Supplerr@

Conditions and other Division 01 Specification Sections, apply to this Section

1.2 SUMMARY O
A.  This Section includes the following:
. Work covered by the Contract Documents. a

Type of the Contract.
Use of premises.

Owner's occupancy requirements. Q
Anticipated Schedule
Work restrictions.
Specification formats and conventio
B. Related Sections include the following:

1. Division 01 Section "Tempora& ies and Controls™ for limitations and
procedures governing tec of Owner's facilities.
1.3 WORK COVERED BY, QACT DOCUMENTS

A. Project Identific@ C DFM-MCI 900 King Street Elevator Renovations

NoookrwnpE

MC1002000375

1. Proj cation: Government Support Services Building — 900 North King

Stre ington, DE 19801

e of Delaware, Office of Management and Budget, Department of Facilities
nt

Owner's Representative: Rob Del Campo Sr., OMB/DFM Construction Project
Manager

Architect: R G Architects LLC., 200 West Main Street, Middletown, DE 19709

The Work consists of, but is not limited to, the following:

1.  Renovations and refurbishment of elevator number two including replacing
elevator platform.

SUMMARY OF WORK 011100-1
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2. Decommissioning of elevator number one.
3. Renovation of elevator 1 & 2 machine room.

4. Renovation of first floor men’s and women’s toilet rooms.

1.4 TYPE OF CONTRACT 6
A.  Project will be constructed under a single prime contract. o

1.5 USE OF PREMISES

A. Use of Site: Limit use of premises to work in areas indicate
of Project site beyond areas in which the Work is indicated,

isturb portions

1. Anticipated Schedule: It is anticipated that the a k on site shall be no
longer than 60 days from the time of start.

2. Owner Occupancy: Allow for Owner o
public.

3. Driveways and Entrances: Keep
premises clear and available to
vehicles at all times. Do notu

of Project site and use by the

Y1oading areas, and entrances serving
ner's employees, and emergency
reas for parking or storage of materials.

a.  Schedule deliverie mize use of driveways and entrances.

b.  Schedule deli imize space and time requirements for storage of
materials a& nt on-site.
1.6 OWNER'S OCC REQUIREMENTS

Partial O ccupancy: Owner will occupy the premises during entire construction
[ ception of areas under construction. Cooperate with Owner during
erations to minimize conflicts and facilitate Owner usage. Perform the
§ not to interfere with Owner's operations. The work must be performed
g "OFF HOURS” as much as possible. It should be assumed that the majority of
ork will be performed at night and over the weekend. Maintain existing exits,

unl€ss otherwise indicated.

1.  Maintain access to existing walkways, corridors, and other adjacent occupied or
o used facilities. Do not close or obstruct walkways, corridors, or other occupied or
used facilities without written permission from Owner and authorities having
jurisdiction.
2. Provide not less than 72 hours' notice to Owner of activities that will affect
Owner's operations.

011100-2 SUMMARY OF WORK
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1.7

1.8

Owner Occupancy of Completed Areas of Construction: Owner reserves the right to
occupy and to place and install equipment in completed areas of site, before Substantial
Completion, provided such occupancy does not interfere with completion of the Work.
Such placement of equipment and partial occupancy shall not constitute acceptance of
the total Work.

1. Architect will prepare a Certificate of Substantial Completion for each specifs
portion of the Work to be occupied before Owner occupancy.

2. Obtain a Certificate of Occupancy from authorities having jurisdiction e
Owner occupancy. O

3. Onoccupancy, Owner will assume responsibility for maintenanc ial
service for occupied portions of site. Q

WORK RESTRICTIONS
On-Site Work Hours: Work shall be generally perfor,

outside of normal business working hours of 7:00
Friday, except otherwise indicated.

the existing building
3:30 p.m., Monday through

Existing Utility Interruptions: Do not interr@\ies serving facilities occupied by
Owner or others unless permitted under $ ing conditions and then only after

arranging to provide temporary utility cording to requirements indicated:
1. Notify Owner not less tha advance of proposed utility interruptions.
2. Do not proceed with utili tions without Owner's written permission.

QVD CONVENTIONS

Specification Fo XSpecifications are organized into Divisions and Sections
using the 50-divisi at and CSI/CSC's "MasterFormat™ numbering system.

1. Divigi 1: Séctions in Division 01 govern the execution of the Work of all

e Specifications.

Speq @ Content: The Specifications use certain conventions for the style of
a@gd the intended meaning of certain terms, words, and phrases when used in

cular situations. These conventions are as follows:

SPECIFICATION FO

Documents is abbreviated. Words and meanings shall be interpreted as

& 1.  Abbreviated Language: Language used in the Specifications and other Contract

O

appropriate. Words implied, but not stated, shall be inferred as the sense requires.
Singular words shall be interpreted as plural, and plural words shall be interpreted
as singular where applicable as the context of the Contract Documents indicates.
2. Imperative mood and streamlined language are generally used in the
Specifications. Requirements expressed in the imperative mood are to be
performed by Contractor. Occasionally, the indicative or subjunctive mood may

SUMMARY OF WORK 011100-3
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be used in the Section Text for clarity to describe responsibilities that must be
fulfilled indirectly by Contractor or by others when so noted.
3. The words "shall,” "shall be," or "shall comply with," depending on the context, i

are implied where a colon (:) is used within a sentence or phrase.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 01 11 00 éz
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PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Section.

O

1.2 SUMMARY
A. This Section includes administrative and procedural re governing

allowances.

1. Certain items are specified in the Contract Docume wances.
Allowances have been established in lieu of addj I rements and to defer
selection of actual materials and equipment to & date when additional
information is available for evaluation. If gecessar§§additional requirements will
be issued by Change Order.

returned to the owner via a credit
ill be reflected in the final application

2. Any unused monies of the allowange
change order at the end of the pgo
for payment.

B.  Types of allowances include th

1. Lump-sum allow
C. Related Sections i afollowing:

1.  Division 01 n "Contract Modification Procedures” for procedures for
sub and handling Change Orders for allowances.
Div ection "Unit Prices" for procedures for using unit prices.

2.
3. @ 1 Section "Quality Requirements" for procedures governing the use of
S

ing:

%

nces for testing and inspecting.
ions 02 through 49 Sections for items of Work covered by allowances.

& SELECTION AND PURCHASE

. At the earliest practical date after award of the Contract, advise Architect of the date
when final selection and purchase of each product or system described by an allowance
must be completed to avoid delaying the Work.

B. At Architect's request, obtain proposals for each allowance for use in making final
selections. Include recommendations that are relevant to performing the Work.

ALLOWANCES 012100-1
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C.  Purchase products and systems selected by Architect from the designated supplier.

1.4 SUBMITTALS

A.  Submit proposals for purchase of products or systems included in allowances, in t a
form specified for Change Orders.

B.  Submit invoices or delivery slips to show actual quantities of materials deliv

site for use in fulfillment of each allowance.
Qa I other

A. Coordinate allowance items with other portions of Q\/ ¥ Furnish templates as

required to coordinate installation.

cific products and materials ordered by
s, freight, and delivery to Project site.

C. Coordinate and process submittals for allowance items in same m
portions of the Work.

1.5 COORDINATION

1.6 LUMP-SUM ALLOWANCES

A. Allowance shall include cost to Contr
Owner under allowance and shall in

B. Contractor's costs for receivin

and profit, and similar co
allowance shall be incl&

PART 2 - PRODUCTS (

dling at Project site, labor, installation, overhead
products and materials ordered by Owner under
t of the Contract Sum and not part of the allowance.

PART 3 - EXEC

AQTION

ine products covered by an allowance promptly on delivery for damage or defects.
Return damaged or defective products to manufacturer for replacement.

0 PREPARATION

A. Coordinate materials and their installation for each allowance with related materials and
installations to ensure that each allowance item is completely integrated and interfaced
with related work.

3.1

012100 -2 ALLOWANCES
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3.3

o&

SCHEDULE OF ALLOWANCES

Allowance No. 1: Include an allowance entitled “General Owner’s Allowance”, in the
amount of $10,000. This allowance will be utilized by the owner for owner-elected
changes to the work. Any or all unused allowance monies shall be returned to the
owner via a credit change order at the end of the project. This allowance shall
carried as an individual line-item on the Applications for Payment. E

END OF SECTION 01 21 00 Qo
&
o\
¢
'

S

ALLOWANCES 0121 00-3



DIVISION OF FACILITIES MANAGEMENT  DFM 900 N. KING STREET ELEVATOR RENOVATIONS

THIS PAGE INTENTIONALLY LEFT

K
N
O
<

012100 - 4 ALLOWANCES



DFM 900 N. KING STREET ELEVATOR RENOVATIONS  DIVISION OF FACILITIES MANAGEMENT

PART 1 - GENERAL

11 RELATED DOCUMENTS 9

A.  Drawings and general provisions of the Contract, including General and Supplementary
Conditions and other Division 1 Specification Sections, apply to this Section.

1.2 SUMMARY
A.  This Section includes administrative and procedural requirements for alternat

13 DEFINITIONS

A.  Alternate: An amount proposed by bidders and stated on the Bid F eftain work defined
in the Bidding Requirements that may be added to or deducted f Bid amount if
Owner decides to accept a corresponding change either in the onstruction to be
completed or in the products, materials, equipment, syste tion methods described
in the Contract Documents.

Sum to incorporate alternate into the W r adjustments are made to the

1. The cost or credit for each alternate is the n@n to or deduction from the Contract
Contract Sum.

14 PROCEDURES

f ent work as necessary to completely integrate

A.  Coordination: Modify or adjust
work of the alternate into Proj

items incident ed for a complete installation whether or not indicated as part
of alternate.

1. Include as part of & te, miscellaneous devices, accessory objects, and similar

B.  Notification: d@amedi following award of the Contract, notify each party involved, in
writing, 0 of each alternate. Indicate if alternates have been accepted, rejected, or
deferre nsideration. Include a complete description of negotiated modifications to
alter

epted alternates under the same conditions as other work of the Contract.
S ule: A Schedule of Alternates is included at the end of this Section. Specification

Sections referenced in schedule contain requirements for materials necessary to achieve the
work described under each alternate.

QRT 2 - PRODUCTS (Not Used)

ALTERNATES 012300-1
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PART 3 - EXECUTION

3.1 SCHEDULE OF ALTERNATES 9

A ALTERNATE NO. 1: ADD ALTERNATE FOR ALL WORK ASSOCIATED WITH THE
INSTALLATION OF SANIGLAZE AND SEALING THE EXISTING TOILET ROOMS 101 &
FLOORS.

B. ALTERNATE NO. 2: DEDUCT ALTERNATE FOR ALL WORK ASSOCIATED WI T
ROOMS 101 & 102.

END OF SECTION 01 23 00
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PART 1 - GENERAL

11 RELATED DOCUMENTS 9

A.  Requests for substitution must be made ten days prior to bid. This specification section appli
to extra-ordinary conditions that could not be requested during the bidding period. 6

B.  Drawings and general provisions of the Contract, including General and Suppleme
Conditions and other Division 1 Specification Sections, apply to this Section.

1.2 SUMMARY

uests for
r commencement of

A.  This Section includes administrative and procedural requirements for
substitutions made after award of the Contract, but no later than 60
the Work.

B.  Related Sections: The following Divisions contain requir thatrelate to this Section:

1. Division 1 specifies the applicability of industry stan to products specified.
2. Division 1 specifies requirements for submi@(:on ractor's Construction Schedule

and the Submittal Schedule.

3. Division 1 specifies requirements gover
product options.
1.3 DEFINITIONS \

ntractor's selection of products and

A.  Definitions in this Article do not ¢ modify the meaning of other terms used in the
Contract Documents.

B.  Substitutions: Changes i , materials, equipment, and methods of construction required
by the Contract Dog, osed by the Contractor after award of the Contract are
considered to be r substitutions. The following are not considered to be requests for

substitutions:

1. Su requested during the bidding period, and accepted by Addendum prior to
Contract, are included in the Contract Documents and are not subject to
nts specified in this Section for substitutions.
2 ons to the Contract Documents requested by the Owner or Architect.
ified options of products and construction methods included in the Contract
Documents.
The Contractor's determination of and compliance with governing regulations and orders
issued by governing authorities.

o SUBMITTALS
A.  Substitution Request Submittal: The Architect will consider requests for substitution if received
within 60 days after commencement of the Work (Item 1.1, A. above). Requests received more
than 60 days after commencement of the Work may be considered or rejected at the discretion
of the Architect.

SUBSTITUTION PROCEDURES 012500-1
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1. Submit three copies of each request for substitution for consideration. Submit requests in
the form and according to procedures required for change-order proposals. The
Contractor is solely responsible for obtaining the required forms to submit before the
stated time period expires.

2. Identify the product or the fabrication or installation method to be replaced in each
request. Include related Specification Section and Drawing numbers.

3. Provide complete documentation showing compliance with the requirements for
substitutions, and the following information, as appropriate:

a. Coordination information, including a list of changes or modifications
other parts of the Work and to construction performed by the Owner ate
contractors that will be necessary to accommodate the proposed s

b. A detailed comparison of significant qualities of the proposed tion with
those of the Work specified. Significant qualities may incl nts, such as
performance, weight, size, durability, and visual effect.

C. Product Data, including Drawings and descriptions of
installation procedures.

d. Samples, where applicable or requested.

e. A statement indicating the substitution's effec e ractor's Construction
Schedule compared to the schedule without a| al of the substitution. Indicate
the effect of the proposed substitution ogoveral[N@®ntract Time.

f. Cost information, including a propos net change, if any in the Contract
Sum.

g. The Contractor's certification tha
requirements in the Contract
applications indicated.

h. The Contractor's waive to additional payment or time that may

subsequently becomse ‘@ ry because of the failure of the substitution to
perform adequat

fabrication and

sed substitution conforms to
in every respect and is appropriate for the

4. Architect's Action: I y, the Architect will request additional information or

documentation for within one week of receipt of a request for substitution.
The Architec the Contractor of acceptance or rejection of the substitution
eceipt of the request, or one week of receipt of additional

within two
information or mentation, whichever is later.

a. product specified if the Architect cannot make a decision on the use of a
ed substitute within the time allocated.

PART 2 S

S

TITUTIONS

Conditions: The Architect will receive and consider the Contractor's request for substitution
when the following conditions are satisfied, as determined by the Architect. If the following
conditions are not satisfied, the Architect will return the requests without action except to record
noncompliance with these requirements.

1. Revisions to the Contract Documents are not required.
2. Proposed changes are in keeping with the general intent of the Contract Documents.
3. The request is timely, fully documented, and properly submitted.

01 2500 - 2 SUBSTITUTION PROCEDURES
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4. The specified product or method of construction cannot be provided within the Contract
Time. The Architect will not consider the request if the product or method cannot be
provided as a result of failure to pursue the Work promptly or coordinate activities
properly.

5. The requested substitution offers the Owner a substantial advantage, in cost, time, energy
conservation, or other considerations, after deducting additional responsibilities the
Owner must assume. The Owner's additional responsibilities may include compensatio
to the Architect for redesign and evaluation services, increased cost of other constr,
by the Owner, and similar considerations.

6. The specified product or method of construction cannot receive necessary a
governing authority, and the requested substitution can be approved.

7. The specified product or method of construction cannot be provided in at is
compatible with other materials and where the Contractor certifies th ubstitution
will overcome the incompatibility.

8. The specified product or method of construction cannot be co
materials and where the Contractor certifies that the propose
coordinated.

rth other
ion can be

B.  The Contractor's submittal and the Architect's acceptance Drawings, Product Data, or
Samples for construction activities not complying with the act Documents do not
constitute an acceptable or valid request for substity@ . nor d0 they constitute approval.

PART 3 - EXECUTION (Not Applicable) é
END OF SECTION 01 25 00 o\
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PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Secti

B. Related Sections include the following:

1.  Division 01 Section "Product Requirements” fo Inistrative procedures for
handling requests for substitutions made after Co t award.

13 MINOR CHANGES IN THE WORK

1.2 SUMMARY

A. This Section specifies administrative and procedural require
processing Contract modifications.

andling and

s authorizing Minor Changes in the Work,
ract Sum or the Contract Time, on
plemental Instructions.”

A.  Architect will issue supplemental i
not involving adjustment to
AIA Document G710, "Archit

14 PROPOSAL REQUES\Q

A.  Owner-Initiated equests:  Architect will issue a detailed description of
proposed changes Work that may require adjustment to the Contract Sum or the
Contract If Necessary, the description will include supplemental or revised
Drawing ifications.

1. a Requests issued by Architect are for information only. Do not consider
instructions either to stop work in progress or to execute the proposed
change.
2.9 Within time specified in Proposal Request, but no more than 20 days after receipt
of Proposal Request, submit a quotation estimating cost adjustments to the
o Contract Sum and the Contract Time necessary to execute the change.

a. Include a list of quantities of products required or eliminated and unit costs,
with total amount of purchases and credits to be made. If requested, furnish
survey data to substantiate quantities.

b.  Indicate applicable taxes, delivery charges, equipment rental, and amounts
of trade discounts.

C. Include costs of labor and supervision directly attributable to the change.

CONTRACT MODIFICATION PROCEDURES 0126 00- 1
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d.  Include an updated Contractor's Construction Schedule that indicates the
effect of the change, including, but not limited to, changes in activity
duration, start and finish times, and activity relationship. Use available total
float before requesting an extension of the Contract Time.

9

B.  Contractor-Initiated Proposals: If latent or unforeseen conditions require modificati
to the Contract, Contractor may propose changes by submitting a request for a chaipg

to Architect.
ge
te

t Time.
costs, with
ish survey

1. Include a statement outlining reasons for the change and the effect of
on the Work. Provide a complete description of the proposed ch
the effect of the proposed change on the Contract Sum and the

2. Include a list of quantities of products required or eliminate
total amount of purchases and credits to be made. If req
data to substantiate quantities.

3. Indicate applicable taxes, delivery charges, equipme nt@l and amounts of

trade discounts.

Include costs of labor and supervision directly table to the change.

Include an updated Contractor's Constructign Sché@@e that indicates the effect of

the change, including, but not limited to s in activity duration, start and

finish times, and activity relationship able total float before requesting
an extension of the Contract Time

6.  Comply with requirements in DY ection "Product Requirements" if the
proposed change requires subsTR@ALON®T one product or system for product or

S

system specified. Q
C. Proposal Request Form: o cument G709 for Proposal Requests.

1.5 CHANGE ORDE URES

A. On Owner's
signature

C TION CHANGE DIRECTIVE

struction Change Directive: Architect may issue a Construction Change Directive
0 IA Document G714. Construction Change Directive instructs Contractor to
proceed with a change in the Work, for subsequent inclusion in a Change Order.

pro a Proposal Request, Architect will issue a Change Order for
ner and Contractor on AIA Document G701.

1.6

A

Work. It also designates method to be followed to determine change in the

o 1. Construction Change Directive contains a complete description of change in the
Contract Sum or the Contract Time.

B. Documentation: Maintain detailed records on a time and material basis of work
required by the Construction Change Directive.

01 2600 - 2 CONTRACT MODIFICATION PROCEDURES
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1.  After completion of change, submit an itemized account and supporting data
necessary to substantiate cost and time adjustments to the Contract.

PART 2 - PRODUCTS (Not Used) 9

PART 3 - EXECUTION (Not Used) 6

\

END OF SECTION 01 26 00
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PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Section.

gO

irements governing

1.2 SUMMARY

A. This Section specifies administrative and procedural requiremen
and process Applications for Payment.

y to prepare

B. Related Sections include the following:

1. Division 01 Section "Allowances" for procedu
handling and processing of allowances.

2. Division 01 Section "Contract Modifica@cedures" for administrative

procedures for handling changes to t
3. Division 01 Section "Constructio
requirements governing prepa

rati bmittal of Contractor's Construction
Schedule and Submittals Sche

1.3 SCHEDULE OF VALUE
A. Coordination: Coordi aration of the Schedule of Values with preparation of
Contractor's Cons edule.

ocumentation” for administrative

1.  Correlgte line s in the Schedule of Values with other required administrative
schedules, including the following:

lication for Payment forms with Continuation Sheets.
Submittals Schedule.
&% Contractor's Construction Schedule.
Submit the Schedule of Values to Architect at earliest possible date but no later

2.
& than seven days before the date scheduled for submittal of initial Applications for
Payment.

OB. Format and Content: Use the Project Manual table of contents as a guide to establish
line items for the Schedule of Values. Provide at least one line item for each
Specification Section.

1. Identification: Include the following Project identification on the Schedule of
Values:

PAYMENT PROCEDURES 012900-1
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Project name and location.
Name of Architect.
Architect's project number.

Contractor's name and address.
Date of submittal.

Submit draft of AIA Document G703 Continuation Sheets.

3. Provide a breakdown of the Contract Sum in enough detail to facilitate con
evaluation of Applications for Payment and progress reports. Coordin

Project Manual table of contents. Provide several line items for princb

subcontract amounts, where appropriate. Include separate line it

required principal subcontracts for operation and maintenance s, punch list

activities, Project Record Documents, and demonstration a iNN@in the

amount of 5 percent of the Contract Sum.

Round amounts to nearest whole dollar; total shall equa tract Sum.

Provide a separate line item in the Schedule of Valu r g@rh part of the Work

where Applications for Payment may include m SWIEquipment purchased or
fabricated and stored, but not yet installed.

< and items stored off-site. If
r bonded warehousing.

of Values for initial cost of materials,
, and for total installed value of that part

Pop o

N

S

a. Differentiate between items store
specified, include evidence of i

6.  Provide separate line items in the
for each subsequent stage of ¢
of the Work.

7. Eachitem in the Schedu es and Applications for Payment shall be

complete. Include t d proportionate share of general overhead and
profit for each ite

a. Temp ies and other major cost items that are not direct cost of
actua -place may be shown either as separate line items in the
eduleN®T Values or distributed as general overhead expense, at
ctor's option.

Updating: Update and resubmit the Schedule of Values before the next
ations for Payment when Change Orders or Construction Change

ectives result in a change in the Contract Sum. Include each Change Order as a
a new line item on the Schedule of Values.

6 APPLICATIONS FOR PAYMENT

°A. Each Application for Payment shall be consistent with previous applications and
payments as certified by Architect and paid for by Owner.

1. Initial Application for Payment, Application for Payment at time of Substantial
Completion, and final Application for Payment involve additional requirements.

012900 - 2 PAYMENT PROCEDURES
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B. Payment Application Times: The date for each progress payment is indicated in the
Agreement between Owner and Contractor. The period of construction Work covered
by each Application for Payment is the period indicated in the Agreement.

C. Payment Application Forms: Use AIA Document G702 and AIA Document G703 9
Continuation Sheets as form for Applications for Payment. 0
D. Application Preparation: Complete every entry on form. Notarize and execu
person authorized to sign legal documents on behalf of Contractor. Architect s
incomplete applications without action.
1. Entries shall match data on the Schedule of Values and Contrac onstruction
Schedule. Use updated schedules if revisions were made.

2. Include amounts of Change Orders and Construction Cha
before last day of construction period covered by appli

es issued

E.  Transmittal: Submit 1 Original and 3 copies, signed a
for Payment to Architect by a method ensuring recei

of lien and similar attachments if required.
@g attachments and recording

C plication for Payment, submit waivers of
is” lawfully entitled to file a mechanic's lien
o0 the Work covered by the payment.
ach item for amount requested in previous application,
ge, on each item.
2. When an app ows completion of an item, submit final or full waivers.
3. Ownerres right to designate which entities involved in the Work must
submit waive

4.  Wai rms: Submit waivers of lien on forms, executed in a manner acceptable
to

In'tiication for Payment: Administrative actions and submittals that must
(888" coincide with submittal of first Application for Payment include the

wing:

, of each Application
e copy shall include waivers

1. Transmit each copy with a transmittal f
appropriate information about appli

F.  Waivers of Mechanic's Lien: Wit
mechanic's lien from every entj
arising out of the Contract and

1. Submit partial wai

List of subcontractors.

Schedule of Values.

Contractor's Construction Schedule (preliminary if not final).
Products list.

Schedule of unit prices.

Submittals Schedule (preliminary if not final).

List of Contractor's staff assignments.

List of Contractor's principal consultants.

Copies of building permits.

©CoNo~WNE
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PART 2 - PRODU

10. Copies of authorizations and licenses from authorities having jurisdiction for
performance of the Work.

11. Initial progress report.

12. Report of preconstruction conference.

13. Certificates of insurance and insurance policies.

14. Performance and payment bonds.

15. Data needed to acquire Owner's insurance.

16. Initial settlement survey and damage report if required.

Application for Payment at Substantial Completion: After issuing the
Substantial Completion, submit an Application for Payment showj

completion for portion of the Work claimed as substantially complete

te of
rcent

1. Include documentation supporting claim that the Work is y complete
and a statement showing an accounting of changes to th t Sum.
2. This application shall reflect Certificates of Partial arkl Completion issued

previously for Owner occupancy of designated e Work.

Final Payment Application: Submit final Application Payment with releases and
supporting documentation not previously su and accepted, including, but not
limited, to the following:

1.  Evidence of completion of Proj requirements.

2. Insurance certificates for prod ompleted operations where required and
proof that taxes, fees, and 3 igations were paid.

3. Updated final statement, ng for final changes to the Contract Sum.

4.  AlA Document G70 or's Affidavit of Payment of Debts and Claims."

5. AIA Document G ntractor's Affidavit of Release of Liens."

6. AIA Documen &a nsent of Surety to Final Payment."

7. Evidence th i Ve been settled.

Not Used)

PART 3 - ><QON (Not Used)

END,OF

o&
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PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Section.

O

A.  This Section includes administrative provisions for coordinating ucgpn operations
on Project including, but not limited to, the following:

1.2 SUMMARY

1.  Project meetings.
2. Requests for Interpretation (RFISs).

B. Related Sections include the following:
1. Division 01 Section "Construction Progr
submitting Contractor's Construction
2. Division 01 Section "Execution™
installation and field-engineeri
and control points.
3. Division 01 Section "Clo
Contract.

1.3 COORDINATION \a

A. Coordination: E actor shall coordinate its construction operations with those of
other contragtors andgntities to ensure efficient and orderly installation of each part of

umentation” for preparing and

es for coordinating general
» including establishment of benchmarks

ures"” for coordinating closeout of the

the Work contractor shall coordinate its operations with operations, included in
differe , that depend on each other for proper installation, connection, and
oper,

edule construction operations in sequence required to obtain the best results
where installation of one part of the Work depends on installation of other
components, before or after its own installation.
2. Coordinate installation of different components with other contractors to ensure
maximum accessibility for required maintenance, service, and repair.
o Make adequate provisions to accommodate items scheduled for later installation.
4.  Where availability of space is limited, coordinate installation of different
components to ensure maximum performance and accessibility for required

maintenance, service, and repair of all components, including mechanical and
electrical.

w

PROJECT MANAGEMENT AND COORDINATION 013100-1
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14 PROJECT MEETINGS

A. General: Schedule and conduct meetings and conferences at Project site, unless
otherwise indicated.

B.  Preconstruction Conference: Schedule a preconstruction conference before starti
construction, at a time convenient to Owner and Architect, but no later than 15
after execution of the Agreement. Hold the conference at Project site or
convenient location. Conduct the meeting to review responsibilities an
assignments.

1.  Attendees: Authorized representatives of Owner, Architect, an consultants;
Contractor and its superintendent; major subcontractors; sup, other
concerned parties shall attend the conference. All partici conference

shall be familiar with Project and authorized to conclud
Work.

2. Agenda: Discuss items of significance that coul
following:

Tentative construction schedule.

Critical work sequencing and lgn ms.

Designation of key personnel uties.

Procedures for processin ions and Change Orders.
Procedures for RFIs.

Procedures for testi ecting.

Procedures for pro pplications for Payment.
Distribution o ct Documents.

relating to the

ress, including the

rd Documents.

cupancy requirements.

sibility for temporary facilities and controls.
ruction waste management and recycling.
Parking availability.

Office, work, and storage areas.

Equipment deliveries and priorities.

First aid.

Security.

Progress cleaning.

Working hours.

S3—ARTTSQ@hP o0 T

<c oo

3. Minutes: Architect will record and distribute meeting minutes.

C. Preinstallation Conferences: Conduct a preinstallation conference at Project site before
each construction activity that requires coordination with other construction.
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1.  Attendees: Installer and representatives of manufacturers and fabricators
involved in or affected by the installation and its coordination or integration with
other materials and installations that have preceded or will follow, shall attend the
meeting. Advise Architect of scheduled meeting dates.

9

D. Progress Meetings: Conduct progress meetings at biweekly intervals.

1.  Attendees: In addition to representatives of Owner and Architect, each
contractor, subcontractor, supplier, and other entity concerned with curgs
progress or involved in planning, coordination, or performance of futitles
shall be represented at these meetings. All participants at the con it | be
familiar with Project and authorized to conclude matters relatin Work.

2. Agenda: Review and correct or approve minutes of previ
Review other items of significance that could affect pr
discussion as appropriate to status of Project.

S meeting.
clude topics for

a.  Contractor's Construction Schedule: Re
meeting. Determine whether each activity
behind schedule, in relation to Co
Determine how construction behi
commitments from parties inv:
revisions are required to e
be completed within the

ogress since the last

time, ahead of schedule, or
's Construction Schedule.

ule will be expedited; secure

0 so. Discuss whether schedule
urrent and subsequent activities will
Time.

Review sche next period.
b.  Review pres ture needs of each entity present, including the
following: \
) requirements.

1
2 of submittals.
Deliveries.

uality and work standards.

Status of correction of deficient items.
6)  Field observations.

7)  Request for Interpretations (RFISs).
8)  Status of proposal requests.

3. Minutes: Architect will record and distribute to Contractor the meeting minutes.

E. Coordination Meetings: Conduct Project coordination meetings at weekly intervals.
Project coordination meetings are in addition to specific meetings held for other
purposes, such as progress meetings and preinstallation conferences.

1.  Attendees: Each contractor, subcontractor, supplier, and other entity concerned
with current progress or involved in planning, coordination, or performance of
future activities shall be represented at these meetings. All participants at the

PROJECT MANAGEMENT AND COORDINATION 01 3100-3
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conference shall be familiar with Project and authorized to conclude matters
relating to the Work.

2. Agenda: Review and correct or approve minutes of the previous coordination
meeting. Review other items of significance that could affect progress. Include 9

topics for discussion as appropriate to status of Project.
3. Reporting: Record meeting results and distribute copies to everyone in
attendance and to others affected by decisions or actions resulting from eacqe

meeting.

Documents,

1.5 REQUESTS FOR INTERPRETATION (RFls)

A. Procedure: Upon discovery of the need for interpretation of the
prepare and submit an RFI form. Oral RFIs will not be accepte

1.  RFIs shall originate with Contractor. RFIs submitte i€S other than
Contractor will be returned with no response.
2. RFIs shall only be submitted to seek clarificati nterpretation of ambiguities,

conflicts, discrepancies, errors, inconsistencies, omissions in the Contract

Documents.
3. RFIs shall not take the place of Conjr ring out information available in

the Contract Documents.

4.  Each RFI shall be limited to a si r very closely related issue.

5.  Coordinate and promptly sub to avoid delays in Contractor's work and
work of subcontractors.

6.  Reviews/responses to R not constitute an approval or direction related to
Contractor's constru , methods, procedures, sequences, or techniques.

7. Reviews/Respon shall not constitute an approval or direction related to

construction si

B. Content of the
interpretatioggand th

Include a detailed, legible description of item needing
lowing:

of Contractor.

e of Architect.

RFI number, numbered sequentially.

Specification Section number and title and related paragraphs, as appropriate.
Drawing number and detail references, as appropriate.

Field dimensions and conditions, as appropriate.

Contractor's suggested solution(s). If Contractor's solution(s) impact the Contract
Time or the Contract Sum, Contractor shall state impact in the RFI.
Contractor's signature.

Attachments: Include drawings, descriptions, measurements, photos, Product
Data, Shop Drawings, and other information necessary to fully describe items
needing interpretation.
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a.  Supplementary drawings prepared by Contractor shall include dimensions,
thicknesses, structural grid references, and details of affected materials,
assemblies, and attachments.

C.  Architect's Action: Architect will review each RFI, determine response required, and 9
return it within seven working days. RFIs received after 1:00 p.m. will be considered

received the following working day.
1.  The following RFIs will be returned without action: 6

Requests for approval of substitutions. 0

Requests for adjustments in the Contract Time or the Con um.
Requests for approval of submittals.
Request for information already indicated on the Co ments.
Requests for interpretation of Architect's actions jitals.

Incomplete RFIs or RFIs with numerous error

o Qo0 o

2. RFIresponse may include a request for additio rmation, in which case

Architect's time for response will start again.

3. RFIresponse that may result in a change Contract Time or the Contract
Sum may be eligible for Contractor tQ s ange Proposal according to
ocedures.”
rrants change in the Contract Time or

Division 01 Section "Contract Modi
riting within 7 calendar days of receipt of

4, If Contractor believes the RFI re
the Contract Sum, notify Arch
the RFI response.

D.  On receipt of Architect's e the RFI log and immediately distribute the RFI
response to affected parti ew response and notify Architect within seven days if
Contractor disagrees e se.

E. RFI Log: Prepa
number. Submit lo

ain, and submit a tabular log of RFIs organized by the RFI
nthly to the Architect.

1. Pro .
2. lame address of Contractor.
3 % and address of Architect.
= number including RFIs that were dropped and not submitted.
RFI description.
Date the RFI was submitted.
Date Architect's response was received.

Identification of related Minor Change in the Work, Construction Change
Directive, and Proposal Request, as appropriate.
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PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used) 6

END OF SECTION 01 31 00
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PART 1 - GENERAL

11

1.2

Conditions and other Division 01 Specification Sections, apply to this Section.

gmenting the

llowing:

RELATED DOCUMENTS a
Drawings and general provisions of the Contract, including General and Supplen@

SUMMARY

This Section includes administrative and procedural requiremen
progress of construction during performance of the Work, incl

Preliminary Construction Schedule.
Contractor's Construction Schedule.

Submittals Schedule.

Daily construction reports.

Material location reports.
Field condition reports.

Special reports.

NogakowhE

Related Sections include the followi

=

Division 01 Section "Pa cedures™ for submitting the Schedule of Values.

2. Division 01 Section anagement and Coordination” for submitting and
distributing meetj ference minutes.

3. Division 01 Segti ographic Documentation” for submitting construction

photograph

Division 01 "Submittal Procedures” for submitting schedules and reports.

Divisigm01 Se®tion "Quality Requirements™ for submitting a schedule of tests

an ns.

o)

lvity: A discrete part of a project that can be identified for planning, scheduling,
monitoring, and controlling the construction project.  Activities included in a
construction schedule consume time and resources.

SRR

1.  Critical activities are activities on the critical path. They must start and finish on
the planned early start and finish times.

2. Predecessor Activity: An activity that precedes another activity in the network.

3. Successor Activity: An activity that follows another activity in the network.

CONSTRUCTION PROGRESS DOCUMENTATION 013200-1
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B. Cost Loading: The allocation of the Schedule of Values for the completion of an
activity as scheduled. The sum of costs for all activities must equal the total Contract
Sum, unless otherwise approved by Architect.

C. CPM: Critical path method, which is a method of planning and scheduling a 9
construction project where activities are arranged based on activity relationshi
Network calculations determine when activities can be performed and the critic t
of Project. é

D. Critical Path: The longest connected chain of interdependent activities a@
network schedule that establishes the minimum overall Project duratio i ns no
float.

E. Event: The starting or ending point of an activity.

F.  Float: The measure of leeway in starting and completing C

1.  Float time belongs to Owner.
2. Free float is the amount of time an activity can b
affecting the early start of the successor
3. Total float is the measure of leeway in s
adversely affecting the planned Proj

yed without adversely

r completing an activity without
tron date.

G. Fragnet: A partial or fragmentar at breaks down activities into smaller

activities for greater detail.

H. Major Area: A story of
construction element.

n, a separate building, or a similar significant

I Milestone: A key Np int in time for reference or measurement.

J. Network Dlagram aphic diagram of a network schedule, showing activities and

ITTALS
Qualification Data: For scheduling consultant.

Submittals Schedule:  Submit two copies of schedule. Arrange the following
information in a tabular format:

1. Scheduled date for first submittal.
2.  Specification Section number and title.
3. Submittal category (action or informational).
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Name of subcontractor.
Description of the Work covered.
Scheduled date for Architect's final release or approval.

C.  Preliminary Construction Schedule: Submit two opaque copies. 9

1. Approval of cost-loaded preliminary construction schedule will not constitut
approval of Schedule of Values for cost-loaded activities. é

A. Coordinate preparation and processing of schedules and reports formance of
construction activities and with scheduling and reporting of sep tors.

o 01 A~

1.5 COORDINATION

B. Coordinate Contractor's Construction Schedule with thegSc
subcontracts, Submittals Schedule, progress reports
required schedules and reports.

of Values, list of
requests, and other

ents of the Work from

1. Secure time commitments for performinggmtical e
parties involved.
2. Coordinate each construction activityf ork with other activities and

schedule them in proper sequenc

PART 2 - PRODUCTS O\

2.1 CONTRACTOR'S CO QION SCHEDULE, GENERAL
A. Procedures: Co 'Nrocedures contained in AGC's "Construction Planning &

Scheduling.”
B. Time Fra tend schedule from date established for commencement of the Work
to date g mpletion.

*

act completion date shall not be changed by submission of a schedule that
s an early completion date, unless specifically authorized by Change Order.

ities: Treat each story or separate area as a separate numbered activity for each

A
& principal element of the Work. Comply with the following:

1.  Activity Duration: Define activities so no activity is longer than 20 days, unless
specifically allowed by Architect.

2. Procurement Activities: Include procurement process activities for the following
long lead items and major items, requiring a cycle of more than 60 days, as
separate activities in schedule. Procurement cycle activities include, but are not
limited to, submittals, approvals, purchasing, fabrication, and delivery.
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3. Submittal Review Time: Include review and resubmittal times indicated in
Division 01 Section "Submittal Procedures™ in schedule. Coordinate submittal
review times in Contractor's Construction Schedule with Submittals Schedule.

4.  Substantial Completion: Indicate completion in advance of date established for

Substantial Completion, and allow time for Architect's administrative procedures 29

necessary for certification of Substantial Completion.

5. Work Stages: Indicate important stages of construction for each major por
the Work, including, but not limited to, the following:

dule,
n, and Final

D. Milestones: Include milestones indicated in the Contract Docume
including, but not limited to, the Notice to Proceed, Substantial Co
Completion.

concurrent with
emonstrate the effect

E. Contract Modifications: For each proposed contract modifi
its submission, prepare a time-impact analysis using frag
of the proposed change on the overall project schedule

2.2 CONTRACTOR'S CONSTRUCTION SCHE (GANTT CHART)

A. Gantt-Chart Schedule: Submit a compr
chart-type, Contractor's Construction
the Notice of Award. Base sche
whatever updating and feedback

ully developed, horizontal Gantt-
within 10 days of date established for
e Preliminary Construction Schedule and
Lved since the start of Project.

t construction activity separately. Identify first
tinuous vertical line.

B. Preparation: Indicate eac
workday of each week wi

\

CONSTRUCTION SCHEDULE

PART 3 - EXECUTION

3.1 CONTR

A. Con nstruction Schedule Updating: At two week intervals, update schedule
tual construction progress and activities. Issue schedule one day before

regularly scheduled progress meeting.

Revise schedule immediately after each meeting or other activity where revisions
have been recognized or made. Issue updated schedule concurrently with the
report of each such meeting.

Include a report with updated schedule that indicates every change, including, but
not limited to, changes in logic, durations, actual starts and finishes, and activity
durations.

As the Work progresses, indicate Actual Completion percentage for each activity.
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B. Distribution: Distribute copies of approved schedule to Architect, Owner, separate
contractors, testing and inspecting agencies, and other parties identified by Contractor
with a need-to-know schedule responsibility.

1.  Post copies in Project meeting rooms and temporary field offices.
2. When revisions are made, distribute updated schedules to the same parties and
post in the same locations. Delete parties from distribution when they have E

9

completed their assigned portion of the Work and are no longer involved in

performance of construction activities. o

END OF SECTION 01 32 00

©
3
N\
Q
o

o&

CONSTRUCTION PROGRESS DOCUMENTATION 013200-5



DIVISION OF FACILITIES MANAGEMENT  DFM 900 N. KING STREET ELEVATOR RENOVATIONS

THIS PAGE INTENTIONALLY LEFT BLANK

K
N
O
<

01 32 00- 6 CONSTRUCTION PROGRESS DOCUMENTATION



DFM 900 N. KING STREET ELEVATOR RENOVATIONS  DIVISION OF FACILITIES MANAGEMENT

PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY O
A.  This Section includes administrative and procedural requiremen@

1. Preconstruction photographs.
2. Periodic construction photographs.
3. Final Completion construction photographs. Q

" for submitting photographic

lowing:

B. Related Sections include the following:

1. Division 01 Section "Unit Prices" for pr
photographs.

2. Division 01 Section "Submittal
documentation.

3. Division 01 Section "Clos
Project Record Documen

1.3 SUBMITTALS \o

A. KeyPlan: Sub n of Project site and building with notation of vantage points
marked for Igcatio direction of each photograph. Indicate elevation or story of

constructi clude same label information as corresponding set of photographs.

for unit prices for extra

ures"” for submitting digital media as
ject closeout.

otographs: Submit two prints of each photographic view within seven
g photographs.

Format: 8-by-10-inch smooth-surface matte prints on single-weight commercial-
grade photographic paper, enclosed back to back in clear plastic sleeves that are
punched for standard 3-ring binder.

Identification: On back of each print, provide an applied label or rubber-stamped
impression with the following information:

Name of Project.

a.  Name and address of photographer.

b.  Name of Architect

C. Name of Contractor.

d Date photograph was taken if not date stamped by camera.

PHOTOGRAPHIC DOCUMENTATION 013233-1
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e. Description of vantage point, indicating location, direction (by compass
point), and elevation or story of construction.
f. Unique sequential identifier.

4.  Digital Images: Submit a complete set of digital image electronic files with each 9
submittal of prints as a Project Record Document on CD-ROM. Files should be@

FULL size, high resolution, images (not reduced down). Identify electronic
media with date photographs were taken. Submit images that have same a

ratio as the sensor, uncropped. 0

14 COORDINATION

A. Auxiliary Services: Cooperate with photographer and pr
requested, including access to Project site and use of tem
temporary lighting required to produce clear, well-lit ph@tog

shadows.

1.5 USAGE RIGHTS I

A. Obtain and transfer copyright usage right Qtographer to Owner for unlimited
reproduction of photographic documen;gii

PART 2 - PRODUCTS O\
2.1 PHOTOGRAPHIC M@
A. Digital Images: w ges in uncompressed TIFF format, produced by a digital
I

lary services
cilities, including
s"without obscuring

camera with min sor size of 10.0 megapixels, and at an image resolution of not
less than 16Q@.by 178 pixels.

PART 3 - EXG

3.1 STRUCTION PHOTOGRAPHS
Photographer: A commercial photographer is not required to take construction
photographs.

OB. General: Take photographs using the maximum range of depth of field, and that are in
focus, to clearly show the Work. Photographs with blurry or out-of-focus areas will not
be accepted.

1.  Maintain key plan with each set of construction photographs that identifies each
photographic location.
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C. Digital Images: Submit digital images exactly as originally recorded in the digital
camera, without alteration, manipulation, editing, or modifications using image-editing
software.

1.  Date and Time: Include date and time in filename for each image.
2.  Field Office Images: Maintain one set of images on CD-ROM in the field offic
at Project site, available at all times for reference. ldentify images same as f
those submitted to Architect.

D. Preconstruction Photographs: Before commencement of excavation,
, digital photographs of Project site and surrounding properties, includiggms
to remain during construction, from different vantage points, as direct;

1.  Flag construction limits before taking construction photo

2.  Take thirty-two photographs to show existing conditio
before starting the Work.

3. Take thirty-two photographs of existing buildin
to accurately record physical conditions at star

4.  Take additional photographs as required to recor
adjacent structures, pavements, and imp nts.

t to property

r adjoining property
struction.
lement or cracking of

color, digital photographs weekly.
ion and progress since last photographs

E.  Periodic Construction Photographs: Take
Select vantage points to show status Q
were taken.

F.  Final Completion Constructio % praphs: Take up to 24 color photographs after
Or submission as Project Record Documents.

date of Substantial Coryg
% r for desired vantage points.

Architect will direct ph
1. Do notinclu &
END OF SECTION 01 32 33

mp.

o&
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PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Section.
g-‘

tting Applications for

1.2 SUMMARY

A.  This Section includes administrative and procedural requireme
Drawings, Product Data, Samples, and other submittals.

itting Shop

B. Related Sections include the following:

1. Division 01 Section "Payment Procedures” for
Payment and the Schedule of Values.

2. Division 01 Section "Project Manageme, oordination™ for submitting and
distributing meeting and conference Qi for submitting Coordination
Drawings.

3. Division 01 Section "Constructj
schedules and reports, includir&
Submittals Schedule.

4.  Division 01 Section "Pho
photographs.

5. Division 01 Sectj
reports and fq

6.  Division 0 loseout Procedures” for submitting warranties.

7. Division 01 "Project Record Documents” for submitting Record
Drawjums, RecOrd Specifications, and Record Product Data.

i ection "Operation and Maintenance Data™ for submitting operation

enance manuals.

on 01 Section "Demonstration and Training" for submitting videotapes of

nstration of equipment and training of Owner's personnel.

Divisions 02 through 49 Sections for specific requirements for submittals in those

Sections.

s Documentation™ for submitting
ctor's Construction Schedule and the

¢ Documentation” for submitting construction

y Requirements" for submitting test and inspection
equirements.

DEFINITIONS

Action Submittals: ~ Written and graphic information that requires Architect's
responsive action.

Informational Submittals:  Written information that does not require Architect's
responsive action. Submittals may be rejected for not complying with requirements.

SUBMITTAL PROCEDURES 013300-1
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14 SUBMITTAL PROCEDURES

A. General:

1.  Contractor shall submit electronic version of each individual submittal to the 9
Architect in a printable PDF format. Format of PDF sheet should be of the sa
size as the hard copy submittal.

a.  Submittals that are larger than 11x17 shall be submitted via one
in addition to the electronic version.

b. Door hardware submittals shall be submitted with one hard
to the electronic version.

2. Contractor will be provided access to the Architect's sec hosting site
via a personalized password protected account. This si S a web browser
interface that requires internet access, and an indivi j| dccount.

3. Contractor shall be required to complete the Ar ectronic Project Data
Request Form.

4.  Contractor will receive the necessary and ap

purpose of providing submittals with t

information is verified and configured b

Architect will return submittals elec

6.  Contractor shall furnish one har
part of the final Operations an

ble documentation for the
ject hosting site when the account
chitect.

n PDF format.

each individual approved submittal as
ance Manuals.

o

B.  Finish Submittals: Items req
sufficient size and quantit
for Architects approval
Award of Contract, or
days for Architect

lor, pattern, and similar selections shall be of
illustrate full range of color, texture, and pattern
samples for selection of finishes within 60 days after
requested at the Preconstruction Conference. Allow 60
each submittal.

C. Coordination, Coo
constructig ivities.

te preparation and processing of submittals with performance of

PARNC W te each submittal with fabrication, purchasing, testing, delivery, other
% ttals, and related activities that require sequential activity.

BOrdinate transmittal of different types of submittals for related parts of the
Work so processing will not be delayed because of need to review submittals
concurrently for coordination.

a.  Architect reserves the right to withhold action on a submittal requiring
coordination with other submittals until related submittals are received.

D. Submittals Schedule: Comply with requirements in Division 01 Section "Construction
Progress Documentation™ for list of submittals and time requirements for scheduled
performance of related construction activities.

01 3300 -2 SUBMITTAL PROCEDURES
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E. Processing Time: Allow enough time for submittal review, including time for
resubmittals, as follows. Time for review shall commence on Architect's receipt of
submittal. No extension of the Contract Time will be authorized because of failure to
transmit submittals enough in advance of the Work to permit processing, including 9

resubmittals.

1. Initial Review: Allow 15 days for initial review of each submittal. Allow
additional time if coordination with subsequent submittals is required. Arc
will advise Contractor when a submittal being processed must be delay;
coordination. a

2. Intermediate Review: If intermediate submittal is necessary, pro e

manner as initial submittal.
3. Resubmittal Review: Allow 15 days for review of each res t
4.  Sequential Review: Where sequential review of submittgl itect's

consultants, Owner, or other parties is indicated, allow r initial review

of each submittal.

5. Concurrent Consultant Review: Where the Co ocuments indicate that
submittals may be transmitted simultaneo to itect and to Architect's
consultants, allow 15 days for review of bmittal. Submittal will be
returned to Architect, before being rgtu ontractor.

F. Identification:  Submittal Cover S
individual hard and electronic subr&
information. Submittals withou
to the Contractor.

be completed and attached to each
clude Contractor’s stamp with completed
eet will not be reviewed and will be returned

G. Deviations: Highlight,e or otherwise specifically identify deviations from the
Contract Documents ~ als.

H.  Transmittal: Pac h submittal individually and appropriately for transmittal and
handling. nsmitegach submittal using a transmittal form. Architect will return
submitta ut review, received from sources other than Contractor.

al Form: Utilize the FORM PROVIDED IN THE PROJECT
AL, and provide the following information:

Project name.

Date.

Destination (To:).

Source (From:).

Names of subcontractor, manufacturer, and supplier.
Category and type of submittal.

Submittal purpose and description.

Specification Section number and title.

Drawing number and detail references, as appropriate.
Transmittal number, numbered consecutively.

o Se@ e oo T
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k. Submittal and transmittal distribution record.
l. Remarks.
m.  Signature of transmitter.

2. Onan attached separate sheet, prepared on Contractor's letterhead, record relevant 9
information, requests for data, revisions other than those requested by Architect
on previous submittals, and deviations from requirements in the Contract
Documents, including minor variations and limitations. Include same Iabele

information as related submittal.
l. Resubmittals: Make resubmittals in same form as initial submittal.

1.  Note date and content of previous submittal.
2. Note date and content of revision in label or title block an
of revision.

pridicate extent

rers, subcontractors,
ion, and others as necessary
n on transmittal forms.

J. Distribution:  Furnish copies of final submittals t
suppliers, fabricators, installers, authorities having j
for performance of construction activities. Show distri

1.5 CONTRACTOR'S USE OF ARCHITECT'S (@ES

A. General: At Contractor's written requ to copies of Architect's CAD files will
only be provided to Prime Contract or the Contractor's use in connection with

the Project. Access to these fil O& ia a web based project site hosted by the
mS and conditions identified in the Architect’s

Architect, which is subject t
“Electronic Project Data ”. This form will be provided to all successful
of contract. The files that will be made available and

Prime Contractors after t
the format in which th I ade available is identified in the form.

PART 2 - PRODUCTS

2.1 ACT TTALS

A repare and submit Action Submittals required by individual Specification

ons.

1.~ Submit electronic submittals directly to project hosting site specifically
established for Project.

OB. Product Data: Collect information into a single submittal for each element of
construction and type of product or equipment.

1. If information must be specially prepared for submittal because standard printed
data are not suitable for use, submit as Shop Drawings, not as Product Data.
2. Mark each submittal to show which products and options are applicable.
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3. Include the following information, as applicable:

Manufacturer's written recommendations.
Manufacturer's product specifications.
Manufacturer's installation instructions.
Standard color charts.

Manufacturer's catalog cuts.
Wiring diagrams showing factory-installed wiring. 6

Printed performance curves.

Operational range diagrams. o
Mill reports.

Standard product operation and maintenance manuals.
Compliance with specified referenced standards.
Testing by recognized testing agency.
Application of testing agency labels and seals.
Notation of coordination requirements.

S3—ARTTSQ@hP o0 T

4. Submit Product Data before or concurrent with les.

C. Shop Drawings: Prepare Project-specific inf;
not base Shop Drawings on reproductio
printed data, unless use of Architect's CA

1.  Preparation: Fully illustrate re§@ie
following information, as ;

jon, drawn accurately to scale. Do
Contract Documents or standard
ngs are otherwise permitted.

ts in the Contract Documents. Include the

a.  Dimensions.

b.  Identificatign cts.

c.  Fabricatio Ilation drawings.

d.  Roughi setting diagrams.

e.  Wiri ms showing field-installed wiring, including power, signal,
cont\gPwiring.

f. ork manufacturing instructions.

ates and patterns.
edules.
Design calculations.
Compliance with specified standards.
Notation of coordination requirements.
Notation of dimensions established by field measurement.
Relationship to adjoining construction clearly indicated.
Seal and signature of professional engineer if specified.
Wiring Diagrams: Differentiate between manufacturer-installed and field-
installed wiring.

Sheet Size: Except for templates, patterns, and similar full-size drawings, submit
Shop Drawings on sheets at least 8-1/2 by 11 inches but no larger than 24 by 36
inches.

SUBMITTAL PROCEDURES 01 33 00-5
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D. Samples: Submit Samples for review of kind, color, pattern, and texture for a check of
these characteristics with other elements and for a comparison of these characteristics
between submittal and actual component as delivered and installed.

1. Transmit Samples that contain multiple, related components such as accessories 9
together in one submittal package.

2. ldentification: Attach label on unexposed side of Samples that includes the
following: 6

Generic description of Sample.

Product name and name of manufacturer.

Sample source.

Number and title of appropriate Specification Section

cooe

3. Disposition: Maintain sets of approved Samples at Proj vailable for
quality-control comparisons throughout the course nSYlction activity.
Sample sets may be used to determine final acce nstruction associated
with each set.

units or sections of units showing the fulilka¥g@/of colors, textures, and patterns

4.  Samples for Initial Selection: Submit m@urers color charts consisting of
available.

a. Number of Samples: S e full set(s) of available choices where
color, pattern, texturg I characteristics are required to be selected

N
from manufacturer$ @ t line. Architect will return submittal with

options selecte

5. Samples for Veriig@at
prepared fro

ubmit full-size units or Samples of size indicated,
terial to be used for the Work, cured and finished in
manner sp d physically identical with material or product proposed for
use, and that full range of color and texture variations expected. Samples
incl t are not limited to, the following: partial sections of manufactured or
fa mponents; small cuts or containers of materials; complete units of

y used materials; swatches showing color, texture, and pattern; color
sets; and components used for independent testing and inspection.

Number of Samples: Submit three sets of Samples. Architect will retain
two Sample sets; remainder will be returned. Mark up and retain one
returned Sample set as a Project Record Sample.

1)  Submit a single Sample where assembly details, workmanship,
fabrication techniques, connections, operation, and other similar
characteristics are to be demonstrated.

2)  Ifvariation in color, pattern, texture, or other characteristic is inherent
in material or product represented by a Sample, submit at least three
sets of paired units that show approximate limits of variations.

01 3300 - 6 SUBMITTAL PROCEDURES
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E.  Product Schedule or List: As required in individual Specification Sections, prepare a
written summary indicating types of products required for the Work and their intended
location. Include the following information in tabular form:

1. Type of product. Include unique identifier for each product. 9
2. Number and name of room or space.

3. Location within room or space.

F.  Contractor's Construction Schedule: Comply with requirements %
ction

Division 01 Section "Construction Progress Documentation™ for

g 01 Section

ivision 01 Section

Manager's action.

G. Submittals Schedule: Comply with requirements specified i
"Construction Progress Documentation.™

H.  Application for Payment: Comply with requirements spegifie
"Payment Procedures."

I Schedule of Values: Comply with requirementsgied in Division 01 Section

"Payment Procedures."
J. Subcontract List: Prepare a written sum ing individuals or firms proposed

for each portion of the Work, includin 0 are to furnish products or equipment

fabricated to a special design. Includ% owing information in tabular form:
1. Name, address, and telepig e

supplying products.
Number and title o '@ Specification Section(s) covered by subcontract.
3. Drawing number@ad ¥ references, as appropriate, covered by subcontract.

r of entity performing subcontract or

no

2.2 INFORMATION MITTALS

General: and submit Informational Submittals required by individual
Specifigmil ctions.

icates and Certifications: Provide a notarized statement that includes
signature of entity responsible for preparing certification. Certificates and
certifications shall be signed by an officer or other individual authorized to sign
documents on behalf of that entity.

Test and Inspection Reports: Comply with requirements specified in Division 01
Section "Quality Requirements."

Coordination Drawings: Comply with requirements specified in Division 01 Section
"Project Management and Coordination."

Contractor's Construction Schedule:  Comply with requirements specified in
Division 01 Section "Construction Progress Documentation.”

SUBMITTAL PROCEDURES 01 3300-7
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D. Qualification Data: Prepare written information that demonstrates capabilities and
experience of firm or person. Include lists of completed projects with project names
and addresses, names and addresses of architects and owners, and other information
specified.

E. Installer Certificates: Prepare written statements on manufacturer's letterhead certifyi
that Installer complies with requirements in the Contract Documents and,
required, is authorized by manufacturer for this specific Project.

certifying that manufacturer complies with requirements in the Con g@ments.
Include evidence of manufacturing experience where required.

F.  Manufacturer Certificates: Prepare written statements on manufacturer‘head

G. Product Certificates: Prepare written statements on manufactur
that product complies with requirements in the Contract Doc

ead certifying

H.  Material Certificates: Prepare written statements on m
that material complies with requirements in the Cont

s letterhead certifying

I Product Test Reports: Prepare written report;
manufacturer complies with requirements in
evaluation of tests performed by manuf
agency, or on comprehensive tests perf

icating current product produced by
ract Documents. Base reports on
witnessed by a qualified testing
a qualified testing agency.

J. Schedule of Tests and Inspectio
Section "Quality Requirement

IV with requirements specified in Division 01

K.  Preconstruction Test Re
testing agency's stand
before installation
Contract Docum

epare reports written by a qualified testing agency, on
indicating and interpreting results of tests performed
, for compliance with performance requirements in the

est Reports: Prepare reports written by a qualified testing agency, on
ndard form, indicating and interpreting results of compatibility tests
e installation of product. Include written recommendations for primers
e preparation needed for adhesion.

d Test Reports: Prepare reports written by a qualified testing agency, on testing
a y's standard form, indicating and interpreting results of field tests performed either
during installation of product or after product is installed in its final location, for
compliance with requirements in the Contract Documents.

Maintenance Data: Prepare written and graphic instructions and procedures for
operation and normal maintenance of products and equipment. Comply with
requirements specified in Division 01 Section "Operation and Maintenance Data."

Design Data: Prepare written and graphic information, including, but not limited to,
performance and design criteria, list of applicable codes and regulations, and

01 3300 -8 SUBMITTAL PROCEDURES
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calculations. Include list of assumptions and other performance and design criteria and
a summary of loads. Include load diagrams if applicable. Provide name and version of
software, if any, used for calculations. Include page numbers.

P.  Manufacturer's Instructions: Prepare written or published information that documents 9
manufacturer's recommendations, guidelines, and procedures for installing or operati
a product or equipment. Include name of product and name, address, and teleg@aen
number of manufacturer. Include the following, as applicable: é

Preparation of substrates.

Required substrate tolerances.

Sequence of installation or erection.
Required installation tolerances.
Required adjustments.

Recommendations for cleaning and protection.

U~ wd P

Q. Construction Photographs: Comply with require ified in Division 01

Section “Photographic Documentation.”

R.  Material Safety Data Sheets (MSDSs): Sub
submit to Architect, except as required in "'

rmation directly to Owner; do not
ubmittals™ Article.

1. Architect will not review submitf clude MSDSs and will return or

discard the entire submittal for\ jttal.

2.3 DELEGATED DESIGN

A. Performance and Desi
by a design prof
Documents, pro
design criteria indi

: Where professional design services or certifications
specifically required of Contractor by the Contract
cts and systems complying with specific performance and

1. If

Qesign Submittal: In addition to Shop Drawings, Product Data, and other
Ired submittals, submit statement, signed and sealed by the responsible design

prggessional, for each product and system specifically assigned to Contractor to be
& designed or certified by a design professional.

o 1. Indicate that products and systems comply with performance and design criteria

icated are not sufficient to perform services or certification required,
ritten request for additional information to Architect.

B.

in the Contract Documents. Include list of codes, loads, and other factors used in
performing these services.

SUBMITTAL PROCEDURES 01 3300-9
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PART 3 - EXECUTION

3.1 CONSTRUCTION MANAGERS'S REVIEW

A. Review each submittal and check for coordination with other Work of the Contract a a
for compliance with the Contract Documents. Note corrections and field dimensj
Mark with approval stamp before submitting to Architect.

B. Approval Stamp: Stamp each submittal with a uniform, approval sta e
Project name and location, submittal number, Specification Section ti ber,
name of reviewer, date of Contractor's approval, and statement certif at SUbmittal
has been reviewed, checked, and approved for compliancegai he Contract
Documents.

3.2 ARCHITECT'S ACTION

A. General: Architect will not review submittals that
stamp and will return them without action.

t bear Contractor's approval

ake marks to indicate corrections
rchitect will stamp submittal with an
to indicate action taken as indicated on

B.  Action Submittals: Architect will review
or modifications, if required, and ret
action stamp and will mark stamp a
the Submittal Cover Sheet.

C. Informational Submittals: Il review each submittal and will not return it, or
will return it if it does with requirements. Architect will forward each
submittal to appropria

D. Partial submittal
returned without r

‘
tecceptable, will be considered nonresponsive, and will be

E.  Submitta ired by the Contract Documents may not be reviewed and may be
discar

END OF SECTION 01 33 00
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Date: Submission No. No. of Copies

TO: FROM:
R G Architects, LLC
200 West Main Street
Middletown, DE 19709

06

Project Name and No.:

Prime Contractor Name/Contract Number:

Subcontractor Name/Contract Number:

Product Specification Section Name/Number:

Drawing Number/Name:

Manufacturer: Supplier:

NOTE: Use a separate Submittal Cover Sheet for each submittal Drawing or Catalog Cut.

Contractor/Subcontractor Comments:

Architect's Comments:

Contractor’s Stamp: A/E Stamp:

sign concept expressed in contract documents.

[0 APPROVED AS NOTED
Same as above after submittal has been modi-
fied as noted by design professional. Resubmit-
tal is not required and Contractor may proceed
in accordance with submittal as modified.

[J APPROVED
Indicates submittal in design professional’s
z opinion conforms to information given and de-

[J NOT APPROVED
Indicates submittal in design professional’s
opinion does not conform with information given
and design concept expressed in contract doc-
uments or that submittal does not meet proce-
dural requirements of contract documents.
Additional information may be provided by de-
sign professional.

R G ARCHITECT, LLC

Date: By:
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PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Section.

O

bty assurance

1.2 SUMMARY

A.  This Section includes administrative and procedural requiremen
and quality control.

B. Testing and inspecting services are required to verify lidlice with requirements
specified or indicated. These services do not reliev r of responsibility for
compliance with the Contract Document requirement

ents for individual construction
y those activities. Requirements

1.  Specific quality-assurance and -control r,
activities are specified in the Section
in those Sections may also cover f standard products.

2.  Specified tests, inspections, an ions do not limit Contractor's other
quality-assurance and -control cqgres that facilitate compliance with the
Contract Document requi

3. Requirements for Contr. rovide quality-assurance and -control services
required by Archite eNpor authorities having jurisdiction are not limited by

provisions of thi‘
following:

on "Allowances" for testing and inspecting allowances.
Section "Construction Progress Documentation™ for developing a
required tests and inspections.

0¥ 01 Section "Cutting and Patching” for repair and restoration of
uction disturbed by testing and inspecting activities.

Ivisions 02 through 49 Sections for specific test and inspection requirements.

C. Related Sections j

DEFINITIONS

Quality-Assurance Services: Activities, actions, and procedures performed before and
during execution of the Work to guard against defects and deficiencies and substantiate
that proposed construction will comply with requirements.

Quality-Control Services: Tests, inspections, procedures, and related actions during and
after execution of the Work to evaluate that actual products incorporated into the Work

QUALITY REQUIREMENTS 014000-1
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and completed construction comply with requirements. Services do not include contract
enforcement activities performed by Construction Manager.

C. Mockups: Full-size, physical assemblies that are constructed on-site. Mockups are
used to verify selections made under sample submittals, to demonstrate aesthetic effects
and, where indicated, qualities of materials and execution, and to review constructi
coordination, testing, or operation; they are not Samples. Approved mogsp
establish the standard by which the Work will be judged.

D. Laboratory Mockups: Full-size, physical assemblies that are constructg @ sting
facility to verify performance characteristics.

E.  Preconstruction Testing: Tests and inspections that are perform
Project before products and materials are incorporated int
performance or compliance with specified criteria.

ically for the
rk to verify

F.  Product Testing: Tests and inspections that are perfor RTL, an NVLAP, or
a testing agency qualified to conduct product tes d acceptable to authorities
having jurisdiction, to establish product performanc compliance with industry

standards. Q
G.  Source Quality-Control Testing: Tests an ns that are performed at the source,
i.e., plant, mill, factory, or shop.

H. Field Quality-Control Testing:
installation of the Work and fo

inspections that are performed on-site for
ted Work.

. Testing Agency: An e
Testing laboratory sha

aged to perform specific tests, inspections, or both.
same as testing agency.

%

. Contractor or another entity engaged by Contractor as an
employee, Subcon , or Sub-subcontractor, to perform a particular construction
operation, WSding installation, erection, application, and similar operations.

rm such as "carpentry” does not imply that certain construction

ies must be performed by accredited or unionized individuals of a
sponding generic name, such as "carpenter.” It also does not imply that
requirements specified apply exclusively to tradespeople of the corresponding
generic name.

Experienced: When used with an entity, "experienced” means having successfully
completed a minimum of five previous projects similar in size and scope to this Project;
being familiar with special requirements indicated; and having complied with
requirements of authorities having jurisdiction.

014000 - 2 QUALITY REQUIREMENTS
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14

SUBMITTALS

Qualification Data: For testing agencies specified in "Quality Assurance” Article to
demonstrate their capabilities and experience. Include proof of qualifications in the
form of a recent report on the inspection of the testing agency by a recognized authority.

Schedule of Tests and Inspections: Prepare in tabular form and include the followiE

Specification Section number and title.

Description of test and inspection.

Identification of applicable standards.

Identification of test and inspection methods.

Number of tests and inspections required.

Time schedule or time span for tests and inspections.
Entity responsible for performing tests and inspections.
Requirements for obtaining samples.

Unique characteristics of each quality-control se

©CoNoA~WNE

Reports: Prepare and submit certified written reports t

Date of issue. 0
Project title and number.

Name, address, and telephone nu sting agency.
Dates and locations of sample or inspections.

Names of individuals makj inspections.
Description of the Work and inspection method.
Identification of pro ecification Section.

Complete test or i data.

Test and inspect and an interpretation of test results.

0. Record of te and weather conditions at time of sample taking and
testing and

jiclude the following:

RBOooo~NoTgR~WNE

g.

11. essional opinion on whether tested or inspected Work complies
tract Document requirements.
12. gnature of laboratory inspector.

endations on retesting and reinspecting.

icenses, and Certificates: For Owner's records, submit copies of permits,
ses, certifications, inspection reports, releases, jurisdictional settlements, notices,
recBipts for fee payments, judgments, correspondence, records, and similar documents,
established for compliance with standards and regulations bearing on performance of
the Work.

QUALITY ASSURANCE

General: Qualifications paragraphs in this Article establish the minimum qualification
levels required; individual Specification Sections specify additional requirements.

QUALITY REQUIREMENTS 0140 00- 3



DIVISION OF FACILITIES MANAGEMENT  DFM 900 N. KING STREET ELEVATOR RENOVATIONS

B. Installer Qualifications: A firm or individual experienced in installing, erecting, or
assembling work similar in material, design, and extent to that indicated for this Project,
whose work has resulted in construction with a record of successful in-service
performance.

C.  Manufacturer Qualifications: A firm experienced in manufacturing products or syste
similar to those indicated for this Project and with a record of successful in-sgimic
performance, as well as sufficient production capacity to produce required units.

D. Fabricator Qualifications: A firm experienced in producing products si
indicated for this Project and with a record of successful in-service perf
as sufficient production capacity to produce required units.

well

E.  Professional Engineer Qualifications: A professional engineer
to practice in jurisdiction where Project is located and who i
engineering services of the kind indicated. Engineering I
performed for installations of the system, assembly, o
indicated for this Project in material, design, and ext

ally qualified
ced in providing
are defined as those
at are similar to those

F.  Specialists: Certain sections of the Specifi
activities shall be performed by entities wh
Specialists shall satisfy qualification re
the activities indicated.

require that specific construction
nized experts in those operations.
Indicated and shall be engaged for

1.  Requirement for specialist
governing the Work.

supersede building codes and regulations

G. Testing Agency Qualific
the experience and )
documented accor
individual Secti
acceptable tg autho

n NRTL, an NVLAP, or an independent agency with
to conduct testing and inspecting indicated, as
M E 548; and with additional qualifications specified in
where required by authorities having jurisdiction, that is

ationally recognized testing laboratory according to 29 CFR 1910.7.
‘ A testing agency accredited according to NIST's National Voluntary
@ atory Accreditation Program.

ory-Authorized Service Representative  Qualifications: An authorized
reM¥esentative of manufacturer who is trained and approved by manufacturer to inspect
installation of manufacturer's products that are similar in material, design, and extent to
those indicated for this Project.

1.  Testing Agency Responsibilities: Submit a certified written report of each test,
inspection, and similar quality-assurance service to the Architect, , with copy to
Contractor. Interpret tests and inspections and state in each report whether tested
and inspected work complies with or deviates from the Contract Documents.

01 4000 - 4 QUALITY REQUIREMENTS
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I Mockups: Before installing portions of the Work requiring mockups, build mockups
for each form of construction and finish required to comply with the following
requirements, using materials indicated for the completed Work:

1. Build mockups in location and of size indicated or, if not indicated, as directed by 9

Architect.

2. Notify Architect seven days in advance of dates and times when mockups wilsse
constructed.

3.

4.  Obtain Architect's approval of mockups before starting work, fabricat

Demonstrate the proposed range of aesthetic effects and workmanship.
construction. Q

a.  Allow seven days for initial review and each re-revie ockup.

5. Maintain mockups during construction in an undisturbe yon as a standard

for judging the completed Work.
&

1. Owner will furnish Contractor% S, addresses, and telephone numbers of

1.6 QUALITY CONTROL

rvices are indicated as Owner's
gency to perform these services.

A. Owner Responsibilities: Where quality-co
responsibility, Owner will engage a qualifi

testing agencies engaged a IBtion of types of testing and inspecting they

are engaged to perform.

2.  Payment for these seryis
as authorized by C 'fa rs.

specting construction that replaces or is necessitated by

3. Costs for retesti v
work that failg@io ply with the Contract Documents will be charged to
Contractor, ontract Sum will be adjusted by Change Order.
B. Tests and j ctions not explicitly assigned to Owner are Contractor's responsibility.
Unless indicated, provide quality-control services specified and those

requig orities having jurisdiction. Perform quality-control services required of
Cgn @ py authorities having jurisdiction, whether specified or not.

Where services are indicated as Contractor's responsibility, engage a qualified
testing agency to perform these quality-control services.

e made from testing and inspecting allowances,

a.  Contractor shall not employ same entity engaged by Owner, unless agreed
to in writing by Owner.

Notify testing agencies at least 24 hours in advance of time when Work that
requires testing or inspecting will be performed.

Where quality-control services are indicated as Contractor's responsibility, submit
a certified written report, in duplicate, of each quality-control service.

QUALITY REQUIREMENTS 01 40 00- 5
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4.  Testing and inspecting requested by Contractor and not required by the Contract
Documents are Contractor's responsibility.

5. Submit additional copies of each written report directly to authorities having
jurisdiction, when they so direct.

C. Manufacturer's Field Services: Where indicated, engage a factory-authorized servi
representative to inspect field-assembled components and equipment installgigom
including service connections. Report results in writing as specified in Divi

Section "Submittal Procedures.”
D. Retesting/Reinspecting: Regardless of whether original tests or i °were

Contractor's responsibility, provide quality-control services, inclu testing and
reinspecting, for construction that replaced Work that failed C ly with the
Contract Documents.

and Contractor in
required tests and

E. Testing Agency Responsibilities: Cooperate with it
performance of duties. Provide qualified personne
inspections.

1. Notify Architect, and Contractor prompt hcregularities or deficiencies
observed in the Work during performan@ ol services.

2.  Determine the location from which t s will be taken and in which in-situ
tests are conducted.

3. Conduct and interpret tests an
and inspected work complj

4.  Submit a certified writte
quality-control servi

5. Do not release, re‘

approve or acc
6. Do not perf
F.  Associated JgrvicesgrCooperate with agencies performing required tests, inspections,
and simi ity-control services, and provide reasonable auxiliary services as
requested. agency sufficiently in advance of operations to permit assignment of
pers ide the following:

yons and state in each report whether tested
deviates from requirements.

in duplicate, of each test, inspection, and similar
ontractor.

, or increase the Contract Document requirements or
ion of the Work.

ies of Contractor.

ess to the Work.

Incidental labor and facilities necessary to facilitate tests and inspections.
Adequate quantities of representative samples of materials that require testing and
inspecting. Assist agency in obtaining samples.

Facilities for storage and field curing of test samples.

Delivery of samples to testing agencies.

Preliminary design mix proposed for use for material mixes that require control
by testing agency.

Security and protection for samples and for testing and inspecting equipment at
Project site.

01 4000 - 6 QUALITY REQUIREMENTS
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G. Coordination: Coordinate sequence of activities to accommodate required quality-
assurance and -control services with a minimum of delay and to avoid necessity of
removing and replacing construction to accommodate testing and inspecting.

1. Schedule times for tests, inspections, obtaining samples, and similar activities.

H.  Schedule of Tests and Inspections: Prepare a schedule of tests, inspections, and si
quality-control services required by the Contract Documents. Submit schedule
30 days of date established for commencement of the Work.

1. Distribution: Distribute schedule to Owner, Architect, Constructj er,
testing agencies, and each party involved in performance of por f the Work

where tests and inspections are required.
1.7 SPECIAL TESTS AND INSPECTIONS
A. Special Tests and Inspections: Owner will enga ualltied testing agency to
conduct special tests and inspections required by aut jes having jurisdiction as the

responsibility of Owner, and as follows:

1. Verifying that manufacturer maintai
procedures and reviewing the co
perform the Work.

2. Notifying Architect, and C
observed in the Work du

3. Submitting a certifie
control service to
jurisdiction.

pg fabrication and quality-control
s and adequacy of those procedures to

omptly of irregularities and deficiencies
oPmance of its services.

ort of each test, inspection, and similar quality-
th copy to Contractor and to authorities having

4.  Submitting a il rt of special tests and inspections at Substantial
Completio includes a list of unresolved deficiencies.

5.  Interpreting t nd inspections and stating in each report whether tested and
insp work complies with or deviates from the Contract Documents.

6. Ret reinspecting corrected work.

PART 2 QTS (Not Used)
&5 - EXECUTION

REPAIR AND PROTECTION

A. General: On completion of testing, inspecting, sample taking, and similar services,
repair damaged construction and restore substrates and finishes.

QUALITY REQUIREMENTS 01 4000-7
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1. Provide materials and comply with installation requirements specified in other
Specification Sections. Restore patched areas and extend restoration into
adjoining areas with durable seams that are as invisible as possible.

B.  Protect construction exposed by or for quality-control service activities.

9

C. Repair and protection are Contractor's responsibility, regardless of the assignm

responsibility for quality-control services.

END OF SECTION 01 40 00
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PART 1 - GENERAL

11 RELATED DOCUMENTS a

A. Drawings and general provisions of the Contract, including General and Supple
Conditions and other Division 01 Specification Sections, apply to this Section.

1.2 SUMMARY

A.  This Section includes requirements for
1. Temporary utilities, support facilities, and security and protecti
2. Project Signage

B.  Related Sections include the following:
1. Division 01 Section "Summary" for limitations o
restrictions.
2. Division 01 Section "Submittal Procedures"gior proC®@ures for submitting copies of
implementation and termination schedule al il reports.

\irchitect, permanent or temporary roofing is

o
terior walls are insulated and weathertight; and all
uction or substantial temporary closures.

Imterruptions and other work

13 DEFINITIONS

A.  Permanent Enclosure: As dete
complete, insulated, and weathe
openings are closed with per

\

A.  General: Cost or es for temporary facilities shall be included in the Contract Sum.

Allow other galities se temporary services and facilities without cost, including, but not
limited to 's construction forces, Architect, testing agencies, and authorities having
jurisdicgion®

14 USE CHARGES

d % e: Water from Owner's existing water system is available for use without metering
Bt payment of use charges. Provide connections and extensions of services as
ired for construction operations.

Electric Power Service: Electric power from Owner's existing system is available for use

without metering and without payment of use charges. Provide connections and extensions of
services as required for construction operations.

SUBMITTALS

Site Plan: Show temporary facilities, utility hookups, staging areas, and parking areas for
construction personnel.

TEMPORARY FACILITIES AND CONTROLS 015000-1
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1.6 QUALITY ASSURANCE

A.  Electric Service: Comply with NECA, NEMA, and UL standards and regulations for temporary
electric service. Install service to comply with NFPA 70.

B.  Tests and Inspections: Arrange for authorities having jurisdiction to test and inspect ea
temporary utility before use. Obtain required certifications and permits.

1.7 PROJECT CONDITIONS
A.  Temporary Use of Permanent Facilities: Installer of each permanent seryd sume

responsibility for operation, maintenance, and protection of each permane ice during its
use as a construction facility before Owner's acceptance, regardless sly assigned
responsibilities.

1.8 RESPONSIBILITIES FOR HEATING AND VENTILATIO

A.  During Period of Temporary Enclosure: When the buil or major unit thereof, has been
sufficiently temporarily enclosed, the General Congagctor sh@ provide, operate and maintain
temporary heat and adequate ventilation provj including cost of installation, fuel,
operation, maintenance, and removal of equiprgen

PART 2 - PRODUCTS \

2.1 MATERIALS

A.  Portable Chain-Link Fe imum 2-inch, 9-gage, galvanized steel, chain-link fabric

h galvanized steel pipe posts; minimum 2-3/8-inch- OD line

fencing; minimum 6
posts and 2-7/8-i c®ner and pull posts, with 1-5/8-inch- OD top and bottom rails.
Provide galvanize ses for supporting posts.

B. Paint: Co ith requirements in Division 09 painting Sections.
2.2 T Y FACILITIES
A. Offices, General: Prefabricated or mobile units with serviceable finishes, temperature

C

Is, and foundations adequate for normal loading.

Common-Use Field Office: Of sufficient size to accommodate needs of construction personnel.

Keep office clean and orderly. Furnish and equip offices as follows:

1. Furniture required for Project-site documents including file cabinets, plan tables, plan
racks, and bookcases.

2. Conference room of sufficient size to accommodate meetings of 16 individuals. Provide
electrical power service and 120-V ac duplex receptacles, with not less than 1 receptacle
on each wall. Furnish room with conference table, chairs, and 4-foot- square tack board.

3. Drinking water and private toilet.
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DFM 900 N. KING STREET ELEVATOR RENOVATIONS  DIVISION OF FACILITIES MANAGEMENT

4. Coffee machine and supplies.

5 Heating and cooling equipment necessary to maintain a uniform indoor temperature of 68
to 72 deg F.

6. Lighting fixtures capable of maintaining average illumination of 20 fc at desk height.

C.  Storage and Fabrication Sheds: Provide sheds sized, furnished, and equipped to accommod
materials and equipment for construction operations.

1. Store combustible materials apart from building. 6
2.3 EQUIPMENT o

A.  Fire Extinguishers: Portable, UL rated; with class and extinguishing a required by
locations and classes of fire exposures.

m, provide vented,
e thermostatic control.
alamander-type heating

B.  HVAC Equipment: Unless Owner authorizes use of permanent H

self-contained, liquid-propane-gas or fuel-oil heaters with indivigaal

1. Use of gasoline-burning space heaters, open-flame

units is prohibited.

2. Heating Units: Listed and labeled for type of fuel consumed, by a testing agency
acceptable to authorities having jurisdiction, arked®ror intended use.

3. Permanent HVAC System: If Owner autifi@ri se of permanent HVAC system for

temporary use during construction, proyg th MERV of 8 at each return air grille

in system and remove at end of cons

PART 3 - EXECUTION \

3.1 INSTALLATION, GENERQ
A.  Locate facilities w il serve Project adequately and result in minimum interference

with performance Relocate and modify facilities as required by progress of the

h
ok.
Work.

ready for use when needed to avoid delay. Do not remove until facilities
d or are replaced by authorized use of completed permanent facilities.

B. Provide e

3.2 RY UTILITY INSTALLATION

ral: Install temporary service or connect to existing service.
1. Arrange with utility company, Owner, and existing users for time when service can be
interrupted, if necessary, to make connections for temporary services.

OB. Water Service: Use of Owner's existing water service facilities will be permitted, as long as
facilities are cleaned and maintained in a condition acceptable to Owner. At Substantial
Completion, restore these facilities to condition existing before initial use.
1. Where installations below an outlet might be damaged by spillage or leakage, provide a
drip pan of suitable size to minimize water damage. Drain accumulated water promptly
from pans.
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3.3

Sanitary Facilities: Provide temporary toilets, wash facilities, and drinking water for use of
construction personnel. Comply with authorities having jurisdiction for type, number, location,
operation, and maintenance of fixtures and facilities.

Heating and Cooling: Provide temporary heating and cooling required by construction
activities for curing or drying of completed installations or for protecting installed constructi
from adverse effects of low temperatures or high humidity. Select equipment that will not h
a harmful effect on completed installations or elements being installed.

Ventilation and Humidity Control: Provide temporary ventilation required by
activities for curing or drying of completed installations or for protecting installec
from adverse effects of high humidity. Select equipment that will not have 3
completed installations or elements being installed. Coordinate ventila
produce ambient condition required and minimize energy consumption.,

Electric Power Service: Use of Owner's existing electric power ill be permitted, as
long as equipment is maintained in a condition acceptable to O

Electric Power Service: Provide electric power service
size, capacity, and power characteristics required for constr
1. Connect temporary service to Owner's existi WEr S

stribution system of sufficient
n operations.
rce, as directed by Owner.

Lighting: Provide temporary lighting with lo, g that provides adequate illumination
for construction operations, observations, i ,and traffic conditions.

1. Install and operate temporary Ii& Ifills security and protection requirements
General: Comply with t

without operating entire system.
1. Provide inco t onstruction for offices, shops, and sheds located within
ithin 30 feet of building lines. Comply with NFPA 241.
ilities until near Substantial Completion. Remove before Substantial
n. PelSonnel remaining after Substantial Completion will be permitted to use
ilities, under conditions acceptable to Owner.

SUPPORT FACILITIES INS

a®llities and Drains: Comply with requirements of authorities having jurisdiction.
ject site, excavations, and construction free of water.

ose of rainwater in a lawful manner that will not result in flooding Project or
adjoining properties nor endanger permanent Work or temporary facilities.

2. Remove snow and ice as required to minimize accumulations.

Project Identification and Temporary Signs: Provide Project identification and other signs.
Install signs where indicated to inform public and individuals seeking entrance to Project.
Unauthorized signs are not permitted.

1. Provide temporary, directional signs for construction personnel and visitors.

2. Maintain and touchup signs so they are legible at all times.

Waste Disposal Facilities: Comply with requirements specified in Division 01 Section
"Construction Waste Management and Disposal."
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Waste Disposal Facilities: Provide waste-collection containers in sizes adequate to handle
waste from construction operations. Comply with requirements of authorities having
jurisdiction. Comply with Division 01 Section "Execution” for progress cleaning requirements.

Lifts and Hoists: Provide facilities necessary for hoisting materials and personnel.
1. Truck cranes and similar devices used for hoisting materials are considered "tools a
equipment"” and not temporary facilities.

Existing Elevator Use: Use of Owner's existing elevators will be permitted, as long as ea
are cleaned and maintained in a condition acceptable to Owner. At Substantial 458 ,
restore elevators to condition existing before initial use, including replacing worn @ guide
shoes, and similar items of limited life.

1. Do not load elevators beyond their rated weight capacity.

2. Provide protective coverings, barriers, devices, signs, or oth C S to protect
elevator car and entrance doors and frame. If, despite such pr evators become
damaged, engage elevator Installer to restore damaged wo vidence remains of
correction work. Return items that cannot be refinis i Id to the shop, make
required repairs and refinish entire unit, or provide ne quired.

Temporary Stairs: Until permanent stairs are available, pr
are not adequate.

temporary stairs where ladders

Existing Stair Usage: Use of Owner's existi
cleaned and maintained in a condition acce
stairs to condition existing before initial
1. Provide protective coverings, bar

and to maintain means of
restore damaged areas so n

Temporary Use of Perman Cover finished, permanent stairs with protective covering
of plywood or similar mﬁ nishes will be undamaged at time of acceptance.

Il be permitted, as long as stairs are
wner. At Substantial Completion, restore

ices, signs, or other procedures to protect stairs
espite such protection, stairs become damaged,
e remains of correction work.

SECURITY AND P TION FACILITIES INSTALLATION

Environm ction:  Provide protection, operate temporary facilities, and conduct
constrygni ways and by methods that comply with environmental regulations and that
ini ssible air, waterway, and subsoil contamination or pollution or other undesirable

omply with work restrictions specified in Division 01 Section "Summary."

TefMporary Erosion and Sedimentation Control: Provide measures to prevent soil erosion and

discharge of soil-bearing water runoff and airborne dust to adjacent properties and walkways,

according to requirements of authorities having jurisdiction.

1. Inspect, repair, and maintain erosion- and sedimentation-control measures during
construction until permanent vegetation has been established.

Stormwater Control: Comply with authorities having jurisdiction. Provide barriers in and
around excavations and subgrade construction to prevent flooding by runoff of stormwater from
heavy rains.
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D.  Tree and Plant Protection: Install temporary fencing located as indicated or outside the drip line
of trees to protect vegetation from damage from construction operations. Protect tree root
systems from damage, flooding, and erosion.

E. Pest Control: Engage pest-control service to recommend practices to minimize attraction and
harboring of rodents, roaches, and other pests and to perform extermination and contr
procedures at regular intervals so Project will be free of pests and their residues at Substan
Completion. Obtain extended warranty for Owner. Perform control operations lawfull
environmentally safe materials.

F. Site Enclosure Fence: Before construction operations begin, furnish and install @osure
fence in a manner that will prevent people and animals from easily enterj I ept by
entrance gates.

1. Extent of Fence: As required to enclose entire Project site
sufficient to accommodate construction operations.
2. Maintain security by limiting number of keys and restricti I ution to authorized
personnel. Provide Owner with one set of keys.

determined

G.  Security Enclosure and Lockup: Install substantial t
completed areas of construction. Provide lockable entranc
vandalism, theft, and similar violations of security.

C requirements of authorities having

S, including warning signs and lighting.
I Temporary Enclosures: Provide te r closures for protection of construction, in
progress and completed, from exp eather, other construction operations, and similar
activities. Provide temporary we enclosure for building exterior.
1. Where heating or coold ed and permanent enclosure is not complete, insulate

temporary enclosur

ry enclosure around partially
prevent unauthorized entrance,

H.  Barricades, Warning Signs, and Lights:
jurisdiction for erecting structurally adequ

J. Temporary Partitio ile floor-to-ceiling dustproof partitions to limit dust and dirt

igrati as occupied by Owner and tenants from fumes and noise.

1. Construct dus partitions with gypsum wallboard with joints taped on occupied side,
and fi tardant plywood on construction operations side.

2. Co tproof partitions with 2 layers of 3-mil polyethylene sheet on each side.

r with 2 layers of 3-mil polyethylene sheet, extending sheets 18 inches up the

IIS. Overlap and tape full length of joints. Cover floor with fire-retardant

od.

Construct vestibule and airlock at each entrance through temporary partition with

not less than 48 inches between doors. Maintain water-dampened foot mats in

vestibule.

Insulate partitions to provide noise protection to occupied areas.

Seal joints and perimeter. Equip partitions with dustproof doors and security locks.

Protect air-handling equipment.

Weather strip openings.

Provide walk-off mats at each entrance through temporary partition.

No O kW

Temporary Fire Protection: Install and maintain temporary fire-protection facilities of types
needed to protect against reasonably predictable and controllable fire losses. Comply with
NFPA 241.
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=

Prohibit smoking in construction areas AND anywhere on State property..
2. Supervise welding operations, combustion-type temporary heating units, and similar
sources of fire ignition according to requirements of authorities having jurisdiction.

3. Develop and supervise an overall fire-prevention and -protection program for personnel
at Project site. Review needs with local fire department and establish procedures to be
followed. Instruct personnel in methods and procedures. Post warnings and informatio

4. Provide temporary standpipes and hoses for fire protection. Hang hoses with a warqi

sign stating that hoses are for fire-protection purposes only and are not to be r

Match hose size with outlet size and equip with suitable nozzles.

A.  Supervision: Enforce strict discipline in use of temporary facilities. IN@ize waste and
abuse, limit availability of temporary facilities to essential and intend

3.5 OPERATION, TERMINATION, AND REMOVAL

al
) ng, humidity control,
e required to achieve indicated

B.  Maintenance: Maintain facilities in good operating condition u
1. Maintain operation of temporary enclosures, headi
ventilation, and similar facilities on a 24-hour basi

results and to avoid possibility of damage.

C.  Operate Project-identification-sign lighting daily f until 12:00 midnight.

D. Temporary Facility Changeover: Do no

protection facilities to permanent faciliti
E.  Termination and Removal: Remg mporary facility when need for its service has

ended, when it has been replace8 orized use of a permanent facility, or no later than
Substantial Completion. Cqg necessary, restore permanent construction that may
have been delayed becaus ference with temporary facility. Repair damaged Work,
clean exposed surfaces, e construction that cannot be satisfactorily repaired.
1. Materials and i1 at constitute temporary facilities are property of Contractor.
Owner reser to take possession of Project identification signs.
2. Remove temp aving not intended for or acceptable for integration into permanent
pavin here drea is intended for landscape development, remove soil and aggregate
ot comply with requirements for fill or subsoil. Remove materials
ted with road oil, asphalt and other petrochemical compounds, and other
ces that might impair growth of plant materials or lawns. Repair or replace street
, curbs, and sidewalks at temporary entrances, as required by authorities having
jurisdiction.
At Substantial Completion, clean and renovate permanent facilities used during
construction period. Comply with final cleaning requirements specified in Division 01
Section "Closeout Procedures.”

o END OF SECTION 015000

er from using temporary security and
tantial Completion.
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PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Section.

O

A. This Section includes administrative and procedural require gselection of
products for use in Project; product delivery, storage, and manufacturers'
standard warranties on products; special warranties; bstitutions; and

comparable products.
5

for submitting warranties for Contract

1.2 SUMMARY

B. Related Sections include the following:

lected under an alternate.
industry standards for products

1.  Division 01 Section "Alternates™ for pr

2. Division 01 Section "References" for
specified.

3. Division 01 Section "Closeout Rr
closeout.

4.  Divisions 02 through 49 specific requirements for warranties on
products and installatiops d to be warranted.

1.3 DEFINITIONS \

A. Products: Items ed for incorporating into the Work, whether purchased for
n fr reviously purchased stock. The term "product™ includes the
" "equipment,” "system," and terms of similar intent.

\: oducts: Items identified by manufacturer's product name, including
ﬁ’ or model number or other designation shown or listed in manufacturer's
paBlished product literature, that is current as of date of the Contract Documents.
New Products: Items that have not previously been incorporated into another
project or facility. Products salvaged or recycled from other projects are not
considered new products.

Comparable Product: Product that is demonstrated and approved through
submittal process, or where indicated as a product substitution, to have the
indicated qualities related to type, function, dimension, in-service performance,
physical properties, appearance, and other characteristics that equal or exceed
those of specified product.

PRODUCT REQUIREMENTS 01 60 00- 1
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B.  Substitutions: Changes in products, materials, equipment, and methods of construction
from those required by the Contract Documents and proposed by Contractor.

named and accompanied by the words "basis-of-design,” including make or model
number or other designation, to establish the significant qualities related to ty
function, dimension, in-service performance, physical properties, appearance, and

characteristics for purposes of evaluating comparable products of other é

manufacturers. 0

14 SUBMITTALS

C. Basis-of-Design Product Specification: Where a specific manufacturer's product is 9

A. Product List: Submit a list, in tabular form, showing speci cts. Include
generic names of products required. Include manufactur and proprietary
product names for each product.

1.  Coordinate product list with Contractor's Const Schedule and the

Submittals Schedule.
@nder the following column

2. Form: Tabulate information for each pr
headings:

a.  Specification Section num e.

b.  Generic name used in th t Documents.

C. Proprietary name, m , and similar designations.

d.  Manufacturer's na

e.  Supplier's nam

f. Installer's na

g. te or time span of delivery period.

h. items that require early submittal approval for scheduled
3. Initi mittal: Within 30 days after date of commencement of the Work,

sub ies of initial product list. Include a written explanation for omissions

d for variations from Contract requirements.

4 ect's Action: Architect will respond in writing to Contractor within 15 days
ceipt of completed product list. Architect's response will include a list of

unacceptable product selections and a brief explanation of reasons for this action.

Architect's response, or lack of response, does not constitute a waiver of

requirement to comply with the Contract Documents.

Substitution Requests: Submit three copies of each request for consideration. ldentify
product or fabrication or installation method to be replaced. Include Specification
Section number and title and Drawing numbers and titles.

1. Substitution Request Form: Use facsimile of form provided at end of Section.
2. Documentation: Show compliance with requirements for substitutions and the
following, as applicable:
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a.  Statement indicating why specified material or product cannot be provided.

b.  Coordination information, including a list of changes or modifications
needed to other parts of the Work and to construction performed by Owner
and separate contractors, that will be necessary to accommodate proposed
substitution.

c.  Detailed comparison of significant qualities of proposed substitution with

those of the Work specified. Significant qualities may include attribwé

such as performance, weight, size, durability, visual effect, and speci
features and requirements indicated.

d.  Product Data, including drawings and descriptions of products O
fabrication and installation procedures.

e.  Samples, where applicable or requested.

f. List of similar installations for completed projects wi
addresses and names and addresses of architects a

g.  Material test reports from a qualified testing aggn ing and
interpreting test results for compliance with r

h.  Research/evaluation reports evidencing ¢
effect for Project, from a model code orga
having jurisdiction.

I. Detailed comparison of Contracto
substitution with products specghie e Work, including effect on the
overall Contract Time. If spagi roduct or method of construction

cannot be provided withj act Time, include letter from
r'¥letterhead, stating lack of availability or

manufacturer, on ma
a proposal of change, if any, in the Contract

ames and

ith building code in
ion acceptable to authorities

ruction Schedule using proposed

delays in delivery.
J. Cost informatio

Sum.
k.  Contractors ion that proposed substitution complies with
require et he Contract Documents and is appropriate for applications
indic
Contra aiver of rights to additional payment or time that may
equently become necessary because of failure of proposed substitution
uce indicated results.

3. Q‘ect's Action: If necessary, Architect will request additional information or
entation for evaluation within 7 days of receipt of a request for substitution.
Architect will notify Contractor of acceptance or rejection of proposed

substitution within 15 days of receipt of request, or 7 days of receipt of additional
information or documentation, whichever is later.

a.  Form of Acceptance: Change Order.
b.  Use product specified if Architect cannot make a decision on use of a

proposed substitution within time allocated.

C. Basis-of-Design Product Specification Submittal: Comply with requirements in
Division 01 Section "Submittal Procedures.” Show compliance with requirements.
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1.5 QUALITY ASSURANCE

A. Compatibility of Options: If Contractor is given option of selecting between two or
more products for use on Project, product selected shall be compatible with products
previously selected, even if previously selected products were also options.

1.  Each contractor is responsible for providing products and construction methg
compatible with products and construction methods of other contractors.

2. Ifadispute arises between contractors over concurrently selectable but
incompatible products, Architect will determine which products shall @

1.6 PRODUCT DELIVERY, STORAGE, AND HANDLING

A.  Deliver, store, and handle products using means and methods@Ra revent damage,
deterioration, and loss, including theft.  Comply ysith facturer's written

instructions.
r@e at Project site and to prevent

to ensure minimum holding time for
y damaged, or sensitive to deterioration,

B.  Delivery and Handling:

1. Schedule delivery to minimize long-ter
overcrowding of construction space
2. Coordinate delivery with installafg

items that are flammable, hazax
undamaged condition in manufacturer's

theft, and other losses.

3. Deliver products to Proj
original sealed contaiggimo packaging system, complete with labels and
instructions for ha @ oring, unpacking, protecting, and installing.

4.  Inspect products ; y to ensure compliance with the Contract Documents
and to ensur Cts are undamaged and properly protected.

C.  Storage:

1. St s to allow for inspection and measurement of quantity or counting of

2. aterials in a manner that will not endanger Project structure.

€ products that are subject to damage by the elements, under cover in a
weathertight enclosure above ground, with ventilation adequate to prevent
condensation.
Store cementitious products and materials on elevated platforms.
Store foam plastic from exposure to sunlight, except to extent necessary for
period of installation and concealment.
Comply with product manufacturer's written instructions for temperature,
humidity, ventilation, and weather-protection requirements for storage.
Protect stored products from damage and liquids from freezing.
Provide a secure location and enclosure at Project site for storage of materials and
equipment by Owner's construction forces. Coordinate location with Owner.
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1.7 PRODUCT WARRANTIES

A.  Warranties specified in other Sections shall be in addition to, and run concurrent with,
other warranties required by the Contract Documents. Manufacturer's disclaimers and
limitations on product warranties do not relieve Contractor of obligations under
requirements of the Contract Documents.

1.  Manufacturer's Warranty: Preprinted written warranty published by indivi
manufacturer for a particular product and specifically endorsed by man
to Owner.

2. Special Warranty: Written warranty required by or incorporated i
Documents, either to extend time limit provided by manufactur
provide more rights for Owner.

B.  Special Warranties: Prepare a written document that cont priate terms and
identification, ready for execution. Submit a draft for app | re final execution.

1.  Manufacturer's Standard Form: Modified to in roject-specific information

and properly executed.
2. Specified Form: When specified forms uded with the Specifications,
rm properly executed.
specific content requirements and
ial warranties.

prepare a written document using appyo
3. Refer to Divisions 02 through 49 Se
particular requirements for submtf

C. Submittal Time: Comply wj pyements in Division 01 Section "Closeout
Procedures.”

PART 2 - PRODUCTS \o

2.1 PRODUCT SELE PROCEDURES

A. General equirements:  Provide products that comply with the Contract
Docu W@gt are undamaged and, unless otherwise indicated, that are new at time of
inst

Provide products complete with accessories, trim, finish, fasteners, and other
items needed for a complete installation and indicated use and effect.

Standard Products: If available, and unless custom products or nonstandard
options are specified, provide standard products of types that have been produced
and used successfully in similar situations on other projects.

Owner reserves the right to limit selection to products with warranties not in
conflict with requirements of the Contract Documents.

Where products are accompanied by the term "as selected,” Architect will make
selection.

Where products are accompanied by the term "match sample,” sample to be
matched is Architect's.
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B. Product Selection Procedures:

1.

2.

01 6000 - 6

Descriptive, performance, and reference standard requirements in the
Specifications establish "salient characteristics™ of products.

Or Equal or Comparable Product: Where products are specified by name and
accompanied by the term "or equal™ or “comparable product” or "or approved

equal” or "or approved,” comply with provisions in Part 2 "Comparable Products"a 6

Acrticle to obtain approval for use of an unnamed product.

the named product that complies with requirements.
Manufacturer/Source: Where Specifications name a single ma rer or
source, provide a product by the named manufacturer or so h mplies with
requirements.
Products: Where Specifications include a list of names roducts and
manufacturers, provide one of the products listed th m{illes with requirements.
Manufacturers: Where Specifications include a 4 facturers' names,
provide a product by one of the manufacturers hat complies with
requirements.
Available Products: Where Specificatio,
products and manufacturers, provide
product, that complies with requir
"Comparable Products" Article
Available Manufacturers: Wh
provide a product by one facturers listed, or an unnamed
manufacturer, that co requirements. Comply with provisions in Part 2
"Comparable Prod IC¥€ for consideration of an unnamed product.
Product Options; ecifications indicate that sizes, profiles, and
dimensional r on Drawings are based on a specific product or system,
provide th roduct or system. Comply with provisions in Part 2
"Product Su ns" Article for consideration of an unnamed product or
syste
Ba ign Product: Where Specifications name a product and/or include a
ufacturers, provide the specified product or a comparable product by
)

Product: Where Specifications name a single product and manufactuige

de a list of names of both
products listed, or an unnamed
mply with provisions in Part 2
ration of an unnamed product.
ifications include a list of manufacturers,

the other named manufacturers. Drawings and Specifications indicate

g, profiles, dimensions, and other characteristics that are based on the product
named. Comply with provisions in Part 2 "Comparable Products” Article for
consideration of an unnamed product by the other named manufacturers.
Visual Matching Specification: Where Specifications require matching an
established Sample, select a product that complies with requirements and matches
Architect's sample. Architect's decision will be final on whether a proposed
product matches.

a. If no product available within specified category matches and complies with
other specified requirements, comply with provisions in Part 2 "Product
Substitutions” Article for proposal of product.

PRODUCT REQUIREMENTS
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10.

2.2 PRODUCT SUBSTITUTIONS

A. Timing: Architect will consider requests for substit
after the Notice of Award. Requests received aft
rejected at discretion of Architect.

B. Conditions: Architect will consider Contr
following conditions are satisfied. If
Architect will return requests without
requirements:

1.

4.
S)

Visual Selection Specification: Where Specifications include the phrase "as
selected from manufacturer's colors, patterns, textures" or a similar phrase, select
a product that complies with other specified requirements.

a.  Standard Range: Where Specifications include the phrase "standard range
of colors, patterns, textures" or similar phrase, Architect will select color,
pattern, density, or texture from manufacturer's product line that does
include premium items.

b.  Full Range: Where Specifications include the phrase "full range g
patterns, textures™ or similar phrase, Architect will select color, @
density, or texture from manufacturer's product line that in :
standard and premium items.

eived within 30 days
time may be considered or

@equest for substitution when the
ing conditions are not satisfied,

ept to record noncompliance with these

Requested substitution o
conservation, or othe
Owner must assum
compensation to
other constr

ner a substantial advantage in cost, time, energy
ions, after deducting additional responsibilities
r's additional responsibilities may include
for redesign and evaluation services, increased cost of
wner, and similar considerations.

Requested on does not require extensive revisions to the Contract
Documents.

Re substitution is consistent with the Contract Documents and will
pro cated results.

on request is fully documented and properly submitted.
sted substitution will not adversely affect Contractor's Construction
edule.
Requested substitution has received necessary approvals of authorities having
jurisdiction.
Requested substitution is compatible with other portions of the Work.
Requested substitution has been coordinated with other portions of the Work.
Requested substitution provides specified warranty.
If requested substitution involves more than one contractor, requested substitution
has been coordinated with other portions of the Work, is uniform and consistent,
is compatible with other products, and is acceptable to all contractors involved.
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2.3 COMPARABLE PRODUCTS

A. Conditions: Architect will consider Contractor's request for comparable product when
the following conditions are satisfied. If the following conditions are not satisfied,
Architect will return requests without action, except to record noncompliance with these
requirements:

1.  Evidence that the proposed product does not require extensive revisions to
Contract Documents that it is consistent with the Contract Documents
produce the indicated results, and that it is compatible with other porti he
Work.

2.  Detailed comparison of significant qualities of proposed produ those

named in the Specifications. Significant qualities include a t chas

performance, weight, size, durability, visual effect, and s res and
requirements indicated.

Evidence that proposed product provides specified n

4.  List of similar installations for completed projec ct names and
addresses and names and addresses of architect owners, if requested.

5. Samples, if requested.
PART 3 - EXECUTION (Not Used) 0
END O N 01 60 00

w

S

o&
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Advancement
‘. of Construction
Technology

SUBSTITUTION

REQUEST
(After the Bidding Phase)

Project: Substitution Request Number:
From:
To: Date:
A/E Project Number:
Re: Contact For: a
W
Specification Title: Description:
Section: Page: Article/Paragraph:

Drawing Number and Title:

Proposed Substitution:

Details Numbered:

Manufacturer:

Address:

Phone:

Trade Name:

Installer:

Fax:

Address:

History: [ ] New Product

Differences between proposed substituti

[] 2-5year

-10 yearsold [] More than 10 years old

ified product:

[] Point-by-point comparative da

Reason for not providing speci

- REQUIRED BY A/E

Similar Installati
Project:

Address:

Architecig

Phone No.:

Owner:

Phone No.:

Da stall

0 d substitutions affects other parts of Work.

) [] Yes; explain

Cost Savings to Owner for accepting substitution: ($ ).
Proposed Substitution changes Contract Time:
[1No [] Yes (Add) (Deduct) days.

Supporting Data Attached: [ ] Drawings [ ] Product Data [ ] Samples [] Tests [ ] Reports []

PRODUCT REQUIREMENTS 01 60 00- 9
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SUBSTITUTION

REQUEST
(Continued)

The Undersigned certifies:
e  Proposed substitution has been fully investigated and determined to be equal or superior in all respects to specified
Same warranty will be furnished for proposed substitution as for specified product.

Same maintenance service and source of replacement parts, as applicable, is available.

Proposed substitution will have no adverse effect on other trades and will not affect or delay progress sched
Cost data as stated above is complete. Claims for additional costs related to accepted substitution whi uently
become apparent are to be waived.

Proposed substitution does not affect dimensions and functional clearances.

Payment will be made for changes to building design, including A/E design, detailing, and co
substitution.

Coordination, installation, and changes in the Work as necessary for accepted substitutio

ts caused by the

ete in all respects.

Submitted by:
Signed by:

Firm:
Address:

Telephone:

Attachments:

A/E’s Review and Action

Is in accordance with Specification Section 01330.

[] Substitution approved as ake submittals in accordance with Specification Section 01330.
[] Substitution rejected — Use led materials.

[] Substitution Requ ceivedoo late — Use specified materials

] Substitution approved — M

Signed by: Date:

Additional Com Contractor [ Subcontractor  [] Supplier [] Manufacturer [] A/E []

Copyright 1996, Construction Specification Institute, September 1996
99 Canal Center Plaza, Suite 300 Alexandria, VA 22314 CSI Form 13.1A

01 6000 - 10 PRODUCT REQUIREMENTS
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PART 1 - GENERAL

11

1.2

Conditions and other Division 01 Specification Sections, apply to this Section.

gO

RELATED DOCUMENTS a
Drawings and general provisions of the Contract, including General and Supplen@

SUMMARY

This Section includes general procedural requirements governin of the Work

including, but not limited to, the following:

Construction layout.
Field engineering and surveying.

General installation of products. Q
Coordination of Owner-installed products,

Progress cleaning.
Starting and adjusting.

Protection of installed constructio

N~ WNE

Correction of the Work.

Related Sections include the fov\

1.  Division 01 Section anagement and Coordination" for procedures for
coordinating fiel ng with other construction activities.

2. Division 01 SectiSgk ittal Procedures” for submitting surveys.

3. Division 0 utting and Patching” for procedural requirements for
cutting and necessary for the installation or performance of other
comp, ts of'Wie Work.

4, Divg ection "Closeout Procedures™ for submitting final property survey

jeCt Record Documents, recording of Owner-accepted deviations from
ted lines and levels, and final cleaning.

MITTALS

Landfill Receipts: Submit copy of receipts issued by a landfill facility, licensed to
accept hazardous materials, for hazardous waste disposal.

EXECUTION 017300-1
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PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION

3.1

EXAMINATION

Existing Conditions: The existence and location of site improvements, utiliti
other construction indicated as existing are not guaranteed. Before begi
investigate and verify the existence and location of mechanical and el
and other construction affecting the Work.

1.  Before construction, verify the location and points of conn ility
services.

Existing Utilities: The existence and location of und d other utilities and
construction indicated as existing are not guarant Betore beginning sitework,
investigate and verify the existence and location o erground utilities and other

construction affecting the Work.

1.  Before construction, verify the locati &ts of connection of sanitary
sewer, storm sewer, and water-se s ng; and underground electrical
services.

2. Furnish location data for w ~ 0 Project that must be performed by public

utilities serving Project s

substrates, areas, and conditions, with Installer or
ed, for compliance with requirements for installation
affecting performance. Record observations.

Acceptance of Condition

Applicator present w
tolerances and othe '

1. Written Rep ere a written report listing conditions detrimental to
perfo ce or¥he Work is required by other Sections, include the following:

cription of the Work.

LISt of detrimental conditions, including substrates.
List of unacceptable installation tolerances.

d.  Recommended corrections.

Verify compatibility with and suitability of substrates, including compatibility
with existing finishes or primers.

Examine roughing-in for mechanical and electrical systems to verify actual
locations of connections before equipment and fixture installation.

Examine walls, floors, and roofs for suitable conditions where products and
systems are to be installed.

Proceed with installation only after unsatisfactory conditions have been corrected.
Proceeding with the Work indicates acceptance of surfaces and conditions.

01 7300- 2 EXECUTION
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3.2

3.3

PREPARATION

Existing Utility Information: Furnish information to Owner that is necessary to adjust,
move, or relocate existing utility structures, utility poles, lines, services, or other utility
appurtenances located in or affected by construction. Coordinate with authorities
having jurisdiction.
Field Measurements: Take field measurements as required to fit the Work pr,
Recheck measurements before installing each product. Where portions of

leld

th
indicated to fit to other construction, verify dimensions of other construc
measurements before fabrication. Coordinate fabrication schedule ction
progress to avoid delaying the Work.

Space Requirements: Verify space requirements and dime items shown

diagrammatically on Drawings.

Review of Contract Documents and Field Conditions:
need for clarification of the Contract Documents, s
Architect. Include a detailed description of prob

recommendations for changing the Contract D@lt&
CONSTRUCTION LAYOUT

Verification: Before proceeding he Work, verify layout information shown
on Drawings, in relation to oPerty survey and existing benchmarks. If
discrepancies are discovere chitect promptly.

‘ ngineer to lay out the Work using accepted surveying

y on discovery of the
Request for Information to
encountered, together with

General: Engage a pr
practices.

1.  Establish be ks and control points to set lines and levels at each story of
jon and elsewhere as needed to locate each element of Project.
Ppnensions within tolerances indicated. Do not scale Drawings to
uired dimensions.

installers of lines and levels to which they must comply.

the location, level and plumb, of every major element as the Work
progresses.

Notify Architect when deviations from required lines and levels exceed allowable
tolerances.

Close site surveys with an error of closure equal to or less than the standard
established by authorities having jurisdiction.

Record Log: Maintain a log of layout control work. Record deviations from required
lines and levels. Include beginning and ending dates and times of surveys, weather
conditions, name and duty of each survey party member, and types of instruments and
tapes used. Make the log available for reference by Architect.

EXECUTION 0173 00-3
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3.4

3.5

INSTALLATION

General:  Locate the Work and components of the Work accurately, in correct

alignment and elevation, as indicated. 9
| z
Install products at the time and under conditions that will ensure the be

results.  Maintain conditions required for product performance until ntal
Completion.

Comply with manufacturer's written instructions and recommendations for install
products in applications indicated.

Conduct construction operations so no part of the Work is sula to damaging
operations or loading in excess of that expected during normal c occupancy.

Tools and Equipment: Do not use tools or equipment that h&rmful noise levels.

Templates: Obtain and distribute to the parties invol plates for work specified to
be factory prepared and field installed. Check Shop ings of other work to confirm

that adequate provisions are made for locatin installing products to comply with
indicated requirements.

Joints: Make joints of uniform width

indicated, arrange joints for the besiguis
form hairline joints.

Hazardous Materials: Use cleaners, and installation materials that are not
considered hazardous. 6

PROGRESS CL

joint locations in exposed work are not
ct. Fit exposed connections together to

General: Comveractor shall clean Project site and work areas daily, including
common ordinate progress cleaning for joint-use areas where more than one
instal rked. Enforce requirements strictly. Dispose of materials lawfully.

ly with requirements in NFPA 241 for removal of combustible waste
materials and debris.
Do not hold materials more than 7 days during normal weather or 3 days if the

temperature is expected to rise above 80 deg F.
3. Containerize hazardous and unsanitary waste materials separately from other

O

B.

waste. Mark containers appropriately and dispose of legally, according to
regulations.

Site: Maintain Project site free of waste materials and debris.

01 7300- 4 EXECUTION
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Work Areas: Clean areas where work is in progress to the level of cleanliness
necessary for proper execution of the Work.

1.  Remove liquid spills promptly.
2. Where dust would impair proper execution of the Work, broom-clean or vacuum
the entire work area, as appropriate.

Installed Work: Keep installed work clean. Clean installed surfaces accor
written instructions of manufacturer or fabricator of product installed, das
cleaning materials specifically recommended. If specific cleaning mate

recommended, use cleaning materials that are not hazardous to health and
that will not damage exposed surfaces.
Concealed Spaces: Remove debris from concealed spaces befor the space.

Exposed Surfaces in Finished Areas: Clean exposed sur
to ensure freedom from damage and deterioration at ti

rotect as necessary
ntial Completion.

Waste Disposal: Burying or burning waste materia -site will not be permitted.

Washing waste materials down sewers or into ays Will not be permitted.
ect construction in progress and

rotective covering where required to
bon at Substantial Completion.

During handling and installation, clean
adjoining materials already in place.
ensure protection from damage or dei@si

Clean and provide maintenan
through the remainder of
components to ensure op

Limiting Exposure se construction operations to assure that no part of the
construction, co r'in progress, is subject to harmful, dangerous, damaging, or
otherwise deleterio osure during the construction period.

STA

leted construction as frequently as necessary
uction period. Adjust and lubricate operable
thout damaging effects.

ADJUSTING

ment and operating components to confirm proper operation. Remove
nctioning units, replace with new units, and retest.

Adjust operating components for proper operation without binding. Adjust equipment
for proper operation.

Test each piece of equipment to verify proper operation. Test and adjust controls and
safeties. Replace damaged and malfunctioning controls and equipment.

Manufacturer's Field Service: If a factory-authorized service representative is required
to inspect field-assembled components and equipment installation, comply with
qualification requirements in Division 01 Section "Quality Requirements."

EXECUTION 01 73 00- 5
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3.7 PROTECTION OF INSTALLED CONSTRUCTION

A. Provide final protection and maintain conditions that ensure installed Work is without
damage or deterioration at time of Substantial Completion.

B.  Comply with manufacturer's written instructions for temperature and relative humidit

9

and

3.8 CORRECTION OF THE WORK

A. Repair or remove and replace defective construction. Restore damage
finishes. Comply with requirements in Division 01 Section "Cutting Cc

1. Repairing includes replacing defective parts, refinishing d aces,
touching up with matching materials, and properly adjughi Ing equipment.
B.  Restore permanent facilities used during construction to ied condition.
C. Remove and replace damaged surfaces that are exp o view if surfaces cannot be
repaired without visible evidence of repair.
D. Repair components that do not operate r@ Remove and replace operating

components that cannot be repaired.

E. Remove and replace chipped, scratcN roken glass or reflective surfaces.

\

TION 01 73 00

S

o&
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PART 1 - GENERAL

11

1.2

1.3

14

Conditions and other Division 01 Specification Sections, apply to this Section.

Related Sections include the following:

1. Divisions 2 through 49 Sections for specific require S limitations
applicable to cutting and patching individual par; rk.

DEFINITIONS Q
Cutting: Removal of in-place constriG cessary to permit installation or

performance of other Work.

Patching: Fitting and repair @ed to restore surfaces to original conditions

RELATED DOCUMENTS a
Drawings and general provisions of the Contract, including General and Supplen@

SUMMARY

This Section includes procedural requirements for cutting and pa

after installation of other Wor

SUBMITTALS

Cutting and Pat }sal: Submit a proposal describing procedures at least 10
days before the ti ting and patching will be performed, requesting approval to
proceed. | e the Tollowing information:

escribe cutting and patching, show how they will be performed, and

te why they cannot be avoided.

ges to In-Place Construction: Describe anticipated results. Include changes
to structural elements and operating components as well as changes in building's
appearance and other significant visual elements.

Products: List products to be used and firms or entities that will perform the
Work.

Dates: Indicate when cutting and patching will be performed.

Utility Services and Mechanical/Electrical Systems: List services/systems that
cutting and patching procedures will disturb or affect. List services/systems that
will be relocated and those that will be temporarily out of service. Indicate how
long services/systems will be disrupted.

CUTTING AND PATCHING 017329-1
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6.  Structural Elements: Where cutting and patching involve adding reinforcement to
structural elements, submit details and engineering calculations showing
integration of reinforcement with original structure.

7. Architect's Approval: Obtain approval of cutting and patching proposal before
cutting and patching. Approval does not waive right to later require removal and
replacement of unsatisfactory work.

15 QUALITY ASSURANCE "’
A.  Structural Elements: Do not cut and patch structural elements in a m Otould

change their load-carrying capacity or load-deflection ratio.

B.  Operational Elements: Do not cut and patch operating elements components
in a manner that results in reducing their capacity to perfor ed or that results
in increased maintenance or decreased operational life orgafe erating elements
include the following:

Primary operational systems and equipment.

Air or smoke barriers.
Fire-suppression systems.
Communication systems.

Electrical wiring systems.

arwE

h construction in a manner that results in
. Do not cut and patch construction exposed on
manner that would, in Architect's opinion, reduce
emove and replace construction that has been cut
actory manner.

C. Visual Requirements: Do not
visual evidence of cutting and
the exterior or in occupied
the building's aesthetic
and patched in a visua n

D. Cutting and Patc erence: Before proceeding, meet at Project site with parties
involved in cutting patching, including mechanical and electrical trades. Review
areas of p | interference and conflict. Coordinate procedures and resolve potential
conflicts ceeding.

Y

ing Warranties: Remove, replace, patch, and repair materials and surfaces cut or
damaged during cutting and patching operations, by methods and with materials so as
not to void existing warranties.

017329-2 CUTTING AND PATCHING
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PART 2 - PRODUCTS

2.1 MATERIALS

A. General: Comply with requirements specified in other Sections. Qa
B. In-Place Materials: Use materials identical to in-place materials. For exposed SL%

use materials that visually match in-place adjacent surfaces to the full
possible.

1. If identical materials are unavailable or cannot be used, use mat hat; when
installed, will match the visual and functional performance ofga-@8e materials.

PART 3 - EXECUTION

3.1 EXAMINATION

A. Examine surfaces to be cut and patched ditions under which cutting and
patching are to be performed.
1.  Compatibility: Before patchin patibility with and suitability of
substrates, including compatib& in-place finishes or primers.

2 Proceed with installation nsafe or unsatisfactory conditions have been
corrected.
32  PREPARATION \o

A.  Temporary Supp ide temporary support of Work to be cut.

B. otect in-place construction during cutting and patching to prevent
protection from adverse weather conditions for portions of Project

posed during cutting and patching operations.

Protection;
damage.

that
C. Areas: Avoid interference with use of adjoining areas or interruption of free
age to adjoining areas.

3 PERFORMANCE

A.

General: Employ skilled workers to perform cutting and patching. Proceed with
cutting and patching at the earliest feasible time, and complete without delay.

1.  Cutin-place construction to provide for installation of other components or
performance of other construction, and subsequently patch as required to restore
surfaces to their original condition.

CUTTING AND PATCHING 017329-3



DIVISION OF FACILITIES MANAGEMENT  DFM 900 N. KING STREET ELEVATOR RENOVATIONS

B. Cutting: Cut in-place construction by sawing, drilling, breaking, chipping, grinding,
and similar operations, including excavation, using methods least likely to damage
elements retained or adjoining construction. If possible, review proposed procedures

with original Installer; comply with original Installer's written recommendations. 9
1. In general, use hand or small power tools designed for sawing and grinding, no

g

hammering and chopping. Cut holes and slots as small as possible, neatly to g
required, and with minimum disturbance of adjacent surfaces. Temporaril
openings when not in use.

2.  Finished Surfaces: Cut or drill from the exposed or finished side into @ed
surfaces.

3. Concrete and Masonry: Cut using a cutting machine, such as asive saw or
a diamond-core drill.

4.  Proceed with patching after construction operations requj
complete.

are

C. Patching: Patch construction by filling, repairing, refig@hi osing up, and similar
operations following performance of other Work. P ith durable seams that are as
invisible as possible. Provide materials and comply@ith installation requirements
specified in other Sections.

1.  Inspection: Where feasible, test and atched areas after completion to
demonstrate integrity of installgi
2.  Exposed Finishes: Restore ex
restoration into retained agg

evidence of patching an

ishes of patched areas and extend finish
nstruction in a manner that will eliminate

a. , and similar features before applying paint or other
b. pipe covering to its original condition.
D. Cleaning: ean s and spaces where cutting and patching are performed.

Complete ve paint, mortar, oils, putty, and similar materials.

o END OF SECTION 01 73 29

o&
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PART 1 - GENERAL

11

1.2

1.3

o&

Conditions and other Division 01 Specification Sections, apply to this Section.

gaO

RELATED DOCUMENTS a
Drawings and general provisions of the Contract, including General and Supplen@

SUMMARY

This Section includes administrative and procedural requiremen ct closeout,

including, but not limited to, the following:

1. Division 01 Section "Payment P Qequirements for Applications for

roce

Payment for Substantial and Fi ion.

2. Division 01 Section "Photogra&i umentation” for submitting Final
Completion construction and negatives.

Division 01 Section "EX for progress cleaning of Project site.

4.  Division 01 Sectiong cord Documents™ for submitting Record
Drawings, Recor tions, and Record Product Data.

5.  Divisions 02 t (N ections for specific closeout and special cleaning

requiremen ork in those Sections.

1. Inspection procedures.
2. Warranties.
3. Final cleaning.

Related Sections include the following:

w

SUBSTA COMPLETION

Prel@ ocedures:  Before requesting inspection for determining date of

S Completion, complete the following. List items below that are incomplete

1.9 Prepare a list of items to be completed and corrected (punch list), the value of
items on the list, and reasons why the Work is not complete.

2. Advise Owner of pending insurance changeover requirements.

3. Submit specific warranties, workmanship bonds, maintenance service agreements,
final certifications, and similar documents.

4.  Obtain and submit releases permitting Owner unrestricted use of the Work and
access to services and utilities. Include occupancy permits, operating certificates,
and similar releases.

CLOSEOUT PROCEDURES 017700-1
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1.4

5. Prepare and submit Project Record Documents, operation and maintenance
manuals, Final Completion construction photographs, damage or settlement
surveys, property surveys, and similar final record information.

6.  Deliver tools, spare parts, extra materials, and similar items to location designated 6

by Owner. Label with manufacturer's name and model number where applicable. a

7. Make final changeover of permanent locks and deliver keys to Owner. Advise
Owner's personnel of changeover in security provisions.

8.  Terminate and remove temporary facilities from Project site, along with mé
construction tools, and similar elements.

9.  Complete final cleaning requirements, including touchup painting.

10. Touch up and otherwise repair and restore marred exposed finis ate
visual defects.

Inspection: Submit a written request for inspection for Suk pletion. On
receipt of request, Architect will either proceed with inspect tify Contractor of
unfulfilled requirements.  Architect will prepare th erfiiicate of Substantial
Completion after inspection or will notify Contractor W@fher on Contractor's list
or additional items identified by Architect, that mus ompleted or corrected before
certificate will be issued.

nal inspection.

1.  Reinspection: Reinspection will occ |
i basis of requirements for Final

2. Results of completed inspection

Completion. \

FINAL COMPLETION

Preliminary Procedures; requesting final inspection for determining date of
Final Completion, CON ollowing:

1.  Submitafi ication for Payment according to Division 01 Section
"Payment Pro res."

rtified copy of Architect's Substantial Completion inspection list of
ompleted or corrected (punch list), endorsed and dated by Architect.
ied copy of the list shall state that each item has been completed or

ise resolved for acceptance.

mit evidence of final, continuing insurance coverage complying with
insurance requirements.

Submit pest-control final inspection report and warranty.

Instruct Owner's personnel in operation, adjustment, and maintenance of products,
equipment, and systems.

Inspection: Submit a written request for final inspection for acceptance. On receipt of
request, Architect will either proceed with inspection or notify Contractor of unfulfilled
requirements. Architect will prepare a final Certificate for Payment after inspection or
will notify Contractor of construction that must be completed or corrected before
certificate will be issued.

017700-2 CLOSEOUT PROCEDURES
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1.  Reinspection: Request reinspection when the Work identified in previous
inspections as incomplete is completed or corrected.

2. Inspections by the Architect, requested by the Contractor after the second
punch list inspection, shall be at the cost of the Contractor. Costs shall be on
a time and material basis and back charged to the Contractor’s contract wit

the Owner.

pace
ms needing

1.5 LIST OF INCOMPLETE ITEMS (PUNCH LIST)

A.  Preparation: Submit three copies of list. Include name and identificati
and area affected by construction operations for incomplete items

correction including, if necessary, areas disturbed by Contracto outside the
limits of construction.
1. Organize list of spaces in sequential order, starting wiih eX@ridr areas first and

proceeding from lowest floor to highest floor.
2. Organize items applying to each space by maj ent, including categories for
ceiling, individual walls, floors, equipment, and bS@i§ling systems.

3. Include the following information at the@each page:
. Project name.
. Date. \

Name of Architect.

Name of Contractor,
Page number.

1.6 WARRANTIES

Pop o

xritten warranties on request of Architect for designated
ere commencement of warranties other than date of Substantial

A.  Submittal Time:
portions of the Wo

cy: Submit properly executed warranties within 15 days of completion
d portions of the Work that are completed and occupied or used by Owner
i truction period by separate agreement with Contractor.
ize warranty documents into an orderly sequence based on the table of contents of
the Project Manual.

binders, thickness as necessary to accommodate contents, and sized to receive 8-
1/2-by-11-inch paper.

2. Provide heavy paper dividers with plastic-covered tabs for each separate
warranty. Mark tab to identify the product or installation. Provide a typed
description of the product or installation, including the name of the product and
the name, address, and telephone number of Installer.

o 1. Bind warranties and bonds in heavy-duty, 3-ring, vinyl-covered, loose-leaf

CLOSEOUT PROCEDURES 0177 00-3
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3. ldentify each binder on the front and spine with the typed or printed title
"WARRANTIES," Project name, and name of Contractor.

D. Provide additional copies of each warranty to include in operation and maintenance 9
manuals.

1.7 CLOSEOUT DOCUMENTATION SUBMITTALS

A.  Prepare and submit documentation of the following items;

1. Form G704 Substantial Completion

2. Form G706 Affidavit of Payment of Debts and Claims
3. Form 706A Release of Liens Contractor / Subcontractor
4, Form 707 Consent of Surety Company

5. Final Payment App

6.  Meeting Minutes

7. General Correspondence

8.  Certificate of Occupancy

9.  Environmental Certificates

10. Warranties ( Letter of Guarantee and W. nfo)

11. O&M Manuals
12. Hard Copy of As-Built Drawings
13. 2 sets of drawing discs. Updat
14. Occupancy Permits

15. Test & Balancing Reportg

19. Record Shop
20. Affidavito
21. Copy of com

and submittals
of State Tax Liability
final punch list signed off on by Owner’s Rep

Pu seout Letter.

PART 2 OTS
K MATERIALS
OA. Cleaning Agents: Use cleaning materials and agents recommended by manufacturer or

fabricator of the surface to be cleaned. Do not use cleaning agents that are potentially
hazardous to health or property or that might damage finished surfaces.

017700-4 CLOSEOUT PROCEDURES
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PART 3 - EXECUTION

3.1 FINAL CLEANING

A. General: Provide final cleaning. Conduct cleaning and waste-removal operations
comply with local laws and ordinances and Federal and local environmental
antipollution regulations.

B. Cleaning: Employ experienced workers or professional cleaners for fi g.

Clean each surface or unit to condition expected in an average com ding
cleaning and maintenance program. Comply with manufacturer's wri tructions.

ion for
rtion of

1.  Complete the following cleaning operations before requestg
certification of Substantial Completion for entire Proje
Project:

a.  Clean Project site, yard, and grounds, in istUroed by construction
activities, including landscape developme as, of rubbish, waste
material, litter, and other foreign s ces.

b.  Sweep paved areas broom clean. @ petrochemical spills, stains, and
other foreign deposits.

C. Rake grounds that are neit
surface.

d.  Remove snow and ic

e.  Clean exposed ext
condition, free
disturbing na

surfaces t j
f. Leave

nor paved to a smooth, even-textured

safe access to building.

interior hard-surfaced finishes to a dirt-free
ms, and similar foreign substances. Avoid
thering of exterior surfaces. Restore reflective
nal condition.

an and ready for occupancy.

C.  Comply with safet dards for cleaning. Do not burn waste materials. Do not bury
debris or materials on Owner's property. Do not discharge volatile, harmful, or
dangerou s into drainage systems. Remove waste materials from Project site
and awfully.

END OF SECTION 01 77 00

O
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DFM 900 N. KING STREET ELEVATOR RENOVATIONS  DIVISION OF FACILITIES MANAGEMENT

PART 1 - GENERAL

1.1 RELATED DOCUMENTS a
A. Drawings and general provisions of the Contract, including General and Supplen@

Conditions and other Division 01 Specification Sections, apply to this Section.

gject Record

1.2 SUMMARY

A. This Section includes administrative and procedural requireme
Documents, including the following:

1.  Record Drawings.
2.  Record Specifications.
3. Record Product Data.

R

B. Related Sections include the following:
1.  Division 01 Section "Closeout Proce N eneral closeout procedures.

2. Divisions 02 through 49 Sections for requirements for Project Record

Documents of the Work in tho&

13 SUBMITTALS

A. Record Drawings: Co
1. Number of Copi

he following:
t copies of Record Drawings as follows:

a. Initi al: Submit one set(s) of plots from corrected Record CAD
Drawi d one set(s) of marked-up Record Prints. Architect will initial

date each plot and mark whether general scope of changes, additional

ation recorded, and quality of drafting are acceptable. Architect will

rn plots and prints for organizing into sets, printing, binding, and final
submittal.

Final Submittal: Submit one set(s) of marked-up Record Prints, one set(s)
of Record Transparencies, Print each Drawing, whether or not changes and

additional information were recorded.

c.  Operation and Maintenance Manuals: Submit Three Sets of bound and
organized by division, provided in hard cover three ring binder.
1)  Electronic Media: CD-R.

B. Record Specifications: Submit one copy of Project's Specifications, including addenda
and contract modifications.

C. Record Product Data: Submit one copy of each Product Data submittal.

PROJECT RECORD DOCUMENTS 017839-1



DIVISION OF FACILITIES MANAGEMENT  DFM 900 N. KING STREET ELEVATOR RENOVATIONS

1. Where Record Product Data is required as part of operation and maintenance
manuals, submit marked-up Product Data as an insert in manual instead of
submittal as Record Product Data.

PART 2 - PRODUCTS Qa

2.1 RECORD DRAWINGS

A. Record Prints: Maintain one set of blue- or black-line white prints
Drawings and Shop Drawings.

installation
obtained
astor, or similar

1.  Preparation: Mark Record Prints to show the actual install
varies from that shown originally. Require individual o
record data, whether individual or entity is Installer,
entity, to prepare the marked-up Record Prints.

a.  Give particular attention to information on\g@cealed elements that would
be difficult to identify or measure a cord ¥ter.

b.  Accurately record information in standable drawing technique.

c.  Record data as soon as possibl ining it. Record and check the
markup before enclosing c installations.

2. Content: Types of items re N
following: Q

ing include, but are not limited to, the

Dimensional rawings.
Revisions own on Drawings.
Depths ns below first floor.

Locaig epths of underground utilities.
Chang e by Change Order or Change Directive.

nges Made following Architect's written orders.
not on the original Contract Drawings.

d records for variable and concealed conditions.
ORecord information on the Work that is shown only schematically.
Mark the Contract Drawings or Shop Drawings, whichever is most capable of
showing actual physical conditions, completely and accurately. If Shop Drawings
are marked, show cross-reference on the Contract Drawings.
Mark record sets with erasable, red-colored pencil. Use other colors to
distinguish between changes for different categories of the Work at same location.
Mark important additional information that was either shown schematically or
omitted from original Drawings.
Note Construction Change Directive numbers, alternate numbers, Change Order
numbers, and similar identification, where applicable.

@rooo0ow
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DFM 900 N. KING STREET ELEVATOR RENOVATIONS  DIVISION OF FACILITIES MANAGEMENT

B. Newly Prepared Record Drawings: Prepare new Drawings instead of preparing Record
Drawings where Architect determines that neither the original Contract Drawings nor
Shop Drawings are suitable to show actual installation.

1. New Drawings may be required when a Change Order is issued as a result of
accepting an alternate, substitution, or other modification.

2. Consult Architect for proper scale and scope of detailing and notations requi
record the actual physical installation and its relation to other construction.
Integrate newly prepared Record Drawings into Record Drawing sets;
with procedures for formatting, organizing, copying, binding, and sub

QQ

rd Drawings into
ets. Include

C. Format: Identify and date each Record Drawing; include the desi "PROJECT

RECORD DRAWING" in a prominent location.

1.  Record Prints: Organize Record Prints and newly prep
manageable sets. Bind each set with durable paper
identification on cover sheets.

2. Record Transparencies: Organize into unboun atching Record Prints.
Place transparencies in durable tube-type drawing'@ntainers with end caps. Mark
end cap of each container with identific container does not include a
complete set, identify Drawings incl

3. Record CAD Drawings: Organize C
that correspond to each sheet of.t
sheet identification. Include i i

4. Identification: As followsg
. Project name.

r

mation into separate electronic files
ct Drawings. Name each file with the
ion in each CAD file.

P00 o
@]
_|
X
m
O
O
Ry
O
O
>
=
Z
®
%

CT DATA

Mark Product Data to indicate the actual product installation where
varies substantially from that indicated in Product Data submittal.

Give particular attention to information on concealed products and installations
that cannot be readily identified and recorded later.

Include significant changes in the product delivered to Project site and changes in
manufacturer's written instructions for installation.

Note related Change Orders, Record Specifications, and Record Drawings where
applicable.

PROJECT RECORD DOCUMENTS 0178 39-3
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2.3 MISCELLANEOUS RECORD SUBMITTALS
A. Assemble miscellaneous records required by other Specification Sections for
miscellaneous record keeping and submittal in connection with actual performance of
the Work. Bind or file miscellaneous records and identify each, ready for continued use
and reference.
PART 3 - EXECUTION 06
3.1 RECORDING AND MAINTENANCE gﬂ
A. Recording: Maintain one copy of each submittal during the period for
Project Record Document purposes. Post changes and modif Project Record
Documents as they occur; do not wait until the end of Projegt.
B. Maintenance of Record Documents and Samples; retecord Documents and

o&

Samples in the field office apart from the Contract ments used for construction.
Do not use Project Record Documents for c@ructio purposes. Maintain Record

Documents in good order and in a cleanr gible condition, protected from
deterioration and loss. Provide access t ecord Documents for Architect's
reference during normal working hour

ENDcx
0\0

N 01 78 39
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	01 21 00 - ALLOWANCES
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements governing allowances.
	1. Certain items are specified in the Contract Documents by allowances.  Allowances have been established in lieu of additional requirements and to defer selection of actual materials and equipment to a later date when additional information is availa...
	2. Any unused monies of the allowance shall be returned to the owner via a credit change order at the end of the project, and will be reflected in the final application for payment.

	B. Types of allowances include the following:
	1. Lump-sum allowances.

	C. Related Sections include the following:
	1. Division 01 Section "Contract Modification Procedures" for procedures for submitting and handling Change Orders for allowances.
	2. Division 01 Section "Unit Prices" for procedures for using unit prices.
	3. Division 01 Section "Quality Requirements" for procedures governing the use of allowances for testing and inspecting.
	4. Divisions 02 through 49 Sections for items of Work covered by allowances.


	1.3 SELECTION AND PURCHASE
	A. At the earliest practical date after award of the Contract, advise Architect of the date when final selection and purchase of each product or system described by an allowance must be completed to avoid delaying the Work.
	B. At Architect's request, obtain proposals for each allowance for use in making final selections.  Include recommendations that are relevant to performing the Work.
	C. Purchase products and systems selected by Architect from the designated supplier.

	1.4 SUBMITTALS
	A. Submit proposals for purchase of products or systems included in allowances, in the form specified for Change Orders.
	B. Submit invoices or delivery slips to show actual quantities of materials delivered to the site for use in fulfillment of each allowance.
	C. Coordinate and process submittals for allowance items in same manner as for other portions of the Work.

	1.5 COORDINATION
	A. Coordinate allowance items with other portions of the Work.  Furnish templates as required to coordinate installation.

	1.6 LUMP-SUM ALLOWANCES
	A. Allowance shall include cost to Contractor of specific products and materials ordered by Owner under allowance and shall include taxes, freight, and delivery to Project site.
	B. Contractor's costs for receiving and handling at Project site, labor, installation, overhead and profit, and similar costs related to products and materials ordered by Owner under allowance shall be included as part of the Contract Sum and not part...


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine products covered by an allowance promptly on delivery for damage or defects.  Return damaged or defective products to manufacturer for replacement.

	3.2 PREPARATION
	A. Coordinate materials and their installation for each allowance with related materials and installations to ensure that each allowance item is completely integrated and interfaced with related work.

	3.3 SCHEDULE OF ALLOWANCES
	A. Allowance No. 1:  Include an allowance entitled “General Owner’s Allowance”, in the amount of $10,000.  This allowance will be utilized by the owner for owner-elected changes to the work.  Any or all unused allowance monies shall be returned to the...



	01 23 00 - ALTERNATES
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 1 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for alternates.

	1.3 DEFINITIONS
	A. Alternate:  An amount proposed by bidders and stated on the Bid Form for certain work defined in the Bidding Requirements that may be added to or deducted from the Base Bid amount if Owner decides to accept a corresponding change either in the amou...
	1. The cost or credit for each alternate is the net addition to or deduction from the Contract Sum to incorporate alternate into the Work.  No other adjustments are made to the Contract Sum.


	1.4 PROCEDURES
	A. Coordination:  Modify or adjust affected adjacent work as necessary to completely integrate work of the alternate into Project.
	1. Include as part of each alternate, miscellaneous devices, accessory objects, and similar items incidental to or required for a complete installation whether or not indicated as part of alternate.

	B. Notification:  Immediately following award of the Contract, notify each party involved, in writing, of the status of each alternate.  Indicate if alternates have been accepted, rejected, or deferred for later consideration.  Include a complete desc...
	C. Execute accepted alternates under the same conditions as other work of the Contract.
	D. Schedule:  A Schedule of Alternates is included at the end of this Section.  Specification Sections referenced in schedule contain requirements for materials necessary to achieve the work described under each alternate.


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -   EXECUTION
	3.1 SCHEDULE OF ALTERNATES
	A. Alternate No. 1: ADD ALTERNATE FOR ALL WORK ASSOCIATED WITH THE INSTALLATION OF SANIGLAZE AND SEALING THE EXISTING TOILET ROOMS 101 & 102 FLOORS.
	B. Alternate No. 2: DEDUCT ALTERNATE FOR ALL WORK ASSOCIATED WITH TOILET ROOMS 101 & 102.



	01 25 00 - SUBSTITUTION PROCEDURES
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Requests for substitution must be made ten days prior to bid.  This specification section applies to extra-ordinary conditions that could not be requested during the bidding period.
	B. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 1 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for handling requests for substitutions made after award of the Contract, but no later than 60 days after commencement of the Work.
	B. Related Sections:  The following Divisions contain requirements that relate to this Section:
	1. Division 1 specifies the applicability of industry standards to products specified.
	2. Division 1 specifies requirements for submitting the Contractor's Construction Schedule and the Submittal Schedule.
	3. Division 1 specifies requirements governing the Contractor's selection of products and product options.


	1.3 DEFINITIONS
	A. Definitions in this Article do not change or modify the meaning of other terms used in the Contract Documents.
	B. Substitutions:  Changes in products, materials, equipment, and methods of construction required by the Contract Documents proposed by the Contractor after award of the Contract are considered to be requests for substitutions.  The following are not...
	1. Substitutions requested during the bidding period, and accepted by Addendum prior to award of the Contract, are included in the Contract Documents and are not subject to requirements specified in this Section for substitutions.
	2. Revisions to the Contract Documents requested by the Owner or Architect.
	3. Specified options of products and construction methods included in the Contract Documents.
	4. The Contractor's determination of and compliance with governing regulations and orders issued by governing authorities.


	1.4 SUBMITTALS
	A. Substitution Request Submittal:  The Architect will consider requests for substitution if received within 60 days after commencement of the Work (Item 1.1, A. above).  Requests received more than 60 days after commencement of the Work may be consid...
	1. Submit three copies of each request for substitution for consideration.  Submit requests in the form and according to procedures required for change-order proposals.  The Contractor is solely responsible for obtaining the required forms to submit b...
	2. Identify the product or the fabrication or installation method to be replaced in each request.  Include related Specification Section and Drawing numbers.
	3. Provide complete documentation showing compliance with the requirements for substitutions, and the following information, as appropriate:
	a. Coordination information, including a list of changes or modifications needed to other parts of the Work and to construction performed by the Owner and separate contractors that will be necessary to accommodate the proposed substitution.
	b. A detailed comparison of significant qualities of the proposed substitution with those of the Work specified.  Significant qualities may include elements, such as performance, weight, size, durability, and visual effect.
	c. Product Data, including Drawings and descriptions of products and fabrication and installation procedures.
	d. Samples, where applicable or requested.
	e. A statement indicating the substitution's effect on the Contractor's Construction Schedule compared to the schedule without approval of the substitution.  Indicate the effect of the proposed substitution on overall Contract Time.
	f. Cost information, including a proposal of the net change, if any in the Contract Sum.
	g. The Contractor's certification that the proposed substitution conforms to requirements in the Contract Documents in every respect and is appropriate for the applications indicated.
	h. The Contractor's waiver of rights to additional payment or time that may subsequently become necessary because of the failure of the substitution to perform adequately.

	4. Architect's Action:  If necessary, the Architect will request additional information or documentation for evaluation within one week of receipt of a request for substitution.  The Architect will notify the Contractor of acceptance or rejection of t...
	a. Use the product specified if the Architect cannot make a decision on the use of a proposed substitute within the time allocated.




	PART 2 -  PRODUCTS
	2.1 SUBSTITUTIONS
	A. Conditions:  The Architect will receive and consider the Contractor's request for substitution when the following conditions are satisfied, as determined by the Architect.  If the following conditions are not satisfied, the Architect will return th...
	1. Revisions to the Contract Documents are not required.
	2. Proposed changes are in keeping with the general intent of the Contract Documents.
	3. The request is timely, fully documented, and properly submitted.
	4. The specified product or method of construction cannot be provided within the Contract Time.  The Architect will not consider the request if the product or method cannot be provided as a result of failure to pursue the Work promptly or coordinate a...
	5. The requested substitution offers the Owner a substantial advantage, in cost, time, energy conservation, or other considerations, after deducting additional responsibilities the Owner must assume.  The Owner's additional responsibilities may includ...
	6. The specified product or method of construction cannot receive necessary approval by a governing authority, and the requested substitution can be approved.
	7. The specified product or method of construction cannot be provided in a manner that is compatible with other materials and where the Contractor certifies that the substitution will overcome the incompatibility.
	8. The specified product or method of construction cannot be coordinated with other materials and where the Contractor certifies that the proposed substitution can be coordinated.

	B. The Contractor's submittal and the Architect's acceptance of Shop Drawings, Product Data, or Samples for construction activities not complying with the Contract Documents do not constitute an acceptable or valid request for substitution, nor do the...



	01 26 00 - CONTRACT MODIFICATION PROCEDURES
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section specifies administrative and procedural requirements for handling and processing Contract modifications.
	B. Related Sections include the following:
	1. Division 01 Section "Product Requirements" for administrative procedures for handling requests for substitutions made after Contract award.


	1.3 MINOR CHANGES IN THE WORK
	A. Architect will issue supplemental instructions authorizing Minor Changes in the Work, not involving adjustment to the Contract Sum or the Contract Time, on AIA Document G710, "Architect's Supplemental Instructions."

	1.4 PROPOSAL REQUESTS
	A. Owner-Initiated Proposal Requests:  Architect will issue a detailed description of proposed changes in the Work that may require adjustment to the Contract Sum or the Contract Time.  If necessary, the description will include supplemental or revise...
	1. Proposal Requests issued by Architect are for information only.  Do not consider them instructions either to stop work in progress or to execute the proposed change.
	2. Within time specified in Proposal Request, but no more than 20 days after receipt of Proposal Request, submit a quotation estimating cost adjustments to the Contract Sum and the Contract Time necessary to execute the change.
	a. Include a list of quantities of products required or eliminated and unit costs, with total amount of purchases and credits to be made.  If requested, furnish survey data to substantiate quantities.
	b. Indicate applicable taxes, delivery charges, equipment rental, and amounts of trade discounts.
	c. Include costs of labor and supervision directly attributable to the change.
	d. Include an updated Contractor's Construction Schedule that indicates the effect of the change, including, but not limited to, changes in activity duration, start and finish times, and activity relationship.  Use available total float before request...


	B. Contractor-Initiated Proposals:  If latent or unforeseen conditions require modifications to the Contract, Contractor may propose changes by submitting a request for a change to Architect.
	1. Include a statement outlining reasons for the change and the effect of the change on the Work.  Provide a complete description of the proposed change.  Indicate the effect of the proposed change on the Contract Sum and the Contract Time.
	2. Include a list of quantities of products required or eliminated and unit costs, with total amount of purchases and credits to be made.  If requested, furnish survey data to substantiate quantities.
	3. Indicate applicable taxes, delivery charges, equipment rental, and amounts of trade discounts.
	4. Include costs of labor and supervision directly attributable to the change.
	5. Include an updated Contractor's Construction Schedule that indicates the effect of the change, including, but not limited to, changes in activity duration, start and finish times, and activity relationship.  Use available total float before request...
	6. Comply with requirements in Division 01 Section "Product Requirements" if the proposed change requires substitution of one product or system for product or system specified.

	C. Proposal Request Form:  Use AIA Document G709 for Proposal Requests.

	1.5 CHANGE ORDER PROCEDURES
	A. On Owner's approval of a Proposal Request, Architect will issue a Change Order for signatures of Owner and Contractor on AIA Document G701.

	1.6 CONSTRUCTION CHANGE DIRECTIVE
	A. Construction Change Directive:  Architect may issue a Construction Change Directive on AIA Document G714.  Construction Change Directive instructs Contractor to proceed with a change in the Work, for subsequent inclusion in a Change Order.
	1. Construction Change Directive contains a complete description of change in the Work.  It also designates method to be followed to determine change in the Contract Sum or the Contract Time.

	B. Documentation:  Maintain detailed records on a time and material basis of work required by the Construction Change Directive.
	1. After completion of change, submit an itemized account and supporting data necessary to substantiate cost and time adjustments to the Contract.



	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	01 29 00 - PAYMENT PROCEDURES
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section specifies administrative and procedural requirements necessary to prepare and process Applications for Payment.
	B. Related Sections include the following:
	1. Division 01 Section "Allowances" for procedural requirements governing handling and processing of allowances.
	2. Division 01 Section "Contract Modification Procedures" for administrative procedures for handling changes to the Contract.
	3. Division 01 Section "Construction Progress Documentation" for administrative requirements governing preparation and submittal of Contractor's Construction Schedule and Submittals Schedule.


	1.3 SCHEDULE OF VALUES
	A. Coordination:  Coordinate preparation of the Schedule of Values with preparation of Contractor's Construction Schedule.
	1. Correlate line items in the Schedule of Values with other required administrative forms and schedules, including the following:
	a. Application for Payment forms with Continuation Sheets.
	b. Submittals Schedule.
	c. Contractor's Construction Schedule.

	2. Submit the Schedule of Values to Architect at earliest possible date but no later than seven days before the date scheduled for submittal of initial Applications for Payment.

	B. Format and Content:  Use the Project Manual table of contents as a guide to establish line items for the Schedule of Values.  Provide at least one line item for each Specification Section.
	1. Identification:  Include the following Project identification on the Schedule of Values:
	a. Project name and location.
	b. Name of Architect.
	c. Architect's project number.
	d. Contractor's name and address.
	e. Date of submittal.

	2. Submit draft of AIA Document G703 Continuation Sheets.
	4. Round amounts to nearest whole dollar; total shall equal the Contract Sum.
	5. Provide a separate line item in the Schedule of Values for each part of the Work where Applications for Payment may include materials or equipment purchased or fabricated and stored, but not yet installed.
	a. Differentiate between items stored on-site and items stored off-site.  If specified, include evidence of insurance or bonded warehousing.

	6. Provide separate line items in the Schedule of Values for initial cost of materials, for each subsequent stage of completion, and for total installed value of that part of the Work.
	7. Each item in the Schedule of Values and Applications for Payment shall be complete.  Include total cost and proportionate share of general overhead and profit for each item.
	a. Temporary facilities and other major cost items that are not direct cost of actual work-in-place may be shown either as separate line items in the Schedule of Values or distributed as general overhead expense, at Contractor's option.

	8. Schedule Updating:  Update and resubmit the Schedule of Values before the next Applications for Payment when Change Orders or Construction Change Directives result in a change in the Contract Sum. Include each Change Order as a a new line item on t...


	1.4 APPLICATIONS FOR PAYMENT
	A. Each Application for Payment shall be consistent with previous applications and payments as certified by Architect and paid for by Owner.
	1. Initial Application for Payment, Application for Payment at time of Substantial Completion, and final Application for Payment involve additional requirements.

	B. Payment Application Times:  The date for each progress payment is indicated in the Agreement between Owner and Contractor.  The period of construction Work covered by each Application for Payment is the period indicated in the Agreement.
	C. Payment Application Forms:  Use AIA Document G702 and AIA Document G703 Continuation Sheets as form for Applications for Payment.
	D. Application Preparation:  Complete every entry on form.  Notarize and execute by a person authorized to sign legal documents on behalf of Contractor.  Architect will return incomplete applications without action.
	1. Entries shall match data on the Schedule of Values and Contractor's Construction Schedule.  Use updated schedules if revisions were made.
	2. Include amounts of Change Orders and Construction Change Directives issued before last day of construction period covered by application.

	E. Transmittal:  Submit 1 Original and 3 copies, signed and notarized, of each Application for Payment to Architect by a method ensuring receipt.  One copy shall include waivers of lien and similar attachments if required.
	1. Transmit each copy with a transmittal form listing attachments and recording appropriate information about application.

	F. Waivers of Mechanic's Lien:  With each Application for Payment, submit waivers of mechanic's lien from every entity who is lawfully entitled to file a mechanic's lien arising out of the Contract and related to the Work covered by the payment.
	1. Submit partial waivers on each item for amount requested in previous application, after deduction for retainage, on each item.
	2. When an application shows completion of an item, submit final or full waivers.
	3. Owner reserves the right to designate which entities involved in the Work must submit waivers.
	4. Waiver Forms:  Submit waivers of lien on forms, executed in a manner acceptable to Owner.

	G. Initial Application for Payment:  Administrative actions and submittals that must precede or coincide with submittal of first Application for Payment include the following:
	1. List of subcontractors.
	2. Schedule of Values.
	3. Contractor's Construction Schedule (preliminary if not final).
	4. Products list.
	5. Schedule of unit prices.
	6. Submittals Schedule (preliminary if not final).
	7. List of Contractor's staff assignments.
	8. List of Contractor's principal consultants.
	9. Copies of building permits.
	10. Copies of authorizations and licenses from authorities having jurisdiction for performance of the Work.
	11. Initial progress report.
	12. Report of preconstruction conference.
	13. Certificates of insurance and insurance policies.
	14. Performance and payment bonds.
	15. Data needed to acquire Owner's insurance.
	16. Initial settlement survey and damage report if required.

	H. Application for Payment at Substantial Completion:  After issuing the Certificate of Substantial Completion, submit an Application for Payment showing 100 percent completion for portion of the Work claimed as substantially complete.
	1. Include documentation supporting claim that the Work is substantially complete and a statement showing an accounting of changes to the Contract Sum.
	2. This application shall reflect Certificates of Partial Substantial Completion issued previously for Owner occupancy of designated portions of the Work.

	I. Final Payment Application:  Submit final Application for Payment with releases and supporting documentation not previously submitted and accepted, including, but not limited, to the following:
	1. Evidence of completion of Project closeout requirements.
	2. Insurance certificates for products and completed operations where required and proof that taxes, fees, and similar obligations were paid.
	3. Updated final statement, accounting for final changes to the Contract Sum.
	4. AIA Document G706, "Contractor's Affidavit of Payment of Debts and Claims."
	5. AIA Document G706A, "Contractor's Affidavit of Release of Liens."
	6. AIA Document G707, "Consent of Surety to Final Payment."
	7. Evidence that claims have been settled.



	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	01 31 00 - PROJECT MANAGEMENT AND COORDINATION
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative provisions for coordinating construction operations on Project including, but not limited to, the following:
	1. Project meetings.
	2. Requests for Interpretation (RFIs).

	B. Related Sections include the following:
	1. Division 01 Section "Construction Progress Documentation" for preparing and submitting Contractor's Construction Schedule.
	2. Division 01 Section "Execution" for procedures for coordinating general installation and field-engineering services, including establishment of benchmarks and control points.
	3. Division 01 Section "Closeout Procedures" for coordinating closeout of the Contract.


	1.3 COORDINATION
	A. Coordination:  Each contractor shall coordinate its construction operations with those of other contractors and entities to ensure efficient and orderly installation of each part of the Work.  Each contractor shall coordinate its operations with op...
	1. Schedule construction operations in sequence required to obtain the best results where installation of one part of the Work depends on installation of other components, before or after its own installation.
	2. Coordinate installation of different components with other contractors to ensure maximum accessibility for required maintenance, service, and repair.
	3. Make adequate provisions to accommodate items scheduled for later installation.
	4. Where availability of space is limited, coordinate installation of different components to ensure maximum performance and accessibility for required maintenance, service, and repair of all components, including mechanical and electrical.


	1.4 PROJECT MEETINGS
	A. General:  Schedule and conduct meetings and conferences at Project site, unless otherwise indicated.
	B. Preconstruction Conference:  Schedule a preconstruction conference before starting construction, at a time convenient to Owner and Architect, but no later than 15 days after execution of the Agreement.  Hold the conference at Project site or anothe...
	1. Attendees:  Authorized representatives of Owner, Architect, and their consultants; Contractor and its superintendent; major subcontractors; suppliers; and other concerned parties shall attend the conference.  All participants at the conference shal...
	2. Agenda:  Discuss items of significance that could affect progress, including the following:
	a. Tentative construction schedule.
	b. Critical work sequencing and long-lead items.
	c. Designation of key personnel and their duties.
	d. Procedures for processing field decisions and Change Orders.
	e. Procedures for RFIs.
	f. Procedures for testing and inspecting.
	g. Procedures for processing Applications for Payment.
	h. Distribution of the Contract Documents.
	i. Submittal procedures.
	j. Preparation of Record Documents.
	k. Use of the premises.
	l. Work restrictions.
	m. Owner's occupancy requirements.
	n. Responsibility for temporary facilities and controls.
	o. Construction waste management and recycling.
	p. Parking availability.
	q. Office, work, and storage areas.
	r. Equipment deliveries and priorities.
	s. First aid.
	t. Security.
	u. Progress cleaning.
	v. Working hours.

	3. Minutes:  Architect will record and distribute meeting minutes.

	C. Preinstallation Conferences:  Conduct a preinstallation conference at Project site before each construction activity that requires coordination with other construction.
	1. Attendees:  Installer and representatives of manufacturers and fabricators involved in or affected by the installation and its coordination or integration with other materials and installations that have preceded or will follow, shall attend the me...

	D. Progress Meetings:  Conduct progress meetings at biweekly intervals.
	1. Attendees:  In addition to representatives of Owner and Architect, each contractor, subcontractor, supplier, and other entity concerned with current progress or involved in planning, coordination, or performance of future activities shall be repres...
	2. Agenda:  Review and correct or approve minutes of previous progress meeting.  Review other items of significance that could affect progress.  Include topics for discussion as appropriate to status of Project.
	a. Contractor's Construction Schedule:  Review progress since the last meeting.  Determine whether each activity is on time, ahead of schedule, or behind schedule, in relation to Contractor's Construction Schedule.  Determine how construction behind s...
	1) Review schedule for next period.

	b. Review present and future needs of each entity present, including the following:
	1) Interface requirements.
	2) Status of submittals.
	3) Deliveries.
	4) Quality and work standards.
	5) Status of correction of deficient items.
	6) Field observations.
	7) Request for Interpretations (RFIs).
	8) Status of proposal requests.


	3. Minutes:  Architect will record and distribute to Contractor the meeting minutes.

	E. Coordination Meetings:  Conduct Project coordination meetings at weekly intervals.  Project coordination meetings are in addition to specific meetings held for other purposes, such as progress meetings and preinstallation conferences.
	1. Attendees:  Each contractor, subcontractor, supplier, and other entity concerned with current progress or involved in planning, coordination, or performance of future activities shall be represented at these meetings.  All participants at the confe...
	2. Agenda:  Review and correct or approve minutes of the previous coordination meeting.  Review other items of significance that could affect progress.  Include topics for discussion as appropriate to status of Project.


	1.5 REQUESTS FOR INTERPRETATION (RFIs)
	A. Procedure:  Upon discovery of the need for interpretation of the Contract Documents,  prepare and submit an RFI form.  Oral RFIs will not be accepted.
	1. RFIs shall originate with Contractor.  RFIs submitted by entities other than Contractor will be returned with no response.
	2. RFIs shall only be submitted to seek clarification or interpretation of ambiguities, conflicts, discrepancies, errors, inconsistencies, or omissions in the Contract Documents.
	3. RFIs shall not take the place of Contractor figuring out information available in the Contract Documents.
	4. Each RFI shall be limited to a single issue or very closely related issue.
	5. Coordinate and promptly submit RFIs to avoid delays in Contractor's work and work of subcontractors.
	6. Reviews/responses to RFIs shall not constitute an approval or direction related to Contractor's construction means, methods, procedures, sequences, or techniques.
	7. Reviews/Responses to RFIs shall not constitute an approval or direction related to construction site safety.

	B. Content of the RFI:  Include a detailed, legible description of item needing interpretation and the following:
	1. Project name.
	2. Date.
	3. Name of Contractor.
	4. Name of Architect.
	5. RFI number, numbered sequentially.
	6. Specification Section number and title and related paragraphs, as appropriate.
	7. Drawing number and detail references, as appropriate.
	8. Field dimensions and conditions, as appropriate.
	9. Contractor's suggested solution(s).  If Contractor's solution(s) impact the Contract Time or the Contract Sum, Contractor shall state impact in the RFI.
	10. Contractor's signature.
	11. Attachments:  Include drawings, descriptions, measurements, photos, Product Data, Shop Drawings, and other information necessary to fully describe items needing interpretation.
	a. Supplementary drawings prepared by Contractor shall include dimensions, thicknesses, structural grid references, and details of affected materials, assemblies, and attachments.


	C. Architect's Action:  Architect will review each RFI, determine response required, and return it within seven working days.  RFIs received after 1:00 p.m. will be considered as received the following working day.
	1. The following RFIs will be returned without action:
	a. Requests for approval of substitutions.
	b. Requests for adjustments in the Contract Time or the Contract Sum.
	c. Requests for approval of submittals.
	d. Request for information already indicated on the Contract Documents.
	e. Requests for interpretation of Architect's actions on submittals.
	f. Incomplete RFIs or RFIs with numerous errors.

	2. RFI response may include a request for additional information, in which case Architect's time for response will start again.
	3. RFI response that may result in a change to the Contract Time or the Contract Sum may be eligible for Contractor to submit Change Proposal according to Division 01 Section "Contract Modification Procedures."
	4. If Contractor believes the RFI response warrants change in the Contract Time or the Contract Sum, notify Architect in writing within 7 calendar days of receipt of the RFI response.

	D. On receipt of Architect's action, update the RFI log and immediately distribute the RFI response to affected parties.  Review response and notify Architect within seven days if Contractor disagrees with response.
	E. RFI Log:  Prepare, maintain, and submit a tabular log of RFIs organized by the RFI number.  Submit log monthly to the Architect.
	1. Project name.
	3. Name and address of Architect.
	4. RFI number including RFIs that were dropped and not submitted.
	5. RFI description.
	6. Date the RFI was submitted.
	7. Date Architect's response was received.
	8. Identification of related Minor Change in the Work, Construction Change Directive, and Proposal Request, as appropriate.



	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION (Not Used)

	01 32 00 - CONSTRUCTIONS PROGRESS DOCUMENTATION
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for documenting the progress of construction during performance of the Work, including the following:
	1. Preliminary Construction Schedule.
	2. Contractor's Construction Schedule.
	3. Submittals Schedule.
	4. Daily construction reports.
	5. Material location reports.
	6. Field condition reports.
	7. Special reports.

	B. Related Sections include the following:
	1. Division 01 Section "Payment Procedures" for submitting the Schedule of Values.
	2. Division 01 Section "Project Management and Coordination" for submitting and distributing meeting and conference minutes.
	3. Division 01 Section "Photographic Documentation" for submitting construction photographs.
	4. Division 01 Section "Submittal Procedures" for submitting schedules and reports.
	5. Division 01 Section "Quality Requirements" for submitting a schedule of tests and inspections.


	1.3 DEFINITIONS
	A. Activity:  A discrete part of a project that can be identified for planning, scheduling, monitoring, and controlling the construction project.  Activities included in a construction schedule consume time and resources.
	1. Critical activities are activities on the critical path.  They must start and finish on the planned early start and finish times.
	2. Predecessor Activity:  An activity that precedes another activity in the network.
	3. Successor Activity:  An activity that follows another activity in the network.

	B. Cost Loading:  The allocation of the Schedule of Values for the completion of an activity as scheduled.  The sum of costs for all activities must equal the total Contract Sum, unless otherwise approved by Architect.
	C. CPM:  Critical path method, which is a method of planning and scheduling a construction project where activities are arranged based on activity relationships.  Network calculations determine when activities can be performed and the critical path of...
	D. Critical Path:  The longest connected chain of interdependent activities through the network schedule that establishes the minimum overall Project duration and contains no float.
	E. Event:  The starting or ending point of an activity.
	F. Float:  The measure of leeway in starting and completing an activity.
	1. Float time belongs to Owner.
	2. Free float is the amount of time an activity can be delayed without adversely affecting the early start of the successor activity.
	3. Total float is the measure of leeway in starting or completing an activity without adversely affecting the planned Project completion date.

	G. Fragnet:  A partial or fragmentary network that breaks down activities into smaller activities for greater detail.
	H. Major Area:  A story of construction, a separate building, or a similar significant construction element.
	I. Milestone:  A key or critical point in time for reference or measurement.
	J. Network Diagram:  A graphic diagram of a network schedule, showing activities and activity relationships.
	K. Resource Loading:  The allocation of manpower and equipment necessary for the completion of an activity as scheduled.

	1.4 SUBMITTALS
	A. Qualification Data:  For scheduling consultant.
	B. Submittals Schedule:  Submit two copies of schedule.  Arrange the following information in a tabular format:
	1. Scheduled date for first submittal.
	2. Specification Section number and title.
	3. Submittal category (action or informational).
	4. Name of subcontractor.
	5. Description of the Work covered.
	6. Scheduled date for Architect's final release or approval.

	C. Preliminary Construction Schedule:  Submit two opaque copies.
	1. Approval of cost-loaded preliminary construction schedule will not constitute approval of Schedule of Values for cost-loaded activities.


	1.5 COORDINATION
	A. Coordinate preparation and processing of schedules and reports with performance of construction activities and with scheduling and reporting of separate contractors.
	B. Coordinate Contractor's Construction Schedule with the Schedule of Values, list of subcontracts, Submittals Schedule, progress reports, payment requests, and other required schedules and reports.
	1. Secure time commitments for performing critical elements of the Work from parties involved.
	2. Coordinate each construction activity in the network with other activities and schedule them in proper sequence.



	PART 2 -  PRODUCTS
	2.1 CONTRACTOR'S CONSTRUCTION SCHEDULE, GENERAL
	A. Procedures:  Comply with procedures contained in AGC's "Construction Planning & Scheduling."
	B. Time Frame:  Extend schedule from date established for commencement of the Work  to date of Final Completion.
	1. Contract completion date shall not be changed by submission of a schedule that shows an early completion date, unless specifically authorized by Change Order.

	C. Activities:  Treat each story or separate area as a separate numbered activity for each principal element of the Work.  Comply with the following:
	1. Activity Duration:  Define activities so no activity is longer than 20 days, unless specifically allowed by Architect.
	2. Procurement Activities:  Include procurement process activities for the following long lead items and major items, requiring a cycle of more than 60 days, as separate activities in schedule.  Procurement cycle activities include, but are not limite...
	3. Submittal Review Time:  Include review and resubmittal times indicated in Division 01 Section "Submittal Procedures" in schedule.  Coordinate submittal review times in Contractor's Construction Schedule with Submittals Schedule.
	4. Substantial Completion:  Indicate completion in advance of date established for Substantial Completion, and allow time for Architect's administrative procedures necessary for certification of Substantial Completion.
	5. Work Stages:  Indicate important stages of construction for each major portion of the Work, including, but not limited to, the following:

	D. Milestones:  Include milestones indicated in the Contract Documents in schedule, including, but not limited to, the Notice to Proceed, Substantial Completion, and Final Completion.
	E. Contract Modifications:  For each proposed contract modification and concurrent with its submission, prepare a time-impact analysis using fragnets to demonstrate the effect of the proposed change on the overall project schedule.

	2.2 CONTRACTOR'S CONSTRUCTION SCHEDULE (GANTT CHART)
	A. Gantt-Chart Schedule:  Submit a comprehensive, fully developed, horizontal Gantt-chart-type, Contractor's Construction Schedule within 10 days of date established for the Notice of Award.  Base schedule on the Preliminary Construction Schedule and ...
	B. Preparation:  Indicate each significant construction activity separately.  Identify first workday of each week with a continuous vertical line.


	PART 3 -  EXECUTION
	3.1 CONTRACTOR'S CONSTRUCTION SCHEDULE
	A. Contractor's Construction Schedule Updating:  At two week intervals, update schedule to reflect actual construction progress and activities.  Issue schedule one day before each regularly scheduled progress meeting.
	1. Revise schedule immediately after each meeting or other activity where revisions have been recognized or made.  Issue updated schedule concurrently with the report of each such meeting.
	2. Include a report with updated schedule that indicates every change, including, but not limited to, changes in logic, durations, actual starts and finishes, and activity durations.
	3. As the Work progresses, indicate Actual Completion percentage for each activity.

	B. Distribution:  Distribute copies of approved schedule to Architect, Owner, separate contractors, testing and inspecting agencies, and other parties identified by Contractor with a need-to-know schedule responsibility.
	1. Post copies in Project meeting rooms and temporary field offices.
	2. When revisions are made, distribute updated schedules to the same parties and post in the same locations.  Delete parties from distribution when they have completed their assigned portion of the Work and are no longer involved in performance of con...




	01 32 33 - PHOTOGRAPHIC DOCUMENTATION
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for the following:
	1. Preconstruction photographs.
	2. Periodic construction photographs.
	3. Final Completion construction photographs.

	B. Related Sections include the following:
	1. Division 01 Section "Unit Prices" for procedures for unit prices for extra photographs.
	2. Division 01 Section "Submittal Procedures" for submitting photographic documentation.
	3. Division 01 Section "Closeout Procedures" for submitting digital media as Project Record Documents at Project closeout.


	1.3 SUBMITTALS
	A. Key Plan:  Submit key plan of Project site and building with notation of vantage points marked for location and direction of each photograph.  Indicate elevation or story of construction.  Include same label information as corresponding set of phot...
	B. Construction Photographs:  Submit two prints of each photographic view within seven days of taking photographs.
	1. Format:  8-by-10-inch smooth-surface matte prints on single-weight commercial-grade photographic paper, enclosed back to back in clear plastic sleeves that are punched for standard 3-ring binder.
	2. Identification:  On back of each print, provide an applied label or rubber-stamped impression with the following information:
	3. Name of Project.
	a. Name and address of photographer.
	b. Name of Architect
	c. Name of Contractor.
	d. Date photograph was taken if not date stamped by camera.
	e. Description of vantage point, indicating location, direction (by compass point), and elevation or story of construction.
	f. Unique sequential identifier.

	4. Digital Images:  Submit a complete set of digital image electronic files with each submittal of prints as a Project Record Document on CD-ROM.  Files should be FULL size, high resolution, images (not reduced down).  Identify electronic media with d...


	1.4 COORDINATION
	A. Auxiliary Services:  Cooperate with photographer and provide auxiliary services requested, including access to Project site and use of temporary facilities, including temporary lighting required to produce clear, well-lit photographs without obscur...

	1.5 USAGE RIGHTS
	A. Obtain and transfer copyright usage rights from photographer to Owner for unlimited reproduction of photographic documentation.


	PART 2 -  PRODUCTS
	2.1 PHOTOGRAPHIC MEDIA
	A. Digital Images:  Provide images in uncompressed TIFF format, produced by a digital camera with minimum sensor size of 10.0 megapixels, and at an image resolution of not less than 1600 by 1200 pixels.


	PART 3 -  EXECUTION
	3.1 CONSTRUCTION PHOTOGRAPHS
	A. Photographer:  A commercial photographer is not required to take construction photographs.
	B. General:  Take photographs using the maximum range of depth of field, and that are in focus, to clearly show the Work.  Photographs with blurry or out-of-focus areas will not be accepted.
	1. Maintain key plan with each set of construction photographs that identifies each photographic location.

	C. Digital Images:  Submit digital images exactly as originally recorded in the digital camera, without alteration, manipulation, editing, or modifications using image-editing software.
	1. Date and Time:  Include date and time in filename for each image.
	2. Field Office Images:  Maintain one set of images on CD-ROM in the field office at Project site, available at all times for reference.  Identify images same as for those submitted to Architect.

	D. Preconstruction Photographs:  Before commencement of excavation, take color , digital photographs of Project site and surrounding properties, including existing items to remain during construction, from different vantage points, as directed by Arch...
	1. Flag construction limits before taking construction photographs.
	2. Take thirty-two photographs to show existing conditions adjacent to property before starting the Work.
	3. Take thirty-two photographs of existing buildings either on or adjoining property to accurately record physical conditions at start of construction.
	4. Take additional photographs as required to record settlement or cracking of adjacent structures, pavements, and improvements.

	E. Periodic Construction Photographs:  Take up to 32 color, digital photographs weekly.  Select vantage points to show status of construction and progress since last photographs were taken.
	F. Final Completion Construction Photographs:  Take up to 24 color photographs after date of Substantial Completion for submission as Project Record Documents.  Architect will direct photographer for desired vantage points.
	1. Do not include date stamp.




	01 33 00 - SUBMITTAL PROCEDURES
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for submitting Shop Drawings, Product Data, Samples, and other submittals.
	B. Related Sections include the following:
	1. Division 01 Section "Payment Procedures" for submitting Applications for Payment and the Schedule of Values.
	2. Division 01 Section "Project Management and Coordination" for submitting and distributing meeting and conference minutes and for submitting Coordination Drawings.
	3. Division 01 Section "Construction Progress Documentation" for submitting schedules and reports, including Contractor's Construction Schedule and the Submittals Schedule.
	4. Division 01 Section "Photographic Documentation" for submitting construction photographs.
	5. Division 01 Section "Quality Requirements" for submitting test and inspection reports and for mockup requirements.
	6. Division 01 Section "Closeout Procedures" for submitting warranties.
	7. Division 01 Section "Project Record Documents" for submitting Record Drawings, Record Specifications, and Record Product Data.
	8. Division 01 Section "Operation and Maintenance Data" for submitting operation and maintenance manuals.
	9. Division 01 Section "Demonstration and Training" for submitting videotapes of demonstration of equipment and training of Owner's personnel.
	10. Divisions 02 through 49 Sections for specific requirements for submittals in those Sections.


	1.3 DEFINITIONS
	A. Action Submittals:  Written and graphic information that requires Architect's  responsive action.
	B. Informational Submittals:  Written information that does not require Architect's  responsive action.  Submittals may be rejected for not complying with requirements.

	1.4 SUBMITTAL PROCEDURES
	A. General:
	1. Contractor shall submit electronic version of each individual submittal to the Architect in a printable PDF format. Format of PDF sheet should be of the same size as the hard copy submittal.
	a. Submittals that are larger than 11x17 shall be submitted via one hard copy in addition to the electronic version.

	2. Contractor will be provided access to the Architect's secured project hosting site via a personalized password protected account. This site utilizes a web browser interface that requires internet access, and an individual email account.
	3. Contractor shall be required to complete the Architect’s Electronic Project Data Request Form.
	4. Contractor will receive the necessary and applicable documentation for the purpose of providing submittals with the project hosting site when the account information is verified and configured by the Architect.
	5. Architect will return submittals electronically in PDF format.

	B. Finish Submittals: Items requiring color, pattern, and similar selections shall be of sufficient size and quantity to clearly illustrate full range of color, texture, and pattern for Architects approval.  Submit samples for selection of finishes wi...
	C. Coordination:  Coordinate preparation and processing of submittals with performance of construction activities.
	1. Coordinate each submittal with fabrication, purchasing, testing, delivery, other submittals, and related activities that require sequential activity.
	2. Coordinate transmittal of different types of submittals for related parts of the Work so processing will not be delayed because of need to review submittals concurrently for coordination.
	a. Architect reserves the right to withhold action on a submittal requiring coordination with other submittals until related submittals are received.


	D. Submittals Schedule:  Comply with requirements in Division 01 Section "Construction Progress Documentation" for list of submittals and time requirements for scheduled performance of related construction activities.
	E. Processing Time: Allow enough time for submittal review, including time for resubmittals, as follows. Time for review shall commence on Architect's receipt of submittal.  No extension of the Contract Time will be authorized because of failure to tr...
	1. Initial Review:  Allow 15 days for initial review of each submittal.  Allow additional time if coordination with subsequent submittals is required.  Architect will advise Contractor when a submittal being processed must be delayed for coordination.
	2. Intermediate Review:  If intermediate submittal is necessary, process it in same manner as initial submittal.
	3. Resubmittal Review:  Allow 15 days for review of each resubmittal.
	4. Sequential Review:  Where sequential review of submittals by Architect's consultants, Owner, or other parties is indicated, allow 21 days for initial review of each submittal.
	5. Concurrent Consultant Review:  Where the Contract Documents indicate that submittals may be transmitted simultaneously to Architect and to Architect's consultants, allow 15 days for review of each submittal.  Submittal will be returned to Architect...

	G. Deviations:  Highlight, encircle, or otherwise specifically identify deviations from the Contract Documents on submittals.
	H. Transmittal:  Package each submittal individually and appropriately for transmittal and handling.  Transmit each submittal using a transmittal form.  Architect will return submittals, without review, received from sources other than Contractor.
	1. Transmittal Form:  Utilize the FORM PROVIDED IN THE PROJECT MANUAL, and provide the following information:
	a. Project name.
	b. Date.
	c. Destination (To:).
	d. Source (From:).
	e. Names of subcontractor, manufacturer, and supplier.
	f. Category and type of submittal.
	g. Submittal purpose and description.
	h. Specification Section number and title.
	i. Drawing number and detail references, as appropriate.
	j. Transmittal number, numbered consecutively.
	k. Submittal and transmittal distribution record.
	l. Remarks.
	m. Signature of transmitter.

	2. On an attached separate sheet, prepared on Contractor's letterhead, record relevant information, requests for data, revisions other than those requested by Architect  on previous submittals, and deviations from requirements in the Contract Document...

	I. Resubmittals:  Make resubmittals in same form as initial submittal.
	1. Note date and content of previous submittal.
	2. Note date and content of revision in label or title block and clearly indicate extent of revision.

	J. Distribution:  Furnish copies of final submittals to manufacturers, subcontractors, suppliers, fabricators, installers, authorities having jurisdiction, and others as necessary for performance of construction activities.  Show distribution on trans...
	A. General:  At Contractor's written request, access to copies of Architect's CAD files will only be provided to Prime Contractors solely for the Contractor's use in connection with the Project. Access to these files will be via a web based project si...


	PART 2 -  PRODUCTS
	2.1 ACTION SUBMITTALS
	A. General:  Prepare and submit Action Submittals required by individual Specification Sections.
	1. Submit electronic submittals directly to project hosting site specifically established for Project.

	B. Product Data:  Collect information into a single submittal for each element of construction and type of product or equipment.
	1. If information must be specially prepared for submittal because standard printed data are not suitable for use, submit as Shop Drawings, not as Product Data.
	2. Mark each submittal to show which products and options are applicable.
	3. Include the following information, as applicable:
	a. Manufacturer's written recommendations.
	b. Manufacturer's product specifications.
	c. Manufacturer's installation instructions.
	d. Standard color charts.
	e. Manufacturer's catalog cuts.
	f. Wiring diagrams showing factory-installed wiring.
	g. Printed performance curves.
	h. Operational range diagrams.
	i. Mill reports.
	j. Standard product operation and maintenance manuals.
	k. Compliance with specified referenced standards.
	l. Testing by recognized testing agency.
	m. Application of testing agency labels and seals.
	n. Notation of coordination requirements.

	4. Submit Product Data before or concurrent with Samples.

	C. Shop Drawings:  Prepare Project-specific information, drawn accurately to scale.  Do not base Shop Drawings on reproductions of the Contract Documents or standard printed data, unless use of Architect's CAD Drawings are otherwise permitted.
	1. Preparation:  Fully illustrate requirements in the Contract Documents.  Include the following information, as applicable:
	a. Dimensions.
	b. Identification of products.
	c. Fabrication and installation drawings.
	d. Roughing-in and setting diagrams.
	e. Wiring diagrams showing field-installed wiring, including power, signal, and control wiring.
	f. Shopwork manufacturing instructions.
	g. Templates and patterns.
	h. Schedules.
	i. Design calculations.
	j. Compliance with specified standards.
	k. Notation of coordination requirements.
	l. Notation of dimensions established by field measurement.
	m. Relationship to adjoining construction clearly indicated.
	n. Seal and signature of professional engineer if specified.
	o. Wiring Diagrams:  Differentiate between manufacturer-installed and field-installed wiring.

	2. Sheet Size:  Except for templates, patterns, and similar full-size drawings, submit Shop Drawings on sheets at least 1T8-1/2 by 11 inches1T but no larger than 1T24 by 36 inches1T.

	D. Samples:  Submit Samples for review of kind, color, pattern, and texture for a check of these characteristics with other elements and for a comparison of these characteristics between submittal and actual component as delivered and installed.
	1. Transmit Samples that contain multiple, related components such as accessories together in one submittal package.
	2. Identification:  Attach label on unexposed side of Samples that includes the following:
	a. Generic description of Sample.
	b. Product name and name of manufacturer.
	c. Sample source.
	d. Number and title of appropriate Specification Section.

	3. Disposition:  Maintain sets of approved Samples at Project site, available for quality-control comparisons throughout the course of construction activity.  Sample sets may be used to determine final acceptance of construction associated with each set.
	4. Samples for Initial Selection:  Submit manufacturer's color charts consisting of units or sections of units showing the full range of colors, textures, and patterns available.
	a. Number of Samples:  Submit three full set(s) of available choices where color, pattern, texture, or similar characteristics are required to be selected from manufacturer's product line.  Architect will return submittal with options selected.

	5. Samples for Verification:  Submit full-size units or Samples of size indicated, prepared from same material to be used for the Work, cured and finished in manner specified, and physically identical with material or product proposed for use, and tha...
	a. Number of Samples:  Submit three sets of Samples.  Architect  will retain two Sample sets; remainder will be returned.  Mark up and retain one returned Sample set as a Project Record Sample.
	1) Submit a single Sample where assembly details, workmanship, fabrication techniques, connections, operation, and other similar characteristics are to be demonstrated.
	2) If variation in color, pattern, texture, or other characteristic is inherent in material or product represented by a Sample, submit at least three sets of paired units that show approximate limits of variations.



	E. Product Schedule or List:  As required in individual Specification Sections, prepare a written summary indicating types of products required for the Work and their intended location.  Include the following information in tabular form:
	1. Type of product.  Include unique identifier for each product.
	2. Number and name of room or space.
	3. Location within room or space.

	F. Contractor's Construction Schedule:  Comply with requirements specified in Division 01 Section "Construction Progress Documentation" for Construction Manager's action.
	G. Submittals Schedule:  Comply with requirements specified in Division 01 Section "Construction Progress Documentation."
	H. Application for Payment:  Comply with requirements specified in Division 01 Section "Payment Procedures."
	I. Schedule of Values:  Comply with requirements specified in Division 01 Section "Payment Procedures."
	J. Subcontract List:  Prepare a written summary identifying individuals or firms proposed for each portion of the Work, including those who are to furnish products or equipment fabricated to a special design. Include the following information in tabul...
	1. Name, address, and telephone number of entity performing subcontract or supplying products.
	2. Number and title of related Specification Section(s) covered by subcontract.
	3. Drawing number and detail references, as appropriate, covered by subcontract.


	2.2 INFORMATIONAL SUBMITTALS
	A. General:  Prepare and submit Informational Submittals required by individual Specification Sections.
	1. Certificates and Certifications:  Provide a notarized statement that includes signature of entity responsible for preparing certification.  Certificates and certifications shall be signed by an officer or other individual authorized to sign documen...
	2. Test and Inspection Reports:  Comply with requirements specified in Division 01 Section "Quality Requirements."

	B. Coordination Drawings:  Comply with requirements specified in Division 01 Section "Project Management and Coordination."
	C. Contractor's Construction Schedule:  Comply with requirements specified in Division 01 Section "Construction Progress Documentation."
	D. Qualification Data:  Prepare written information that demonstrates capabilities and experience of firm or person.  Include lists of completed projects with project names and addresses, names and addresses of architects and owners, and other informa...
	E. Installer Certificates:  Prepare written statements on manufacturer's letterhead certifying that Installer complies with requirements in the Contract Documents and, where required, is authorized by manufacturer for this specific Project.
	F. Manufacturer Certificates:  Prepare written statements on manufacturer's letterhead certifying that manufacturer complies with requirements in the Contract Documents.  Include evidence of manufacturing experience where required.
	G. Product Certificates:  Prepare written statements on manufacturer's letterhead certifying that product complies with requirements in the Contract Documents.
	H. Material Certificates:  Prepare written statements on manufacturer's letterhead certifying that material complies with requirements in the Contract Documents.
	I. Product Test Reports:  Prepare written reports indicating current product produced by manufacturer complies with requirements in the Contract Documents.  Base reports on evaluation of tests performed by manufacturer and witnessed by a qualified tes...
	J. Schedule of Tests and Inspections:  Comply with requirements specified in Division 01 Section "Quality Requirements."
	K. Preconstruction Test Reports:  Prepare reports written by a qualified testing agency, on testing agency's standard form, indicating and interpreting results of tests performed before installation of product, for compliance with performance requirem...
	L. Compatibility Test Reports:  Prepare reports written by a qualified testing agency, on testing agency's standard form, indicating and interpreting results of compatibility tests performed before installation of product.  Include written recommendat...
	M. Field Test Reports:  Prepare reports written by a qualified testing agency, on testing agency's standard form, indicating and interpreting results of field tests performed either during installation of product or after product is installed in its f...
	N. Maintenance Data:  Prepare written and graphic instructions and procedures for operation and normal maintenance of products and equipment.  Comply with requirements specified in Division 01 Section "Operation and Maintenance Data."
	O. Design Data:  Prepare written and graphic information, including, but not limited to, performance and design criteria, list of applicable codes and regulations, and calculations.  Include list of assumptions and other performance and design criteri...
	P. Manufacturer's Instructions:  Prepare written or published information that documents manufacturer's recommendations, guidelines, and procedures for installing or operating a product or equipment.  Include name of product and name, address, and tel...
	1. Preparation of substrates.
	2. Required substrate tolerances.
	3. Sequence of installation or erection.
	4. Required installation tolerances.
	5. Required adjustments.
	6. Recommendations for cleaning and protection.

	Q. Construction Photographs:  Comply with requirements specified in Division 01 Section “Photographic Documentation."
	R. Material Safety Data Sheets (MSDSs):  Submit information directly to Owner; do not submit to Architect, except as required in "Action Submittals" Article.
	1. Architect will not review submittals that include MSDSs and will return or discard the entire submittal for resubmittal.


	2.3 DELEGATED DESIGN
	A. Performance and Design Criteria:  Where professional design services or certifications by a design professional are specifically required of Contractor by the Contract Documents, provide products and systems complying with specific performance and ...
	1. If criteria indicated are not sufficient to perform services or certification required, submit a written request for additional information to Architect.

	B. Delegated-Design Submittal:  In addition to Shop Drawings, Product Data, and other required submittals, submit statement, signed and sealed by the responsible design professional, for each product and system specifically assigned to Contractor to b...
	1. Indicate that products and systems comply with performance and design criteria in the Contract Documents.  Include list of codes, loads, and other factors used in performing these services.



	PART 3 -  EXECUTION
	3.1 CONSTRUCTION MANAGERS'S REVIEW
	A. Review each submittal and check for coordination with other Work of the Contract and for compliance with the Contract Documents.  Note corrections and field dimensions.  Mark with approval stamp before submitting to Architect.
	B. Approval Stamp:  Stamp each submittal with a uniform, approval stamp.  Include Project name and location, submittal number, Specification Section title and number, name of reviewer, date of Contractor's approval, and statement certifying that submi...

	3.2 ARCHITECT'S ACTION
	A. General:  Architect will not review submittals that do not bear Contractor's approval stamp and will return them without action.
	B. Action Submittals:  Architect  will review submittal, make marks to indicate corrections or modifications, if required, and return it.  Architect will stamp submittal with an action stamp and will mark stamp appropriately to indicate action taken a...
	C. Informational Submittals:  Architect will review each submittal and will not return it, or will return it if it does not comply with requirements.  Architect will forward each submittal to appropriate party.
	D. Partial submittals are not acceptable, will be considered nonresponsive, and will be returned without review.
	E. Submittals not required by the Contract Documents may not be reviewed and may be discarded.



	01 33 01 - SUBMITTAL COVER SHEET
	01 40 00 - QUALITY REQUIREMENTS
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for quality assurance and quality control.
	B. Testing and inspecting services are required to verify compliance with requirements specified or indicated.  These services do not relieve Contractor of responsibility for compliance with the Contract Document requirements.
	1. Specific quality-assurance and -control requirements for individual construction activities are specified in the Sections that specify those activities.  Requirements in those Sections may also cover production of standard products.
	2. Specified tests, inspections, and related actions do not limit Contractor's other quality-assurance and -control procedures that facilitate compliance with the Contract Document requirements.
	3. Requirements for Contractor to provide quality-assurance and -control services required by Architect, Owner, or authorities having jurisdiction are not limited by provisions of this Section.

	C. Related Sections include the following:
	1. Division 01 Section "Allowances" for testing and inspecting allowances.
	2. Division 01 Section "Construction Progress Documentation" for developing a schedule of required tests and inspections.
	3. Division 01 Section "Cutting and Patching" for repair and restoration of construction disturbed by testing and inspecting activities.
	4. Divisions 02 through 49 Sections for specific test and inspection requirements.


	1.3 DEFINITIONS
	A. Quality-Assurance Services:  Activities, actions, and procedures performed before and during execution of the Work to guard against defects and deficiencies and substantiate that proposed construction will comply with requirements.
	B. Quality-Control Services:  Tests, inspections, procedures, and related actions during and after execution of the Work to evaluate that actual products incorporated into the Work and completed construction comply with requirements.  Services do not ...
	C. Mockups:  Full-size, physical assemblies that are constructed on-site.  Mockups are used to verify selections made under sample submittals, to demonstrate aesthetic effects and, where indicated, qualities of materials and execution, and to review c...
	D. Laboratory Mockups:  Full-size, physical assemblies that are constructed at testing facility to verify performance characteristics.
	E. Preconstruction Testing:  Tests and inspections that are performed specifically for the Project before products and materials are incorporated into the Work to verify performance or compliance with specified criteria.
	F. Product Testing:  Tests and inspections that are performed by an NRTL, an NVLAP, or a testing agency qualified to conduct product testing and acceptable to authorities having jurisdiction, to establish product performance and compliance with indust...
	G. Source Quality-Control Testing:  Tests and inspections that are performed at the source, i.e., plant, mill, factory, or shop.
	H. Field Quality-Control Testing:  Tests and inspections that are performed on-site for installation of the Work and for completed Work.
	I. Testing Agency:  An entity engaged to perform specific tests, inspections, or both.  Testing laboratory shall mean the same as testing agency.
	J. Installer/Applicator/Erector:  Contractor or another entity engaged by Contractor as an employee, Subcontractor, or Sub-subcontractor, to perform a particular construction operation, including installation, erection, application, and similar operat...
	1. Using a term such as "carpentry" does not imply that certain construction activities must be performed by accredited or unionized individuals of a corresponding generic name, such as "carpenter."  It also does not imply that requirements specified ...

	K. Experienced:  When used with an entity, "experienced" means having successfully completed a minimum of five previous projects similar in size and scope to this Project; being familiar with special requirements indicated; and having complied with re...

	1.4 SUBMITTALS
	A. Qualification Data:  For testing agencies specified in "Quality Assurance" Article to demonstrate their capabilities and experience.  Include proof of qualifications in the form of a recent report on the inspection of the testing agency by a recogn...
	B. Schedule of Tests and Inspections:  Prepare in tabular form and include the following:
	1. Specification Section number and title.
	2. Description of test and inspection.
	3. Identification of applicable standards.
	4. Identification of test and inspection methods.
	5. Number of tests and inspections required.
	6. Time schedule or time span for tests and inspections.
	7. Entity responsible for performing tests and inspections.
	8. Requirements for obtaining samples.
	9. Unique characteristics of each quality-control service.

	C. Reports:  Prepare and submit certified written reports that include the following:
	1. Date of issue.
	2. Project title and number.
	3. Name, address, and telephone number of testing agency.
	4. Dates and locations of samples and tests or inspections.
	5. Names of individuals making tests and inspections.
	6. Description of the Work and test and inspection method.
	7. Identification of product and Specification Section.
	8. Complete test or inspection data.
	9. Test and inspection results and an interpretation of test results.
	10. Record of temperature and weather conditions at time of sample taking and testing and inspecting.
	11. Comments or professional opinion on whether tested or inspected Work complies with the Contract Document requirements.
	12. Name and signature of laboratory inspector.
	13. Recommendations on retesting and reinspecting.

	D. Permits, Licenses, and Certificates:  For Owner's records, submit copies of permits, licenses, certifications, inspection reports, releases, jurisdictional settlements, notices, receipts for fee payments, judgments, correspondence, records, and sim...

	1.5 QUALITY ASSURANCE
	A. General:  Qualifications paragraphs in this Article establish the minimum qualification levels required; individual Specification Sections specify additional requirements.
	B. Installer Qualifications:  A firm or individual experienced in installing, erecting, or assembling work similar in material, design, and extent to that indicated for this Project, whose work has resulted in construction with a record of successful ...
	C. Manufacturer Qualifications:  A firm experienced in manufacturing products or systems similar to those indicated for this Project and with a record of successful in-service performance, as well as sufficient production capacity to produce required ...
	D. Fabricator Qualifications:  A firm experienced in producing products similar to those indicated for this Project and with a record of successful in-service performance, as well as sufficient production capacity to produce required units.
	E. Professional Engineer Qualifications:  A professional engineer who is legally qualified to practice in jurisdiction where Project is located and who is experienced in providing engineering services of the kind indicated.  Engineering services are d...
	F. Specialists:  Certain sections of the Specifications require that specific construction activities shall be performed by entities who are recognized experts in those operations.  Specialists shall satisfy qualification requirements indicated and sh...
	1. Requirement for specialists shall not supersede building codes and regulations governing the Work.

	G. Testing Agency Qualifications:  An NRTL, an NVLAP, or an independent agency with the experience and capability to conduct testing and inspecting indicated, as documented according to ASTM E 548; and with additional qualifications specified in indiv...
	1. NRTL:  A nationally recognized testing laboratory according to 29 CFR 1910.7.
	2. NVLAP:  A testing agency accredited according to NIST's National Voluntary Laboratory Accreditation Program.

	H. Factory-Authorized Service Representative Qualifications:  An authorized representative of manufacturer who is trained and approved by manufacturer to inspect installation of manufacturer's products that are similar in material, design, and extent ...
	1. Testing Agency Responsibilities:  Submit a certified written report of each test, inspection, and similar quality-assurance service to the Architect, , with copy to Contractor.  Interpret tests and inspections and state in each report whether teste...

	I. Mockups:  Before installing portions of the Work requiring mockups, build mockups for each form of construction and finish required to comply with the following requirements, using materials indicated for the completed Work:
	1. Build mockups in location and of size indicated or, if not indicated, as directed by Architect.
	2. Notify Architect seven days in advance of dates and times when mockups will be constructed.
	3. Demonstrate the proposed range of aesthetic effects and workmanship.
	4. Obtain Architect's approval of mockups before starting work, fabrication, or construction.
	a. Allow seven days for initial review and each re-review of each mockup.

	5. Maintain mockups during construction in an undisturbed condition as a standard for judging the completed Work.


	1.6 QUALITY CONTROL
	A. Owner Responsibilities:  Where quality-control services are indicated as Owner's responsibility, Owner will engage a qualified testing agency to perform these services.
	1. Owner will furnish Contractor with names, addresses, and telephone numbers of testing agencies engaged and a description of types of testing and inspecting they are engaged to perform.
	2. Payment for these services will be made from testing and inspecting allowances, as authorized by Change Orders.
	3. Costs for retesting and reinspecting construction that replaces or is necessitated by work that failed to comply with the Contract Documents will be charged to Contractor, and the Contract Sum will be adjusted by Change Order.

	B. Tests and inspections not explicitly assigned to Owner are Contractor's responsibility.  Unless otherwise indicated, provide quality-control services specified and those required by authorities having jurisdiction.  Perform quality-control services...
	1. Where services are indicated as Contractor's responsibility, engage a qualified testing agency to perform these quality-control services.
	a. Contractor shall not employ same entity engaged by Owner, unless agreed to in writing by Owner.

	2. Notify testing agencies at least 24 hours in advance of time when Work that requires testing or inspecting will be performed.
	3. Where quality-control services are indicated as Contractor's responsibility, submit a certified written report, in duplicate, of each quality-control service.
	4. Testing and inspecting requested by Contractor and not required by the Contract Documents are Contractor's responsibility.
	5. Submit additional copies of each written report directly to authorities having jurisdiction, when they so direct.

	C. Manufacturer's Field Services:  Where indicated, engage a factory-authorized service representative to inspect field-assembled components and equipment installation, including service connections.  Report results in writing as specified in Division...
	D. Retesting/Reinspecting:  Regardless of whether original tests or inspections were Contractor's responsibility, provide quality-control services, including retesting and reinspecting, for construction that replaced Work that failed to comply with th...
	E. Testing Agency Responsibilities:  Cooperate with Architect, and Contractor in performance of duties.  Provide qualified personnel to perform required tests and inspections.
	1. Notify Architect, and Contractor promptly of irregularities or deficiencies observed in the Work during performance of its services.
	2. Determine the location from which test samples will be taken and in which in-situ tests are conducted.
	3. Conduct and interpret tests and inspections and state in each report whether tested and inspected work complies with or deviates from requirements.
	4. Submit a certified written report, in duplicate, of each test, inspection, and similar quality-control service through Contractor.
	5. Do not release, revoke, alter, or increase the Contract Document requirements or approve or accept any portion of the Work.
	6. Do not perform any duties of Contractor.

	F. Associated Services:  Cooperate with agencies performing required tests, inspections, and similar quality-control services, and provide reasonable auxiliary services as requested.  Notify agency sufficiently in advance of operations to permit assig...
	1. Access to the Work.
	2. Incidental labor and facilities necessary to facilitate tests and inspections.
	3. Adequate quantities of representative samples of materials that require testing and inspecting.  Assist agency in obtaining samples.
	4. Facilities for storage and field curing of test samples.
	5. Delivery of samples to testing agencies.
	6. Preliminary design mix proposed for use for material mixes that require control by testing agency.
	7. Security and protection for samples and for testing and inspecting equipment at Project site.

	G. Coordination:  Coordinate sequence of activities to accommodate required quality-assurance and -control services with a minimum of delay and to avoid necessity of removing and replacing construction to accommodate testing and inspecting.
	1. Schedule times for tests, inspections, obtaining samples, and similar activities.

	H. Schedule of Tests and Inspections:  Prepare a schedule of tests, inspections, and similar quality-control services required by the Contract Documents.  Submit schedule within 30 days of date established for commencement of the Work.
	1. Distribution:  Distribute schedule to Owner, Architect, Construction Manager, testing agencies, and each party involved in performance of portions of the Work where tests and inspections are required.


	1.7 SPECIAL TESTS AND INSPECTIONS
	A. Special Tests and Inspections:  Owner will engage a qualified testing agency to conduct special tests and inspections required by authorities having jurisdiction as the responsibility of Owner, and as follows:
	1. Verifying that manufacturer maintains detailed fabrication and quality-control procedures and reviewing the completeness and adequacy of those procedures to perform the Work.
	2. Notifying Architect, and Contractor promptly of irregularities and deficiencies observed in the Work during performance of its services.
	3. Submitting a certified written report of each test, inspection, and similar quality-control service to Architect with copy to Contractor and to authorities having jurisdiction.
	4. Submitting a final report of special tests and inspections at Substantial Completion, which includes a list of unresolved deficiencies.
	5. Interpreting tests and inspections and stating in each report whether tested and inspected work complies with or deviates from the Contract Documents.
	6. Retesting and reinspecting corrected work.



	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION
	3.1 REPAIR AND PROTECTION
	A. General:  On completion of testing, inspecting, sample taking, and similar services, repair damaged construction and restore substrates and finishes.
	1. Provide materials and comply with installation requirements specified in other Specification Sections.  Restore patched areas and extend restoration into adjoining areas with durable seams that are as invisible as possible.

	B. Protect construction exposed by or for quality-control service activities.
	C. Repair and protection are Contractor's responsibility, regardless of the assignment of responsibility for quality-control services.



	01 50 00 TEMP FACILITIES AND CONTROLS
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes requirements for
	1. Temporary utilities, support facilities, and security and protection facilities.
	2. Project Signage

	B. Related Sections include the following:
	1. Division 01 Section "Summary" for limitations on utility interruptions and other work restrictions.
	2. Division 01 Section "Submittal Procedures" for procedures for submitting copies of implementation and termination schedule and utility reports.


	1.3 DEFINITIONS
	A. Permanent Enclosure:  As determined by Architect, permanent or temporary roofing is complete, insulated, and weathertight; exterior walls are insulated and weathertight; and all openings are closed with permanent construction or substantial tempora...

	1.4 USE CHARGES
	A. General:  Cost or use charges for temporary facilities shall be included in the Contract Sum.  Allow other entities to use temporary services and facilities without cost, including, but not limited to, Owner's construction forces, Architect, testin...
	B. Water Service:  Water from Owner's existing water system is available for use without metering and without payment of use charges.  Provide connections and extensions of services as required for construction operations.
	C. Electric Power Service:  Electric power from Owner's existing system is available for use without metering and without payment of use charges.  Provide connections and extensions of services as required for construction operations.

	1.5 SUBMITTALS
	A. Site Plan:  Show temporary facilities, utility hookups, staging areas, and parking areas for construction personnel.

	1.6 QUALITY ASSURANCE
	A. Electric Service:  Comply with NECA, NEMA, and UL standards and regulations for temporary electric service.  Install service to comply with NFPA 70.
	B. Tests and Inspections:  Arrange for authorities having jurisdiction to test and inspect each temporary utility before use.  Obtain required certifications and permits.

	1.7 PROJECT CONDITIONS
	A. Temporary Use of Permanent Facilities:  Installer of each permanent service shall assume responsibility for operation, maintenance, and protection of each permanent service during its use as a construction facility before Owner's acceptance, regard...

	1.8 RESPONSIBILITIES FOR HEATING AND VENTILATION
	A. During Period of Temporary Enclosure: When the building, or major unit thereof, has been sufficiently temporarily enclosed, the General Contractor shall provide, operate and maintain temporary heat and adequate ventilation provisions, including cos...


	PART 2 -  PRODUCTS
	2.1 MATERIALS
	A. Portable Chain-Link Fencing:  Minimum 1T2-inch1T, 9-gage, galvanized steel, chain-link fabric fencing; minimum 1T6 feet1T high with galvanized steel pipe posts; minimum 1T2-3/8-inch-1T OD line posts and 1T2-7/8-inch-1T OD corner and pull posts, wit...
	B. Paint:  Comply with requirements in Division 09 painting Sections.

	2.2 TEMPORARY FACILITIES
	A. Field Offices, General:  Prefabricated or mobile units with serviceable finishes, temperature controls, and foundations adequate for normal loading.
	B. Common-Use Field Office:  Of sufficient size to accommodate needs of construction personnel.  Keep office clean and orderly.  Furnish and equip offices as follows:
	1. Furniture required for Project-site documents including file cabinets, plan tables, plan racks, and bookcases.
	2. Conference room of sufficient size to accommodate meetings of 16 individuals.  Provide electrical power service and 120-V ac duplex receptacles, with not less than 1 receptacle on each wall.  Furnish room with conference table, chairs, and 1T4-foot...
	3. Drinking water and private toilet.
	4. Coffee machine and supplies.
	5. Heating and cooling equipment necessary to maintain a uniform indoor temperature of 1T68 to 72 deg F1T.
	6. Lighting fixtures capable of maintaining average illumination of 1T20 fc1T at desk height.

	C. Storage and Fabrication Sheds:  Provide sheds sized, furnished, and equipped to accommodate materials and equipment for construction operations.
	1. Store combustible materials apart from building.


	2.3 EQUIPMENT
	A. Fire Extinguishers:  Portable, UL rated; with class and extinguishing agent as required by locations and classes of fire exposures.
	B. HVAC Equipment:  Unless Owner authorizes use of permanent HVAC system, provide vented, self-contained, liquid-propane-gas or fuel-oil heaters with individual space thermostatic control.
	1. Use of gasoline-burning space heaters, open-flame heaters, or salamander-type heating units is prohibited.
	2. Heating Units:  Listed and labeled for type of fuel being consumed, by a testing agency acceptable to authorities having jurisdiction, and marked for intended use.
	3. Permanent HVAC System:  If Owner authorizes use of permanent HVAC system for temporary use during construction, provide filter with MERV of 8 at each return air grille in system and remove at end of construction.



	PART 3 -  EXECUTION
	3.1 INSTALLATION, GENERAL
	A. Locate facilities where they will serve Project adequately and result in minimum interference with performance of the Work.  Relocate and modify facilities as required by progress of the Work.
	B. Provide each facility ready for use when needed to avoid delay.  Do not remove until facilities are no longer needed or are replaced by authorized use of completed permanent facilities.

	3.2 TEMPORARY UTILITY INSTALLATION
	A. General:  Install temporary service or connect to existing service.
	1. Arrange with utility company, Owner, and existing users for time when service can be interrupted, if necessary, to make connections for temporary services.

	B. Water Service:  Use of Owner's existing water service facilities will be permitted, as long as facilities are cleaned and maintained in a condition acceptable to Owner.  At Substantial Completion, restore these facilities to condition existing befo...
	1. Where installations below an outlet might be damaged by spillage or leakage, provide a drip pan of suitable size to minimize water damage.  Drain accumulated water promptly from pans.

	C. Sanitary Facilities:  Provide temporary toilets, wash facilities, and drinking water for use of construction personnel.  Comply with authorities having jurisdiction for type, number, location, operation, and maintenance of fixtures and facilities.
	D. Heating and Cooling:  Provide temporary heating and cooling required by construction activities for curing or drying of completed installations or for protecting installed construction from adverse effects of low temperatures or high humidity.  Sel...
	E. Ventilation and Humidity Control:  Provide temporary ventilation required by construction activities for curing or drying of completed installations or for protecting installed construction from adverse effects of high humidity.  Select equipment t...
	F. Electric Power Service:  Use of Owner's existing electric power service will be permitted, as long as equipment is maintained in a condition acceptable to Owner.
	G. Electric Power Service:  Provide electric power service and distribution system of sufficient size, capacity, and power characteristics required for construction operations.
	1. Connect temporary service to Owner's existing power source, as directed by Owner.

	H. Lighting:  Provide temporary lighting with local switching that provides adequate illumination for construction operations, observations, inspections, and traffic conditions.
	1. Install and operate temporary lighting that fulfills security and protection requirements without operating entire system.


	3.3 SUPPORT FACILITIES INSTALLATION
	A. General:  Comply with the following:
	1. Provide incombustible construction for offices, shops, and sheds located within construction area or within 1T30 feet1T of building lines.  Comply with NFPA 241.
	2. Maintain support facilities until near Substantial Completion.  Remove before Substantial Completion.  Personnel remaining after Substantial Completion will be permitted to use permanent facilities, under conditions acceptable to Owner.

	B. Dewatering Facilities and Drains:  Comply with requirements of authorities having jurisdiction.  Maintain Project site, excavations, and construction free of water.
	1. Dispose of rainwater in a lawful manner that will not result in flooding Project or adjoining properties nor endanger permanent Work or temporary facilities.
	2. Remove snow and ice as required to minimize accumulations.

	C. Project Identification and Temporary Signs:  Provide Project identification and other signs.  Install signs where indicated to inform public and individuals seeking entrance to Project.  Unauthorized signs are not permitted.
	1. Provide temporary, directional signs for construction personnel and visitors.
	2. Maintain and touchup signs so they are legible at all times.

	D. Waste Disposal Facilities:  Comply with requirements specified in Division 01 Section "Construction Waste Management and Disposal."
	E. Waste Disposal Facilities:  Provide waste-collection containers in sizes adequate to handle waste from construction operations.  Comply with requirements of authorities having jurisdiction.  Comply with Division 01 Section "Execution" for progress ...
	F. Lifts and Hoists:  Provide facilities necessary for hoisting materials and personnel.
	1. Truck cranes and similar devices used for hoisting materials are considered "tools and equipment" and not temporary facilities.

	G. Existing Elevator Use:  Use of Owner's existing elevators will be permitted, as long as elevators are cleaned and maintained in a condition acceptable to Owner.  At Substantial Completion, restore elevators to condition existing before initial use,...
	1. Do not load elevators beyond their rated weight capacity.
	2. Provide protective coverings, barriers, devices, signs, or other procedures to protect elevator car and entrance doors and frame.  If, despite such protection, elevators become damaged, engage elevator Installer to restore damaged work so no eviden...

	H. Temporary Stairs:  Until permanent stairs are available, provide temporary stairs where ladders are not adequate.
	I. Existing Stair Usage:  Use of Owner's existing stairs will be permitted, as long as stairs are cleaned and maintained in a condition acceptable to Owner.  At Substantial Completion, restore stairs to condition existing before initial use.
	1. Provide protective coverings, barriers, devices, signs, or other procedures to protect stairs and to maintain means of egress.  If, despite such protection, stairs become damaged, restore damaged areas so no evidence remains of correction work.

	J. Temporary Use of Permanent Stairs:  Cover finished, permanent stairs with protective covering of plywood or similar material so finishes will be undamaged at time of acceptance.

	3.4 SECURITY AND PROTECTION FACILITIES INSTALLATION
	A. Environmental Protection:  Provide protection, operate temporary facilities, and conduct construction in ways and by methods that comply with environmental regulations and that minimize possible air, waterway, and subsoil contamination or pollution...
	1. Comply with work restrictions specified in Division 01 Section "Summary."

	B. Temporary Erosion and Sedimentation Control:  Provide measures to prevent soil erosion and discharge of soil-bearing water runoff and airborne dust to adjacent properties and walkways, according to requirements of authorities having jurisdiction.
	1. Inspect, repair, and maintain erosion- and sedimentation-control measures during construction until permanent vegetation has been established.

	C. Stormwater Control:  Comply with authorities having jurisdiction.  Provide barriers in and around excavations and subgrade construction to prevent flooding by runoff of stormwater from heavy rains.
	D. Tree and Plant Protection:  Install temporary fencing located as indicated or outside the drip line of trees to protect vegetation from damage from construction operations.  Protect tree root systems from damage, flooding, and erosion.
	E. Pest Control:  Engage pest-control service to recommend practices to minimize attraction and harboring of rodents, roaches, and other pests and to perform extermination and control procedures at regular intervals so Project will be free of pests an...
	F. Site Enclosure Fence:  Before construction operations begin, furnish and install site enclosure fence in a manner that will prevent people and animals from easily entering site except by entrance gates.
	1. Extent of Fence:  As required to enclose entire Project site or portion determined sufficient to accommodate construction operations.
	2. Maintain security by limiting number of keys and restricting distribution to authorized personnel.  Provide Owner with one set of keys.

	G. Security Enclosure and Lockup:  Install substantial temporary enclosure around partially completed areas of construction.  Provide lockable entrances to prevent unauthorized entrance, vandalism, theft, and similar violations of security.
	H. Barricades, Warning Signs, and Lights:  Comply with requirements of authorities having jurisdiction for erecting structurally adequate barricades, including warning signs and lighting.
	I. Temporary Enclosures:  Provide temporary enclosures for protection of construction, in progress and completed, from exposure, foul weather, other construction operations, and similar activities.  Provide temporary weathertight enclosure for buildin...
	1. Where heating or cooling is needed and permanent enclosure is not complete, insulate temporary enclosures.

	J. Temporary Partitions:  Provide floor-to-ceiling dustproof partitions to limit dust and dirt migration and to separate areas occupied by Owner and tenants from fumes and noise.
	1. Construct dustproof partitions with gypsum wallboard with joints taped on occupied side, and fire-retardant plywood on construction operations side.
	2. Construct dustproof partitions with 2 layers of 1T3-mil1T polyethylene sheet on each side.  Cover floor with 2 layers of 1T3-mil1T polyethylene sheet, extending sheets 1T18 inches1T up the sidewalls.  Overlap and tape full length of joints.  Cover ...
	a. Construct vestibule and airlock at each entrance through temporary partition with not less than 1T48 inches1T between doors.  Maintain water-dampened foot mats in vestibule.

	3. Insulate partitions to provide noise protection to occupied areas.
	4. Seal joints and perimeter.  Equip partitions with dustproof doors and security locks.
	5. Protect air-handling equipment.
	6. Weather strip openings.
	7. Provide walk-off mats at each entrance through temporary partition.

	K. Temporary Fire Protection:  Install and maintain temporary fire-protection facilities of types needed to protect against reasonably predictable and controllable fire losses.  Comply with NFPA 241.
	1. Prohibit smoking in construction areas AND anywhere on State property..
	2. Supervise welding operations, combustion-type temporary heating units, and similar sources of fire ignition according to requirements of authorities having jurisdiction.
	3. Develop and supervise an overall fire-prevention and -protection program for personnel at Project site.  Review needs with local fire department and establish procedures to be followed.  Instruct personnel in methods and procedures.  Post warnings ...
	4. Provide temporary standpipes and hoses for fire protection.  Hang hoses with a warning sign stating that hoses are for fire-protection purposes only and are not to be removed.  Match hose size with outlet size and equip with suitable nozzles.


	3.5 OPERATION, TERMINATION, AND REMOVAL
	A. Supervision:  Enforce strict discipline in use of temporary facilities.  To minimize waste and abuse, limit availability of temporary facilities to essential and intended uses.
	B. Maintenance:  Maintain facilities in good operating condition until removal.
	1. Maintain operation of temporary enclosures, heating, cooling, humidity control, ventilation, and similar facilities on a 24-hour basis where required to achieve indicated results and to avoid possibility of damage.

	C. Operate Project-identification-sign lighting daily from dusk until 12:00 midnight.
	D. Temporary Facility Changeover:  Do not change over from using temporary security and protection facilities to permanent facilities until Substantial Completion.
	E. Termination and Removal:  Remove each temporary facility when need for its service has ended, when it has been replaced by authorized use of a permanent facility, or no later than Substantial Completion.  Complete or, if necessary, restore permanen...
	1. Materials and facilities that constitute temporary facilities are property of Contractor.  Owner reserves right to take possession of Project identification signs.
	2. Remove temporary paving not intended for or acceptable for integration into permanent paving.  Where area is intended for landscape development, remove soil and aggregate fill that do not comply with requirements for fill or subsoil.  Remove materi...
	3. At Substantial Completion, clean and renovate permanent facilities used during construction period.  Comply with final cleaning requirements specified in Division 01 Section "Closeout Procedures."




	01 60 00 - PRODUCT REQUIREMENTS
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for selection of products for use in Project; product delivery, storage, and handling; manufacturers' standard warranties on products; special warranties; product substitutions; and c...
	B. Related Sections include the following:
	1. Division 01 Section "Alternates" for products selected under an alternate.
	2. Division 01 Section "References" for applicable industry standards for products specified.
	3. Division 01 Section "Closeout Procedures" for submitting warranties for Contract closeout.
	4. Divisions 02 through 49 Sections for specific requirements for warranties on products and installations specified to be warranted.


	1.3 DEFINITIONS
	A. Products:  Items purchased for incorporating into the Work, whether purchased for Project or taken from previously purchased stock.  The term "product" includes the terms "material," "equipment," "system," and terms of similar intent.
	1. Named Products:  Items identified by manufacturer's product name, including make or model number or other designation shown or listed in manufacturer's published product literature, that is current as of date of the Contract Documents.
	2. New Products:  Items that have not previously been incorporated into another project or facility.  Products salvaged or recycled from other projects are not considered new products.
	3. Comparable Product:  Product that is demonstrated and approved through submittal process, or where indicated as a product substitution, to have the indicated qualities related to type, function, dimension, in-service performance, physical propertie...

	B. Substitutions:  Changes in products, materials, equipment, and methods of construction from those required by the Contract Documents and proposed by Contractor.
	C. Basis-of-Design Product Specification:  Where a specific manufacturer's product is named and accompanied by the words "basis-of-design," including make or model number or other designation, to establish the significant qualities related to type, fu...

	1.4 SUBMITTALS
	A. Product List:  Submit a list, in tabular form, showing specified products.  Include generic names of products required.  Include manufacturer's name and proprietary product names for each product.
	1. Coordinate product list with Contractor's Construction Schedule and the Submittals Schedule.
	2. Form:  Tabulate information for each product under the following column headings:
	a. Specification Section number and title.
	b. Generic name used in the Contract Documents.
	c. Proprietary name, model number, and similar designations.
	d. Manufacturer's name and address.
	e. Supplier's name and address.
	f. Installer's name and address.
	g. Projected delivery date or time span of delivery period.
	h. Identification of items that require early submittal approval for scheduled delivery date.

	3. Initial Submittal:  Within 30 days after date of commencement of the Work, submit 6 copies of initial product list.  Include a written explanation for omissions of data and for variations from Contract requirements.
	4. Architect's Action:  Architect will respond in writing to Contractor within 15 days of receipt of completed product list.  Architect's response will include a list of unacceptable product selections and a brief explanation of reasons for this actio...

	B. Substitution Requests:  Submit three copies of each request for consideration.  Identify product or fabrication or installation method to be replaced.  Include Specification Section number and title and Drawing numbers and titles.
	1. Substitution Request Form:  Use facsimile of form provided at end of Section.
	2. Documentation:  Show compliance with requirements for substitutions and the following, as applicable:
	a. Statement indicating why specified material or product cannot be provided.
	b. Coordination information, including a list of changes or modifications needed to other parts of the Work and to construction performed by Owner and separate contractors, that will be necessary to accommodate proposed substitution.
	c. Detailed comparison of significant qualities of proposed substitution with those of the Work specified.  Significant qualities may include attributes such as performance, weight, size, durability, visual effect, and specific features and requiremen...
	d. Product Data, including drawings and descriptions of products and fabrication and installation procedures.
	e. Samples, where applicable or requested.
	f. List of similar installations for completed projects with project names and addresses and names and addresses of architects and owners.
	g. Material test reports from a qualified testing agency indicating and interpreting test results for compliance with requirements indicated.
	h. Research/evaluation reports evidencing compliance with building code in effect for Project, from a model code organization acceptable to authorities having jurisdiction.
	i. Detailed comparison of Contractor's Construction Schedule using proposed substitution with products specified for the Work, including effect on the overall Contract Time.  If specified product or method of construction cannot be provided within the...
	j. Cost information, including a proposal of change, if any, in the Contract Sum.
	k. Contractor's certification that proposed substitution complies with requirements in the Contract Documents and is appropriate for applications indicated.
	l. Contractor's waiver of rights to additional payment or time that may subsequently become necessary because of failure of proposed substitution to produce indicated results.

	3. Architect's Action:  If necessary, Architect will request additional information or documentation for evaluation within 7 days of receipt of a request for substitution.  Architect will notify Contractor of acceptance or rejection of proposed substi...
	a. Form of Acceptance:  Change Order.
	b. Use product specified if Architect cannot make a decision on use of a proposed substitution within time allocated.


	C. Basis-of-Design Product Specification Submittal:  Comply with requirements in Division 01 Section "Submittal Procedures."  Show compliance with requirements.

	1.5 QUALITY ASSURANCE
	A. Compatibility of Options:  If Contractor is given option of selecting between two or more products for use on Project, product selected shall be compatible with products previously selected, even if previously selected products were also options.
	1. Each contractor is responsible for providing products and construction methods compatible with products and construction methods of other contractors.
	2. If a dispute arises between contractors over concurrently selectable but incompatible products, Architect will determine which products shall be used.


	1.6 PRODUCT DELIVERY, STORAGE, AND HANDLING
	A. Deliver, store, and handle products using means and methods that will prevent damage, deterioration, and loss, including theft.  Comply with manufacturer's written instructions.
	B. Delivery and Handling:
	1. Schedule delivery to minimize long-term storage at Project site and to prevent overcrowding of construction spaces.
	2. Coordinate delivery with installation time to ensure minimum holding time for items that are flammable, hazardous, easily damaged, or sensitive to deterioration, theft, and other losses.
	3. Deliver products to Project site in an undamaged condition in manufacturer's original sealed container or other packaging system, complete with labels and instructions for handling, storing, unpacking, protecting, and installing.
	4. Inspect products on delivery to ensure compliance with the Contract Documents and to ensure that products are undamaged and properly protected.

	C. Storage:
	1. Store products to allow for inspection and measurement of quantity or counting of units.
	2. Store materials in a manner that will not endanger Project structure.
	3. Store products that are subject to damage by the elements, under cover in a weathertight enclosure above ground, with ventilation adequate to prevent condensation.
	4. Store cementitious products and materials on elevated platforms.
	5. Store foam plastic from exposure to sunlight, except to extent necessary for period of installation and concealment.
	6. Comply with product manufacturer's written instructions for temperature, humidity, ventilation, and weather-protection requirements for storage.
	7. Protect stored products from damage and liquids from freezing.
	8. Provide a secure location and enclosure at Project site for storage of materials and equipment by Owner's construction forces.  Coordinate location with Owner.


	1.7 PRODUCT WARRANTIES
	A. Warranties specified in other Sections shall be in addition to, and run concurrent with, other warranties required by the Contract Documents.  Manufacturer's disclaimers and limitations on product warranties do not relieve Contractor of obligations...
	1. Manufacturer's Warranty:  Preprinted written warranty published by individual manufacturer for a particular product and specifically endorsed by manufacturer to Owner.
	2. Special Warranty:  Written warranty required by or incorporated into the Contract Documents, either to extend time limit provided by manufacturer's warranty or to provide more rights for Owner.

	B. Special Warranties:  Prepare a written document that contains appropriate terms and identification, ready for execution.  Submit a draft for approval before final execution.
	1. Manufacturer's Standard Form:  Modified to include Project-specific information and properly executed.
	2. Specified Form:  When specified forms are included with the Specifications, prepare a written document using appropriate form properly executed.
	3. Refer to Divisions 02 through 49 Sections for specific content requirements and particular requirements for submitting special warranties.

	C. Submittal Time:  Comply with requirements in Division 01 Section "Closeout Procedures."


	PART 2 -  PRODUCTS
	2.1 PRODUCT SELECTION PROCEDURES
	A. General Product Requirements:  Provide products that comply with the Contract Documents, that are undamaged and, unless otherwise indicated, that are new at time of installation.
	1. Provide products complete with accessories, trim, finish, fasteners, and other items needed for a complete installation and indicated use and effect.
	2. Standard Products:  If available, and unless custom products or nonstandard options are specified, provide standard products of types that have been produced and used successfully in similar situations on other projects.
	3. Owner reserves the right to limit selection to products with warranties not in conflict with requirements of the Contract Documents.
	4. Where products are accompanied by the term "as selected," Architect will make selection.
	5. Where products are accompanied by the term "match sample," sample to be matched is Architect's.
	6. Descriptive, performance, and reference standard requirements in the Specifications establish "salient characteristics" of products.
	7. Or Equal or Comparable Product:  Where products are specified by name and accompanied by the term "or equal" or "comparable product" or "or approved equal" or "or approved," comply with provisions in Part 2 "Comparable Products" Article to obtain a...

	B. Product Selection Procedures:
	1. Product:  Where Specifications name a single product and manufacturer, provide the named product that complies with requirements.
	2. Manufacturer/Source:  Where Specifications name a single manufacturer or source, provide a product by the named manufacturer or source that complies with requirements.
	3. Products:  Where Specifications include a list of names of both products and manufacturers, provide one of the products listed that complies with requirements.
	4. Manufacturers:  Where Specifications include a list of manufacturers' names, provide a product by one of the manufacturers listed that complies with requirements.
	5. Available Products:  Where Specifications include a list of names of both products and manufacturers, provide one of the products listed, or an unnamed product, that complies with requirements.  Comply with provisions in Part 2 "Comparable Products...
	6. Available Manufacturers:  Where Specifications include a list of manufacturers, provide a product by one of the manufacturers listed, or an unnamed manufacturer, that complies with requirements.  Comply with provisions in Part 2 "Comparable Product...
	7. Product Options:  Where Specifications indicate that sizes, profiles, and dimensional requirements on Drawings are based on a specific product or system, provide the specified product or system.  Comply with provisions in Part 2 "Product Substituti...
	8. Basis-of-Design Product:  Where Specifications name a product and/or include a list of manufacturers, provide the specified product or a comparable product by one of the other named manufacturers.  Drawings and Specifications indicate sizes, profil...
	9. Visual Matching Specification:  Where Specifications require matching an established Sample, select a product that complies with requirements and matches Architect's sample.  Architect's decision will be final on whether a proposed product matches.
	a. If no product available within specified category matches and complies with other specified requirements, comply with provisions in Part 2 "Product Substitutions" Article for proposal of product.

	10. Visual Selection Specification:  Where Specifications include the phrase "as selected from manufacturer's colors, patterns, textures" or a similar phrase, select a product that complies with other specified requirements.
	a. Standard Range:  Where Specifications include the phrase "standard range of colors, patterns, textures" or similar phrase, Architect will select color, pattern, density, or texture from manufacturer's product line that does not include premium items.
	b. Full Range:  Where Specifications include the phrase "full range of colors, patterns, textures" or similar phrase, Architect will select color, pattern, density, or texture from manufacturer's product line that includes both standard and premium it...



	2.2 PRODUCT SUBSTITUTIONS
	A. Timing:  Architect will consider requests for substitution if received within 30 days after the Notice of Award.  Requests received after that time may be considered or rejected at discretion of Architect.
	B. Conditions:  Architect will consider Contractor's request for substitution when the following conditions are satisfied.  If the following conditions are not satisfied, Architect will return requests without action, except to record noncompliance wi...
	1. Requested substitution offers Owner a substantial advantage in cost, time, energy conservation, or other considerations, after deducting additional responsibilities Owner must assume.  Owner's additional responsibilities may include compensation to...
	2. Requested substitution does not require extensive revisions to the Contract Documents.
	3. Requested substitution is consistent with the Contract Documents and will produce indicated results.
	4. Substitution request is fully documented and properly submitted.
	5. Requested substitution will not adversely affect Contractor's Construction Schedule.
	6. Requested substitution has received necessary approvals of authorities having jurisdiction.
	7. Requested substitution is compatible with other portions of the Work.
	8. Requested substitution has been coordinated with other portions of the Work.
	9. Requested substitution provides specified warranty.
	10. If requested substitution involves more than one contractor, requested substitution has been coordinated with other portions of the Work, is uniform and consistent, is compatible with other products, and is acceptable to all contractors involved.


	2.3 COMPARABLE PRODUCTS
	A. Conditions:  Architect will consider Contractor's request for comparable product when the following conditions are satisfied.  If the following conditions are not satisfied, Architect will return requests without action, except to record noncomplia...
	1. Evidence that the proposed product does not require extensive revisions to the Contract Documents that it is consistent with the Contract Documents and will produce the indicated results, and that it is compatible with other portions of the Work.
	2. Detailed comparison of significant qualities of proposed product with those named in the Specifications.  Significant qualities include attributes such as performance, weight, size, durability, visual effect, and specific features and requirements ...
	3. Evidence that proposed product provides specified warranty.
	4. List of similar installations for completed projects with project names and addresses and names and addresses of architects and owners, if requested.
	5. Samples, if requested.



	PART 3 -  EXECUTION (Not Used)

	01 73 00 - EXECUTION
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes general procedural requirements governing execution of the Work including, but not limited to, the following:
	1. Construction layout.
	2. Field engineering and surveying.
	3. General installation of products.
	4. Coordination of Owner-installed products.
	5. Progress cleaning.
	6. Starting and adjusting.
	7. Protection of installed construction.
	8. Correction of the Work.

	B. Related Sections include the following:
	1. Division 01 Section "Project Management and Coordination" for procedures for coordinating field engineering with other construction activities.
	2. Division 01 Section "Submittal Procedures" for submitting surveys.
	3. Division 01 Section "Cutting and Patching" for procedural requirements for cutting and patching necessary for the installation or performance of other components of the Work.
	4. Division 01 Section "Closeout Procedures" for submitting final property survey with Project Record Documents, recording of Owner-accepted deviations from indicated lines and levels, and final cleaning.


	1.3 SUBMITTALS
	A. Landfill Receipts:  Submit copy of receipts issued by a landfill facility, licensed to accept hazardous materials, for hazardous waste disposal.


	PART 2 -  PRODUCTS (Not Used)
	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Existing Conditions:  The existence and location of site improvements, utilities, and other construction indicated as existing are not guaranteed.  Before beginning work, investigate and verify the existence and location of mechanical and electrica...
	1. Before construction, verify the location and points of connection of utility services.

	B. Existing Utilities:  The existence and location of underground and other utilities and construction indicated as existing are not guaranteed.  Before beginning sitework, investigate and verify the existence and location of underground utilities and...
	1. Before construction, verify the location and points of connection of sanitary sewer, storm sewer, and water-service piping; and underground electrical services.
	2. Furnish location data for work related to Project that must be performed by public utilities serving Project site.

	C. Acceptance of Conditions:  Examine substrates, areas, and conditions, with Installer or Applicator present where indicated, for compliance with requirements for installation tolerances and other conditions affecting performance.  Record observations.
	1. Written Report:  Where a written report listing conditions detrimental to performance of the Work is required by other Sections, include the following:
	a. Description of the Work.
	b. List of detrimental conditions, including substrates.
	c. List of unacceptable installation tolerances.
	d. Recommended corrections.

	2. Verify compatibility with and suitability of substrates, including compatibility with existing finishes or primers.
	3. Examine roughing-in for mechanical and electrical systems to verify actual locations of connections before equipment and fixture installation.
	4. Examine walls, floors, and roofs for suitable conditions where products and systems are to be installed.
	5. Proceed with installation only after unsatisfactory conditions have been corrected.  Proceeding with the Work indicates acceptance of surfaces and conditions.


	3.2 PREPARATION
	A. Existing Utility Information:  Furnish information to Owner that is necessary to adjust, move, or relocate existing utility structures, utility poles, lines, services, or other utility appurtenances located in or affected by construction.  Coordina...
	B. Field Measurements:  Take field measurements as required to fit the Work properly.  Recheck measurements before installing each product.  Where portions of the Work are indicated to fit to other construction, verify dimensions of other construction...
	C. Space Requirements:  Verify space requirements and dimensions of items shown diagrammatically on Drawings.
	D. Review of Contract Documents and Field Conditions:  Immediately on discovery of the need for clarification of the Contract Documents, submit a Request for Information to Architect.  Include a detailed description of problem encountered, together wi...

	3.3 CONSTRUCTION LAYOUT
	A. Verification:  Before proceeding to lay out the Work, verify layout information shown on Drawings, in relation to the property survey and existing benchmarks.  If discrepancies are discovered, notify Architect  promptly.
	B. General:  Engage a professional engineer to lay out the Work using accepted surveying practices.
	1. Establish benchmarks and control points to set lines and levels at each story of construction and elsewhere as needed to locate each element of Project.
	2. Establish dimensions within tolerances indicated.  Do not scale Drawings to obtain required dimensions.
	3. Inform installers of lines and levels to which they must comply.
	4. Check the location, level and plumb, of every major element as the Work progresses.
	5. Notify Architect when deviations from required lines and levels exceed allowable tolerances.
	6. Close site surveys with an error of closure equal to or less than the standard established by authorities having jurisdiction.

	C. Record Log:  Maintain a log of layout control work.  Record deviations from required lines and levels.  Include beginning and ending dates and times of surveys, weather conditions, name and duty of each survey party member, and types of instruments...

	3.4 INSTALLATION
	A. General:  Locate the Work and components of the Work accurately, in correct alignment and elevation, as indicated.
	B. Comply with manufacturer's written instructions and recommendations for installing products in applications indicated.
	C. Install products at the time and under conditions that will ensure the best possible results.  Maintain conditions required for product performance until Substantial Completion.
	D. Conduct construction operations so no part of the Work is subjected to damaging operations or loading in excess of that expected during normal conditions of occupancy.
	E. Tools and Equipment:  Do not use tools or equipment that produce harmful noise levels.
	F. Templates:  Obtain and distribute to the parties involved templates for work specified to be factory prepared and field installed.  Check Shop Drawings of other work to confirm that adequate provisions are made for locating and installing products ...
	G. Joints:  Make joints of uniform width.  Where joint locations in exposed work are not indicated, arrange joints for the best visual effect.  Fit exposed connections together to form hairline joints.
	H. Hazardous Materials:  Use products, cleaners, and installation materials that are not considered hazardous.

	3.5 PROGRESS CLEANING
	A. General:  Each Contractor shall clean Project site and work areas daily, including common areas.  Coordinate progress cleaning for joint-use areas where more than one installer has worked.  Enforce requirements strictly.  Dispose of materials lawfu...
	1. Comply with requirements in NFPA 241 for removal of combustible waste materials and debris.
	2. Do not hold materials more than 7 days during normal weather or 3 days if the temperature is expected to rise above 1T80 deg F1T.
	3. Containerize hazardous and unsanitary waste materials separately from other waste.  Mark containers appropriately and dispose of legally, according to regulations.

	B. Site:  Maintain Project site free of waste materials and debris.
	C. Work Areas:  Clean areas where work is in progress to the level of cleanliness necessary for proper execution of the Work.
	1. Remove liquid spills promptly.
	2. Where dust would impair proper execution of the Work, broom-clean or vacuum the entire work area, as appropriate.

	D. Installed Work:  Keep installed work clean.  Clean installed surfaces according to written instructions of manufacturer or fabricator of product installed, using only cleaning materials specifically recommended.  If specific cleaning materials are ...
	E. Concealed Spaces:  Remove debris from concealed spaces before enclosing the space.
	F. Exposed Surfaces in Finished Areas:  Clean exposed surfaces and protect as necessary to ensure freedom from damage and deterioration at time of Substantial Completion.
	G. Waste Disposal:  Burying or burning waste materials on-site will not be permitted.  Washing waste materials down sewers or into waterways will not be permitted.
	H. During handling and installation, clean and protect construction in progress and adjoining materials already in place.  Apply protective covering where required to ensure protection from damage or deterioration at Substantial Completion.
	I. Clean and provide maintenance on completed construction as frequently as necessary through the remainder of the construction period.  Adjust and lubricate operable components to ensure operability without damaging effects.
	J. Limiting Exposures:  Supervise construction operations to assure that no part of the construction, completed or in progress, is subject to harmful, dangerous, damaging, or otherwise deleterious exposure during the construction period.

	3.6 STARTING AND ADJUSTING
	A. Start equipment and operating components to confirm proper operation.  Remove malfunctioning units, replace with new units, and retest.
	B. Adjust operating components for proper operation without binding.  Adjust equipment for proper operation.
	C. Test each piece of equipment to verify proper operation.  Test and adjust controls and safeties.  Replace damaged and malfunctioning controls and equipment.
	D. Manufacturer's Field Service:  If a factory-authorized service representative is required to inspect field-assembled components and equipment installation, comply with qualification requirements in Division 01 Section "Quality Requirements."

	3.7 PROTECTION OF INSTALLED CONSTRUCTION
	A. Provide final protection and maintain conditions that ensure installed Work is without damage or deterioration at time of Substantial Completion.
	B. Comply with manufacturer's written instructions for temperature and relative humidity.

	3.8 CORRECTION OF THE WORK
	A. Repair or remove and replace defective construction.  Restore damaged substrates and finishes.  Comply with requirements in Division 01 Section "Cutting and Patching."
	1. Repairing includes replacing defective parts, refinishing damaged surfaces, touching up with matching materials, and properly adjusting operating equipment.

	B. Restore permanent facilities used during construction to their specified condition.
	C. Remove and replace damaged surfaces that are exposed to view if surfaces cannot be repaired without visible evidence of repair.
	D. Repair components that do not operate properly.  Remove and replace operating components that cannot be repaired.
	E. Remove and replace chipped, scratched, and broken glass or reflective surfaces.



	01 73 29 - CUTTING AND PATCHING
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes procedural requirements for cutting and patching.
	B. Related Sections include the following:
	1. Divisions 2 through 49 Sections for specific requirements and limitations applicable to cutting and patching individual parts of the Work.


	1.3 DEFINITIONS
	A. Cutting:  Removal of in-place construction necessary to permit installation or performance of other Work.
	B. Patching:  Fitting and repair work required to restore surfaces to original conditions after installation of other Work.

	1.4 SUBMITTALS
	A. Cutting and Patching Proposal:  Submit a proposal describing procedures at least 10  days before the time cutting and patching will be performed, requesting approval to proceed.  Include the following information:
	1. Extent:  Describe cutting and patching, show how they will be performed, and indicate why they cannot be avoided.
	2. Changes to In-Place Construction:  Describe anticipated results.  Include changes to structural elements and operating components as well as changes in building's appearance and other significant visual elements.
	3. Products:  List products to be used and firms or entities that will perform the Work.
	4. Dates:  Indicate when cutting and patching will be performed.
	5. Utility Services and Mechanical/Electrical Systems:  List services/systems that cutting and patching procedures will disturb or affect.  List services/systems that will be relocated and those that will be temporarily out of service.  Indicate how l...
	6. Structural Elements:  Where cutting and patching involve adding reinforcement to structural elements, submit details and engineering calculations showing integration of reinforcement with original structure.
	7. Architect's Approval:  Obtain approval of cutting and patching proposal before cutting and patching.  Approval does not waive right to later require removal and replacement of unsatisfactory work.


	1.5 QUALITY ASSURANCE
	A. Structural Elements:  Do not cut and patch structural elements in a manner that could change their load-carrying capacity or load-deflection ratio.
	B. Operational Elements:  Do not cut and patch operating elements and related components in a manner that results in reducing their capacity to perform as intended or that results in increased maintenance or decreased operational life or safety.  Oper...
	1. Primary operational systems and equipment.
	2. Air or smoke barriers.
	3. Fire-suppression systems.
	4. Communication systems.
	5. Electrical wiring systems.

	C. Visual Requirements:  Do not cut and patch construction in a manner that results in visual evidence of cutting and patching.  Do not cut and patch construction exposed on the exterior or in occupied spaces in a manner that would, in Architect's opi...
	D. Cutting and Patching Conference:  Before proceeding, meet at Project site with parties involved in cutting and patching, including mechanical and electrical trades.  Review areas of potential interference and conflict.  Coordinate procedures and re...

	1.6 WARRANTY
	A. Existing Warranties:  Remove, replace, patch, and repair materials and surfaces cut or damaged during cutting and patching operations, by methods and with materials so as not to void existing warranties.


	PART 2 -  PRODUCTS
	2.1 MATERIALS
	A. General:  Comply with requirements specified in other Sections.
	B. In-Place Materials:  Use materials identical to in-place materials.  For exposed surfaces, use materials that visually match in-place adjacent surfaces to the fullest extent possible.
	1. If identical materials are unavailable or cannot be used, use materials that, when installed, will match the visual and functional performance of in-place materials.



	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine surfaces to be cut and patched and conditions under which cutting and patching are to be performed.
	1. Compatibility:  Before patching, verify compatibility with and suitability of substrates, including compatibility with in-place finishes or primers.
	2. Proceed with installation only after unsafe or unsatisfactory conditions have been corrected.


	3.2 PREPARATION
	A. Temporary Support:  Provide temporary support of Work to be cut.
	B. Protection:  Protect in-place construction during cutting and patching to prevent damage.  Provide protection from adverse weather conditions for portions of Project that might be exposed during cutting and patching operations.
	C. Adjoining Areas:  Avoid interference with use of adjoining areas or interruption of free passage to adjoining areas.

	3.3 PERFORMANCE
	A. General:  Employ skilled workers to perform cutting and patching.  Proceed with cutting and patching at the earliest feasible time, and complete without delay.
	1. Cut in-place construction to provide for installation of other components or performance of other construction, and subsequently patch as required to restore surfaces to their original condition.

	B. Cutting:  Cut in-place construction by sawing, drilling, breaking, chipping, grinding, and similar operations, including excavation, using methods least likely to damage elements retained or adjoining construction.  If possible, review proposed pro...
	1. In general, use hand or small power tools designed for sawing and grinding, not hammering and chopping.  Cut holes and slots as small as possible, neatly to size required, and with minimum disturbance of adjacent surfaces.  Temporarily cover openin...
	2. Finished Surfaces:  Cut or drill from the exposed or finished side into concealed surfaces.
	3. Concrete and Masonry:  Cut using a cutting machine, such as an abrasive saw or a diamond-core drill.
	4. Proceed with patching after construction operations requiring cutting are complete.

	C. Patching:  Patch construction by filling, repairing, refinishing, closing up, and similar operations following performance of other Work.  Patch with durable seams that are as invisible as possible.  Provide materials and comply with installation r...
	1. Inspection:  Where feasible, test and inspect patched areas after completion to demonstrate integrity of installation.
	2. Exposed Finishes:  Restore exposed finishes of patched areas and extend finish restoration into retained adjoining construction in a manner that will eliminate evidence of patching and refinishing.
	a. Clean piping, conduit, and similar features before applying paint or other finishing materials.
	b. Restore damaged pipe covering to its original condition.


	D. Cleaning:  Clean areas and spaces where cutting and patching are performed.  Completely remove paint, mortar, oils, putty, and similar materials.



	01 77 00 - CLOSEOUT PROCEDURES
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for contract closeout, including, but not limited to, the following:
	1. Inspection procedures.
	2. Warranties.
	3. Final cleaning.

	B. Related Sections include the following:
	1. Division 01 Section "Payment Procedures" for requirements for Applications for Payment for Substantial and Final Completion.
	2. Division 01 Section "Photographic Documentation" for submitting Final Completion construction photographs and negatives.
	3. Division 01 Section "Execution" for progress cleaning of Project site.
	4. Division 01 Section "Project Record Documents" for submitting Record Drawings, Record Specifications, and Record Product Data.
	5. Divisions 02 through 49 Sections for specific closeout and special cleaning requirements for the Work in those Sections.


	1.3 SUBSTANTIAL COMPLETION
	A. Preliminary Procedures:  Before requesting inspection for determining date of Substantial Completion, complete the following.  List items below that are incomplete in request.
	1. Prepare a list of items to be completed and corrected (punch list), the value of items on the list, and reasons why the Work is not complete.
	2. Advise Owner of pending insurance changeover requirements.
	3. Submit specific warranties, workmanship bonds, maintenance service agreements, final certifications, and similar documents.
	4. Obtain and submit releases permitting Owner unrestricted use of the Work and access to services and utilities.  Include occupancy permits, operating certificates, and similar releases.
	5. Prepare and submit Project Record Documents, operation and maintenance manuals, Final Completion construction photographs, damage or settlement surveys, property surveys, and similar final record information.
	6. Deliver tools, spare parts, extra materials, and similar items to location designated by Owner.  Label with manufacturer's name and model number where applicable.
	7. Make final changeover of permanent locks and deliver keys to Owner.  Advise Owner's personnel of changeover in security provisions.
	8. Terminate and remove temporary facilities from Project site, along with mockups, construction tools, and similar elements.
	9. Complete final cleaning requirements, including touchup painting.
	10. Touch up and otherwise repair and restore marred exposed finishes to eliminate visual defects.

	B. Inspection:  Submit a written request for inspection for Substantial Completion.  On receipt of request, Architect  will either proceed with inspection or notify Contractor of unfulfilled requirements.  Architect will prepare the Certificate of Sub...
	1. Reinspection:  Reinspection will occur during final inspection.
	2. Results of completed inspection will form the basis of requirements for Final Completion.


	1.4 FINAL COMPLETION
	A. Preliminary Procedures:  Before requesting final inspection for determining date of Final Completion, complete the following:
	1. Submit a final Application for Payment according to Division 01 Section "Payment Procedures."
	2. Submit certified copy of Architect's Substantial Completion inspection list of items to be completed or corrected (punch list), endorsed and dated by Architect.  The certified copy of the list shall state that each item has been completed or otherw...
	3. Submit evidence of final, continuing insurance coverage complying with insurance requirements.
	4. Submit pest-control final inspection report and warranty.
	5. Instruct Owner's personnel in operation, adjustment, and maintenance of products, equipment, and systems.

	B. Inspection:  Submit a written request for final inspection for acceptance.  On receipt of request, Architect  will either proceed with inspection or notify Contractor of unfulfilled requirements.  Architect will prepare a final Certificate for Paym...
	1. Reinspection:  Request reinspection when the Work identified in previous inspections as incomplete is completed or corrected.
	2. Inspections by the Architect, requested by the Contractor after the second punch list inspection, shall be at the cost of the Contractor.  Costs shall be on a time and material basis and back charged to the Contractor’s contract with the Owner.


	1.5 LIST OF INCOMPLETE ITEMS (PUNCH LIST)
	A. Preparation:  Submit three copies of list.  Include name and identification of each space and area affected by construction operations for incomplete items and items needing correction including, if necessary, areas disturbed by Contractor that are...
	1. Organize list of spaces in sequential order, starting with exterior areas first and proceeding from lowest floor to highest floor.
	2. Organize items applying to each space by major element, including categories for ceiling, individual walls, floors, equipment, and building systems.
	3. Include the following information at the top of each page:
	a. Project name.
	b. Date.
	c. Name of Architect.
	d. Name of Contractor.
	e. Page number.



	1.6 WARRANTIES
	A. Submittal Time:  Submit written warranties on request of Architect for designated portions of the Work where commencement of warranties other than date of Substantial Completion is indicated.
	B. Partial Occupancy:  Submit properly executed warranties within 15 days of completion of designated portions of the Work that are completed and occupied or used by Owner during construction period by separate agreement with Contractor.
	C. Organize warranty documents into an orderly sequence based on the table of contents of the Project Manual.
	1. Bind warranties and bonds in heavy-duty, 3-ring, vinyl-covered, loose-leaf binders, thickness as necessary to accommodate contents, and sized to receive 1T8-1/2-by-11-inch1T paper.
	2. Provide heavy paper dividers with plastic-covered tabs for each separate warranty.  Mark tab to identify the product or installation.  Provide a typed description of the product or installation, including the name of the product and the name, addre...
	3. Identify each binder on the front and spine with the typed or printed title "WARRANTIES," Project name, and name of Contractor.

	D. Provide additional copies of each warranty to include in operation and maintenance manuals.

	1.7 CLOSEOUT DOCUMENTATION SUBMITTALS
	A. Prepare and submit documentation of the following items;
	1. Form G704 Substantial Completion
	2. Form G706 Affidavit of Payment of Debts and Claims
	3. Form 706A Release of Liens Contractor / Subcontractor
	4. Form 707 Consent of Surety Company
	5. Final Payment App
	6. Meeting Minutes
	7. General Correspondence
	8. Certificate of Occupancy
	9. Environmental Certificates
	10. Warranties ( Letter of Guarantee and Warranty Info)
	11. O&M Manuals
	12. Hard Copy of As-Built Drawings
	13. 2 sets of drawing discs. Updated CAD files
	14. Occupancy Permits
	15. Test & Balancing Reports
	16. Field Reports/Inspection Reports
	17. Pest Control Final Inspection Report & Warranty (Slabs over 400SF)
	18. Substantial Completion Form
	19. Record Shop Drawings and submittals
	20. Affidavit of Discharge of State Tax Liability
	21. Copy of completed final punch list signed off on by Owner’s Rep
	22.
	Punch list Closeout Letter.



	PART 2 -  PRODUCTS
	2.1 MATERIALS
	A. Cleaning Agents:  Use cleaning materials and agents recommended by manufacturer or fabricator of the surface to be cleaned.  Do not use cleaning agents that are potentially hazardous to health or property or that might damage finished surfaces.


	PART 3 -  EXECUTION
	3.1 FINAL CLEANING
	A. General:  Provide final cleaning.  Conduct cleaning and waste-removal operations to comply with local laws and ordinances and Federal and local environmental and antipollution regulations.
	B. Cleaning:  Employ experienced workers or professional cleaners for final cleaning.  Clean each surface or unit to condition expected in an average commercial building cleaning and maintenance program.  Comply with manufacturer's written instructions.
	1. Complete the following cleaning operations before requesting inspection for certification of Substantial Completion for entire Project or for a portion of Project:
	a. Clean Project site, yard, and grounds, in areas disturbed by construction activities, including landscape development areas, of rubbish, waste material, litter, and other foreign substances.
	b. Sweep paved areas broom clean.  Remove petrochemical spills, stains, and other foreign deposits.
	c. Rake grounds that are neither planted nor paved to a smooth, even-textured surface.
	d. Remove snow and ice to provide safe access to building.
	e. Clean exposed exterior and interior hard-surfaced finishes to a dirt-free condition, free of stains, films, and similar foreign substances.  Avoid disturbing natural weathering of exterior surfaces.  Restore reflective surfaces to their original co...
	f. Leave Project clean and ready for occupancy.


	C. Comply with safety standards for cleaning.  Do not burn waste materials.  Do not bury debris or excess materials on Owner's property.  Do not discharge volatile, harmful, or dangerous materials into drainage systems.  Remove waste materials from Pr...



	01 78 39 - PROJECT RECORD DOCUMENTS
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes administrative and procedural requirements for Project Record Documents, including the following:
	1. Record Drawings.
	2. Record Specifications.
	3. Record Product Data.

	B. Related Sections include the following:
	1. Division 01 Section "Closeout Procedures" for general closeout procedures.
	2. Divisions 02 through 49 Sections for specific requirements for Project Record Documents of the Work in those Sections.


	1.3 SUBMITTALS
	A. Record Drawings:  Comply with the following:
	1. Number of Copies:  Submit copies of Record Drawings as follows:
	a. Initial Submittal:  Submit one set(s) of plots from corrected Record CAD Drawings and one set(s) of marked-up Record Prints.  Architect will initial and date each plot and mark whether general scope of changes, additional information recorded, and ...
	b. Final Submittal:  Submit one set(s) of marked-up Record Prints, one set(s) of Record Transparencies,  Print each Drawing, whether or not changes and additional information were recorded.
	c. Operation and Maintenance Manuals: Submit Three Sets of bound and organized by division, provided in hard cover three ring binder.
	1) Electronic Media: CD-R.



	B. Record Specifications:  Submit one copy of Project's Specifications, including addenda and contract modifications.
	C. Record Product Data:  Submit one copy of each Product Data submittal.
	1. Where Record Product Data is required as part of operation and maintenance manuals, submit marked-up Product Data as an insert in manual instead of submittal as Record Product Data.



	PART 2 -  PRODUCTS
	2.1 RECORD DRAWINGS
	A. Record Prints:  Maintain one set of blue- or black-line white prints of the Contract Drawings and Shop Drawings.
	1. Preparation:  Mark Record Prints to show the actual installation where installation varies from that shown originally.  Require individual or entity who obtained record data, whether individual or entity is Installer, subcontractor, or similar enti...
	a. Give particular attention to information on concealed elements that would be difficult to identify or measure and record later.
	b. Accurately record information in an understandable drawing technique.
	c. Record data as soon as possible after obtaining it.  Record and check the markup before enclosing concealed installations.

	2. Content:  Types of items requiring marking include, but are not limited to, the following:
	a. Dimensional changes to Drawings.
	b. Revisions to details shown on Drawings.
	c. Depths of foundations below first floor.
	d. Locations and depths of underground utilities.
	e. Changes made by Change Order or Change Directive.
	f. Changes made following Architect's written orders.
	g. Details not on the original Contract Drawings.
	h. Field records for variable and concealed conditions.
	i. Record information on the Work that is shown only schematically.

	3. Mark the Contract Drawings or Shop Drawings, whichever is most capable of showing actual physical conditions, completely and accurately.  If Shop Drawings are marked, show cross-reference on the Contract Drawings.
	4. Mark record sets with erasable, red-colored pencil.  Use other colors to distinguish between changes for different categories of the Work at same location.
	5. Mark important additional information that was either shown schematically or omitted from original Drawings.
	6. Note Construction Change Directive numbers, alternate numbers, Change Order numbers, and similar identification, where applicable.

	B. Newly Prepared Record Drawings:  Prepare new Drawings instead of preparing Record Drawings where Architect determines that neither the original Contract Drawings nor Shop Drawings are suitable to show actual installation.
	1. New Drawings may be required when a Change Order is issued as a result of accepting an alternate, substitution, or other modification.
	2. Consult Architect for proper scale and scope of detailing and notations required to record the actual physical installation and its relation to other construction.  Integrate newly prepared Record Drawings into Record Drawing sets; comply with proc...

	C. Format:  Identify and date each Record Drawing; include the designation "PROJECT RECORD DRAWING" in a prominent location.
	1. Record Prints:  Organize Record Prints and newly prepared Record Drawings into manageable sets.  Bind each set with durable paper cover sheets.  Include identification on cover sheets.
	2. Record Transparencies:  Organize into unbound sets matching Record Prints.  Place transparencies in durable tube-type drawing containers with end caps.  Mark end cap of each container with identification.  If container does not include a complete s...
	3. Record CAD Drawings:  Organize CAD information into separate electronic files that correspond to each sheet of the Contract Drawings.  Name each file with the sheet identification.  Include identification in each CAD file.
	4. Identification:  As follows:
	a. Project name.
	b. Date.
	c. Designation "PROJECT RECORD DRAWINGS."
	d. Name of Architect and Construction Manager.
	e. Name of Contractor.



	2.2 RECORD PRODUCT DATA
	A. Preparation:  Mark Product Data to indicate the actual product installation where installation varies substantially from that indicated in Product Data submittal.
	1. Give particular attention to information on concealed products and installations that cannot be readily identified and recorded later.
	2. Include significant changes in the product delivered to Project site and changes in manufacturer's written instructions for installation.
	3. Note related Change Orders, Record Specifications, and Record Drawings where applicable.


	2.3 MISCELLANEOUS RECORD SUBMITTALS
	A. Assemble miscellaneous records required by other Specification Sections for miscellaneous record keeping and submittal in connection with actual performance of the Work.  Bind or file miscellaneous records and identify each, ready for continued use...


	PART 3 -  EXECUTION
	3.1 RECORDING AND MAINTENANCE
	A. Recording:  Maintain one copy of each submittal during the construction period for Project Record Document purposes.  Post changes and modifications to Project Record Documents as they occur; do not wait until the end of Project.
	B. Maintenance of Record Documents and Samples:  Store Record Documents and Samples in the field office apart from the Contract Documents used for construction.  Do not use Project Record Documents for construction purposes.  Maintain Record Documents...



	02 41 19 - SELECTIVE DEMOLITION
	PART 1 -   GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 1 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes the following:
	1. Demolition and removal of selected portions of a building or structure in order to allow the installation of new work, including, but not limited to, new ductwork, steel structures, utilities, etc.
	2. Repair procedures for selective demolition operations.

	B. Related Sections include the following:
	1. Division 1 Section “Summary” for use of the premises and phasing requirements.
	2. Division 1 Section “Work Restrictions” for restrictions on use of the premises due to Owner or tenant occupancy.
	3. Division 1 Section “Construction Progress Documentation” for preconstruction photographs taken before selective demolition.
	4. Division 1 Section “Temporary Facilities and Controls” for temporary construction and environmental-protection measures for selective demolition operations.
	5. Division 1 Section “Cutting and Patching” for cutting and patching procedures for selective demolition operations.


	1.3 DEFINITIONS
	A. Remove:  Detach items from existing construction and legally dispose of them off-site, unless indicated to be removed and salvaged or removed and reinstalled.
	B. Remove and Salvage:  Detach items from existing construction and deliver them to Owner.
	C. Remove and Reinstall:  Detach items from existing construction, prepare them for reuse, and reinstall them where indicated.
	D. Existing to Remain:  Existing items of construction that are not to be removed and that are not otherwise indicated to be removed, removed and salvaged, or removed and reinstalled.

	1.4 MATERIALS OWNERSHIP
	A. Except for items or materials indicated to be reused, salvaged, reinstalled, or otherwise indicated to remain Owner’s property, demolished materials shall become Contractor’s property and shall be removed from Project site.

	1.5 SUBMITTALS
	A. Qualification Data:  For firms and persons specified in “Quality Assurance” Article to demonstrate their capabilities and experience.  Include lists of completed projects with project names and addresses, names and addresses of architects and owner...
	B. Proposed Dust-Control and Noise-Control Measures:  Submit statement or drawing that indicates the measures proposed for use, proposed locations, and proposed time frame for their operation.  Identify options if proposed measures are later determine...
	C. Schedule of Selective Demolition Activities - indicate the following:
	1. Detailed sequence of selective demolition and removal work, with starting and ending dates for each activity.
	2. Interruption of utility services.
	3. Coordination for shutoff, capping, and continuation of utility services.
	4. Use of elevator and stairs.
	5. Locations of temporary partitions and means of egress, including for other tenants affected by selective demolition operations.
	6. Coordination of Owner’s continuing occupancy of portions of existing building and of Owner’s partial occupancy of completed Work.

	D. Inventory:  After selective demolition is complete, submit a list of items that have been removed and salvaged.
	E. Predemolition Photographs or Videotape:  Show existing conditions of adjoining construction and site improvements, including finish surfaces that might be misconstrued as damage caused by selective demolition operations.  Submit before Work begins.

	1.6 QUALITY ASSURANCE
	A. Demolition Firm Qualifications:  An experienced firm that has specialized in demolition work similar in material and extent to that indicated for this Project.
	B. Regulatory Requirements:  Comply with governing EPA notification regulations before beginning selective demolition.  Comply with hauling and disposal regulations of authorities having jurisdiction.
	C. Standards:  Comply with ANSI A10.6 and NFPA 241.

	1.7 PROJECT CONDITIONS
	A. Conduct selective demolition so Owner’s operations will not be disrupted.
	B. Maintain access to existing walkways, corridors, and other adjacent occupied or used facilities.
	1. Do not close or obstruct walkways, corridors, or other occupied or used facilities without written permission from authorities having jurisdiction.

	C. Owner assumes no responsibility for condition of areas to be selectively demolished.
	1. Conditions existing at the time of inspection for bidding purpose will be maintained by Owner as far as practical.

	D. Hazardous Materials:  It is not expected that hazardous materials will be encountered in the Work.
	1. Hazardous materials will be removed by Owner before start of the Work.
	2. If materials suspected of containing hazardous materials are encountered, do not disturb; immediately notify Architect and Owner.  Hazardous materials will be removed by Owner under a separate contract.

	E. Storage or sale of removed items or materials on-site will not be permitted.
	F. Utility Service:  Maintain existing utilities indicated to remain in service and protect them against damage during selective demolition operations.

	1.8 WARRANTY
	A. Existing Warranties:  Remove, replace, patch, and repair materials and surfaces cut or damaged during selective demolition, by methods and with materials so as not to void existing warranties.
	1. If possible, retain original Installer or fabricator to patch the exposed Work listed below that is damaged during selective demolition.  If it is impossible to engage original Installer or fabricator, engage another recognized experienced and spec...



	PART 2 -  PRODUCTS
	2.1 REPAIR MATERIALS
	A. Use repair materials identical to existing materials.
	1. If identical materials are unavailable or cannot be used for exposed surfaces, use materials that visually match existing adjacent surfaces to the fullest extent possible.
	2. Use materials with an installed performance that equals or surpasses that of existing materials.

	B. Comply with material and installation requirements specified in individual Specification Sections.


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Verify that utilities have been disconnected and capped.
	B. Survey existing conditions and correlate with requirements indicated to determine extent of selective demolition required.
	1. This project requires the installation of new ductwork through existing walls that extend from the floor to the underside of the roof deck.  All cutting of existing walls to allow the installation of new services and ductwork shall be by the Contra...

	C. Inventory and record the condition of items to be removed and reinstalled and items to be removed and salvaged.
	D. When unanticipated mechanical, electrical, or structural elements that conflict with intended function or design are encountered, investigate and measure the nature and extent of conflict.  Promptly submit a written report to the Architect.
	E. Engage a professional engineer to survey condition of building to determine whether removing any element might result in structural deficiency or unplanned collapse of any portion of structure or adjacent structures during selective demolition oper...
	F. Perform surveys as the Work progresses to detect hazards resulting from selective demolition activities.

	3.2 UTILITY SERVICES
	A. Existing Utilities:  Maintain services indicated to remain and protect them against damage during selective demolition operations.
	B. Utility Requirements:  Locate, identify, disconnect, and seal or cap off indicated utilities serving areas to be selectively demolished.
	1. Arrange to shut off indicated utilities with utility companies.
	2. If utility services are required to be removed, relocated, or abandoned, before proceeding with selective demolition provide temporary utilities that bypass area of selective demolition and that maintain continuity of service to other parts of buil...
	3. Cut off pipe or conduit in walls or partitions to be removed.  Cap, valve, or plug and seal remaining portion of pipe or conduit after bypassing.
	4. Refer to Division 15 and 16 Sections for shutting off, disconnecting, removing, and sealing or capping utilities.  Do not start selective demolition work until utility disconnecting and sealing have been completed and verified in writing.


	3.3 PREPARATION
	A. Site Access and Temporary Controls:  Conduct selective demolition and debris-removal operations to ensure minimum interference with roads, streets, walks, walkways, and other adjacent occupied and used facilities.
	1. Do not close or obstruct streets, walks, walkways, or other adjacent occupied or used facilities without permission from Owner and authorities having jurisdiction.  Provide alternate routes around closed or obstructed traffic ways if required by go...
	2. Erect temporary protection, such as walks, fences, railings, canopies, and covered passageways, where required by authorities having jurisdiction.
	3. Protect existing site improvements, appurtenances, and landscaping to remain.
	4. Erect a plainly visible fence around drip line of individual trees or around perimeter drip line of groups of trees to remain.

	B. Temporary Enclosures:  Provide temporary enclosures for protection of existing building and construction, in progress and completed, from exposure, foul weather, other construction operations, and similar activities.  Provide temporary weathertight...
	1. Where heating or cooling is needed and permanent enclosure is not complete, provide insulated temporary enclosures.  Coordinate enclosure with ventilating and material drying or curing requirements to avoid dangerous conditions and effects.

	C. Temporary Partitions:  Erect and maintain dustproof partitions and temporary enclosures to limit dust and dirt migration and to separate areas from fumes and noise.
	D. Temporary Shoring:  Provide and maintain shoring, bracing, or structural support to preserve stability and prevent movement, settlement, or collapse of construction to remain, and to prevent unexpected or uncontrolled movement or collapse of constr...
	1. Strengthen or add new supports when required during progress of selective demolition.


	3.4 POLLUTION CONTROLS
	A. Dust Control:  Use water mist, temporary enclosures, and other suitable methods to limit spread of dust and dirt.  Comply with governing environmental-protection regulations.
	1. Do not use water when it may damage existing construction or create hazardous or objectionable conditions, such as ice, flooding, and pollution.
	2. Wet mop floors to eliminate trackable dirt and wipe down walls and doors of demolition enclosure.  Vacuum carpeted areas.

	B. Disposal:  Remove and transport debris in a manner that will prevent spillage on adjacent surfaces and areas.
	1. Remove debris from elevated portions of building by chute, hoist, or other device that will convey debris to grade level in a controlled descent.

	C. Cleaning:  Clean adjacent structures and improvements of dust, dirt, and debris caused by selective demolition operations.  Return adjacent areas to condition existing before selective demolition operations began.

	3.5 SELECTIVE DEMOLITION
	A. General:  Demolish and remove existing construction only to the extent required by new construction and as indicated.  Use methods required to complete the Work within limitations of governing regulations and as follows:
	1. Proceed with selective demolition systematically, from higher to lower level.  Complete selective demolition operations above each floor or tier before disturbing supporting members on the next lower level.
	2. Neatly cut openings and holes plumb, square, and true to dimensions required.  Use cutting methods least likely to damage construction to remain or adjoining construction.  Use hand tools or small power tools designed for sawing or grinding, not ha...
	3. Cut or drill from the exposed or finished side into concealed surfaces to avoid marring existing finished surfaces.
	4. Do not use cutting torches until work area is cleared of flammable materials.  At concealed spaces, such as duct and pipe interiors, verify condition and contents of hidden space before starting flame-cutting operations.  Maintain fire watch and po...
	5. Maintain adequate ventilation when using cutting torches.
	6. Remove decayed, vermin-infested, or otherwise dangerous or unsuitable materials and promptly dispose of off-site.
	7. Locate selective demolition equipment and remove debris and materials so as not to impose excessive loads on supporting walls, floors, or framing.
	8. Dispose of demolished items and materials promptly.
	9. Return elements of construction and surfaces that are to remain to condition existing before selective demolition operations began.

	B. Existing Facilities:  Comply with building manager’s requirements for using and protecting elevators, stairs, walkways, loading docks, building entries, and other building facilities during selective demolition operations.
	C. Removed and Salvaged Items:  Comply with the following:
	1. Clean salvaged items.
	2. Pack or crate items after cleaning.  Identify contents of containers.
	3. Store items in a secure area until delivery to Owner.
	4. Transport items to Owner’s storage area designated by Owner.
	5. Protect items from damage during transport and storage.

	D. Removed and Reinstalled Items:  Comply with the following:
	1. Clean and repair items to functional condition adequate for intended reuse.  Paint equipment to match new equipment.
	2. Pack or crate items after cleaning and repairing.  Identify contents of containers.
	3. Protect items from damage during transport and storage.
	4. Reinstall items in locations indicated.  Comply with installation requirements for new materials and equipment.  Provide connections, supports, and miscellaneous materials necessary to make item functional for use indicated.

	E. Existing Items to Remain:  Protect construction indicated to remain against damage and soiling during selective demolition.  When permitted by Architect, items may be removed to a suitable, protected storage location during selective demolition and...
	F. Concrete:  Demolish in small sections.  Cut concrete to a depth of at least 5T3/4 inch5T9T (19 mm)9T at junctures with construction to remain, using power-driven saw.  Dislodge concrete from reinforcement at perimeter of areas being demolished, cut...
	G. Concrete:  Demolish in sections.  Cut concrete full depth at junctures with construction to remain and at regular intervals, using power-driven saw, then remove concrete between saw cuts.
	H. Masonry:  Demolish in small sections.  Cut masonry at junctures with construction to remain, using power-driven saw, then remove masonry between saw cuts.
	I. Concrete Slabs-on-Grade:  Saw-cut perimeter of area to be demolished, and then break up and remove.
	J. Resilient Floor Coverings:  Remove floor coverings and adhesive according to recommendations in RFCI-WP and its Addendum.
	1. Remove residual adhesive and prepare substrate for new floor coverings by one of the methods recommended by RFCI.


	3.6 PATCHING AND REPAIRS
	A. General:  Promptly repair damage to adjacent construction caused by selective demolition operations.
	B. Patching:  Comply with Division 1 Section “Cutting and Patching.”
	C. Repairs:  Where repairs to existing surfaces are required, patch to produce surfaces suitable for new materials.
	1. Completely fill holes and depressions in existing masonry walls that are to remain with an approved masonry patching material applied according to manufacturer’s written recommendations.

	D. Finishes:  Restore exposed finishes of patched areas and extend restoration into adjoining construction in a manner that eliminates evidence of patching and refinishing.
	E. Floors and Walls:  Where walls or partitions that are demolished extend one finished area into another, patch and repair floor and wall surfaces in the new space.  Provide an even surface of uniform finish color, texture, and appearance.  Remove ex...
	1. Patch with durable seams that are as invisible as possible.  Provide materials and comply with installation requirements specified in other Sections of these Specifications.
	2. Where patching occurs in a painted surface, apply primer and intermediate paint coats over patch and apply final paint coat over entire unbroken surface containing patch.  Provide additional coats until patch blends with adjacent surfaces.
	3. Where feasible, test and inspect patched areas after completion to demonstrate integrity of installation.

	F. Ceilings:  Patch, repair, or rehang existing ceilings as necessary to provide an even-plane surface of uniform appearance.

	3.7 DISPOSAL OF DEMOLISHED MATERIALS
	A. General:  Promptly dispose of demolished materials.  Do not allow demolished materials to accumulate on-site.
	B. Burning:  Do not burn demolished materials.
	C. Disposal:  Transport demolished materials off Owner’s property and legally dispose of them.



	07 84 00 BSD-Firestopping
	07 92 00 - JOINT SEALANTS
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes joint sealants for the following applications, including those specified by reference to this Section:
	1. Exterior joints in the following vertical surfaces and horizontal nontraffic surfaces:
	a. Perimeter joints between materials and frames of doors and windows.
	b. Other joints as indicated.

	2. Interior joints in the following vertical surfaces and horizontal nontraffic surfaces:
	a. Perimeter joints between interior wall surfaces and frames of interior doors, windows, and elevator entrances.
	b. Other joints as indicated.



	1.3 PERFORMANCE REQUIREMENTS
	A. Provide joint sealants that establish and maintain watertight and airtight continuous joint seals without staining or deteriorating joint substrates.

	1.4 SUBMITTALS
	A. Product Data:  For each joint-sealant product indicated.
	B. Samples for Initial Selection:  Manufacturer's color charts consisting of strips of cured sealants showing the full range of colors available for each product exposed to view.
	C. Samples for Verification:  For each type and color of joint sealant required, provide Samples with joint sealants in 1T1/2-inch-1T wide joints formed between two 1T6-inch-1Tlong strips of material matching the appearance of exposed surfaces adjacen...
	D.  Product Certificates:  For each type of joint sealant and accessory, signed by product manufacturer.
	E. Qualification Data:  For Installer and testing agency.
	F. Compatibility and Adhesion Test Reports:  From sealant manufacturer, indicating the following:
	1. Materials forming joint substrates and joint-sealant backings have been tested for compatibility and adhesion with joint sealants.
	2. Interpretation of test results and written recommendations for primers and substrate preparation needed for adhesion.
	3. Required primers and masking of all adjacent surfaces are included.

	G. Warranties:  Special warranties specified in this Section.

	1.5 QUALITY ASSURANCE
	A. Installer Qualifications:  Manufacturer's authorized Installer who is approved or licensed for installation of elastomeric sealants required for this Project.
	B. Source Limitations:  Obtain each type of joint sealant through one source from a single manufacturer.
	C. Preconstruction Compatibility and Adhesion Testing:  Submit to joint-sealant manufacturers, for testing indicated below, samples of materials that will contact or affect joint sealants.
	1. Use manufacturer's standard test method to determine whether priming and other specific joint preparation techniques are required to obtain rapid, optimum adhesion of joint sealants to joint substrates.  Perform tests under environmental conditions...
	2. Submit not fewer than nine pieces of each type of material, including joint substrates, shims, joint-sealant backings, secondary seals, and miscellaneous materials.
	3. Schedule sufficient time for testing and analyzing results to prevent delaying the Work.
	4. For materials failing tests, obtain joint-sealant manufacturer's written instructions for corrective measures including use of specially formulated primers.
	5. Testing will not be required if joint-sealant manufacturers submit joint preparation data that are based on previous testing of current sealant products for adhesion to, and compatibility with, joint substrates and other materials matching those su...

	D. Mockups:  Before installing joint sealants, apply elastomeric sealants as follows to verify selections made under sample Submittals and to demonstrate aesthetic effects and qualities of materials and execution:
	1. Joints in mockups of assemblies specified in other Sections that are indicated to receive elastomeric joint sealants, which are specified by reference to this Section.

	E. Preconstruction Field-Adhesion Testing:  Before installing elastomeric sealants, field test their adhesion to Project joint substrates as follows:
	1. Locate test joints where indicated on Project or, if not indicated, as directed by Architect.
	2. Conduct field tests for each application indicated below:
	a. Each type of elastomeric sealant and joint substrate indicated.
	b. Each type of nonelastomeric sealant and joint substrate indicated.

	3. Notify Architect seven days in advance of dates and times when test joints will be erected.

	F. Preinstallation Conference:  Conduct conference at Project site to comply with requirements in Division 01.

	1.6 PROJECT CONDITIONS
	A. Do not proceed with installation of joint sealants under the following conditions:
	1. When ambient and substrate temperature conditions are outside limits permitted by joint-sealant manufacturer or are below 1T40 deg F1T.
	2. When joint substrates are wet.
	3. Where joint widths are less than those allowed by joint-sealant manufacturer for applications indicated.
	4. Contaminants capable of interfering with adhesion have not yet been removed from joint substrates.


	1.7 WARRANTY
	A. Installer's Warranty:  Installer's standard form in which Installer agrees to repair or replace elastomeric joint sealants that do not comply with performance or other requirements specified in this Section within specified warranty period.
	1. Warranty Period:  Two years from date of Substantial Completion.

	B. Special Manufacturer's Warranty:  Manufacturer's standard form in which elastomeric sealant manufacturer agrees to furnish elastomeric joint sealants to repair or replace those that do not comply with performance or other requirements specified in ...
	1. Warranty Period:  Beginning from date of Substantial Completion as follows:
	a. 2 Year: Acrylic Latex Sealants.
	b. 5 Years: Polyurethane and all traffic grade sealants and silicones.
	c. 20 Years: Exterior vertical grade silicone sealants.


	C. Special warranties specified in this Article exclude deterioration or failure of elastomeric joint sealants from the following:
	1. Movement of the structure resulting in stresses on the sealant exceeding sealant manufacturer's written specifications for sealant elongation and compression caused by structural settlement or errors attributable to design or construction.
	2. Disintegration of joint substrates from natural causes exceeding design specifications.
	3. Mechanical damage caused by individuals, tools, or other outside agents.
	4. Changes in sealant appearance caused by accumulation of dirt or other atmospheric contaminants.



	PART 2 -  PRODUCTS
	2.1 MANUFACTURERS
	A. Products:  Subject to compliance with requirements, products that may be incorporated into the Work include, but are not limited to, products listed in other Part 2 articles.
	B. Products:  Subject to compliance with requirements, provide one of the products listed in other Part 2 articles.

	2.2 MATERIALS, GENERAL
	A. Compatibility:  Provide joint sealants, backings, and other related materials that are compatible with one another and with joint substrates under conditions of service and application, as demonstrated by sealant manufacturer, based on testing and ...
	B. Colors of Exposed Joint Sealants:  As selected by Architect from manufacturer's full range.

	2.3 ELASTOMERIC JOINT SEALANTS
	A. Elastomeric Sealants:  Comply with ASTM C 920 and other requirements indicated for each liquid-applied chemically curing sealant specified, including those referencing ASTM C 920 classifications for type, grade, class, and uses related to exposure ...
	B. Suitability for Immersion in Liquids.  Where elastomeric sealants are indicated for Use I for joints that will be continuously immersed in liquids, provide products that have undergone testing according to ASTM C 1247 and qualify for the length of ...

	2.4 LATEX JOINT SEALANTS
	A. Latex Sealant Standard:  Comply with ASTM C 834, and other requirements indicated for each sealant specified.

	2.5 PREFORMED JOINT SEALANTS
	A. Preformed Foam Sealants:  Manufacturer's standard preformed, precompressed, open-cell foam sealant that is manufactured from high-density urethane foam impregnated with a nondrying, water-repellent agent; is factory produced in precompressed sizes ...
	1. Properties:  Permanently elastic, mildew resistant, nonmigratory, nonstaining, and compatible with joint substrates and other joint sealants.
	a. Density:  Manufacturer's standard.



	2.6 JOINT-SEALANT BACKING
	A. General:  Provide sealant backings of material and type that are nonstaining; are compatible with joint substrates, sealants, primers, and other joint fillers; and are approved for applications indicated by sealant manufacturer based on field exper...
	B. Elastomeric Tubing Sealant Backings:  Neoprene, butyl, EPDM, or silicone tubing complying with ASTM D 1056, nonabsorbent to water and gas, and capable of remaining resilient at temperatures down to 1Tminus 26 deg F1T.  Provide products with low com...
	C. Bond-Breaker Tape:  Polyethylene tape or other plastic tape recommended by sealant manufacturer for preventing sealant from adhering to rigid, inflexible joint-filler materials or joint surfaces at back of joint where such adhesion would result in ...

	2.7 MISCELLANEOUS MATERIALS
	A. Primer:  Material recommended by joint-sealant manufacturer where required for adhesion of sealant to joint substrates indicated, as determined from preconstruction joint-sealant-substrate tests and field tests.
	B. Cleaners for Nonporous Surfaces:  Chemical cleaners acceptable to manufacturers of sealants and sealant backing materials, free of oily residues or other substances capable of staining or harming joint substrates and adjacent nonporous surfaces in ...
	C. Masking Tape:  Nonstaining, nonabsorbent material compatible with joint sealants and surfaces adjacent to joints.


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine joints indicated to receive joint sealants, with Installer present, for compliance with requirements for joint configuration, installation tolerances, and other conditions affecting joint-sealant performance.
	B. Proceed with installation only after unsatisfactory conditions have been corrected.

	3.2 PREPARATION
	A. Surface Cleaning of Joints:  Clean out joints immediately before installing joint sealants to comply with joint-sealant manufacturer's written instructions and the following requirements:
	1. Remove all foreign material from joint substrates that could interfere with adhesion of joint sealant, including dust, paints (except for permanent, protective coatings tested and approved for sealant adhesion and compatibility by sealant manufactu...
	2. Clean porous joint substrate surfaces by brushing, grinding, blast cleaning, mechanical abrading, or a combination of these methods to produce a clean, sound substrate capable of developing optimum bond with joint sealants.  Remove loose particles ...
	a. Concrete.
	b. Masonry.
	c. Unglazed surfaces of ceramic tile.

	3. Remove laitance and form-release agents from concrete.
	4. Clean nonporous surfaces with chemical cleaners or other means that do not stain, harm substrates, or leave residues capable of interfering with adhesion of joint sealants.  Nonporous joint substrates include the following:
	a. Metal.
	b. Glass.
	c. Porcelain enamel.
	d. Glazed surfaces of ceramic tile.


	B. Joint Priming:  Prime joint substrates, where recommended in writing by joint-sealant manufacturer, based on preconstruction joint-sealant-substrate tests or prior experience.  Apply primer to comply with joint-sealant manufacturer's written instru...
	C. Masking Tape:  Use masking tape where required to prevent contact of sealant with adjoining surfaces that otherwise would be permanently stained or damaged by such contact or by cleaning methods required to remove sealant smears.  Remove tape immed...

	3.3 INSTALLATION OF JOINT SEALANTS
	A. General:  Comply with joint-sealant manufacturer's written installation instructions for products and applications indicated, unless more stringent requirements apply.
	B. Sealant Installation Standard:  Comply with recommendations in ASTM C 1193 for use of joint sealants as applicable to materials, applications, and conditions indicated.
	C. Acoustical Sealant Application Standard:  Comply with recommendations in ASTM C 919 for use of joint sealants in acoustical applications as applicable to materials, applications, and conditions indicated.
	D. Install sealant backings of type indicated to support sealants during application and at position required to produce cross-sectional shapes and depths of installed sealants relative to joint widths that allow optimum sealant movement capability.
	1. Do not leave gaps between ends of sealant backings.
	2. Do not stretch, twist, puncture, or tear sealant backings.
	3. Remove absorbent sealant backings that have become wet before sealant application and replace them with dry materials.

	E. Install sealants using proven techniques that comply with the following and at the same time backings are installed:
	1. Place sealants so they directly contact and fully wet joint substrates.
	2. Completely fill recesses in each joint configuration.
	3. Produce uniform, cross-sectional shapes and depths relative to joint widths that allow optimum sealant movement capability.

	F. Tooling of Nonsag Sealants:  Immediately after sealant application and before skinning or curing begins, tool sealants according to requirements specified below to form smooth, uniform beads of configuration indicated; to eliminate air pockets; and...
	1. Remove excess sealant from surfaces adjacent to joints.
	2. Use tooling agents that are approved in writing by sealant manufacturer and that do not discolor sealants or adjacent surfaces.
	3. Provide concave joint configuration per Figure 5A in ASTM C 1193, unless otherwise indicated.
	4. Provide flush joint configuration where indicated per Figure 5B in ASTM C 1193.
	5. Provide recessed joint configuration of recess depth and at locations indicated per Figure 5C in ASTM C 1193.
	a. Use masking tape to protect surfaces adjacent to recessed tooled joints.


	G. Installation of Preformed Foam Sealants:  Install each length of sealant immediately after removing protective wrapping, taking care not to pull or stretch material, producing seal continuity at ends, turns, and intersections of joints.  For applic...

	3.4 FIELD QUALITY CONTROL
	A. Field-Adhesion Testing:  Field test joint-sealant adhesion to joint substrates as follows:
	1. Extent of Testing:  Test completed elastomeric sealant joints as follows:
	a. Perform 10 tests for the first 1T1000 feet1T of joint length for each type of elastomeric sealant and joint substrate.
	b. Perform 1 test for each 1T1000 feet1T of joint length thereafter or 1 test per each floor per elevation.

	2. Test Method:  Test joint sealants according to Appendix X1 in ASTM C 1193, as appropriate for type of joint-sealant application indicated.
	a. For joints with dissimilar substrates, verify adhesion to each substrate separately; do this by extending cut along one side, verifying adhesion to opposite side.  Repeat procedure for opposite side.

	3. Inspect joints for complete fill, for absence of voids, and for joint configuration complying with specified requirements.  Record results in a field-adhesion-test log.
	4. Inspect tested joints and report on the following:
	a. Whether sealants in joints connected to pulled-out portion failed to adhere to joint substrates or tore cohesively.  Include data on pull distance used to test each type of product and joint substrate.  Compare these results to determine if adhesio...
	b. Whether sealants filled joint cavities and are free of voids.
	c. Whether sealant dimensions and configurations comply with specified requirements.

	5. Record test results in a field-adhesion-test log.  Include dates when sealants were installed, names of persons who installed sealants, test dates, test locations, whether joints were primed, adhesion results and percent elongations, sealant fill, ...
	6. Repair sealants pulled from test area by applying new sealants following same procedures used originally to seal joints.  Ensure that original sealant surfaces are clean and that new sealant contacts original sealant.

	B. Evaluation of Field Test Results:  Sealants not evidencing adhesive failure from testing or noncompliance with other indicated requirements will be considered satisfactory.  Remove sealants that fail to adhere to joint substrates during testing or ...

	3.5 CLEANING
	A. Clean off excess sealant or sealant smears adjacent to joints as the Work progresses by methods and with cleaning materials approved in writing by manufacturers of joint sealants and of products in which joints occur.

	3.6 PROTECTION
	A. Protect joint sealants during and after curing period from contact with contaminating substances and from damage resulting from construction operations or other causes so sealants are without deterioration or damage at time of Substantial Completio...

	3.7 ELASTOMERIC JOINT-SEALANT SCHEDULE
	A. Security Sealant:  For all inmate and secure areas, provide product formulated with pick and pull resistant properties.
	1. Product:
	a. Basis-of-Design Product:  The design for security sealant is based on Pecora Corporation Dynaflex SC one part, paintable, urethane security sealant.  Subject to compliance with requirements provide the named product or a comparable product by one o...
	1) GE.
	2) Tremco.
	3) Dow.
	4) Sonneborn.

	b. Type and Grade:  ASTM C-920, Type M, Grade NS, Class 12.5.
	c. ASTM C661 Shore A Hardness: 5 Years: 55.
	d. ASTM D412 Tensile Strength: 350 PSI.

	2. Applications: Seal interior or exterior control joints and all joints in secure areas as follows:
	a. Precast joints with adjacent materials (including floors).
	b. Gaps at fittings, fixtures, or penetrations.
	c. Masonry joints, corners, control joints and joints with adjacent materials including floors.
	d. Seal all fittings and fixtures such as lights, sprinkler heads and HVAC devices to walls.
	e. Seal all door opening gaps and window opening gaps.
	f. Seal all detention equipment and furnishings to walls and ceilings.
	g. Where interior or exterior joint sealants are in inmate areas or in staff and inmate areas.


	B. Exterior Glazed Aluminum Assembly Single-Component Neutral and Basic Curing Silicone Sealant:
	1. Basis-of-Design Product: The design for exterior glazed aluminum assemblies is based on Dow Corning Corporation, 790. Subject to compliance with requirements, provide the named product or a comparable product by one of the following:
	a. GE Silicones; SilPruf LM SCS2700.
	b. Tremco; Spectrum 1 (Basic).


	C. Exterior Horizontal Expansion and Paving Control Joint Sealant:
	1. Products:
	a. NR-200 Urexpan; Pecora Corporation.
	b. Sikaflex 2c SL; Sika Corporation.
	c. THC 900; Tremco, Inc.

	2. Type and Grade:  M (two component) and NS (nonsag) and P (Self-Leveling).
	3. Use Related to Exposure:  T (Traffic).


	3.8 PREFORMED JOINT-SEALANT SCHEDULE
	A. Preformed Foam Sealant: Where joint sealants of this type are indicated, provide products complying with the following:
	B. Basis-of-Design: The design for preformed soint sealant is based on Colorseal as manufactured by Emseal Joint Systems, Ltd. Subject to compliance with requirements, provide the named product or a comparable product by one of the following:
	a. Schul International.
	b. Dayton Superior.
	c. Fox Industries.
	d. Sandell.
	e. Tremco.
	2. Applications: Fill all building exterior wall expansion joints at just-below-the-face interior and exterior faces.
	3. Color: As selected by Architect.


	3.9 EXPANDING FOAMED-IN-PLACE JOINT SEALANT
	A. Foam Sealant:
	1. Insta-Seal (a one-component product) by Insta-Foam Products, Inc.
	2. Froth-Pack (a two-component) by Insta-Foam Products, Inc.
	3. Corbond (a two-component) by Corbond Corporation, Bozeman, Montana.

	B. Applications:  Install at all voids around perimeter of door frames, louver frames, window frames and curtain wall/storefront frames in exterior walls; voids around penetrations in roof deck construction; and where necessary to insulate dead air sp...



	09 21 15 - Gypsum Board Assemblies
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes the following:
	1. Light gage interior metal drywall studs for partitions and bulkhead framing.
	2. Metal drywall ceiling framing, furring and accessories.
	3. Metal drywall suspended ceiling grid system.
	4. Gypsum board and anchorages, and control joints.
	5. Architectural metal drywall profiles.
	6. Acoustical insulation and sealants.
	7. Taped and sanded joint treatment.
	8. Installation of items supplied by other sections and trades.

	B. Products installed but furnished under other sections:
	1. Metal wall/ceiling access panels furnished by other trades, as appropriate to project.
	2. Lighting fixture frames and rings, etc., within gypsum board ceiling system.

	C. Related Sections include the following:
	1. Division 05 Section "Cold-Formed Metal Framing":  For exterior and interior load-bearing and exterior non-load bearing framing.
	2. Division 06 Section "Miscellaneous Rough Carpentry":  Fire retardant wood blocking and framing.
	3. Division 08 Section "Hollow Metal Doors and Frames":  Hollow metal door frames, sidelight frames, and individual interior borrowed light frames.
	4. Division 08 Section "Access Doors":  Manufactured metal access panel assemblies.
	5. Division 09 Section "Painting":  Priming and final field paint finish.


	1.3 SUBMITTALS
	A. Shop Drawings, Product Data, and Samples:  Submit in accordance with Division 01.
	B. Shop Drawings:  Indicate special details associated with fireproofing, acoustical seals, and ceiling and bulkhead framing.
	C. Product Data:  Provide manufacturer's descriptive literature on metal framing, gypsum board, joint tape, and installation instructions and procedures.
	D. Samples:  Prior to delivery of materials, submit to jobsite for approval by Architects samples of the following:
	1. One 1T12-inch1T sample of floor and ceiling track, metal screw stud, and accessories.
	2. One 1T4-inch by 4-inch1T sample of each proposed type wallboard and accessories, properly labeled.


	1.4 QUALITY ASSURANCE
	A. Perform Work in accordance with ASTM C754, ASTM C840, GA-214, and GA-216.
	B. Maintain copies of GA-214 and GA-216 documents on site.
	C. When fire resistive construction is detailed or noted on the Drawings, perform work in accordance with GA-600.

	1.5 QUALIFICATIONS
	A. Erector Qualifications:  Company specializing in the erection of metal stud framing and gypsum wallboard systems on at least three acceptable projects equal in scope to work specified.

	1.6 PRODUCT DELIVERY, STORAGE AND HANDLING
	A. Delivery:
	1. Deliver all products and materials in manufacturer's original unopened packaging, containers, or bundles with labels intact and legible.
	2. Remove all items delivered in broken, damaged, rusted, or unlabeled condition from site immediately.

	B. Handling:  Handle and protect all materials and metal accessories from damage, dampness or wetting.
	1. Store all materials inside under cover, providing protection from damage and exposure to the elements, stacked flat, and off floor.
	2. Stack wallboard so that lengths are not over short lengths, avoid overloading floor system.
	3. Store adhesives and ready-mixed joint compound in dry area, provide protection against freezing at all times.
	4. Damaged, frozen, and deteriorated materials shall be removed from job site.


	1.7 JOB CONDITIONS
	A. Environmental Conditions:
	1. Temperature:  During cold weather, in areas receiving wallboard installation and joint finishing, maintain temperature range between 55 degrees F and 70 degrees F for 24 hours before, during, and after gypsum wallboard and joint treatment applicati...
	2. Ventilation:
	a. Provide adequate ventilation to carry off excess moisture during and following adhesive and joint compound treatment applications.
	b. Use temporary air circulators in enclosed area lacking natural ventilation. Under slow drying conditions, allow additional drying time between coats of joint treatment.
	c. Protect installed materials from drafts during hot, dry weather.


	B. Protection:  Protect adjacent surfaces against damage and stains.


	PART 2 -  PRODUCTS
	2.1 METAL FRAMING MATERIALS
	A. Provide metal wall and bulkhead framing materials in accordance with GA 216.
	1. Rated/non-rated, non-bearing metal stud partitions with single/double layer drywall: 25 gage up to 11-feet 6-inches in height; 20 gage over 11-feet 6-inches in height.
	2. Rated/non-rated, load bearing metal stud partition with single/double layer drywall: 20 gage.
	3. Metal studs for ceiling and bulkhead framing:  25 gage.
	4. Metal stud partitions with gypsum board/cement backerboard and ceramic tile finish:  20 gage or heavier.
	5. Metal stud framing at hollow metal door and light openings:  20 gage.
	6. Metal studs for infill framing at renovation/alteration areas:  25 gage.
	7. Runners:  Of same material and thickness as studs.

	C. Ceiling Runner: Provide with extended leg retainer.
	D. Furring, Bridging and Bracing:  Of same material as studs; thickness to suit purpose.
	E. Sheet Metal Backing:  20 gage thickness, galvanized steel.
	F. Fasteners:  GA-216.
	G. Touch-Up Primer for Galvanized Surfaces:  SSPC SP 20, zinc rich.
	H. Anchorage to Substrate:  Tie wire, screws, nails and other metal supports, of type and size to suit application; to rigidly secure materials in place.

	2.2 GYPSUM BOARD MATERIALS
	A. Size:  Provide in maximum lengths and widths available that will minimize joints and correspond with support system indicated.
	B. Surface Burning Characteristics:  When tested in accordance with ASTM E84 requirements.
	1. Flame Spread Index:  25 maximum.
	2. Smoke Development:  0.

	C. General:  Comply with ASTM C 1396, as applicable to type of gypsum board indicated.
	1. Manufacturers:  Subject to compliance with requirements, manufacturers offering products that may be incorporated into the Work include, but are not limited to, the following:
	a. American Gypsum Co.
	b. BPB America Inc.
	c. G-P Gypsum.
	d. Lafarge North America Inc.
	e. National Gypsum Company.
	f. USG Corporation.
	g. Or equal as approved by Architect.


	D. Standard Gypsum Board:  Gypsum core wall panel surfaced with paper on front, back, and long edges.
	1. Thickness:  1T5/8-inch1T thickness unless otherwise indicated.
	2. Edges:  Tapered long edges and square cut ends.

	E. Fire Rated Gypsum Board:  Gypsum core wall panel with additives to enhance fire resistance of the core; surfaced with paper on front, back, and long edges.
	1. Thickness:  1T5/8-inch1T thickness unless otherwise indicated.
	2. Edges:  Tapered long edges and square cut ends.

	F. Moisture Resistant Gypsum Board:  Coated glass mat-faced with treated gypsum core panel; physical properties conforming to the applicable sections of ASTM C 1177 and ASTM C 630; “DensArmor Plus Interior Panels” as manufactured by G-P Gypsum Corp., ...
	2. Edges:  Tapered long edges and square cut ends.
	3. Locations: For use at interior gypsum board ceilings at Locker Rooms, Showers, Toilet Rooms and wet or high moisture areas.


	2.3 GYPSUM BOARD ACCESSORIES
	A. Provide gypsum wallboard accessories in accordance with GA 216.
	B. Fasteners:  Screws ASTM C1002, self-drilling, self-tapping, Bugle Head, for use with power driven tool.
	1. Type "S":  for wallboard application to sheet metal framing
	2. Type "W":  for wallboard application to wood framing.
	3. Fire Rated Construction:  Same type and size as used in fire rating test.
	4. Non-Fire Rated Construction:  Type and size as recommended by gypsum board manufacturer.

	C. Metal Trim Accessories:  Size required for thickness of wallboard used, fabricated from galvanized steel and roll-formed zinc, or other corrosion resistant treatment.
	1. Corner Beads:  Formed galvanized steel angle, 1/8-inch round bead,   1-1/4-inch perforated metal flanges, ASTM C1047.
	2. Edge Trim:  Formed galvanized steel casing bead, 0.014-inch thick base steel, face nailed, reveal bead and exposed metal flange surface finished with joint compound, ASTM C1047.
	3. Control Joints:  Manufacturer's standard roll-formed zinc with 1/4-inch “V” shaped slot protected by plastic tape, for face application, exposed flange surfaces finished with joint compound, ASTM C1047.

	D. Joint Treatment Materials:
	1. Joint Tape:  ASTM C475; paper reinforcing tape, perforated.
	2. Joint Compound:  ASTM C475; drying type pre-mixed vinyl base compounds.

	E. Laminating Adhesive:  Manufacturer's recommended laminating adhesive or liquid contact adhesive for double-layer systems.
	F. Architectural Metal Drywall Profiles:
	1. Provide, where indicated, extruded and roll-formed Architectural profiles as manufactured by Fry Reglet.
	4. Construction:  Profile shall incorporate continuous integral tapering fins for surface contact. Fins shall be punched with 1/4-inch holes staggered 1/2-inch o.c. to accept standard screw fastening.
	5. Finish:  Profiles shall receive a factory applied high porosity corrosion resistant primer compatible with materials commonly in use in conjunction with commercial interiors, i.e. joint compound, latex or enamel paints, and wall covering adhesives.


	2.4 ACOUSTICAL ACCESSORIES
	A. Acoustical Insulation:  Preformed mineral fiber, ASTM C665, Type 1; unfaced, friction fit type, thickness equal to stud depth or as indicated; “Thermafiber SAFB”.
	B. Acoustical Sealant:  Non-hardening, non-skinning, for use in conjunction with gypsum board; type as recommended by gypsum manufacturer.


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Verify that site conditions are ready to receive work and opening dimensions are as indicated on Contract Drawings and approved shop drawings.

	3.2 METAL STUD INSTALLATION - GENERAL
	A. Install metal stud framing in accordance with manufacturer’s instructions, and ASTM C754, except as otherwise specified below.
	B. Install members true to lines and levels to provide surface flatness with maximum variation of 1/8-inch in 10 feet in any direction.

	3.3 INSTALLATION - METAL STUDS
	A. Floor and Ceiling tracks:
	1. Align floor and ceiling tracks.
	2. Attach metal runners at floor and ceiling to structural elements with appropriate power driven fasteners.
	3. Attach tracks to structure with fasteners located 1T2 inches1T from each end and spaced at maximum 1T24 inches1T on centers.
	4. Maintain clearance under structural building members to avoid deflection transfer to studs. Provide extended leg ceiling runners.
	1. Plumb and align studs.
	2. Space studs 1T16 inches1T on center, unless otherwise indicated.
	3. Attach studs to floor and ceiling tracks by crimping flange of runner track, screwing, tack welding or method recommended by stud manufacturer.
	4. If necessary, splice studs by nesting with minimum lap of 1T8 inches1T.
	5. Refer to Drawings for indication of partitions extending to finished ceiling only and for partitions extending through the ceiling to the structure above.

	C. Framing Around Door and Light Openings:
	1. Install double studs at each jamb of door, continuous for full height of partition.
	2. Attach stud track horizontally on each side of opening, at frame head height.
	a. Install jack studs at 16 inches on centers over head of door frame.
	b. Attach jack studs to runner track and anchor top in same manner as provided for full studs.

	3. Screw, bolt or weld stud to jamb anchors of frame, as recommended by stud manufacturer.
	4. Anchor a second stud to stud at doorjamb, as recommended in manufacturer's printed instructions, nested to form a box.
	5. Provide headers above and below framed wall openings having an area of 1T2 square feet1T or more.

	D. Corners and Intersections:
	1. Form corners and intersection of partitions with three studs as detailed in ASTM C754, Figures 2 and 3.  Two-stud corner construction is not acceptable.
	2. Place studs forming internal corners 1T2 inches1T from point of partition intersections.

	E. Blocking:  Bolt or screw steel channels to studs. Install blocking for support of plumbing fixtures, toilet partitions, wall cabinets, toilet accessories, hardware, and other similar items.

	3.4 INSTALLATION - WALL FURRING
	A. Attach wall furring for direct attachment to concrete block and/or concrete walls.
	B. Erect furring channels horizontally or vertically; space maximum 16 inches on center, not more than 4 inches from floor and ceiling lines or abutting walls. Secure in place on alternate channel flanges at maximum 24 inches on center.
	C. Where furring channels are installed directly to exterior walls and a possibility of moisture penetration through walls exists, install asphalt felt paper protection strip between the channel and wall.

	3.5 FURRING FOR FIRE RATINGS
	A. Install furring for fire resistance ratings in accordance with appropriate UL requirements and/or Design Numbers indicated.

	3.6 INSPECTION BEFORE WALLBOARD INSTALLATION
	A. Check framing for adequate spacing and alignment.
	B. Verify that spacing of installed framing does not exceed maximum allowable spacing for thickness of wallboard to be used.
	C. Verify that frames are set for thickness of wallboard to be used.
	D. Do not proceed with installation of wallboard until deficiencies are corrected and surface to receive wallboard are acceptable.
	E. Protrusions of framing, twisted framing members, or unaligned members must be repaired before installation of wallboard is started.
	F. Commencing installation of wallboard means “acceptance” of existing conditions.

	3.7 INSTALLATION - GENERAL
	A. Install gypsum board in accordance with recommendations GA-214, GA-216 and manufacturer's instructions.
	B. Use wallboard of maximum lengths to minimize ends joints. Stagger end joints when they occur, and locate end joints as for as possible from center of wall or ceiling.
	C. Abut wallboard without forcing. Neatly fit ends and edges of wallboard. Do not place butt ends against tapered edges.
	D. Support ends and edges of wallboard panels on framing or furring members, except for face layer of double layer construction.

	3.8 INSTALLATION - WALLBOARD OVER FRAMING
	A. Single Layer Construction:
	1. Ceilings:
	a. Gypsum wallboard shall be applied first to ceiling with long dimension at right angles to framing using panels of maximum practical length.
	b. Position end joints over framing members and stagger in adjacent rows.
	c. Fit ends and edges closely, do not force together, fasten panels to furring with mechanical fasteners, spaced 12 inches o.c., in field of panels and along abutting ends and edges.

	2. Walls:
	a. Apply wallboard horizontally for wall height of 8 feet or less and vertically for wall height greater than 8 feet. When installing wallboard horizontally, attach upper panel first.
	b. Apply single layer fire rated wallboard vertically, with edges occurring over firm bearing.
	c. Stagger end joints to occur on different framing members on opposite sides of partition.

	3. Mechanical Fastening:
	a. Screws:
	1) Attach single layer of wallboard to metal framing with power driven screws.
	2) Minimum edge clearance from mechanical fastener: 3/8-inch.
	3) Stagger mechanical fasteners opposite each other on adjacent ends and edges.
	4) Sand abutting ends or edges over support surface.
	5) Space screws 16 inches o.c. when framing is spaced 16 inches o.c., or 12 inches o.c. when framing is spaced 24 inches o.c.
	6) Drive screws with positive clutch electric screwgun.



	B. Double Layer Construction:
	1. Ceilings:
	a. Apply wallboard face layer perpendicular to edges of base layer.
	b. Position end joints of face layer to offset base layer joints by at lest 10 inches.
	c. Gypsum wallboard shall be installed in such manner to provide two hour fire resistant rating shown, when indicated, and in accordance with requirements of UL.
	a. Apply wallboard base layer vertically.
	b. Stagger vertical joints of base layer on opposite side of partition to occur on different framing members.
	c. Apply face layer horizontally, minimum offset of joints between face layer and face layer shall be at least 10 inches.
	d. Gypsum wallboard shall be installed in such manner to provide two hour fire resistant ratings indicated, and in accordance with requirements of UL.

	3. Adhesive Lamination:
	a. Apply adhesive with notched spreader or caulking gun, as recommended by wallboard manufacturer, for this particular application and job condition.

	4. Permanent Attachment:
	a. Permanently attach face layer with specified fasteners in accordance with UL requirements for systems selected.



	3.9 CONTROL JOINTS
	A. Non-Rated Gypsum Construction:  Gypsum panel surfaces shall be isolated with control joints or other means, as detailed and at locations indicated on the drawings, if not shown, where:
	1. Partition, furring or column fireproofing abuts a structural element (except floor) or dissimilar wall or ceiling;
	2. Ceiling or soffit abuts a structural element, dissimilar wall or partition or other vertical penetration;
	3. Construction changes within plane of partition or ceiling;
	4. Partition or furring run exceeds 30 feet.
	5. Ceiling dimensions exceed 50 feet in either direction with perimeter relief, 30 feet without relief;
	6. Exterior soffits exceed 30 feet in either direction;
	7. Wings of “L”, “U” and “T” shaped ceiling areas are joined;
	8. Expansion or control joints occur in the exterior wall.
	9. Less-than-ceiling height door/light frames shall have control joints extending to the ceiling from latch side of door.  Ceiling height doorframes may be used as control joints.

	B. Fire-Rated Gypsum Construction:  Gypsum panel surfaces shall be isolated with control joints or other means, as detailed and at locations indicated on the drawings, if not shown, where:
	1. A partition, wall, or ceiling traverses a construction joint (expansion, seismic, or building control element) in the base building structure.
	2. Where a wall or partition runs in an uninterrupted straight plane exceeding 30 feet.
	a. Full height doorframes may be considered a control joint.

	3. Interior Ceilings with Perimeter Relief:  Control joints shall be installed so that linear dimensions between control joints shall not exceed 50 feet and total areas between control joints shall not exceed 2500 sq.ft.
	4. Interior Ceilings without Perimeter Relief: Control joints shall be installed so that linear dimensions between control joints shall not exceed 30 feet and total area between control joints shall not exceed 900 sq.ft.
	5. Exterior Ceilings and Soffits:  Control joints shall be installed so that linear dimensions between control joints shall not exceed 30 feet and total area between control joints shall not exceed 900 sq.ft.
	6. A control joint or intermediate blocking shall be installed where ceiling framing members change direction.
	7. A control joint is desired or incorporated as a design accent or Architectural feature.


	3.10 INSTALLATION - ACOUSTICAL ACCESSORIES
	A. Place acoustical insulation in partitions tight within spaces, around cut openings, behind and around electrical and mechanical items within or behind partitions, and tight to items passing through partitions.
	B. Apply acoustical sealant within partitions in accordance with manufacturer's instructions and recommended procedures.

	3.11 INSTALLATION - METAL ACCESSORIES AND ARCHITECTURAL PROFILES
	A. Install corner beads and edge trim as specified in ASTM C840.
	B. Install corner beads at external corners
	C. Install edge trim at perimeter of openings and at juncture with other materials except, where covered by casings or flanges.
	D. Install Architectural metal drywall profiles in accordance with manufacturer's instructions.

	3.12 INSTALLATION OF ACCESS PANELS
	A. Install metal access panels and rigidly secure in place, as required by other sections and other trades.
	B. Install in accordance with manufacturer's printed instructions and requirements of regulatory agencies, when applicable.
	C. Coordinate the installation of rough bucks, anchors, blocking, mechanical and electrical work which is to be placed in or behind wall framing and ceiling furring. Allow such items to be installed after framing and furring is complete.

	3.13 FINISHING GYPSUM BOARD
	A. General:  Treat gypsum board joints, interior angles, edge trim, control joints, penetrations, fastener heads, surface defects, and elsewhere as required to prepare gypsum board surfaces for decoration.  Promptly remove residual joint compound from...
	B. Prefill open joints, rounded or beveled edges, and damaged surface areas.
	C. Apply joint tape over gypsum board joints, except those with trim having flanges not intended for tape.
	D. Gypsum Board Finish Levels:  Finish panels to levels indicated below and according to ASTM C 840:
	1. Level 1:  Ceiling plenum areas, concealed areas, and where indicated.
	2. Level 2:  Panels that are substrate for tile.
	3. Level 4:  At panel surfaces that will be exposed to view, unless otherwise indicated.

	E. Glass-Mat Gypsum Sheathing Board:  Finish according to manufacturer's written instructions for use as exposed soffit board.
	F. Glass-Mat, Water-Resistant Backing Panels:  Finish according to manufacturer's written instructions.

	3.14 TOLERANCES
	A. Maximum Variation of Finished Gypsum Board Surface from True Flatness:  1/8-inch in 10 feet in any direction.

	3.15 REPAIRS AND CLEANING
	A. Punctures:
	1. When face paper is punctured, fasten approximately 1-1/2-inch from defective fastening and remove defective fastener.
	2. Fill all damaged surface areas with compound.
	3. Leave clear depression to receive tape.
	4. Permit prefill joint compound to harden prior to application of tape
	1. Do not repair ridging until condition has fully developed; approximately six months after installation of one heating season.
	2. Sand ridges to receive reinforcing tape without cutting through tape.
	3. Fill concave areas on both sides of ridge with topping compound.
	4. After fill is dry, blend in topping compound over repaired area.

	C. Cracks:
	1. Fill all cracks with compound and finish smooth and flush.




	09 30 00 - TILING
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section Includes:
	1. Ceramic tile.
	2. Waterproof membrane.
	3. Tile backing panels.
	4. Metal edge strips.

	B. Related Sections:
	1. Division 07 Section "Joint Sealants" for sealing of expansion, contraction, control, and isolation joints in tile surfaces.


	1.3 DEFINITIONS
	A. General:  Definitions in the ANSI A108 series of tile installation standards and in ANSI A137.1 apply to Work of this Section unless otherwise specified.
	B. ANSI A108 Series:  ANSI A108.01, ANSI A108.02, ANSI A108.1A, ANSI A108.1B, ANSI A108.1C, ANSI A108.4, ANSI A108.5, ANSI A108.6, ANSI A108.8, ANSI A108.9, ANSI A108.10, ANSI A108.11, ANSI A108.12, ANSI A108.13, ANSI A108.14, ANSI A108.15, ANSI A108....
	C. Module Size:  Actual tile size plus joint width indicated.
	D. Face Size:  Actual tile size, excluding spacer lugs.

	1.4 SUBMITTALS
	A. Product Data:  For each type of product indicated.
	B. LEED Submittal:
	1. Product Data for Credit EQ 4.1:  For adhesives and sealants, including printed statement of VOC content.

	C. Shop Drawings:  Show locations of each type of tile and tile pattern.  Show widths, details, and locations of expansion, contraction, control, and isolation joints in tile substrates and finished tile surfaces.
	D. Samples for Verification:
	1. Full-size units of each type and composition of tile and for each color and finish required. For ceramic mosaic tile in color blend patterns, provide full sheets of each color blend.
	2. Full-size units of each type of trim and accessory for each color and finish required.
	3. Metal edge strips in 1T6-inch1T4T (150-mm)4T lengths.

	E. Qualification Data:  For qualified Installer.
	F. Master Grade Certificates:  For each shipment, type, and composition of tile, signed by tile manufacturer and Installer.
	G. Product Certificates:  For each type of product, signed by product manufacturer.
	H. Material Test Reports:  For each tile-setting and -grouting product and special purpose tile.

	1.5 QUALITY ASSURANCE
	A. Source Limitations for Tile:  Obtain tile of each type and color or finish from one source or producer.
	1. Obtain tile of each type and color or finish from same production run and of consistent quality in appearance and physical properties for each contiguous area.

	B. Source Limitations for Setting and Grouting Materials:  Obtain ingredients of a uniform quality for each mortar, adhesive, and grout component from one manufacturer and each aggregate from one source or producer.
	C. Source Limitations for Other Products:  Obtain each of the following products specified in this Section from a single manufacturer for each product:
	1. Waterproof membrane.
	2. Crack isolation membrane.
	3. Joint sealants.
	4. Cementitious backer units.
	5. Metal edge strips.

	D. Mockups:  Build mockups to verify selections made under sample submittals and to demonstrate aesthetic effects and set quality standards for materials and execution.
	1. Build mockup of each type of wall tile installation.
	2. Approved mockups may become part of the completed Work if undisturbed at time of Substantial Completion.

	E. Preinstallation Conference:  Conduct conference at Project site.
	1. Review requirements in ANSI A108.01 for substrates and for preparation by other trades.


	1.6 DELIVERY, STORAGE, AND HANDLING
	A. Deliver and store packaged materials in original containers with seals unbroken and labels intact until time of use.  Comply with requirements in ANSI A137.1 for labeling tile packages.
	B. Store tile and cementitious materials on elevated platforms, under cover, and in a dry location.
	C. Store aggregates where grading and other required characteristics can be maintained and contamination can be avoided.
	D. Store liquid materials in unopened containers and protected from freezing.
	E. Handle tile that has temporary protective coating on exposed surfaces to prevent coated surfaces from contacting backs or edges of other units.  If coating does contact bonding surfaces of tile, remove coating from bonding surfaces before setting t...

	1.7 PROJECT CONDITIONS
	A. Environmental Limitations:  Do not install tile until construction in spaces is complete and ambient temperature and humidity conditions are maintained at the levels indicated in referenced standards and manufacturer's written instructions.

	1.8 EXTRA MATERIALS
	A. Furnish extra materials that match and are from same production runs as products installed and that are packaged with protective covering for storage and identified with labels describing contents.
	1. Tile and Trim Units:  Furnish quantity of full-size units equal to 2 percent of amount installed for each type, composition, color, pattern, and size indicated.
	2. Grout:  Furnish quantity of grout equal to 2 percent of amount installed for each type, composition, and color indicated.



	PART 2 -  PRODUCTS
	2.1 PRODUCTS, GENERAL
	A. ANSI Ceramic Tile Standard:  Provide tile that complies with ANSI A137.1 for types, compositions, and other characteristics indicated.
	1. Provide tile complying with Standard grade requirements unless otherwise indicated.

	B. ANSI Standards for Tile Installation Materials:  Provide materials complying with ANSI A108.02, ANSI standards referenced in other Part 2 articles, ANSI standards referenced by TCA installation methods specified in tile installation schedules, and ...
	C. Factory Blending:  For tile exhibiting color variations within ranges, blend tile in factory and package so tile units taken from one package show same range in colors as those taken from other packages and match approved Samples.
	D. Mounting:  For factory-mounted tile, provide back- or edge-mounted tile assemblies as standard with manufacturer unless otherwise indicated.
	E. Factory-Applied Temporary Protective Coating:  Where indicated under tile type, protect exposed surfaces of tile against adherence of mortar and grout by precoating with continuous film of petroleum paraffin wax, applied hot.  Do not coat unexposed...

	2.2 TILE PRODUCTS
	A. Tile Type CT-1:  Glazed Porcelain Ceramic Mosaic floor tile.
	1. Basis-of-Design Product:  Subject to compliance with requirements, provide product indicated on Drawings, Daltile, Glazed Ceramic,  or comparable product by one of the following:
	a. American Olean; Division of Dal-Tile International Inc.
	b. Crossville, Inc.
	c. Daltile; Division of Dal-Tile International Inc.

	2. Composition:  Ceramic Tile.
	3. Module Size:  1” x 1” and As indicated on drawings.
	4. Thickness:  5/161T inch1T .
	5. Face:  Pattern of design indicated, with cushion edges.
	6. Surface:  Smooth without Slip-resistant abrasive admixture.
	7. Tile Color and Pattern:  Match Architect's drawings and as selected by Architect from manufacturer's full range from price groups 1, 2, 3, and 4.
	8. Grout Color:  As selected by Architect from manufacturer's full range.
	9. Trim Units:  Coordinated with sizes and coursing of adjoining flat tile where applicable and matching characteristics of adjoining flat tile.


	2.3 THRESHOLDS
	A. General:  Fabricate to sizes and profiles indicated or required to provide transition between adjacent floor finishes.
	1. Bevel edges at 1:2 slope, with lower edge of bevel aligned with or up to 1T1/16 inch1T4T (1.5 mm)4T above adjacent floor surface.  Finish bevel to match top surface of threshold.  Limit height of threshold to 1T1/2 inch1T4T (12.7 mm)4T or less abov...

	B. Granite Thresholds:  ASTM C 615, with honed finish.
	1. Description:  Uniform, medium-grained, gray stone without veining.

	C. Marble Thresholds:  ASTM C 503, with a minimum abrasion resistance of 10 per ASTM C 1353 or ASTM C 241 and with honed finish.
	1. Description:  Uniform, fine- to medium-grained white stone with gray veining.


	2.4 TILE BACKING PANELS
	A. Fiber-Cement Underlayment:  ASTM C 1288, in maximum lengths available to minimize end-to-end butt joints.
	1. Products:  Subject to compliance with requirements, provide the following:
	a. James Hardie; Hardiebacker 500.

	2. Thickness:  1/2 inch (12.7 mm).
	3. Fasteners
	a. Metal Framing: 1-1/2 inches (32 mm) No. 8 by 0.375 inch (9.5 mm) HD self-drilling, corrosion resistant ribbed wafer head screws.
	b. Masonry: Per manufacturers specifications.



	2.5 WATERPROOF MEMBRANE
	A. Fluid-Applied Membrane:  Liquid-latex rubber or elastomeric polymer.
	1. Products:  Subject to compliance with requirements, provide one of the following:
	a. Custom Building Products; Redgard Waterproofing and Crack Prevention Membrane.
	b. Laticrete International, Inc.; Laticrete Watertight Floor N' Wall Waterproofing.



	2.6 SETTING MATERIALS
	A. Latex-Portland Cement Mortar (Thin Set):  ANSI A118.4.
	1. Manufacturers:  Subject to compliance with requirements, provide products by one of the following:
	a. Bostik, Inc.
	b. Custom Building Products.
	c. MAPEI Corporation
	d. Laticrete International, Inc.

	2. Provide prepackaged, dry-mortar mix combined with acrylic resin or styrene-butadiene-rubber liquid-latex additive at Project site.
	3. For wall applications, provide mortar that complies with requirements for nonsagging mortar in addition to the other requirements in ANSI A118.4.


	2.7 GROUT MATERIALS
	A. Water Based, Urethane and Quartz Aggregate Tile Grout with Antimicrobial Protection:  ANSI A118.7 and A118.3.
	1. Basis-of-Design Product:  Subject to compliance with requirements, provide product indicated “Bostik - TruColor Single Component Premixed Grout”


	2.8 MISCELLANEOUS MATERIALS
	A. Trowelable Underlayments and Patching Compounds:  Latex-modified, portland cement-based formulation provided or approved by manufacturer of tile-setting materials for installations indicated.
	B. Metal Edge Strips:  Angle or L-shape, height to match tile and setting-bed thickness, metallic or combination of metal and PVC or neoprene base, designed specifically for wall tile applications; stainless-steel, ASTM A 666, 300 Series exposed-edge ...
	C. Temporary Protective Coating:  Either product indicated below that is formulated to protect exposed surfaces of tile against adherence of mortar and grout; compatible with tile, mortar, and grout products; and easily removable after grouting is com...
	1. Petroleum paraffin wax, fully refined and odorless, containing at least 0.5 percent oil with a melting point of 1T120 to 140 deg F1T4T (49 to 60 deg C)4T per ASTM D 87.
	2. Grout release in form of manufacturer's standard proprietary liquid coating that is specially formulated and recommended for use as temporary protective coating for tile.

	D. Tile Cleaner:  A neutral cleaner capable of removing soil and residue without harming tile and grout surfaces, specifically approved for materials and installations indicated by tile and grout manufacturers.
	E. Grout Sealer:  Manufacturer's standard silicone product for sealing grout joints and that does not change color or appearance of grout.
	1. Products:  Subject to compliance with requirements, provide the following:
	a. Bostik, Inc.; CeramaSeal Grout & Tile Sealer.
	b. C-Cure; Penetrating Sealer 978.
	c. Custom Building Products; Surfaceguard Grout and Tile Sealer.



	2.9 MIXING MORTARS AND GROUT
	A. Mix mortars and grouts to comply with referenced standards and mortar and grout manufacturers' written instructions.
	B. Add materials, water, and additives in accurate proportions.
	C. Obtain and use type of mixing equipment, mixer speeds, mixing containers, mixing time, and other procedures to produce mortars and grouts of uniform quality with optimum performance characteristics for installations indicated.


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine substrates, areas, and conditions where tile will be installed, with Installer present, for compliance with requirements for installation tolerances and other conditions affecting performance of installed tile.
	1. Verify that substrates for setting tile are firm, dry, clean, free of coatings that are incompatible with tile-setting materials including curing compounds and other substances that contain soap, wax, oil, or silicone; and comply with flatness tole...
	2. Verify that concrete substrates for tile floors installed with adhesives, bonded mortar bed or thin-set mortar comply with surface finish requirements in ANSI A108.01 for installations indicated.
	a. Verify that surfaces that received a steel trowel finish have been mechanically scarified.
	b. Verify that protrusions, bumps, and ridges have been removed by sanding or grinding.

	3. Verify that installation of grounds, anchors, recessed frames, electrical and mechanical units of work, and similar items located in or behind tile has been completed.
	4. Verify that joints and cracks in tile substrates are coordinated with tile joint locations; if not coordinated, adjust joint locations in consultation with Architect.

	B. Proceed with installation only after unsatisfactory conditions have been corrected.

	3.2 PREPARATION
	A. Fill cracks, holes, and depressions in concrete substrates for tile floors installed with thin-set mortar with trowelable leveling and patching compound specifically recommended by tile-setting material manufacturer.
	B. Where indicated, prepare substrates to receive waterproofing by applying a reinforced mortar bed that complies with ANSI A108.1A and is sloped 1T1/4 inch per foot1T4T (1:50)4T toward drains.
	C. Blending:  For tile exhibiting color variations, verify that tile has been factory blended and packaged so tile units taken from one package show same range of colors as those taken from other packages and match approved Samples.  If not factory bl...
	D. Field-Applied Temporary Protective Coating:  If indicated under tile type or needed to prevent grout from staining or adhering to exposed tile surfaces, precoat them with continuous film of temporary protective coating, taking care not to coat unex...

	3.3 TILE INSTALLATION
	A. Comply with TCA's "Handbook for Ceramic Tile Installation" for TCA installation methods specified in tile installation schedules.  Comply with parts of the ANSI A108 Series "Specifications for Installation of Ceramic Tile" that are referenced in TC...
	1. For the following installations, follow procedures in the ANSI A108 Series of tile installation standards for providing 95 percent mortar coverage:
	a. Interior tile walls.
	b. Tile walls in wet areas.


	B. Extend tile work into recesses and under or behind equipment and fixtures to form complete covering without interruptions unless otherwise indicated.  Terminate work neatly at obstructions, edges, and corners without disrupting pattern or joint ali...
	C. Accurately form intersections and returns.  Perform cutting and drilling of tile without marring visible surfaces.  Carefully grind cut edges of tile abutting trim, finish, or built-in items for straight aligned joints.  Fit tile closely to electri...
	D. Jointing Pattern:  Lay tile in grid pattern unless otherwise indicated.  Lay out tile work and center tile fields in both directions in each space or on each wall area.  Lay out tile work to minimize the use of pieces that are less than half of a t...
	1. For tile mounted in sheets, make joints between tile sheets same width as joints within tile sheets so joints between sheets are not apparent in finished work.
	2. Where adjoining tiles on floor, base, walls, or trim are specified or indicated to be same size, align joints.
	3. Where tiles are specified or indicated to be whole integer multiples of adjoining tiles on floor, base, walls, or trim, align joints unless otherwise indicated.

	E. Joint Widths:  Unless otherwise indicated, install tile with the following joint widths:
	1. Ceramic Tile:  1T1/8 inch1T4T (3.2 mm)4T.
	2. Glazed Porcelain Wall Tile:  1T1/8 inch1T4T (3.2 mm)4T.
	3. Colorbody Porcelain Wall Tile:  1T1/8 inch1T4T (3.2 mm)4T.

	F. Lay out tile wainscots to dimensions indicated or to next full tile beyond dimensions indicated.
	G. Expansion Joints:  Provide expansion joints and other sealant-filled joints, including control, contraction, and isolation joints, where indicated.  Form joints during installation of setting materials, mortar beds, and tile.  Do not saw-cut joints...
	1. Where joints occur in concrete substrates, locate joints in tile surfaces directly above them.
	2. Prepare joints and apply sealants to comply with requirements in Division 07 Section "Joint Sealants."

	H. Stone Thresholds:  Install stone thresholds in same type of setting bed as adjacent floor unless otherwise indicated.
	1. At locations where mortar bed (thickset) would otherwise be exposed above adjacent floor finishes, set thresholds in latex-portland cement mortar (thin set).

	I. Metal Edge Strips:  Install at locations indicated.
	J. Grout Sealer:  Apply grout sealer to grout joints on tile walls according to grout-sealer manufacturer's written instructions.  As soon as grout sealer has penetrated grout joints, remove excess sealer and sealer from tile faces by wiping with soft...

	3.4 TILE BACKING PANEL INSTALLATION
	A. Install fiber-cement underlayment and treat joints according to ANSI A108.11 and manufacturer's written instructions for type of application indicated.

	3.5 WATERPROOFING INSTALLATION
	A. Install waterproofing to comply with ANSI A108.13 and manufacturer's written instructions to produce waterproof membrane of uniform thickness and bonded securely to substrate.
	B. Do not install tile or setting materials over waterproofing until waterproofing has cured and been tested to determine that it is watertight.

	3.6 CRACK ISOLATION MEMBRANE INSTALLATION
	A. Install crack isolation membrane to comply with ANSI A108.17 and manufacturer's written instructions to produce membrane of uniform thickness and bonded securely to substrate.
	B. Do not install tile or setting materials over crack isolation membrane until membrane has cured.

	3.7 CLEANING AND PROTECTING
	A. Cleaning:  On completion of placement and grouting, clean all ceramic tile surfaces so they are free of foreign matter.
	1. Remove  grout residue from tile as soon as possible.
	2. Clean grout smears and haze from tile according to tile and grout manufacturer's written instructions but no sooner than 10 days after installation.  Use only cleaners recommended by tile and grout manufacturers and only after determining that clea...
	3. Remove temporary protective coating by method recommended by coating manufacturer and that is acceptable to tile and grout manufacturer.  Trap and remove coating to prevent drain clogging.

	B. Protect installed tile work with kraft paper or other heavy covering during construction period to prevent staining, damage, and wear.  If recommended by tile manufacturer, apply coat of neutral protective cleaner to completed tile walls and floors.
	C. Prohibit foot and wheel traffic from tiled floors for at least seven days after grouting is completed.
	D. Before final inspection, remove protective coverings and rinse neutral protective cleaner from tile surfaces.

	3.8 INTERIOR TILE INSTALLATION SCHEDULE
	A. Interior Wall Installations :
	1. UNewark High School:
	a. Toilet Rooms - Daltile Colorbody Porcelain, ‘Veranda Solids ” Group 1 and Group 2
	b. Corridors - Daltile Glazed Porcelain, ‘Colour Scheme” Group 1 and Group 2
	c. Boys Rooms
	1) Color 1 - field wall tile “Sand P505”
	2) Color 2 – field tile (base) “Gunmetal P504”
	3) Color 2 – field tile (chair rail) “Gunmetal P504”
	4) Color 3 – field tile (Chair rail and picture rail) “Sunlight P552”
	5) Color 4- field tile (on curved wall field) “Rock P543”

	d.
	e. Girls Rooms
	1) Color 1 - field wall tile “Fog P542”
	2) Color 2 – field tile (base) “Rock P543”
	3) Color 2 – field tile (chair rail) “Rock P543”
	4) Color 3 – field tile (Chair rail and picture rail) “Sunlight P552”

	f. Corridor Accent Walls
	1) Color 5 - field wall tile(base and accent) “Black B901”
	2) Color 6 – field tile (field) “Black Speckle B927”
	3) Color 7 – field tile (accent) “Sunbeam B953”






	09 51 23 - Acoustical Tile Ceilings
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes the following:
	1. Acoustical tiles.
	2. Suspension systems for ceilings.
	3. Trim.

	B. Related Sections include the following:
	1. Division 05 Section “Metal Fabrications” for miscellaneous framing support of suspended acoustical ceiling systems.
	5. Division 28 Section "Digital Addressable Fire Alarms System" for fire alarm components in ceiling system.
	6. Division 26 Section "Interior Lighting" for lighting fixtures within ceiling system.


	1.3 DEFINITIONS
	A. AC:  Articulation Class.
	B. CAC:  Ceiling Attenuation Class.
	C. LR:  Light-Reflectance coefficient.
	D. NRC:  Noise Reduction Coefficient.

	1.4 SUBMITTALS
	A. Product Data:  For each type of product indicated.
	B. Coordination Drawings:  Reflected ceiling plans, drawn to scale, on which the following items are shown and coordinated with each other, based on input from installers of the items involved:
	1. Ceiling suspension system members.
	2. Method of attaching hangers to building structure.
	a. Furnish layouts for cast-in-place anchors, clips, and other ceiling attachment devices whose installation is specified in other Sections.

	3. Size and location of initial access modules for acoustical tile.
	4. Ceiling-mounted items including lighting fixtures, diffusers, grilles, speakers, sprinklers, access panels, and special moldings.
	5. Minimum Drawing Scale:  1T1/4-inch = 1 foot1T.

	C. Samples for Initial Selection:  For components with factory-applied color finishes.
	D. Samples for Verification:  For each component indicated and for each exposed finish required, prepared on Samples of size indicated below.
	1. Acoustical Tile:  Set of full-size Samples of each type, color, pattern, and texture.
	2. Concealed Suspension System Members:  1T12-inch-1T long Sample of each type.
	3. Exposed Moldings and Trim:  Set of 1T12-inch-1T long Samples of each type and color.

	E. Qualification Data:  For testing agency.
	F. Field quality-control test reports.
	G. Product Test Reports:  Based on evaluation of comprehensive tests performed by a qualified testing agency, for each acoustical tile ceiling.
	H. Maintenance Data:  For finishes to include in maintenance manuals.

	1.5 QUALITY ASSURANCE
	A. Source Limitations:
	1. Acoustical Ceiling Tile:  Obtain each type through one source from a single manufacturer.
	2. Suspension System:  Obtain each type through one source from a single manufacturer.

	B. Source Limitations:  Obtain each type of acoustical ceiling tile and supporting suspension system through one source from a single manufacturer.
	C. Preinstallation Conference:  Conduct conference at Project site to comply with requirements in Division 01 Section "Project Management and Coordination."

	1.6 DELIVERY, STORAGE, AND HANDLING
	A. Deliver acoustical tiles, suspension system components, and accessories to Project site in original, unopened packages and store them in a fully enclosed, conditioned space where they will be protected against damage from moisture, humidity, temper...
	B. Before installing acoustical tiles, permit them to reach room temperature and stabilized moisture content.
	C. Handle acoustical tiles carefully to avoid chipping edges or damaging units in any way.

	1.7 PROJECT CONDITIONS
	A. Environmental Limitations:  Do not install acoustical tile ceilings until spaces are enclosed and weatherproof, wet work in spaces is complete and dry, work above ceilings is complete, and ambient temperature and humidity conditions are maintained ...

	1.8 COORDINATION
	A. Coordinate layout and installation of acoustical tiles and suspension system with other construction that penetrates ceilings or is supported by them, including light fixtures, HVAC equipment, fire-suppression system, and partition assemblies.

	1.9 EXTRA MATERIALS
	A. Furnish extra materials described below that match products installed and that are packaged with protective covering for storage and identified with labels describing contents.
	1. Acoustical Ceiling Units:  Full-size tiles equal to 2.0 percent of quantity installed.
	2. Suspension System Components:  Quantity of each concealed grid and exposed component equal to 2.0 percent of quantity installed.
	3. Hold-Down Clips: Equal to 2.0 percent of amount installed.



	PART 2 -  PRODUCTS
	2.1 ACOUSTICAL TILES, GENERAL
	A. Acoustical Tile Standard:  Provide manufacturer's standard tiles of configuration indicated that comply with ASTM E 1264 classifications as designated by types, patterns, acoustical ratings, and light reflectances, unless otherwise indicated.
	B. Acoustical Tile Colors and Patterns:  Match appearance characteristics for each product type.

	2.2 MANUFACTURERS
	A. Acoustical Tile(s) / Suspension System(s):
	1. Basis-of-Design: The design for acoustical tile type(s) and acoustical ceiling suspension system(s) specified, are based on the named product by Armstrong World Industries, Lancaster, PA. Subject to compliance with requirements, provide the named p...
	a. USG Interiors, Inc., Chicago, IL
	b. BPB America, Tampa, FL


	B. Other acoustical ceiling tile manufacturer's products comparable to these designs and specifications will be considered in accordance with the requirements of Division 01 and the following requirements:
	1. Ceiling Attenuation Class (CAC):  Shall not vary more than 5 points.


	2.3 ACOUSTICAL TILES
	A. Acoustical Tile (Type ACT-1):  High Acoustics, Fine Fissured, #1729, ASTM E1264, Type III, Form 2, conforming to the following:
	1. Surface Texture: Medium
	2. Composition: Mineral Fiber
	3. Color: As chosen by architect from manufacturers full range of color options.
	4. Size: 48in by 24in by 5/8in and 24 feet by 24 feet or as indicated on Drawings.
	5. Edge Profile: Square Lay-In for interface with Prelude ML 15/16" Exposed Tee.
	6. Noise Reduction Coefficient (NRC): ASTM C 423; Classified with UL label on product carton, 0.55.
	7. Ceiling Attenuation Class (CAC): ASTM C 1414; Classified with UL label on product carton, 35
	8. Articulation Class (AC): ASTM E 1111; Classified with UL label on product carton N/A.
	9. Flame Spread: ASTM E 1264; Class A (UL)
	10. Light Reflectance (LR): ASTM E 1477; White Panel: Light Reflectance: 0.85.
	11. Dimensional Stability: HumiGuard Plus - temperatures up to 120 degrees F and high humidity excluding only exterior use, use over standing water, and direct contact with moisture .
	12. Mold/Mildew Inhibitor: The front and back of the product have been treated with BioBlock, a paint that contains a special biocide that inhibits or retards the growth of mold or mildew, ASTM D 3273.


	2.4 SUSPENSION SYSTEMS FOR THE FOLLOWING ACOUSTICAL TILE CEILINGS
	A. ACT-1:
	1. Product: Prelude ML 15/16-inch Exposed Tee.
	a. Components: All main beams and cross tees shall be commercial quality hot-dipped galvanized galvanized steel as per ASTM A 653. Main beams and cross tees are double-web steel construction with type exposed flange design. Exposed surfaces chemically...
	b. Structural Classification: ASTM C 635 Intermediate Duty.
	c. Color: Match the actual color of the selected ceiling tile, unless noted otherwise.
	d. Attachment Devices: Size for five times design load indicated in ASTM C 635, Table 1, Direct Hung unless otherwise indicated.
	e. Wire for Hangers and Ties: ASTM A 641, Class 1 zinc coating, soft temper, pre-stretched, with a yield stress load of at least time three design load, but not less than 12 gauge.
	f. Edge Moldings and Trim: Metal or extruded aluminum of types and profiles indicated or, if not indicated, manufacturer's standard moldings for edges and penetrations, including light fixtures, that fit type of edge detail and suspension system indic...

	2. Hold Down Clips: Provide one on each side of ceiling tile to prevent unauthorized access to above ceiling spaces. Owner will designate one tile that will be accessible.


	2.5  ACCESSORIES
	A. Accessories:  Splices, furring clips, and stabilizer bars as required to complete ceiling system and supplied by suspension system manufacturer. Provide manufacturer hold-down clips for all lay-in units, to hold panels tight to grid system where ai...
	B. Hold Down Clips: Exterior hold down clip (EHDC).
	C. Rough Suspension:
	1. Hanger Wire:  Minimum 12 gauge galvanized, soft-annealed, mild steel wire.

	E. Touch-Up Paint:  Type and color required to match acoustical units and grid system.


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine substrates, areas, and conditions, including structural framing and substrates to which acoustical tile ceilings attach or abut, with Installer present, for compliance with requirements specified in this and other Sections that affect ceili...
	B. Proceed with installation only after unsatisfactory conditions have been corrected.

	3.2 INSPECTION/COORDINATION
	A. Coordinate the locations and installation of hangers with the work of other trades.
	B. Ensure the layout of hangers and carrying channels are located to accommodate fixtures and equipment that will be placed after the installation of ceiling grid system(s).
	C. Where ducts or other equipment prevent the regular spacing of hangers, reinforce the nearest adjacent hangers and related carrying channels as required to span the required distance.
	D. Coordinate mechanical and electrical fixtures/equipment to be incorporated into the suspended ceiling and grid system as indicated or as required.  However, support of such items shall be by separate independent supports installed by the respective...

	3.3 INSTALLATION - ACOUSTICAL UNITS
	A. Install in level plane in straight-line courses.
	B. Fit acoustic lay-in panels to bear all four sides on suspension members, free from damaged edges or other defects detrimental to appearance and function.
	C. Minimum width of border tiles:  One-half unit dimension.
	D. Lay directionally patterned tile, as directed by Architect, with longest dimension of tile parallel to longest dimension of room, unless indicated otherwise on "Reflected Ceiling Plan(s)".
	E. Hold-down Clips:

	3.4 INSTALLATION - SUSPENSION SYSTEM
	A. Install fire rated ceiling system(s), when indicated, in accordance with applicable UL Design requirements.
	B. Install in accordance with ASTM C636 and manufacturer's recommendations to produce finished ceiling true to lines and levels and free from warped, soiled or damaged grid.
	C. Install ceiling system(s) in a manner capable of supporting all superimposed loads, with maximum permissible deflection of 1/360 of span and maximum surface deviation of 1/8-inch in 12 feet.
	D. In the absence of "Reflected Ceiling Plan(s)", lay out ceiling system(s) on room axis to a balanced grid design leaving equal border pieces no less than 50 percent of acoustical unit size.
	E. Rough Suspension:
	1. Hanger Clips on Inserts:  Install as recommended by manufacturer.
	2. Hanger Wire:  Space 4 feet on centers, each direction.
	3. Do not splay wires more than 5 inches in a 4-foot vertical drop.
	4. Wrap wire a minimum of three times horizontally, turning ends upward.
	5. Saddle tie carrying channels to main structure for indirect hung suspension system, as appropriate.

	F. Main and Cross Runners:
	1. Space main runners at 4 feet on centers, in direction of lighting pattern.
	a. At right angle to carrying channel, wire clip to channels at intersections, if indirect suspension is required.
	b. Level and square to adjacent walls.

	2. Space cross runners at 2 feet on center.
	3. Suspend grid system(s) independently of walls, columns, ducts, lighting fixtures, pipes and conduit.

	G. Mechanical and Electrical Components:  Where mechanical and electrical components are an integral part of the ceiling system, support such components by supplementary hangers attached to the grid system and located within 6 inches of each corner of...
	H. Do not eccentrically load system, or produce rotation of runners.
	I. Wall Molding:
	1. Install wall molding at intersection of suspended ceiling and vertical surfaces.
	2. Install inside and outside corner caps where wall moldings intersect, and preformed closers where bullnose corners occur matching edge molding.
	3. Attach to vertical surface with mechanical fasteners using maximum lengths; straight, true to line and level.


	3.5  INSTALLATION - SUSPENDED CEILING SOUND INSULATION
	A. Install sound attenuation insulation for a distance or 48 inches either side of acoustical partitions in accordance with manufacturer's instructions.
	B. Trim insulation neatly to fit spaces without gaps or voids.  Do not compress insulation.

	3.6 CLEANING
	A. Clean exposed surfaces of acoustical tile ceilings, including trim and edge moldings.  Comply with manufacturer's written instructions for cleaning and touchup of minor finish damage.  Remove and replace tiles and other ceiling components that cann...



	09 65 30 - Resiliant Wall Base & Accessories
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 1 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes the following:
	1. Resilient wall base.
	2. Resilient flooring accessories.

	B. Related Sections include the following:
	1. Division 9 Section "Resilient Tile Flooring."


	1.3 SUBMITTALS
	A. Product Data:  For each type of product specified.
	B. Samples for Initial Selection:  Manufacturer's standard sample sets consisting of sections of units showing the full range of colors and patterns available for each type of product indicated.
	C. Samples for Verification:  In manufacturer's standard sizes, but not less than 12 inches (300 mm) long, of each product color and pattern specified.
	D. Product Certificates:  Signed by manufacturers of resilient wall base and accessories certifying that each product furnished complies with requirements.

	1.4 QUALITY ASSURANCE
	A. Installer Qualifications:  Engage an experienced installer to perform work of this Section who has specialized in installing resilient products similar to those required for this Project and with a record of successful in-service performance.
	B. Source Limitations:  Obtain each type and color of product specified from one source with resources to provide products of consistent quality in appearance and physical properties without delaying the Work.
	C. Fire-Test-Response Characteristics:  Provide products with the following fire-test-response characteristics as determined by testing identical products per test method indicated below by a testing and inspecting agency acceptable to authorities hav...
	1. Critical Radiant Flux:  0.45 W/sq. cm or greater when tested per ASTM E 648.
	2. Smoke Density:  Maximum specific optical density of 450 or less when tested per ASTM E 662.


	1.5 DELIVERY, STORAGE, AND HANDLING
	A. Deliver products to Project site in manufacturer's original, unopened cartons and containers, each bearing names of product and manufacturer, Project identification, and shipping and handling instructions.
	B. Store products in dry spaces protected from the weather, with ambient temperatures maintained between 50 and 90 deg F (10 and 32 deg C)
	C. Move products into spaces where they will be installed at least 48 hours before installation, unless longer conditioning period is recommended in writing by manufacturer.

	1.6 PROJECT CONDITIONS
	A. Maintain a temperature of not less than 70 deg F (21 deg C) or more than 95 deg F (35 deg C) in spaces to receive resilient products for at least 48 hours before installation, during installation, and for at least 48 hours after installation, unles...
	B. Do not install products until they are at the same temperature as the space where they are to be installed.
	C. For resilient products installed on traffic surfaces, close spaces to traffic during installation and for time period after installation recommended in writing by manufacturer.
	D. Coordinate resilient product installation with other construction to minimize possibility of damage and soiling during remainder of construction period.  Install resilient products after other finishing operations, including painting, have been com...


	PART 2 -  PRODUCTS
	2.1 MANUFACTURERS
	A. Products:  Subject to compliance with requirements, provide one of the following:
	1. Johnsonite
	2. Roppe.
	3. Approved Equal.


	2.2 RESILIENT WALL BASE
	A. Rubber Wall Base:  Products complying with ASTM F-1861, Type TS, Group 1, and with requirements specified in the Resilient Wall Base and Accessory Schedule.

	2.3 RESILIENT ACCESSORIES
	A. Rubber Accessories:  Products complying with requirements specified in the Resilient Wall Base and Accessory Schedule.

	2.4 INSTALLATION ACCESSORIES
	A. Trowelable Leveling and Patching Compounds:  Latex-modified, portland-cement-based formulation provided or approved by resilient product manufacturer for applications indicated.
	B. Adhesives:  Water-resistant type recommended by manufacturer to suit resilient products and substrate conditions indicated.


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Examine substrates, areas, and conditions where installation of resilient products will occur, with Installer present, for compliance with manufacturer's requirements, including those for maximum moisture content.  Verify that substrates and condit...

	3.2 PREPARATION
	A. General:  Comply with manufacturer's written installation instructions for preparing substrates indicated to receive resilient products.
	B. Use trowelable leveling and patching compounds, according to manufacturer's written instructions, to fill cracks, holes, and depressions in substrates.
	C. Remove coatings, including curing compounds, and other substances that are incompatible with adhesives and that contain soap, wax, oil, or silicone, using mechanical methods recommended by manufacturer.  Do not use solvents.
	D. Broom and vacuum clean substrates to be covered immediately before installing resilient products.  After cleaning, examine substrates for moisture, alkaline salts, carbonation, or dust.  Do not proceed with installation until unsatisfactory conditi...

	3.3 INSTALLATION
	A. General:  Install resilient products according to manufacturer's written installation instructions.
	B. Apply resilient wall base to walls, columns, pilasters, casework and cabinets in toe spaces, and other permanent fixtures in rooms and areas where base is required.
	1. Install wall base in lengths as long as practicable without gaps at seams and with tops of adjacent pieces aligned.
	2. Tightly adhere wall base to substrate throughout length of each piece, with base in continuous contact with horizontal and vertical substrates.
	3. Do not stretch base during installation.
	4. On masonry surfaces or other similar irregular substrates, fill voids along top edge of resilient wall base with manufacturer's recommended adhesive filler material.
	5. Form outside corners on job, from straight pieces of maximum lengths possible, without whitening at bends.  Shave back of base at points where bends occur and remove strips perpendicular to length of base that are only deep enough to produce a snug...
	6. Form inside corners on job, from straight pieces of maximum lengths possible, by cutting an inverted V-shaped notch in toe of wall base at the point where corner is formed.  Shave back of base where necessary to produce a snug fit to substrate.

	C. Place resilient products so they are butted to adjacent materials and bond to substrates with adhesive.  Install reducer strips at edges of flooring that would otherwise be exposed.
	D. Apply resilient products to stairs as indicated and according to manufacturer's written installation instructions.

	3.4 CLEANING AND PROTECTING
	A. Perform the following operations immediately after installing resilient products:
	1. Remove adhesive and other surface blemishes using cleaner recommended by resilient product manufacturers.
	2. Sweep or vacuum horizontal surfaces thoroughly.
	3. Do not wash resilient products until after time period recommended by resilient product manufacturer.
	4. Damp-mop or sponge resilient products to remove marks and soil.

	B. Protect resilient products against mars, marks, indentations, and other damage from construction operations and placement of equipment and fixtures during the remainder of construction period.  Use protection methods indicated or recommended in wri...
	1. Apply protective floor polish to vinyl resilient products installed on floors and stairs that are free from soil, visible adhesive, and surface blemishes, if recommended by manufacturer.
	a. Use commercially available product acceptable to resilient product manufacturer.
	b. Coordinate selection of floor polish with Owner's maintenance service.

	2. Cover resilient products installed on floors and stairs with undyed, untreated building paper until inspection for Substantial Completion.

	C. Clean resilient products not more than 4 days before dates scheduled for inspections intended to establish date of Substantial Completion in each area of Project.  Clean products according to manufacturer's written recommendations.
	1. Before cleaning, strip protective floor polish that was applied to vinyl products on floors and stairs after completing installation only if required to restore polish finish and if recommended by resilient product manufacturer.
	2. After cleaning, reapply polish on vinyl products on floors and stairs to restore protective floor finish according to resilient product manufacturer's written recommendations.  Coordinate with Owner's maintenance program.


	3.5 RESILIENT WALL BASE AND ACCESSORY SCHEDULE
	A. Rubber Wall Base:  Where this designation is indicated, provide rubber wall base complying with the following:
	1. Products: Subject to compliance with requirements, provide one of the following:
	a. Roppe, Pinnacle SBR, Rubber Wall Base, or
	b. Approved equal.

	2. Color:  As selected by Architect from full line and to be coordinated with multiple colors of other flooring colors.  Provide up to three colors.
	3. Style:  Match existing.
	4. Minimum Thickness: Match existing
	5. Height: Match exisitng
	6. Outside Corners:  Premolded or formed on job with 4” returns.
	7. Inside Corners:  Premolded or formed on job with 4” returns.
	8. Surface:  Smooth.




	09 91 00 - Painting
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes surface preparation and field application of painting systems to items and surfaces scheduled for interior painting (interior steel bars and surrounding areas damage by the work).
	B. This Section includes the following:
	1. Preparation of surfaces to receive finish.
	2. Finished Areas:  Painting and finishing of all surfaces throughout the interior and exterior of the project, except those items of equipment specified to be painted by other trades, shall receive finishing under this Section by the General Construc...
	a. General:  Ferrous metals, wood, plaster, drywall, concrete and masonry surfaces where scheduled or noted.

	3. Mechanical and Electrical Equipment Rooms:  Painting and finishing of all heating, ventilating, air conditioning, plumbing and electrical equipment and lines, except those items of equipment specified under "Finished Areas" above, shall receive fin...
	a. Equipment and supports on the roof, roof drain strainers, exterior exposed gas piping.

	4. It shall be understood that all exposed surfaces, piping, conduits, ductwork, equipment and similar items, left unfinished in "Finished Areas" throughout the project by the requirements of other specifications and/or trades shall be painted or fini...
	5. Finish surfaces in accordance with "Exterior and Interior Painting and Finishing Schedules" at end of this Section.

	C.  Work Not Included:
	1. Items Not Requiring a Paint Finish:  Field painting, in general, will not be required on the following:
	a. Interior face brick, ceramic tile, acoustical tile ceilings, structural glazed tile, lead, copper, brass, bronze, aluminum, chromium plate, nickel, stainless steel, and monel metal, unless specifically noted or specified otherwise.

	2. Items Factory Painted:  Field painting will not be required on these items and equipment that are completely finished at the factory unless noted and/or specified otherwise.

	D. Related Sections include the following:
	2. Division 05 Section "Structural Steel" for shop priming structural steel.
	3. Division 05 Section "Steel Deck" for final field application of paint finish on exposed metal decking.
	4. Division 05 Section "Metal Fabrications" for shop priming ferrous metal.
	5. Division 05 Section "Pipe and Tube Railings" for final field application of paint finish.
	6. Division 09 Section "High-Performance Coatings" for exterior and inmate painting systems.
	7. Division 23 for identification devices for piping, valves, and equipment.


	1.3 REFERENCE STANDARDS
	A. American National Standards Institute (ANSI):
	1. ANSI REV.1  -  Identification of Piping Systems.

	B. Occupational Safety and Health Act (OSHA):
	1. OSHA 1910.144  -  Safety Color Code for Marking Physical Hazards.


	1.4 SUBMITTALS
	A. Product Data:  For each type of product indicated.
	B. Samples for Initial Selection:  For each type of topcoat product indicated.
	C. Samples for Verification:  For each type of paint system and each color and gloss of topcoat indicated.
	1. Submit Samples on rigid backing.
	2. Step coats on Samples to show each coat required for system.
	a. Prepare sample color panels in duplicate for Architect’s approval before any painting or materials are ordered; size 4 inches x 12 inches.
	b. Show all of the colors and the various surface finishes (eggshell, satin or gloss) specified with each paint application.
	c. Priming coat shall cover 3/4 of the face of panels, body coat shall cover 5/8 of face, first finish coat shall cover 1/2 of face and the top finish coat shall cover 1/4 of face, thus leaving portions of priming and body coats exposed.
	d. Stains shall be applied to cover not more than 3/4 of face; succeeding varnish coats shall be applied to cover approximately 1/8 less of panel face.

	3. Label each coat of each Sample.
	4. Label each Sample for location and application area.
	5. Installing mechanical, plumbing and electrical contractors are not required to furnish samples for their Work within pipe spaces and equipment rooms.

	D. Product List:  For each product indicated, include the following:
	1. Cross-reference to paint system and locations of application areas.  Use same designations indicated on Drawings and in schedules.
	2. Manufacturer's Information: Current Manufacturer’s product data sheets with complete information on surface preparation, application, handling and storage requirements and VOC data showing compliance with current OTC requirements.

	E. Closeout Submittals:
	1. Operation and Maintenance Data:  Submit data on cleaning, touch-up, and repair of painted and coated surfaces.


	1.5 MAINTENANCE MATERIAL
	A. Leave on premises, where directed by Architect not less than one gallon of each color used.
	B. Containers to be tightly sealed and clearly labeled for identification.

	1.6 PRODUCT DELIVERY, STORAGE AND HANDLING
	A. Delivery:
	1. Deliver paint materials in sealed original labeled containers, bearing manufacturer's name, type of paint, brand name, color designation, and instructions for mixing and/or reducing.
	2. In no case will factory labels be permitted to be installed on containers at job site.

	B. Storage and Handling:
	1. Provide adequate storage facilities. Store paint materials at minimum ambient temperature of 45 degrees F in well ventilated area.
	2. Take precautionary measures to prevent fire hazards and spontaneous combustion.


	1.7 ENVIRONMENTAL CONDITIONS
	A. Measure moisture content of surfaces using an electronic moisture meter.  Do not apply finishes unless moisture content of surfaces are below following maximums:
	1. Plaster and gypsum wallboard: 12 percent.
	2. Masonry, concrete and concrete block: 12 percent.
	3. Interior located wood: 15 percent.

	B. Ensure surface temperatures or the surrounding air temperature is minimum 40 degrees F before applying finishes. Minimum application temperature for latex paints for interior work is 45 degrees F and 50 degrees F for exterior work.  Minimum applica...
	C. Provide adequate continuous ventilation and sufficient heating facilities to maintain temperatures above 45 degrees F for 24 hours before, during and 48 hours after application of finishes.
	D. Provide minimum 20 - 25 foot candles of lighting on surfaces to be finished.
	E. Do not apply finishes in areas where dust is being generated.

	1.8 PROTECTION
	A. Adequately protect other surfaces from paint and damage.  Repair damage as a result of inadequate or unsuitable protection.
	B. Furnish sufficient drop cloths, shields, and protective equipment to prevent spray droppings from fouling surfaces not being painted and in particular, surfaces within storage and preparation area.
	C. Place cotton waste, cloths, and material that may constitute a fire hazard in closed metal containers and remove daily from site.
	D. Remove electrical plates, surface hardware, fittings and fastenings, prior to painting operations.  These items are to be carefully stored, cleaned, and replaced on completion of work in each area.  Do not use solvent to clean hardware that may rem...

	PART 2 -  PRODUCTS
	2.1 MANUFACTURERS
	A. Basis-of-Design: The paint materials specified in this Specification Section are based on Sherwin-Williams Co., Cleveland, OH from the low odor, health care product line. Subject to compliance with requirements, provide the named product or a compa...
	1. PPG Architectural Finishes, Inc., Pittsburgh, PA.
	2. ICI, Cleveland, OH.
	3. Benjamin Moore & Co., Montvale, NJ.

	B. Other paint manufacturer's products will be considered according to requirements of Division 01, and the following requirements:
	1. Submit a complete list of proposed material, including manufacturer's name, trade name, data for each product and color charts, and specifically designate by name the "Sherwin-Williams" product that the proposed product will substitute.
	2. Submit a paint schedule listing all surfaces and list proposed substitute product.


	2.2 MATERIAL
	A. Paint, Varnish, Stain, Enamel, Lacquer and Fillers:  Type and brand specified in "Painting and Finishing Schedules" at end of Section.
	B. Paint Accessory Materials:  Linseed oil, shellac, turpentine and other materials not specifically indicated herein but required to achieve the finishes specified of high quality and approved manufacturer.
	C. Paints:  Ready-mixed except field catalyzed coatings. Pigments fully ground maintaining a soft paste consistency, capable of readily and uniformly dispersing to a complete homogeneous mixture.
	D. Paints to have good flowing and brushing properties and be capable of drying or curing free of streaks or sags.


	PART 3 -  EXECUTION
	3.1 INSPECTION
	A. Thoroughly examine surfaces scheduled to be painted prior to commencement of work.
	B. Report in writing to the appropriate Prime Contractor with copy to Architect, any surface condition that may adversely affect execution, permanence or quality of work, and which cannot be put into an acceptable condition through the preparatory wor...
	C. Do not commence painting until such defects and conditions have been corrected and made suitable to properly receive application of finish.  Application of paint or finish to surfaces constitutes acceptance of the surfaces.
	D. Ensure areas to be painted are clean and free of dust and remain in that condition through the entire painting process.

	3.2 PREPARATION OF SURFACES
	A. General:
	1. Surfaces to be painted shall be clean, including floors and adjacent surfaces.
	2. Mildew, efflorescence and all foreign material shall be removed from surface by appropriate methods as recommended by manufacturer.

	B. Concrete and Masonry Surfaces:
	1. Remove dirt, loose mortar, scale powder and other foreign matter from concrete and concrete block surfaces which are to be painted or to receive a clear sealer.
	2. Remove oil and grease with a solution of tri-sodium phosphate, rinse well and allow to thoroughly dry.
	3. Remove stains caused by weathering of corroding metals with a solution of sodium metasilicate after being thoroughly wetted with water; allow to thoroughly dry.

	C. Steel and Iron:
	1. Remove grease, rust, scale, dirt and dust from steel and on surfaces.
	2. Where heavy coatings of scale are evident, remove by wire brushing, sandblasting or other necessary method to ensure a satisfactory surface for painting.
	3. Unprimed Steel:
	a. Clean by washing with solvent.
	b. Apply a treatment of phosphoric acid solution, ensuring weld joints, bolts and nuts are similarly leaned.
	c. Prime surfaces to indicate any defects; repair defects, then paint.
	a. Sand and scrape surfaces to remove loose primer and rust.
	b. Feather out edges to make touch-up patches inconspicuous.
	c. Clean surfaces with solvent.
	d. Prime bare steel surfaces.


	D. Galvanized Metal:
	1. Remove surface contamination and oils from galvanized surfaces and wash with solvent.
	2. Apply coat of etching type primer.


	3.3 APPLICATION
	A. Do not apply any initial coating until the moisture content of surfaces is within limitations recommended by the paint manufacturer.
	B. Apply all paints and varnish with appropriate type brushes and rollers.
	C. Rate of application consistency shall be in accordance with recommendations of manufacturer for the type of surface being painted.
	D. Keep brushes and rollers clean, free from contaminants, and suitable for the finish required.
	E. Comply with manufacturer's recommendations for drying time required between succeeding coats.
	F. Each coat shall be slightly darker than preceding coat unless otherwise directed.
	G. Sand and dust between coats to achieve required finish. Finish coat shall be smooth, free of brush marks, streaks, laps, pile up of paint, and skipped or missed areas.
	H. Cut-in edges of paint adjoining other materials or colors, clean and sharp with no overlapping.
	I. Where clear finishes are required ensure tint fillers match wood.  Work fillers well into grain before set.  Wipe excess from surface.
	J. Backprime exterior woodwork, which is to receive paint finish, with exterior primer paint.
	K. Backprime interior woodwork, which is to receive paint or enamel finish, with enamel undercoater paint.
	L. Backprime interior and exterior woodwork, which is to receive stain and/or varnish finish, with gloss varnish reduced 25 percent with mineral spirits.
	M. Prime top and bottom edges of wood and metal doors with enamel undercoat when scheduled to be painted.
	N. Prime top and bottom edges of all wood doors with gloss varnish when they are scheduled to receive stain or clear finish.
	O. Before painting, remove switch, and coverplates, accessories, and minor hardware, lighting fixtures, and similar minor items or provide ample protection of such items.  Upon completion of such space, reinstall removed items.
	P. Remove grilles, covers and access panels for mechanical and electrical systems from location and paint separately.
	Q. Finish prime painted equipment to color selected.
	R. All nameplates and data plates that indicate manufacturer, model, size, capacity, codes, or identifying data printed on equipment, shall not be painted; carefully cut-in.
	S. Prime and paint insulated and bare pipes, conduits, boxes, insulated and bare ducts, hangers, brackets, collars and supports, except where items are plated or covered with a pre-finished coating at exposed areas.
	T. Replace identification markings on mechanical or electrical equipment when painted over or spattered with same identification devices furnished by the mechanical and electrical sections, at the expense of the painting contractor.
	U. Paint exposed conduit and electrical equipment occurring in finished areas.  Color and texture to match adjacent surfaces.
	V. Paint both sides and edges of plywood backboards for electrical equipment before installing backboards and mounting equipment on them.

	3.4 CLEAN-UP
	A. Remove all spilled, splashed, or spattered paint promptly from other surfaces and be careful not to mar surface finish of item being cleaned.
	B. Touch-up and restore damaged finish and leave project in first class condition.
	C. During progress of work, keep premises free from any unnecessary accumulation of tools, equipment, surplus materials and debris.
	D. Upon completion of work remove all ladders, scaffolding and staging, and leave premises neat and clean, to the satisfaction of Architect.

	3.5 PAINTING AND FINISHING SCHEDULE - EXTERIOR
	A. None

	3.6 PAINTING AND FINISHING SCHEDULE - INTERIOR
	A. The paragraphs below identify specific construction materials and the appropriate specified painting system to be used on that particular surface, actual material surfaces for this Project shall be as indicated in the "Finish Schedule" or noted on ...
	B. New and existing materials are to be painted, as listed herein.  Omit primer on existing materials.
	C. Miscellaneous Metals:  (Acrylic - Semi-Gloss Luster)
	1. Hollow metal doors and frames, existing ceiling grid, steel lintels, exposed steel beams and columns, piping, pipe hangers, radiators, convectors, exposed conduits, panelboard fronts, and non-finished or prime painted metals and other equipment.
	a. First Coat: Touch-up shop applied primer with Sherwin-Williams Pro-Cryl Universal Metal Primer, DFT/Coat 3.0 - 4.0 mils. VOC content: 110 g/l 0.92 lb/gal. Meets Greenseal GC-03 “Anti-Corrosive”.
	b. Second Coat: Sherwin-Williams ProClassic Waterborne Acrylic Semi- Gloss Enamel, DFT/Coat 1.3 mils. VOC content: 141 g/l 1.18 lb/gal. Meets Greenseal GS-11 Non-Flat category.
	c. Third Coat: Sherwin-Williams ProClassic Waterborne Acrylic Semi- Gloss Enamel, DFT/Coat 1.3 mils. VOC content: 141 g/l 1.18 lb/gal. Meets Greenseal GS-11 Non-Flat category.
	d. Total Dry Film Thickness:  5.6 - 6.6 mils


	D. Concrete:  (Acrylic Latex - Semi-Gloss Luster) Touchup on surrounding walls
	1. Concrete Surface Preparation:
	a. Remove oils, grease or contaminants by solvent cleaning. Brush blast with fine sand abrasive to remove laitance, polymeric form coatings, to open voids and bugholes, and to give mechanical adhesive surface for coating. Concrete shall be tested usin...
	b. Patch and smooth surfaces with repair mortar prior to painting. Refer to Drawings for notes.

	2. Elevator Machine Room Floor
	a. First Coat: Sherwin-Williams Armorseal 33 Epoxy Primer/Sealer. DFT/Coat 8.0, VOC content: <50 g/l.
	b. Second Coat: Sherwin-Williams Armorseal 650 SL/RC self-leveling / recoatable epoxy, DFT/Coat 10.0-30.0 mils. VOC content: <100 g/l
	c. Total Dry Film Thickness:  18.0 - 38.0 mils


	E. Exposed Structure:
	1. When steel joist, metal decking, mechanical piping, electrical conduit, etc., are scheduled to receive painted finish.
	a. Galvanized Metals:  (Acrylic – Eg-Shel Luster)
	1) First Coat: Sherwin-Williams Waterborne Acrylic Eg-Shel Dryfall, B42W2, DFT/Coat 3.0 - 5.0 mils. Voc content 58 g/l 0.48 lb/gal. Meets GS-11 Non-Flat Category.
	2) Total Dry Film Thickness:  3.0 - 5.0 mils

	b. Ferrous Metals:
	1) First Coat: Sherwin-Williams DTM Acrylic Primer/Finish,  B66W1, DFT/Coat 2.5 - 5.0 mils. VOC content: 138 g/l 1.15 lb/gal. Meets Greenseal Standard GC-03 “Anti-Corrosive” Category.
	2) Second Coat: Sherwin-Williams Waterborne Acrylic Eg-Shel Dryfall, B42W2, DFT/Coat 3.0 - 5.0 mils (.076 - .127 mm). VOC content: 58 g/l 0.48 lb/gal. Meets GS-11 Non-Flat Category.
	3) Total Dry Film Thickness:  5.5 - 10.0 mils



	F. Drywall and Plaster:  Bathroom and Shower Areas (Interior Latex – Semi-Gloss – Mildew Resistant – Bath Paint) Plaster must be fully cured and hard prior to coating.
	1. Walls, ceilings and bulkheads.
	a. First Coat: Sherwin-Williams Harmony Low Odor Interior Latex Primer, B11W900, DFT/Coat 1.3. VOC content: 0 g/l 0.0 lb/gal.
	b. Second Coat: Sherwin-Williams Bath Paint Latex, Semi-Gloss, A59 Series, DFT/Coat 1.4 mils.  VOC content: 0g/l 0.0lb/gal.
	c. Third Coat: Sherwin-Williams Bath Paint Latex, Semi-Gloss, A59 Series, DFT/Coat 1.4 mils.  VOC content: 0g/l 0.0lb/gal.
	d. Total Dry Film Thickness:  4.5 mils





	10 21 13  - TOILET COMPARTMENTS
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. Section Includes:
	1. Phenolic-core toilet compartments configured as toilet enclosures and urinal screens (WHERE SHOWN).

	B. Related Sections:
	1. Division 05 Section "Metal Fabrications" for supports that attach floor-and-ceiling-anchored compartments to overhead structural system.
	2. Division 06 Section "Rough Carpentry" for blocking overhead support of floor-and-ceiling-anchored compartments.
	3. Division 10 Section "Toilet, Bath, and Laundry Accessories" for toilet tissue dispensers, grab bars, purse shelves, and similar accessories.


	1.3 SUBMITTALS
	A. Product Data:  For each type of product indicated.  Include construction details, material descriptions, dimensions of individual components and profiles, and finishes.
	B. Shop Drawings:  For toilet compartments.  Include plans, elevations, sections, details, and attachments to other work.
	1. Show locations of cutouts for compartment-mounted toilet accessories.
	2. Show locations of reinforcements for compartment-mounted grab bars.
	3. Show locations of centerlines of toilet fixtures.
	4. Show overhead support or bracing locations.

	C. Samples for Initial Selection:  For each type of unit indicated.  Include Samples of hardware and accessories involving material and color selection.
	D. Samples for Verification:  For the following products, in manufacturer's standard sizes unless otherwise indicated:
	1. Each type of material, color, and finish required for units, prepared on 2T6-inch-2T5T (152-mm-)5T square Samples of same thickness and material indicated for Work.
	2. Each type of hardware and accessory.

	E. Product Certificates:  For each type of toilet compartment, from manufacturer.
	F. Maintenance Data:  For toilet compartments to include in maintenance manuals.

	1.4 QUALITY ASSURANCE
	A. Comply with requirements in GSA's CID-A-A-60003, "Partitions, Toilets, Complete."
	B. Surface-Burning Characteristics:  As determined by testing identical products according to ASTM E 84, or another standard acceptable to authorities having jurisdiction, by a qualified testing agency.  Identify products with appropriate markings of ...
	1. Flame-Spread Index:  [25] [75] [200] or less.
	2. Smoke-Developed Index:  450 or less.

	C. Regulatory Requirements:  Comply with applicable provisions in "Americans with Disabilities Act (ADA) and Architectural Barriers Act (ABA) Accessibility Guidelines for Buildings and Facilities" and ICC/ANSI A117.1 for toilet compartments designated...

	1.5 PROJECT CONDITIONS
	A. Field Measurements:  Verify actual locations of toilet fixtures, walls, columns, ceilings, and other construction contiguous with toilet compartments by field measurements before fabrication.
	B. Maintain environmental conditions (temperature, humidity, and ventilation) within limits recommended by manufacturer for optimum results.  Do not install products under environmental conditions outside manufacturer’s absolute limits.
	C. Do not deliver materials or begin installation until building is enclosed, with complete protection from outside weather, and building temperature maintained at a minimum of 60 degrees F (15.6 degrees C).

	1.6 WARRANTY
	A. Warranty: Provide warranty for Phenolic Material against delamination, breakage, or corrosion for 10 years, assuming proper maintenance according to manufacturer’s recommendations.

	1.7 COORDINATION
	A. Coordinate work with placement of support framing and anchors in walls and ceilings.


	PART 2 -  PRODUCTS
	2.1 MATERIALS
	A. Aluminum Castings:  ASTM B 26/B 26M.
	B. Aluminum Extrusions:  2TASTM B 2212T5T (ASTM B 221M)5T.
	C. Brass Castings:  ASTM B 584.
	D. Brass Extrusions:  ASTM B 455.
	E. Stainless-Steel Sheet:  ASTM A 666, Type 304, stretcher-leveled standard of flatness.
	F. Stainless-Steel Castings:  ASTM A 743/A 743M.
	G. Zamac:  ASTM B 86, commercial zinc-alloy die castings.

	2.2 SOLID PHENOLIC / COLOR-THRU CORE UNITS
	A. Basis-of-Design Product:  Subject to compliance with requirements, provide Global Partitions, which is located at: 2171 Liberty Hill Rd.  ; Eastanollee, GA 30538; Tel: 706-827-2700; Fax: 706-827-2710; Email: 1TUrequest info (sales@globalpartitions....
	B. Requests for substitutions will be considered in accordance with provisions of Section 01 1600
	C. Toilet-Enclosure Style:  Floor anchored/overhead braced.
	D. Urinal-Screen Style:  Wall hung and Floor anchored (where shown)
	E. Doors, Panels, Screens, and Pilasters: Decorative surface sheet with solid phenolic core of melamine resin impregnated kraft paper fused under high temperature and pressure; edges machine sanded with a 45 degree radius edge. Manufacturer's standard...
	F. Panels and Screens: 1/2 inch (13 mm) thick.
	G. Edges:  Color-thru.
	H. Fire Rated Material:  Class B.
	I. Finish: Solid phenolic/color-thru, as selected from manufacturer's full line of colors.
	J. Door Hardware: Vault hinge.
	1. Top Hinge: Heavy-duty "vault" type, die-cast aluminum alloy with brushed chrome-plated finish; wrap-around pilaster and door mounting, through-bolted.
	2. Bottom Hinge: Same as top hinge, with gravity-acting cams.
	3. Latch: Non-ferrous, satin chrome-plated, slide latch.
	4. Strike and Keeper: Permitting emergency access by lifting the door until latch is clear of keeper; satin chrome-plated finish.
	5. Coat Hook and Bumper: Non-ferrous, chrome-plated, with black rubber tip for doorstop.
	6. Fastening Hardware: Manufacturer's standard, Type 304 stainless steel, No. 4 satin finish, with theft-resistant barrel nuts and machine screws.

	K. Mounting Brackets: Aluminum continuous brackets with theft resistant barrel nuts and machine screws.
	L. Pilaster Shoes: Type 304 stainless steel, No. 4 satin finish. Minimum 5 inches (127 mm) high secured to floor w/internal clips.
	M. Headrail: Manufacturer’s standard aluminum rail with anti-grip profile.
	Pilaster Anchors, Floor Anchored/Overhead Braced: 1/4 inch (6 mm) by 1 inch (25 mm) steel mounting bar secured to pilaster with 3/8 inch (9.5 mm) steel fasteners. Pilasters to be secured to floor with 3/8 inch (9.5 mm) studs and nuts. Leveling adjustm...

	2.3 FABRICATION
	A. Overhead-Braced Units:  Provide manufacturer's standard corrosion-resistant supports, leveling mechanism, and anchors at pilasters to suit floor conditions.  Provide shoes at pilasters to conceal supports and leveling mechanism.
	B. Floor-and-Wall-Anchored Units:  Provide manufacturer's standard corrosion-resistant anchoring assemblies with leveling adjustment at bottoms of pilasters.  Provide shoes and sleeves (caps) at pilasters to conceal anchorage.
	C. Urinal-Screen Posts:  Provide manufacturer's standard corrosion-resistant anchoring assemblies with leveling adjustment at bottoms of posts.  Provide shoes and sleeves (caps) at posts to conceal anchorage (where shown).
	D. Door Size and Swings:  Unless otherwise indicated, provide 2T26-inch-2T5T (660-mm-)5T wide, in-swinging doors for standard toilet compartments and 2T36-inch-2T5T (914-mm-)5T wide, out-swinging doors with a minimum 2T32-inch-2T5T (813-mm-)5T wide, c...


	PART 3 -  EXECUTION
	3.1 EXAMINATION
	A. Do not begin installation until installation conditions and substrates have been properly prepared.
	B. Verify dimensions of areas to receive compartments.
	C. Verify locations of built-in framing, anchorage, bracing and plumbing fixtures.
	D. Verify substrates have been properly installed.
	E. If installation conditions and substrate preparation is the responsibility of another installer, notify Architect of unsatisfactory preparation before proceeding.

	3.2 PREPARATION
	A. Clean surfaces thoroughly prior to installation.
	B. Prepare surfaces using the methods recommended by the manufacturer for achieving the best result for the substrate under the project conditions.

	3.3 INSTALLATION
	A. General:  Comply with manufacturer's written installation instructions.  Install units rigid, straight, level, and plumb.  Secure units in position with manufacturer's recommended anchoring devices.
	1. Maximum Clearances:
	a. Pilasters and Panels:  2T1/2 inch2T5T (13 mm)5T.
	b. Panels and Walls:  2T1 inch2T5T (25 mm)5T.

	2. Maximum Variations from plumb or level:
	a. 1/8 inch (3 mm).

	3. Continuous Mounting Brackets: Secure panels to walls and to pilasters with continuous brackets.
	a. Locate wall brackets so holes for wall anchors occur in masonry or tile joints.
	b. Align brackets at pilasters with brackets at walls

	4. Stirrup Brackets:  NOT PERMITTED

	B. Floor-and-Wall-Anchored Units:  Secure pilasters to supporting construction and level, plumb, and tighten.  Hang doors and adjust so doors are level and aligned with panels when doors are in closed position.
	C. Urinal Screens:  Attach with anchoring devices to suit supporting structure.  Set units level and plumb, rigid, and secured to resist lateral impact.

	3.4 ADJUSTING
	A. Hardware Adjustment:  Adjust and lubricate hardware according to hardware manufacturer's written instructions for proper operation.  Set hinges on in-swinging doors to hold doors open approximately 30 degrees from closed position when unlatched.  S...

	3.5 PROTECTION
	A. Protect installed products until completion of project.
	B. Touch-up, repair or replace damaged products before Substantial Completion.
	C. Remove factory protective coverings and clean finish surfaces in accordance with manufacturer’s instructions before substantial completion.



	10 28 10 - Toilet and Bath Accessories
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes the following:
	1. Toilet, bath, shower and washroom accessories.
	2. Attachment hardware.
	3. Toilet tissue holder specified is for bidding basis only; actual type holder to be furnished shall be verified with Owner as to type of toilet tissue presently being used.

	B. Related Sections include the following:
	1. Division 04 Section "Unit Masonry" for masonry openings, when required for recessed accessories.
	2. Division 05 Section “Security Metal Fasteners”.
	3. Division 07 Section “Joint Sealants”.
	4. Division 10 Section "Toilet Compartments" for compartments and screens.


	1.3 REFERENCE STANDARDS
	A. American National Standards Institute (ANSI): ANSI A117.1 - Safety Standards for the Handicapped.
	B. Americans With Disabilities Act (ADA): ADA - Accessibility Guidelines.

	1.4 SUBMITTALS
	A. Product Data:  Include construction details, material descriptions and thicknesses, dimensions, profiles, fastening and mounting methods, specified options, and finishes for each type of accessory specified.
	B. Samples:  When requested by Architect, submit one sample of each type of fixture specified for review of construction, color and finishes. Acceptable samples will be returned and may be used in the work.
	C. Maintenance Data:  Submit to Architect for processing to Owner, two copies of manufacturer's maintenance data, operating instructions, and keys required for each type of equipment and lock.

	1.5 PRODUCT DELIVERY, STORAGE AND HANDLING
	A. Delivery:
	1. Do not deliver accessories to project until rooms in which they are to be installed are ready to receive them.
	2. Pack accessories individually in a manner to protect accessory and its finish.
	3. Deliver items in manufacturer's original unopened protective packaging.

	B. Storage: Store materials in manufacturer's protective packaging to prevent soiling, physical damage, or wetting.
	C. Handling: Handle items so as to prevent physical damage or scratching to finished surfaces.

	1.6 PROTECTION
	A. Protect adjacent or adjoining finished surfaces and work from damage during installation of work of this section.
	B. Whenever possible maintain protective covers on units until installation is complete. Remove covers at final clean-up of installation.


	PART 2 -  PRODUCTS
	2.1 MANUFACTURERS
	A. Basis-of-Design Product:  Subject to compliance with requirements, provide toilet accessories and catalog numbers listed on the Contract Drawings are taken from the catalog of Bobrick Washroom Equipment, Inc., or a comparable product by one of the ...
	1. American Specialties, Inc.
	2. Bradley Corporation


	2.2 MATERIALS
	A. Sheet Steel:  ASTM A366, cold-rolled stretcher leveled; 1.25 oz./sq. ft. galvanized coating in accordance with ASTM A386.
	B. Stainless Steel Sheet:  ASTM A167, 302/304 grade, gauge as listed.
	C. Stainless Steel Tubing:  ASTM A269, commercial grade, seamless welded.
	D. Brass:  Cast or forged quality alloy, FS WW-P-541.

	2.3 FINISHES
	A. Chrome/Nickel Plating:  Satin finish.
	B. Stainless Steel:  No. 4 satin luster finish.
	C. Galvanized:  Hot-dip after fabrication, ASTM A386.

	2.4 FABRICATION
	A. Weld and grind smooth joints of fabricated components.
	B. Form exposed surfaces from one sheet of stock, free of joints.
	C. Provide steel anchor plates and anchor components for installation on building finishes.
	D. Form surfaces flat without distortion. Maintain flat surfaces without scratches or dents.
	E. Hot dip galvanize ferrous metal anchors and fastening devices.
	F. Shop assemble components and package complete with anchors and fittings.


	PART 3 -  EXECUTION
	3.1 PREPARATION/INSPECTION
	A. Deliver inserts and rough-in frames to jobsite at appropriate time for building-in. Provide templates and rough-in measurements as required.
	B. Inspect surfaces to receive surface mounted units for conditions that would affect quality and execution of work, or operation of units.
	C. Do not begin installation of washroom accessories until conditions are satisfactory. Beginning installation means “acceptance” of existing surfaces and conditions.
	D. Verify exact location of accessories with drawings; if not shown with Architect.

	3.2 INSTALLATION
	A. Install accessories according to manufacturers' written instructions, using fasteners appropriate to substrate indicated and recommended by unit manufacturer.  Install units level, plumb, and firmly anchored in locations and at heights indicated.
	B. Secure mirrors to walls in concealed, tamper-resistant manner with special hangers, toggle bolts, or screws.  Set units level, plumb, and square at locations indicated, according to manufacturer's written instructions for substrate indicated.

	3.3 ADJUSTING AND CLEANING
	A. Adjust accessories for unencumbered, smooth operation and verify that mechanisms function properly.  Replace damaged or defective items.
	B. Remove temporary labels and protective coatings.
	C. Clean and polish exposed surfaces according to manufacturer's written recommendations.

	3.4 TOILET AND BATH ACCESSORY SCHEDULE
	A. Refer to listing in the FIXTURE/ACCESSORY LEGEND and mounting heights shown in the TYPICAL FIXTURE/ACCESSORY LEGEND on Contract Drawings.



	14 21 00 SF - ELECTRIC TRACTION ELEVATORS (2)
	PART 1 -  GENERAL
	1.1 SUMMARY
	A. This Section includes the renovation of an electric traction passenger elevator.  There are two existing elevators.  Elevator #1 will be decommissioned and elevator #2 will be renovated.
	B. See Division 09 Section "Flooring" for finish flooring in elevator cars.

	1.2 SUBMITTALS
	A. Product Data:  Include capacities, sizes, performances, operations, safety features, finishes, and similar information.
	B. Shop Drawings:  Show plans, elevations, sections, and large-scale details indicating service at each landing, machine room layout, coordination with building structure, relationships with other construction, and locations of equipment and signals. ...
	C. Samples:  For exposed finishes.
	D. Manufacturer Certificates:  Signed by elevator manufacturer certifying that hoistway, pit, and machine room layout and dimensions, as shown on Drawings, and electrical service, as shown and specified, are adequate for elevator system being provided.
	E. Operation and maintenance data.
	F. Inspection and Acceptance Certificates and Operating Permits:  As required by authorities having jurisdiction for normal, unrestricted elevator use.

	1.3 QUALITY ASSURANCE
	A. Regulatory Requirements:  Comply with ASME A17.1
	1. Project's seismic design category is Zone 1 = 0.075g

	B. Accessibility Requirements:  Comply with Section 4.10 in the U.S. Architectural & Transportation Barriers Compliance Board's "Americans with Disabilities Act (ADA), Accessibility Guidelines for Buildings and Facilities (ADAAG)."

	1.4 WARRANTY
	A. Special Manufacturer's Warranty:  Manufacturer's standard form in which manufacturer agrees to repair, restore, or replace defective elevator work within specified warranty period.
	1. Warranty Period: 24 months from date of Substantial Completion.


	1.5 MAINTENANCE SERVICE
	A. Initial Maintenance Service:  Beginning at Substantial Completion, provide 12 months full maintenance service by skilled employees of elevator Installer.  Include monthly preventive maintenance, repair or replacement of worn or defective components...

	1.6 DECOMMISSIONING
	A. Unit #1 (the elevator on the left) will be decommissioned and removed from the site.  Contractor will follow all code requirements when decommissioning the elevator.  Set the car and counterweights in the pit without disturbing the building structu...


	PART 2 -  PRODUCTS
	2.1 MANUFACTURERS
	A. Available Manufacturers:  Subject to compliance with requirements, manufacturers offering products that may be incorporated into the Work include, but are not limited to, the following:
	B. Manufacturers:  Subject to compliance with requirements, provide products by the following:
	1. Controller:    Motion Control Engineering      Motion 4000-AC-01
	2. Cab Manufacturer:  Columbia Elevator
	3. Entrances / Doors:  Columbia Elevator
	4. Door Equipment:  GAL
	5. Hoisting Machine:  Hollister Whitney
	6. Fixtures:    Innovation Industries


	2.2 SYSTEMS AND COMPONENTS
	A. General:  Provide manufacturer's standard non-proprietary elevator system, including standard components published by manufacturers as included in a standard non-proprietary elevator system and as required for a complete system.
	B. Elevator Controller:   Provide new MCE.
	C. Elevator Selector Device: Provide new MCE.
	D. Elevator Machines:  Provide Hollister Whitney variable-voltage, variable-frequency, ac-type hoisting machine. Provide solid-state power converters.
	1. Limit total harmonic distortion of regenerated power to 5 percent per IEEE 519.
	2. Provide means for absorbing regenerated power when elevator system is operating on standby power.

	E. Spring Buffers:     Refurbish the existing buffers, relocate as needed.
	F. Isolation Transformer:  Provide new isolation transformer.
	G. Guides:   Provide neoprene roller guides at top and bottom of car and counterweight frames.
	H. Sling:   Refurbish existing or provide new if needed.
	I. Platform:  Provide new larger platform.
	J. Rails:  Relocate car and counterweight guide rails to increase the depth of the cab.  Field verify the maximum depth possible, to allow the cab to become a larger capacity and stretcher compliant.  Clean and paint the rails.
	K. Inserts: Re-use and refurbish as needed.  Provide new if required when increasing the depth of the elevator.
	L. Counterweight Guard:  Re-use and refurbish by wire brushing, scraping and painting with rust inhibitor paint.
	M. Ropes: Provide new ropes on car and governor.
	N. Governor and tension sheave: Provide new by Hollister Whitney.
	O. Overhead Deflector:    Provide new by Hollister Whitney.
	P. Hoistway wiring and switches:  Provide new wiring and switches throughout the installation.  Provide new traveling cable and hoistway wiring.  Provide for a minimum 15% spares in traveling cable.
	Q. Hoistway Sills:  Provide to clean and wire brush to like new condition.  Contract is to replace any sills that are not acceptable to reuse, with new aluminum sills with grout.
	R. Hoistway Door Equipment:  Provide new Headers, Tracks, Rollers, Hangers, Closers and interlocks assemblies at each landing.  Provide new baked enamel door panels, gibs and fire tabs at each landing.
	S. Braille:     Provide new braille at each landing as required by code.
	T. Door Operator:   Provide new MOVFR from GAL.
	U. Cab Door Equipment:  Provide new header, track, roller, hanger, and code compliant door clutch with restrictor device.  Provide new stainless steel #4 satin finish cab door panel.
	V. Car Top Railing:   Provide new car top railing on all sides requiring.
	W. Pit Ladder:    Provide new code compliant yellow marking ladder.
	X. Motor:     Provide new AC type.  Elevator contractor to provide size of horse power based upon increase capacity and existing speed.

	2.3 OPERATION SYSTEMS
	A. General:  Provide manufacturer's standard microprocessor operation system as required to provide type of operation system indicated.  The controller will have duplex provisions for future use if needed.
	B. Duplex Automatic Operation with Demand-Based Dispatching:  Provide automatic system that assigns cars to hall calls based on a dispatching program designed to minimize passenger waiting time.
	System automatically adjusts to changes in demand for different traffic conditions including heavy incoming, heavy two-way, heavy outgoing, and light off-hours as variations of normal two-way traffic.
	1. Available Products:   Subject to compliance with requirements, products that may be incorporated into the Work include, but are not limited to, the following:
	2. Products:      Subject to compliance with requirements, provide the following:
	a. Motion Control Engineering      Motion 4000-AC-01


	C. Duplex Auxiliary Operations:
	1. Standby Power Operation:   On activation of standby power, cars are returned, one at a time, to a designated floor and parked with doors open.  If a car cannot be returned, it is removed from the system.  When all cars have been returned or removed...
	2. Independent Service:    Keyswitch in car control station removes car from group operation and allows it to respond only to car calls.
	3. Battery Back Up System:  Reynolds & Reynolds Powervator EPS System.


	2.4 DOOR REOPENING DEVICES
	A. Infrared Array:  Provide door reopening devices with uniform array of 36 or more microprocessor-controlled, infrared light beams projecting across car entrance.  Interruption of one or more of the light beams shall cause doors to stop and reopen.
	B. Nudging Feature:  After car doors are prevented from closing for predetermined adjustable time, a loud buzzer shall sound and doors shall begin to close at reduced kinetic energy.

	2.5 FINISH MATERIALS
	A. Cold-Rolled Steel Sheet:   ASTM A 1008/A 1008M, commercial steel, Type B, exposed.
	B. Hot-Rolled Steel Sheet:   ASTM A 1011/A 1011M, commercial steel, Type B, pickled.
	C. Stainless-Steel Sheet:    ASTM A 240/A 240M, Type 304.
	D. Stainless-Steel Bars:    ASTM A 276, Type 304.
	E. Stainless-Steel Tubing:   ASTM A 554, Grade MT 304.
	F. Aluminum Extrusions:   1TASTM B 2211T, Alloy 6063.
	G. Plastic Laminate:  High-pressure type complying with NEMA LD 3, Type HGS or HGL.

	2.6 CAR ENCLOSURES
	A. General:  Provide steel shell car frame with removable wall panels, with car roof, access doors, power door operators, and ventilation.
	1. Provide standard railings complying with ASME A17.1 on car tops where required by ASME A17.1.
	2. Plastic-Laminate Wall Panels:  Plastic laminate adhesively applied to manufacturer's standard core.  Plastic-laminate color, texture, and pattern as selected by Architect from manufacturer's (Wilsonart or Formica) FULL range.
	3. Stainless-Steel Doors:  Flush, hollow-metal construction.
	4. Sills:  Extruded aluminum with grooved surface
	5. Suspended Ceiling:  Frameless with wood core and six LED lights.
	6. Elevator cab interiors will match existing elevators 3 & 4 in the building.


	2.7 HOISTWAY ENTRANCES
	A. General:  Retain existing, prime and paint.

	2.8 SIGNAL EQUIPMENT
	A. General:  Provide hall-call and car-call buttons that light when activated and remain lit until call has been fulfilled.  Fabricate lighted elements with red LED lamps and black halo.  Pushbutton, keyswitch and indicator will be PB-1 Device style. ...
	B. Car Control Stations:  Provide manufacturer's standard car control stations.  Mount in return panel adjacent to car door, unless otherwise indicated.
	C. Emergency Communication System:  Provide system that complies with ASME A17.1 and the U.S. Architectural & Transportation Barriers Compliance Board's "Americans with Disabilities Act (ADA), Accessibility Guidelines for Buildings and Facilities (ADA...
	D. Firefighters' Two-Way Telephone Communication Service:  Provide required conductors in traveling cable for firefighters' two-way telephone communication service specified in Division 28 Section "Fire Detection and Alarm."
	E. Car Position Indicator:  Provide digital-type car position indicator, located above car door or above car control station.  Also provide audible signal to indicate to passengers that car is either stopping at or passing each of the floors served.
	1. Include travel direction arrows if not provided in car control station.

	F. Hall Push-Button Stations:  Provide hall push-button stations at each landing as indicated.
	G. Hall Lanterns:  Units with illuminated arrows.
	1. Manufacturer's standard wall-mounted units, for mounting above existing entrance frames.

	H. Hall Annunciator:  With each hall lantern, provide audible signals indicating car arrival and direction of travel.  Signals sound once for up and twice for down.
	I. Hall Position Indicators:  Provide with direction lanterns at each landing.
	J. Corridor Call Station Pictograph Signs:  Provide signs matching hall push-button stations, with text and graphics as required by authorities having jurisdiction.
	K. Car Top Inspection:  Install new car top inspection per code.
	L. Phone Line Monitoring:  Install new.

	2.9 ELEVATORS
	A. Elevator Description:
	1. Number :     #1 will be decommissioned and #2 will be renovated.
	2. Machine Location:   Machine Room overhead
	3. Rated Load:    #2 Existing 2500lb capacity will increase to 3500lb capacity
	4. Stops:    5 stops  In-Line Front Opening
	5. Labeled:   LL,1,2,3,4
	6. Rated Speed:    200fpm
	7. Operation System:  Duplex (Provision for duplex in case needed at later date)
	8. Auxiliary Operations:
	a. Standby power operation.
	b. Battery-powered lowering.
	c. Automatic dispatching of loaded car.
	d. Nuisance call cancel.
	e. Independent service
	f. Distributed parking.

	9. Car Enclosures:
	a. Inside Width:  Maximize existing shaft width, after relocating the rails. Estimated distance between guide rails 88”.  Estimated Inside cab width would be 80”.  Estimated Platform would be 84”.
	b. Inside Depth:  Maximize existing shaft depth, after relocating the rails.  Estimated platform depth would be 6’3”.  Estimated cab depth would 71”.
	c. Inside Height:  maximize existing, estimated 8’ to underside of ceiling.
	d. Front Walls (Return Panels):  New to be stainless steel #4 satin
	e. Car Fixtures:  New to be stainless steel #4 satin
	f. Side and Rear Wall Panels:  Plastic Laminate above handrail (3 on rear wall and 2 on sides) and Stainless Steel Rigidized on the bottom.
	g. Door Faces (Interior):  Stainless Steel #4 Satin Finish
	h. Handrails:  Three    4”  x 3/8” Bar type, flat Stainless Steel #4 Satin (304)
	i. Floor prepared to receive specified in Division 09 Section

	10. Hoistway Entrances:  As follows:
	a. Width:  Existing 42”
	b. Height:  Existing 48”
	c. Type:  Single Speed Side Opening Right Handed
	d. Fire-Protection Rating: as required by code / existing to remain.
	e. Frames:  Paint existing frames to match elevators 3 & 4.
	f. Doors:  Provide baked enamel to match elevators 3 & 4.

	11. Hall Fixtures:  Stainless Steel #4 Satin Finish
	12. Additional Requirements:
	a. Provide inspection certificate in each car, mounted under acrylic cover with frame made from Stainless Steel #4 Satin.
	b. Provide blanket hooks and complete set(s) of full-height protective blankets.




	PART 3 -  EXECUTION
	3.1 INSTALLATION
	A. Sound Isolation:  Mount rotating and vibrating equipment on vibration-isolating mounts designed to minimize transmission of vibrations to structure and thereby minimize structure-borne noise from elevator system.
	B. Leveling Tolerance:  1T1/8 inch1T up or down, regardless of load and direction of travel.
	C. Set car sill flush with finished floor surface at landing.

	3.2 FIELD QUALITY CONTROL
	A. Acceptance Testing:  On completion of elevator installation and before permitting use (either temporary or permanent), perform acceptance tests as required and recommended by ASME A17.1 and by governing regulations and agencies.

	3.3 PROTECTION
	A. Temporary Use:  Comply with the following requirements for the elevator used for construction purposes:
	1. Provide other protective coverings, barriers, devices, signs, and procedures as needed to protect elevator and elevator equipment.
	2. Provide access and operation of the elevator, to all other trades as needed in order for them to complete their work.


	3.4 PAINTING:  Contractor is responsible to paint all retain equipment, pit and machine room floor.
	3.5 DEMONSTRATION
	A. Engage a factory-authorized service representative to train Owner's maintenance personnel to operate elevator.
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