
 

 

ADDENDUM NO. 3 
MITCHELL BUILDING GENERATOR REPLACEMENT  

DHSS HERMAN HOLLOWAY CAMPUS 
1901 N. DUPONT HIGHWAY, NEW CASTLE DE 19720 

OMB/DFM PROJECT: MC3501000047 
DATE OF ISSUE: MAY 16, 2017 

 

1.0 This addendum, Addendum No. 3, shall be made part of the Project Manual and Drawings dated 
April 24, 2017 for the DHSS Herman Holloway Mitchell Building Generator Replacement.  Any 
provision in any of the Contract Documents which may be in conflict or be inconsistent with the 
contents of this Addendum shall be void to the extent of such conflicts or inconsistency. 
 

2.0 BID DUE DATE HAS CHANGED TO TUESDAY, JUNE 6, 2017 AT 2:30 P.M. 
 
 

3.0 Changes to Specifications 
3.1  Section 26 12 19- Pad Mounted Liquid Filled Medium Voltage Transformers 

1. Article 2.2.L: CHANGE Stainless Steel to Carbon Steel. 
2. Article 2.3.I:  

a. Paragraph.4: DELETE “with alarm contacts” 
b. Paragraph 5: DELETE “with high and low alarm contacts.” 
c. Paragraph 9: DELETE in its entirety. 

3.2 Section  26 05 13 Medium Voltage Cables 
1. Article 2.1.A Cables. CHANGE Standard of Design to Prysmian, with Okonite & 

Kerite equivalents acceptable. 
2. Article 2.3.I: DELETE paragraph and INSERT “Prysmian Cat #: 20193788 

4.0 Changes to Drawings: 
4.1 There are no changes to Drawings 

 
5.0 Questions/Clarifications 

5.1 Are the steps supplied by owner or are we to have them made? 
REPLY:  Steps are existing and to be furnished as part of the generator. 
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