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DELAWARE STATE POLICE FIRING RANGE HVAC UPGRADE  
OMB/DFM CONTRACT # MJ1002000012 

ADDENDUM #4 
QUESTIONS: 
  

1. Drawing E-101 calls for new Duct Detectors at AHU-3.  Note 15 requires the contractor to coordinate 
with existing Fire Alarm vendor. Can you provide the name and contact person for the existing Fire 
Alarm vendor? 
Answer: 
The existing fire alarm vendor is Hoops Fire Prevention, Inc. This was incorrectly identified on Addendum 
#3. 

 
2. Should the exterior steel be painted or galvanized? 

Answer: 
The exterior steel shall be galvanized. 

CLARIFICATIONS 
- Bidders shall follow the Instruction to Bidders specification section 00 21 13. 
- Each addendum is to be listed separately i.e. (1,2,3,4) NOT 1 thru 4. 
- The bid form needs to be filled out completely. 
- Included with the bid package shall be a signed drug affidavit. There shall be one signed drug 

affidavit for the contractor and one signed affidavit from each of the subcontractors. 
-  

Addendum #3 
1. Addendum #3 (this document) (1 page) 
 

Summarized By: DEDC, LLC 
 Matt Lano 
Date:    December 12, 2016 

 


